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DRAWING LIST (VOLUME 2) - ARCHITECTURAL, ARCHITECTURAL INTERIORS

SHEET # SHEET NAME

A3.30 3D WALL SECTION DETAILS

A3.31 WALL SECTION DETAILS

A3.32 WALL SECTION DETAILS

A3.33 WALL SECTION DETAILS

A3.34 WALL SECTION DETAILS

A3.35 WALL SECTION DETAILS

A3.36 WALL SECTION DETAILS

A3.37 WALL SECTION DETAILS

A3.38 WALL SECTION DETAILS

A3.40 ROOF DETAILS

A3.50 SKYLIGHT SECTIONS & DETAILS

A3.51 SKYLIGHT SECTIONS & DETAILS

A3.60 EXTERIOR PLAN DETAILS

A3.61 EXTERIOR PLAN DETAILS

A3.62 EXTERIOR PLAN DETAILS

A3.63 EXTERIOR PLAN DETAILS

A3.64 EXTERIOR PLAN DETAILS

A3.65 EXTERIOR PLAN DETAILS

A4.10 INTERIOR BUILDING SECTIONS - MAIN ENTRY

A4.11 INTERIOR BUILDING SECTIONS - MAIN COMMONS

A4.12 INTERIOR BUILDING SECTIONS - AGORA/OPEN STEPPED PRESENTATION AREA

A4.13 INTERIOR BUILDING SECTIONS - AUDITORIUM

A4.14 INTERIOR BUILDING SECTION - AUDITORIUM ENTRY

A4.15 INTERIOR BUILDING SECTIONS - ENTRY 2

A4.16 INTERIOR BUILDING SECTIONS - B WING

A4.17 INTERIOR BUILDING SECTIONS - C WING

A4.18 INTERIOR BUILDING SECTIONS - D WING

A4.19 INTERIOR BUILDING SECTIONS - E WING

A4.20 INTERIOR SECTION DETAILS

A4.21 INTERIOR SECTION DETAILS

A4.22 INTERIOR SECTION DETAILS

A4.23 INTERIOR SECTION DETAILS

A4.24 INTERIOR SECTION DETAILS

A4.30 INTERIOR PLAN DETAILS - STANDARD DETAILS

A4.32 INTERIOR PLAN DETAILS - A WING

A4.33 INTERIOR PLAN DETAILS - A WING

A4.34 INTERIOR PLAN DETAILS - A- WING

A4.35 INTERIOR PLAN DETAILS - A WING

A4.36 INTERIOR PLAN DETAILS - B WING

A4.37 INTERIOR PLAN DETAILS - C WING

A4.38 INTERIOR PLAN DETAILS - D WING

A4.39 INTERIOR PLAN DETAILS - E WING

A5.10 TOILET PLANS, ELEVATIONS AND ACCESSORIES

A5.11 TOILET PLANS

A5.12 TOILET PLANS

A5.20 ENLARGED LOCKER ROOM PLANS

A5.30 EGRESS STAIR PLANS, SECTIONS, AND DETAILS

A5.31 EGRESS STAIR PLANS, SECTIONS AND DETAILS

A5.32 EGRESS STAIR PLANS, SECTIONS AND DETAILS

A5.33 MAIN STAIR PLANS, SECTIONS AND DETAILS

A5.34 AGORA STAIR PLANS, SECTIONS AND DETAILS

A5.35 AGORA STAIR PLANS, SECTIONS AND DETAILS

A5.36 AUDITORIUM STAIR PLANS SECTION AND DETAILS

A5.40 ELEVATOR PLANS AND SECTIONS

A5.41 ENLARGED PLANS

A6.00 INTERIOR ELEVATIONS - A WING

A6.01 INTERIOR ELEVATIONS - A WING - AUDITORIUM

A6.02 INTERIOR ELEVATIONS - A WING- AUDITORIUM

A6.03 INTERIOR ELEVATIONS-A WING-1st FLOOR

A6.04 INTERIOR ELEVATIONS-A WING-1st FLOOR

A6.05 INTERIOR ELEVATIONS-A WING- 2nd FLOOR

A6.06 ENLARGED INTERIOR ELEVATIONS A-WING 1ST FLOOR

A6.07 ENLARGED INTERIOR ELEVATIONS A-WING 2ND FLOOR

A6.10 INTERIOR ELEVATIONS -B WING-1st FLOOR

A6.11 INTERIOR ELEVATIONS-B WING-1st FLOOR

A6.12 INTERIOR ELEVATIONS-B WING-1st FLOOR & 2nd FLOOR

A6.20 INTERIOR ELEVATIONS-C WING-1st FLOOR

A6.21 INTERIOR ELEVATIONS-C WING-2nd FLOOR

A6.30 INTERIOR ELEVATIONS-D WING-1st FLOOR

A6.31 INTERIOR ELEVATIONS-D WING-1st FLOOR

A6.32 INTERIOR ELEVATIONS-D WING-2nd FLOOR

A6.40 INTERIOR ELEVATIONS-E WING-1st FLOOR & 2nd FLOOR

A6.41 INTERIOR ELEVATIONS-E WING-2nd FLOOR

A6.50 INTERIOR ELEVATIONS-F WING

A6.51 INTERIOR ELEVATIONS-F WING

A6.52 INTERIOR ELEVATIONS F WING

A6.53 INTERIOR ELEVATIONS-F WING

A7.01 TYP. MILLWORK DETAILS

A7.02 TYP. MILLWORK DETAILS

A7.10 ENLARGED MILLWORK-RECEPTION DESKS

A7.11 ENLARGED MILLWORK-PATHWAYS LIBRARIES

A7.12 ENLARGED MILLWORK-ART & COMMUNICATION PATHWAY-1st FLOOR

A7.13 ENLARGED MILLWORK-ART & COMMUNICATION PATHWAY 2ND FLOOR

A7.14 ENLARGED MILLWORK-DISPLAY CASES, KIOSK DESK, TRASH COUNTER

A7.15 ENLARGED MILLWORK-LIBRARY DESKS

A7.16 ENLARGED MILLWORK-DEPARTMENT DESKS

A7.17 ENLARGED MILLWORK-SCIENCE & FACS STATION

A8.01 MISC. ITEMS (Out Building at Field)

A8.02 BLEACHER- SEATING PLAN

A8.03 BLEACHER- PRESS BOX

A8.04 BLEACHERS - GRANDSTAND DRAWINGS ELECTRIC SERVICE ROOM DRAWINGS

A8.05 BLEACHER- ELEVATION

A8.06 BLEACHER- SECTION

A8.07 BLEACHER- DETAILS

A8.10 EXTERIOR WALL MOCKUP

A8.50 SITE SIGNAGE

A8.51 SITE SIGNAGE

A8.52 BUILDING SIGNAGE & SITE SEATING WALLS

217

Interiors

AI0.01 GENERAL FINISH NOTES, LEGENDS

AI0.02 FIRST FLOOR FINISH SCHEDULE - ROOMS A101 - C139D

AI0.03 FIRST FLOOR FINISH SCHEDULE - ROOMS D101 - F146

AI0.04 SECOND FLOOR FINISH SCHEDULE - ROOMS A201 - C225

AI0.05 SECOND FLOOR FINISH SCHEDULE - ROOMS D201 - E259

AI1.10 FIRST FLOOR FINISH PLAN - AREA A1

AI1.11 FIRST FLOOR FINISH PLAN - AREA A2

AI1.12 FIRST FLOOR FINISH PLAN - AREA A3

AI1.13 FIRST FLOOR FINISH PLAN - AREA B

AI1.14 FIRST FLOOR FINISH PLAN - AREA C1

AI1.15 FIRST FLOOR FINISH PLAN - AREA C2

AI1.16 FIRST FLOOR FINISH PLAN - AREA D

AI1.17 FIRST FLOOR FINISH PLAN - AREA E

AI1.18 FIRST FLOOR FINISH PLAN - AREA F1

AI1.19 FIRST FLOOR FINISH PLAN - AREA F2

AI1.20 SECOND FLOOR FINISH PLAN - AREA A1

AI1.21 SECOND FLOOR FINISH PLAN - AREA A2

AI1.22 SECOND FLOOR FINISH PLAN - AREA A3

AI1.23 SECOND FLOOR FINISH PLAN - AREA B

AI1.24 SECOND FLOOR FINISH PLAN - AREA C1

AI1.26 SECOND FLOOR FINISH PLAN - AREA D

AI1.27 SECOND FLOOR FINISH PLAN - AREA E
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Grand total: 239
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SHEET # SHEET NAME

Architectural

A0.01 LEGENDS, SYMBOLS, NOTES, PARTITION TYPES

A0.02 PARTITION TYPES

A0.2.01 CODE ANALYSIS TEXT, SYMBOLS AND RATINGS - FIRST FLOOR AND BASEMENT

A0.2.02 CODE ANALYSIS TEXT, SYMBOLS AND RATINGS - SECOND FLOOR

A0.2.03 STRUCTURAL RATING PLAN - SECOND FLOOR AND ROOF ASSEMBLIES

A0.2.04 STRUCTURAL RATING PLAN - ROOF ASSEMBLIES

A0.2.10 FIRST FLOOR CODE PLAN - AREA A1

A0.2.11 FIRST FLOOR CODE PLAN - AREA A2

A0.2.12 FIRST FLOOR CODE PLAN - AREA A3

A0.2.13 FIRST FLOOR CODE PLAN - AREA B

A0.2.14 FIRST FLOOR CODE PLAN - AREA C1

A0.2.15 FIRST FLOOR CODE PLAN - AREA C2

A0.2.16 FIRST FLOOR CODE PLAN - AREA D

A0.2.17 FIRST FLOOR CODE PLAN - AREA E

A0.2.18 FIRST FLOOR CODE PLAN - AREA F1

A0.2.19 FIRST FLOOR CODE PLAN - AREA F2

A0.2.20 SECOND FLOOR CODE PLAN - AREA A1

A0.2.21 SECOND FLOOR CODE PLAN - AREA A2

A0.2.22 SECOND FLOOR CODE PLAN - AREA A3

A0.2.23 SECOND FLOOR CODE PLAN - AREA B

A0.2.24 SECOND FLOOR CODE PLAN - AREA C1

A0.2.26 SECOND FLOOR CODE PLAN - AREA D

A0.2.27 SECOND FLOOR CODE PLAN - AREA E

A0.30 DOOR AND WINDOW FRAME TYPES

A0.31 SPECIALTY DOOR DETAILS

A0.32 WON DOOR DETAILS

A0.36 EXTERIOR - WINDOW FRAME TYPES,  WINDOW & DOOR DETAILS

A0.37 EXTERIOR - STOREFRONT FRAME TYPES

A0.38 EXTERIOR - CURTAIN WALL TYPES

A0.39 EXTERIOR - CURTAIN WALL TYPES

A0.45 INTERIOR - CURTAIN WALL, STOREFRONT & FRAME TYPES

A0.46 INTERIOR - STOREFRONT & FRAME TYPES

A0.47 INTERIOR - STOREFRONT & FRAME TYPES

A0.48 INTERIOR - DOOR, WINDOW & FRAME TYPE DETAILS

A0.50 DOOR SCHEDULE - AREA A

A0.51 DOOR SCHEDULE - AREAS B AND C

A0.52 DOOR SCHEDULE - AREAS D, E AND F AND WON DOORS

A0.60 ACCESSORIES LEGEND

A1.01 FIRST FLOOR PLAN & BASEMENT

A1.02 SECOND FLOOR PLAN

A1.03 ROOF PLAN

A1.10 FIRST FLOOR PLAN - AREA A1

A1.11 FIRST FLOOR PLAN - AREA A2

A1.12 FIRST FLOOR PLAN - AREA A3

A1.13 FIRST FLOOR PLAN - AREA B

A1.14 FIRST FLOOR PLAN - AREA C1

A1.15 FIRST FLOOR PLAN - AREA C2

A1.16 FIRST FLOOR PLAN - AREA D

A1.17 FIRST FLOOR PLAN - AREA E

A1.18 FIRST FLOOR PLAN - AREA F1

A1.19 FIRST FLOOR PLAN - AREA F2

A1.20 SECOND FLOOR PLAN - AREA A1

A1.21 SECOND FLOOR PLAN - AREA A2

A1.22 SECOND FLOOR PLAN - AREA A3

A1.23 SECOND FLOOR PLAN - AREA B

A1.24 SECOND FLOOR PLAN - AREA C1

A1.25 UPPER WINDOW PLAN - AREA C2

A1.26 SECOND FLOOR PLAN - AREA D

A1.27 SECOND FLOOR PLAN - AREA E

A1.28 SECOND FLOOR PLAN - AREA F1

A1.30 ROOF PLAN AREA A1

A1.31 ROOF PLAN AREA A2

A1.32 ROOF PLAN AREA A3

A1.33 ROOF PLAN AREA B

A1.34 ROOF PLAN AREA C1 & C2

A1.36 ROOF PLAN AREA D

A1.37 ROOF PLAN AREA E

A1.38 ROOF PLAN AREA F1

A1.39 ROOF PLAN AREA F2

A1.40 FIRST FLOOR RCP

A1.41 SECOND FLOOR RCP

A1.42 BASEMENT PLAN + RCP

A1.50 FIRST FLOOR REFLECTED CEILING PLAN - AREA A1

A1.51 FIRST FLOOR REFLECTED CEILING PLAN - AREA A2

A1.52 FIRST FLOOR REFLECTED CEILING PLAN - AREA A3

A1.53 FIRST FLOOR REFLECTED CEILING PLAN - AREA B

A1.54 FIRST FLOOR REFLECTED CEILING PLAN - AREA C1

A1.55 FIRST FLOOR REFLECTED CEILING PLAN - AREA C2

A1.56 FIRST FLOOR REFLECTED CEILING PLAN - AREA D

A1.57 FIRST FLOOR REFLECTED CEILING PLAN - AREA E

A1.58 FIRST FLOOR REFLECTED CEILING PLAN - AREA F1

A1.59 FIRST FLOOR REFLECTED CEILING PLAN - AREA F2

A1.60 SECOND FLOOR REFLECTED CEILING PLAN - AREA A1

A1.61 SECOND FLOOR REFLECTED CEILING PLAN - AREA A2

A1.62 SECOND FLOOR REFLECTED CEILING PLAN - AREA A3

A1.63 SECOND FLOOR REFLECTED CEILING PLAN - AREA B

A1.64 SECOND FLOOR REFLECTED CEILING PLAN - AREA C1

A1.66 SECOND FLOOR REFLECTED CEILING PLAN - AREA D

A1.67 SECOND FLOOR REFLECTED CEILING PLAN - AREA E

A1.68 SECOND FLOOR REFLECTED CEILING PLAN - AREA F1

A1.70 CEILING DETAILS

A1.71 CEILING DETAILS

A1.72 CEILING DETAILS

A1.73 CEILING DETAILS

A1.74 CEILING DETAILS

A2.00 BUILDING AXONOMETRIC VIEWS

A2.01 FULL BUILDING ELEVATIONS

A2.02 EXTERIOR VIEWS

A2.03 ELEVATION PATTERNS

A2.04 EXTERIOR ELEVATIONS

A2.05 EXTERIOR ELEVATIONS

A2.06 EXTERIOR ELEVATIONS

A2.07 EXTERIOR ELEVATIONS

A2.08 EXTERIOR ELEVATIONS

A2.09 EXTERIOR ELEVATIONS

A2.10 EXTERIOR ELEVATIONS

A2.20 BUILDING SECTIONS

A2.21 BUILDING SECTIONS

A3.10 WALL SECTIONS

A3.11 WALL SECTIONS

A3.12 WALL SECTIONS

A3.13 WALL SECTIONS

A3.14 WALL SECTIONS

A3.15 WALL SECTIONS

A3.16 WALL SECTIONS

A3.17 WALL SECTIONS

A3.18 WALL SECTIONS

A3.19 WALL SECTIONS

A3.20 WALL SECTIONS
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Architectural
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VOLUME 2



GENERAL NOTES
1.  ALL DIMENSIONS ARE TO FACE OF MASONRY OR FACE OF STUD, UNO.

2.  ALL OPENINGS IN MASONRY CONSTRUCTION ARE DIMENSIONED TO THE FACE OF MASONRY.

3.  REFERENCE CODE ANALYSIS KEY PLAN AND SPECIFICATIONS FOR EXTENT OF FIREPROOFING.

4.  ALL EXPOSED MECHANICAL AND ELECTRICAL SERVICES IN AREAS WITHOUT CEILINGS SHALL BE CAREFULLY COORDINATED AND
ORGANIZED SO AS TO PROVIDE A NEAT AND ORDERLY APPEARANCE. SERVICES SHALL BE RUN IN STRAIGHT LINES PARALLEL OR
PERPENDICULAR TO EXPOSED STRUCTURE.  ALL SERVICES SHALL BE RUN WITHIN OR BETWEEN EXPOSED STRUCTURE TO THE
EXTENT POSSIBLE.  LAYOUTS FOR PROPOSED SERVICES SHALL BE REVIEWED WITH THE ARCHITECT PRIOR TO PROCEEDING WITH THE
WORK.

5.  THE CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR VERIFYING DIMENSIONS.  ALL DISCREPENCIES BETWEEN ANTICIPATED AND
ACTUAL CONDITIONS SHALL BE PROMPTLY BROUGHT TO THE ARCHITECT'S ATTENTION.

6. DO NOT SCALE DRAWINGS, WRITTEN DIMENSIONS GOVERN. ALL  PARTITION LOCATIONS SHALL BE AS SHOWN ON PARTITION PLAN. IN
CASE OF CONFLICT NOTIFY ARCHITECT. PARTITION PLAN BY ARCHITECT TAKES PRECEDENCE OVER ALL OTHER PLANS.

7. ALL  DIMENSIONS MARKED "CLEAR" OR "CLR" SHALL BE MAINTAINED AND SHALL ALLOW  FOR THICKNESS OF ALL WALL FINISHES, U.O.N.
AND SHALL NOT VARY MORE THAN 1/8" WITHOUT WRITTEN INSTRUCTION FROM ARCHITECT.

8. "ALIGN" MEANS TO ACCURATELY LOCATE FINISHED FACES IN THE SAME  PLANE.

9. WHEN ONLY ONE OUTLET IS ON AN CONTINUOUS RUN OF WALL IN ANY GIVEN SPACE CENTER THE OUTLET, LEFT TO RIGHT UNLESS
OTHERWISE NOTED OR IN CONFLICT OF CODE.

10. COORDINATE LOCATION OF ALL POWER AND DATA RECEPTACLES WITH THE OWNER PRIOR TO PLACEMENT.  SEE ELECTRICAL
DRAWINGS FOR STANDARD HEIGHTS.

CEILING LEGEND

GRAPHICS LEGEND

SYMBOLS LEGEND

A1.1J1

SPRAYED-ON FIREPROOFING

GRAVEL

FINISH WOOD

WOOD BLOCKING

REFER TO STRUCTURAL(S), MECHANICAL(M), ELECTRICAL(E)

MATERIAL NAME

REFERENCE SPECIFICATIONS NUMBER

THERMAL OR ACOUSTIC FIBERGLASS
INSULATION, UNO.

INDICATES BARRIER FREE ACCESS. ITEM
DESIGNATED THUS MUST COMPLY WITH LASTEST
EDITION STATE BARRIER FREE CODE AND FEDERAL
ADA LEGISLATION.

INTERIOR GLASS AND FRAME TYPE

EXTERIOR WINDOW / LOUVER  TYPE

MATERIAL DESIGNATION:

CMU PARTITION

STEEL

LOAM / EARTH

CONCRETE

RIGID INSULATION

ACCESSORY TYPE

XX XX XX - XXXXXXX (X)   XXXX

REVISION

DRAWING WHERE SHOWN

DRAWING WHERE SHOWN

DETAIL NUMBER

SECTION NUMBER

DETAIL NUMBER

DRAWING WHERE SHOWN

DRAWING WHERE SHOWN

DETAIL / SECTION NUMBER

ELEVATION NUMBER

WORK POINT, CONTROL POINT,
OR DATUM POINT.

ADDITIONAL MATERIAL TEXT

INDICATES ALIGNMENT BETWEEN
ADJACENT PARTITION FINISHES

ROOM NAME AND NUMBER

PARTITION TYPE

DOOR NUMBER

BUILDING SECTION

PLAN DETAIL

ELEVATION

SECTION DETAIL

DETAIL TITLE

GWB + SHEATHING

DRAWING WHERE SHOWN

SECTION NUMBER

WALL SECTION

1i

1/4"

1
/2

"

101

Room
name
101

1

1

A

1

A101

1

SIM

1 View Name
1/8" = 1'-0"A101DRAWING

DOOR CLEARANCES

4" TYPICAL FOR STUD PARTITIONS.
10" TYPICAL MASONRY PARTITIONS.
(UNLESS NOTED OTHERWISE OR AS REQUIRED TO
MAINTAIN ADA CLEARANCES.)

PARTITIONS AT
INTERSECTION

PULL SIDE PUSH SIDE

DOOR AS SCHEDULED

60
" 

M
IN

.

18" MIN.

12" MIN IF DOOR HAS CLOSER

4
8

" 
M

IN
.

.

TABLE OF ABBREVIATIONS
THE FOLLOWING TABLE OF ABBREVATIONS IS PROVIDED FOR THE  CONVENIENCE OF THE CONTRACTOR.  IT IS NOT INTENDED TO
SERVE AS A COMPLETE LIST OF ALL ABBREVIATIONS TO BE FOUND IN THE CONTRACT DOCUMENTS. SHOULD THE CONTRACTOR
REQUIRE ANY CLARIFICATION OR INTERPRETATION HEREOF, HE SHALL PROMPTLY SO NOTIFY THE ARCHITECT.

±

CL

°

& AND
ANGLE

@ AT
CENTER LINE
DEGREES

' FEET
" INCHES
d PENNY

PLUS OR MINUS
# POUNDS, NUMBER
P PROPERTY LINE

ROUND, DIAMETER
TEMPERED

AFF ABOVE FINISHED FLOOR
AP ACCESS PANEL
ACT ACOUSTICAL CEILING TILE
AWP ACOUSTICAL WALL PANEL
ADJ ADJUSTABLE
AGG AGGREGATE
A/C AIR CONDITIONING
ALT ALTERNATE
ALUM ALUMINUM
AB ANCHOR BOLT
ANOD ANODIZED
APP'D APPROVED
ARCH ARCHITECT (URAL)
AUTO AUTOMATIC

BSMT BASEMENT
BRG BEARING
BP BEARING PLATE
BM BENCH MARK
BIT BITUMINOUS
BLKG BLOCKING
BD BOARD
BS BOTH SIDES
BOT BOTTOM
BO BOTTOM OF
BLDG BUILDING
BO BY OWNER / BY OTHER

CAB CABINET
CUH CABINET UNIT HEATER
CPT CARPET
CB CATCH BASIN
CLG CEILING
CEM CEMENT
CL CENTER LINE
CT CERAMIC TILE
CB CHALKBOARD
CIRC CIRCULAR
CLR CLEAR
CP COAT PEGS
CMU CONCRETE MASONRY UNIT
CM CONSTRUCTION MANAGER
CJ CONTROL JOINT
CF CUBIC FEET
CY CUBIC YARDS
COL COLUMN
CONC CONCRETE
CONT CONTINUOUS
CORR CORRUGATED

DEMO DEMOLISH / DEMOLITION
DTL DETAIL
DIAG DIAGONAL
DIA DIAMETER
DIM DIMENSION
D/W DISHWASHER
DIV DIVIDE / DIVISION
DR DOOR
DBL DOUBLE
DN DOWN
DWG DRAWING
DF DRINKING FOUNTAIN

EA EACH
EF EACH FACE
EW EACH WAY
ELEC ELECTRICAL
EP ELECTRICAL PANEL BOARD
EWC ELECTRIC WATER COOLER
EL ELEVATION
ELEV ELEVATOR
EMER EMERGENCY
EQ EQUAL
EQUIP EQUIPMENT
EST ESTIMATED
EXH EXHAUST
EXIST EXISTING
EJ EXPANSION JOINT
EXP EXPOSED / EXPANSION
EXT EXTERIOR
EIFS EXTERIOR INSULATED FINISH SYSTEM

F/O FACE OF
F/F FACE TO FACE
FP FACING PANEL
FG FIBERGLASS
FIN FINISH
FF FINISHED FLOOR
FE FIRE EXTINGUISHER
FEC FIRE EXTINGUISHER CABINET
FPROOF FIRE PROOFING
FT FIRE TREATED
FLR FLOOR
FD FLOOR DRAIN
FLOUR FLOURESCENT
FAF FLUID APPLIED FLOORING
FTG FOOTING
FNDN FOUNDATION
FUT FUTURE

GALV GALVANIZED
GA GAUGE
GC GENERAL CONTRACTOR
GL GLASS
GMMB GLASS MESH MORTAR BOARD
GWB GYPSUM WALL BOARD

HDWR HARDWARE
HDWD HARDWOOD
HVAC HEATING, VENTILATION & AIR 

CONDITIONING
HD HEAVY DUTY
HT HEIGHT
HC HOLLOW CORE
HM HOLLOW METAL
HORIZ HORIZONTAL

ICB INTEGRAL COVE BASE
INCL INCLUDE (ING)
ID INSIDE DIAMETER
INSUL INSULATION
INT INTERIOR
INV INVERT

JAN JANITOR
JT JOINT

KD KILN DRIED / KNOCK DOWN
KIT KITCHEN
KO KNOCK OUT

LAV LAVATORY
LH LEFT HAND
LxWxH LENGTH x WIDTH x HEIGHT
LT LIGHT
LF LINEAR FEET

MAS MASONRY
MFR MANUFACTURER
MO MASONRY OPENING
MB MARKER BOARD
MAX MAXIMUM
MECH MECHANICAL
MC MEDICINE CABINET
MED MEDIUM
MTL METAL
MIN MINIMUM
MISC MISCELLANEOUS
MR MOISTURE RESISTANT
MLDG MOLDING
MAT WALK OFF MAT

NAT NATURAL
NS NATURAL STONE
NRC NOISE REDUCTION COEFFICIENT
NA NOT APPLICABLE
NTS NOT TO SCALE
NIC NOT IN CONTRACT
NO NUMBER

OC ON CENTER
OPNG OPENING
OPP OPPOSITE
OD OUTSIDE DIAMETER
O/O OUTSIDE TO OUTSIDE
OA OVERALL
OH OVERHEAD
OFOI OWNER FURNISHED OWNER INSTALLED
OFCI OWNER FURNSIHED CONTRACTOR INSTALLED

P PAINT
PTD PAINTED
PR PAIR
PART PARTITION
PTM PATCH TO MATCH
PVMT PAVEMENT
PERF PERFORATED
PERIM PERIMETER
PL PLATE
PLAS PLASTIC
PLAM PLASTIC LAMINATE
PLUMB PLUMBING
PLYWD PLYWOOD
PVC POLY VINYL CHLORIDE
PT PORCELAIN TILE
PREFIN PREFINISHED
PT PRESSURE TREATED

QT QUARRY TILE
QTZ QUARTZ TILE

R RADIUS
RAD RADIUS
RB RESILIENT BASE
RF RESILIENT FLOORING
REF REFERENCE
REFRIG REFRIGERATOR
REINF REINFORCE
REQ'D REQUIRED
REV REVERSE
RH RIGHT HAND
RD ROOF DRAIN
RM ROOM
RO ROUGH OPENING

SC SEALED CONCRETE
SHT SHEET
SV SHEET VINYL
SIM SIMILAR
SS SOLID SURFACE
STC SOUND TRANSMISSION COEFFICIENT
SP SPECIAL PAINT
SPEC SPECIFICATIONS / SPECIFIED
SQ SQUARE
SF SQUARE FEET
S/S STAINLESS STEEL
STD STANDARD
STL STEEL
ST STONE TILE
STOR STORAGE
STRUCT STRUCTURAL / STRUCTURE
SUSP SUSPENDED
SYM SYMMETRICAL

TWP TACKABLE WALL PANEL
TB TACKBOARD
TEL TELEPHONE
TV TELEVISION
TEMP TEMPORARY
THK. THICKNESS
TBD TO BE DETERMINED
TP TOILET PAPER
T&G TONGUE AND GROOVE
T&B TOP AND BOTTOM
TO TOP OF
TU TOUCH UP
TS TRANSITION STRIP
TYP TYPICAL

UC UNDERCUT
UNO UNLESS NOTED OTHERWISE

VB VAPOR BARRIER
VFY VERIFY
VIF VERIFY IN FIELD
VERT VERTICAL
VCT VINYL COMPOSITE TILE
VWC VINYL WALLCOVERING

WPP WALL PROTECTION PANEL
WC WATER CLOSET
WP WATER PROOF
WWF WELDED WIRE FABRIC
WG WIRE GLASS
W/ WITH
W/O WITHOUT
WD WOOD
WVP WOOD VENEER PANELING

T

NOTE:  SEE RATING PLANS FOR LOCATIONS OF RATED CEILING.

NOTE:  SEE MECHANICAL, ELECTRICAL DRAWINGS FOR ADDITIONAL INFORMATION.

2' x 2' ACT

2' x 4' ACT

CEILING HEIGHT
TYPE 01

(X'-XX" AFF)

CEILING TYPE

WORK BOX LOCATIONS IN ALL WALLS / SOUND TRANSFER (TYP. ALL NEW WORK BOXES ALL WALLS)

ACCEPTABLE INSTALLATION NOT ACCEPTABLE

WB

WB

ACCEPTABLE INSTALLATION /
LOCATION OF WORK BOX

ELECTRICAL, TELE / DATA,
CONTROLS, FIRE ALARM WORK
BOX

WB

WB

WB

WB

WB

WB

ELECTRICAL, TELE / DATA,
CONTROLS, FIRE ALARM WORK
BOX

SOUND TRANSFER PATH

SLAB OR DECK

06 20 00 - CAP - HDWD
SEE DETAIL H13/A7.02

09 21 16 - MTL STUD -
3 5/8" AT O C

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE

06 10 54 - 2 X BLOCKING

S1

SLAB OR DECK

06 20 00 - CAP - HDWD
SEE DETAIL J13/A7.02

09 21 16 - MTL STUD - 6"
AT 16" O C

06 10 54 - 2 X
BLOCKING

S2

CLG PER SCHED

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

S9

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 2116 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8" 1
LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - ACOUSTIC
INSULATION - FULL HEIGHT

07 90 05 - SEALANT
(FILL ALL VOIDS)

S11

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8"GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULL HEIGHT

07 84 00 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

S12

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8" 2
LAYERS EA SIDE, FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 84 00 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

S13

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8" 2
LAYERS EA SIDE, FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

07 84 00 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

S14

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8"
1 LAYER FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULLL
HEIGHT

09 21 16 - GYPSUM BD
5/8" 2 LAYERS  FULL HT

07 90 05 - SEALANT
(BOTH SIDES)

07 90 05 - SEALANT
(FILL ALL VOIDS)

S15

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

S21

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

07 90 05 - SEALANT (FILL
ALL VOIDS)

S23

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

S24

07 90 05 - SEALANT (FILL
ALL VOIDS)

07 90 05 - SEALANT
(BOTH SIDES)

S26

07 84 00 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

S27 S28 S41

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE, FULL HT

CLG PER SCHED

FLOOR OR ROOF DECK

RUN STUDS TO DECK

CLG PER SCHED

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8" 1
LAYER EACH SIDE

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - MTL STUD - 6"
AT 16" O C

S20

S43 S47

BRACE AT MID-POINT &
AT CEILING LINE

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD 5/8"

09 21 16 - MTL STUD -
1 5/8" AT 16" O C

F1 F2 F3 F4

F5 F6 F7

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - GYPSUM BD
5/8"

09 21 16 - FURRING CHANNEL
AT 16" O C, VERTICAL
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6"

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

07 90 05 - SEALANT (BOTH
SIDES)

CLG PER SCHED

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
(1) LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

CLG PER SCHED

07 84 00 - FIRESTOPPING
(BOTH SIDES)

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
(2) LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

CLG PER SCHED

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
(2) LAYERS EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

CLG PER SCHED

SLAB OR DECK

NOTE: TILE BACKER
BD AT CT

FLOOR OR ROOF DECK

07 21 00 - SAFING
INSUL

07 90 05 - SEALANT
(FILL ALL VOIDS)

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 90 05 - SEALANT
(BOTH SIDES)

09 21 16 - GYPSUM BD
5/8" 1 LAYER, EA SIDE,
FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

SEE PLAN

CLG PER SCHED

6"

BRACE AT MID-POINT &
AT CEILING LINE

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD 5/8"

09 21 16 - MTL STUD -
2 1/2" AT 16" O C

6"

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD
5/8"

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

6"

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD
5/8"

09 21 16 - MTL STUD -
6" AT 16" O C

6"

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD
5/8" FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD
5/8" FULL HT

09 21 16 - MTL STUD -
6" AT 16" O C

6"

SLAB OR DECK

DECK OR BEAM

07 21 00 - SAFING  INSUL
(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING

09 21 16 - SHAFTWALL C-H
STUD - 2 1/2"

09 21 16 - SHAFTWALL BD - 1"

09 21 16 - GYPSUM BD
5/8" 2 LAYERS, FULL HT

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

07 21 00 - ACOUSTIC
INSULATION - FULL HEIGHT

CLG PER SCHED

SLAB OR DECK

DECK OR BEAM

07 21 00 - SAFING  INSUL
(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING

09 21 16 - SHAFTWALL C-H
STUD - 4"

09 21 16 - SHAFTWALL BD - 1"

09 21 16 - GYPSUM BD
5/8" 2 LAYERS, FULL HT

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

07 21 00 - ACOUSTIC
INSULATION - FULL HEIGHT

CLG PER SCHED

STC
45

09 21 16 - ACOUSTIC
CONSTRUCTION

SEE SPECIFICATIONS

STC
50

2HR - UL #U4112HR - UL #U411STC
45

1HR - UL# U419STC
45

09 21 16 - ACOUSTIC
CONSTRUCTION

SEE SPECIFICATIONS

STC
45

09 21 16 - ACOUSTIC
CONSTRUCTION

SEE SPECIFICATIONS

STC
45

1HR - UL #419 STC
53

2HR - UL #U412STC
53

09 21 16 - ACOUSTIC
CONSTRUCTION

SEE SPECIFICATIONS

STC
53

2HR - UL #U417

2HR - UL #U417

F8

SLAB OR DECK

FLOOR OR ROOF DECK

CLG  PER SCHED.

09 21 16 - GYPSUM BD - 5/8"
ADHERED TO SUBSTRATE.

6"

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 2116 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8" 1
LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - ACOUSTIC
INSULATION - FULL HEIGHT

07 90 05 - SEALANT
(FILL ALL VOIDS)

S11.S

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

07 90 05 - SEALANT (FILL
ALL VOIDS)

S23.S

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
1 LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

07 90 05 - SEALANT (BOTH
SIDES)

CLG PER SCHED

F9

FLOOR OR ROOF DECK

CLG  PER SCHED

SLAB OR DECK

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - GYPSUM BD
5/8" 2 LAYERS, FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - SAFING INSUL

STC
45

NON-RATED
SMOKE PARTITION

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8"
2 LAYERS FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULLL
HEIGHT

09 21 16 - GYPSUM BD
5/8" 2 LAYERS  FULL HT

07 90 05 - SEALANT
(BOTH SIDES)

07 90 05 - SEALANT
(FILL ALL VOIDS)

S17
STC
50

09 21 16 - ACOUSTIC
CONSTRUCTION

SEE SPECIFICATIONS

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8"
2 LAYERS FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULLL
HEIGHT

09 21 16 - GYPSUM BD
5/8" 2 LAYERS  FULL HT

07 90 05 - SEALANT
(BOTH SIDES)

07 90 05 - SEALANT
(FILL ALL VOIDS)

S18
STC
50

1HR - UL #U419
ADDITIONAL LAYER OF

GWB EA SIDE FOR
ACOUSTIC SEPARATION

SLAB OR DECK

CLG PER SCHED

FLOOR OR ROOF DECK

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

09 21 16 - GYPSUM BD 5/8"
2 LAYERS FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULLL
HEIGHT

09 21 16 - GYPSUM BD
5/8" 2 LAYERS  FULL HT

07 90 05 - SEALANT
(BOTH SIDES)

07 90 05 - SEALANT
(FILL ALL VOIDS)

S17.S
STC
50

NON-RATED
SMOKE PARTITION

NON-RATED
SMOKE PARTITION

STC
45

07 90 05 - SEALANT (FILL
ALL VOIDS)

07 90 05 - SEALANT
(BOTH SIDES)

S26.S

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
(2) LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

CLG PER SCHED

STC
53

NON-RATED
SMOKE PARTITION

07 84 00 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8"
(2) LAYERS EA SIDE, FULL HT

09 21 16 - MTL STUD - 6"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - SAFING  INSUL

CLG PER SCHED

1HR - UL #U419
ADDITIONAL LAYER OF

GWB EA SIDE FOR
ACOUSTIC SEPARATION

S47.S

SLAB OR DECK

NOTE: TILE BACKER
BD AT CT

FLOOR OR ROOF DECK

07 21 00 - SAFING
INSUL

07 90 05 - SEALANT
(FILL ALL VOIDS)

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 90 05 - SEALANT
(BOTH SIDES)

09 21 16 - GYPSUM BD
5/8" 1 LAYER, EA SIDE,
FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

SEE PLAN

CLG PER SCHED

NON-RATED
SMOKE PARTITION

S48

SLAB OR DECK

NOTE: TILE BACKER
BD AT CT

FLOOR OR ROOF DECK

07 21 00 - SAFING
INSUL

07 90 05 - SEALANT
(FILL ALL VOIDS)

09 21 16 - DEFLECTION
HEAD TRACK MAINTAIN
*3-1/4" GAP AT TOP OF
PARTITION

07 90 05 - SEALANT
(BOTH SIDES)

09 21 16 - GYPSUM BD
5/8" 2 LAYERs, EA SIDE,
FULL HT

09 21 16 - MTL STUD -
3 5/8" AT 16" O C

07 21 00 - ACOUSTIC
INSULATION - FULL
HEIGHT

SEE PLAN

CLG PER SCHED

STC
53

FLOOR OR ROOF DECK

SLAB OR DECK

09 21 16 - GYPSUM BD 5/8" 1
LAYER EA SIDE, FULL HT

09 21 16 - MTL STUD - 8"
AT 16" O C

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

S30

CLG PER SCHED

S42

SLAB OR DECK

DECK OR BEAM

07 21 00 - SAFING  INSUL
(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING

09 21 16 - SHAFTWALL C-H
STUD - 4"

09 21 16 - SHAFTWALL BD - 1"

09 21 16 - GYPSUM BD
5/8" 1 LAYER, FULL HT

07 84 00 - FIRESTOPPING (FILL
ALL VOIDS)

07 21 00 - ACOUSTIC
INSULATION - FULL HEIGHT

CLG PER SCHED

1HR - UL #U417

STC
53

STC
53

09 21 16 - ACOUSTIC
CONSTRUCTION

SEE SPECIFICATIONS

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

09 21 16 - DEFLECTION
HEAD TRACK. MAINTAIN
*1-5/8" GAP AT TOP OF
PARTITION

07 21 00 - THERMAL
BATT INSUL

05 50 00 - BRACE 4'-0" OC
MAX OR AS INDICATED

05 50 00 - BRACE 4'-0" OC
MAX OR AS INDICATED

06 10 54 - 1/2" PLYWOOD,
FULL HT

07 90 05 - SEALANT

GENERAL PARTITION NOTES

1. SEE DRAWINGS FOR PARTITION TYPES AND LOCATIONS.  * PROVIDE DEFLECTION HEAD GAP TO

ACCOMMODATE 1-5/8" MOVEMENT AT SECONDARY JOISTS AND ROOF DECK AND 1" MOVEMENT AT PRIMARY

STEEL.  THEREFORE JOINTS WITH SEALANT SHALL BE TWICE MOVEMENT REQUIREMENT TO ACCOUNT FOR

50% MOVEMENT ABILITY OF SEALANT.

2. AT ALL ROOMS SCHEDULED TO RECEIVE "09 30 00 - CERAMIC WALL TILE" TILE BACKER BOARD IN LIEU OF
GWB AT TILE.

3. AT MASONRY PARTITIONS, PROVIDE "05 12 00 - PARTITION TOP ANGLES" TO BRACE WALL TO FLOOR DECK
OR STRUCTURE (DO NOT ATTACH TO METAL ROOF DECK, BRACE DIRECT TO STRUCTURE).

4.  ACOUSTICAL CONSTRUCTION: SEAL ALL CRACKS, JOINTS, AND VOIDS IN ACOUSTICAL CONSTRUCTION AIR
TIGHT.  SEALING SHALL INCLUDE:
 a. SEALING BOTTOM EDGES OF GYPSUM BOARD TO FLOOR BEHIND BASE  AT BOTH SIDES OF PARTITIONS.
 b. SEALING TOP AND SIDE EDGES OF GYPSUM BOARD AT BOTH SIDES OF WALLS ABUTTING OTHER
CONSTRUCTION.
 c. SEALING TOP OF WALL TO DECK FLUTES.
 d. SEALING ALL WALL PENETRATIONS INCLUDING ELECTRICAL BOXES, PIPES, CONDUITS, DUCTS, BEAMS,
JOISTS, ETC.

5.  SEE SHEET A2.03 FOR RANDOM MASONRY COLOR PATTERNS.

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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ATRIUM
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1,019
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EXIT
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36

1,194 OCCUPANTS (INCLUDING OCCUPANTS
EXITING FROM SECOND FLOOR OF ATRIUM) PLUS
ADDITIONAL 176 OCCUPANTS FROM FIRST FLOOR
AREAS A1, A2 AND A3 - SEE SHEETS A.0.2.10,
A.0.2.11 AND A.0.2.12.  TOTAL EXITING MAIN
COMMONS - 1,370 OCC

75

75

190

75

TOTAL LOAD FIRST FLOOR - 7,462 OCC

TOTAL EGRESS CAPACITY FIRST FLOOR - 9,070 + OCC

KNOX
BOX

KNOX
BOX

KNOX
BOX

KNOX
BOX

KNOX
BOX

EX
IT

14

EX
IT

E
X
IT

E
X
IT

ATRIUM

317 SF

CUSTODIAL

OFFICE

B055

OCC = 4

439 SF
MAINTENANCE

B052

OCC = 2

2495 SF

MECHANICAL

ROOM

B057

OCC = 9

487 SF
ELECTRICAL

B054

OCC = 2

237 SF
TELECOM

B056

OCC = 1

202 SF

WATER &

SPRINKLER

B053

OCC = 1

426 SF

BUILDING

STORAGE

B058

OCC = 2

42 SF

EMERG

ELEC

B054B

OCC = 1

KNOX
BOX

TOTAL LOAD BASEMENT LEVEL:  22 OCC.

TOTAL  EGRESS CAPACITY BASEMENT:  1,530 OCC.

EX
IT

FEC

1. APPLICABLE CODES INCLUDING, BUT NOT LIMITED TO:

BUILDING CODE: MAINE UNIFORM BUILDING & ENERGY CODE - IBC, 2009 CHAPTERS 1-10; 12-27; 31-35
W/AMENDMENTS. (CHAPTERS ON ACCESSIBILITY, MECH, PLUMBING, ELEVATOR EXCLUDED)
LIFE SAFETY CODE: NFPA 101, 2009
PLUMBING CODE: UPC, 2009
MECHANICAL CODE: IMC, 2009
ELECTRICAL CODE: NEC - NFPA 70, 2014
ENERGY CODE: IECC, 2009 W/MAINE AMMENDMENTS
FIRE CODE:  NFPA1, 2009
ACCESSIBILITY STANDARD:  MAINE STATUTE 5 MRS; 4594-G:  ADAAG, 2010
ELEVATOR CODE:  MAINE TITLE 32 MRSA CHAPTER 133;  ASME A17.1, 2007

2. PROPOSED BUILDING IS FULLY SPRINKLED.

4. CONSTRUCTION CLASSIFICATION:

5. BUILDING HEIGHT:
PROPOSED BUILDING - 42 FT 6 IN, 2 STORIES, GRADE PLANE: 1 FT 6 IN BELOW FIRST FLOOR
BASEMENT: YES

6. BUILDING AREA:

PROPOSED BUILDING AREA (WITH OVERHANGS):  218,942 GSF

PROPOSED BASEMENT AREA:  6,168 GSF

PROPOSED FIRST FLOOR AREA:  216,857 GSF

PROPOSED SECOND FLOOR AREA:  110,843 GSF

7. OCCUPANT CAPACITY:

SEE ROOM OCCUPANT LOAD SCHEDULES.

OCCUPANT LOAD PER FLOOR:
BASEMENT: 22 PERSONS
FIRST FLOOR: 7,462 PERSONS
SECOND FLOOR: 2,282 PERSONS

8. SEE DOOR SCHEDULE FOR DOOR ASSEMBLY FIRE-RATINGS.

BUILDING CODE DATA

3. OCCUPANCY/USE GROUPS:

ASSEMBLY: "A-1" THEATRE / "A-2" RESTAURANT / "A-4" GYMNASIUM
BUSINESS:  "B" PROFESSIONAL - ADMINISTRATIVE (ACCESSORY TO E)
EDUCATIONAL:  "E" SECONDARY SCHOOL / DAYCARE
STORAGE:  "S-1" MODERATE HAZARD (ACCESSORY TO E)

PROPOSED BUILDING: TYPE IB - IBC 602;  TYPE  II (222) - NFPA 101 TABLE A.8.2.1.2
PROPOSED GREENSHOUSE:  TYPE IIB - IBC 602 SEPARATED FROM TYPE IB BY FIREWALL

FIRE RESISTANCE RATINGS FOR TYPE II (222):

EXTERIOR BEARING WALLS
SUPPORTING MOR THAN ONE FLOOR, COLUMNS, OR OTHER BEARING WALLS 2HR
SUPPORTING ONE FLOOR ONLY 2HR
SUPPORTING A ROOF ONLY 1HR

INTERIOR BEARING WALLS
SUPPORTING MOR THAN ONE FLOOR, COLUMNS, OR OTHER BEARING WALLS 2HR
SUPPORTING ONE FLOOR ONLY 2HR
SUPPORTING A ROOF ONLY 1HR

COLUMNS
SUPPORTING MOR THAN ONE FLOOR, COLUMNS, OR OTHER BEARING WALLS 2HR
SUPPORTING ONE FLOOR ONLY 2HR
SUPPORTING A ROOF ONLY 1HR

BEAMS, GIRDERS, TRUSSES, AND ARCHES
SUPPORTING MOR THAN ONE FLOOR, COLUMNS, OR OTHER BEARING WALLS 2HR
SUPPORTING ONE FLOOR ONLY 2HR
SUPPORTING A ROOF ONLY 1HR

FLOOR-CEILING ASSEMBLIES 2HR
ROOF-CEILING ASSEMBLIES 1HR
INTERIOR NONBEARING WALLS 0HR
EXTERIOR NONBEARING WALLS 0HR

ALLOWABLE BUILDING HEIGHTS AND AREAS UNLIMITED

OCCUPANCY/USE GROUP SEPARATION:
MULITPLE MIXED / NON-SEPARATED  - FLOORS 1 AND 2

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL

SEE FLOOR PLANS FOR
PARTITION TYPE

SLAB OR DECK

07 90 05 - SEALANT- BOTH SIDES
(AT ACOUSTIC CONSTRUCTION)

07 84 00 - FIRESTOPPING - BOTH SIDES
(AT FIRE RATED WALLS)

07 90 05 - SEALANT - 1 SIDE AT NON-
RATED SMOKE PARTITIONS

SEE FLOOR PLANS FOR PARTITION TYPE

FLOOR OR ROOF DECK

07 90 05 - FIBER FIRESTOPPING INSUL
(FILL ALL VOIDS)

07 84 00 - FIRE STOPPING - BOTH SIDES

09 21 16  - DEFLEC HEAD TRACK

1 
5/

8"

FIRE RATED

SEE FLOOR PLANS FOR PARTITION TYPE

FLOOR OR ROOF DECK

07 90 05 - SEALANT- BOTH SIDES
(AT ACOUSTIC CONSTRUCTION)

07 90 05 - SEALANT - 1 SIDE AT NON-RATED
SMOKE PARTITIONS

09 21 16  - DEFLEC HEAD TRACK

R
E

Q
U

IR
E

D
 D

E
F

LE
C

T
IO

N
 G

A
P

S
E

E
 P

A
R

T
IT

IO
N

 T
Y

P
E

 F
O

R

SEE FLOOR PLANS FOR PARTITION
TYPE

FLOOR OR ROOF DECK

09 21 16 - FIRE RATED DEFLECTION
HEAD TRACK

07 21 00 - FIBER FIRESTOPPING
INSUL (FILL ALL VOIDS)

07 84 00 - FIRESTOPPING - BOTH
SIDES (AT FIRE RATED WALLS)

6"

1 
5/

8"

09 21 16 - METAL STUD

09 21 16 - GYPSUM BD - 5/8"

SEE FLOOR PLANS FOR PARTITION TYPE

MAINTAIN 2" GAP AT TOP OF STUD & GWB

BOTH SIDES (SEE PARTITION TYPES)

09 21 16  - FRAMING CLIPS FOR FIREPROOFING

07 84 00  - FIRESTOP

09 21 16  - DEFLEC HEAD TRACK

SEE FLOOR PLANS FOR PARTITION TYPE

BOTH SIDES (SEE PARTITION TYPES)

09 21 16  - FRAMING CLIPS FOR FIREPROOFING

07 84 00  - FIRESTOP

09 21 16  - DEFLEC HEAD TRACK (FIRE RATED)

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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 1/32" = 1'-0"A0.2.01

J8 CODE PLAN FIRST FLOOR - OVERALL

0 64' 96' 128'32'

Graphic Scale: 1 inch = 32 feet

 1/32" = 1'-0"A0.2.01

C12 CODE PLAN - BASEMENT

OCCUPANCY SCHEDULE - BASEMENT

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION
ACCESSORY TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

B052 MAINTENANCE 439 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

B053 WATER & SPRINKLER 202 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1

B054 ELECTRICAL 487 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 2

B054B EMERG ELEC 42 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1

B055 CUSTODIAL OFFICE 317 SF 100 SF BUSINESS AREAS B (E) 4 IBC Section 508

B056 TELECOM 237 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1

B057 MECHANICAL ROOM 2495 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM IAO 9 IBC Section 508.2.5

B058 BUILDING STORAGE 426 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

Grand total 22

 3" = 1'-0"A0.2.01

J6 FIRESTOPPING-FIRESTOP at PARTITION SILL

 3" = 1'-0"A0.2.01

I1 FIRESTOPPING-DEFLECTION HEAD-FIRE RATED PART.2
 3" = 1'-0"A0.2.01

I3 SEALANT-ACOUSTIC OR NON-RATED SMOKE PARTITION HEAD

 3" = 1'-0"A0.2.01

G1 FIRESTOPPING-DEFLECTION HEAD-FIRE RATED PART.1

 3" = 1'-0"A0.2.01

J1 FIRE-PROOFING at STEEL BEAM and NON-RATED/ACOUSTIC PARTITION
 3" = 1'-0"A0.2.01

J3 FIRE-PROOFING at STEEL BEAM and RATED PARTITION

NO. DESCRIPTION DATE



ATRIUM

201
201

194 193

126

176

110
110

143

143

220

220

11

450

11

599 OCCUPANTS PLUS
ADDITIONAL 95 OCCUPANTS FROM
AREA A2 - SEE SHEET A.0.2.21.
TOTAL EXITING MAIN COMMONS -
694 OCC

412

TOTAL LOAD SECOND FLOOR - 2,182 OCC

TOTAL EGRESS CAPACITY SECOND FLOOR - 2,537 OCC

11

ATRIUM

EXIT

E
X
IT

EXIT

E
X
IT

E
X
IT

E
X
IT

EX
IT

EXIT

FLOOR OR ROOF DECK

SEE FLOOR PLANS FOR
PARTITION TYPE

(FILL ALL VOIDS)

07 90 05 - SEALANT
(1 SIDE AT NON-RATED SMOKE PARTITIONS)

(AT ACOUSTIC CONSTRUCTION) &
NON-RATED SMOKE PARTITIONS)

(SCRIBE TO BEAM PROFILE )

ELEVATION SECTION A

A

09 21 16  - GYPSUM BD-5/8"

07 21 00  - SAFING INSUL

09 21 16  - DEFLEC HEAD TRACK

07 90 05  - SEALANT

05 12 00  - STL  BEAM (S)

SCHEMATIC DETAIL FOR FIRESTOPPED
JOINTS. SPECIFIC REQUIREMENTS SHALL
CONFORM TO UL TESTED ASSEMBLY

05 12 00  - STL  BEAM (S)

07 21 00  - SAFING INSUL

09 21 16  - GYPSUM BD-5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

(SEE J3/A0.2.01 FOR DEFLECT HEAD
TRACK AT FIRE RATED WALLS)

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 81 00  - SPRAY APPLIED
FIREPROOFING

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J5 CODE PLAN SECOND FLOOR - OVERALL
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Graphic Scale: 1 inch = 32 feet
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C1 FIRESTOPPING-SEALANT DTL at BEAMPARTITION

NO. DESCRIPTION DATE



GREENHOUSE
STRUCTURE
SEPARATED FROM
TYPE I BUILDING
BY 3HR FIRE WALL

FLOORS - UL No. D925

RATING LEGEND

NOTES:
1.  ALL EXPOSED COLUMNS IN AREAS CALLED OUT
TO BE SPRAY FIRE PROOFED SHALL BE
INTUMESCENT COATED.

2.  SEE ARCHITECTURAL DRAWINGS FOR
ADDITIONAL FIRE PROTECTIONS SCOPE AT
SELECT LOCATIONS.

3.  SEE PROJECT MANUAL FOR DESCRIPTIONS OF
LISTED UL AND WH ASSEMBLIES.

ROOFS - UL No. P732

ROOFS - 20'-0" OR MORE
AFF, 2HR PRIMARY
STRUCTURE PROTECTION
ONLY.  0HR DECK AND
SECONDARY MEMBERS.

ROOFS - UL No. N601
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J1 STRUCTURAL RATING PLAN - SECOND FLOOR AND ROOF ASSEMBLIES

 1/32" = 1'-0"A0.2.03

C11 STRUCTURAL RATING PLAN - FIRST FLOOR  ASSEMBLY

NO. DESCRIPTION DATE



SKYLIGHT

SKYLIGHT

SKYLIGHT

S
K

Y
LI

G
H

T

SKYLIGHT

SKYLIGHTS

SKYLIGHTS

CONTINUE SPRAY FIRE
PROOFING AT DECK (THIS
AREA) FOR ACOUSTIC
CONSISTENCY

FLOORS - UL No. D925

RATING LEGEND

NOTES:
1.  ALL EXPOSED COLUMNS IN AREAS CALLED OUT
TO BE SPRAY FIRE PROOFED SHALL BE
INTUMESCENT COATED.

2.  SEE ARCHITECTURAL DRAWINGS FOR
ADDITIONAL FIRE PROTECTIONS SCOPE AT
SELECT LOCATIONS.

3.  SEE PROJECT MANUAL FOR DESCRIPTIONS OF
LISTED UL AND WH ASSEMBLIES.

ROOFS - UL No. P732

ROOFS - 20'-0" OR MORE
AFF, 2HR PRIMARY
STRUCTURE PROTECTION
ONLY.  0HR DECK AND
SECONDARY MEMBERS.

ROOFS - UL No. N601
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1776 SF

LIBRARY
STACK

A122

OCC = 18

1149 SF

FACS/
FASHION

LAB

E104

OCC = 23

2626 SF

HUMAN
SERVICES-
1ST_LEVEL

E120

0000

149 SF

AP
TRUANT

A103

OCC = 2

183 SF
PRINCIPAL

A109

OCC = 2

163 SF

PRINCIPAL'S
CONF.

A107

OCC = 11

84 SF

WORK
AREA

A108A

OCC = 1

354 SF
ENTRY 2

A171

2264 SF
CORRIDOR

A170

0000

491 SF
STAIR A

A175

63 SF
TOILET

A104

OCC = 1

293 SF
DINING

A121B

OCC = 20

59 SF
ST TOILET

A161

57 SF
ST TOILET

A163

121 SF
RECORDS

A105

OCC = 1

157 SF
KITCHENETTE

A106

OCC = 11

50 TOTAL
OCCUPANTS

38 TOTAL
OCCUPANTS

35 TOTAL
OCC

208 SF

MAIN
ADMIN

RECEPTION

A101

OCC = 3

219 SF

MAIN
ADMIN

WAITING

A101A

OCC = 15

149 SF

AP DEAN
STUDENTS

A102

OCC = 2

79 SF
WAITING

A108B

OCC = 6

61 TOTAL
OCCUPANTS

104
OCCUPANTS

AREA E

20 OCCUPANTS
AREA A1 MAIN

COMMONS

52
OCCUPANTS

AREA A3

R
: 4

7

P
: 1

70

633 SF
LIBRARY

A122A

OCC = 13

209 SF

LIBRARY
STORAGE

A124

OCC = 1

1485 SF

EARLY
CHILDHOOD
EDUCATION

A143

OCC = 30

377 SF

SMALL
LIBRARY

CONF

A160

OCC = 26

140 SF

LIBRARY
OFF.

A125

OCC = 2

124 SF
WORK RM

A123

OCC = 2

208 SF

LIBRARY
CONF
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OCC = 14

678 SF

ECE
INSTRUCTION

A140

OCC = 14

166 SF

ECE
STORAGE

A140A

OCC = 1

83 SF
OFFICE

A141

OCC = 1

206 SF
OFFICE (3)

E102

OCC = 3

228 SF

OBSERV/
CONF

A144

OCC = 16

67 SF
EMR

A165

OCC = 1

365 SF

ECE
KITCHEN

A143A

OCC = 8

1 HOUR
FOLDING FIRE

DOOR

1 HOUR
FOLDING FIRE

DOOR

R: 967

P:  1
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J1 CODE PLAN FIRST FLOOR - AREA A1

OCCUPANCY SCHEDULE - LEVEL 1 AREA A1

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

A101 MAIN ADMIN RECEPTION 208 SF 100 SF BUSINESS AREAS B 3

A101A MAIN ADMIN WAITING 219 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 15 IBC Section 303.1 Exception 2

A102 AP DEAN STUDENTS 149 SF 100 SF BUSINESS AREAS B 2

A103 AP TRUANT 149 SF 100 SF BUSINESS AREAS B 2

A104 TOILET 63 SF 100 SF BUSINESS AREAS B 1

A105 RECORDS 121 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (B) 1 IBC Section 508

A106 KITCHENETTE 157 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 11 IBC Section 303.1 Exception 2

A107 PRINCIPAL'S CONF. 163 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 11 IBC Section 303.1 Exception 2

A108 CORRIDOR 321 SF 100 SF BUSINESS AREAS B 4

A108A WORK AREA 84 SF 100 SF BUSINESS AREAS B 1

A108B WAITING 79 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 6 IBC Section 303.1 Exception 2

A108R CORRIDOR (RECEPTION) 161 SF 100 SF BUSINESS AREAS B 2

A109 PRINCIPAL 183 SF 100 SF BUSINESS AREAS B 2

A121B DINING 293 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) A-2 20

A122 LIBRARY STACK 1776 SF 100 SF LIBRARY - STACK AREA A-3 (E) 18

A122A LIBRARY 633 SF 50 SF LIBRARY - READING ROOMS A-3 13

A123 WORK RM 124 SF 100 SF BUSINESS AREAS B (A-3) 2 IBC Section 508

A124 LIBRARY STORAGE 209 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (A-3) 1 IBC Section 508

A125 LIBRARY OFF. 140 SF 100 SF BUSINESS AREAS B (A-3) 2 IBC Section 508

A126 LIBRARY CONF 208 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) A-3 14

A140 ECE INSTRUCTION 678 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 14

A140A ECE STORAGE 166 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

A141 OFFICE 83 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

A143 EARLY CHILDHOOD EDUCATION 1485 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 30

A143A ECE KITCHEN 365 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 8

A144 OBSERV/ CONF 228 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B (E) 16 IBC Section 303.1 Exception 2

A160 SMALL LIBRARY CONF 377 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B (E) 26 IBC Section 303.1 Exception 2

A165 EMR 67 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

E102 OFFICE (3) 206 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

E104 FACS/ FASHION LAB 1149 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 23

Grand total 254

NO. DESCRIPTION DATE
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J1 CODE PLAN FIRST FLOOR - AREA A2

OCCUPANCY SCHEDULE - LEVEL 1 AREA A2

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSOR
Y TO

OCCUPAN
CY

OCCUPANCY LOAD
CALCULATED Notes

A110 CTE ADMINISTRATION 414 SF 100 SF BUSINESS AREAS B 5

A110A WAITING 213 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 15

A111 DIRECTOR 197 SF 100 SF BUSINESS AREAS B 2

A112 OUTREACH CONFERENCE 390 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 27

A113 AS OFFICE 150 SF 100 SF BUSINESS AREAS B 2

A114 BUSINESS SALES KIOSK 151 SF 60 SF MERCANTILE - AREAS ON OTHER FLOORS B 3

A115 CTE GUIDANCE 150 SF 100 SF BUSINESS AREAS B 2

A116 AS-RECORD STUD-SERV 148 SF 100 SF BUSINESS AREAS B 2

A117 ASST DIR 147 SF 100 SF BUSINESS AREAS B 2

A118 TEACHERS WORK RM 260 SF 100 SF BUSINESS AREAS B 3

A131 DINING 692 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 47 IBC Section 303.1 Exception 2

A133A TEACHER'S DINING 212 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 15 IBC Section 303.1 Exception 2

A133B FACULTY  LOUNGE 439 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 30 IBC Section 303.1 Exception 2

A135 TECH HUB 276 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 6 IBC Section 508.2.5

A151 DINING 3706 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) A-2 248

A152 CAN WASH 59 SF 100 SF KITCHENS, COMMERCIAL A-2 1 IBC Section 508

A154 DINING CHAIR STOR. 175 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (A-2) 1 IBC Section 508

C100 SERVERY 762 SF 100 SF KITCHENS, COMMERCIAL A-2 8

C101 INCUBATOR 1748 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 35 IBC Section 508.2.5

C101A STORAGE 156 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C102 KITCHEN 1423 SF 100 SF KITCHENS, COMMERCIAL A-2 15

C102A DISH WASH 178 SF 100 SF KITCHENS, COMMERCIAL A-2 2 IBC Section 508

C102B FREEZER 177 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C102C COOLER 191 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C103 OFFICE 70 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C104A LOCKERS 52 SF 50 SF LOCKER ROOMS A-2 2

C104D CUSTODIAL 89 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C105 PRE-ENG ROBOTICS 1519 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 31 IBC Section 508.2.5

C105A STORAGE 128 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C106 DRY STORAGE 384 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

C107 OFFICE 69 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C108 OFFICE 150 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

D101 CUSTODIAL 62 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D103 PATHWAY STORAGE 152 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D105 NURSE WAITING 130 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 9

D105A NURSE RECEPT 159 SF 100 SF BUSINESS AREAS B 2

D105B NURSE COMMON AREA 494 SF 100 SF BUSINESS AREAS B 5

D106 CONSULT / DR OFFICE 90 SF 100 SF BUSINESS AREAS B 1

D107 EXAM 100 SF 100 SF BUSINESS AREAS B 1

D111 OFFICE (4) 314 SF 100 SF BUSINESS AREAS B (E) 4 IBC Section 508

D113 CLASSROOM 826 SF 20 SF EDUCATIONAL - CLASSROOM E 42

Grand total 581

FEC
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J1 CODE PLAN FIRST FLOOR - AREA A3

OCCUPANCY SCHEDULE - LEVEL 1 AREA A3

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESS
ORY TO
OCCUPA

NCY
OCCUPANCY LOAD

CALCULATED Notes

A121A AGORA / OPEN STEPPED AREA 495 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) A-1 33
A127 LIBRARY RESOURCE 450 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 31 IBC Section 303.1 Exception 2
A174 ELEC 158 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508
A176 FACS STORAGE 153 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508
A178 CONCESSIONS / CAFÉ 223 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

A178A CONCESSIONS STORAGE 185 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508
A181 MAIN AUDITORIUM 8994 SF 10 SF ASSEMBLY WITH FIXED SEATS A-1 900 FIXED OCCUPANCY / 2 EXITS AT

LEVEL 1, 2 EXITS AT LEVEL 2

A182 IT OFFICE 193 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508
A182A IT WORKROOM 228 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM B (E) 1 IBC Section 508
A183 AUDITORIUM STAGE / BACK STAGE 4429 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) A-1 296

A184A IT SERVER / DATA 338 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508
A185 AUDITORIUM STORAGE 885 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 3 IBC Section 508
A187 STORAGE / COAT 52 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508
A191 CUSTODIAL 197 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508
A192 BUILDING STORAGE 179 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508
A193 ELEC 132 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E (S-1) 1 IBC Section 508

Grand total 1278 - 234 OCC EXITING UPPER LEVEL AUDITORIUM = 1034  TOTAL OCC

NO. DESCRIPTION DATE
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ATRIUM

ATRIUM

A
T
R
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T
R
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M
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ATRIUM

ATRIUM

1681 SF

GRAPHIC
COMM /
DIGITAL
DESIGN

B112

OCC = 34

989 SF

VIDEO
PRODUCTION

LAB

B101

OCC = 20

700 SF

BAND
STORAGE

B142A

OCC = 3

1405 SF
BAND

B142

OCC = 44

996 SF
CHORUS

B144

OCC = 46

449 SF
MIDI LAB

B146

OCC = 10

795 SF
CLASSROOM

B143B

OCC = 40

1320 SF
POTTERY

B147

OCC = 27

1250 SF

FINE ART
STUDIO

B141

OCC = 25

1239 SF

FINE ART
STUDIO

B127

OCC = 25

42 SF
SERVER

B107A

OCC = 1

932 SF

VIDEO
PRODUCTION

STUDIO

B105

OCC = 19

81 SF
OFFICE

B102

OCC = 1

291 SF

CONTROL
ROOM

B103

OCC = 6

86 SF
EDITING

B103A

OCC = 2

165 SF

VIDEO
STORAGE

B105A

OCC = 1

126 SF

CCTV
SHARED
OFFICE

B107

OCC = 2

421 SF
STAIR B

B150

0000

787 SF
CLASSROOM

B143A

OCC = 40

99 SF

FINE ART
STORAGE

B127A

OCC = 1

151 SF
OFFICE (2)

B130

OCC = 2

69 SF
OFFICE

B113

OCC = 1

677 SF

PRINT /
WORK
ROOM

B112A

OCC = 14

197 SF

LIGHTING
STUDIO

B114

OCC = 4

185 SF
STORAGE

B115

OCC = 1

116 SF

GREEN
ROOM

B128

OCC = 2

110 SF

LARGE
PRACTICE

B140A

OCC = 3

232 SF

MUSIC
OFFICE

B144A

OCC = 3

46 SF
PRACT. 1

B140D

OCC = 1
45 SF

PRACT. 2

B140C

OCC = 1
45 SF

PRACT. 3

B140B

OCC = 1

47 SF
PRACT. 4

B140E

OCC = 1

1990 SF

ARTS &
COMMUNICATIONS-

1ST_LEVEL

B120

0000

294 SF
WOMEN

B126

0000

295 SF
MEN

B124

0000

94 SF

ACOUSTIC
LIGHT
LOCK

B122A

1209D

103 SF
DATA

B132

OCC = 1

62 SF
ST-TOILET

B138

0000
61 SF

ST-TOILET

B136

0000

336 SF
CORRIDOR

B110

0000

201 SF

KILN &
STOR.

B149

OCC = 1

97 SF

FINE ART
STORAGE

B141A

OCC = 1

76 SF
OFFICE

B139

OCC = 1

73 SF

VIDEO
STORAGE

B101B

OCC = 1

465 SF

A & C
LIBRARY

B120A

OCC = 32

334
OCCUPANTS

AREA B

R: 184

P:230

R
: 340

P
: 340

22 TOTAL
OCCUPANTS

19 SF

FIRE
CLOSET

B105B

OCC = 1

1 HOUR
FOLDING FIRE

DOOR

FEC

FEC

6' - 0
"

CHASE

SHAFT

E
X
IT

EX
IT

48 TOTAL
OCCUPANTS

29 TOTAL
OCCUPANTS

54 TOTAL
OCCUPANTS

39 TOTAL
OCCUPANTS

26 TOTAL
OCCUPANTS

28 TOTAL
OCCUPANTS

48 TOTAL
OCCUPANTS

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE
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J1 CODE PLAN FIRST FLOOR - AREA B

OCCUPANCY SCHEDULE - LEVEL 1 AREA B

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

B101 VIDEO PRODUCTION LAB 989 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 20

B101B VIDEO STORAGE 73 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1

B102 OFFICE 81 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

B103 CONTROL ROOM 291 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 6

B103A EDITING 86 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 2

B105 VIDEO PRODUCTION STUDIO 932 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 19

B105A VIDEO STORAGE 165 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

B105B FIRE CLOSET 19 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E (S-1) 1

B107 CCTV SHARED OFFICE 126 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

B107A SERVER 42 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

B112 GRAPHIC COMM / DIGITAL DESIGN 1681 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 34

B112A PRINT / WORK ROOM 677 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 14

B113 OFFICE 69 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

B114 LIGHTING STUDIO 197 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 4

B115 STORAGE 185 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

B120A A & C LIBRARY 465 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 32 IBC Section 303.1 Exception 2

B127 FINE ART STUDIO 1239 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 25

B127A FINE ART STORAGE 99 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

B128 GREEN ROOM 116 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

B130 OFFICE (2) 151 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

B132 DATA 103 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

B139 OFFICE 76 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

B140A LARGE PRACTICE 110 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 3

B140B PRACT. 3 45 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 1

B140C PRACT. 2 45 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 1

B140D PRACT. 1 46 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 1

B140E PRACT. 4 47 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 1

B141 FINE ART STUDIO 1250 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 26

B141A FINE ART STORAGE 97 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

B142 BAND 1405 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 29 ACTUAL  OCCUPANT LOAD (44) OCCUPANTS

B142A BAND STORAGE 700 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 3 IBC Section 508

B143A CLASSROOM 787 SF 20 SF EDUCATIONAL - CLASSROOM E 40

B143B CLASSROOM 795 SF 20 SF EDUCATIONAL - CLASSROOM E 40

B144 CHORUS 952 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 20 1,005 GSF LESS 44 SF OF CASEWORK = 961
NSF/ACTUAL OCCUPANT LOAD (46) OCCUPANTS

B144A MUSIC OFFICE 232 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

B146 MIDI LAB 449 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 9

B147 POTTERY 1320 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 27

B149 KILN & STOR. 201 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

Grand total 378 + 41 OCC ACTUAL LOADS = 419 TOTAL OCCUPANTS

NO. DESCRIPTION DATE



ATRIUM

3731 SF

BUILDING
TRADES

C127

OCC = 75

1155 SF

SCIENCE
LAB-PHYSICS

C124

OCC = 24

1218 SF

SCIENCE
LAB-CHEM

C114

OCC = 25

1202 SF

SCIENCE
LAB-CHEM

C110

OCC = 25

1373 SF

RESIDENTIAL
WIRING

C113

OCC = 28

2158 SF

CTE
EXPLORATION

STUDIO

C117

OCC = 44

63 SF
OFFICE

C119

OCC = 1

356 SF
INSTRUCTION

C117A

OCC = 18

74 SF
OFFICE

C125

OCC = 1

375 SF
INSTRUCTION

C113A

OCC = 19

385 SF
INSTRUCTION

C127A

OCC = 20

199 SF

SHARED
FINISHING

ROOM

C121

OCC = 10

204 SF
OFFICE (3)

C112

OCC = 3
159 SF

PREP
ROOM

C110A

OCC = 1

233 SF

SCEINCE
PREP

C124A

OCC = 1

266 SF
STORAGE

C117B

OCC = 1

162 SF

MATERIAL
STORAGE

C113B

OCC = 1

496 SF
STAIR C

C122

0000

309 SF
STORAGE

C127B

OCC = 2

268 SF

S & T
LIBRARY

C120A

OCC = 18

204 SF
MEN

C130

0000

192 SF
WOMEN

C128

0000

77 SF
OFFICE

C115

OCC = 1

73 SF
ST-TOILET

C116

0000

110 SF
ELEC

C114B

OCC = 1

56 SF
CUST.

C126

OCC = 1

165 SF
DATA

C114A

OCC = 1
74 SF

ST-TOILET

C118

0000

40 SF

SHARED
COMPRESSOR

C125D

OCC = 1

24 SF
CHANGING

C125C

OCC = 1

35 SF
CHANGING

C125B

OCC = 1

D
IS

P
L

A
Y

58 SF
CUSTODIAL

C115A

OCC = 1

49 TOTAL
OCCUPANTS

69 TOTAL
OCCUPANTS

106 TOTAL
OCCUPANTS

26 TOTAL
OCCUPANTS

R: 190

P: 340

R: 220

P: 340

99
OCCUPANTS

AREA C1

71
OCCUPANTS

AREA C1

25 TOTAL
OCCUPANTS

ADDITIONAL OCC
FROM FIRST
FLOOR AREA C2 -
SEE SHEET A0.2.15

FEC

FE

FE

FE

FE

FEC

FE

FE

FE

EXIT

41 TOTAL
OCCUPANTS

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J8 CODE PLAN FIRST FLOOR - AREA C1

OCCUPANCY SCHEDULE - LEVEL 1 AREA C1

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

C110 SCIENCE LAB-CHEM 1202 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 25 IBC Section 508.2.5

C110A PREP ROOM 159 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C112 OFFICE (3) 204 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

C113 RESIDENTIAL WIRING 1373 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 28 IBC Section 508.2.5

C113A INSTRUCTION 375 SF 20 SF EDUCATIONAL - CLASSROOM E 19

C113B MATERIAL STORAGE 162 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C114 SCIENCE LAB-CHEM 1218 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 25 IBC Section 508.2.5

C114A DATA 165 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

C114B ELEC 110 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

C115 OFFICE 77 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C115A CUSTODIAL 58 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C117 CTE EXPLORATION STUDIO 2158 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 44

C117A INSTRUCTION 356 SF 20 SF EDUCATIONAL - CLASSROOM E 18

C117B STORAGE 266 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C119 OFFICE 63 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C120A S & T LIBRARY 268 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 18 IBC Section 303.1 Exception 2

C121 SHARED FINISHING ROOM 199 SF 20 SF EDUCATIONAL - CLASSROOM E 10

C124 SCIENCE LAB-PHYSICS 1155 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 24 IBC Section 508.2.5

C124A SCEINCE PREP 233 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C125 OFFICE 74 SF 100 SF BUSINESS AREAS B (S-1) 1 IBC Section 508

C125B CHANGING 35 SF 50 SF LOCKER ROOMS IAO (E) 1 IBC Section 508.2.5

C125C CHANGING 24 SF 50 SF LOCKER ROOMS IAO (E) 1

C125D SHARED COMPRESSOR 40 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E (S-1) 1 IBC Section 508

C126 CUST. 56 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C127 BUILDING TRADES 3731 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 75 IBC Section 508.2.5

C127A INSTRUCTION 385 SF 20 SF EDUCATIONAL - CLASSROOM E 20

C127B STORAGE 309 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

Grand total 325

NO. DESCRIPTION DATE



ATRIUM

3980 SF

AUTOMOTIVE

TECHNOLOGY

C133

OCC = 80

3812 SF

PRECISION

MANUFACTURING

C134

OCC = 77

3605 SF

WELDING

FABRICATION

C138

OCC = 73

3577 SF

AUTOMOTIVE

COLLISION

C139

OCC = 72

336 SF

COLLISION

INSTRUCTION

C139A

OCC = 17

78 SF

AUTO

TECH

OFFICE

C135

OCC = 1

78 SF

COLLISION

OFFICE

C135A

OCC = 1

323 SF
INSTRUCTION

C134A

OCC = 17

43 SF

SHARED

COMPRESSOR

C134D

OCC = 1

328 SF
STOCK/STORAGE

C134B

OCC = 2

207 SF
INSPECTION

C134C

OCC = 5

28 SF
CHANGING

C133C

OCC = 1

338 SF

AUTO

TECH

INSTRUCTION

C133A

OCC = 17
157 SF

TOOL

STORAGE

C139B

OCC = 1

151 SF

TOOL

STORAGE

C133B

OCC = 1

438 SF

WELDING

CLASSROOM

C138A

OCC = 22

91 SF
OFFICE

C136

OCC = 1

35 SF
CHANGING

C138C

OCC = 1

116 SF
LOCKERS

C138B

OCC = 3 329 SF

WELDING

STORAGE

C138D

OCC = 2

56 SF
CHANGING

C134E

OCC = 2

86 SF
OFFICE

C132

OCC = 1

103 SF

COLLISION

STORAGE

C139C

OCC = 1

29 SF
CHANGING

C139D

OCC = 1

28 SF

ROOF

ACCESS

C137

OCC = 1

100 TOTAL
OCCUPANTS

93 TOTAL
OCCUPANTS

102 TOTAL
OCCUPANTS

101 TOTAL
OCCUPANTS

R
: 137

P
: 340

202 OCC

AREA C2

ADDITIONAL OCC
FROM FIRST
FLOOR AREA C1 -
SEE SHEET A0.2.14

FEC

FE

FE

FEC

FEC

FE

FE

E
X
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A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J6 CODE PLAN FIRST FLOOR - AREA C2

OCCUPANCY SCHEDULE - LEVEL 1 AREA C2

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

C132 OFFICE 86 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C133 AUTOMOTIVE TECHNOLOGY 3980 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 80 IBC Section 508.2.5

C133A AUTO TECH INSTRUCTION 338 SF 20 SF EDUCATIONAL - CLASSROOM E 17

C133B TOOL STORAGE 151 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C133C CHANGING 28 SF 50 SF LOCKER ROOMS IAO (E) 1 IBC Section 508.2.5

C134 PRECISION MANUFACTURING 3812 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 77 IBC Section 508.2.5

C134A INSTRUCTION 323 SF 20 SF EDUCATIONAL - CLASSROOM E 17

C134B STOCK/STORAGE 328 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

C134C INSPECTION 207 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 5 IBC Section 508.2.5

C134D SHARED COMPRESSOR 43 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C134E CHANGING 56 SF 50 SF LOCKER ROOMS IAO (E) 2 IBC Section 508.2.5

C135 AUTO TECH OFFICE 78 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C135A COLLISION OFFICE 78 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C136 OFFICE 91 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C137 ROOF ACCESS 28 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E (S-1) 1 IBC Section 508

C138 WELDING FABRICATION 3605 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 73 IBC Section 508.2.5

C138A WELDING CLASSROOM 438 SF 20 SF EDUCATIONAL - CLASSROOM E 22

C138B LOCKERS 116 SF 50 SF LOCKER ROOMS IAO (E) 3 IBC Section 508.2.5

C138C CHANGING 35 SF 50 SF LOCKER ROOMS IAO (E) 1 IBC Section 508.2.5

C138D WELDING STORAGE 329 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

C139 AUTOMOTIVE COLLISION 3577 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 72 IBC Section 508.2.5

C139A COLLISION INSTRUCTION 336 SF 20 SF EDUCATIONAL - CLASSROOM E 17

C139B TOOL STORAGE 157 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C139C COLLISION STORAGE 103 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C139D CHANGING 29 SF 50 SF LOCKER ROOMS IAO (E) 1 IBC Section 508.2.5

Grand total 401

NO. DESCRIPTION DATE



W
D

W D

UP

ATRIUM

1873 SF

CULINARY

ARTS

D123A

OCC = 38
1867 SF

HORTICULTURE

D150

OCC = 38

1592 SF

COSMETOLOGY

CLINICAL-LAB

D132

OCC = 32

808 SF
BUSINESS

D128

OCC = 41
1417 SF

FACS

CULINARY

LAB

D112

OCC = 29

1041 SF

BUSINESS/

BANK

D130

OCC = 53

864 SF
CLASSROOM

D117B

OCC = 44

850 SF
CLASSROOM

D117A

OCC = 43

561 SF
STAIR D

D118

0000

737 SF

COSMETOLOGY

INSTRUCTION

D132A

OCC = 37

76 SF
OFFICE

D134

OCC = 1

149 SF
DISPENSORY

D132B

OCC = 1

124 SF
OFFICE

D125

OCC = 2

92 SF
FREEZER

D123C

OCC = 1

152 SF
REFRIGERATOR

D123B

OCC = 1

261 SF

DRY

STORAGE

D131

OCC = 1

125 SF

OFFICE/

SALES

D152

OCC = 2

208 SF
STORAGE

D150C

OCC = 1

97 SF
LOCKER

D127

OCC = 2

97 SF
LOCKER

D129

OCC = 2

272 SF
LOCKERS

D132C

OCC = 6

60 SF

ST/ PUB

TOILET

D145

0000

62 SF

ST/ PUB

TOILET

D143

0000

812 SF
BAKE LAB

D123

OCC = 17

126 SF

POT

WASH

D123E

OCC = 3

2102 SF

BUSINESS&

MANAGEMENT-

1ST_LEVEL

D120

0000

514 SF

PATHWAY

LIBRARY

D120A

OCC = 35

1344 SF

GREEN

HOUSE

D154

OCC = 27

997 SF
DINING

D151

OCC = 67

884 SF

PUBLIC

LOBBY

D140

0000

134 SF
DATA

D144

OCC = 1

105 SF
CUST

D147

OCC = 1

394 SF
INSTRUCTION

D150A

OCC = 20

94 SF
STORAGE

D133

OCC = 1

142 SF

WARE

WASH

D123F

OCC = 3

234 SF
SALES

D151A

OCC = 3

110 SF

SRO

OFFICE

D158A

OCC = 2

101 SF
RECEPTION

D158

OCC = 2

253 SF

ENTRY

VESTIBULE

D140A

0000

98 SF
ELEC

D146

OCC = 1

220 SF
STAIR G

D148

0000

830 SF

BUSINESS/

MATH

D122

OCC = 42

115 SF

LINEN/

CLEANING

D123D

OCC = 1

220 SF

TRACTOR

INSTRUCTION

D150B

OCC = 1

77 TOTAL
OCCUPANTS

53 TOTAL
OCCUPANTS

72 TOTAL
OCCUPANTS

106 TOTAL
OCCUPANTS

62 TOTAL
OCCUPANTS

4 TOTAL
OCCUPANTS

R
: 1

24

P
: 6

80

R
: 1

76

P
: 6

80

R
: 322

P
: 340

R
: 337

P
: 340

248 OCCUPANTS AREA D

136 OCCUPANTS AREA D
ADDITIONAL OCC

FROM FIRST FLOOR
MAIN COMMONS AND

AREA A2  - SEE
SHEETS A.0.2.01 AND

A.0.2.11
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OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J1 CODE PLAN FIRST FLOOR - AREA D

OCCUPANCY SCHEDULE - LEVEL 1 AREA D

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

D112 FACS CULINARY LAB 1417 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 29 IBC Section 508.2.5

D117A CLASSROOM 850 SF 20 SF EDUCATIONAL - CLASSROOM E 43 Occ Class A-3 when folding partition open

D117B CLASSROOM 864 SF 20 SF EDUCATIONAL - CLASSROOM E 44 Occ Class A-3 when folding partition open

D120A PATHWAY LIBRARY 514 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 35 IBC Section 303.1 Exception 2

D122 BUSINESS/ MATH 830 SF 20 SF EDUCATIONAL - CLASSROOM E 42

D123 BAKE LAB 812 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 17 IBC Section 508.2.5

D123A CULINARY ARTS 1873 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 38 IBC Section 508.2.5

D123B REFRIGERATOR 152 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D123C FREEZER 92 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D123D LINEN/ CLEANING 115 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D123E POT WASH 126 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 3 IBC Section 508.2.5

D123F WARE WASH 142 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 3 IBC Section 508.2.5

D125 OFFICE 124 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

D127 LOCKER 97 SF 50 SF LOCKER ROOMS IAO (E) 2 IBC Section 508.2.5

D128 BUSINESS 808 SF 20 SF EDUCATIONAL - CLASSROOM E 41

D129 LOCKER 97 SF 50 SF LOCKER ROOMS IAO (E) 2 IBC Section 508.2.5

D130 BUSINESS/ BANK 1041 SF 20 SF EDUCATIONAL - CLASSROOM E 53

D131 DRY STORAGE 261 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D132 COSMETOLOGY CLINICAL-LAB 1592 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 32

D132A COSMETOLOGY INSTRUCTION 737 SF 20 SF EDUCATIONAL - CLASSROOM E 37

D132B DISPENSORY 149 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D132C LOCKERS 272 SF 50 SF LOCKER ROOMS IAO (E) 6 IBC Section 508.2.5

D133 STORAGE 94 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D134 OFFICE 76 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

D144 DATA 134 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

D146 ELEC 98 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

D147 CUST 105 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D150 HORTICULTURE 1867 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 38 IBC Section 508.2.5

D150A INSTRUCTION 394 SF 20 SF EDUCATIONAL - CLASSROOM E 20

D150B TRACTOR INSTRUCTION 220 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM IAO (E) 1 IBC Section 508.2.5

D150C STORAGE 208 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D151 DINING 997 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) A-2 67

D151A SALES 234 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

D152 OFFICE/ SALES 125 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

D154 GREEN HOUSE 1344 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 27 IBC Section 508.2.5

D158 RECEPTION 101 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

D158A SRO OFFICE 110 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

Grand total 602

NO. DESCRIPTION DATE



ATRIUM

599 SF
STAIR E

E139

0000

799 SF
CLASSROOM

E123B

OCC = 40

793 SF
CLASSROOM

E123A

OCC = 40

826 SF
CLASSROOM

E121

OCC = 42

599 SF
CLASSROOM

E153

OCC = 30

827 SF
CLASSROOM

E127

OCC = 42

589 SF
CLASSROOM

E152

OCC = 30

650 SF

PATHWAY
LIBRARY

E120A

OCC = 44

107 SF
ELEC

E127B

OCC = 1

209 SF
MEN

E135

0000

190 SF
WOMEN

E133

0000

102 SF
DATA

E127A

OCC = 1

348 SF

SECURED
ENTRY/
STAIR F

E154

0000

135 SF

SM
GROUP

E155

OCC = 7

152 SF

SM
GROUP

E156

OCC = 8

553 SF
CLASSROOM

E157

OCC = 28

622 SF

BRIDGES
COMMON

E150

1316

182 SF
OFFICE (3)

E148

OCC = 2

73 SF
OFFICE

E159

OCC = 1

59 SF
TOILET

E160

0000

54 SF
TOILET

E161

0000

876 SF

EMS
TRAINING

E140A

OCC = 18

1015 SF

FIREFIGHTING
SCIENCE

E140

OCC = 21

178 SF

TRAINING
STAIR

E141

2088A

416 SF

FIRE
INSTRUCTION

E142

OCC = 21505 SF

EMS
INSTRUCTION

E143

OCC = 26

139 SF

EMS
SIMULATOR

E143A

OCC = 3

66 SF

TRAINING
RESTROOM

E144

2082C

53 SF
ST-TOILET

E134

0000

53 SF
ST-TOILET

E132

0000

2626 SF

HUMAN
SERVICES-
1ST_LEVEL

E120

0000

1369 SF

HEALTH
OCCUPATIONS

E128

OCC = 28

205 SF
LOCKERS

E126

OCC = 5

67 SF
OFFICE

E124

OCC = 1

221 SF
STORAGE

E126A

OCC = 1

145 SF

TRAINING
TOILET

E128A

2092b

172 SF

TRAINING
TOILET

E118A

2092a

65 SF
OFFICE

E122

OCC = 1

1345 SF

HEALTH
OCCUPATIONS

E118

OCC = 27

161 SF

FIRE
STORAGE

E146

OCC = 1

75 SF

EMS
OFFICE

E145B

OCC = 1

75 SF

FIRE
OFFICE

E145A

OCC = 1

74 SF
CUST

E131

OCC = 1

80 SF
OFFICE

E158

OCC = 1

66 SF
OFFICE

E151

OCC = 1

44 TOTAL
OCCUPANTS

106 TOTAL
OCCUPANTS

92 TOTAL
OCCUPANTS

375 OCCUPANTS
AREA E

ADDITIONAL OCC
FROM FIRST FLOOR
MAIN COMMONS AND
AREA A1  - SEE
SHEETS A.0.2.02 AND
A.0.2.10

R: 298

P: 340

R: 298

P: 340

R
: 5

3

P
: 1

70

FEC

FEC

FEC

FEC

FE

35 TOTAL
OCCUPANTS

28 TOTAL
OCCUPANTS

EXIT

E
X
IT

EXIT

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J1 FIRST FLOOR CODE PLAN - AREA E

OCCUPANCY SCHEDULE - LEVEL 1 AREA E

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE

OCCUPANCY
CLASSIFICATIO

N

ACCESS
ORY TO
OCCUPA

NCY
OCCUPANCY LOAD

CALCULATED Notes

E118 HEALTH OCCUPATIONS 1345 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 27 IBC Section 508.2.5

E120A PATHWAY LIBRARY 650 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 44 IBC Section 303.1 Exception 2

E121 CLASSROOM 826 SF 20 SF EDUCATIONAL - CLASSROOM E 42

E122 OFFICE 65 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E123A CLASSROOM 793 SF 20 SF EDUCATIONAL - CLASSROOM E 40 Occ Class A-3 when folding
partition open

E123B CLASSROOM 799 SF 20 SF EDUCATIONAL - CLASSROOM E 40 Occ Class A-3 when folding
partition open

E124 OFFICE 67 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E126 LOCKERS 205 SF 50 SF LOCKER ROOMS IAO (E) 5 IBC Section 508.2.5

E126A STORAGE 221 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

E127 CLASSROOM 827 SF 20 SF EDUCATIONAL - CLASSROOM E 42

E127A DATA 102 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

E127B ELEC 107 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

E128 HEALTH OCCUPATIONS 1369 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 28 IBC Section 508.2.5

E131 CUST 74 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

E140 FIREFIGHTING SCIENCE 1015 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 21 IBC Section 508.2.5

E140A EMS TRAINING 876 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 18 IBC Section 508.2.5

E142 FIRE INSTRUCTION 416 SF 20 SF EDUCATIONAL - CLASSROOM E 21

E143 EMS INSTRUCTION 505 SF 20 SF EDUCATIONAL - CLASSROOM E 26

E143A EMS SIMULATOR 139 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 3 IBC Section 508.2.5

E145A FIRE OFFICE 75 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E145B EMS OFFICE 75 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E146 FIRE STORAGE 161 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

E148 OFFICE (3) 182 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

E151 OFFICE 66 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E152 CLASSROOM 589 SF 20 SF EDUCATIONAL - CLASSROOM E 30

E153 CLASSROOM 599 SF 20 SF EDUCATIONAL - CLASSROOM E 30

E155 SM GROUP 135 SF 20 SF EDUCATIONAL - CLASSROOM E 7

E156 SM GROUP 152 SF 20 SF EDUCATIONAL - CLASSROOM E 8

E157 CLASSROOM 553 SF 20 SF EDUCATIONAL - CLASSROOM E 28

E158 OFFICE 80 SF 100 SF BUSINESS AREAS B (E) 1

E159 OFFICE 73 SF 100 SF BUSINESS AREAS B (E) 1

Grand total 474

NO. DESCRIPTION DATE



7732 SF

PRACTICE

GYMNASIUM

F122

OCC = 1000

11984 SF

MAIN

GYMNASIUM

F102

OCC = 2000

658 SF

LOCKER

ROOM

F145

OCC = 14

102 SF

SRO

OFFICE

F100

OCC = 2

135 SF

A. D.

OFFICE

F106A

OCC = 2

818 SF

LOCKER

ROOM

F135

OCC = 17

99 SF

COACHES

OFFICE

F134

OCC = 1

100 SF

PE

OFFICE

F132

OCC = 2 264 SF

TEAM

ROOM

F136

OCC = 16

661 SF

LOCKER

ROOM

F131

OCC = 14

92 SF

FACULTY

BATHROOM

F133

1226c

101 SF

PE

OFFICE

F144

OCC = 2

98 SF

COACHES

OFFICE

F142

OCC = 1

823 SF

LOCKER

ROOM

F141

OCC = 17

92 SF

FACULTY

BATHROOM

F143

1227c

666 SF
STORAGE

F112

OCC = 3

94 SF
CUSTODIAL

F116

OCC = 1

120 SF
STORAGE

F122A

OCC = 1

1101 SF
CIRCULATION

F111

0000

2598 SF
CIRCULATION

F119

0000

191 SF
RECEPTION

F106

OCC = 2

338 SF
VESTIBULE

F119A

0000

370 130370130

370 130370130

810 SF
STORAGE

F102A

OCC = 3

64 SF
CUSTODIAL

F111A

OCC = 1

1000 FIXED
OCCUPANT LOAD

1,508

OCCUPANTS

AREA F1

263 SF

TEAM

ROOM

F146

OCC = 16

1,353

OCCUPANTSR: 340

P: 340

R: 340

P: 340

R
: 6

73

P
: 6

80

4 TOTAL
OCCUPANTS

33 TOTAL
OCCUPANTS

FEC FEC FEC

FEC

FEC

FEC

FEC

FEC FEC

EXIT EXIT

E
X
IT

33 TOTAL
OCCUPANTS

SEE SHEET A1.28 SECOND
FLOOR PLAN - AREA F1
FOR BLEACHER LOCATIONS

SEE SHEET A1.28 SECOND
FLOOR PLAN - AREA F1
FOR BLEACHER LOCATIONS

4 TOTAL
OCCUPANTS

2000 FIXED
OCCUPANT LOAD

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE
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FIRST FLOOR CODE PLAN - AREA F1
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SCHOOL and

TECHNICAL CENTER
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State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1/8" = 1'-0"A0.2.18

J1 CODE PLAN FIRST FLOOR  - AREA F1

OCCUPANCY SCHEDULE - LEVEL 1 AREA F1

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

F100 SRO OFFICE 102 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

F102 MAIN GYMNASIUM 10000 SF 5 SF ASSEMBLY WITHOUT FIXED SEATS - STANDING SPACE A-4 2000 FIXED OCCUPANCY

F102A STORAGE 810 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 3 IBC Section 508 / OCC INCLUDED IN FIXED MAIN GYMNASIUM LOAD

F106 RECEPTION 191 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

F106A A. D. OFFICE 135 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

F111A CUSTODIAL 64 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

F112 STORAGE 666 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 3 IBC Section 508

F116 CUSTODIAL 94 SF 300 SF AGRICULTURAL BUILDING S-1 (E) 1 IBC Section 508

F122 PRACTICE GYMNASIUM 6997 SF 7 SF ASSEMBLY WITHOUT FIXED SEATS - CONCENTRATED (CHAIRS ONLY - NOT FIXED) A-4 1000 FIXED OCCUPANCY

F122A STORAGE 120 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508 / OCC INCLUDED IN FIXED PRACTICE GYMNASIUM LOAD

F131 LOCKER ROOM 661 SF 50 SF LOCKER ROOMS E 14

F132 PE OFFICE 100 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

F134 COACHES OFFICE 99 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

F135 LOCKER ROOM 818 SF 50 SF LOCKER ROOMS E 17

F136 TEAM ROOM 264 SF 50 SF LOCKER ROOMS E 6 ACTUAL OCCUPANT LOAD (16) OCCUPANTS

F141 LOCKER ROOM 823 SF 50 SF LOCKER ROOMS E 17

F142 COACHES OFFICE 98 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

F144 PE OFFICE 101 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

F145 LOCKER ROOM 658 SF 50 SF LOCKER ROOMS E 14

F146 TEAM ROOM 263 SF 50 SF LOCKER ROOMS E 6 ACTUAL OCCUPANT LOAD (16) OCCUPANTS

Grand total 3095 + [20 OCC (ACTUAL LOADS)] - [4 OCC (INCLUDED IN FIXED LOADS) = 3111 TOTAL OCCUPANTS

NO. DESCRIPTION DATE



ATRIUM

1760 SF

WEIGHT

ROOM

F125

OCC = 36

504 SF

PE

TRAINING

F127

OCC = 34

1139 SF

HEALTH

LAB

F123

OCC = 23

620 SF
CLASSROOM

F121

OCC = 31

2128 SF
CORRIDOR

0000

2002 SF

WRESTLING/

MULTI-PURPOSE

F126

OCC = 134

191

OCCUPANTS

AREA F2

ADDITIONAL OCC FROM FIRST
FLOOR AREA F1 - SEE SHEET A.0.2.18 R: 680

P: 680

63 SF
TOILET

F127A

1232

FECFEC

EXIT

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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 1/8" = 1'-0"A0.2.19

G1 CODE PLAN FIRST FLOOR  - AREA F2

OCCUPANCY SCHEDULE - LEVEL 1 AREA F2

Number Name

NET ROOM

AREA

AREA PER

OCCUPANT FUNCTION OF SPACE

OCCUPANCY

CLASSIFICATION

ACCESSORY

TO

OCCUPANCY

OCCUPANCY LOAD

CALCULATED Notes

F121 CLASSROOM 620 SF 20 SF EDUCATIONAL - CLASSROOM E 31

F123 HEALTH LAB 1139 SF 50 SF EXERCISE ROOMS - WITH EQUIPMENT E 23

F125 WEIGHT ROOM 1760 SF 50 SF EXERCISE ROOMS - WITH EQUIPMENT E 36

F126 WRESTLING/ MULTI-PURPOSE 2002 SF 15 SF EXERCISE ROOMS - WITHOUT EQUIPMENT A-3 134 NFPA TABLE 7.3.1.2

F127 PE TRAINING 504 SF 15 SF EXERCISE ROOMS - WITHOUT EQUIPMENT E 34 NFPA TABLE 7.3.1.2

Grand total 258

NO. DESCRIPTION DATE
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715 SF

ENGLISH/
SPECIAL-ED

E213

OCC = 36

1223 SF

SCIENCE
LAB-BIO

E212

OCC = 25

549 SF

SPEC. ED.
COMMON

A240A

OCC = 11

769 SF

EMOTIONAL
DISABILITY

A245

OCC = 16

108 SF
OFFICE

A206

OCC = 2

159 SF

PSYC
OFF.

A225

OCC = 2

212 SF

CONFERNCE
RM

A205

OCC = 15

128 SF
OFFICE

A202

OCC = 2

146 SF

VIRTUAL
PATH

A227

OCC = 2

187 SF
OFFICE (3)

E215

OCC = 2

275 SF

ACADEMIC
SUPPORT

A244

OCC = 3

145 SF

ASSIST
DIRECTOR

A203

OCC = 2

109 SF
OFFICE

A207

OCC = 2

55 SF

FILE
ROOM

A208

OCC = 1

56 TOTAL
OCCUPANTS

668 SF

FACULTY
TRAINING

A228

OCC = 7

786 SF

RESOURCE
ROOM

A242

OCC = 16

380 SF

SPECIAL
EDUCATION

A240

OCC = 8

844 SF

RESOURCE
ROOM

A241

OCC = 17

58 SF
ELEV

OPEN

0000

489 SF
STAIR A

A275

0000

797 SF

RESOURCE
ROOM

A243

OCC = 16

837 SF

LEARNING
CENTER

A224

OCC = 17

89 SF

LEARNING
CENTER
CLOSET

(LH)

A224B

OCC = 1

159 SF

ELO
OFFICE

A222

OCC = 2

430 SF
SPEC ED

A201

OCC = 5

202 SF
DIRECTOR'S

A204

OCC = 3

32 TOTAL
OCCUPANTS

51
OCCUPANTS

AREA A1

152 OCC.
AREA E

R: 187

P: 230

ADDITIONAL OCC FROM
SECOND FLOOR MAIN
COMMONS  - SEE
SHEET A.0.2.02

CONVENIENCE SMOKE GLASS NFPA 8.6.8

63 SF
ST TOILET

A263

0000

63 SF
ST TOILET

A261

0000

59 SF
SP-ED TLT

A240C

0000

26 TOTAL
OCCUPANTS

1 HOUR
FOLDING FIRE

DOOR

1 HOUR
FOLDING FIRE

DOOR

EX
IT

96 SF
STORAGE

A241A

OCC = 1

10' - 0" MIN

203 SF

PREP
ROOM

E214

OCC = 1

18 TOTAL
OCCUPANTS

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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SCHOOL and
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COPYRIGHT © 2016

 1/8" = 1'-0"A0.2.20

J1 CODE PLAN SECOND FLOOR - AREA A1

OCCUPANCY SCHEDULE - LEVEL 2 AREA A1

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION
ACCESSORY TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

A201 SPEC ED 430 SF 100 SF BUSINESS AREAS B 5

A202 OFFICE 128 SF 100 SF BUSINESS AREAS B 2 IBC Section 508

A203 ASSIST DIRECTOR 145 SF 100 SF BUSINESS AREAS B 2

A204 DIRECTOR'S 202 SF 100 SF BUSINESS AREAS B 3

A205 CONFERNCE RM 212 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 15 IBC Section 303.1 Exception 2

A206 OFFICE 108 SF 100 SF BUSINESS AREAS B 2

A207 OFFICE 109 SF 100 SF BUSINESS AREAS B 2

A208 FILE ROOM 55 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (B) 1

A222 ELO OFFICE 159 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A224 LEARNING CENTER 837 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 17

A224B LEARNING CENTER CLOSET (LH) 89 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

A225 PSYC OFF. 159 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A227 VIRTUAL PATH 146 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A228 FACULTY TRAINING 668 SF 100 SF BUSINESS AREAS B (E) 7 IBC Section 508

A240 SPECIAL EDUCATION 380 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 8

A240A SPEC. ED. COMMON 549 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 11

A241 RESOURCE ROOM 844 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 17

A241A STORAGE 96 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

A242 RESOURCE ROOM 786 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 16

A243 RESOURCE ROOM 797 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 16

A244 ACADEMIC SUPPORT 275 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

A245 EMOTIONAL DISABILITY 769 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 16

E212 SCIENCE LAB-BIO 1223 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 25 IBC Section 508.2.5

E213 ENGLISH/ SPECIAL-ED 715 SF 20 SF EDUCATIONAL - CLASSROOM E 36

E214 PREP ROOM 203 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 ROOM SHOWN ON A.0.2.27

E215 OFFICE (3) 187 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

Grand total 215

FEC

FEC

NO. DESCRIPTION DATE



UPUP

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

ATRIUMATRIUM ATRIUMATRIUMATRIUMATRIUMA
T

R
IU

M
A

T
R

IU
M

ATRIUM ATRIUMATRIUM ATRIUM ATRIUM ATRIUM ATRIUM ATRIUM

ATRIUM

ATRIUM

A
T

R
IU

M
A

T
R

IU
M

A
T

R
IU

M

ATRIUM ATRIUM ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

A
T

R
IU

M
A

T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

A
T
R

IU
M

ATRIUM

ATRIUM

ATRIUM

792 SF
CLASSROOM

C206

OCC = 40

940 SF

PROJECT
LAB/

CLASSROOM

C205

OCC = 19

204 SF

SERVER
INSTRUCTION

D212A

OCC = 5

357 SF

GUIDANCE
RECEPTION

A210A

OCC = 4

152 SF

SOCIAL
WORK

OFF

A211E

OCC = 2

147 SF

GUIDANCE
OFF.

A211F

OCC = 2

148 SF

GUIDANCE
OFF.

A211D

OCC = 2
158 SF

GUIDANCE
OFF.

A211C

OCC = 2

141 SF
SM MTG

A212

OCC = 10

319 SF

SHARED
CONF.

A218

OCC = 22

106 SF
AT-RISK 1

A211B

OCC = 2

252 SF

SHARED
AG STOR.

A216

OCC = 1

1231 SF

CAREER
PLANNING

A231

OCC = 25

134 SF
PLANNER-OFF.

A232

OCC = 2

3392 SF

DINING
BELOW

0000

135 SF
PLANNER-OFF.

A233

OCC = 2

203 SF
CTE-ADMIN.OFF.

A234

OCC = 3

374 SF

EQUIPMENT
STORAGE

C207

OCC = 2

2565 SF

SCIENCE&
TECHNOLOGY-

2ND_LEVEL

C220

0000

100 SF
DATA

D210A

OCC = 1

1201 SF
CAD LAB

C202

OCC = 25

76 SF

CAD-LAB
OFFICE

C204

OCC = 1

192 SF
OFFICE (3)

D211

OCC = 2

110 SF
AT-RISK 2

A211A

OCC = 2

296 SF

PRINT
AREA

C202A

OCC = 6

118 SF

SHARED
CAREER

DESK

A214

OCC = 2

407 SF

STUDENT
WK

STATIONS

A237A

OCC = 5

129 SF

STUDENTS
SERVICES

RECEPTION

A237

OCC = 2

250 SF
LG-MTG

A239

OCC = 17

51 SF
TOILET

A237C

0000

50 SF
TOILET

A237B

0000

150 SF

VP
DISCIPLINE

A238

OCC = 2
152 SF

VP -
DISCIPLINE

A236

OCC = 2

Redundant
Room

MAIN
COMMONS

A220

73 SF
EMR

A214A

OCC = 1

38 SF
STORAGE

A239A

OCC = 1

128 SF

STUDENT
RECORDS
STORAGE

D201

OCC = 1

312 SF

PRINT-LAB
SHARED

D210

OCC = 7

119 SF

CAD LAB
STORAGE

C202B

OCC = 1

76 SF
OFFICE

D214

OCC = 1

24 TOTAL
OCCUPANTS

29 TOTAL
OCCUPANTS

151 SF

SOCIAL
WORK

OFF

A211G

OCC = 2

203 SF
DIR. OFF.

A211H

OCC = 3

12 TOTAL
OCCUPANTS

95 OCCUPANTS
AREA A2 MAIN

COMMONS

111
OCCUPANTS

AREA C1

29 TOTAL
OCCUPANTS

44 OCCUPANTS
AREA D

R: 450

P: 451

R
: 413

P
: 413

OCCUPANTS OF SERVER INSTRUCTION ROOM
D212A AND OFFICE ROOM D214 SHOWN EXITING
ON SHEET A0.2.26 AREA D

157 SF

GUIDANCE
WAITING

A210

OCC = 11

1 HOUR
FOLDING FIRE

DOOR

FEC

FEC

FEC

FEC

FEC

COMMONS
STAIR

STAIR H

A255

0000

E
X
IT

CHASE

33 TOTAL
OCCUPANTS

16

21 TOTAL
OCCUPANTS

33 TOTAL
OCCUPANTS

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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COPYRIGHT © 2016

 1/8" = 1'-0"A0.2.21

J1 CODE PLAN SECOND FLOOR - AREA A2

OCCUPANCY SCHEDULE - LEVEL 2 AREA A2

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

A210 GUIDANCE WAITING 157 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 11

A210A GUIDANCE RECEPTION 357 SF 100 SF BUSINESS AREAS B 4

A211A AT-RISK 2 110 SF 100 SF BUSINESS AREAS B 2

A211B AT-RISK 1 106 SF 100 SF BUSINESS AREAS B 2

A211C GUIDANCE OFF. 158 SF 100 SF BUSINESS AREAS B 2

A211D GUIDANCE OFF. 148 SF 100 SF BUSINESS AREAS B 2

A211E SOCIAL WORK OFF 152 SF 100 SF BUSINESS AREAS B 2

A211F GUIDANCE OFF. 147 SF 100 SF BUSINESS AREAS B 2

A211G SOCIAL WORK OFF 151 SF 100 SF BUSINESS AREAS B 2

A211H DIR. OFF. 203 SF 100 SF BUSINESS AREAS B 3

A212 SM MTG 141 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 10 IBC Section 303.1 Exception 2

A214 SHARED CAREER DESK 118 SF 100 SF BUSINESS AREAS B 2

A214A EMR 73 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

A216 SHARED AG STOR. 252 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1

A218 SHARED CONF. 319 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B 22 IBC Section 303.1 Exception 2

A231 CAREER PLANNING 1231 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 25

A232 PLANNER-OFF. 134 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A233 PLANNER-OFF. 135 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A234 CTE-ADMIN.OFF. 203 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

A236 VP - DISCIPLINE 152 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A237 STUDENTS SERVICES RECEPTION 129 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A237A STUDENT WK STATIONS 407 SF 100 SF BUSINESS AREAS B (E) 5 IBC Section 508

A238 VP DISCIPLINE 150 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

A239 LG-MTG 250 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B (E) 17 IBC Section 303.1 Exception 2

A239A STORAGE 38 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C202 CAD LAB 1201 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 25

C202A PRINT AREA 296 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 6

C202B CAD LAB STORAGE 119 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C204 CAD-LAB OFFICE 76 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

C205 PROJECT LAB/ CLASSROOM 940 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 19

C206 CLASSROOM 792 SF 20 SF EDUCATIONAL - CLASSROOM E 40

C207 EQUIPMENT STORAGE 374 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

D201 STUDENT RECORDS STORAGE 128 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D210 PRINT-LAB SHARED 312 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 7

D210A DATA 100 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

D211 OFFICE (3) 192 SF 100 SF BUSINESS AREAS E (B) 2 IBC Section 508

Grand total 234

NO. DESCRIPTION DATE
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ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

554 SF

JOBS FOR
GRADS

A260

OCC = 6

1387 SF

DINING
BELOW

10442 SF

MAIN
AUDITORIUM

- 2ND
LEVEL

A281

1209

750 SF

ED TECH
OFFICES

(10)

A268

OCC = 8

162 SF
MEN

A262

0000

183 SF
WOMEN

A264

0000

100 SF

LIGHT
LOCK

A288

1209H

35 SF

MECH
CHASE

EXTRA

0000

207 SF
ELEC

B228A

0000

S
E

E
 S

H
E

E
T A

1.1 FO
R

 A
U

D
ITO

R
IU

M

152 SF

CONTROL
ROOM

A282

OCC = 2

251
OCCUPANTS

AREA A3

236 TOTAL OCCUPANTS

71 SF
CUSTODIAL

A266

OCC = 1

1 HOUR
FOLDING FIRE

DOOR

FEC

10' - 0" MIN

EX
IT

STAIR A

A275

0000

E
X
IT

R: 187

P: 230

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J1 CODE PLAN SECOND FLOOR - AREA A3

OCCUPANCY SCHEDULE - LEVEL 2 AREA A3

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

A260 JOBS FOR GRADS 554 SF 100 SF BUSINESS AREAS B (E) 6 IBC Section 508

A266 CUSTODIAL 71 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

A268 ED TECH OFFICES (10) 750 SF 100 SF BUSINESS AREAS B (E) 8 IBC Section 508

A282 CONTROL ROOM 152 SF 100 SF BUSINESS AREAS A-1 (B) 2 IBC Section 508

Grand total 17 + 333 OCC EXITING UPPER LEVEL AUDITORIUM = 350 TOTAL OCC

NO. DESCRIPTION DATE



UP

A
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R
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ATRIUM
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ATRIUM

ATRIUM
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ATRIUM

ATRIUM

ATRIUM

ATRIUM

A
T
R

IU
M
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M
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M
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T
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M

A
T
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IU
M

A
T
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IU
M

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

ATRIUM

477 SF

CAREER
EXPLORATION

B211

OCC = 10

345 SF

LL
ENGLISH

B201

OCC = 4

577 SF

GROSS
MOTOR
SKILLS

B212

OCC = 12

541 SF

LIFE
SKILLS

APARTMENT

B215

OCC = 11

531 SF

DEVELOPMENTAL
INSTRUCTION

B214

OCC = 11

517 SF

AUTISM
COMMON

SPACE

B210

OCC = 11

142 SF

SPEECH
THERAPY

B216

OCC = 3

1387 SF

DINING
BELOW

878 SF
CLASSROOM

B235

OCC = 44
808 SF

CLASSROOM

B237

OCC = 41

807 SF
CLASSROOM

B243

OCC = 41

1193 SF

SCIENCE
LAB

B249

OCC = 21

807 SF

SCIENCE
CLASSROOM

B245

OCC = 39

421 SF
STAIR B

B250

0000

727 SF
CLASSROOM

B246

OCC = 37

1979 SF

ARTS &
COMMUNICATIONS-

2ND_LEVEL

B220

0000

795 SF
CLASSROOM

B238

OCC = 40

436 SF

LIBRARY
BELOW

298 SF
OFFICE (4)

B231

OCC = 3 790 SF
CLASSROOM

B244

OCC = 40

301 SF

PATHWAY
STORAGE

B233

OCC = 2

73 SF
CUSTODIAL

B222B

OCC = 1

186 SF
WOMEN

B226

0000

187 SF
MEN

B224

0000

254 SF

OFFICE(3)/
PREP

B247

OCC = 3

57 SF
ST-TOILET

B230

0000

26 SF
LAUNDRY

B215A

1046

57 SF
TOILET

B213

1046A

297 SF
OFFICE (4)

B241

OCC = 3

133 SF

LL
STUDENT

ASSISTANCE

B202

OCC = 2

76 SF
BATH

B215C

1047A

71 SF
KITCHENETTE

B215B

OCC = 2

207 SF
ELEC

B228A

OCC = 1

R
O

O
F

B
E

LO
W

56 SF
ST-TOILET

B232

0000

214 SF
LL CONF

B204

OCC = 15

74 SF
OFFICE

B203

OCC = 1

22 TOTAL
OCCUPANTS

49 TOTAL
OCCUPANTS

3 TOTAL
OCCUPANTS

402
OCCUPANTS

AREA B

R: 201

P: 230

CONVENIENCE SMOKE
GLASS NFPA 8.6.8

221 SF

BUILDING
STORAGE

A228

OCC = 1

61 SF
CUSTODIAL

B222A

OCC = 1

34 SF
QUIET RM

B210A

OCC = 1

FE
FE

FEC

FEC

FEC

MECH
CHASE

SHAFT

567 SF
STAIR H

A255

0000

CHASE

EX
IT

E
X
IT

24 TOTAL
OCCUPANTS

R
: 413

P
: 413

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE
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J1 CODE PLAN SECOND FLOOR - AREA B

OCCUPANCY SCHEDULE - LEVEL 2 AREA B

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

A228 BUILDING STORAGE 221 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

B201 LL ENGLISH 345 SF 100 SF BUSINESS AREAS B (E) 4 IBC Section 508

B202 LL STUDENT ASSISTANCE 133 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

B203 OFFICE 74 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

B204 LL CONF 214 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) B (E) 15 IBC Section 303.1 Exception 2

B210 AUTISM COMMON SPACE 517 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 11

B210A QUIET RM 34 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 1

B211 CAREER EXPLORATION 477 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 10

B212 GROSS MOTOR SKILLS 577 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 12

B214 DEVELOPMENTAL INSTRUCTION 531 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 11

B215 LIFE SKILLS APARTMENT 541 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 11

B215A LAUNDRY 26 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 1

B215B KITCHENETTE 71 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 2

B216 SPEECH THERAPY 142 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 3

B222A CUSTODIAL 61 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E (S-1) 1

B222B CUSTODIAL 73 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

B228A ELEC 207 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

B231 OFFICE (4) 298 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

B233 PATHWAY STORAGE 301 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

B235 CLASSROOM 878 SF 20 SF EDUCATIONAL - CLASSROOM E 44

B237 CLASSROOM 808 SF 20 SF EDUCATIONAL - CLASSROOM E 41

B238 CLASSROOM 795 SF 20 SF EDUCATIONAL - CLASSROOM E 40

B241 OFFICE (4) 297 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

B243 CLASSROOM 807 SF 20 SF EDUCATIONAL - CLASSROOM E 41

B244 CLASSROOM 790 SF 20 SF EDUCATIONAL - CLASSROOM E 40 807 GSF LESS 30 SF OF CASEWORK = 777 NSF

B245 SCIENCE CLASSROOM 777 SF 20 SF EDUCATIONAL - CLASSROOM E 39

B246 CLASSROOM 727 SF 20 SF EDUCATIONAL - CLASSROOM E 37

B247 OFFICE(3)/ PREP 254 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

B249 SCIENCE LAB 1043 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 21 IBC Section 508.2.51,193 GSF LESS 147 SF OF
CASEWORK = 1,046 NSF

Grand total 402

NO. DESCRIPTION DATE



ATRIUM

801 SF
CLASSROOM

C212

OCC = 41

804 SF
CLASSROOM

C214

OCC = 41

807 SF
CLASSROOM

C224

OCC = 41

362 SF
OFFICE (5)

C225

OCC = 4

490 SF
STAIR C

C222

0000

120 SF
CUSTODIAL

C217

OCC = 1

2565 SF

SCIENCE&
TECHNOLOGY-

2ND_LEVEL

C220

0000

193 SF
MEN

C221

0000

176 SF
WOMEN

C219

0000

71 SF
ST-TOILET

C213

0000

128 SF
DATA

C223

OCC = 1

121 SF
ELEC

C223A

OCC = 1

61 SF
ST-TOILET

C215

0000

800 SF
CLASSROOM

C208

OCC = 40

175 OCCUPANTS
AREA C1

R: 143

P: 230

ADDITIONAL LOAD
FROM SECOND
FLOOR AREA A2 -
SEE SECOND
FLOOR CODE PLAN -
OVERALL FOR
TOTAL LOAD AND
EXITING

564 SF

BUILDING
STORAGE

C209

OCC = 2

231 SF
OFFICE (3)

C218

OCC = 3

2 TOTAL
OCCUPANTS

FEC

CHASE

EXIT

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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 1/8" = 1'-0"A0.2.24

H1 CODE PLAN SECOND FLOOR - AREA C1

OCCUPANCY SCHEDULE - LEVEL 2 AREA C1

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

C208 CLASSROOM 800 SF 20 SF EDUCATIONAL - CLASSROOM E 40

C209 BUILDING STORAGE 564 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

C212 CLASSROOM 801 SF 20 SF EDUCATIONAL - CLASSROOM E 41

C214 CLASSROOM 804 SF 20 SF EDUCATIONAL - CLASSROOM E 41

C217 CUSTODIAL 120 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

C218 OFFICE (3) 231 SF 100 SF BUSINESS AREAS B (E) 3

C223 DATA 128 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

C223A ELEC 121 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

C224 CLASSROOM 807 SF 20 SF EDUCATIONAL - CLASSROOM E 41

C225 OFFICE (5) 362 SF 100 SF BUSINESS AREAS B (E) 4 IBC Section 508

Grand total 175

NO. DESCRIPTION DATE



UP

849 SF
CLASSROOM

D213

OCC = 43

760 SF
CLASSROOM

D244

OCC = 39

313 SF

CONFERENCE/
INSTRUCTION

D249

OCC = 21

788 SF

MARKETING
&

MANAGEMENT

D245

OCC = 40

792 SF
CLASSROOM

D242

OCC = 40

795 SF
CLASSROOM

D230

OCC = 40

788 SF
CLASSROOM

D222

OCC = 40

158 SF
OFFICE (2)

D225

OCC = 2

790 SF
CLASSROOM

D228

OCC = 40
1220 SF

CPU-NETW
SYSTEMS

D212

OCC = 25

204 SF

SERVER
INSTRUCTION

D212A

2069

562 SF
STAIR D

D218

0000

977 SF

EARTH
SCIENCE

CLASSROOM

D237

OCC = 49

495 SF

LIBRARY
BELOW

3281 SF

BUSINESS_&
MANAGEMENT

2ND_LEVEL

D220

0000

63 SF

ST-
TOILET

D232

0000

63 SF

ST-
TOILET

D234

0000
57 SF

CUSTODIAL

D203

OCC = 1

215 SF
OFFICE (3)

D221

OCC = 3

338 SF
OFFICE (5)

D240

OCC = 4

804 SF
CLASSROOM

D238

OCC = 41

863 SF
CLASSROOM

D217

OCC = 44

203 SF
WOMEN

D226

0000

204 SF
MEN

D224

0000

195 SF

PREP
ROOM

D227

OCC = 4

1219 SF

BIO
SCIENCE

LAB

D233

OCC = 25

1258 SF

BIO
SCIENCE

LAB

D219

OCC = 26

195 SF
OFFICE

D241

OCC = 2

118 SF
ELEC

D247

OCC = 1

220 SF
STAIR G

D248

0000

816 SF

BUSINESS
SERVICES

D243

OCC = 41

312 SF

PRINT-LAB
SHARED

D210

2070

26 TOTAL
OCCUPANTS

30 TOTAL
OCCUPANTS

387 OCCUPANTS AREA D

175 OCCUPANTS AREA D

R: 194

P: 200

R
: 3

14

P
: 3

20

ADDITIONAL OCC
FROM MAIN
COMMONS AND
SECOND FLOOR
AREA A2  - SEE
SHEETS A.0.2.02
AND A.0.2.21

CONVENIENCE SMOKE GLASS NFPA 8.6.8

40 SF

SCEINCE
ROOM

STORAGE

D233A

OCC = 1

OCCUPANTS OF SERVER
INSTRUCTION ROOM D212A AND
OFFICE ROOM D214 SHOWN ON
SHEET A0.2.21 AREA A1 EXITING
THROUGH ROOM D212 - 31
TOTAL OCCUPANTS

FEC

FEC FEC

FE

FE

FE

SHAFT

E
X
IT

76 SF
OFFICE

D214

2071

CHASE

EXIT

1 
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R
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A
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E
D
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B
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D

A1
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E
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C1
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J1 CODE PLAN SECOND FLOOR - AREA D

OCCUPANCY SCHEDULE - LEVEL 2 AREA D

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

D203 CUSTODIAL 57 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D212 CPU-NETW SYSTEMS 1220 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 25

D212A SERVER INSTRUCTION 204 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 5 ROOM SHOWN ON A.0.2.21

D213 CLASSROOM 849 SF 20 SF EDUCATIONAL - CLASSROOM E 43

D214 OFFICE 76 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508 / ROOM SHOWN ON A.02.21

D217 CLASSROOM 863 SF 20 SF EDUCATIONAL - CLASSROOM E 44

D219 BIO SCIENCE LAB 1258 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 26 IBC Section 508.2.5

D221 OFFICE (3) 215 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

D222 CLASSROOM 788 SF 20 SF EDUCATIONAL - CLASSROOM E 40

D225 OFFICE (2) 158 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

D227 PREP ROOM 195 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS S-1 (E) 4 IBC Section 508

D228 CLASSROOM 790 SF 20 SF EDUCATIONAL - CLASSROOM E 40

D230 CLASSROOM 795 SF 20 SF EDUCATIONAL - CLASSROOM E 40

D233 BIO SCIENCE LAB 1219 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 25 IBC Section 508.2.5

D233A SCEINCE ROOM STORAGE 40 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

D237 EARTH SCIENCE CLASSROOM 977 SF 20 SF EDUCATIONAL - CLASSROOM E 49 989 GSF LESS 20 SF OF CASEWORK = 979 NSF

D238 CLASSROOM 804 SF 20 SF EDUCATIONAL - CLASSROOM E 41

D240 OFFICE (5) 338 SF 100 SF BUSINESS AREAS B (E) 4 IBC Section 508

D241 OFFICE 195 SF 100 SF BUSINESS AREAS B (E) 2 IBC Section 508

D242 CLASSROOM 792 SF 20 SF EDUCATIONAL - CLASSROOM E 40

D243 BUSINESS SERVICES 816 SF 20 SF EDUCATIONAL - CLASSROOM E 41

D244 CLASSROOM 760 SF 20 SF EDUCATIONAL - CLASSROOM E 39

D245 MARKETING & MANAGEMENT 788 SF 20 SF EDUCATIONAL - CLASSROOM E 40

D247 ELEC 118 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

D249 CONFERENCE/ INSTRUCTION 313 SF 15 SF ASSEMBLY WITHOUT FIXED SEATS - UNCONCENTRATED (TABLES AND CHAIRS) E 21 IBC Section 303.1 Exception 2

Grand total 578

NO. DESCRIPTION DATE



UPUPUP

UPUP

ATRIUM

957 SF

FIRE-DRILL
AREA

E242

OCC = 20
383 SF

PROP+GEAR
STORAGE

E243

OCC = 2

354 SF
STAIR F

E254

0000

818 SF
CLASSROOM

E225

OCC = 42

261 SF

PATHWAY
STOR

E235

OCC = 1

600 SF
STAIR E

E239

0000
FIRE

TRUCK /
AMBULANCE

BELOW

734 SF

LIBRARY
BELOW

1152 SF

SCIENCE
LAB-BIO

E222

OCC = 24

256 SF

EMS
PRACTICE

E241

2082B

66 SF
TOILET

E257

0000

56 SF
TOILET

E258

0000

582 SF
CLASSROOM

E251

OCC = 30

592 SF
CLASSROOM

E252

OCC = 30

632 SF
CLASSROOM

E256

OCC = 32

685 SF

ALT ED
COMMON

E250

1311

188 SF

SMALL
GROUP

E255

OCC = 10

827 SF
CLASSROOM

E227

OCC = 42

818 SF

CRIMINAL
JUSTICE

E228

OCC = 17

327 SF

FORENSIC
STUDIO

E226

OCC = 7

77 SF
OFFICE

E224B

OCC = 1

77 SF
OFFICE

E224A

OCC = 1

74 SF
CUST

E244

OCC = 1

59 SF
ST-TOILET

E234

0000

55 SF
ST-TOILET

E232

0000

210 SF
MEN

E233

0000

190 SF
WOMEN

E231

0000

301 SF
OFFICE (4)

E248

OCC = 4

99 SF

ALT ED
OFFICE

E259

OCC = 1

107 SF
ELEC

E227B

OCC = 1

160 SF
CIRC.

E250A

0000

827 SF

SCIENCE
CLASSROOM

E221

OCC = 17

810 SF
CLASSROOM

E223

OCC = 41

226 SF
OFFICE (3)

E216

OCC = 3

203 SF

PREP
ROOM

E214

OCC = 1

37 TOTAL
OCCUPANTS

2 TOTAL
OCCUPANTS

24 TOTAL
OCCUPANTS

44 TOTAL
OCCUPANTS

22 TOTAL
OCCUPNATS

103 TOTAL
OCCUPANTS

288 OCCUPANTS
AREA E

R: 231

P: 320

ADDITIONAL OCC FROM
SECOND FLOOR MAIN
COMMONS AND AREA
A1  - SEE SHEETS
A.0.2.02 AND A.0.2.20

OCCUPANTS OF PREP
ROOM E214 INCLUDED
WITH OCC LOAD OF
ROOM E212 SHOWN ON
SHEET A0.2.20 AREA A1

R
: 5

2

P
: 1

70

75 SF
DATA

E227A

OCC = 1

FIRE-DRILL
AREA FE

FEC

FEC

FEC

FEC

FE

FE

FE

EXIT

E
X
IT

MECH
CHASE

A3

B

C2

D

A1

A2

E
F1

F2

C1

OCCUPANCY CLASSIFICATION

USE GROUP  E

USE GROUP S-1

GRAPHICS LEGEND

PROPOSED FIRE RATED CONSTRUCTION

MEANS OF EGRESS

REQUIRED EGRESS CAPACITY

PROVIDED EGRESS CAPACITY

USE GROUP  A-1

USE GROUP B

EXITE
X

IT

R: XXX

P: XXX

NON-RATED SMOKE PARTITION

1 HR FIRE BARRIER

2 HR FIRE BARRIER

FEC FIRE EXTINGUISHER CABINET

FE WALL MOUNTED FIRE EXTINGUISHER

NOTE:  PER DISCUSSION WITH AHJ, FIRE EXTINGUISHERS LAYOUT IS PER
NFPA 10.  START POINT @ EXITS SHALL INCLUDE AN EXTINGUISHER 25'-0"
OR LESS, THEN 75'-0" O.C. (MAX) THEREAFTER.

USE GROUP  A-2

USE GROUP  A-3

INCIDENTIAL ACCESSORY OCCUPANCY

USE GROUP  A-4

DOUBLE HEIGHT SPACE

1 HR ATRIUM ENCLOSURE

EXIT ACCESS

3 HR FIRE WALL
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J1 CODE PLAN SECOND FLOOR - AREA E

OCCUPANCY SCHEDULE - LEVEL 2 AREA E

Number Name
NET ROOM

AREA
AREA PER

OCCUPANT FUNCTION OF SPACE
OCCUPANCY

CLASSIFICATION

ACCESSORY
TO

OCCUPANCY
OCCUPANCY LOAD

CALCULATED Notes

E216 OFFICE (3) 226 SF 100 SF BUSINESS AREAS B (E) 3 IBC Section 508

E221 SCIENCE CLASSROOM 827 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 17

E222 SCIENCE LAB-BIO 1152 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS IAO (E) 24 IBC Section 508.2.5

E223 CLASSROOM 810 SF 20 SF EDUCATIONAL - CLASSROOM E 41

E224A OFFICE 77 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E224B OFFICE 77 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

E225 CLASSROOM 818 SF 20 SF EDUCATIONAL - CLASSROOM E 41

E226 FORENSIC STUDIO 327 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 7

E227 CLASSROOM 827 SF 20 SF EDUCATIONAL - CLASSROOM E 42

E227A DATA 75 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

E227B ELEC 107 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM E 1 IBC Section 508

E228 CRIMINAL JUSTICE 818 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 17

E235 PATHWAY STOR 261 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

E242 FIRE-DRILL AREA 957 SF 50 SF EDUCATIONAL - SHOPS AND OTHER VOCATIONAL ROOM AREAS E 20

E243 PROP+GEAR STORAGE 383 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 2 IBC Section 508

E244 CUST 74 SF 300 SF ACCESSORY STORAGE AREAS, MECHANICAL EQUIPMENT ROOM S-1 (E) 1 IBC Section 508

E248 OFFICE (4) 301 SF 100 SF BUSINESS AREAS B (E) 4 IBC Section 508

E251 CLASSROOM 582 SF 20 SF EDUCATIONAL - CLASSROOM E 30

E252 CLASSROOM 592 SF 20 SF EDUCATIONAL - CLASSROOM E 30

E255 SMALL GROUP 188 SF 20 SF EDUCATIONAL - CLASSROOM E 10

E256 CLASSROOM 632 SF 20 SF EDUCATIONAL - CLASSROOM E 32

E259 ALT ED OFFICE 99 SF 100 SF BUSINESS AREAS B (E) 1 IBC Section 508

Grand total 327

NO. DESCRIPTION DATE



M8

VERIFY TOP OF WALL
BRACING
REQUIREMENTS WITH
STRUCTURAL ENG.

SEE STRUC. FOR
FTG/FND.

CLG  PER SCHED.

FLOOR OR ROOF DECK

04 20 00 - 6" CMU

04 20 00 - HORIZ.  REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

M9

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK.

04 20 00 - HORIZ.  REINF.
(SEE STRUC FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 6" CMU

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING INSUL.
(FILL ALL VOIDS)

M15.S

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING
INSUL.(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU

M16 1 HR - UL #U905

07 84 08 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIBER
FIRESTOPPING INSUL.
(FILL ALL VOIDS)

SEE STRL. FOR
FTG/FND.

CLG PER SCHED.

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

M17 2 HR - UL #U905

05 12 00 - TOP CLIPS

07 84 00 - FIBER
FIRESTOPPING INSUL
(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING
(BOTH SIDES)

M18

05 12 00 - TOP CLIPS

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP AT
TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU
GROUTED SOLID

07 84 00 - SEALANT
(BOTH SIDES)

M20

CLG PER SCHED.

07 21 00 - SAFING
INSULATION (FILL
ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR ROOF
DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU

07 90 05 -
SEALANT(BOTH
SIDES)

05 12 00 - TOP CLIPS

M21 1 HR - UL #905

07 84 00 -
FIRESTOPPING
(FILL ALL VOIDS)

CLG PER SCHED.

07 84 00 - FIBER
FIRESTOPPING
INSUL (FILL ALL
VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU

07 84 00 -
FIRESTOPPING
(BOTH SIDES)

05 12 00 - TOP CLIPS

04 20 00 - HORIZ.
REINF. (SER STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU

05 12 00 - TOP CLIPS

07 84 00 -
FIRESTOPPING
(FILL ALL VOIDS)

M22 2 HR - UL #U905

07 84 00 - FIBER
FIRESTOPPING
INSUL (FILL ALL
VOIDS)

07 84 00 -
FIRESTOPPING
(BOTH SIDES)

CLG PER SCHED.

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR ROOF DECK

6"

M2

VERIFY TOP OF WALL
BRACING
REQUIREMENTS WITH
STRUCTURAL ENG.

SEE STRUC. FOR
FTG/FND.

CLG  PER SCHED.

FLOOR OR ROOF DECK

04 20 00 - 4" CMU
ANCHOR TO BACK
UP CMU WALL AT
ALTERNATE
COURSES

04 20 00 - HORIZ.  REINF.
(SEE STRUC. FOR HORIZ.
REINFORCING)

M9.S

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

FLOOR OR ROOF DECK.

04 20 00 - HORIZ.  REINF.
(SEE STRUC FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 6" CMU

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING INSUL.
(FILL ALL VOIDS)

NON-RATED

SMOKE PARTITION
M10 1 HR - UL #U906

07 84 08 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIBER
FIRESTOPPING INSUL.
(FILL ALL VOIDS)

SEE STRL. FOR
FTG/FND.

CLG PER SCHED.

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 6" CMU

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

M15

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING
INSUL.(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

M19
1 HR - UL #U905

05 12 00 - TOP CLIPS

07 84 08 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIBER
FIRESTOPPING INSUL.
(FILL ALL VOIDS)

SEE STRL. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU SOLID
GROUTED FOR
ADDITIONAL ACOUSTIC
SEPARATION

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

07 90 05 - SEALANT
(FILL ALL VOIDS)

M20.S

CLG PER SCHED.

07 21 00 - SAFING
INSULATION (FILL
ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D )

FLOOR OR ROOF
DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU

07 90 05 -
SEALANT(BOTH
SIDES)

05 12 00 -  TOP
CLIPS

07 90 05 - SEALANT
(FILL ALL VOIDS)

NON-RATED

SMOKE PARTITION

M24

CLG PER SCHED.

07 21 00 - SAFING
INSULATION (FILL
ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D )

FLOOR OR ROOF
DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU
SOLID GROUTED

07 90 05 -
SEALANT(BOTH
SIDES)

05 12 00 - TOP CLIPS

M24.S

CLG PER SCHED.

07 21 00 - SAFING
INSULATION (FILL
ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D )

FLOOR OR ROOF
DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ. REINFORCING)

04 20 00 - 12" CMU
SOLID GROUTED FOR
ADDITIONAL ACOUSTIC
SEPARATION

07 90 05 -
SEALANT(BOTH
SIDES)

05 12 00 - TOP CLIPS

07 90 05 - SEALANT
(FILL ALL VOIDS)

NON-RATED

SMOKE PARTITION
M25

1 HR - UL #905

07 84 00 -
FIRESTOPPING
(FILL ALL VOIDS)

CLG PER SCHED.

07 84 00 - FIBER
FIRESTOPPING
INSUL (FILL ALL
VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU

07 84 00 -
FIRESTOPPING
(BOTH SIDES)

05 12 00 - TOP CLIPS

04 20 00 - HORIZ.
REINF. (SER STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU

05 12 00 - TOP CLIPS

07 84 00 -
FIRESTOPPING
(FILL ALL VOIDS)

M26
2 HR - UL #U905

07 84 00 - FIBER
FIRESTOPPING
INSUL (FILL ALL
VOIDS)

07 84 00 -
FIRESTOPPING
(BOTH SIDES)

CLG PER SCHED.

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR ROOF DECK

SOLID GROUTED FOR
ACOUSTIC SEPARATION

SOLID GROUTED FOR
ACOUSTIC SEPARATION

M34
2 HR - UL #905

07 84 00 -
FIRESTOPPING (FILL
ALL VOIDS)

CLG PER SCHED.

07 84 00 - FIBER
FIRESTOPPING
INSUL (FILL ALL
VOIDS)

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D )

FLOOR OR ROOF DECK

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 12" CMU
RANDOM COLOR
PATTERN

07 84 00 -
FIRESTOPPING
(BOTH SIDES)

05 12 00 - TOP CLIPS

SOLID GROUTED FOR
ACOUSTIC SEPARATION

M35.S

05 12 00 - TOP CLIPS

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING
INSUL.(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU
RANDOM COLOR
PATTERN

M36 1 HR - UL #U905

05 12 00 - TOP CLIPS

07 84 08 - FIRESTOPPING
(BOTH SIDES)

07 84 00 - FIBER
FIRESTOPPING INSUL.
(FILL ALL VOIDS)

SEE STRL. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU
RANDOM COLOR
PATTERN

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

M35

05 12 00 - TOP CLIPS

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING
INSUL.(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU
RANDOM COLOR
PATTERN

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

M37 2 HR - UL #U905

05 12 00 - TOP CLIPS

07 84 00 - FIBER
FIRESTOPPING INSUL
(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU
RANDOM COLOR
PATTERN

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING
(BOTH SIDES)

M40

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR
ROOF DECK.

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 6" CMU

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING
INSUL.
(FILL ALL VOIDS)

SEE PLAN

M40.S

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D)

FLOOR OR
ROOF DECK.

04 20 00 - HORIZ.
REINF. (SEE STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 6" CMU

07 90 05 - SEALANT
(BOTH SIDES)

07 21 00 - SAFING
INSUL.
(FILL ALL VOIDS)

SEE PLAN

NON-RATED

SMOKE PARTITION

07 90 05 - SEALANT
(FILL ALL VOIDS)

STC
45

STC
45

STC
45

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
50

STC
53

STC
53

STC
53

STC
53

STC
53

STC
53

STC
53

M18.S

05 12 00 - TOP CLIPS

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU
GROUTED SOLID

07 84 00 - SEALANT
(BOTH SIDES)

STC
53

07 21 00 - SAFING
INSUL.(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

M41
2 HR - UL #U905

05 12 00 - TOP CLIPS

07 84 00 - FIBER
FIRESTOPPING INSUL
(FILL ALL VOIDS)

SEE STRUC. FOR
FTG/FND.

CLG PER SCHED.

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

FLOOR OR ROOF DECK

04 20 00 - HORIZ. REINF.
(SEE STRUC. FOR
VERTICAL AND HORIZ.
REINFORCING)

04 20 00 - 8" CMU

07 84 00 - FIRESTOPPING
(FILL ALL VOIDS)

07 84 00 - FIRESTOPPING
(BOTH SIDES)

STC
53

04 20 00 - 8" CMU SOLID
GROUTED FOR
ADDITIONAL ACOUSTIC
SEPARATION

SOLID GROUTED FOR
ACOUSTIC SEPARATION

SOLID GROUTED FOR
ACOUSTIC SEPARATION SOLID GROUTED FOR

ACOUSTIC SEPARATION

SOLID GROUTED FOR
ACOUSTIC SEPARATION

04 20 00 - HORIZ.
REINF. (SER STRUC
FOR VERTICAL AND
HORIZ.
REINFORCING)

04 20 00 - 8" CMU

05 12 00 - TOP CLIPS

07 84 00 -
FIRESTOPPING
(FILL ALL VOIDS)

M27
3 HR - UL #U904

07 84 00 - FIBER
FIRESTOPPING
INSUL (FILL ALL
VOIDS)

07 84 00 -
FIRESTOPPING
(BOTH SIDES)

CLG PER SCHED.

SEE STRUC. FOR
FTG/FND.

MAINTAIN *3-1/4"
GAP AT TOP OF
PARTITION (NOTE:
CUT TOP COURSE
AS REQ'D )

FLOOR OR ROOF DECK

05 12 00 TOP CLIPS

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

05 12 00 TOP CLIPS

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

05 12 00 TOP CLIPS

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

05 12 00 TOP CLIPS

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

05 12 00 TOP CLIPS

MAINTAIN *3-1/4" GAP
AT TOP OF PARTITION
(NOTE: CUT TOP
COURSE AS REQ'D)

05 12 00 TOP CLIPS

NOTE: 1 HR WHERE INDICATED ON CODE DWGS

GENERAL PARTITION NOTES

1. SEE DRAWINGS FOR PARTITION TYPES AND LOCATIONS.  * PROVIDE DEFLECTION HEAD GAP TO

ACCOMMODATE 1-5/8" MOVEMENT AT SECONDARY JOISTS AND ROOF DECK AND 1" MOVEMENT AT PRIMARY

STEEL.  THEREFORE JOINTS WITH SEALANT SHALL BE TWICE MOVEMENT REQUIREMENT TO ACCOUNT FOR

50% MOVEMENT ABILITY OF SEALANT.

2. AT ALL ROOMS SCHEDULED TO RECEIVE "09 30 00 - CERAMIC WALL TILE" TILE BACKER BOARD IN LIEU OF
GWB AT TILE.

3. AT MASONRY PARTITIONS, PROVIDE "05 12 00 - PARTITION TOP ANGLES" TO BRACE WALL TO FLOOR DECK
OR STRUCTURE (DO NOT ATTACH TO METAL ROOF DECK, BRACE DIRECT TO STRUCTURE).

4.  ACOUSTICAL CONSTRUCTION: SEAL ALL CRACKS, JOINTS, AND VOIDS IN ACOUSTICAL CONSTRUCTION AIR
TIGHT.  SEALING SHALL INCLUDE:
 a. SEALING BOTTOM EDGES OF GYPSUM BOARD TO FLOOR BEHIND BASE  AT BOTH SIDES OF PARTITIONS.
 b. SEALING TOP AND SIDE EDGES OF GYPSUM BOARD AT BOTH SIDES OF WALLS ABUTTING OTHER
CONSTRUCTION.
 c. SEALING TOP OF WALL TO DECK FLUTES.
 d. SEALING ALL WALL PENETRATIONS INCLUDING ELECTRICAL BOXES, PIPES, CONDUITS, DUCTS, BEAMS,
JOISTS, ETC.

5.  SEE SHEET A2.03 FOR RANDOM MASONRY COLOR PATTERNS.

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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*NOTE: ALL LOCKER ROOM WINDOWS ARE 08 80 00
TEMPERED GLASS WITH POLARIZED FILM
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8' - 0"

INTERIOR FRAME TYPES:

FRAME TYPE 20
1/4" = 1'-0"

20
FRAME TYPE 21
1/4" = 1'-0"

21
FRAME TYPE 22
1/4" = 1'-0"

22
FRAME TYPE 23
1/4" = 1'-0"

23
FRAME TYPE 24
1/4" = 1'-0"

24
FRAME TYPE 25
1/4" = 1'-0"

25
FRAME TYPE 26
1/4" = 1'-0"

26
FRAME TYPE 27
1/4" = 1'-0"

27
FRAME TYPE 28
1/4" = 1'-0"

28
FRAME TYPE 29
1/4" = 1'-0"

29
FRAME TYPE 30
1/4" = 1'-0"

30

FRAME TYPE 32
1/4" = 1'-0"

32
FRAME TYPE 33
1/4" = 1'-0"

33
FRAME TYPE 34
1/4" = 1'-0"

34

8' - 0"

4'
 -

 0
"

3'
 -

 4
"

FRAME TYPE 35
1/4" = 1'-0"

35
FRAME TYPE 36
1/4" = 1'-0"

36

3'
 -

 2
"

4'
 -

 0
"

EQ EQ EQ EQ

08 80 00 - GLAZING TYPE S-4
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"

6' - 8"

4'
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"
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08 11 13 - HM FRAME

H10
A0.48

08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME
08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME

08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME 08 11 13 - HM FRAME

H10
A0.48

H10
A0.48

H10
A0.48

H10
A0.48

D12
A0.48

H10
A0.48

H10
A0.48

H10
A0.48

H10
A0.48

H10
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D12
A0.48

J2
A0.48
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J2
A0.48

J2
A0.48

J2
A0.48

J2
A0.48

J2
A0.48

J2
A0.48

J2
A0.48

J2
A0.48

H2
A0.48

J2
A0.48

B12
A0.48

B12
A0.48

J2
A0.48

J2
A0.48

S-3

LOUVER TYPE 1
1/4" = 1'-0"

LV1
LOUVER TYPE 2
1/4" = 1'-0"

LV2
LOUVER TYPE 3
1/4" = 1'-0"

LV3

4' - 0"

2'
 -

 0
"

14' - 6"

1'
 -

 0
" 10' - 0"

1'
 -

 0
"

LOUVER TYPE 4
1/4" = 1'-0"

LV4

2'
 -

 0
"

6' - 4"

LOUVER TYPE 5
1/4" = 1'-0"

LV5

16' - 0"

S-3

S-3

S-3
S-3 S-3 S-3 S-3 S-3 S-3

S-3
S-3

S-3 S-3 S-3 S-3

LOUVER TYPE 6
1/4" = 1'-0"

LV6

10
' -

 0
"

1' - 8"

SIM

SIM

SIM SIM

S-3 S-3 S-3

LOUVER TYPE 7
1/4" = 1'-0"

LV7

6' - 8"

2'
 -

 8
"

LOUVER TYPE 8
1/4" = 1'-0"

LV8

5' - 4"

1'
 -

 6
"

08 91 00 - LOUVERS

PRE-PRIMED. FIELD PAINTED TO
MATCH WALL

PRE-PRIMED. FIELD PAINTED TO
MATCH WALL

PRE-PRIMED. FIELD PAINTED TO
MATCH WALL

BRUSHED ALUMINUMBRUSHED ALUMINUM

08 91 00 - LOUVERS 08 91 00 - LOUVERS 08 91 00 - LOUVERS

NOT USED

08 91 00 - LOUVERS 08 91 00 - LOUVERS08 91 00 - LOUVERS

FACTORY FINISHED

FRAME TYPE 31
1/4" = 1'-0"

31

NOT USED

FRAME TYPE 39
39

08 53 13 - VINYL WINDOW

08 80 00  - SLIDING GLASS DOOR
HARDWARE

2'
 -
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"

5'
 -

 4
"

3' - 4"

S-3

S-3

H10
A0.48
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A0.48

H10
A0.48
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J2
A0.48

J2
A0.48

J2
A0.48

J2
A0.48
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J2
A0.48

H10
A0.48

LOUVER TYPE 9
1/4" = 1'-0"

LV9

AS SCHEDULED

1'
 -

 6
"

PRE-PRIMED. FIELD PAINTED TO
MATCH WALL

08 91 00 - LOUVERS

OVERHEAD SECTIONAL
1/4" - 1'-0"

OH1
FLUSH
1/4" = 1'-0"

F
FULL GLASS 2
1/4" = 1'-0"

FG2

GL

GL

HALF GLASS
1/4" = 1'-0"

G
NARROW LITE
1/4" = 1'-0"

N

GL

08 11 13 - HM DOOR

08 14 16 - FLUSH WOOD DOOR

8"

08 11 13 - HM DOOR

08 14 16 - WOOD DOOR

08 11 13 - HM DOOR

08 14 16 - WOOD DOOR

08 11 13 - HM DOOR

08 14 16 - WOOD DOOR

GL

08 36 13 -

SECTIONAL DOOR
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AS SCHEDULED

A
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OVERHEAD COILING
1/4" = 1'-0"

OH4

08 33 23 - OH COILING

DOOR

AS SCHEDULED

A
S

 S
C

H
E

D
U

LE
D

OVERHEAD SECTIONAL
1/4" - 1'-0"

OH2

08 36 13 - SECTIONAL

DOOR

FULL GLAZING ALL

PANELS

COILING COUNTER DOOR
1/4" = 1'-0"

OH5

08 33 13 - OH

COILING COUNTER

DOOR

AS SCHEDULED

A
S

 S
C

H
E

D
U

LE
D

S
E

E
 S

E
C

T
IO

N

8" AT WOOD, 6" AT HM

FINISH FLOORT
Y

P
.

2'
 -

 0
"

08 36 13 GLAZING,

2 ROWS

10
' -

 0
"

OVERHEAD SECTIONAL
1/4" - 1'-0"

OH3

08 36 13 - SECTIONAL

DOOR

A
S

 S
C

H
E

D
U

LE
D NO GLAZING

AS SCHEDULED

FULL GLASS
1/4" = 1'-0"

FG

08 11 13 - HM DOOR

A
S

 S
C

H
E

D
U

LE
D

AS
SCHEDULED

3 
5/

8"

3 5/8"3 5/8"

3 
5/

8"

FINISH FLOOR

( INTERIOR )

FRAME TYPE 01
1/4" = 1'-0"

01 FRAME TYPE 02
1/4" = 1'-0"

02
FRAME TYPE 03
1/4" = 1'-0"

03
FRAME TYPE 04
1/4" = 1'-0"

04
FRAME TYPE 05
1/4" = 1'-0"

05
FRAME TYPE 06
1/4" = 1'-0"

06

4"
A

S
 S

C
H

E
D

U
LE

D

2"
AS

SCHEDULED 2" 2"
AS

SCHEDULED 2"

2"
A

S
 S

C
H

E
D

U
LE

D

2"
AS

SCHEDULED

2"

2' - 0" 2" 2"
AS

SCHEDULED
2"
2' - 0" 2"

4"

2"
AS

SCHEDULED
2"

2' - 6" 2"

2"

2"
AS

SCHEDULED
2"

2' - 6" 2"

6"

6" 6" 6"
4"

FRAME TYPE 07
1/4" = 1'-0"

07
FRAME TYPE 08
1/4" = 1'-0"

08

2"
AS

SCHEDULED
2"

4' - 0" 2"

4"
6"

2"
AS

SCHEDULED
2"

4' - 0" 2"

2"
6"

FRAME TYPE 10
1/4" = 1'-0"

10

FRAME TYPE 11
1/4" = 1'-0"

11
FRAME TYPE 12
1/4" = 1'-0"

12
FRAME TYPE 13
1/4" = 1'-0"

13
FRAME TYPE 14
1/4" = 1'-0"

14

2"

2"
AS

SCHEDULED
2"

2' - 8"
2"

2' - 8" 2"

6"

2"
AS

SCHEDULED
2"

2' - 8"
2"

2' - 8" 2"

4"
6"

2"
AS

SCHEDULED
2"

2' - 5"
2"

2' - 5" 2"

4"
6"

2"
AS

SCHEDULED
2"

2' - 11"
2"

2' - 10"
2"

2' - 11" 2"

2"
6"

A
S

 S
C

H
E

D
U

LE
D

2"

10
' -

 0
"

2" AS SCHEDULED 2"

2"

4"
A

S
 S

C
H

E
D

U
LE

D

2" AS SCHEDULED 2"

2"

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

A
S

 S
C

H
E

D
U

LE
D

FRAME TYPE 19
1/4" = 1'-0"

19

08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR

08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR 08 11 13 - HM DOOR

F12
A0.48

F12
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

F12
A0.48

F12
A0.48

F12
A0.48

F12
A0.48

F12
A0.48

F12
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

F12
A0.48

F12
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

F12
A0.48

F12
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

B10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

E7
A0.48

F10
A0.48

J10
A0.48

J10
A0.48

J12
A0.48

J12
A0.48

H4
A0.48

H4
A0.48

S-6 S-6

S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3 S-3

S-3

S-3 S-3 S-3 2"
A

S
 S

C
H

E
D

U
LE

D

2" AS SCHEDULED 2"

FRAME TYPE 20
1/4" = 1'-0"

20

08 11 13 - HM DOOR

D10
A0.48

D10
A0.48

2" AS SCHEDULED 2"

0"
A

S
 S

C
H

E
D

U
LE

D
2"

FRAME TYPE 21
1/4" = 1'-0"

21

08 11 13 - HM DOOR

D10
A0.48

D10
A0.48

LV9 LV9

IG-1

2" 2" 2" 2"
AS SCHEDULED AS SCHEDULED AS SCHEDULED

2"
A

S
 S

C
H

E
D

U
LE

D

FRAME TYPE 22
1/4" = 1'-0"

22

08 11 13 - HM DOOR

H4
A0.48

H4
A0.48

1'
 -

 6
"

1'
 -

 6
"

IG-1 08 80 00 - INSUL GLASS
IG-1A 08 80 00 - INSUL GLASS - (TYPICAL UNLESS NOTED)
IG-2 08 80 00 - INSUL GLASS - SPANDREL
IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE

A

B

C

GLAZING SCHEDULE
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SS PASS-THRU SURROUND -
SEE FOODSERVICE DRAWINGS

M15.S

04 20 00  - GROUT SOLID
04 20 00  - VERT  REINF

LEVEL 1
0"

LEVEL 2
15' - 4"

2"

9'
 -

 4
"

09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

05 40 00  - CFMF 6" STUD

04 20 00  - CMU SOAP

09 21 16  - TAPING BEAD

DIAGONAL BRACING AT 4'-0" O.C. MAX
OR AS REQ'D BY ENGINEERING

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

1'
 -

 4
"

10
°

SEE RCP

07 81 00  - SPRAY APPLIED
FIREPROOFING

DESIGN FOR 1" MASONRY VENEER LOAD

DESIGN FRAMING FOR MAINTENANCE LOAD

08 33 00  - COILING FIRE DOOR08 33 00  - COILING FIRE DOOR

05 12 00  - STL  BEAM (S)

04 20 00  - GROUT SOLID

05 12 00  - STL  PLATE(S)

A-4

J7

A0.31

SIM

NOTE: HOOD ABOVE MUST BE
CLEAR OF THE COLUMN AND
ACCESSIBLE.

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

1' - 0"

04 20 00  - CMU SOAP04 20 00  - CMU SOAP

04 20 00  - GROUT SOLID

05 12 00  - STL  TUBE (S)

04 20 00  - 8" CMU

( 8" X 8" X 8" STACK BOND - BULLNOSE
REF STRUCT FOR REINFORCING)

04 20 00  - GROUT SOLID

08 33 00  - COILING FIRE DOOR

LEVEL 1
0"

C-E2C-E

M
A

S
O

N
R

Y
 O

P
E

N
IN

G

4'
 -

 8
"

2'
 -

 8
"

2"

4'
 -

 5
"

2'
 -

 1
1"

5"

2'
 -

 1
0"

REF STRUCTURAL
DRAWINGS FOR SIZE

SS PASS-THRU SURROUND,
TABLE, SHIMS, ACCESSORIES,
ETC - SEE FOOD SERVICE
DRAWINGS

2' - 0" 3/4"

05 12 00  - STL  BRACING (S)

SEE RCP

C-E1

08 33 00  - COILING FIRE DOOR08 33 00  - COILING FIRE DOOR

04 20 00  - 8" BOND BEAM CMU (S)

SS PASS-THRU SURROUND -
SEE FOODSERVICE DRAWINGS

M36

06 20 00  - WD BLOCKING

09 21 16  - GYPSUM BD-5/8"

06 10 54  - FR PLYWOOD

07 42 13  - UNIVERSAL CLIP

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - OUTSIDE CORNER
PROFILE

07 42 13  - END PROFILE

04 20 00  - GROUT SOLID

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

9 
5/

8"

04 20 00  - HORIZ JOINT REINF

LEVEL 1
0"

4'
 -

 5
"

2'
 -

 1
1"

M
A

S
O

N
R

Y
 O

P
E

N
IN

G

4'
 -

 8
"

2'
 -

 8
"

5"

CMU BOND BEAM - SEE
STRUCTURAL DRAWINGS

SS PASS-THRU SURROUND,
TABLE, SHIMS, ACCESSORIES,
ETC - SEE FOOD SERVICE
DRAWINGS

SEE RCP

SEE RCP

D-.7

M27

08 33 00  - COILING
FIRE DOOR

NOTE:  HOOD ABOVE MUST BE CLEAR
AND ACCESSIBLE.  HOLD MASONRY
BACK 1' - 4" FROM FACE OF OPENING
ABOVE 6' - 8" AFF

8"

04 20 00  - GROUT
SOLID
SEE STRUCTURAL
FOR REINFORCING

04 20 00  - GFCU TYPE 4 .
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 1 1/2" = 1'-0"A0.31

C12 JAMB AT COILING COUNTER DOOR

 1" = 1'-0"A0.31

J7 OVERHEAD COILING FIRE DOOR at CAFETERIA SERVERY

 1 1/2" = 1'-0"A0.31

C7 JAMB DETAIL AT OVERHEAD COILING FIRE DOOR AT CAFETERIA SERVERY

 1" = 1'-0"A0.31

J4 INTERIOR SECTION DETAIL OF OVERHEAD DOOR HEAD AT 1 HR CMU RATED WALL

 1 1/2" = 1'-0"A0.31

C4 JAMB DETAIL AT INTERIOR SECTION OF OVERHEAD DOOR AT 1 HR CMU RATED WALL

 1" = 1'-0"A0.31

J12 INTERIOR SECTION DISH WINDOW COILING COUNTER FIRE DOOR

 1 1/2" = 1'-0"A0.31

C1 GREENHOUSE OH DOOR JAMB

NO. DESCRIPTION DATE



E-C

M16

S42

F3
M16

M15.S

M16

OFFICE (3)

E102

HUMAN
SERVICES-
1ST_LEVEL

E120

MAIN
COMMONS

A120

C
O

O
R

D
. W

/ F
IR

E
 D

O
O

R
 M

A
N

U
F

. S
P

E
C

S
.

1'
 -

 6
" 

C
LE

A
R COORD. W/ FIRE DOOR MANUF. SPECS.

2' - 4" CLEAR

F5

04 20 00  - BULLNOSE CMU

04 20 00  - BULLNOSE CMU

07 84 00  - FIRESTOP

(BOTH SIDES)

07 84 00  - FIBER
FIRESTOPPING INSUL

07 84 00  - FIRESTOP

07 84 00  - FIBER
FIRESTOPPING INSUL

07 84 00  - FIRESTOP

(BOTH SIDES)

08 33 26  - FOLDING
FIRE DOOR STACK

09 21 16  - CONTROL
JOINT

09 21 16  - CONTROL
JOINT

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

A-51

M16

M16

M16

M15.S

CORRIDOR

A170

MAIN
COMMONS

A120

LIBRARY
RESOURCE

A127

C
O

O
R

D
. W

/ F
IR

E
 D

O
O

R
 M

A
N

U
F

. S
P

E
C

S
.

1'
 -

 6
" 

C
LE

A
R

COORD. W/ FIRE DOOR MANUF. SPECS.

2' - 4" CLEAR

F2

2' - 3"

08 33 26  - FOLDING
FIRE DOOR STACK

M16

04 20 00  - BULLNOSE CMU

04 20 00  - BULLNOSE CMU

04 20 00  - BULLNOSE
CMU

09 21 16  - CONTROL
JOINT

09 21 16  - CONTROL
JOINT

A-G1

M2

M2

M16 M15.S

ARTS &
COMMUNICATIONS-

1ST_LEVEL

B120

MAIN
COMMONS

A120

PRINT /
WORK
ROOM

B112A

OR AS REQ'D BY MANUF.

1' - 0"

OR AS REQ'D BY MANUF.

1' - 0"

8"

08 33 26  - FOLDING  FIRE DOOR
STRIKER JAMB

04 20 00  - BULLNOSE CMU04 20 00  - BULLNOSE
CMU

A-F

M16

M16

M16
MAIN

COMMONS

A120

ARTS &
COMMUNICATIONS-

1ST_LEVEL

B120

CUSTODIAL

A191

F3

F3

COORD. W/FIRE DOOR MANUF. SPECS

1' - 6" CLEAR

C
O

O
R

D
. W

/F
IR

E
 D

O
O

R
 M

A
N

U
F

. S
P

E
C

S

2'
 -

 3
" 

C
LE

A
R

M15.S

M16

08 33 26  - FOLDING
FIRE DOOR STACK

04 20 00  - CMU SOAP

07 84 00  - FIBER
FIRESTOPPING INSUL
07 84 00  - FIBER
FIRESTOPPING INSUL

2'
 -

 0
"

09 21 16  - CONTROL JOINT

09 21 16  - CONTROL
JOINT

D-C

D-78

M15.S

8572 SF

MAIN
COMMONS

A120

0000
2102 SF

BUSINESS&
MANAGEMENT-

1ST_LEVEL

D120

0000

147 SF
ASST DIR

A117

2007

5 
1/

2"
6"

09 21 16  - GYPSUM
BD-5/8"

07 95 13  - EXPANSION
JOINT - TYPE 2

05 12 00  - STL
COLUMN (S)

05 12 00  - STL
COLUMN (S)

OR AS REQ'D BY MANUF.

1' - 0"

OR AS REQ'D BY MANUF.

1' - 0"

2"

08 33 26  - FOLDING  FIRE DOOR

STRIKER JAMB

D-8

M10

11
 1

/2
"

F2

3' - 6"

F2

05 40 00  - CFMF
Z-FURRING

09 21 16  - CONTROL
JOINT

09 21 16  - CONTROL
JOINT

PATHWAY
STORAGE

D103

BUSINESS&
MANAGEMENT-

1ST_LEVEL

D120

MAIN
COMMONS

A120

M16

M16

M16

M15.S

M36

C
O

O
R

D
. W

/ F
IR

E
 D

O
O

R
 M

A
N

U
F

. S
P

E
C

S
.

2'
 -

 4
" 

C
LE

A
R

COORD. W/ FIRE DOOR MANUF. SPECS.

1' - 6" CLEAR

F3

F3

F2

D-8

04 20 00  - BULLNOSE CMU

04 20 00  - BULLNOSE CMU
04 20 00  - BULLNOSE CMU

04 20 00  - CMU SOAP

09 21 16  - CONTROL
JOINT

09 21 16  - CONTROL
JOINT

09 21 16  - CONTROL JOINT

09 21 16  - CONTROL JOINT

07 95 13  - EXPANSION
JOINT - TYPE 2

3'
 -

 3
 5

/8
"

A-51

M16

M16

M16

M16

M16

S12
1398 SF

CORRIDOR

A270

0000

Redundant
Room

MAIN
COMMONS

A220

0000

554 SF

JOBS FOR
GRADS

A260

1021

C
O

O
R

D
. W

/ F
IR

E
 D

O
O

R
 M

A
N

U
F

. S
P

E
C

S
.

1'
 -

 6
" 

C
LE

A
R COORD. W/ FIRE DOOR MANUF. SPECS.

2' - 4" CLEAR

F2

07 95 13  - EXPANSION
JOINT - TYPE 5

2' - 3"

04 20 00  - BULLNOSE
CMU

04 20 00  - BULLNOSE
CMU

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

07 84 00  - FIRESTOP07 84 00  - FIRESTOP07 84 00  - FIRESTOP07 84 00  - FIRESTOP

09 21 16  - CONTROL
JOINT
09 21 16  - CONTROL
JOINT

04 20 00  - BULLNOSE
CMU

08 33 26  - FOLDING
FIRE DOOR STACK

07 84 00  - FIBER
FIRESTOPPING INSUL

A-G

M16

M16

M16

ARTS &
COMMUNICATIONS-

2ND_LEVEL

B220

MAIN
COMMONS

A220

GROSS
MOTOR
SKILLS

B212

C
O

O
R

D
. W

/ F
IR

E
 D

O
O

R
 M

A
N

U
F

. S
P

E
C

S
.

2'
 -

 3
" 

C
LE

A
R

COORD. W/ FIRE DOOR MANUF. SPECS.

1' - 6" CLEAR

F5

1'
 -

 6
"

04 20 00  - BULLNOSE
CMU

04 20 00  - BULLNOSE
CMU

09 21 16  - CONTROL
JOINT

09 21 16  - CONTROL
JOINT

08 33 26  - FOLDING
FIRE DOOR

LEVEL 1
0"

SEE RCP

SEE RCP

COORD. W/ FIRE DOOR MANUF. SPECS.

1' - 6" CLEAR

C
O

O
R

D
. L

O
C

A
T

IO
N

 O
F

 S
O

F
F

IT
 A

S
S

E
M

B
LY

 W
/ F

IR
E

 D
O

O
R

 M
A

N
U

F
. S

P
E

C
S
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09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

(2)  LAYERS

COORD W/MANUF REQUIREMENTS

1' - 6"

09 51 00  - ACOUSTICAL TILE

07 21 00  - ACOUSTIC
BATT INSUL
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 1 1/2" = 1'-0"A0.32

G8 INTERIOR PLAN DETAIL - E WING LEVEL 1 - WON DOOR

 1 1/2" = 1'-0"A0.32

C8 INTERIOR PLAN DETAIL - A3 WING LEVEL 1 - WON DOOR
 1 1/2" = 1'-0"A0.32

C5 INTERIOR PLAN DETAIL - B WING LEVEL 1 - WON DOOR

 1 1/2" = 1'-0"A0.32

G1 INTERIOR PLAN DETAIL - B WING LEVEL 1 - WON DOOR

 1 1/2" = 1'-0"A0.32

C1 INTERIOR PLAN DETAIL - D WING LEVEL 1 - WON DOOR

 1 1/2" = 1'-0"A0.32

G5 INTERIOR PLAN DETAIL - D WING LEVEL 1- WON DOOR

 1 1/2" = 1'-0"A0.32

J1 INTERIOR PLAN DETAIL - A3 WING LEVEL 2 - WON DOOR
 1 1/2" = 1'-0"A0.32

J5 INTERIOR PLAN DETAIL - B WING LEVEL 2 - WON DOOR
 1 1/2" = 1'-0"A0.32

J11 WON DOOR SECTION DETAIL

NO. DESCRIPTION DATE
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*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE
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GLAZING SCHEDULE
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07 21 00 - RIGID CAVITY WALL
INSUL BD - 1/2"

BRICK VENEER CMU BACKUP
WALL SYSTEM

04 20 00 - WALL DRAINAGE BAFFLE

07 25 00 - WEATHER BARRIER SYSTEM

07 25 00 - MEMBRANE FLASHING

LINE OF MASONRY JAMB BEYOND

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME
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04 20 00 - DRIP FLASHING
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WALL SYSTEM

LINE OF MASONRY JAMB BEYOND

BULLNOSE CMU

BRICK VENEER CMU BACKUP
WALL SYSTEM

07 90 05 - SEALANT
(BOTH SIDES)

08 11 13 - HM FRAME
04 20 00 - GROUT SOLID

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME

05 50 00 - LOOSE LINTEL

04 20 00 - WALL DRAINAGE BAFFLE

07 21 00 - RIGID CAVITY WALL
INSUL BD - 1/2"

05 50 00 - LOOSE LINTEL

04 20 00 - VERT  REINF -
SEE STRUCTURAL

07 25 00 - MEMBRANE FLASHING
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07 90 05  - SEALANT

07 21 19  - FOAMED-IN PLACE INSULATION

08 11 13  - HM DOORFRAME
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SHIM AS REQUIRED
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FRAME TO MEMBRANE
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STRUCTURAL FILL (C)

03 30 00  - CONC  PAD
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07 21 00  - VAPOR BARRIER
SEALANT
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 1/4" = 1'-0"A0.36

W2 WINDOW TYPE W2

 1/4" = 1'-0"A0.36

W3 WINDOW TYPE W3
 1/4" = 1'-0"A0.36

W4 WINDOW TYPE W4

 1/4" = 1'-0"A0.36

W3b WINDOW TYPE W3b
 1/4" = 1'-0"A0.36

W4b WINDOW TYPE W4b
 1/4" = 1'-0"A0.36

W5b WINDOW TYPE W5b

 1/4" = 1'-0"A0.36

W5 WINDOW TYPE W5
 1/4" = 1'-0"A0.36

W8 WINDOW TYPE W8

 1/4" = 1'-0"A0.36

W7 WINDOW TYPE W7
 1/4" = 1'-0"A0.36

W1 WINDOW TYPE W1

 1/4" = 1'-0"A0.36

LV1 LOUVER LV1

 1/4" = 1'-0"A0.36

W6 WINDOW TYPE W6

 1/4" = 1'-0"A0.36

W9 ALUMINUM SLIDING WINDOW

 1 1/2" = 1'-0"A0.36

J1 HM FRAME/HEAD & JAMB @ BRICK VENEER CMU BACKUP
 1 1/2" = 1'-0"A0.36

J4 HM FRAME/HEAD & JAMB @ BRICK VENEER/CMU w/ LINTEL
 3" = 1'-0"A0.36

j7
TYP. EXTERIOR HM FRAME TYPE 2 JAMB DETAIL AT BRICK ON TOP 9 DARK BLOCK ON
BOTTOM

 1 1/2" = 1'-0"A0.36

J10 HM FRAME/HEAD & JAMB @ CONCRETE WALL

 3" = 1'-0"A0.36

G11 HM LOUVER FRAME/HEAD & SILL @ BRICK VENEER CMU BACKUP
 3" = 1'-0"A0.36

G1 A0.36_G1_HM FRAME SILL@ EXTERIOR

NO. DESCRIPTION DATE



IG-1 08 80 00 - INSUL GLASS
IG-1A 08 80 00 - INSUL GLASS - (TYPICAL UNLESS NOTED)
IG-2 08 80 00 - INSUL GLASS - SPANDREL
IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE
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GLAZING SCHEDULE
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 1/4" = 1'-0"A0.38

C3 CURTAIN WALL TYPE C3
 1/4" = 1'-0"A0.38

C4 CURTAIN WALL TYPE C4
 1/4" = 1'-0"A0.38

C7 CURTAIN WALL TYPE C7
 1/4" = 1'-0"A0.38

C12 CURTAIN WALL TYPE C12
 1/4" = 1'-0"A0.38

C14 CURTAIN WALL TYPE C14

 1/4" = 1'-0"A0.38

C13 CURTAIN WALL TYPE C13

 1/4" = 1'-0"A0.38

C15 CURTAIN WALL TYPE C15

 1/4" = 1'-0"A0.38

C1 CURTAIN WALL TYPE C1
 1/4" = 1'-0"A0.38

C6 CURTAIN WALL TYPE C6
 1/4" = 1'-0"A0.38

C11 CURTAINWALL TYPE C11

 1/4" = 1'-0"A0.38

C5 CURTAIN WALL TYPE C5
 1/4" = 1'-0"A0.38

C17 CURTAIN WALL TYPE C17
 1/4" = 1'-0"A0.38

C18 CURTAIN WALL TYPE C18
 1/4" = 1'-0"A0.38

C19 STOREFRONT TYPE  C19
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IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
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S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE

A

B

C

GLAZING SCHEDULE

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

N

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

 1/4" = 1'-0"

2/
10

/2
01

6 
12

:2
2:

32
 P

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_c

as
ey

.g
er

ke
n.

rv
t

A0.39

12-067-00

02/11/2016

CLU

EXTERIOR - CURTAIN WALL TYPES

BID DOCUMENTS

SANFORD HIGH

SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1/4" = 1'-0"A0.39

C2 CURTAIN WALL TYPE C2
 1/4" = 1'-0"A0.39

C8 CURTAIN WALL TYPE C8

 1/4" = 1'-0"A0.39

C16 CURTAIN WALL TYPE C16
A0.39

H8 AXON - TYP AT CLASSROOMS

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

A
S

 S
C

H
E

D
U

LE
D

2'
 -

 6
"

2'
 -

 4
"

2'
 -

 6
"

3'
 -

 7
"

3'
 -

 7
"

SCHEDULED

AS EQ

SCHEDULED

AS

SCHEDULED

AS EQ

SCHEDULED

AS

SCHEDULED

AS

08 44 13  - CURTAINWALL FRAMING

26
' -

 0
"

D10

A4.20

SIM

08 80 00  - GLASS

S-3 S-3 S-3

S-3 S-3 S-3

S-3 S-3 S-3

S-3 S-3 S-3

S-3 S-3 S-3

S-3 S-3 S-3

20' - 5 3/4"

S-3 S-3

LEVEL 1
0"

LEVEL 2
15' - 4"

G13

A0.45

2'
 -

 1
0"

4'
 -

 3
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 8
"

1'
 -

 8
"

1'
 -

 9
"

4'
 -

 1
"

1'
 -

 9
"

EQ 6' - 2" 6' - 2" 6' - 2" 6' - 2" 6' - 2" 6' - 2" EQ

AT CORNER

49' - 5"

25
' -

 0
"

08 80 00  - PLASTIC FILM

08 44 13  - CURTAINWALL FRAMING

08 80 00  - GLASS

08 44 13  - SSG FRAME

08 80 00  - BUTT GLAZING

A AA AA A A

BBBBB

A A

C

A A A A A

BB B B

C C CC C C

D10

A4.22

SIM

J9

A4.22

SIM

B11

A0.45

SIM

S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3S-3S-3S-3S-3

S-3

S-3

S-3

S-3

S-3

S-3

S-3

S-3

S-3 S-3

S-3

S-3 S-3

S-3

S-3 S-3

S-5 S-5

S-5

S-5

S-5

S-5

S-5

S-5

S-5

S-5 S-5 S-5

S-5

S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5

S-3

S-3

S-3S-3

S-3S-3

S-3

S-3 S-3 S-3S-3

S-3S-3

S-3S-3

S-3S-3

S-3S-3

S-3

S-3 S-3 S-3

S-3 S-3 S-3

S-3S-3

S-3S-3S-3S-3S-3S-3

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

?

A-G1

A4.22

J9

SIM

A4.22

D10

SIM

A4.22

J1

SIM

NOTE: CURTAIN WALL MANUFACTURER
ESTIMATES THE CURTAIN WALL ENGINEER
WILL NEED TO DESIGN THE REACTION LOAD
AT THE SILL FOR 401 LBS; 1018 AT THE FLOOR
SLAB INTERMEDIATE ANCHOR; AND 62 LBS AT
THE HEAD.  ENGINEER SHALL CONFIRM ALL
LOADS WITH MANUFACTURER.

1 5/8" 6"

LEVEL 1
0"

LEVEL 2
15' - 4"

68' - 0 3/4"

EQ6' - 2"6' - 2"6' - 2"6' - 2"6' - 2"6' - 2"6' - 2"6' - 2"6' - 2"6' - 2"EQ

3'
 -

 0
"

4'
 -

 1
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 9
"

3'
 -

 4
"

1'
 -

 9
"

4'
 -

 1
"

1'
 -

 9
"

25
' -

 0
"

08 80 00  - PLASTIC FILM

08 44 13  -
CURTAINWALL
FRAMING

08 44 13  - SSG FRAME

08 80 00  - BUTT GLAZING
AT CORNER

J4

A4.22

D5

A4.22

9'
 -

 8
"

A

C

B

A

C C C

A A

BB

C C C

AAA AAAA

CC

BB B B

CC

A A A

B

C C CC

A AA

D10

A4.22

SIM

J4

A4.22

SIM

D5

A4.22

SIM

D10

A4.22

SIM

D10

A4.22

SIM

J9

A4.22

SIM

B11

A0.45

SIM
B11

A0.45

SIM

S-3 S-3

S-3S-3

S-3 S-3

S-3S-3

S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5

S-3 S-3

S-3 S-3

S-3 S-3

S-3

S-3

S-3 S-3

S-3 S-3

S-3

S-3 S-3

S-3 S-3

S-3 S-3

S-3

S-3

S-3 S-3

S-3 S-3

S-3

S-3

S-3 S-3

S-3S-3

S-3S-3S-3

S-3S-3

S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5 S-5

S-3 S-3

S-3 S-3 S-3

S-3 S-3

S-3 S-3S-3S-3S-3S-3S-3S-3S-3S-3S-3S-3

S-3

S-3

S-3 S-3

S-3S-3S-3

S-3 S-3 S-3 S-3

S-3 S-3

S-3S-3

F8

A4.35

F8

A4.35

SIM

F8

A4.35

SIM

F8

A4.35

SIM

08 80 00  - GLASS

LEVEL 1
0"

LEVEL 2
15' - 4"

1'
 -

 9
"

4'
 -

 1
"

1'
 -

 9
"

3'
 -

 4
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 9
"

25
' -

 0
"

AS SCHEDULED1' - 10"

08 80 00  - GLASS

08 44 13  -
CURTAINWALL
FRAMING

08 44 13  - SSG FRAME

08 80 00  - PLASTIC FILM

7' - 10"

3'
 -

 0
" A

S
 S

C
H

E
D

U
LE

D08 80 00  - BUTT GLAZING
AT CORNER

AA A

C

B

C CC

A A

D10

A4.22

SIM

J9

A4.22

SIM

B11

A0.45

SIM

S-3

S-3 S-3

S-3

S-3

S-3

S-3S-3 S-3

S-3S-3S-3

S-3 S-3

S-3

S-5S-5S-5

S-3 S-3 S-3

S-3

S-3S-3

S-5 S-5

S-3 S-3
B7

A0.45

LEVEL 1
0"

LEVEL 2
15' - 4"

25
' -

 0
"

1'
 -

 9
"

4'
 -

 1
"

1'
 -

 9
"

3'
 -

 4
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 9
"

AS SCHEDULED 1' - 10"

3'
 -

 0
"

08 44 13  -
CURTAINWALL
FRAMING

08 80 00  - GLASS

08 44 13  - SSG FRAME

08 80 00  - PLASTIC FILM

08 80 00  - BUTT GLAZING

AT CORNER

A
S

 S
C

H
E

D
U

LE
D

8' - 6"

A

CC C

B B B

C

AA A

D10

A4.22

SIM

J9

A4.22

SIM

B11

A0.45

SIM

S-3

S-3 S-3 S-3

S-3 S-3 S-3

S-3S-3S-3

S-3 S-3

S-3S-3S-3

S-3 S-3 S-3

S-3 S-3

S-3 S-3

S-3

S-5 S-5

S-5 S-5 S-5

A0.45

B7

SIM

J5
A4.10

__________

3' - 0"

08 80 00  - GLASS

08 43 13  - ALUM STOREFRONT
FRAMING

08 80 00  - BUTT GLAZING

08 80 00  - PLASTIC FILM

5' - 0"

08 80 00  - BUTT GLAZING
AT CORNER

A

A

B

C

E7

A0.48

Sim

E7

A0.48

Sim

B9

A0.45

SIM

S-3S-3

1
0
' 
- 

8
"

3' - 0"3' - 0"2"

8' - 2 3/4"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - BUTT
GLAZING

08 80 00  - PLASTIC FILM

08 80 00  - BUTT
GLAZING AT CORNER

A

A

A

B

B

C

E7

A0.48

Sim

E7

A0.48

Sim

B9

A0.45

S-3 S-3 S-3

LEVEL 1
0"

LEVEL 2
15' - 4"

2'
 -

 1
0"

4'
 -

 3
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 9
"

1'
 -

 8
"

1'
 -

 8
"

1'
 -

 9
"

4'
 -

 1
"

1'
 -

 9
"

25
' -

 0
"

08 44 13  -
CURTAINWALL
FRAMING

08 80 00  - GLASS

08 44 13  - SSG FRAME

08 80 00  - PLASTIC
FILM

08 80 00  - BUTT GLAZING
AT CORNER

6' - 2"

8' - 0"

A A

B

C C

AA

C

J9

A4.22

SIM

D10

A4.22

SIM

B11

A0.45

SIM

S-3 S-3

S-3

S-3 S-3

S-3 S-3

S-3

S-3

S-3 S-3

S-3 S-3

S-3

S-3 S-3

S-5 S-5

S-5 S-5

S-5S-5
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EQ 3' - 6" EQ
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"
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"

08 80 00  - PLASTIC FILM

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

H12

A0.48

Sim

H12

A0.48

Sim

S-3 S-3 S-3

S-3 S-3 S-3

S-3

S-5

3' - 6" EQ

16' - 0"

EQEQEQ

4'
 -

 6
"

08 80 00  - GLASS

08 43 13  - ALUM STOREFRONT
FRAMING

08 80 00  - BUTT GLAZING

J7

A0.48

Sim

J7

A0.48

Sim

S-3S-3S-3

8' - 8"

LEVEL 1
0"

AS SCHEDULED

16' - 0"

A
S

 S
C

H
E

D
U
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D

1'
 -

 9
"
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' -

 8
"

AS SCHEDULED

2'
 -

 1
0"

08 80 00  - PLASTIC
FILM

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

A A

C C

E7

A0.48

Sim

E7

A0.48

Sim

S-3 S-3

S-3 S-3

S-3

S-3

S-3

S-5

IG-1 08 80 00 - INSUL GLASS
IG-1A 08 80 00 - INSUL GLASS - (TYPICAL UNLESS NOTED)
IG-2 08 80 00 - INSUL GLASS - SPANDREL
IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE

A

B

C

GLAZING SCHEDULE

08 80 00  - BUTT GLAZING
AT CORNER

SEE CW ELEVATIONS
FOR GLASS TYPE AND
CW TYPE

08 44 13  - CURTAINWALL FRAMING
J5

A4.10
__________

MAIN

ADMIN

WAITING

A101A

MAIN

COMMONS

A120

08 80 00  - BUTT GLAZING
AT CORNER

08 80 00  - BUTT GLAZING

SEE SF ELEVATIONS FOR
GLASS TYPE

08 43 13  - ALUM STOREFRONT
FRAMING

S
E

E
 E

LE
V

A
T

IO
N

S

SEE ELEVATIONS

04 20 00  - 8" CMU
04 20 00  - GROUT SOLID

(REFERENCE STRUCTURAL FOR
MASONRY REINFORCING)

07 90 05  - SEALANT
BOTH SIDES CONT - TYP

08 44 13  - CURTAINWALL FRAMING

CENTER ON CMU WALL

04 20 00  - BULLNOSE CMU

E
Q

E
Q
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 1/4" = 1'-0"A0.45

IC1 INTERIOR CURTAIN WALL TYPE IC1 - ENTRY

 1/4" = 1'-0"A0.45

IC8 INTERIOR CURTAIN WALL TYPE IC8 - CAFETERIA

 1/2" = 1'-0"A0.45

G13 CURTAIN WALL SECTION - CAFETERIA & LIBRARY
 1/4" = 1'-0"A0.45

IC5 INTERIOR CURTAIN WALL TYPE IC5 - LIBRARY
 1/4" = 1'-0"A0.45

IC4 INTERIOR CURTAIN WALL TYPE IC4 - LIBRARY
 1/4" = 1'-0"A0.45

IC6 INTERIOR CURTAIN WALL TYPE IC6 - LIBRARY

 1/4" = 1'-0"A0.45

IC3 INTERIOR STOREFRONT TYPE IC3 - RECEPTION
 1/4" = 1'-0"A0.45

IC2 INTERIOR STOREFRONT TYPE IC2 - RECEPTION

 1/4" = 1'-0"A0.45

IC7 INTERIOR CURTAIN WALL TYPE IC7 - CAFETERIA
 1/4" = 1'-0"A0.45

IS2 INTERIOR STOREFRONT TYPE IS2 - CAFETERIA

 1/4" = 1'-0"A0.45

1S1 INTERIOR STOREFRONT TYPE IS1
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 1/4" = 1'-0"A0.45

IS3 INTERIOR STOREFRONT TYPE IS3 - CAFETERIA

 1 1/2" = 1'-0"A0.45

B11 INTERIOR PLAN DETAIL - BUTT GLAZED CURTAIN WALL
 1 1/2" = 1'-0"A0.45

B9 TYP. CORNER BUTT GLAZED JOINT
 1 1/2" = 1'-0"A0.45

B7 TYP CURTAIN WALL JAMB

NO. DESCRIPTION DATE
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1
0
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0"

EQEQEQ1' - 11 5/8"3/8"

12' - 8 7/8"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - BUTT GLAZING
AT CORNER

14' - 5"

*NOTE: COORDINATE
LOCATION OF MULLION
WITH RCPs.

D10

A4.21

SIM

J10

A4.21

SIM

J7

A0.48

Sim

S-3S-3 S-3 S-3

S-3S-3 S-3 S-3

S-3S-3 S-3 S-3

S-3S-3 S-3 S-3
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1
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1
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0
"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

2' - 0" 2' - 0"EQEQEQEQEQEQ

32' - 0".

D10

A4.21

SIM

J10

A4.21

SIM

S-3S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3S-3 S-3 S-3 S-3 S-3 S-3 S-3

08 80 00  - BUTT GLAZING
AT CORNER

NOTE: CORNER
MULLION AT CORNER

LEVEL 2
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1
' 
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1
1
"

5
' 
- 

2
"

1
' 
- 

1
0
"

1
0
' 
- 

1
0
"

EQ EQ 4' - 7"

14' - 5"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

J4

A4.21

D10

A4.21

SIM

J10

A4.21

SIM

J7

A0.48

Sim

J1

A7.12

S-5

S-5

S-3S-3

S-3 S-3

S-3 S-3S-3

S-3 S-3 S-3

NOTE: CORNER
MULLION AT CORNER

TYP
2" 4"

LEVEL 2
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1
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1
1
"

5
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2
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1
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1
0
"

2' - 0"EQEQEQ
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' -

 1
0"

14' - 2".

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - BUTT GLAZING
AT CORNER

D10

A4.21

SIM

J10

A4.21

SIM

J7

A0.48

Sim

S-3 S-3 S-3 S-3

S-3S-3S-3S-3

S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3

LEVEL 2
15' - 4"

1'
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 1
1"

5'
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"

1'
 -

 1
0"

36' - 6 1/2"
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 1
0"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

2' - 0" 2' - 0"EQ EQ EQ EQ EQ EQ EQ EQ

08 80 00  - BUTT GLAZING
AT CORNER

D10

A4.21

SIM

J10

A4.21

SIM
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S-3
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1
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 1
0"

2' - 0" EQ EQ EQ

14' - 2"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - BUTT GLAZING
AT CORNER

*NOTE: COORDINATE
LOCATION OF MULLION
WITH CEILING

D10

A4.21

SIM

J10

A4.21

SIM

J7

A0.48

Sim

S-3S-3 S-3 S-3

S-3S-3 S-3 S-3

S-3S-3 S-3 S-3

S-3S-3 S-3 S-3

LEVEL 2
15' - 4"

AT CORNER

*NOTE: COORDINATE
LOCATION OF
MULLION WITH RCPs.

D10

A4.21

SIM

J10

A4.21

SIM
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Sim
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S-3 S-3 S-3

S-3S-3S-3S-3

S-3 S-3 S-3 S-3

S-3S-3S-3S-3

08 80 00  - BUTT GLAZING

08 43 13  - ALUM STOREFRONT
FRAMING

08 80 00  - GLASS

LEVEL 2
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1
1
"

5
' 
- 

2
"

1
' 
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1
0
"

1
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51' - 8 3/4"

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

2' - 0" 2' - 0"EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ EQ

08 80 00  - BUTT GLAZING
AT CORNER

J10

A4.21

SIM

D10

A4.21

SIM

S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3 S-3

LEVEL 2
15' - 4"

1
' 
- 

1
1
"

5
' 
- 

2
"

1
' 
- 

1
0
"

10
' -

 1
0"

EQEQ

08 80 00  - GLASS

08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - BUTT GLAZING
AT CORNER

2' - 0"

D10

A4.21

SIM

J10

A4.21

SIM

J7

A0.48

Sim

S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3

S-3 S-3 S-3 S-3

IG-1 08 80 00 - INSUL GLASS
IG-1A 08 80 00 - INSUL GLASS - (TYPICAL UNLESS NOTED)
IG-2 08 80 00 - INSUL GLASS - SPANDREL
IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE

A

B

C

GLAZING SCHEDULE
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 1/4" = 1'-0"A0.46

IS6 INTERIOR STOREFRONT TYPE IS6 - AC PATH 3
 1/4" = 1'-0"A0.46

IS5 INTERIOR STOREFRONT TYPE IS5 - AC PATH 4
 1/4" = 1'-0"A0.46

IS4 INTERIOR STOREFRONT TYPE IS4  - AC PATH 5

 1/4" = 1'-0"A0.46

IS7 INTERIOR STOREFRONT TYPE IS7 - BUS PATH 3
 1/4" = 1'-0"A0.46

IS8 INTERIOR STOREFRONT TYPE IS8 - BUS PATH 4
 1/4" = 1'-0"A0.46

IS9 INTERIOR STOREFRONT TYPE IS9 - BUS PATH 5

 1/4" = 1'-0"A0.46

IS10 INTERIOR STOREFRONT TYPE IS10 - HUMAN 3
 1/4" = 1'-0"A0.46

IS11 INTERIOR STOREFRONT TYPE IS11 - HUMAN 4
 1/4" = 1'-0"A0.46

IS12 INTERIOR STOREFRONT TYPE IS12 - HUMAN 5
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5' - 0"
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A0.48
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EQ 4' - 0" 4' - 0" EQ

13' - 0"
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08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - GLASS
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15' - 4"
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08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - GLASS

08 80 00  - BUTT
GLAZING

H12

A0.48

Sim

H12

A0.48

SimS-3 S-3 S-3

IG-1 08 80 00 - INSUL GLASS
IG-1A 08 80 00 - INSUL GLASS - (TYPICAL UNLESS NOTED)
IG-2 08 80 00 - INSUL GLASS - SPANDREL
IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE
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GLAZING SCHEDULE
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08 80 00  - GLASS
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9' - 4"
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08 43 13  - ALUM
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08 80 00  - GLASS

08 80 00  - BUTT
GLAZING
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9' - 0"
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08 51 13  - ALUM WINDOW UNIT

SLIDING WINDOW
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S-3 S-3
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AS SCHEDULED EQ EQ

S-3 S-3 S-3

H12

A0.48
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Sim

08 43 13  - ALUM
STOREFRONT
FRAMING

08 80 00  - BUTT
GLAZING

08 80 00  - GLASS
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 1/4" = 1'-0"A0.47

IS13 INTERIOR STOREFRONT TYPE IS13 - ENTRY
 1/4" = 1'-0"A0.47

IS14 INTERIOR STOREFRONT TYPE IS14 - AP DEAN STUDENTS

 1/4" = 1'-0"A0.47

IS28 INTERIOR STOREFRONT TYPE IS28 - LIBRARY RESOURCE

 1/4" = 1'-0"A0.47

IS31 INTERIOR STOREFRONT TYPE IS31 - ENTRY A171

 1/4" = 1'-0"A0.47

IS16 INTERIOR STOREFRONT TYPE IS16 - ENTRY

 1/4" = 1'-0"A0.47

IS26 INTERIOR STOREFRONT TYPE IS26 - DINING
 1/4" = 1'-0"A0.47

IS27 INTERIOR CURTAIN WALL TYPE IS27 - OUTREACH CONFERENCE

 1/4" = 1'-0"A0.47

IS15 INTERIOR STOREFRONT TYPE IS15 - LEARNING-CENTER TECH-HUB

INTERIOR ALUMINUM FRAME TYPES

 1/4" = 1'-0"A0.47

IS17 INTERIOR STOREFRONT TYPE IS17 - CAD LAB
 1/4" = 1'-0"A0.47

IS18 INTERIOR STOREFRONT TYPE IS18 - PLANNER'S OFFICE

 1/4" = 1'-0"A0.47

IS30 INTERIOR STOREFRONT TYPE IS30 - ENTRY D140A

 1/4" = 1'-0"A0.47

IS24 INTERIOR STOREFRONT TYPE IS24 - BUSINESS CONFERENCE
 1/4" = 1'-0"A0.47

IS19 INTERIOR STOREFRONT TYPE IS19 - PATHWAYS
 1/4" = 1'-0"A0.47

IS23 INTERIOR STOREFRONT TYPE IS23 - PATHWAYS

 1/4" = 1'-0"A0.47

IS32 INTERIOR STOREFRONT TYPE IS32 - GREENHOUSE

 1/4" = 1'-0"A0.47

IS21 INTERIOR STOREFRONT TYPE IS21 - PATHWAY
 1/4" = 1'-0"A0.47

IS20 INTERIOR STOREFRONT TYPE IS20 - PATHWAY
 1/4" = 1'-0"A0.47

IS25 INTERIOR STOREFRONT TYPE IS25 - CORRIDOR A270
 1/4" = 1'-0"A0.47

IS22 INTERIOR STORESTONT TYPE IS22 - PATHWAY

 1/4" = 1'-0"A0.47

IS33 INTERIOR STOREFRONT TYPE IS33 - PATHWAY
 1/4" = 1'-0"A0.47

IS34 INTERIOR STOREFRONT TYPE IS34
 1/4" = 1'-0"A0.47

IS35 INTERIOR STOREFRONT TYPE IS34 - PATHWAY

 1/4" = 1'-0"A0.47

IS36 INTERIOR ALUMINUM WINDOW AT AUDITORIUM CONTROL ROOM
 1/4" = 1'-0"A0.47

IS37 INTERIOR STOREFRONT TYPE IS-37 - PATHWAYS
 1/4" = 1'-0"A0.47

IS38 INTERIOR STOREFRONT TYPE IS-38 - PATHWAYS

NO. DESCRIPTION DATE

 1/4" = 1'-0"A0.47

IS29 INTERIOR STOREFRONT TYPE IS29 - OFFICE



PARTITION AS SCHEDULED

PARTITION AS SCHEDULED

09 21 16 - MTL STUD (DOUBLE)

HEAD

JAMB

08 43 13  - ALUM FRAMING

08 43 13  - ALUM ENTRANCE DOOR

08 43 13  - ALUM FRAMING

08 43 13  - ALUM ENTRANCE DOOR

09 21 16  - TAPING BEAD

09 21 16  - TAPING BEAD

2"

5"

2"

5"

VARIES

V
A

R
IE

S

06 10 54  - ISOLATION STRIP

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT

CMU PARTITION AS SCHEDULED

MASONRY REINFORCING SEE
STRUCTURAL DRAWINGS.

LOOSE LINTEL OR LINTEL BLOCK SEE
STRUCTURAL

(BOTH SIDES)

HEAD

SILL

08 80 00  - GLASS

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

08 11 13  - HM FRAME

04 20 00  - GROUT SOLID

07 90 05  - SEALANT

JAMB MULLION

2"2" 5/8"

08 11 13  - HM FRAME

07 90 05  - SEALANT

07 90 05  - SEALANT (BOTH SIDES)

(BOTH SIDES)

08 11 13  - HM FRAME

04 20 00  - GROUT SOLID

VARIES

V
A

R
IE

S

2"

5/
8"

5/
8"

2"

6" CMU PARTITION AS SCHEDULED

MASONRY REINFORCING. SEE
STRUCTURAL DRAWINGS

LOOSE LINTEL OR LINTEL BLOCK SEE
STRUCTURAL

(BOTH SIDES)

(BOTH SIDES)

HEAD

04 20 00  - GROUT SOLID

07 90 05  - SEALANT

08 11 13  - HM DOORFRAME

08 11 13  - HM DOOR

JAMB

2" 5/8"

07 90 05  - SEALANT

08 11 13  - HM DOORFRAME

VARIES

V
A

R
IE

S

4"

5/
8"

08 11 13  - HM DOOR

04 20 00  - GROUT SOLID04 20 00  - GROUT SOLID

PARTITION AS SCHEDULED

PARTITION AS SCHEDULED

09 21 16 - MTL STUD (DOUBLE)

HEAD

JAMB

5/
8"

2"

VARIES

5/8"2"

V
A

R
IE

S

08 11 13  - HM FRAME

08 11 13  - HM FRAME

PARTITION AS SCHEDULED

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

(BOTH SIDES)

(BOTH SIDES)

09 21 16 - MTL STUD
(DOUBLE)

HEAD

JAMB

SILL

5/
8"

2"

MULLION

2"
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5/
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2" 5/8"

07 90 05  - SEALANT

08 11 13  - HM FRAME

08 80 00  - GLASS

07 90 05  - SEALANT

VARIES
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PARTITION AS SCHEDULED

PARTITION AS SCHEDULED

09 21 16 - HEAD TRACK

08 11 13 - HM FRAME

08 11 13 - HM FRAME

09 21 16 - MTL STUD (DOUBLE)

HEAD

JAMB
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PARTITION AS SCHEDULED

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

09 21 16 - MTL STUD
(DOUBLE)

HEAD

JAMB

SILL

5/
8"

2"
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2" 5/8"

09 21 16  - HEAD TRACK

08 11 13  - HM FRAME

08 80 00  - GLASS

VARIES

V
A
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IE

S

2"

PARTITION AS SCHEDULED

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

07 90 05 - SEALANT (BOTH SIDES)

08 11 13 - HM FRAME

08 80 00 - GLASS

07 90 05 - SEALANT
(BOTH SIDES)

09 21 16 - MTL STUD
(DOUBLE)

07 90 05 - SEALANT (BOTH SIDES)

HEAD

JAMB

SILL
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"
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"
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HINGE SIDE

CHAMFER - 1/2" (BOTH SIDES)

CHAMFER - 1/2" (BOTH SIDES)

PUNCH AND DIMPLE FOR ANCHORS,
FILL, AND GRIND SMOOTH

08 11 13 - HM FRAME

07 90 05 - SEALANT
(BOTH SIDES)

08 11 13 - HM FRAME
PUNCH AND DIMPLE FOR ANCHORS
FILL,AND GRIND SMOOTH

03 30 00 - CONC. WALL (S)

07 90 05 - SEALANT
(BOTH SIDES)

03 30 00 - CONC. WALL (S)
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"

HEAD

JAMB

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

6" CMU PARTITION AS SCHEDULED

MASONRY REINFORCING
SEE STRUCTURAL

LOOSE LINTEL OR LINTEL BLOCK SEE
STRUCTURAL

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME

08 80 00 - GLASS

08 11 13 - HM FRAME

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 -
GROUT SOLID
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V
A
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IE
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HEAD

SILL

JAMB

4
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M
U

L
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4"
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8"

CMU PARTITION AS SCHEDULED

MASONRY REINFORCING SEE
STRUCTURAL DRAWINGS.

HEAD

SILL

04 20 00  - GROUT SOLID

JAMB

VARIES

04 20 00  - 8" BOND BEAM CMU (S)

04 20 00  - BULLNOSE CMU

07 90 05  - SEALANT & BACKER (BOTH SIDES)

07 90 05  - SEALANT & BACKER

(BOTH SIDES)

(BOTH SIDES)

04 20 00  - BULLNOSE CMU (BOTH SIDES)

VARIES

PARTITION AS SCHEDULED

HEAD

SILL
JAMB

09 21 16  - TAPING BEAD

TYPICAL

8" or 12" CMU PARTITION AS SCHEDULED

MASONRY REINFORCING. SEE
STRUCTURAL DRAWINGS

(BOTH SIDES)

(BOTH SIDES)

HEAD

07 90 05  - SEALANT

08 11 13  - HM DOORFRAME

08 11 13  - HM DOOR

JAMB

2" 5/8"

07 90 05  - SEALANT

08 11 13  - HM DOORFRAME

4"
5/

8" 08 11 13  - HM DOOR

04 20 00  - BULLNOSE CMU (BOTH SIDES)

04 20 00  - 8" BOND BEAM CMU (S)
04 20 00  - GROUT SOLID

04 20 00  - GROUT SOLID

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

8" or 12" CMU PARTITION AS SCHEDULED

LOOSE LINTEL OR LINTEL BLOCK SEE
STRUCTURAL

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME

08 80 00 - GLASS

07 90 05 - SEALANT (BOTH SIDES)

HEAD

SILL

M
U

L
L
IO

N
2
"

MASONRY REINFORCING. SEE
STRUCTURAL DRAWINGS

(BOTH SIDES)

JAMB

2" 5/8"

07 90 05  - SEALANT

08 11 13  - HM FRAME

04 20 00  - BULLNOSE CMU (BOTH SIDES)

04 20 00  - GROUT SOLID

4"
5/

8"
4"

BULLNOSE CMU

BRICK VENEER CMU BACKUP
WALL SYSTEM - SEE EXTERIOR WALL TYPES

07 90 05 - SEALANT
(BOTH SIDES)

08 11 13 - HM FRAME
04 20 00 - GROUT SOLID

04 20 00 - 8" BOND BEAM CMU (SEE
STRUCTURAL)

07 25 00 - MEMBRANE FLASHING

07 21 00 - RIGID CAVITY WALL
INSUL BD - 1/2"

BRICK VENEER CMU BACKUP
WALL SYSTEM - SEE EXTERIOR WALL TYPES

04 20 00 - WALL DRAINAGE BAFFLE

07 25 00 - WEATHER BARRIER SYSTEM

07 25 00 - MEMBRANE FLASHING

LINE OF MASONRY JAMB BEYOND

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME

05 50 00 - LOOSE LINTEL

04 20 00 - WEEP HOLES

04 20 00 - DRIP FLASHING

04 20 00 - VERT  REINF -
SEE STRUCTURAL

07 25 00 - TRANSITION MEMBRANE

8
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4

" 2"
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2"
8

3 _ 4
"

2"

HEAD

JAMB

8 
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8"
8 

5/
8"

10 1/4"

2"
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8"
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2"

VARIES

VARIES

PARTITION AS SCHEDULED

07 90 05  - SEALANT
(BOTH SIDES)

08 11 13  - HM FRAME

08 11 13  - HM FRAME

07 90 05  - SEALANT
(BOTH SIDES)

PARTITION AS SCHEDULED

D-8

REMOVABLE HOLLOW METAL GLASS
STOPS - TYP (ROOM SIDE)

8" or 12" CMU PARTITION AS SCHEDULED

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME

08 80 00 - GLASS

HEAD

SILL

MASONRY REINFORCING. SEE
STRUCTURAL DRAWINGS

(BOTH SIDES)

JAMB

2" 5/8"

07 90 05  - SEALANT

08 11 13  - HM FRAME

04 20 00  - BULLNOSE CMU (BOTH SIDES)

04 20 00  - GROUT SOLID

4"
5/

8"
2"

5/
8"

04 20 00  - BULLNOSE
CMU

04 20 00  - 8" BOND BEAM CMU (S)
04 20 00  - BULLNOSE CMU

04 20 00 - GROUT SOLID

1 1/2"

09 21 16  - MTL STUDS

(SEE SCHEDULE ON
SHEET A0.30)

09 21 16  - MTL STUDS

04 20 00  - 8" CMU

04 20 00  - BULLNOSE CMU

?08 91 00  - LOUVER

FLANGE TO MATCH
LOUVER

1 
1/

2"

07 90 05  - SEALANT & BACKER

(MTL STUD BOX BEAM
AS REQ.)

07 90 05  - SEALANT & BACKER

SECTION AT CMU WALL SECTION AT GYP STUD WALL

PARTITION AS SCHEDULED

1 
1/

2"

(TOP & SIDES)
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 1 1/2" = 1'-0"A0.48

H12 ALUM FRAME, HEAD & JAMB DETAIL @ METAL STUD PARTITION

 1 1/2" = 1'-0"A0.48

B12 HM FRAME HEAD/SILL/JAMB DET. @ INTERIOR LITE (VERT. DIVIDER) (CMU)

 1 1/2" = 1'-0"A0.48

J12 HM FRAME HEAD & JAMB DETAILS @ 6" CMU PARTITION

 1 1/2" = 1'-0"A0.48

F12 HM FRAME HEAD & JAMB DETAILS @ METAL STUD PARTITION

 1 1/2" = 1'-0"A0.48

D12 HM FRAME HEAD/SILL/JAMB DETAILS @ INTERIOR LITE (VERT. DIVIDER)

 1 1/2" = 1'-0"A0.48

H7 HM FRAME (DOUBLE EGRESS) HEAD & JAMB @ MTL STUD PARTITION

 1 1/2" = 1'-0"A0.48

H10 HM FRAME HEAD/SILL/JAMB DET. @ INTERIOR LITE (HORZ. DIVIDER)

 1 1/2" = 1'-0"A0.48

B10 HM FRAME/HEAD, SILL, & JAMB @ SIDELITE

 1 1/2" = 1'-0"A0.48

D10 HM FRAME/HEAD & JAMB @ CONCRETE WALL

 1 1/2" = 1'-0"A0.48

F10 HM FRAME/HEAD, SILL, & JAMB @ SIDELITE (4" & 6" CMU)

 1 1/2" = 1'-0"A0.48

J4 ALUMINUM FRAME HEAD/SILL/JAMB DET. @ INTERIOR LITE (VERT. DIVIDER) (CMU)
 1 1/2" = 1'-0"A0.48

J7 ALUMINUM STOREFRONT TO GYP - HEAD DETAIL
 1 1/2" = 1'-0"A0.48

J10 HM FRAME HEAD & JAMB DETAILS @ 8" & 12" CMU PARTITION

 1 1/2" = 1'-0"A0.48

E7 HM FRAME/HEAD, SILL, & JAMB @ SIDELITE (8" & 12" CMU)

 1 1/2" = 1'-0"A0.48

H4 HM FRAME/HEAD & JAMB @ BRICK VENEER CMU BACKUP1

 1 1/2" = 1'-0"A0.48

E4 HM JAMB DETAIL @ S47 WALL PARTITION

 1 1/2" = 1'-0"A0.48

J2 HM FRAME/HEAD, SILL, & JAMB (8" & 12" CMU)

 1 1/2" = 1'-0"A0.48

B7 LOUVER FRAME DETAILS

NO. DESCRIPTION DATE
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DOOR & FRAME SCHEDULE - AREA A

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS
Hardware

Set
STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

C100B SERVERY DINING 20' - 0" 9' - 4" STL OH2 45 MIN STL - OVERHEAD DOOR - OH4 039
C101 SCIENCE& TECHNOLOGY- 1ST_LEVEL INCUBATOR 6' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 088

C101A STORAGE INCUBATOR 6' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 031
C101B SCIENCE& TECHNOLOGY- 1ST_LEVEL INCUBATOR 6' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 088
C101C INCUBATOR 12' - 0" 12' - 0" STL STL - 038
C101D INCUBATOR 3' - 0" 7' - 0" HM G HM TB 14 073
C101E SCIENCE& TECHNOLOGY- 1ST_LEVEL INCUBATOR 6' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 088
C102A DISH WASH DINING 4' - 0" 4' - 5" STL 45 MIN STL - OVERHEAD DOOR - OH5 039
C103A OFFICE INCUBATOR 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 04 018
C104 SCIENCE& TECHNOLOGY- 1ST_LEVEL CORRIDOR 5' - 4" 7' - 0" HM N SMOKE PARTITION HM 02 028

C104B TOILET CORRIDOR 3' - 0" 7' - 0" HM F HM 02 013
C104C TOILET CORRIDOR 3' - 0" 7' - 0" HM F HM 02 013
C104D CORRIDOR CUSTODIAL 3' - 0" 7' - 0" HM F HM 02 047
C105 SCIENCE& TECHNOLOGY- 1ST_LEVEL PRE-ENG ROBOTICS 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED

C105A STORAGE PRE-ENG ROBOTICS 6' - 0" 7' - 0" HM F HM 02 031
C105C PRE-ENG ROBOTICS 6' - 0" 7' - 0" HM G HM 14 075
C106 DRY STORAGE CORRIDOR 6' - 0" 7' - 0" HM F HM 02 043
C107 OFFICE PRE-ENG ROBOTICS 3' - 0" 7' - 0" HM FG2 HM 04 018
C108 OFFICE CORRIDOR 3' - 0" 7' - 0" HM FG2 HM 06 018
C111 CORRIDOR 6' - 0" 7' - 0" HM G HM 14 007

C111A SCIENCE& TECHNOLOGY- 1ST_LEVEL CORRIDOR 6' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 02 017
D101 BUSINESS& MANAGEMENT- 1ST_LEVEL CUSTODIAL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033
D103 PATHWAY STORAGE BUSINESS& MANAGEMENT- 1ST_LEVEL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030
D105 NURSE WAITING BUSINESS& MANAGEMENT- 1ST_LEVEL 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 048

D105C NURSE COMMON AREA TOILET 3' - 0" 7' - 0" WD F HM 02 014
D106 NURSE COMMON AREA CONSULT / DR OFFICE 3' - 0" 7' - 0" WD F HM 01 034
D107 NURSE COMMON AREA EXAM 3' - 0" 7' - 0" WD F HM 01 036

D107A EXAM TOILET 3' - 0" 7' - 0" WD F HM 01 014
D111 BUSINESS& MANAGEMENT- 1ST_LEVEL OFFICE (4) 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS19 071
D113 BUSINESS& MANAGEMENT- 1ST_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS34 127 30, GASKETED

D120A MAIN COMMONS BUSINESS& MANAGEMENT- 1ST_LEVEL 14' - 0" 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

LEVEL 2
A210 OPEN TO BELOW GUIDANCE WAITING 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 048
A211 GUIDANCE CORRIDOR BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS34 049

A211A AT-RISK 2 GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD FG2 HM 05 034
A211B AT-RISK 1 GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A211C GUIDANCE OFF. GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A211D GUIDANCE OFF. GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A211E SOCIAL WORK OFF GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A211F GUIDANCE OFF. GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A211G SOCIAL WORK OFF GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A211H DIR. OFF. GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A212 SHARED CAREER DESK SM MTG 3' - 0" 7' - 0" WD F 45 MIN HM 02 122 30, GASKETED

A212A GUIDANCE RECEPTION SM MTG 3' - 0" 7' - 0" WD G HM 05 001
A214A OPEN TO BELOW EMR 3' - 0" 7' - 0" WD F 90 MIN HM 02 030
A216 SHARED AG STOR. GUIDANCE CORRIDOR 3' - 0" 7' - 0" WD F HM 01 032
A218 SHARED CONF. OPEN TO BELOW 3' - 0" 7' - 0" WD F HM 02 125 30, GASKETED

A218A GUIDANCE CORRIDOR SHARED CONF. 3' - 0" 7' - 0" WD G HM 01 001
A231 OPEN TO BELOW CAREER PLANNING 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 121 30, GASKETED

A231A SCIENCE& TECHNOLOGY- 2ND_LEVEL CIRC. 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 048
A232 PLANNER-OFF. CIRC. 3' - 0" 7' - 0" HM G HM 01 034
A233 CIRC. PLANNER-OFF. 3' - 0" 7' - 0" HM G HM 01 034
A234 SCIENCE& TECHNOLOGY- 2ND_LEVEL CTE-ADMIN.OFF. 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 06 035 30, GASKETED

A234A CIRC. CTE-ADMIN.OFF. 3' - 0" 7' - 0" HM G HM 01 034
A236 STUDENT WK STATIONS VP - DISCIPLINE 3' - 0" 7' - 0" WD G HM 03 1" ACOUSTIC GLAZING 135 30, GASKETED
A237 OPEN TO BELOW STUDENT WK STATIONS 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 121 30, GASKETED

A237B STUDENT WK STATIONS TOILET 3' - 0" 7' - 0" WD F HM 01 014
A237C STUDENT WK STATIONS TOILET 3' - 0" 7' - 0" WD F HM 01 014
A238 STUDENT WK STATIONS VP DISCIPLINE 3' - 0" 7' - 0" WD G HM 03 1" ACOUSTIC GLAZING 135 30, GASKETED
A239 LG-MTG STUDENT WK STATIONS 3' - 0" 7' - 0" WD G HM 03 001

A239A LG-MTG STORAGE 6' - 0" 7' - 0" WD F HM 01 031
A255 OPEN TO BELOW STAIR H 3' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 082

A255A OPEN TO BELOW STAIR H 3' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 082
A255B OPEN TO BELOW STAIR H 3' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 082
B201 OPEN TO BELOW LL ENGLISH 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 048
B204 LL CONF LL ENGLISH 3' - 0" 7' - 0" WD F HM 01 001
C202 SCIENCE& TECHNOLOGY- 2ND_LEVEL CAD LAB 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 08 122 30, GASKETED

C202A SCIENCE& TECHNOLOGY- 2ND_LEVEL CAD LAB 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED
C202B PRINT AREA CAD LAB STORAGE 3' - 0" 7' - 0" HM F HM 01 004
C203 SCIENCE& TECHNOLOGY- 2ND_LEVEL PROJECT LAB/ CLASSROOM 6' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 124 30, GASKETED
C204 PRINT AREA CAD-LAB OFFICE 3' - 0" 7' - 0" HM G HM 03 018
C206 CLASSROOM SCIENCE& TECHNOLOGY- 2ND_LEVEL 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED
C207 EQUIPMENT STORAGE PROJECT LAB/ CLASSROOM 6' - 8" 7' - 0" HM N SMOKE PARTITION HM 01 086
C220 SCIENCE& TECHNOLOGY- 2ND_LEVEL OPEN TO BELOW 7' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 023
D201 STUDENT RECORDS STORAGE BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030
D210 BUSINESS_& MANAGEMENT 2ND_LEVEL PRINT-LAB SHARED 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 02 072

D210A PRINT-LAB SHARED DATA 3' - 0" 7' - 0" WD F HM 01 077
D210B CPU-NETW SYSTEMS PRINT-LAB SHARED 3' - 0" 7' - 0" WD F HM 01 001
D211 BUSINESS_& MANAGEMENT 2ND_LEVEL OFFICE (3) 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS19 053

D212A CPU-NETW SYSTEMS SERVER INSTRUCTION 6' - 0" 7' - 0" WD FG2 HM 01 043
D214 CPU-NETW SYSTEMS OFFICE 3' - 0" 7' - 0" WD FG2 HM 05 018

A3
LEVEL 1

A174 CIRC ELEC 3' - 0" 7' - 0" WD F 45 MIN HM 01 042
A174A ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019
A176 CIRC FACS STORAGE 3' - 6" 7' - 0" WD F HM 01 041

A178A CONCESSIONS STORAGE CONCESSIONS / CAFÉ 3' - 0" 7' - 0" WD F HM 02 046
A181A MAIN AUDITORIUM LIGHT LOCK 6' - 0" 7' - 0" WD F HM 01 130 30, GASKETED
A181B MAIN AUDITORIUM LIGHT LOCK 6' - 0" 7' - 0" WD F HM 01 130 30, GASKETED
A181C LIGHT LOCK MAIN AUDITORIUM 6' - 0" 7' - 0" WD F HM 01 131 30, GASKETED
A181D LIGHT LOCK MAIN AUDITORIUM 6' - 0" 7' - 0" WD F HM 01 131 30, GASKETED
A182 LIGHT LOCK IT OFFICE 3' - 0" 7' - 0" WD N 45 MIN HM 01 GLAZING UNIT TYPE S-2 078
A183 CORRIDOR AUDITORIUM STAGE / BACK STAGE 6' - 0" 7' - 0" HM F 45 MIN HM 02 112 40, GASKETED

A184A IT WORKROOM IT SERVER / DATA 3' - 0" 7' - 0" WD F HM 01 077
A185 AUDITORIUM STORAGE CIRC. 3' - 0" 7' - 0" HM F 45 MIN HM 02 030

A185A CIRC. AUDITORIUM STAGE / BACK STAGE 8' - 0" 10' - 0" HM F 45 MIN HM 02 021
A185B CIRC. AUDITORIUM STAGE / BACK STAGE 3' - 0" 7' - 0" HM F 45 MIN HM 02 083
A185C CIRC. 3' - 0" 7' - 0" HM F HM TB 02 073
A185D CIRC. 8' - 0" 10' - 4" HM F HM TB 02 007
A185E AUDITORIUM STORAGE CIRC. 8' - 0" 10' - 0" HM F 45 MIN HM 02 025
A187 LIGHT LOCK STORAGE / COAT 3' - 0" 7' - 0" WD N 45 MIN HM 01 GLAZING UNIT TYPE S-2 029
A190 BUILDING STORAGE CUSTODIAL 3' - 0" 7' - 0" HM F 45 MIN HM 02 030
A191 CUSTODIAL MAIN COMMONS 6' - 0" 7' - 0" HM F HM 02 026
A193 ELEC CUSTODIAL 3' - 0" 7' - 0" HM F 45 MIN HM 02 042

A193A ELEC 4' - 0" 7' - 0" HM F 90 MIN HM 01 087

LEVEL 2
A280A MAIN AUDITORIUM - 2ND LEVEL LIGHT LOCK 6' - 0" 7' - 0" WD F HM 01 131 30, GASKETED
A282 CONTROL ROOM MAIN AUDITORIUM - 2ND LEVEL 3' - 0" 7' - 0" WD N HM 01 034

A282A CONTROL ROOM MAIN AUDITORIUM - 2ND LEVEL 3' - 0" 7' - 0" WD N HM 01 034
A283A 3' - 0" 7' - 0" HM N HM 01 030
A283B 3' - 0" 7' - 0" HM N HM 01 030
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A1
LEVEL 1

A100A MAIN ENTRY 3' - 0" 8' - 0" AL FG2 AL C1 140
A100B MAIN ENTRY 2' - 11 3/4" 8' - 0" AL FG2 AL C1 141
A100C MAIN ENTRY 3' - 0" 8' - 0" AL FG2 AL C1 141
A100D MAIN ENTRY 2' - 11 3/8" 8' - 0" AL FG2 AL C1 141
A100E MAIN ENTRY 3' - 0" 8' - 0" AL FG2 AL C1 141
A100F MAIN ENTRY 3' - 0 3/8" 8' - 0" AL FG2 AL C1 141
A100G MAIN ENTRY MAIN COMMONS 3' - 0" 8' - 0" AL FG2 AL IC1 142
A100H MAIN ENTRY MAIN COMMONS 3' - 0" 8' - 0" AL FG2 AL IC1 143
A100I MAIN ENTRY MAIN COMMONS 3' - 0" 8' - 0" AL FG2 AL IC1 143
A100J MAIN ENTRY MAIN COMMONS 2' - 11 5/8" 8' - 0" AL FG2 AL IC1 143
A100K MAIN ENTRY MAIN COMMONS 3' - 0" 8' - 0" AL FG2 AL IC1 143
A100L MAIN ENTRY MAIN COMMONS 3' - 0 3/8" 8' - 0" AL FG2 AL IC1 143
A101A CORRIDOR (RECEPTION) MAIN ENTRY 3' - 0" 7' - 0" WD N 45 MIN HM 01 GLAZING UNIT TYPE S-2 055
A101B MAIN COMMONS MAIN ADMIN WAITING 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 084
A102 AP DEAN STUDENTS CORRIDOR (RECEPTION) 3' - 0" 7' - 0" WD FG2 HM 05 034
A103 CORRIDOR AP TRUANT 3' - 0" 7' - 0" WD G HM 05 034
A104 TOILET CORRIDOR 3' - 0" 7' - 0" WD F HM 01 013
A105 CORRIDOR RECORDS 3' - 0" 7' - 0" WD F HM 01 034
A106 KITCHENETTE CORRIDOR 3' - 0" 7' - 0" WD G HM 01 006
A107 CORRIDOR PRINCIPAL'S CONF. 3' - 0" 7' - 0" WD G HM 05 034

A107A PRINCIPAL PRINCIPAL'S CONF. 3' - 0" 7' - 0" WD N HM 01 034
A108 CORRIDOR (RECEPTION) CORRIDOR 3' - 0" 7' - 0" WD N HM 01 125

A108A HUMAN SERVICES- 1ST_LEVEL CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 18 121 30, GASKETED
A109 PRINCIPAL CORRIDOR 3' - 0" 7' - 0" WD G HM 05 034
A122 LIBRARY MAIN COMMONS 3' - 0" 7' - 0" AL FG2 AL IC6 067

A122A LIBRARY MAIN COMMONS 3' - 0" 7' - 0" AL FG2 AL IC4 067
A122B CIRC. SMALL LIBRARY CONF 6' - 0" 7' - 0" WD N 45 MIN HM 01 GLAZING UNIT TYPE S-2 088
A123 LIBRARY STACK WORK RM 3' - 0" 7' - 0" WD G HM 01 018
A124 LIBRARY STORAGE LIBRARY STACK 3' - 0" 7' - 0" WD F HM 02 032

A125A CIRC. LIBRARY OFF. 3' - 0" 7' - 0" WD FG2 HM 07 018
A125B LIBRARY OFF. WORK RM 3' - 0" 7' - 0" WD N HM 02 018
A126 LIBRARY CONF CIRC. 3' - 0" 7' - 0" WD FG2 HM 07 001
A127 LIBRARY RESOURCE CORRIDOR 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 121 30, GASKETED
A140 MAIN COMMONS ECE INSTRUCTION 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED

A140A ECE STORAGE ECE INSTRUCTION 3' - 0" 7' - 0" WD F HM 01 030
A141 ECE INSTRUCTION OFFICE 3' - 0" 7' - 0" WD FG2 HM 05 018
A143 EARLY CHILDHOOD EDUCATION ECE INSTRUCTION 3' - 0" 7' - 0" WD FG2 HM 11 GLAZING UNIT TYPE S-6 070 47

A143A EARLY CHILDHOOD EDUCATION ECE KITCHEN 3' - 0" 7' - 0" WD FG2 HM 01 006
A143B ECE KITCHEN CORRIDOR 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 122 30, GASKETED
A144 EARLY CHILDHOOD EDUCATION OBSERV/ CONF 3' - 0" 7' - 0" WD N HM 01 001

A144A SECURE ENTRY OBSERV/ CONF 3' - 0" 7' - 0" WD FG2 HM 01 125 30, GASKETED
A148 SECURE ENTRY 3' - 0" 8' - 0" AL FG2 AL S1 100

A148A SECURE ENTRY EARLY CHILDHOOD EDUCATION 3' - 0" 7' - 0" WD FG2 HM 05 120 30, GASKETED
A148B SECURE ENTRY FACS/ FASHION LAB 3' - 0" 7' - 0" WD FG2 HM 01 120 30, GASKETED
A160 CORRIDOR SMALL LIBRARY CONF 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED
A161 CORRIDOR ST TOILET 3' - 0" 7' - 0" WD F HM 02 016
A163 CORRIDOR ST TOILET 3' - 0" 7' - 0" WD F HM 02 016
A165 CORRIDOR EMR 3' - 0" 7' - 0" WD F 90 MIN HM 02 019
A170 CORRIDOR MAIN COMMONS 14' - 0" 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

A170A CORRIDOR CIRC 3' - 6" 7' - 0" WD F SMOKE PARTITION HM 02 029
A171A ENTRY 2 3' - 0" 8' - 0" AL FG2 AL C6 102
A171B ENTRY 2 3' - 0" 8' - 0" FG2 C6 103
A171C ENTRY 2 3' - 0" 8' - 0" AL FG2 AL C6 103
A171D ENTRY 2 3' - 0" 8' - 0" FG2 C6 103
A171E ENTRY 2 3' - 0" 8' - 0" AL FG2 AL C6 103
A171F ENTRY 2 3' - 0" 8' - 0" FG2 C6 103
A171G ENTRY 2 3' - 0" 8' - 0" AL FG2 AL C6 103
A171H CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 105
A171I CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 105
A171J CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 105
A171K CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 105
A171L CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 105
A171M CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 105
A171N CORRIDOR ENTRY 2 3' - 0" 7' - 0" AL FG2 AL IS31 104
A175 CORRIDOR STAIR A 6' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 022

A175A STAIR A 2' - 11" 8' - 0" FG2 C6 093
A175B STAIR A 3' - 0" 8' - 0" FG2 C6 092
A178 CIRC CONCESSIONS / CAFÉ 3' - 0" 7' - 0" WD F HM 02 006

A178B CONCESSIONS / CAFÉ CORRIDOR 4' - 0" 4' - 5" STL SMOKE PARTITION STL - OVERHEAD DOOR - OH5 039
A180 LIGHT LOCK MAIN COMMONS 6' - 0" 7' - 0" WD F 45 MIN HM 02 130 30, GASKETED

A180A LIGHT LOCK MAIN COMMONS 6' - 0" 7' - 0" WD F 45 MIN HM 02 130 30, GASKETED
A188 LIGHT LOCK CORRIDOR 6' - 0" 7' - 0" WD F 45 MIN HM 02 130 30, GASKETED

A188A LIGHT LOCK CORRIDOR 6' - 0" 7' - 0" WD F 45 MIN HM 02 130 30, GASKETED
E102 HUMAN SERVICES- 1ST_LEVEL OFFICE (3) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 136 30, GASKETED
E104 FACS/ FASHION LAB HUMAN SERVICES- 1ST_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED
E120 MAIN COMMONS HUMAN SERVICES- 1ST_LEVEL 14' - 0" 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

LEVEL 2
A201 SPEC ED OPEN TO BELOW 3' - 0" 7' - 0" WD FG2 45 MIN HM 02 GLAZING UNIT TYPE S-2 048
A202 SPEC ED OFFICE 3' - 0" 7' - 0" WD G HM 01 034
A203 SPEC ED ASSIST DIRECTOR 3' - 0" 7' - 0" WD FG2 HM 05 034
A204 DIRECTOR'S SPEC ED 3' - 0" 7' - 0" WD FG2 HM 05 034
A205 SPEC ED CONFERNCE RM 3' - 0" 7' - 0" WD G HM 01 001
A206 SPEC ED OFFICE 3' - 0" 7' - 0" WD G HM 01 034
A207 SPEC ED OFFICE 3' - 0" 7' - 0" WD G HM 01 034
A208 SPEC ED FILE ROOM 3' - 0" 7' - 0" WD F HM 01 032
A222 OPEN TO BELOW ELO OFFICE 3' - 0" 7' - 0" WD FG2 45 MIN HM 02 GLAZING UNIT TYPE S-2 136 30, GASKETED
A224 CIRC. LEARNING CENTER 3' - 0" 7' - 0" WD FG2 45 MIN HM 02 GLAZING UNIT TYPE S-2 121 30, GASKETED

A224B LEARNING CENTER CLOSET (LH) LEARNING CENTER 6' - 0" 7' - 0" WD F HM 01 031
A225 OPEN TO BELOW PSYC OFF. 3' - 0" 7' - 0" WD FG2 45 MIN HM 02 GLAZING UNIT TYPE S-2 136 30, GASKETED
A227 CIRC. VIRTUAL PATH 3' - 0" 7' - 0" WD FG2 45 MIN HM 01 GLAZING UNIT TYPE S-2 122 30, GASKETED
A228 CORRIDOR FACULTY TRAINING 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 128 30, GASKETED

A228A LEARNING CENTER FACULTY TRAINING 3' - 0" 7' - 0" WD N HM 01 069 47
A240 CORRIDOR SPECIAL EDUCATION 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 132 30, GASKETED

A240A OPEN TO BELOW CIRC. 3' - 0" 7' - 0" WD FG2 45 MIN HM 02 GLAZING UNIT TYPE S-2 133 30, GASKETED
A240C SPECIAL EDUCATION SP-ED TLT 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 015
A241 SPECIAL EDUCATION RESOURCE ROOM 3' - 0" 7' - 0" WD G HM 01 125 30, GASKETED
A242 CORRIDOR RESOURCE ROOM 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 128 30, GASKETED

A242A SPECIAL EDUCATION RESOURCE ROOM 3' - 0" 7' - 0" WD G HM 01 125 30, GASKETED
A243 SPEC. ED. COMMON RESOURCE ROOM 3' - 0" 7' - 0" WD G HM 01 125 30, GASKETED
A244 SPEC. ED. COMMON ACADEMIC SUPPORT 3' - 0" 7' - 0" WD FG2 HM 05 001
A245 HUMAN SERVICES- CIRCULATION EMOTIONAL DISABILITY 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 119 40, GASKETED

A245A SPEC. ED. COMMON EMOTIONAL DISABILITY 3' - 0" 7' - 0" WD G HM 01 117 40, GASKETED
A260 JOBS FOR GRADS CORRIDOR 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 122 30, GASKETED
A261 CORRIDOR ST TOILET 3' - 0" 7' - 0" WD F HM 02 016
A263 CORRIDOR ST TOILET 3' - 0" 7' - 0" WD F HM 02 016
A266 CORRIDOR CUSTODIAL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 047
A268 CORRIDOR ED TECH OFFICES (10) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 072
A270 CORRIDOR OPEN TO BELOW 14' - 0" 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

A275A CORRIDOR CIRC. 6' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 022
A280 LIGHT LOCK OPEN TO BELOW 6' - 0" 7' - 0" WD F 45 MIN HM 02 130 30, GASKETED
A288 LIGHT LOCK MAIN AUDITORIUM - 2ND LEVEL 6' - 0" 7' - 0" WD F 45 MIN HM 02 130 30, GASKETED

A288A CORRIDOR LIGHT LOCK 6' - 0" 7' - 0" WD F SMOKE PARTITION HM 01 131 30, GASKETED
E213 HUMAN SERVICES- CIRCULATION ENGLISH/ SPECIAL-ED 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED
E215 HUMAN SERVICES- CIRCULATION OFFICE (3) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 035

A2
LEVEL 1

A110A MAIN ENTRY CTE ADMINISTRATION 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 055
A110B CTE ADMINISTRATION MAIN COMMONS 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 084
A111 CTE ADMINISTRATION DIRECTOR 3' - 0" 7' - 0" WD FG2 HM 05 034
A112 OUTREACH CONFERENCE CTE ADMINISTRATION 3' - 0" 7' - 0" WD FG2 HM 05 001

A112A MAIN COMMONS OUTREACH CONFERENCE 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED
A113 AS OFFICE CTE ADMINISTRATION 3' - 0" 7' - 0" WD FG2 HM 05 034
A115 CTE ADMINISTRATION CTE GUIDANCE 3' - 0" 7' - 0" WD FG2 HM 01 015
A116 AS-RECORD STUD-SERV WAITING 3' - 0" 7' - 0" WD FG2 HM 05 004
A117 TEACHERS WORK RM ASST DIR 3' - 0" 7' - 0" WD FG2 HM 01 034
A118 MAIN COMMONS TEACHERS WORK RM 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 003

A118A TEACHERS WORK RM CTE ADMINISTRATION 6' - 0" 7' - 0" WD N HM 01 068
A120 SCIENCE& TECHNOLOGY- 1ST_LEVEL MAIN COMMONS 7' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 023
A131 DINING MAIN COMMONS 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 079

A131A DINING SCIENCE& TECHNOLOGY- 1ST_LEVEL 3' - 0" 7' - 0" HM N SMOKE PARTITION HM 02 005
A133A TEACHER'S DINING MAIN COMMONS 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 003
A135 MAIN COMMONS TECH HUB 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 072
A151 DINING MAIN COMMONS 6' - 0" 7' - 0" AL FG2 AL IS2 008

A151A DINING MAIN COMMONS 6' - 0" 7' - 0" AL FG2 AL IS2 008
A151B MAIN COMMONS DINING 6' - 0" 7' - 0" AL FG2 AL IS3 145
A151C MAIN COMMONS DINING 6' - 0" 7' - 0" AL FG2 AL IS3 144
A151D DINING STAIR H 3' - 0" 7' - 0" WD F 90 MIN HM 02 048
A151E DINING 3' - 0" 8' - 0" AL FG2 AL C11 139
A151F DINING 3' - 0" 8' - 0" AL FG2 AL C11 139
A151G DINING 3' - 0" 8' - 0" AL FG2 AL C11 100
A152 DINING CAN WASH 3' - 0" 7' - 0" WD F 90 MIN HM 02 033
A154 MAIN COMMONS DINING CHAIR STOR. 6' - 0" 7' - 0" WD F 90 MIN HM 02 026
A155 STAIR H 3' - 0" 8' - 0" AL FG2 AL C11 101

A155A STAIR H 3' - 0" 8' - 0" AL FG2 AL C11 101
A155B STAIR H 3' - 0" 8' - 0" AL FG2 AL C11 100
B110 CORRIDOR 2' - 11 3/8" 8' - 0" AL FG2 AL C11 139

B110A CORRIDOR 2' - 11 7/8" 8' - 0" AL FG2 AL C11 138
C100A SERVERY DINING 6' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 012
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DOOR & FRAME SCHEDULE - AREA B

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set

HARDWARE

NOTES STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

B

LEVEL 1

A183A AUDITORIUM STAGE / BACK STAGE BAND STORAGE 8' - 0" 10' - 0" HM F 45 MIN HM 02 113 40, GASKETED

B101 VIDEO PRODUCTION LAB MAIN COMMONS 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED

B101A CONTROL ROOM VIDEO PRODUCTION LAB 3' - 0" 7' - 0" WD G HM 01 135 30, GASKETED

B101B VIDEO PRODUCTION LAB VIDEO STORAGE 3' - 0" 7' - 0" WD F HM 01 046

B102 OFFICE VIDEO PRODUCTION LAB 3' - 0" 7' - 0" WD FG2 HM 05 034

B103 CONTROL ROOM VIDEO PRODUCTION STUDIO 3' - 0" 7' - 0" WD G HM 01 116 40, GASKETED

B103A EDITING CONTROL ROOM 3' - 0" 7' - 0" WD G HM 01 034

B105 CORRIDOR VIDEO PRODUCTION STUDIO 6' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 118 40, GASKETED

B105A VIDEO STORAGE VIDEO PRODUCTION STUDIO 6' - 0" 7' - 0" WD F HM 01 031

B105B FIRE CLOSET VIDEO STORAGE 3' - 0" 7' - 0" F 01 030

B107 CORRIDOR CCTV SHARED OFFICE 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 035

B107A CCTV SHARED OFFICE SERVER 3' - 0" 7' - 0" WD F HM 01 134 30, GASKETED

B107B CCTV SHARED OFFICE VIDEO PRODUCTION STUDIO 3' - 0" 7' - 0" WD FG2 HM 01 116 40, GASKETED

B112 GRAPHIC COMM / DIGITAL DESIGN 6' - 0" 7' - 0" AL FG2 AL D11 075

B112A MAIN COMMONS PRINT / WORK ROOM 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED

B113 GRAPHIC COMM / DIGITAL DESIGN OFFICE 3' - 0" 7' - 0" WD FG2 HM 05 018

B114 GRAPHIC COMM / DIGITAL DESIGN LIGHTING STUDIO 3' - 0" 7' - 0" WD N HM 01 004

B115 STORAGE GRAPHIC COMM / DIGITAL DESIGN 3' - 0" 7' - 0" WD F HM 01 004

B120 ARTS & COMMUNICATIONS- 1ST_LEVEL MAIN COMMONS 13' - 1 1/2" 9' - 0" STL 45 MIN STL - CLR OPENING 13'-8" 054

B122A ACOUSTIC LIGHT LOCK CIRC. 6' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 124 30, GASKETED

B122B ACOUSTIC LIGHT LOCK AUDITORIUM STAGE / BACK STAGE 6' - 0" 7' - 0" WD F 45 MIN HM 02 124 30, GASKETED

B127 ARTS & COMMUNICATIONS- 1ST_LEVEL FINE ART STUDIO 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

B127A FINE ART STORAGE FINE ART STUDIO 3' - 0" 7' - 0" WD F HM 01 032

B127B FINE ART STUDIO 6' - 0" 7' - 0" AL FG2 AL J1 075

B128 CIRC. GREEN ROOM 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 136 30, GASKETED

B130 ARTS & COMMUNICATIONS- 1ST_LEVEL OFFICE (2) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 035

B132 ARTS & COMMUNICATIONS- 1ST_LEVEL DATA 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 077

B136 ST-TOILET ARTS & COMMUNICATIONS- 1ST_LEVEL 3' - 0" 7' - 0" WD F HM 02 016

B138 ST-TOILET ARTS & COMMUNICATIONS- 1ST_LEVEL 3' - 0" 7' - 0" WD F HM 02 016

B139 ARTS & COMMUNICATIONS- 1ST_LEVEL OFFICE 2' - 11 7/8" 7' - 0" AL FG2 SMOKE PARTITION AL E1 053

B140A LARGE PRACTICE MUSIC CIRC. 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 115 40, GASKETED

B140B MUSIC CIRC. PRACT. 3 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 115 40, GASKETED

B140C MUSIC CIRC. PRACT. 2 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 115 40, GASKETED

B140D MUSIC CIRC. PRACT. 1 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 115 40, GASKETED

B140E MUSIC CIRC. PRACT. 4 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 115 40, GASKETED

B141 ARTS & COMMUNICATIONS- 1ST_LEVEL FINE ART STUDIO 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS34 127 30, GASKETED

B141A FINE ART STUDIO FINE ART STORAGE 3' - 0" 7' - 0" WD F HM 01 032

B141B FINE ART STUDIO FINE ART STUDIO 3' - 0" 7' - 0" WD N HM 01 070 47

B142 BAND MUSIC CIRC. 6' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 118 40, GASKETED

B142A BAND BAND STORAGE 6' - 0" 7' - 0" HM F 45 MIN HM 01 123 30, GASKETED

B142B BAND LARGE PRACTICE 6' - 0" 7' - 0" WD N HM 02 118 30, GASKETED

B142D BAND 6' - 0" 7' - 0" AL FG2 AL S7 011

B143A ARTS & COMMUNICATIONS- 1ST_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS19 127 30, GASKETED

B143B ARTS & COMMUNICATIONS- 1ST_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS34 127 30, GASKETED

B144 MUSIC CIRC. CHORUS 6' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 118 40, GASKETED

B144A CHORUS MUSIC OFFICE 3' - 0" 7' - 0" WD FG2 HM 05 116 40, GASKETED

B144B MUSIC OFFICE BAND 3' - 0" 7' - 0" WD FG2 HM 05 116 40, GASKETED

B146 MUSIC CIRC. MIDI LAB 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 01 119 40, GASKETED

B147 ARTS & COMMUNICATIONS- 1ST_LEVEL POTTERY 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS22 127 30, GASKETED

B147A POTTERY 3' - 0" 7' - 0" AL FG2 AL B11 090

B149 KILN & STOR. POTTERY 6' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 027

B150 STAIR B ARTS & COMMUNICATIONS- 1ST_LEVEL 6' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 022

LEVEL 2

B202 LL ENGLISH LL STUDENT ASSISTANCE 3' - 0" 7' - 0" WD F HM 01 018

B203 OFFICE LL ENGLISH 3' - 0" 7' - 0" WD F HM 01 018

B210 OPEN TO BELOW AUTISM COMMON SPACE 6' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 088

B210A AUTISM COMMON SPACE QUIET RM 3' - 0" 7' - 0" WD N HM 01 074

B211A AUTISM COMMON SPACE CAREER EXPLORATION 3' - 0" 7' - 0" WD FG2 HM 03 001

B212 AUTISM COMMON SPACE GROSS MOTOR SKILLS 3' - 0" 7' - 0" WD FG2 HM 03 001

B212A ARTS & COMMUNICATIONS- 2ND_LEVEL GROSS MOTOR SKILLS 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 119 40, GASKETED

B213 AUTISM COMMON SPACE TOILET 3' - 0" 7' - 0" WD F HM 01 015

B214 AUTISM COMMON SPACE DEVELOPMENTAL INSTRUCTION 3' - 0" 7' - 0" WD FG2 HM 03 001

B215 AUTISM COMMON SPACE LIFE SKILLS APARTMENT 3' - 0" 7' - 0" WD FG2 HM 03 001

B215A LAUNDRY LIFE SKILLS APARTMENT 6' - 0" 7' - 0" MTL F MTL - 040

B215C BATH LIFE SKILLS APARTMENT 3' - 0" 7' - 0" WD F HM 01 013

B215D CLOSET LIFE SKILLS APARTMENT 1' - 6" 7' - 0" MTL F MTL 01 004

B216 AUTISM COMMON SPACE SPEECH THERAPY 3' - 0" 7' - 0" WD N HM 01 119 40, GASKETED

B220 ARTS & COMMUNICATIONS- 2ND_LEVEL OPEN TO BELOW 13' - 9" 9' - 0" STL 45 MIN STL - CLR OPENING 13'-10" 054

B222A CIRC. CUSTODIAL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033

B222B CUSTODIAL CIRC. 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033

B228 ARTS & COMMUNICATIONS- 2ND_LEVEL BUILDING STORAGE 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030

B228A ELEC BUILDING STORAGE 3' - 0" 7' - 0" WD F 45 MIN HM 01 019

B228B ELEC ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

B230 ST-TOILET ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" WD F HM 02 016

B231 CIRC. OFFICE (4) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 07 035

B232 ST-TOILET ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" WD F HM 02 016

B233 CIRC. PATHWAY STORAGE 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 01 030

B235 CLASSROOM CIRC. 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 072 30, GASKETED

B237 CLASSROOM CIRC. 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 072

B238 CLASSROOM ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

B241 OFFICE (4) ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL E1 053

B243A SCIENCE CLASSROOM CLASSROOM 3' - 0" 7' - 0" WD F HM 01 070 47

B243B ARTS & COMMUNICATIONS- 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL E1 127 30, GASKETED

B244 CLASSROOM ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 072 30, GASKETED

B245 ARTS & COMMUNICATIONS- 2ND_LEVEL SCIENCE CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 127 30, GASKETED

B245A SCIENCE LAB SCIENCE CLASSROOM 3' - 0" 7' - 0" WD F HM 01 070 47

B246 CLASSROOM ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

B247 OFFICE(3)/ PREP ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 071

B247A SCIENCE LAB OFFICE(3)/ PREP 3' - 0" 7' - 0" WD F HM 01 004

B249 SCIENCE LAB ARTS & COMMUNICATIONS- 2ND_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL E1 127 30, GASKETED

B250 ARTS & COMMUNICATIONS- 2ND_LEVEL STAIR B 6' - 0" 7' - 0" WD F 90 MIN HM 02 022

BASEMENT

BASEMENT - 1/8"

B050 STAIR B 6' - 0" 7' - 0" HM G HM TB 01 010

B050A STAIR B CIRCULATION 3' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 080

B052 CIRCULATION MAINTENANCE 6' - 0" 7' - 0" HM G HM 02 045

B052A MAINTENANCE 6' - 0" 7' - 0" HM G HM TB 01 060

B052B MAINTENANCE 8' - 0" 9' - 0" STL OH1 STL - 039

B053 WATER & SPRINKLER CIRCULATION 3' - 0" 7' - 0" HM F HM 02 030

B053A WATER & SPRINKLER 3' - 0" 7' - 0" HM F HM TB 21 076

B054 ELECTRICAL CIRCULATION 3' - 0" 7' - 0" HM F 45 MIN HM 02 042

B054A ELECTRICAL 6' - 0" 7' - 0" HM F1 : F HM TB 20 064

B054B EMERG ELEC ELECTRICAL 7' - 0" 7' - 0" HM F 90 MIN HM 02 087

B055 CIRCULATION CUSTODIAL OFFICE 3' - 0" 7' - 0" HM G HM 02 018

B056 TELECOM CIRCULATION 3' - 0" 7' - 0" HM F HM 02 077

B057 CIRCULATION MECHANICAL ROOM 3' - 0" 7' - 0" HM F HM 02 019

B057A MECHANICAL ROOM 6' - 0" 7' - 0" HM F HM TB 01 060

B058 CIRCULATION BUILDING STORAGE 6' - 0" 7' - 0" HM F HM 02 031

DOOR & FRAME SCHEDULE - AREA C

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

C1

LEVEL 1

C110 SCIENCE LAB-CHEM SCIENCE& TECHNOLOGY- 1ST_LEVEL 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 01 122 30, GASKETED

C110A PREP ROOM SCIENCE LAB-CHEM 3' - 0" 7' - 0" HM F 45 MIN HM 01 085

C112 SCIENCE& TECHNOLOGY- 1ST_LEVEL OFFICE (3) 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 05 136 30, GASKETED

C113 SCIENCE& TECHNOLOGY- 1ST_LEVEL RESIDENTIAL WIRING 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED

C113A RESIDENTIAL WIRING INSTRUCTION 3' - 0" 7' - 0" HM FG2 HM 08 125 30, GASKETED

C113B MATERIAL STORAGE RESIDENTIAL WIRING 6' - 0" 7' - 0" HM F HM 02 031

C113C RESIDENTIAL WIRING 3' - 0" 7' - 0" HM G HM TB 14 073

C114 SCIENCE& TECHNOLOGY- 1ST_LEVEL SCIENCE LAB-CHEM 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 01 122 30, GASKETED

C114A DATA SCIENCE LAB-CHEM 3' - 0" 7' - 0" HM F HM 01 077

C114B ELEC DATA 3' - 0" 7' - 0" HM F 45 MIN HM 01 042

C114C SCIENCE LAB-CHEM SCIENCE LAB-CHEM 3' - 0" 7' - 0" HM N HM 01 070 47

C114D ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

C115 OFFICE RESIDENTIAL WIRING 3' - 0" 7' - 0" HM FG2 HM 06 018

C115A SCIENCE& TECHNOLOGY- 1ST_LEVEL CUSTODIAL 3' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 033

C116 SCIENCE& TECHNOLOGY- 1ST_LEVEL ST-TOILET 3' - 0" 7' - 0" HM F HM 02 016

C117 SCIENCE& TECHNOLOGY- 1ST_LEVEL CTE EXPLORATION STUDIO 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

C117A CTE EXPLORATION STUDIO INSTRUCTION 3' - 0" 7' - 0" HM FG2 HM 10 125 30, GASKETED

C117B STORAGE CTE EXPLORATION STUDIO 6' - 0" 7' - 0" HM F 45 MIN HM 02 027

C117C CTE EXPLORATION STUDIO 3' - 0" 7' - 0" HM G HM TB 14 073

C117D CTE EXPLORATION STUDIO 12' - 0" 12' - 0" STL STL - OVERHEAD DOOR - OH1 038

C118 SCIENCE& TECHNOLOGY- 1ST_LEVEL ST-TOILET 3' - 0" 7' - 0" HM F HM 02 016

C119 CTE EXPLORATION STUDIO OFFICE 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 035

C119A DISPLAY SCIENCE& TECHNOLOGY- 1ST_LEVEL 6' - 0" 7' - 0" HM FG SMOKE PARTITION HM 02 044

C121A SHARED FINISHING ROOM CTE EXPLORATION STUDIO 6' - 0" 7' - 0" HM F 45 MIN HM 02 114 40, GASKETED

C121B SHARED FINISHING ROOM BUILDING TRADES 6' - 0" 7' - 0" HM F 45 MIN HM 02 027

C122 SCIENCE& TECHNOLOGY- 1ST_LEVEL STAIR C 7' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 022

C122A STAIR C 3' - 0" 7' - 0" AL FG2 AL H7 090

C122B STAIR C 3' - 0 1/8" 7' - 0" AL FG2 AL H7 091

C122C STAIR C SCIENCE LAB-CHEM 3' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED

C124 SCIENCE LAB-PHYSICS SCIENCE& TECHNOLOGY- 1ST_LEVEL 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED

C124A SCEINCE PREP SCIENCE LAB-PHYSICS 3' - 0" 7' - 0" HM F HM 02 004

C124B STAIR C SCIENCE LAB-PHYSICS 3' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED

C125 OFFICE BUILDING TRADES 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 035

C125B VEST. CHANGING 3' - 0" 7' - 0" HM F 45 MIN HM 02 015

C125C VEST. CHANGING 3' - 0" 7' - 0" HM F HM 02 013

C126 CUST. SCIENCE& TECHNOLOGY- 1ST_LEVEL 3' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 033

C127 SCIENCE& TECHNOLOGY- 1ST_LEVEL BUILDING TRADES 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

C127A BUILDING TRADES INSTRUCTION 3' - 0" 7' - 0" HM FG2 HM 12 125 30, GASKETED

C127B STORAGE BUILDING TRADES 6' - 0" 7' - 0" HM F HM 02 031

C127C VEST. SHARED COMPRESSOR 3' - 0" 7' - 0" HM F HM 01 032

C127D BUILDING TRADES 3' - 0" 7' - 0" HM G HM TB 14 073

C127E BUILDING TRADES 12' - 0" 12' - 0" STL STL - OVERHEAD DOOR - OH1 038

C128 SCIENCE& TECHNOLOGY- 1ST_LEVEL WOMEN 3' - 0" 7' - 0" HM F HM 02 PUSH-PULL ONLY 063

C130 SCIENCE& TECHNOLOGY- 1ST_LEVEL MEN 3' - 0" 7' - 0" HM F HM 02 PUSH-PULL ONLY 063

LEVEL 2

C207A SCIENCE& TECHNOLOGY- 2ND_LEVEL EQUIPMENT STORAGE 3' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 030

C208 CLASSROOM SCIENCE& TECHNOLOGY- 2ND_LEVEL 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED

C209 SCIENCE& TECHNOLOGY- 2ND_LEVEL BUILDING STORAGE 6' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 009

C212 CLASSROOM SCIENCE& TECHNOLOGY- 2ND_LEVEL 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED

C213 ST-TOILET SCIENCE& TECHNOLOGY- 2ND_LEVEL 3' - 0" 7' - 0" HM F HM 02 016

C214 SCIENCE& TECHNOLOGY- 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" HM G SMOKE PARTITION HM 02 122 30, GASKETED

C215 SCIENCE& TECHNOLOGY- 2ND_LEVEL ST-TOILET 3' - 0" 7' - 0" HM F HM 02 016

C217 SCIENCE& TECHNOLOGY- 2ND_LEVEL CUSTODIAL 3' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 033

C218 SCIENCE& TECHNOLOGY- 2ND_LEVEL OFFICE (3) 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 06 072

C219 SCIENCE& TECHNOLOGY- 2ND_LEVEL WOMEN 3' - 0" 7' - 0" HM F HM 02 063

C221 SCIENCE& TECHNOLOGY- 2ND_LEVEL MEN 3' - 0" 7' - 0" HM F HM 02 063

C222 SCIENCE& TECHNOLOGY- 2ND_LEVEL STAIR C 7' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 022

C223 SCIENCE& TECHNOLOGY- 2ND_LEVEL DATA 3' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 077

C223A DATA ELEC 3' - 0" 7' - 0" HM F 45 MIN HM 01 019

C223B ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

C224 SCIENCE& TECHNOLOGY- 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 02 122 30, GASKETED

C225 SCIENCE& TECHNOLOGY- 2ND_LEVEL OFFICE (5) 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 06 072

C2

LEVEL 1

C120A SCIENCE& TECHNOLOGY- 1ST_LEVEL 6' - 0" 7' - 0" FG2 107

C132 PRECISION MANUFACTURING OFFICE 3' - 0" 7' - 0" HM FG2 HM 06 035

C133 AUTOMOTIVE TECHNOLOGY SCIENCE& TECHNOLOGY- 1ST_LEVEL 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

C133A AUTO TECH INSTRUCTION AUTOMOTIVE TECHNOLOGY 3' - 0" 7' - 0" HM FG2 HM 12 125 30, GASKETED

C133B AUTOMOTIVE TECHNOLOGY TOOL STORAGE 3' - 0" 7' - 0" HM F HM 02 032

C133C CHANGING AUTOMOTIVE TECHNOLOGY 3' - 0" 7' - 0" HM F HM 02 013

C133D AUTOMOTIVE TECHNOLOGY 12' - 0" 12' - 0" STL STL OVERHEAD DOOR - OH1 038

C133E AUTOMOTIVE TECHNOLOGY 3' - 0" 7' - 0" HM G HM TB 14 073

C134 SCIENCE& TECHNOLOGY- 1ST_LEVEL PRECISION MANUFACTURING 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

C134A PRECISION MANUFACTURING INSTRUCTION 6' - 0" 7' - 0" HM FG2 HM 02 126 30, GASKETED

C134B STOCK/STORAGE PRECISION MANUFACTURING 6' - 0" 7' - 0" HM F HM 02 031

C134C INSPECTION PRECISION MANUFACTURING 3' - 0" 7' - 0" HM G HM 02 004

C134D SHARED COMPRESSOR INSPECTION 3' - 0" 7' - 0" HM F HM 01 032

C134E CHANGING PRECISION MANUFACTURING 3' - 0" 7' - 0" HM F HM 02 013

C134F PRECISION MANUFACTURING 12' - 0" 12' - 0" STL STL OVERHEAD DOOR - OH1 038

C134H PRECISION MANUFACTURING 3' - 0" 7' - 0" HM G HM TB 14 073

C135 AUTOMOTIVE TECHNOLOGY AUTO TECH OFFICE 3' - 0" 7' - 0" HM FG2 HM 06 034

C135A COLLISION OFFICE AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM FG2 HM 06 034

C136 WELDING FABRICATION OFFICE 3' - 0" 7' - 0" HM FG2 HM 06 018

C137 SCIENCE& TECHNOLOGY- 1ST_LEVEL ROOF ACCESS 3' - 0" 7' - 0" HM F 45 MIN HM 02 019

C138 SCIENCE& TECHNOLOGY- 1ST_LEVEL WELDING FABRICATION 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

C138A WELDING FABRICATION WELDING CLASSROOM 3' - 0" 7' - 0" HM FG2 HM 12 125 30, GASKETED

C138C CHANGING LOCKERS 3' - 0" 7' - 0" HM F HM 02 013

C138D WELDING FABRICATION WELDING STORAGE 6' - 0" 7' - 0" HM F HM 02 031

C138E WELDING FABRICATION 3' - 0" 7' - 0" HM G HM TB 14 073

C138F WELDING FABRICATION 12' - 0" 12' - 0" STL STL - OVERHEAD DOOR - OH1 038

C139 SCIENCE& TECHNOLOGY- 1ST_LEVEL AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM N 45 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

C139A COLLISION INSTRUCTION AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM FG2 HM 12 125 30, GASKETED

C139B TOOL STORAGE AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM F HM 02 032

C139C COLLISION STORAGE AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM F HM 02 032

C139D CHANGING AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM F HM 02 013

C139E AUTOMOTIVE COLLISION 12' - 0" 12' - 0" STL STL - OVERHEAD DOOR - OH1 038

C139F AUTOMOTIVE COLLISION 3' - 0" 7' - 0" HM G HM TB 14 073

NO. DESCRIPTION DATE
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DOOR & FRAME SCHEDULE - AREA D

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set

HARDWARE

NOTES STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

D

LEVEL 1

D112 BUSINESS& MANAGEMENT- 1ST_LEVEL FACS CULINARY LAB 3' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 122 30, GASKETED

D112A STAIR D FACS CULINARY LAB 3' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 072 30, GASKETED

D117A BUSINESS& MANAGEMENT- 1ST_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS34 127 30, GASKETED

D117B CLASSROOM BUSINESS& MANAGEMENT- 1ST_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS21 127 30, GASKETED

D118 STAIR D BUSINESS& MANAGEMENT- 1ST_LEVEL 6' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 022

D118A STAIR D 6' - 0 5/8" 8' - 0" AL FG2 AL H6 011

D120 BUSINESS& MANAGEMENT- 1ST_LEVEL PUBLIC LOBBY 6' - 0" 7' - 0" HM N SMOKE PARTITION HM 02 020

D122 BUSINESS& MANAGEMENT- 1ST_LEVEL BUSINESS/ MATH 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 122 30, GASKETED

D123A CULINARY ARTS BUSINESS& MANAGEMENT- 1ST_LEVEL 6' - 0" 7' - 0" WD N 45 MIN HM 02 GLAZING UNIT TYPE S-2 129 30, GASKETED

D125 CULINARY ARTS OFFICE 3' - 0" 7' - 0" WD FG2 HM 06 018

D127 LOCKER CULINARY ARTS 3' - 0" 7' - 0" WD F HM 02 062

D128 BUSINESS& MANAGEMENT- 1ST_LEVEL BUSINESS 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

D129 CULINARY ARTS LOCKER 3' - 0" 7' - 0" WD F HM 02 062

D130 PUBLIC LOBBY BUSINESS/ BANK 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 18 122 30, GASKETED

D130A BUSINESS& MANAGEMENT- 1ST_LEVEL BUSINESS/ BANK 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 122 30, GASKETED

D131 LINEN/ CLEANING DRY STORAGE 3' - 0" 7' - 0" WD F HM 02 046

D132 COSMETOLOGY CLINICAL-LAB PUBLIC LOBBY 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 18 122 30, GASKETED

D132A STAIR G COSMETOLOGY INSTRUCTION 3' - 0" 7' - 0" HM N 90 MIN HM 02 GLAZING UNIT TYPE S-2 072

D132B DISPENSORY COSMETOLOGY CLINICAL-LAB 3' - 0" 7' - 0" HM F HM 01 004

D132C LOCKERS COSMETOLOGY CLINICAL-LAB 3' - 0" 7' - 0" HM N HM 01 062

D133 CULINARY ARTS STORAGE 3' - 0" 7' - 0" WD F HM 02 046

D134 COSMETOLOGY CLINICAL-LAB OFFICE 3' - 0" 7' - 0" HM FG2 HM 05 018

D140A ENTRY VESTIBULE 3' - 0" 8' - 0" AL FG2 AL H7 102

D140B ENTRY VESTIBULE 3' - 0" 8' - 0" AL FG2 AL H7 103

D140C ENTRY VESTIBULE 3' - 0" 8' - 0" AL FG2 AL H7 103

D140D ENTRY VESTIBULE 3' - 0" 8' - 0" AL FG2 AL H7 103

D140E ENTRY VESTIBULE PUBLIC LOBBY 3' - 0" 7' - 0" AL FG2 AL IS30 105

D140F ENTRY VESTIBULE PUBLIC LOBBY 3' - 0" 7' - 0" AL FG2 AL IS30 105

D140G ENTRY VESTIBULE PUBLIC LOBBY 3' - 0" 7' - 0" AL FG2 AL IS30 105

D140H ENTRY VESTIBULE PUBLIC LOBBY 3' - 0" 7' - 0" AL FG2 AL IS30 104

D143 PUBLIC LOBBY ST/ PUB TOILET 3' - 0" 7' - 0" HM F HM 02 015

D144 DATA PUBLIC LOBBY 3' - 0" 7' - 0" HM F SMOKE PARTITION HM 02 077

D145 PUBLIC LOBBY ST/ PUB TOILET 3' - 0" 7' - 0" HM F HM 02 015

D146 PUBLIC LOBBY ELEC 3' - 0" 7' - 0" HM F 45 MIN HM 02 042

D146A ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

D147 CUST PUBLIC LOBBY 3' - 6" 7' - 0" HM F SMOKE PARTITION HM 02 052

D148 STAIR G 3' - 0" 8' - 0" HM F HM TB 02 073

D150 HORTICULTURE PUBLIC LOBBY 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 06 122 30, GASKETED

D150A HORTICULTURE INSTRUCTION 3' - 0" 7' - 0" HM FG2 HM 08 125 30, GASKETED

D150B TRACTOR INSTRUCTION HORTICULTURE 7' - 0" 7' - 0" HM F 45 MIN HM 02 037

D150C STORAGE TRACTOR INSTRUCTION 6' - 0" 7' - 0" HM F HM 02 031

D150D TRACTOR INSTRUCTION 8' - 0" 10' - 0" STL OH1 STL - 038

D150E HORTICULTURE 3' - 0" 8' - 0" HM F HM TB 02 073

D151 DINING ENTRY VESTIBULE 3' - 0" 7' - 0" HM N 45 MIN HM 01 GLAZING UNIT TYPE S-2 089

D151A DINING 3' - 0" 8' - 0" AL FG2 AL 090

D154 HORTICULTURE 5' - 8 7/8" 7' - 0" AL FG2 AL IS32 066

D154A GREEN HOUSE 3' - 0" 7' - 0" AL FG2 056

D154B 6' - 1" 7' - 0" AL FG2 AL S25 065

D154C 6' - 0" 7' - 0" AL FG2 AL S25 065

D154D GREEN HOUSE 3' - 0" 7' - 0" FG2 056

D154E GREEN HOUSE 20' - 0" 7' - 4" STL OH2 3 HR STL 039

D158 RECEPTION PUBLIC LOBBY 3' - 0" 7' - 0" HM FG2 SMOKE PARTITION HM 02 035

D158A RECEPTION SRO OFFICE 3' - 0" 7' - 0" WD G HM 01 018

LEVEL 2

D203 CUSTODIAL BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033

D212 BUSINESS_& MANAGEMENT 2ND_LEVEL CPU-NETW SYSTEMS 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 122 30, GASKETED

D213 BUSINESS_& MANAGEMENT 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IS34 127 30, GASKETED

D217 CLASSROOM BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL IE1 127 30, GASKETED

D218 STAIR D BUSINESS_& MANAGEMENT 2ND_LEVEL 6' - 0" 7' - 0" WD F 90 MIN HM 02 022

D219 BUSINESS_& MANAGEMENT 2ND_LEVEL BIO SCIENCE LAB 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 05 127 30, GASKETED

D219B BIO SCIENCE LAB BIO SCIENCE LAB 3' - 0" 7' - 0" WD F HM 01 070 47

D221 OFFICE (3) BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 071

D222 BUSINESS_& MANAGEMENT 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 04 122 30, GASKETED

D225 BUSINESS_& MANAGEMENT 2ND_LEVEL OFFICE (2) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 072 30, GASKETED

D227 BIO SCIENCE LAB PREP ROOM 3' - 0" 7' - 0" WD F HM 01 004

D228 BUSINESS_& MANAGEMENT 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

D230 BUSINESS_& MANAGEMENT 2ND_LEVEL CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

D232 ST- TOILET BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD F HM 02 016

D233 BUSINESS_& MANAGEMENT 2ND_LEVEL BIO SCIENCE LAB 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

D233A SCEINCE ROOM STORAGE BIO SCIENCE LAB 6' - 0" 7' - 0" WD F HM 01 043

D234 BUSINESS_& MANAGEMENT 2ND_LEVEL ST- TOILET 3' - 0" 7' - 0" WD F HM 02 016

D237 BUSINESS_& MANAGEMENT 2ND_LEVEL EARTH SCIENCE CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

D238 CLASSROOM BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

D240 OFFICE (5) BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 05 072

D241 BUSINESS_& MANAGEMENT 2ND_LEVEL OFFICE 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 05 072

D242 CLASSROOM BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 122 30, GASKETED

D243 BUSINESS SERVICES BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD FG SMOKE PARTITION HM 01 122 30, GASKETED

D244 CLASSROOM BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 122 30, GASKETED

D245 MARKETING & MANAGEMENT BUSINESS_& MANAGEMENT 2ND_LEVEL 3' - 0" 7' - 0" WD FG SMOKE PARTITION HM 01 122 30, GASKETED

D247 BUSINESS_& MANAGEMENT 2ND_LEVEL ELEC 3' - 0" 7' - 0" WD F 45 MIN HM 01 019

D247A ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

D248 BUSINESS_& MANAGEMENT 2ND_LEVEL STAIR G 3' - 4" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 137

D249 BUSINESS_& MANAGEMENT 2ND_LEVEL CONFERENCE/ INSTRUCTION 3' - 0" 7' - 0" WD FG SMOKE PARTITION HM 01 122 30, GASKETED

DOOR & FRAME SCHEDULE - AREA E

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set

HARDWARE

NOTES STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

E

LEVEL 1

E118 HUMAN SERVICES- 1ST_LEVEL HEALTH OCCUPATIONS 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

E118A HEALTH OCCUPATIONS TRAINING TOILET 6' - 0" 7' - 0" WD FG2 HM 01 024

E118B LOCKERS 3' - 0" 7' - 0" WD FG HM 01 070 47

E121 HUMAN SERVICES- 1ST_LEVEL CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 127 30, GASKETED

E122 OFFICE 3' - 0" 7' - 0" WD G HM 05 018

E123A HUMAN SERVICES- 1ST_LEVEL CLASSROOM 3' - 0 1/8" 7' - 0" AL FG2 AL IE1 127 30, GASKETED

E123B CLASSROOM HUMAN SERVICES- 1ST_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 127 30, GASKETED

E124 OFFICE LOCKERS 3' - 0" 7' - 0" WD FG2 HM 05 018

E126A STORAGE LOCKERS 6' - 0" 7' - 0" WD F HM 01 031

E127 CLASSROOM HUMAN SERVICES- 1ST_LEVEL 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 127 30, GASKETED

E127A CLASSROOM DATA 3' - 0" 7' - 0" WD F HM 01 077

E127B ELEC CLASSROOM 3' - 0" 7' - 0" WD F 45 MIN HM 01 019

E127C ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

E128 HEALTH OCCUPATIONS HUMAN SERVICES- 1ST_LEVEL 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

E128A TRAINING TOILET HEALTH OCCUPATIONS 6' - 0" 7' - 0" WD FG2 HM 01 024

E131 HUMAN SERVICES- 1ST_LEVEL CUST 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033

E132 ST-TOILET HUMAN SERVICES- 1ST_LEVEL 3' - 0" 7' - 0" WD F HM 02 016

E134 HUMAN SERVICES- 1ST_LEVEL ST-TOILET 3' - 0" 7' - 0" WD F HM 02 016

E139 HUMAN SERVICES- 1ST_LEVEL STAIR E 6' - 0" 7' - 0" WD F 90 MIN HM 02 022

E139A STAIR E 3' - 0 1/8" 8' - 0" AL FG2 AL 101

E139B STAIR E 3' - 0" 8' - 0" AL FG2 AL 109

E140 HUMAN SERVICES- 1ST_LEVEL CIRC. 3' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 119 40, GASKETED

E140A 12' - 0" 14' - 0" STL STL - 038

E140B 12' - 0" 14' - 0" STL STL - 038

E141 TRAINING STAIR 3' - 0 3/4" 8' - 0" AL FG2 AL J5 090

E142 FIRE INSTRUCTION TRAINING STAIR 3' - 0" 7' - 0" AL FG2 AL 12 071 30, GASKETED

E143 EMS INSTRUCTION CIRC. 3' - 0" 7' - 0" AL FG2 AL 12 071 30, GASKETED

E143A EMS INSTRUCTION EMS SIMULATOR 6' - 0" 7' - 0" WD FG2 HM 02 043

E144 TRAINING RESTROOM CIRC. 3' - 0" 7' - 0" WD F HM 02 014

E145A FIRE OFFICE CIRC. 3' - 0" 7' - 0" WD FG2 HM 02 034

E145B EMS OFFICE EMS INSTRUCTION 3' - 0" 7' - 0" WD FG2 HM 02 034

E146 EMS TRAINING FIRE STORAGE 6' - 0" 8' - 0" STL OH1 STL - 039

E148 HUMAN SERVICES- 1ST_LEVEL OFFICE (3) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 053

E150 HUMAN SERVICES- 1ST_LEVEL CIRC. 3' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 GLAZING UNIT TYPE S-2 005

E151 BRIDGES COMMON OFFICE 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 035

E152 BRIDGES COMMON CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 13 122 30, GASKETED

E152A CLASSROOM CLASSROOM 3' - 0" 7' - 0" WD F HM 01 070 47

E153 BRIDGES COMMON CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 03 122 30, GASKETED

E154 SECURED ENTRY/ STAIR F 3' - 0" 8' - 0" AL FG2 AL 100

E154A BRIDGES COMMON SECURED ENTRY/ STAIR F 3' - 0" 7' - 0" WD N 90 MIN HM 02 GLAZING UNIT TYPE S-2 081

E155 BRIDGES COMMON SM GROUP 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 122 30, GASKETED

E156 SM GROUP BRIDGES COMMON 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 122 30, GASKETED

E157 BRIDGES COMMON CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 05 122 30, GASKETED

E158 BRIDGES COMMON OFFICE 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 035

E159 CIRC. OFFICE 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 01 035

E160 CIRC. TOILET 3' - 0" 7' - 0" WD F HM 01 015

E161 CIRC. TOILET 3' - 0" 7' - 0" WD F HM 01 015

LEVEL 2

E212 HUMAN SERVICES- CIRCULATION SCIENCE LAB-BIO 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

E214 PREP ROOM SCIENCE LAB-BIO 3' - 0" 7' - 0" WD F HM 01 004

E214A SCIENCE LAB-BIO SCIENCE LAB-BIO 3' - 0" 7' - 0" WD F HM 01 070 47

E216 HUMAN SERVICES- CIRCULATION OFFICE (3) 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 072

E221 HUMAN SERVICES- CIRCULATION SCIENCE CLASSROOM 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 05 127 30, GASKETED

E222 HUMAN SERVICES- CIRCULATION SCIENCE LAB-BIO 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 05 122 30, GASKETED

E222A HUMAN SERVICES- CIRCULATION SCIENCE LAB-BIO 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 05 122 30, GASKETED

E223 HUMAN SERVICES- CIRCULATION CLASSROOM 3' - 0" 7' - 0" AL FG2 AL IE1 127 30, GASKETED

E224A HUMAN SERVICES- CIRCULATION OFFICE 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 05 072

E224B CRIMINAL JUSTICE OFFICE 3' - 0" 7' - 0" WD FG2 HM 05 001

E225 CLASSROOM HUMAN SERVICES- CIRCULATION 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 127 30, GASKETED

E227 CLASSROOM HUMAN SERVICES- CIRCULATION 3' - 0" 7' - 0" AL FG2 SMOKE PARTITION AL 127 30, GASKETED

E227A CLASSROOM DATA 3' - 0" 7' - 0" WD F HM 01 077

E227B ELEC CLASSROOM 3' - 0" 7' - 0" WD F 45 MIN HM 01 019

E227C ELEC 2' - 8" 7' - 0" HM F 90 MIN HM 01 019

E228 HUMAN SERVICES- CIRCULATION CRIMINAL JUSTICE 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 05 122 30, GASKETED

E232 HUMAN SERVICES- CIRCULATION ST-TOILET 3' - 0" 7' - 0" WD F HM 02 016

E234 ST-TOILET HUMAN SERVICES- CIRCULATION 3' - 0" 7' - 0" WD F HM 02 016

E239 HUMAN SERVICES- CIRCULATION STAIR E 6' - 0" 7' - 0" WD F 90 MIN HM 02 022

E241 FIRE-DRILL AREA EMS PRACTICE 3' - 0" 7' - 0" HM F HM 02 001

E242 HUMAN SERVICES- CIRCULATION FIRE-DRILL AREA 3' - 0" 7' - 0" WD F 90 MIN HM 02 119 40

E242A FIRE-DRILL AREA FIRE TRUCK / AMBULANCE BELOW 6' - 0" 7' - 0" HM G HM 02 031

E243 FIRE-DRILL AREA PROP+GEAR STORAGE 6' - 0" 7' - 0" WD F HM 01 058

E244 HUMAN SERVICES- CIRCULATION CUST 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033

E246B HUMAN SERVICES- CIRCULATION PATHWAY STOR 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030

E248 OFFICE (4) HUMAN SERVICES- CIRCULATION 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 072

E250A HUMAN SERVICES- CIRCULATION CIRC. 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 GLAZING UNIT TYPE S-6 005

E251 ALT ED COMMON CLASSROOM 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 13 122 30, GASKETED

E252 ALT ED COMMON CLASSROOM 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 03 122 30, GASKETED

E254 ALT ED COMMON STAIR F 3' - 6" 7' - 0" WD F 90 MIN HM 02 081

E255 ALT ED COMMON SMALL GROUP 3' - 0" 7' - 0" WD FG SMOKE PARTITION HM 01 122 30, GASKETED

E256 CLASSROOM ALT ED COMMON 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 07 122 30, GASKETED

E257 CIRC. TOILET 3' - 0" 7' - 0" WD F HM 01 015

E258 CIRC. TOILET 3' - 0" 7' - 0" WD F HM 01 015

E259 CIRC. ALT ED OFFICE 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 03 035

DOOR & FRAME SCHEDULE - AREA F

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set HARDWARE NOTES STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

F146B LOCKER ROOM TEAM ROOM 3' - 0" 7' - 0" WD F HM 02 062

F2

LEVEL 1

F121 CLASSROOM CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 122 30, GASKETED

F123 HEALTH LAB CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 072

F123A HEALTH LAB CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 072

F123B WEIGHT ROOM HEALTH LAB 3' - 0" 7' - 0" WD FG2 HM 01 062

F125 WEIGHT ROOM CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 048

F125A WEIGHT ROOM CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 048

F125B WEIGHT ROOM PE TRAINING 3' - 0" 7' - 0" WD G HM 02 GLAZING UNIT TYPE S-6 062

F126 CORRIDOR WRESTLING/ MULTI-PURPOSE 6' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 050

F126A WRESTLING/ MULTI-PURPOSE 3' - 0" 7' - 0" AL FG2 AL B9 090

F127 CORRIDOR PE TRAINING 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 02 048

F127A PE TRAINING TOILET 3' - 0" 7' - 0" WD F HM 01 015

F128A CORRIDOR 3' - 0" 8' - 0" HM FG2 HM 22 110

F128B CORRIDOR 6' - 0" 8' - 0" HM FG2 HM 22 106

F128C CORRIDOR 3' - 0" 8' - 0" HM FG2 HM 22 111

DOOR & FRAME SCHEDULE - AREA F

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set HARDWARE NOTES STC

SIZE

MATL TYPE RATING MATL TYPEWD HT

F1

LEVEL 1

F100 SRO OFFICE CORRIDOR 3' - 0" 7' - 0" WD G SMOKE PARTITION HM 06 035

F102 CORRIDOR MAIN GYMNASIUM 3' - 4" 7' - 0" WD N SMOKE PARTITION HM 02 057

F102A MAIN GYMNASIUM STORAGE 3' - 0" 7' - 0" WD F 45 MIN HM 02 029

F102B STORAGE MAIN GYMNASIUM 6' - 0" 7' - 0" WD F 45 MIN HM 02 026

F102C CIRCULATION MAIN GYMNASIUM 3' - 4" 7' - 0" WD N SMOKE PARTITION HM 02 057

F102D CIRCULATION MAIN GYMNASIUM 6' - 8" 7' - 0" WD N SMOKE PARTITION HM 02 051

F102E CIRCULATION MAIN GYMNASIUM 6' - 8" 7' - 0" WD N SMOKE PARTITION HM 02 051

F102F CIRCULATION MAIN GYMNASIUM 3' - 4" 7' - 0" WD N SMOKE PARTITION HM 02 057

F102G MAIN GYMNASIUM CORRIDOR 3' - 4" 7' - 0" WD N SMOKE PARTITION HM 02 057

F102H MAIN GYMNASIUM CORRIDOR 6' - 8" 7' - 0" WD N SMOKE PARTITION HM 02 051

F102J CORRIDOR MAIN GYMNASIUM 6' - 8" 7' - 0" WD N SMOKE PARTITION HM 02 051

F106A A. D. OFFICE CIRCULATION 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 02 035

F106B A. D. OFFICE RECEPTION 3' - 0" 7' - 0" WD F HM 02 034

F106C CORRIDOR RECEPTION 3' - 0" 7' - 0" WD FG2 SMOKE PARTITION HM 06 035

F111A CIRCULATION CUSTODIAL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 047

F111B CIRCULATION 7' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 023

F111C CIRCULATION CIRCULATION 7' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 023

F111D ELEC CIRCULATION 5' - 0" 7' - 0" WD F 45 MIN HM 02 087

F112 STORAGE CIRCULATION 6' - 0" 7' - 0" WD F 45 MIN HM 02 009

F112A STORAGE CIRCULATION 6' - 0" 7' - 0" WD F 45 MIN HM 02 009

F112B CIRCULATION STORAGE 6' - 0" 7' - 0" WD F 45 MIN HM 02 009

F116 CIRCULATION CUSTODIAL 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 033

F119A VESTIBULE 3' - 0" 7' - 0" AL FG2 AL S3 101

F119B VESTIBULE 3' - 0" 7' - 0" AL FG2 AL S3 101

F119C VESTIBULE 3' - 0" 7' - 0" AL FG2 AL S3 101

F119D VESTIBULE 3' - 0" 7' - 0" AL FG2 AL S3 100

F119E CIRCULATION VESTIBULE 6' - 0" 7' - 0" HM FG2 HM 02 108

F119F CIRCULATION VESTIBULE 6' - 0" 7' - 0" HM FG2 HM 02 108

F119G CIRCULATION 3' - 0" 7' - 0" AL FG2 AL L2 090

F119H CIRCULATION 3' - 0" 7' - 0" AL FG2 AL L2 091

F119I CIRCULATION 3' - 0" 7' - 0" AL FG2 AL S2 091

F119J CIRCULATION 3' - 0" 7' - 0" AL FG2 AL S2 090

F122 CIRCULATION PRACTICE GYMNASIUM 6' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 050

F122A PRACTICE GYMNASIUM STORAGE 6' - 0" 7' - 0" WD F HM 02 031

F122B PRACTICE GYMNASIUM 6' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 050

F122C CORRIDOR PRACTICE GYMNASIUM 6' - 0" 7' - 0" WD N SMOKE PARTITION HM 02 050

F122D PRACTICE GYMNASIUM 6' - 0" 7' - 0" HM F HM TB 02 011

F131 LOCKER ROOM CIRCULATION 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 061

F131A LOCKER ROOM LOCKER ROOM 3' - 0" 7' - 0" WD F HM 02 062

F132 CIRCULATION PE OFFICE 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030

F132A LOCKER ROOM PE OFFICE 3' - 0" 7' - 0" WD F HM 02 018

F133 FACULTY BATHROOM CIRCULATION 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 016

F134 CIRCULATION COACHES OFFICE 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030

F134A LOCKER ROOM COACHES OFFICE 3' - 0" 7' - 0" WD F HM 02 018

F135 CIRCULATION LOCKER ROOM 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 061

F136A LOCKER ROOM TEAM ROOM 3' - 0" 7' - 0" WD F HM 02 062

F141 LOCKER ROOM CIRCULATION 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 061

F141A LOCKER ROOM LOCKER ROOM 3' - 0" 7' - 0" WD F HM 02 062

F142 CIRCULATION COACHES OFFICE 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030

F142A LOCKER ROOM COACHES OFFICE 3' - 0" 7' - 0" WD F HM 02 018

F143 FACULTY BATHROOM CIRCULATION 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 016

F144 CIRCULATION PE OFFICE 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 030

F144A LOCKER ROOM PE OFFICE 3' - 0" 7' - 0" WD F HM 02 018

F145 LOCKER ROOM CIRCULATION 3' - 0" 7' - 0" WD F SMOKE PARTITION HM 02 061

DOOR & FRAME SCHEDULE - ACCORDIAN FOLDING FIRE DOORS

MARK From Room: Name To Room: Name

DOOR FRAME

COMMENTS

Hardware

Set

HARDWARE

NOTES STC

SIZE

MATL TYPE RATING MATL TYPEHT

A1

LEVEL 1

A170 CORRIDOR MAIN COMMONS 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

E120 MAIN COMMONS HUMAN SERVICES- 1ST_LEVEL 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

LEVEL 2

A270 CORRIDOR OPEN TO BELOW 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

A2

LEVEL 1

D120A MAIN COMMONS BUSINESS& MANAGEMENT- 1ST_LEVEL 9' - 0" STL 45 MIN STL - CLR OPENING 14'-2" 054

B

LEVEL 1

B120 ARTS & COMMUNICATIONS- 1ST_LEVEL MAIN COMMONS 9' - 0" STL 45 MIN STL - CLR OPENING 13'-8" 054

LEVEL 2

B220 ARTS & COMMUNICATIONS- 2ND_LEVEL OPEN TO BELOW 9' - 0" STL 45 MIN STL - CLR OPENING 13'-10" 054

DOOR & FRAME SCHEDULE - ATHLETIC OUTBUILDING

MARK

From Room:

Name To Room: Name

DOOR FRAME

COMMENTS

Hardw

are Set HARDWARE

NOTES STC

SIZE

MATL TYPE

RATI

NG MATL TYPEWD HT

AOB

AOB1 ATHLETIC OUT-BUILDING 7' - 0" 7' - 0" HM F HM TB 059

AOB2 ATHLETIC OUT-BUILDING 7' - 0" 7' - 0" HM F HM TB 059

AOB3 ATHLETIC OUT-BUILDING 7' - 0" 7' - 0" HM F HM TB 059

AOB4 ATHLETIC OUT-BUILDING 7' - 0" 7' - 0" HM F HM TB 059

OH3

OH4

OH1

OH1

OH3

NO. DESCRIPTION DATE



 10 44 00
FIRE EXTINGUISHER

CABINET

62

PLAN

ELEVATION

SEMI-RECESSED MOUNTED

 10 44 00
FIRE EXTINGUISHER

WITH MOUNTING
BRACKET

64

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
MARKERBOARD

71-4

PLAN

ELEVATION

SURFACE MOUNTED

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
MARKERBOARD

71-6

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
MARKERBOARD

71-8

PLAN

ELEVATION

SURFACE MOUNTED

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
TACKBOARD

72-10

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
TACKBOARD

72-12

PLAN

ELEVATION

SURFACE MOUNTED

 10 51 00
LOCKER

80

SEE SPECIFICATIONS FOR
SIZE

PLAN

ELEVATION

LOCKER RM

 10 51 00
LOCKER

81

SEE SPECIFICATIONS FOR
SIZE

PLAN

ELEVATION

LOCKER RM

 10 51 00
LOCKER

82

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

PATHWAY

 NOT
USED

83

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

 10 51 00
COSMETOLOGY

84

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

PATHWAY

 10 44 00
FIRE BLANKET CABINET

63

PLAN

ELEVATION

SURFACE MOUNTED

6"
 M

IN

4'
 -

 6
"

4'
 -

 6
"

4'
 -

 6
"

4' - 0".

4'
 -

 0
".

6' - 0".

4'
 -

 0
".

8' - 0".

4'
 -

 0
".

12' - 0".

4'
 -

 0
".

10' - 0".

4'
 -

 0
".

 10 28 00
WALL UTILITY HOOK

90A

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

S
E

E
 E

LE
V

A
T

IO
N

S

 10 28 00
WALL UTILITY DOUBLE

HOOK

90B

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

4'
 -

 0
"

 10 51 00
LOCKER

85

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

LOCKER RM

 10 11 01
MARKERBOARD

71-5

PLAN

ELEVATION

SURFACE MOUNTED

5' - 0".

4'
 -

 0
".

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
TACKBOARD

72-s

PLAN

ELEVATION

SURFACE MOUNTED

SEE ELEV

S
E

E
 E

LE
V

4"
F

U
LL

 H
E

IG
H

T

 10 26 01
END WALL GUARD - FULL

HEIGHT

42B

PLAN

ELEVATION

SURFACE MOUNTED

2" WALL
PROTECTION
BOARD

CORNER
GUARD

4"
F

U
LL

 H
E

IG
H

T

2"

 10 26 01
CORNER GUARD - FULL

HEIGHT

40B

PLAN

ELEVATION

SURFACE MOUNTED

4"
F

U
LL

 H
E

IG
H

T

 10 26 01
CORNER GUARD -

ANGLED FULL HEIGHT

41B

PLAN

ELEVATION

SURFACE MOUNTED

13
5°

2"

4"

6'
 -

 1
0"

.

 10 26 01
CORNER GUARD -

ANGLED (STAINLESS
STEEL)

44A

PLAN

ELEVATION

SURFACE MOUNTED

13
5°

2"

4"
F

U
LL

 H
E

IG
H

T

2"

 10 26 01
CORNER GUARD - FULL

HEIGHT (STAINLESS
STEEL)

43B

PLAN

ELEVATION

SURFACE MOUNTED

4"
F

U
LL

 H
E

IG
H

T

 10 26 01
CORNER GUARD -

ANGLED FULL HEIGHT
(STAINLESS STEEL)

44B

PLAN

ELEVATION

SURFACE MOUNTED

13
5°

2"

4"
6'

 -
 1

0"
.

 10 26 01
END WALL GUARD

(STAINLESS STEEL)

45A

PLAN

ELEVATION

SURFACE MOUNTED

2" WALL
PROTECTION
BOARD

CORNER
GUARD

4"
F

U
LL

 H
E

IG
H

T

 10 26 01
END WALL GUARD - FULL

HEIGHT (STAINLESS
STEEL)

45B

PLAN

ELEVATION

SURFACE MOUNTED

2" WALL
PROTECTION
BOARD

CORNER
GUARD

4"

W
A

LL
 P

R
O

T
E

C
T

IO
N

 P
A

N
E

L

7'
 -

 0
".

 10 26 01
WALL PROTECTION

PANEL

50C

SEE INTERIOR
ELEVATIONS

PLAN

ELEVATION

SURFACE MOUNTED

4"

W
A

LL
 P

R
O

T
E

C
T

IO
N

 P
A

N
E

L

F
U

LL
 H

E
IG

H
T

 10 26 01
WALL PROTECTION

PANEL

50D

SEE INTERIOR
ELEVATIONS

PLAN

ELEVATION

SURFACE MOUNTED

S
E

E
 E

LE
V

A
T

IO
N

S

 26 00 00
TV MONITOR

30-1

OWNER FURNISHED &
INSTALLED - BLOCKING BY

CONTRACTOR

PLAN

ELEVATION

BRACKET MOUNTED

VARIES

V
A

R
IE

S

CONC
BASE4"

CONC
BASE

CONC
BASE

1 1 1
2

42" O
R LESS

INFORMATION CENTER

IC

CONTRACTOR TO
COORDINATE ALL TRADES

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

PLAN

 26 00 00
TV MONITOR

30-2

OWNER FURNISHED &
INSTALLED - BLOCKING BY

CONTRACTOR

PLAN

ELEVATION

BRACKET MOUNTED

VARIES

V
A

R
IE

S 50".

 26 00 00
TV MONITOR

30-3

OWNER FURNISHED &
INSTALLED - BLOCKING BY

CONTRACTOR

PLAN

ELEVATION

BRACKET MOUNTED

VARIES

V
A

R
IE

S

60".

 26 00 00
TV MONITOR

30-4

OWNER FURNISHED &
INSTALLED - BLOCKING BY

CONTRACTOR

PLAN

ELEVATION

BRACKET MOUNTED

VARIES

V
A

R
IE

S

70".

S
E

E
 E

LE
V

A
T

IO
N

S

S
E

E
 E

LE
V

A
T

IO
N

S

S
E

E
 E

LE
V

A
T

IO
N

S

S
E

E
 E

LE
V

A
T

IO
N

S

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
MARKERBOARD

71-10

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
MARKERBOARD

71-12

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
MARKERBOARD

71-16

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
TACKBOARD

72-4

PLAN

ELEVATION

SURFACE MOUNTED

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
TACKBOARD

72-6

PLAN

ELEVATION

SURFACE MOUNTED

 10 11 01
TACKBOARD

72-8

PLAN

ELEVATION

SURFACE MOUNTED

10' - 0".

4'
 -

 0
".

12' - 0".

4'
 -

 0
".

16' - 0".

4'
 -

 0
".

4' - 0".

4'
 -

 0
".

6' - 0".

4'
 -

 0
".

8' - 0".

4'
 -

 0
".

 10 11 01
TACKBOARD

72-2

PLAN

ELEVATION

SURFACE MOUNTED

2' - 0"

4'
 -

 0
".

S
E

E
 E

LE
V

A
T

IO
N

S

 10 11 01
TACKBOARD

72-S

PLAN

ELEVATION

SURFACE MOUNTED

SEE ELEV.

VARIES
S

E
E

 E
LE

V
A

T
IO

N

V
A

R
IE

S

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
MARKERBOARD

71-10i

INTERACTIVE

PLAN

ELEVATION

SURFACE MOUNTED

10' - 0".

4'
 -

 0
".

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
MARKERBOARD

71-16i

INTERACTIVE

PLAN

ELEVATION

SURFACE MOUNTED

16' - 0".

4'
 -

 0
".

THROW ZONE

4'-0"
SHORT

THROW ZONE

4'-0"
SHORT

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
MARKERBOARD

71-9

PLAN

ELEVATION

SURFACE MOUNTED

9' - 0".

4'
 -

 0
".

 10 00 00
TRASH RECYCLE BIN BO

35-1

PLAN

ELEVATION

FLOOR MOUNTED

TRASH RECYCLE

 10 51 00
LOCKER

85A

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

PATHWAY ONLY

WOOD
BASE

1
2

 10 51 00
LOCKER

86

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

CPU NETWORK
HEALTH OCC

 10 51 00
LOCKER

87

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

PATHWAY

1
2
3

 11 34 00
GOGGLE SANITIZER

65

OWNER FURNISHED

PLAN

ELEVATION

CHEM LABS

WOOD
BASE4"4"

WOOD
BASE4"

WOOD
BASE4"

WOOD
BASE

1
2

1
2

 10 51 00
LOCKER

82A

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

PATHWAY

WOOD
BASE

1
2
3
4

4" 4"4"4"

 10 51 00
LOCKER

85B

SEE SPECIFICATIONS FOR
SIZE AND QUANTITY

PLAN

ELEVATION

CTE

WOOD
BASE

1
2

4"

5'-0" TYP

E
LE

V
A

T
IO

N
S

S
E

E

 10 11 01
1/2 TACKBOARD + 1/2

MARKERBOARD

73-4

PLAN

ELEVATION

SURFACE MOUNTED

4' - 0".

3'
 -

 6
".

 10 28 00
HOOK STRIP

14B

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

5
' 
- 

0
".

 10 28 00
MOP AND BROOM

HOLDER

14A

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

5'
 -

 0
".

 08 80 00
MIRROR FRAMELESS

7B

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3'
 -

 4
".

S
E

E
 E

LE
V

SEE ELEV

ELEVATIONS

SEE

ELEVATIONS

SEE

40" AFF MAX at
SINK/COUNTERS,
35" AFF MAX OTHER

 10 28 00
ROBE HOOK

11A

PLAN

SIDE ELEVATION

SURFACE MOUNTED

5'
 -

 0
"

3'
 -

 4
"

1'
 -

 6
"

 10 28 00
HORIZONTAL GRAB BAR

13E

PLAN

ELEVATION

SURFACE MOUNTED

 10 28 00
GRAB BAR

13B

PLAN

ELEVATION

SURFACE MOUNTED

3'
 -

 0
"

 10 28 00
WASTE RECEPTACLE

4A

PLAN

ELEVATION

SEMI-RECESSED MOUNTED
VERIFY LOCATIONS IN

FIELD WITH OWNER

 10 28 00
NAPKIN RECEPTACLE

6A

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3' - 4".

 10 28 00
SHOWER CURTAIN ROD

21A

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

 10 28 00
DIAPER CHANGING

STATION

22A

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

T
.O

. S
U

R
F

A
C

E

2'
 -

10
".

2'
 -

 8
"

2'
 -

 6
"

4'
 -

 0
" 

 A
D

A

12
".

3'
 -

 6
".

3' - 0". 6".

3'
 -

 0
"

ELEVATIONS

SEE

ELEVATIONS

SEE

 10 28 00
DRESSING ROOM /

SHOWER SEAT

18B

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

1'
 -

 7
"

ELEVATION

SEE

6'
 -

 8
".

 10 28 00
TOILET PAPER

DISPENSER

1C

FURNISHED BY OWNER,
INSTALLED BY
CONTRACTOR

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

1'
 -

 7
"

 10 28 00
PAPER TOWEL

DISPENSER

2A

FURNISHED BY OWNER,
INSTALLED BY
CONTRACTOR

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3'
 -

 8
"

 10 28 00
SOAP DISPENSER

10C

FURNISHED BY OWNER,
INSTALLED BY
CONTRACTOR

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3'
 -

 8
"

 10 28 00
WASTE RECEPTACLE

4B

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3'
 -

 8
"

 10 28 00
SOAP DISH (FOR

SHOWER)

20A

PLAN

ELEVATION

RECESS MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3'
 -

 8
"

 10 28 00
MIRROR

7A

PLAN

ELEVATION

SURFACE MOUNTED
VERIFY LOCATIONS IN
FIELD WITH OWNER

3'
 -

 4
".

S
E

E
 E

LE
V

SEE ELEV

 10 28 00
MIRROR

7E

PLAN

ELEVATION
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J1 LEVEL 1 - AREA A3

NO. DESCRIPTION DATE
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SHAFT ABOVE
FOR BREACHING

A-H

EXPOSED

EMERG
ELEC
B054B

J10
A3.14

__________

B-99

A-H9

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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E-CE-A E-DE-B

A-5

E-8

E-9

A-4A-3A-2A-1

A-D

A-C

J1
A3.10

__________

HUMAN
SERVICES-
1ST_LEVEL

E120

LIBRARY
STACK
A122

MAIN
ADMIN

RECEPTION
A101

FACS/
FASHION

LAB
E104

AP
TRUANT

A103

MAIN
ENTRY
A100

PRINCIPAL
A109

PRINCIPAL'S
CONF.
A107

WORK
AREA
A108A

MAIN
COMMONS

A120

AP
DEAN

STUDENTS
A102

LIBRARY
RESOURCE

A127

CONCESSIONS
/ CAFÉ
A178

ENTRY 2
A171

CORRIDOR
A170

STAIR A
A175

TOILET
A104

DINING
A121B

MEN
A168

WOMEN
A164

EMR
A165

ST
TOILET

A161

ST
TOILET

A163

RECORDS
A105

KITCHENETTE
A106

A-F

A-E

A.F.F.11' - 0"
ACT-2B

A.F.F.11' - 0"
ACT-2B

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 0"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 6"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.10' - 0"
ACT-2A

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

G13
A0.45

A.F.F.9' - 0"
TYPE GYP. 1

E-7.9

E1
A4.11

__________

A-E4

E9
A4.11

__________

A.F.F.9' - 4"
ACT-2A

J8
A4.15

__________

J11
A4.15

__________

ECE
STORAGE

A140A

OFFICE
(3)

E102

ECE
INSTRUCTION

A140

OFFICE
A141 OBSERV/

CONF
A144

SECURE
ENTRY
A148

EARLY
CHILDHOOD
EDUCATION

A143

TOILETS
A145

SMALL
LIBRARY

CONF
A160

LIBRARY
STORAGE

A124

LIBRARY
CONF
A126

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-4

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

D-78

E-G E-H

E-D9

A.F.F.9' - 0"
ACT-1 A.F.F.9' - 4"

ACT-1

A.F.F.11' - 0"
ACT-2A

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

J4
A3.12

__________

A-51

E-85

A-D9

A-G1

A-44

E-75

E-77

C9
A1.70

F9
A1.70

J11
A1.70

SIM

G12
A1.70

J11
A1.70

F1
A1.70

J11
A1.70

SIM

F1
A1.70

SIM

J11
A0.32

C5
A1.70

J1
A4.15

__________

A.F.F.11' - 7"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

CIRC
A170A

A.F.F.8' - 0"
ACT-1

A.F.F.11' - 0"
ACT-2A

11"

8"

6" 1' - 10 1/4"

5 7/8"

8"

6"
1' - 6"

2' - 0"

2' - 0"

A.F.F.8' - 0"
TYPE GWB 1

2' - 0"

2' - 6"

1' - 6"

1' - 10 1/4"

E1
A1.70

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

F1
A1.70

SIM

F1
A1.70

SIM

ECE
KITCHEN

A143A

ELEV 1ELEV
2

E1
A1.70

SIM

WORK
RM

A123

LIBRARY
OFF.
A125

A.F.F.10' - 0"
ACT-2A

CORRIDOR
A170

/
MATCHLINE

J1
A1.51

/

MATCHLINE

J1 A1.57

/
M

ATCHLINE

J1
A1.52

J12
A4.20

193 SF
IT OFFICE

A182
1320

C1
A1.70

SIM

J7
A1.70

A.F.F.11' - 7"
TYPE GWB 5

10"
1' - 0"

J4
A1.70

1' - 6"

11
5°

AL
IG

N

1/4"

1/
2"

1/4"

1/2"

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

C1
A1.71

SIM

D7
A4.20

J1
A1.70

SIM

J9
A4.22

SIM

E1
A1.70

SIM

E1
A1.70

SIM

F9
A1.70

SIM

J4
A1.71

J4
A1.71

SIM

A.F.F.11' - 7"
TYPE GWB 1

6" / 1
2"

A.F.F.9' - 4"
TYPE GWB 1

4 7/8"

J11
A1.70

SIM

P - 5

P - 10

P - 10

C12
A1.70

E4
A1.71

SIM

A-F1

A.F.F.8' - 0"
TYPE GWB 1

C1
A1.71

SIM

9' - 0"

P - 11

P - 11

4 1/4"

4 1
/4"

P - 10

F5
A1.70

A.F.F.12' - 4"
TYPE GWB 5

P - 7

P - 13

F1
A4.20

SIM

A.F.F.11' - 0"
TYPE GWB 1

A.F.F.11' - 7"
TYPE GWB 5

A.F.F.10' - 8"
TYPE GWB 1

G4
A5.33

A-D8

D1
A1.74

J9
A4.22

SIM

A.F.F.12' - 4"
TYPE GWB 5

2' - 0"

A.F.F.11' - 7"
TYPE GWB 1

A.F.F.13' - 0"
PWP - TYPE 2

A.F.F.13' - 8"
PWP - TYPE 2

P -11

P -7

P -10

P -3

J12
A4.13

A.F.F.11' - 7"
TYPE GWB 5

A.F.F.11' - 0"
ACT-2B

1' - 0"
1' - 0"

ALIGN

1/8"

1/2"

1/8"

1/2"

1' 
- 2

 1/
2"

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 3

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 4

09 51 00  - SPECIALTY
PERIMETER SYSTEM

4 7/8"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

6"
6"

2' - 3 1/2"

6"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

J6
A1.73

SIM

A.F.F.9' - 4"
ACT-2A

E10
A1.71

SIM

A.F.F.8' - 2"
TYPE GWB 2

E7
A1.71

SIM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

A.F.F.12' - 4"
TYPE GWB 5

1' - 0"

BUSINESS&
MANAGEMENT-

1ST_LEVEL

D120

6" / 1
2"

6" / 1
2"

6" / 1
2"

6" / 1
2"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

B11
A1.72

SIM

CIRC.

A143B

P -11

B11
A1.72

SIM

B11
A1.72

SIM

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

A.F.F.7' - 4"
TYPE GWB 1

D-8

D-C4

7"

1' - 6"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

A.F.F.10' - 8"
TYPE GWB 1

J5
A4.13

J9
A4.13

J1
A3.40

A.F.F.10' - 0"
PWP - TYPE 2

P - 8

A.F.F.10' - 8"
TYPE GWB 1

4' - 0"
11"

7' - 0"

11"

C1
A1.73

SIM

MAIN
ADMIN

WAITING

A101A

6' - 8"

TYPE GWB 5

TYPE GWB 5

6' - 8"

14' - 2"

TYPE GWB 5

6' - 8"

14' - 2"

14' - 2"

TYPE GWB 5

TYPE
GWB 5

6' - 8"

11' - 6 3/4"

14' - 2"

11' - 9"

TYPE GWB 5

6' - 8"

14' - 2"

6" / 1
2"

TYPE GWB 5

6' - 8"

14' - 2"

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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H

D-E

D-D

D-B

D-C

C-10

C-E2C-C

A-5

C-11

C-DC-B

D-7

A-4A-3A-2

C-12

J12
A3.16

__________

D-65

D-76

CLASSROOM
D117A

CLASSROOM
D113

PRE-ENG
ROBOTICS

C105

OFFICE
(4)

D111

FACS
CULINARY

LAB
D112

CTE
ADMINISTRATION

A110DIRECTOR
A111

ASST
DIR

A117

AS
OFFICE

A113

AS-RECORD
STUD-SERV

A116

OUTREACH
CONFERENCE

A112

COOLER
C102C

FREEZER
C102B

KITCHEN
C102

SERVERY
C100

PATHWAY
LIBRARY

D120A

DISH
WASH
C102A

OFFICE
C108 LOCKERS

C104A

NURSE
RECEPT
D105A

NURSE
COMMON

AREA
D105B

TOILET
D107A

TOILET
D105C

CONSULT
/ DR

OFFICE
D106

STORAGE
C105A

PATHWAY
STORAGE

D103

CUSTODIAL
D101

DINING
A131

BUSINESS
SALES
KIOSK
A114

TECH
HUB
A135

ELEV 1

CORRIDOR
B110

CTE
GUIDANCE

A115

INCUBATOR
C101

STORAGE
C101A

OFFICE
C103

DINING
CHAIR
STOR.
A154

TEACHERS
WORK

RM
A118

CORRIDOR
C111

FACULTY
LOUNGE

A133B

TEACHER'S
DINING
A133A

EXAM
D107

OFFICE
C107

CORRIDOR
C104

CAN
WASH
A152

A.F.F.10' - 1"
ACT-1

A-G

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1A.F.F.9' - 4"

ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 8"
ACT-2A

A.F.F.9' - 6"
ACT-1

A.F.F.11' - 0"
ACT-2B

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-3

A.F.F.8' - 4"
TYPE GWB 6

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 6"
ACT-1

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-2A

A.F.F.9' - 4"
ACT-1

J7
A3.16

__________

A.F.F.7' - 5"
TYPE GWB 3

A.F.F.9' - 0"
TYPE GYP. 1

A.F.F.9' - 0"
GWB

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 0"
ACT-1

E1
A4.11

__________

A.F.F.9' - 4"
ACT-2A

D-78

D-B9 C-E

J1
A4.18

__________

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.11' - 0"
ACT-2A

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.12' - 8"
TYPE GWB 1

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.10' - 8"
ACT-2A

A.F.F.10' - 0"
ACT-1

A.F.F.12' - 11 1/4"
TYPE GWB 1

A.F.F.11' - 4"
ACT-3

A.F.F.8' - 6"
TYPE GWB 3

STAIR H
A155

10 21 23  - CUBICLE TRACK

10 21 23  - CUBICLE TRACK

B-14
B-15

B-1

A-51
A-G1

A-G1

A-H

C-10.1

J6
A3.10

Sim__________

A.F.F.11' - 1"
ACT-1

A.F.F.9' - 4"
ACT-2A

J6
A3.10

Sim__________J9
A3.10

Sim__________

C9
A1.70

SIM

C9
A1.70

SIM

C3
A1.71

J11
A4.23

E12
A1.71

SIM

J1
A1.71

J4
A0.31

J7
A0.31A.F.F.7' - 4"

TYPE GWB 1

A.F.F.8' - 2"
TYPE GWB 1

3' - 0"

3' - 0"

3' 
- 0

"

A.F.F.7' - 8"
ACT-3

1' - 0"

PAINTED EXPOSED STRUCTURE &
DECK. SEE GENERAL CEILING NOTE

5.

A.F.F.10' - 1"
ACT-3

2' - 0"

E1
A1.70

SIM
E1

A1.70

SIM

E1
A1.70

SIM
E1

A1.70

SIM

/
M

ATCHLINE

J1
A1.53

/

MATCHLINE

J1 A1.54

/

M
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J1
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.5
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/
MATCHLINE

J1
A1.50

/
M

ATCHLINE

J1
A1.52

2' 
- 5

"

12 34 00  - DOCUMENT CAMERA

H1
A1.71

1' - 0"

J6
A4.24

384 SF

DRY
STORAGE

C106
1303

C1
A1.70

SIM

4981 SF

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120
0000

F1
A1.70

SIM
C6

A1.71

J7
A1.70

A.F.F.11' - 7"
TYPE GWB 5

J4
A1.70

6' - 5 1/2"

1' - 6"

11
5°

AL
IG

N

1/4"

1/
2"

1/4"

1/2"

J10
A4.21

SIM A.F.F.8' - 0"
TYPE GWB 1C1

A1.71

SIM

A.F.F.8' - 0"
TYPE GWB 1

C1
A1.71

SIM

D7
A4.20

E1
A1.70

SIM

F9
A1.70

SIM

E4
A1.71

J4
A1.71

J4
A1.71

SIM

F9
A1.70

SIM

A.F.F.8' - 0"
GWB

A.F.F.8' - 0"
GWB

A.F.F.11' - 7"
TYPE GWB 1

6" / 1
2"

A.F.F.9' - 4"
TYPE GWB 1

4 7/8"

J11
A1.70

SIM

P - 5
P - 5

P - 10

P - 10

A.F.F.8' - 0"
TYPE GWB 4

E4
A1.71

SIM

A-F1

4 1/4"

4 1
/4"

P - 10

A.F.F.12' - 4"
TYPE GWB 5

P - 7

F8
A1.72

SIM

P - 13

A.F.F.10' - 8"
TYPE GWB 1

F1
A4.20

SIM

A.F.F.11' - 0"
TYPE GWB 1

A.F.F.11' - 7"
TYPE GWB 5

A.F.F.10' - 8"
TYPE GWB 1

G4
A5.33

A-D8

D1
A1.74

J9
A4.22

SIM

A.F.F.12' - 4"
TYPE GWB 5

2' - 0"

A.F.F.11' - 7"
TYPE GWB 1

P - 13

P -4

P -12

P -10

P-10

A.F.F.11' - 7"
TYPE GWB 5

A.F.F.11' - 0"
ACT-2B

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 3

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 7 07 95 13  - EXPANSION

JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 4

09 51 00  - SPECIALTY
PERIMETER SYSTEM

4 7/8"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

6"

6"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

E12
A1.71

SIM

B11
A1.72

SIM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

CUSTODIAL

C104D

TOILET

C104C

TOILET

C104B

A.F.F.12' - 4"
TYPE GWB 5

1' - 0"

BUSINESS&
MANAGEMENT-

1ST_LEVEL

D120

6" / 1
2"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

CIRC.

A143B

J2
A4.24

B11
A1.72

SIM

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

D-8

D-C4

C-E1

0"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

A.F.F.10' - 8"
TYPE GWB 1

J5
A4.13

J9
A4.13

A.F.F.10' - 0"
PWP - TYPE 2

TYPE GWB 5

14' - 2"

TYPE GWB 5

6' - 8"

14' - 2"

14' - 2"

A.F.F.8' - 4"
ACT-3

PAINTED EXPOSED STRUCTURE &
DECK. SEE GENERAL CEILING NOTE 5.

J2
A4.24

SIM

CLOSURE PANEL
BY FOODSERVICE

A.F.F.8' - 4"
TYPE GWB 1

DINING
A151

A.F.F.7' - 5"
TYPE GWB 3

1' - 6"

1' - 6"
A-H1

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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H

A-5

E1
A4.13

__________

A-9

CONCESSIONS
STORAGE

A178A

AUDITORIUM
STAGE /
BACK

STAGE
A183

MAIN
AUDITORIUM

A181

ELEC
A174

BUILDING
STORAGE

A192

LIGHT
LOCK
A188

STAIR A
A175

CUSTODIAL
A191

DINING
A121B

LIGHT
LOCK
A180

STORAGE
/ COAT
A187

IT
SERVER
/ DATA
A184A

AGORA /
OPEN

STEPPED
AREA
A121A

IT
WORKROOM

A182A

ELEC
A193

CHASE
EXTRA

A-F

J4
A3.14

__________

A.F.F.11' - 0"
ACT-2B

E9
A4.12

__________

E1
A4.12

__________

J12
A4.12

__________

FACS
STORAGE

A176

A.F.F.8' - 0"
ACT-4

A.F.F.8' - 0"
TYPE GWB 5

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-4

REFER TO A1.62 SECOND FLOOR REFLECTED CEILING
PLAN  - AREA A3 FOR AUDITORIUM CEILING

CIRC.
A185A

AUDITORIUM
STORAGE

A185

CIRC.
A185B

PAINTED EXPOSED
STRUCTURE,

PLUMB, ELEC, FP

PAINTED EXPOSED
DECK

A-81

A-65

B-2B-1

A-51

Z-6

Z-7

Z-J

A-A9

A-D5

A-G1 Z-23

Z-A

Z-28

Z-B

Z-C

Z-D

Z-E

Z-H

Z-1

Z-G

J1
A4.12

__________

D1
A1.72

J9
A1.71

2' - 0"

24' - 7 5/8"

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

/
M

ATCHLINE

J1
A1.50

/
MATCHLINE

J1
A1.51

H1
A1.71

CIRC
A170B

193 SF
IT OFFICE

A182
1320

C1
A1.71

J4
A1.71

SIM

A.F.F.11' - 7"
TYPE GWB 1

6" / 1
2"

A.F.F.8' - 0"
TYPE GWB 1

C12
A1.70

J1
A4.16

__________

2"
6"

F5
A1.70

P - 7

P - 4

P - 4

F1
A4.20

SIM

G4
A5.33

A-D8

J9
A4.22

SIM

A.F.F.12' - 4"
TYPE GWB 5

2' - 0"

1' - 6" 1' - 6"

P -11

P -12

P - 7

P - 7

2' - 8"

J12
A4.13

A.F.F.11' - 0"
ACT-2B

1' - 6"

6"

ALIGN

1/8"

1/2"

1/8"

1/2"

1' 
- 2

 1/
2"

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 3

07 95 13  - EXPANSION
JOINT - TYPE 4

4 7/8"

A.F.F.12' - 4"
TYPE GWB 5

6" / 1
2"

6" / 1
2"

6" / 1
2"

6" / 1
2"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

CIRC.

A143B

P -11

A.F.F.7' - 4"
TYPE GWB 1

B-99

J5
A4.13

J9
A4.13

6' - 8"

TYPE GWB 5

TYPE GWB 5

6' - 8"

14' - 2"

TYPE GWB 5

6' - 8"

14' - 2"

14' - 2"

TYPE GWB 5

TYPE
GWB 5

6' - 8"

11' - 6 3/4"

14' - 2"

11' - 9"

TYPE GWB 5

6' - 8"

14' - 2"

6" / 1
2"

TYPE GWB 5

6' - 8"

14' - 2"

CORRIDOR

F101

DINING
A151

A.F.F.7' - 5"
TYPE GWB 3

1' - 6"

1' - 6"

1' - 6 3/8"

A.F.F.7' - 0"
TYPE GWB 1

F5
A1.73

J9
A1.71

SIM

A-H1

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.
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CLASSROOM
B143B

CLASSROOM
B143A

FINE
ART

STORAGE
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OFFICE
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B130

GRAPHIC
COMM /
DIGITAL
DESIGN

B112

OFFICE
B113 PRINT /

WORK
ROOM
B112A

LIGHTING
STUDIO

B114

STORAGE
B115

BAND
B142

BAND
STORAGE

B142A

CHORUS
B144

GREEN
ROOM
B128

LARGE
PRACTICE

B140A

MUSIC
OFFICE
B144A

PRACT.
1

B140D
PRACT.

2
B140CPRACT.

3
B140B

PRACT.
4

B140E

ARTS &
COMMUNICATIONS-

1ST_LEVEL
B120

WOMEN
B126

MEN
B124

ACOUSTIC
LIGHT
LOCK
B122A

DATA
B132

ST-TOILET
B138

ST-TOILET
B136

CIRC.
B122

KILN &
STOR.
B149

FINE
ART

STORAGE
B141A

OFFICE
B139

A.F.F.11' - 0"
ACT-2A

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 0"
ACT-4

A.F.F.9' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-4

A.F.F.8' - 4"
ACT-4

A.F.F.8' - 4"
ACT-4

A.F.F.8' - 4"
ACT-4

A.F.F.8' - 4"
ACT-4

A.F.F.8' - 4"
ACT-4

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 0"
TYPE GWB 4

A-F

A-G

B-4
B-5

B-6

B-8

B-9

B10

B11
B12

A-E

B-A

B-C

J11
A3.15

__________

A.F.F.10' - 0"
TYPE GWB 4

MUSIC
CIRC.
B140

SHEET
MUSIC STOR

SHEET
MUSIC STOR

A.F.F.10' - 0"
ACT-1

A.F.F.9' - 4"
ACT-4

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-4

J1
A3.16

__________

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.11' - 4"
ACT-4

A-E4

E5
A4.16

__________

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-4

A.F.F.8' - 0"
ACT-4

A.F.F.9' - 4"
ACT-2A

A.F.F.10' - 1"
ACT-1

A.F.F.12' - 11 1/2"
TYPE GWB 1

A.F.F.12' - 11 1/2"
TYPE GWB 1

A.F.F.9' - 0"
ACT-1

A.F.F.11' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

OFFICE
B102

VIDEO
STORAGE

B101B

CCTV
SHARED
OFFICE

B107

EDITING
B103A

VIDEO
PRODUCTION

STUDIO
B105

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.10' - 9"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

A.F.F.16' - 6"
ACT-1

4'X4'  BARRELLED CLOUDS
50% ABSORPTION TYPE ,
50% DIFFUSION TYPE

J12
A3.10

Sim__________

J9
A3.10

Sim__________

J6
A3.10

Sim__________

B-81

B-7

B-2

A-H

B-3

J11
A1.70

SIM

F1
A1.70

SIM

F1
A1.70

SIM

J11
A1.70

SIM

J11
A1.70

SIM

D4
A1.72D4

A1.72

SIM

J4
A4.23

SBD-1

ACP -1

H7
A1.71

H7
A1.71

SIM A.F.F.16' - 6"
ACT-1

A.F.F.10' - 0"
PIPE GRID

PIPE GRID PROVIDED BY
OWNER'S CONSULTANT

2' - 0"

A.F.F.10' - 1"
ACT-1

PAINTED HIGH DENSITY FIREPROOFING AT

EXPOSED STRUCTURE AND DECK. SEE

GENERAL CEILING NOTE 5

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

1' - 0"

/
M

ATCHLINE

J1
A1.51

6' - 5 1/2"

J4
A3.16

__________

J4
A4.23

SIM

J1
A1.71

SIM

J10
A4.21

SIM

B11
A1.72

SIM

J11
A1.70

SIM

F11
A1.72

A.F.F.11' - 7"
TYPE GWB 1

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.10' - 0"
TYPE GWB 1

A.F.F.9' - 4"
TYPE GWB 1

G11
A0.36

J1
A4.16

__________

P - 4

P - 4

2' - 3"

4 7/8"

F1
A4.20

SIM

G4
A5.33

A-D8

1' - 6" 1' - 6"

A.F.F.9' - 4"
ACT-1

H6
A1.73

SIM

4 1/4"

A.F.F.9' - 2"
TYPE GWB 1

ALIGN

1 /4"

1 /2"

1 /4"

1/2"

CEILING TO
TERMINATE AT
CASEWORK EDGE

A.F.F.11' - 0"
TYPE GWB 1

C1
A1.73

1' - 4"

2' - 3"
P -12

J10
A3.14

__________

D8
A1.72

D8
A1.72

SIM

1' - 6"

6"

A.F.F.12' - 4"
TYPE GWB 5 09 51 00  - SPECIALTY

PERIMETER SYSTEM

E4
A1.71

SIM

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

SBD-1

ACP -1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

SBD-1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

ACP -1

B-99

J9
A4.13

P -8

3' - 8"

4' - 0"
14' - 2"

2' - 8"

3' - 0"

TYP.2' - 0"

1' - 10"

TYP.4' - 0"

TYP.
4' - 0"

TYP.4' - 0"
TYP.

4' - 0"

6' - 2 1/8"

1' - 8 1/8"

3' - 6"
TYP.2' - 0"

3' - 8"

A.F.F.7' - 5"
TYPE GWB 3

1' - 6"

1' - 6"

1' - 6 3/8"

A.F.F.7' - 0"
TYPE GWB 1

J9
A1.71

SIM

A-H9

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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C-4

C-6

C-8

C-10

C-E2C-A C-C C-C1 C-DC-B

C-5

C-7

C-9

J4
A3.17

__________

CTE
EXPLORATION

STUDIO
C117

OFFICE
C119

INSTRUCTION
C117A

BUILDING
TRADES

C127

OFFICE
C125

INSTRUCTION
C113A

INSTRUCTION
C127A

SHARED
FINISHING

ROOM
C121

SCIENCE
LAB-CHEM

C114

OFFICE
(3)

C112
PREP
ROOM
C110A

SCIENCE
LAB-CHEM

C110

SCEINCE
PREP
C124A

SCIENCE
LAB-PHYSICS

C124

STORAGE
C117B

RESIDENTIAL
WIRING

C113

MATERIAL
STORAGE

C113B

STAIR C
C122

SCIENCE&
TECHNOLOGY-

1ST_LEVEL
C120

COOLER
C102C

FREEZER
C102B

OFFICE
C132

STORAGE
C127B

CHANGING
C125C

CHANGING
C134E

S & T
LIBRARY

C120A

MEN
C130

WOMEN
C128

OFFICE
C115

ST-TOILET
C116

ELEC
C114B

CUST.
C126

DATA
C114A

ST-TOILET
C118

SHARED
COMPRESSOR

C125D

CHANGING
C125BVEST.

C125A DISPLAY

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

CUSTODIAL
C115A

D-B9 C-E

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 8"
ACT-2A

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1A.F.F.8' - 0"

TYPE GWB 1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.7' - 6"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.9' - 4"
ACT-2A

A.F.F.8' - 8"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.9' - 4"
ACT-1

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED
STRUCTURE, PLUMB,

ELEC, FP.

PAINTED EXPOSED
STRUCTURE, PLUMB,

ELEC, FP.

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED
STRUCTURE &

DECK. SEE
GENERAL CEILING

NOTE 5.

SKYLIGHT

J1
A3.17

__________

J7
A3.18

__________

E5
A4.17

__________

J2
A4.24

SIM

J2
A4.24

SIM

3' - 8 3/4"

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

1' 
- 9

 1/
8"

F1
A1.70

SIM

F1
A1.70

SIM

1' 
- 0

"

A.F.F.20' - 8"
TYPE GWB 1

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

1' - 4"

1' 
- 5

"

1' - 1 3/8"

/

MATCHLINE

J1 A1.55

/

MATCHLINE

J1 A1.51

G1
A1.72

384 SF

DRY
STORAGE

C106
1303

ALIGN

1/4"

3/4"

1/4"

3/4"

1' 
- 8

"

A.F.F.8' - 8"
TYPE GWB 1

7' - 9 1/4"

E1
A1.70

SIM
E1

A1.70

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

J1
A1.71

SIM

E4
A1.71

SIM

G5
A1.72

E4
A1.71

SIM

PAINTED EXPOSED STRUCTURE
& DECK. SEE GENERAL CEILING

NOTE 5.

A.F.F.8' - 8"
TYPE GWB 1

P -5

P -5

A.F.F.10' - 1"
TYPE GWB 1

CUSTODIAL

C104D

TOILET

C104C

TOILET

C104B

C-E1

P - 8

E1
A1.70

SIM

E1
A1.70

SIM

A.F.F.8' - 4"
TYPE GWB 1

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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C-2

C-4

C-E2C-A C-C C-C1 C-DC-B

C-1

C-3

J1
A3.18

__________

J4
A3.18

__________

PRECISION
MANUFACTURING

C134

AUTOMOTIVE
TECHNOLOGY

C133

COLLISION
INSTRUCTION

C139A

AUTO
TECH

OFFICE
C135

COLLISION
OFFICE
C135A

AUTOMOTIVE
COLLISION

C139

WELDING
FABRICATION

C138

SCIENCE&
TECHNOLOGY-

1ST_LEVEL
C120

OFFICE
C132

INSTRUCTION
C134A

SHARED
COMPRESSOR

C134D

STOCK/STORAGE
C134B

INSPECTION
C134C

CHANGING
C133C

CHANGING
C134E

AUTO
TECH

INSTRUCTION
C133A TOOL

STORAGE
C139B

TOOL
STORAGE

C133B

WELDING
CLASSROOM

C138A

CHANGING
C138C

OFFICE
C136

LOCKERS
C138B

WELDING
STORAGE

C138D

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

CHANGING
C139D

COLLISION
STORAGE

C139C

C-E

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

ROOF
ACCESS

C137

A.F.F.10' - 0"
TYPE GWB 1A.F.F.10' - 0"

ACT-1

A.F.F.8' - 0"
TYPE GWB 1

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5.

PAINTED EXPOSED
STRUCTURE & DECK. SEE
GENERAL CEILING NOTE 5.

A.F.F.10' - 0"
ACT-1

J10
A3.17

__________

/

MATCHLINE

J1 A1.54

PAINTED EXPOSED
STRUCTURE, PLUMB,

ELEC, FP.

C-E1

A.F.F.9' - 4"
ACT-1

PAINTED EXPOSED
STRUCTURE &

DECK.
SEE GENERAL

CEILING NOTE 5.

A3

B

C2

D
A1

A2

E
F1

F2

C1

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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F

D-E

D-D

D-B

D-C

D-3 D-4 D-6

D-A

D-A1

D-1 D-2 D-5 D-7

J10
A3.18

__________

J1
A3.20

__________ J4
A3.20

__________

J10
A3.20

__________

D-65

CLASSROOM
D117B

CLASSROOM
D117A

BUSINESS/
MATH
D122

FACS
CULINARY

LAB
D112STAIR D

D118

COSMETOLOGY
CLINICAL-LAB

D132

COSMETOLOGY
INSTRUCTION

D132A

OFFICE
D134

DISPENSORY
D132B

CULINARY
ARTS
D123A

OFFICE
D125

FREEZER
D123C

REFRIGERATOR
D123B

DRY
STORAGE

D131

HORTICULTURE
D150

OFFICE/
SALES
D152

STORAGE
D150C

LOCKER
D127

LOCKER
D129

LOCKERS
D132C

ST/ PUB
TOILET

D145

ST/ PUB
TOILET

D143

BAKE
LAB
D123

POT
WASH
D123E

BUSINESS&
MANAGEMENT-

1ST_LEVEL
D120

PATHWAY
LIBRARY

D120A

GREEN
HOUSE

D154

DINING
D151

PUBLIC
LOBBY
D140

DATA
D144

CUST
D147

INSTRUCTION
D150A

STORAGE
D133

WARE
WASH
D123F

SALES
D151A

BUSINESS/
BANK
D130

BUSINESS
D128

SRO
OFFICE
D158A

RECEPTION
D158

ENTRY
VESTIBULE

D140A

ELEC
D146

STAIR G
D148

WOMEN
D126

MEN
D124

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 0"
ACT-3

A.F.F.8' - 9"
ACT-3

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

TRACTOR
INSTRUCTION

D150B

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 8"
ACT-2A

A.F.F.10' - 0"
ACT-1

D-5.8D-38

A.F.F.10' - 4"
ACT-4

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 0"
ACT-4

A.F.F.8' - 9"
ACT-4

A.F.F.8' - 8"
TYPE GWB 1

A.F.F.10' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1A.F.F.9' - 0"

ACT-1
A.F.F.9' - 0"

ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.11' - 0"
ACT-2A

A.F.F.8' - 1"
ACT-2A

A.F.F.8' - 1"
ACT-2A

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.7' - 0"
TYPE GWB 1

A.F.F.12' - 11 1/4"
TYPE GWB 1

A.F.F.12' - 11 1/4"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

PAINTED HIGH DENSITY FIREPROOFING AT
EXPOSED STRUCTURE AND DECK (WHERE
REQUIRED BY UL ASSEMBLY)
SEE GENERAL CEILING NOTE 5.

PAINTED HIGH DENSITY FIREPROOFING
AT EXPOSED STRUCTURE. SEE

GENERAL CEILING NOTE 5

10 21 23  - CUBICLE
TRACK

J1
A3.11

Sim__________J8
A3.11

Sim__________
J5

A3.11
Sim__________

J1
A3.19

__________

J5
A3.19

__________

J10
A3.19

__________

F5
A4.18

__________

J1
A3.20

Sim__________

J12
A3.10

Sim__________ J9
A3.10

Sim__________

J1
A1.72

J1
A1.71

SIM

J1
A1.71

SIM

F1
A1.70

SIM

F1
A1.70

SIM

D1
A4.22

D4
A1.72

SIM
D4

A1.72

SIM

D4
A4.21

C5
A1.73

E12
A1.71

SIM

J8
A1.72

J5
A1.72

J5
A1.72

SIM

A.F.F.9' - 4"
ACT-1

J11
A1.72

A.F.F.7' - 6"
TYPE GWB 1

A.F.F.8' - 9"
ACT-3

A.F.F.8' - 0"
ACT-3

A.F.F.10' - 1"
ACT-3

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

/

M
AT

C
H

LI
N

E

J1
A1

.5
1

2' 
- 5

"

2' 
- 5

"

8"

A.F.F.10' - 1"
ACT-1

1' 
- 2

"

ALIGN

1/4"

3/4"

1/4"

3/4"

A.F.F.10' - 4"
ACT-4

10
' - 

8"

ALIGN

1/
4"

3/4"

1/
4"

3/4"

7 5
/8"

7' 
- 5

"
5' 

- 4
 5/

8"

12 34 00  - DOCUMENT CAMERA

ALIGN

1/4"

3/4"

1/4"

3/
4"

ALIGN

1/4"

1/2"

1/4"

1/2"

ALIGN

1/
4"

1/4"

1/
4"

1/4"

J10
A4.21

SIM

J1
A1.71

SIM

J11
A1.70

SIM
J11
A1.70

SIM

E4
A1.71

SIM

E1
A1.70

SIM
E1

A1.70

SIM

B11
A1.72

SIM
B11
A1.72

SIM
B11
A1.72

SIM

F9
A1.70

SIM

F9
A1.70

SIM

F9
A1.70

SIM

F9
A1.70

SIM

A.F.F.8' - 0"
GWB

A.F.F.8' - 0"
GWB

A.F.F.8' - 0"
TYPE GWB 4

A.F.F.8' - 7"
TYPE GWB 1

A.F.F.8' - 7"
TYPE GWB 1

A.F.F.8' - 7"
TYPE GWB 1

A.F.F.7' - 6"
TYPE GWB 1

F9
A1.70

SIM

A.F.F.8' - 7"
TYPE GWB 1

A.F.F.10' - 0"
PWP - TYPE 1

D4
A4.21

SIM

1' - 5" 1' - 10 3/8"

EQEQ

4 7
/8"

2' 
- 1

0"

A.F.F.8' - 0"
TYPE GWB 1

P -6

3' 
- 3

"

ALIGN

1/
8"

1/2"

1/
8"

1/2"

P - 6

P - 6

P - 6

J8
A1.72

SIM

P - 6

P - 6

A.F.F.10' - 8"
TYPE GWB 5

2' - 2"

2' 
- 6

 1/
4" 2' 
- 2

"

A.F.F.12' - 0"
PWP - TYPE 2

A.F.F.9' - 4"
TYPE GWB 1

P-10

8"
4 7

/8"

E1
A3.36

D8
A1.72

SIM
D8

A1.72

SIM

A.F.F.9' - 8"
ACT-2A

E12
A1.71

SIM

A.F.F.8' - 9"
ACT-3

B11
A1.72

SIM

B11
A1.72

SIM

D-47

D-C4

D-64

P -  8

P -  8

EXTERIOR CEILING
PANEL. SEE BUILDING

ELEVATIONS FOR
PANEL COLOR

INFORMATION &
DETAILS

EXTERIOR CEILING
PANEL. SEE
BUILDING

ELEVATIONS FOR
PANEL COLOR

INFORMATION &
DETAILS

A.F.F.8' - 9"
ACT-3

A.F.F.8' - 9"
ACT-3

A.F.F.8' - 0"
PWP - TYPE 1

CLOSURE PANEL
BY FOODSERVICE

D-.7

A.F.F.8' - 0"
PWP - TYPE 1INTUMESCENT PAINT AT

DECK AND STRUCTURE AS
REQUIRED BY UL ASSEMBLY.

SEE GENERAL NOTE 5

D-.8

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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E-CE-A

E-E

E-DE-B

E-1

E-3

E-4

E-6

E-7

E-8

E-5

E-2

J9
A3.10

__________

J12
A3.10

__________

J1
A3.11

__________

J8
A3.11

__________

J11
A3.11

__________

FIREFIGHTING
SCIENCE

E140

FIRE
OFFICE
E145A

FIRE
STORAGE

E146

TRAINING
STAIR
E141

EMS
TRAINING

E140A

EMS
INSTRUCTION

E143

TRAINING
RESTROOM

E144

EMS
OFFICE
E145B

EMS
SIMULATOR

E143A

STAIR E
E139

CLASSROOM
E123B

CLASSROOM
E123A

CLASSROOM
E121

CLASSROOM
E153

CLASSROOM
E127

SECURED
ENTRY/
STAIR F

E154

SM
GROUP

E156

BRIDGES
COMMON

E150

SM
GROUP

E155

TOILET
E160

OFFICE
E159

TOILET
E161

CLASSROOM
E152

CLASSROOM
E157

PATHWAY
LIBRARY

E120A

OFFICE
(3)

E148

FIRE
INSTRUCTION

E142

ST-TOILET
E132

ST-TOILET
E134

HEALTH
OCCUPATIONS

E118

TRAINING
TOILET
E118A

HEALTH
OCCUPATIONS

E128

TRAINING
TOILET
E128A

STORAGE
E126A

LOCKERS
E126

OFFICE
E122

OFFICE
E124

ELEC
E127B

MEN
E135

WOMEN
E133

DATA
E127A

CIRC.
E140B

CIRC.
E150A

FIRE/EMS
SINKS
E144A

e-5.5

J1
A3.12

__________

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

A.F.F.8' - 4"
ACT-1

J5
A3.11

__________

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

E-7.9

F5
A5.32

__________

E6.5

E5.8

E4.1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.11' - 0"
ACT-2A

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 4"
TYPE GWB 4

A.F.F.8' - 4"
TYPE GWB 4

A.F.F.8' - 4"
TYPE GWB 4

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

HUMAN
SERVICES-
1ST_LEVEL

E120

CUST
E131

A.F.F.12' - 6"
TYPE GWB 1

OFFICE
E151

OFFICE
E158

10 21 23  - CUBICLE TRACK

J1
A3.11

Sim__________

J5
A3.11

Sim__________

OPP
HAND

J5
A3.11

Sim__________

E-A7 E-B4 E-C5

E4
A4.19

__________

E7
A1.71

E7
A1.71

SIM

J1
A1.71

SIM

D1
A4.22

SIM

J1
A1.71

SIM

D4
A1.72

SIM

D4
A1.72

SIM

J11
A1.70

SIM

J11
A1.70

SIM

F1
A1.70

SIM

F1
A1.70

SIM

J11
A1.70

SIM

J6
A1.73

SIM

J6
A1.73

SIM

A.F.F.10' - 1"
ACT-1

E-16

E1
A1.70

SIM

E1
A1.70

SIM

REFER TO A1.67 SECOND FLOOR REFLECTED
CEILING PLAN  - AREA E FOR FIREFIGHTING
SCIENE AND EMS TRAINING CEILING PLANS

/

MATCHLINE

J1 A1.50

2' - 5"

2' - 5" 1' 
- 0

"

1' 
- 0

"ALIGN

1/4"

1/2"

1/4"

1/2"

3' - 1 7/8"

9' - 5 1/2"

ALIGN

1/4"

3/4"

1/4"

3/
4"

10 21 23  - CUBICLE TRACK

A.F.F.12' - 6"
TYPE GWB 1

E1
A1.70

SIM

E1
A1.70

SIM

J10
A4.21

SIM

ALIGN

1/
4"

3/4"

1/
4"

3/4"

ALIGN

1/4"

3/4"

1/4"

3/
4"

9' - 5 1/2"

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-2A

P -11

P -3

07 95 13  - EXPANSION
JOINT - TYPE 4

J6
A1.73

SIM

A.F.F.9' - 4"
ACT-2A

E10
A1.71

R 1' - 0"

E10
A1.71

SIM

E-69

E7
A1.71

SIM

E7
A1.71

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

P -8

P - 8

PAINTED HIGH DENSITY FIREPROOFING
AT EXPOSED STRUCTURE AND DECK

P - 8

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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F119

RECEPTION
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CUSTODIAL
F111A
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F119A

A.F.F.9' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.10' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1 A.F.F.8' - 0"
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TYPE GWB 1
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ACT-2A

A.F.F.7' - 4"
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A.F.F.7' - 4"
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A.F.F.8' - 2"
TYPE GWB 1

A.F.F.8' - 2"
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__________ J9
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__________
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Sim__________
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A1.73
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A1.73

C12
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F8
A1.73

SIM
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SIM

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.9' - 0"
TYPE GWB 6

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.9' - 0"
TYPE GWB 6

A.F.F.10' - 0"
TYPE GWB 1

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.9' - 0"
TYPE GWB 6
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ACT-1

REFER TO A1.68 SECOND FLOOR REFLECTED CEILING PLAN  - AREA F1 FOR MAIN GYMNASIUM CEILING REFER TO A1.68 SECOND FLOOR REFLECTED CEILING PLAN  - AREA F1 FOR PRACTICE GYMNASIUM CEILING

810 SF
STORAGE

F102A
1326
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ROOM

F135A
1228

403 SF

SHOWER
ROOM

F141A
1231

245 SF
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ROOM

F145A
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SHOWER
ROOM

F131A
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A1.70

SIM
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A1.70

SIM

E1
A1.70

SIM E1
A1.70

SIM

B11
A1.72

SIM
B11
A1.72

SIM
B11
A1.72

SIM
B11
A1.72

SIM

C9
A1.73

C9
A1.73

SIM
C9

A1.73

SIM

C9
A1.73

SIM

C9
A1.73

SIM
C9

A1.73

SIM

C9
A1.73

SIM

C9
A1.73

SIM

E1
A1.70

SIM
E1

A1.70

SIM

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.7' - 4 3/8"
TYPE GWB 1

A.F.F.13' - 8"
PWP - TYPE 2 P - 7 P - 72' 

- 8
"

G8
A1.74

A.F.F.8' - 2"
TYPE GWB 2

A.F.F.8' - 2"
TYPE GWB 2

A.F.F.8' - 0"
TYPE GWB 1

CORRIDOR

F101

H6
A1.73

SIM
H6

A1.73

SIM

OWNER FURNISHED, OWNER
INSTALLED INDOOR

CLIMBING WALL

F5
A1.73

IMPACT RESISTANT GWB

IMPACT RESISTANT GWB

IMPACT RESISTANT GWB

IMPACT RESISTANT GWB

IMPACT RESISTANT GWB

IMPACT RESISTANT GWB

IMPACT
RESISTANT GWB

IMPACT RESISTANT GWB IMPACT RESISTANT GWB
IMPACT
RESISTANT GWB

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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SD

F-8

F-F

F-C

F-D

CLASSROOM
F121

PE
TRAINING

F127

WRESTLING/
MULTI-PURPOSE

F126

WEIGHT
ROOM
F125

CORRIDOR
F128

TOILET
F127A

B-6

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.9' - 0"
ACT-1

A.F.F.8' - 10"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

HEALTH
LAB
F123

A.F.F.8' - 2"
TYPE GWB 1

A.F.F.8' - 2"
TYPE GWB 1

A.F.F.8' - 2"
TYPE GWB 1

CIRC.
A185B

F-73

F8
A1.73

SIM

F8
A1.73

SIM
F8

A1.73

SIM

PAINTED HIGH DENSITY FIREPROOFING
AT EXPOSED STRUCTURE AND DECK

/

M
AT

C
H

LI
N

E

J1
A1

.5
2

/

MATCHLINE

J1 A1.52 E1
A1.70

SIM

/

M
AT

C
H

LI
N

E

J1
A1

.5
8

J1
A3.14

__________

OWNER FURNISHED, OWNER
INSTALLED INDOOR

CLIMBING WALL

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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SPECIAL
EDUCATION

A240

CORRIDOR
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A.F.F.9' - 0"
GWB

A.F.F.25' - 2"
ACT-2A

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 0"
ACT-1

C7
A2.20

__________

C8
A2.21

__________

MAIN
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A220

A.F.F.9' - 4"
ACT-2A

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

G13
A0.45

E-7.9

E1
A4.11

__________

A-E4

E9
A4.11

__________

E7
A4.11

__________

J1
A4.11

__________

A.F.F.11' - 4"
ACT-2B

J12
A4.12

__________

J1
A4.10

__________

J5
A4.10

__________

J8
A4.15

__________

J11
A4.15

__________

J8
A4.14

__________

E4
A4.10

__________

D-78 D-B9

E-G E-H

E-D9

J10
A3.50

__________

J8
A3.51

__________

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.27' - 4"
TYPE GWB 1 A.F.F.27' - 4"

TYPE GWB 1

J9
A4.10

__________

SKYLIGHT

A.F.F.10' - 0"
ACT-1

GUIDANCE
RECEPTION

A210A

J4
A3.12

__________

B-1

A-51

E-85 E-85

A-D9

A-G1A-44

E-75 E-75

E-77

E-A7 E-B4

E-C5

A-15

A.F.F.8' - 0"
ACT-1

J11
A0.32

SIM

J1
A1.73

F8
A1.72

F1
A1.70

SIM

F1
A1.70

SIM

J11
A1.70

SIM

J11
A1.70

SIM

D5
A1.74

A.F.F.7' - 6"
TYPE GWB 1

J7
A1.71

A.F.F.
ACT-2A

9' - 4"

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
TYPE GWB 1

A.F.F.26' - 8"
ACT-2B

/

M
AT

C
H

LI
N

E

J1
A1

.6
1

3' 
- 0

"

F11
A1.73

A.F.F.8' - 0"
ACT-4

A.F.F.23' - 6"
ACT-2A

SKYLIGHT

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

E1
A1.70

SIM

G12
A1.74

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
ACT-2A

F9
A1.70

SIM

D5
A1.74

SIM

A.F.F.12' - 0"
TYPE GWB 5

A.F.F.12' - 0"
TYPE GWB 5

J4
A3.10

__________

A.F.F.8' - 0"
TYPE GWB 1

A-F1
1' - 2"

1' - 2"

A.F.F.12' - 0"
TYPE GWB 5

5 5/8"

2' - 0" 5 1/4"
6"

A.F.F.14' - 2"
TYPE GWB 1

A.F.F.14' - 2"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

C1
A1.71

SIM

4 1
/4"

P - 10

P - 10

A.F.F.8' - 0"
TYPE GWB 1

P -5 P -5

3 7/8"

C1
A1.71

SIM

A.F.F.11' - 4"
ACT-2B

G4
A5.33

G5
A3.40

A-D8

2' - 3"

A.F.F.12' - 0"
TYPE GWB 1

MAIN
COMMONS

A220

HUMAN
SERVICES-

CIRCULATION

E220

D5
A4.22

SIM

A.F.F.12' - 0"
TYPE GWB 5

A.F.F.9' - 8"
TYPE GWB 1

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.11' - 4"
ACT-2B

1' - 6"

8 3/4"

J4
A1.71

SIM

AL
IG

N

1/4"

3/
4"

1/4"

3/4"

J4
A1.71

SIM

1' - 0"

F8
A1.72

SIM

PROJECTOR, SPEAKERS,
AND SCREEN PROVIDED
BY OWNERS THEATER
CONSULTANT

G1
A1.74

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

MAIN
COMMONS

A220

07 95 13  - EXPANSION
JOINT - TYPE 3

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 7

DROP DOWN PROJECTOR
PROVIDED BY OWNERS'
CONSULTANT

07 95 13  - EXPANSION
JOINT - TYPE 4

1' - 0"
A.F.F.9' - 4"

ACT-2A

07 95 13  - EXPANSION
JOINT - TYPE 4

A.F.F.12' - 0"
TYPE GWB 5

2' - 0"

2"
 / 

12
"

2"
 / 

12
"

A.F.F.10' - 1"
ACT-1

SKYLIGHT

A.F.F.23' - 6"
TYPE GWB 1

07 95 13  - EXPANSION
JOINT - TYPE 7

D12
A1.74

C8
A3.51

Sim__________

A.F.F.9' - 4"
TYPE GWB 1

2' - 0"

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM
B11
A1.72

SIM

A.F.F.9' - 4"
ACT-1

B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM

B11
A1.72

SIM B11
A1.72

SIM

D-8

D-C4

J5
A4.13

J9
A4.13

A.F.F.8' - 8"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

EXTERIOR CEILING PANEL.
SEE BUILDING ELEVATIONS
FOR PANEL COLOR
INFORMATION & DETAILS

1/2" / 1
2"

1' - 0"
1' - 0"

30' - 8"

PWP - TYPE 2PWP - TYPE 2

30' - 8"

PWP - TYPE 2
36' - 6 1/2"

37' - 0"

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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NO. DESCRIPTION DATE



SD

SD

SD

SD

SD

SD

D-E

D-D

D-B

D-C

C-10

C-E2C-C

A-5

C-11

C-DC-B

A-4A-3A-2

C-12

J12
A3.16

__________

D-76

A-G

GUIDANCE
CORRIDOR

A211

CLASSROOM
C206PROJECT

LAB/
CLASSROOM

C205

SERVER
INSTRUCTION

D212A

PRINT-LAB
SHARED

D210

LL
ENGLISH

B201

DIR.
OFF.

A211H

SOCIAL
WORK

OFF
A211E

GUIDANCE
OFF.

A211F
GUIDANCE

OFF.
A211D

GUIDANCE
OFF.

A211C

SM MTG
A212

SHARED
CONF.
A218

AT-RISK
1

A211B

SHARED
AG

STOR.
A216

STAIR H
A255

CAREER
PLANNING

A231

PLANNER-OFF.
A232

ELEV 1
OPEN

DINING
BELOW
OPEN

PLANNER-OFF.
A233

CTE-ADMIN.OFF.
A234

INCUBATOR
BELOW
OPEN

DATA
D210A

CAD
LAB
C202

CAD
LAB

STORAGE
C202B

CAD-LAB
OFFICE

C204

OFFICE
(3)

D211

AT-RISK
2

A211A

SOCIAL
WORK

OFF
A211G

SHARED
CAREER

DESK
A214

CIRC.
A231A

PRINT
AREA
C202A

EMR
A214A

OFFICE
D214

CIRC.
A224A

VP
DISCIPLINE

A238

VP -
DISCIPLINE

A236

LG-MTG
A239

STUDENT
RECORDS
STORAGE

D201

TOILET
A237C

TOILET
A237B

STUDENTS
SERVICES

RECEPTION
A237

STUDENT
WK

STATIONS
A237A

STORAGE
A239A

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.9' - 0"
GWB

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.25' - 0"
ACT-2A

A.F.F.10' - 1"
ACT-1

J7
A3.16

__________

G13
A0.45

A.F.F.9' - 0"
GWB E1

A4.11
__________

E7
A4.11

__________

D-78

D-B9 C-E

J10
A3.50

__________

A.F.F.9' - 0"
ACT-1

A.F.F.13' - 8"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 0"
ACT-1

GUIDANCE
RECEPTION

A210A

A.F.F.9' - 4"
ACT-2A

A-H2

B-14
B-15

B-1

A-51

A-H

A-44

C-10.1

J6
A3.10

Sim__________

J1
A4.12

__________

J6
A3.10

Sim__________

J11
A4.23

C9
A1.70

SIM

F8
A1.72

SIM

A.F.F.7' - 4"
TYPE GWB 1

F8
A1.72

SIM

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 8"
ACT-2A

A.F.F.8' - 0"
ACT-1

/
M

ATCHLINE

J1
A1.63

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

/

MATCHLINE

J1 A1.64

SKYLIGHT

SKYLIGHT

3' 
- 6

" ALIGN

1/4"

1/2"

1/4"

1/
2"

A.F.F.10' - 1"
ACT-1

ALIGN

1/
4"

1/2"

1/
4"

1/2"

F11
A1.73

A.F.F.12' - 0"
TYPE GWB 5

SKYLIGHT

E4
A1.71

SIM

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 4"
ACT-2A

F9
A1.70

SIM

E4
A1.71

SIM

B11
A1.72

SIM

B11
A1.72

SIM

A.F.F.12' - 0"
TYPE GWB 5

A.F.F.12' - 0"
TYPE GWB 5

J4
A3.10

__________

A.F.F.8' - 0"
TYPE GWB 1

A-F1
1' - 2"

1' - 2"

A.F.F.12' - 0"
TYPE GWB 5

5 5/8"

2' - 0"

A.F.F.14' - 2"
TYPE GWB 1

A.F.F.14' - 2"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1 C1

A1.71

SIM

4 1
/4"

P - 10

P - 10

A.F.F.8' - 0"
TYPE GWB 1

P -5 P -5

3 7/8"

C1
A1.71

SIM

A.F.F.11' - 4"
ACT-2B

G4
A5.33

G5
A3.40

A-D8

C1
A3.18

__________

2' 
- 5

"

A.F.F.25' - 0"
ACT-2A

P - 10

P -10

P -10

A.F.F.12' - 0"
TYPE GWB 1

MAIN
COMMONS

A220

D5
A4.22

SIM

A.F.F.12' - 0"
TYPE GWB 5

A.F.F.9' - 8"
TYPE GWB 1

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.11' - 4"
ACT-2B

J4
A1.71

SIM

AL
IG

N

1/4"

3/
4"

1/4"

3/4"

J4
A1.71

SIM1' - 0"

F8
A1.72

SIM

PROJECTOR, SPEAKERS,
AND SCREEN PROVIDED
BY OWNERS THEATER
CONSULTANT

G1
A1.74

07 95 13  - EXPANSION
JOINT - TYPE 4

MAIN
COMMONS

A220

07 95 13  - EXPANSION
JOINT - TYPE 3

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 4

1' - 0"

D8
A1.72

SIM

07 95 13  - EXPANSION
JOINT - TYPE 4

A.F.F.10' - 1"
TYPE GWB 1

A.F.F.10' - 1"
TYPE GWB 1

A.F.F.10' - 1"
TYPE GWB 1

F1
A1.70

SIM

07 95 13  - EXPANSION
JOINT - TYPE 4

B11
A1.72

SIM

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

F1
A1.70

SIM

F1
A1.70

SIM

A.F.F.7' - 0"
TYPE GWB 1

A.F.F.9' - 4"
TYPE GWB 1

07 95 13  - EXPANSION
JOINT - TYPE 4

A.F.F.9' - 4"
ACT-1

B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM

B11
A1.72

SIM B11
A1.72

SIM

07 95 13  - EXPANSION
JOINT - TYPE 7

F1
A1.70

SIM

J2
A4.24

ALIGN

1/4"

1/2"

1/4"

1/2"

6' - 5"

D-8

D-C4

C-E1

A.F.F.8' - 8"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

EXTERIOR CEILING PANEL.
SEE BUILDING ELEVATIONS
FOR PANEL COLOR
INFORMATION & DETAILS

1/2" / 1
2"

PWP - TYPE 2
36' - 6 1/2"

37' - 0"

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.9' - 10"
GWB-4

GWB-4 ABOVE CEILING
12' - 0" A.F.F.

1/4"

3/4"

1/4"

3/
4"

AL
IG

N

A-H1

GWB-4 ABOVE CEILING
12' - 0" A.F.F.

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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 1/8" = 1'-0"A1.61
J1 LEVEL 2 RCP - AREA A2

NO. DESCRIPTION DATE



SD

SD

CD

CD

CD

CD

CD

SD

CD

CD

CD

CD

CD

CD

F-E

A-5

E1
A4.13

__________

A-9A-8
A-F

B-4

J4
A3.14

__________

A.F.F.10' - 8"
ACT-5A

MEN
B224

WOMEN
B226

CONTROL
ROOM
A282

DINING
BELOW
OPEN

MAIN
AUDITORIUM

- 2ND
LEVEL
A281

LIGHT
LOCK
A280

A.F.F.8' - 0"
ACT-4

A.F.F.9' - 4"
ACT-4

A.F.F.11' - 4"
ACT-2B

E9
A4.12

__________

E1
A4.12

__________

J12
A4.12

__________

J6
A3.50

__________

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.21' - 8 1/2"
ACT-5

07 81 23  - INTUMESCENT MASTIC
FIREPROOFINGAT TRUSSES

BLACK PAINTED HIGH
DENSITY EXPOSED
FIREPROOFING AND SEE
GENERAL CEILING NOTE 5

A.F.F.22' - 2"
ACT-5

A.F.F.18' - 10"
ACT-5

BLACK  PAINTED HIGH
DENSITY EXPOSED
FIREPROOFING AND
SEE GENERAL CEILING
NOTE 5

SMOKE VENTS

CATWALK

SKYLIGHT

A-81A-65 B-2B-1

A-51

A-A9

A-D5

A.F.F.12' - 0"
ACT-1

A.F.F.11' - 4"
ACT-2B

A.F.F.8' - 0"
TYPE GWB 1

76 SF
CIRC.

B222
0000

61 SF
CUSTODIAL

B222A
1319

TO STUD
5' - 6 1/8"

TO STUD
5' - 6 1/8"

75°

25' - 10 1/4"

28' - 4"

5" / 1
2"

ACT- 5 SLOPING

ACT- 5 SLOPING

27' - 2 5/8"
ACT- 5 SLOPING

9" / 1
2"

17' - 7 3/8"

ACT- 5 SLOPING

ACT- 5 SLOPING

28' - 4"

25' - 10 1/4"

27' - 2 5/8"

ACT- 5 SLOPING

ACT- 5 SLOPING

ACT- 5 SLOPING

29' - 8 1/2"

22' - 0 3/4"

A.F.F.18' - 10"
ACT-5

A.F.F.18' - 10"
ACT-5

A.F.F.18' - 10"
ACT-5

A.F.F.18' - 10"
ACT-5

A.F.F.18' - 10"
ACT-5

ACT- 5 SLOPING

ACT- 5 SLOPING

ACT- 5 SLOPING

31' - 2 1/8"

ACT- 5 SLOPING

F11
A1.73

A.F.F.12' - 0"
TYPE GWB 5

A.F.F.8' - 0"
ACT-4

A.F.F.23' - 6"
ACT-2A

SKYLIGHT

J11
A1.70

SIM

D5
A1.74

SIM

P -4

P -4

FOR CENTER SPEAKER
2' - 10"

75
°

G4
A5.33

A-D8

A.F.F.25' - 0"
ACT-2A

A.F.F.12' - 0"
TYPE GWB 5

A.F.F.9' - 8"
TYPE GWB 1

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.11' - 4"
ACT-2B

PROJECTOR, SPEAKERS,
AND SCREEN PROVIDED
BY OWNERS THEATER
CONSULTANT

G1
A1.74

MAIN
COMMONS

A220

07 95 13  - EXPANSION
JOINT - TYPE 3

07 95 13  - EXPANSION
JOINT - TYPE 7

07 95 13  - EXPANSION
JOINT - TYPE 7

J8
A5.35

DROP DOWN PROJECTOR
PROVIDED BY OWNERS'
CONSULTANT

3' - 6"

07 95 13  - EXPANSION
JOINT - TYPE 4

A.F.F.12' - 0"
TYPE GWB 5

2' - 0"

2"
 / 

12
"

2"
 / 

12
"

A.F.F.23' - 6"
TYPE GWB 1

07 95 13  - EXPANSION
JOINT - TYPE 7

D12
A1.74

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.9' - 4"
TYPE GWB 1

07 95 13  - EXPANSION
JOINT - TYPE 4

B11
A1.72

SIM

B11
A1.72

SIM

J5
A4.13

J9
A4.13

A.F.F.21' - 8 1/2"
ACT-5

A.F.F.21' - 8 1/2"
ACT-5

A.F.F.21' - 8 1/2"
ACT-5

A.F.F.21' - 8 1/2"
ACT-5

A.F.F.21' - 8 1/2"
ACT-5

A.F.F.21' - 8 1/2"
ACT-5

1' - 0"

1' - 0"

1' 
- 0

"
1' 

- 0
"

1' - 0"
1' - 0"

6"

4' - 3"
6"

3 1/8"

ACT- 5 SLOPING

6"

1' - 0"

1' - 0"

1' - 0"

1' - 0"

1' - 0"
1' - 0"

21°

1' - 0"

1' - 0"

41.67°

59.08°

TO STUD
4' - 0 1/8"

TO STUD
4' - 0 1/4"

ACT- 5 SLOPING

A.F.F.22' - 2"
ACT-5

4' - 11 1/2"

5' - 1"

10' - 8 1/4"

5" / 1
2"

23' - 1"

6"

5' - 5"

6"

3' - 9"
6"

6"
5' - 6"

ACT- 5 SLOPING

ACT- 5 SLOPING

ACT- 5 SLOPING

ACT- 5 SLOPING

ACT- 5 SLOPING

ACT- 5 SLOPING

A.F.F.22' - 2"
ACT-5
6"

1' - 2"

6"
1' - 2"

A.F.F.22' - 2"
ACT-5

A.F.F.22' - 2"
ACT-5

6"
1' - 2"

A.F.F.22' - 2"
ACT-5

A.F.F.22' - 2"
ACT-5

ACT- 5 SLOPING

ACT- 5 SLOPING

29' - 8 1/2"

21' - 3"

30' - 8"

PWP - TYPE 2PWP - TYPE 2

30' - 8"

A.F.F.20' - 0"
SLOPING

J1
A1.74

SIM

J1
A1.74

SIM

A-H1

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.
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J1 LEVEL 2 RCP - AREA A3
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SD

SD

SD

SD

SD

CD

CD

SD

2

F

F

J7
A3.15

__________

A-F

A-G

B-4

B-5

B-6

B-8

B-9

B10

B11

B12

A-E

OFFICE(3)/
PREP
B247

CAREER
EXPLORATION

B211
LL

ENGLISH
B201

CLASSROOM
B235

STAIR B
B250

CLASSROOM
B243

CLASSROOM
B238

CLASSROOM
B237

CLASSROOM
B244

CLASSROOM
B246

SCIENCE
CLASSROOM

B245

SCIENCE
LAB
B249

CUSTODIAL
B222B

OFFICE
(4)

B231

PATHWAY
STORAGE

B233

MEN
B224

WOMEN
B226

LIFE
SKILLS

APARTMENT
B215

DEVELOPMENTAL
INSTRUCTION

B214 ARTS &
COMMUNICATIONS-

2ND_LEVEL
B220

LIBRARY
BELOW
OPEN

AUTISM
COMMON

SPACE
B210

SPEECH
THERAPY

B216

LL
STUDENT

ASSISTANCE
B202

OFFICE
B203

LL CONF
B204

ST-TOILET
B230

TOILET
B213

LAUNDRY
B215A

OFFICE
(4)

B241

MECH
CHASE

BATH
B215C

KITCHENETTE
B215B

ELEC
B228A

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

J11
A3.15

__________

A.F.F.9' - 4"
ACT-1

106 SF
CIRC.

B229
0000

577 SF

GROSS
MOTOR
SKILLS

B212
1050

J1
A3.16

__________

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.9' - 0"
TYPE GWB 1

E5
A4.16

__________

H10
A3.50

__________

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.13' - 6"
TYPE GWB 1

A.F.F.11' - 0"
ACT-2A

SKYLIGHT

J12
A3.10

Sim__________

J9
A3.10

Sim__________

J6
A3.10

Sim__________

B-81

B-2

A-H

B-3

J4
A4.23

A.F.F.12' - 0"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

F1
A1.70

SIM

F8
A1.72

SIM

F8
A1.72

SIM

F8
A1.72

SIM

D4
A1.72

SIM

D4
A1.72

SIM

B11
A1.72

A.F.F.9' - 4"
ACT-1

ST-TOILET
B232

A.F.F.8' - 0"
TYPE GWB 1

BUILDING
STORAGE

A228

76 SF
CIRC.

B222
0000

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-2A

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1 A.F.F.8' - 0"

TYPE GWB 1

A.F.F.9' - 4"
ACT-1 A.F.F.8' - 0"

ACT-1

A.F.F.10' - 2"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
ACT-1

61 SF
CUSTODIAL

B222A
1319

F1
A1.70

SIM J1
A3.15

__________

E1
A1.70

SIM

E1
A1.70

SIM

4' - 5"

10' - 4"

A.F.F.13' - 6"
TYPE GWB 1

34 SF
QUIET RM

B210A
1051

/
M

ATCHLINE

J1
A1.61

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

J11
A1.70

SIM

E4
A1.71

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

A.F.F.10' - 0"
TYPE GWB 3

J1
A4.16

__________

P -4

8"

A.F.F.8' - 0"
TYPE GWB 1

C1
A1.71

SIM

P -4

75
°

2' - 3"

2' - 3"

P -4

A.F.F.10' - 1"
ACT-1

PROJECTOR, SPEAKERS,
AND SCREEN PROVIDED
BY OWNERS THEATER
CONSULTANT

G1
A1.74

J8
A5.35

DROP DOWN PROJECTOR
PROVIDED BY OWNERS'
CONSULTANT

3' - 6"

D8
A1.72

SIM

D8
A1.72

SIM

A.F.F.12' - 0"
TYPE GWB 5

2' - 0"

ALIGN

1/8
"

1/2"

1/8
"

1 /2"

A.F.F.7' - 0"
TYPE GWB 1

A.F.F.12' - 0"
TYPE GWB 1

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

F9
A1.70

SIM

B-99

A.F.F.21' - 8 1/2"
ACT-5

TO STUD
4' - 0 1/4"

ACT- 5 SLOPING

6"

ACT- 5 SLOPING

A-H9

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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SD

SD

SD

SD

C-6

C-8

C-10

C-E2C-C C-C1 C-D

C-5

C-7

C-9

J4
A3.17

__________

J7
A3.17

__________

CLASSROOM
C208

CLASSROOM
C212

CLASSROOM
C214

CLASSROOM
C224

OFFICE
(5)

C225

STAIR C
C222

ST-TOILET
C213

SCIENCE&
TECHNOLOGY-

2ND_LEVEL
C220

CUSTODIAL
C217

EQUIPMENT
STORAGE

C207

WOMEN
C219

MEN
C221

DATA
C223

ST-TOILET
C215

ELEC
C223A

A.F.F.9' - 4"
ACT-2A

A.F.F.10' - 1"
ACT-2A

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 0"
TYPE GYP. 1

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

C-E

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

BUILDING
STORAGE

C209

A.F.F.7' - 6"
TYPE GWB 1

J1
A3.17

__________

E5
A4.17

__________

J1
A3.50

__________

H6
A1.73

F8
A1.72

SIM

ALIGN

1/
4"

1/2"

1/
4"

1/2"

E1
A1.70

SIM

E1
A1.70

SIM

8' - 0"

8' 
- 8

 1/
2"

1' 
- 6

 1/
8"

A.F.F.10' - 1"
ACT-1

E1
A1.70

SIM

E1
A1.70

SIM

F8
A1.72

SIM

E4
A1.71

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

P - 5

1' 
- 6

"

A.F.F.7' - 0"
TYPE GWB 1

A.F.F.7' - 0"
TYPE GWB 1

A.F.F.10' - 1"
TYPE GWB 1

A.F.F.10' - 1"
TYPE GWB 1

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

F1
A1.70

SIM

F1
A1.70

SIM

F1
A1.70

SIM

OFFICE (3)

C218

C-E1

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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 1/8" = 1'-0"A1.64
J1 LEVEL 2 RCP - AREA C1

NO. DESCRIPTION DATE



SD

SD

D-E

D-D

D-B

D-C

D-3 D-4 D-6D-1 D-2 D-5 D-7

J10
A3.18

__________

J4
A3.20

__________

D-65

CLASSROOM
D213

CLASSROOM
D244

CONFERENCE/
INSTRUCTION

D249

MARKETING
&

MANAGEMENT
D245

CLASSROOM
D242

CLASSROOM
D230

CLASSROOM
D222

OFFICE
(2)

D225

CLASSROOM
D228

CPU-NETW
SYSTEMS

D212
STAIR D

D218

LIBRARY
BELOW
OPEN

EARTH
SCIENCE

CLASSROOM
D237

BUSINESS_&
MANAGEMENT

2ND_LEVEL
D220

CLASSROOM
D217

CLASSROOM
D238

ST-
TOILET

D232

ST-
TOILET

D234CUSTODIAL
D203

OFFICE
(3)

D221

OFFICE
(5)

D240

WOMEN
D226

MEN
D224

PREP
ROOM
D227

BIO
SCIENCE

LAB
D233

BIO
SCIENCE

LAB
D219

OFFICE
D241

ELEC
D247

STAIR G
D248

BUSINESS
SERVICES

D243

C1
A2.20

__________

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1 A.F.F.10' - 1"

ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
ACT-1A.F.F.8' - 0"

ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-2A

A.F.F.11' - 0"
ACT-2A

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.9' - 0"
GWB

D-5.8D-38

E10
A3.50

__________

J1
A4.18

__________

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.13' - 8"
TYPE GWB 1

A.F.F.13' - 8"
TYPE GWB 1

A.F.F.9' - 4"
ACT-1

A.F.F.8' - 0"
ACT-1

SKYLIGHT

A-G1

J1
A3.11

Sim__________

J8
A3.11

Sim__________
J5

A3.11
Sim__________

J1
A3.19

__________

J5
A3.19

__________

F5
A4.18

__________

J12
A3.10

Sim__________ J9
A3.10

Sim__________

F8
A1.72

SIM

F1
A1.70

SIM F1
A1.70

SIM

J11
A1.70

SIM
J11
A1.70

SIM

D9
A1.74

D4
A1.72

SIM

D4
A1.72

SIM

F8
A1.72

SIM
F8

A1.72

SIM H6
A1.73

SIM

A.F.F.7' - 6"
TYPE GWB 1

ALIGN

1/
4"

1/2"

1/
4"

1/2"

A.F.F.10' - 1"
ACT-1

/

M
AT

C
H

LI
N

E

J1
A1

.6
1

E4
A1.71

SIM

E4
A1.71

SIM

E4
A1.71

SIM

2' 
- 5

"

2' 
- 5

"

P - 10

P - 10

P -10 P -10

P -10

D8
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM
B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM

B11
A1.72

SIM

E1
A1.70

SIM
E1

A1.70

SIM

ALIGN

1/4"

1/2"

1/4"

1/2"

6' - 5"

C12
A1.73

SIM

E1
A1.70

SIM
E1

A1.70

SIM

D-47

D-C4

D-64

F9
A1.70

SIM

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.12' - 0"
TYPE GWB 1

A.F.F.9' - 10"
GWB-4

GWB-4 ABOVE CEILING
12' - 0" A.F.F.

2' 
- 4

"

14' - 8"

GWB-4 ABOVE CEILING
10' - 6" A.F.F.

6' 
- 8

"

1/4"

3/4"

1/4"

3/
4"

AL
IG

N

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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E-CE-A E-EE-DE-B

E-1

E-3

E-4

E-6

E-7

E-8

E-5

E-2

E-A1

J9
A3.10

__________

J12
A3.10

__________

J1
A3.11

__________

J8
A3.11

__________

J11
A3.11

__________

e-5.5

FIRE-DRILL
AREA
E242

PROP+GEAR
STORAGE

E243

ALT ED
COMMON

E250

STAIR F
E254

CLASSROOM
E225

CLASSROOM
E223

OFFICE
(4)

E248

ST-TOILET
E232

ST-TOILET
E234

CUST
E244

OFFICE
(3)

E216

PATHWAY
STOR
E235

OFFICE
E224A

HUMAN
SERVICES-

CIRCULATION
E220

STAIR E
E239

FIRE
TRUCK /

AMBULANCE
BELOW
OPEN

LIBRARY
BELOW
OPEN

PREP
ROOM
E214

SCIENCE
LAB-BIO

E222

EMS
PRACTICE

E241

TOILET
E257

TOILET
E258

CRIMINAL
JUSTICE

E228

OFFICE
E224B

CLASSROOM
E227

FORENSIC
STUDIO

E226

WOMEN
E231

MEN
E233

CLASSROOM
E251

CLASSROOM
E252

CLASSROOM
E256

SMALL
GROUP

E255

SCIENCE
CLASSROOM

E221

ALT ED
OFFICE

E259

ELEC
E227B

CIRC.
E214A

CIRC.
E250A

J1
A3.12

__________

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.11' - 0"
ACT-2A

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 4"
ACT-1

A.F.F.10' - 1"
ACT-1

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.8' - 0"
TYPE GWB 1

A.F.F.10' - 1"
ACT-1

J5
A3.11

__________

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

A.F.F.8' - 0"
ACT-1

E-7.9

76 SF

DATA

F5
A5.32

__________

E6.5

E5.8

E4.1

C10
A3.50

__________

A.F.F.10' - 1"
ACT-1

A.F.F.13' - 5"
TYPE GWB 1

A.F.F.13' - 5"
TYPE GWB 1

A.F.F.9' - 4"
ACT-2A

A.F.F.9' - 0"
TYPE GWB 4

A.F.F.9' - 0"
TYPE GWB 1

A.F.F.8' - 0"
ACT-1

A.F.F.7' - 6"
TYPE GWB 1

SKYLIGHT

A.F.F.10' - 1"
ACT-1

HIGH DENSITY EXPOSED
FIREPROOFING

J1
A3.11

Sim__________

OPP
HAND

J5
A3.11

Sim__________

J5
A3.11

Sim__________

D11
A3.40

E-75

E-A7 E-B4

E-C5

E4
A4.19

__________

D4
A1.72

SIM

D4
A1.72

SIM

F1
A1.70

SIM

F1
A1.70

SIM

J11
A1.70

SIM

J11
A1.70

SIM

F9
A1.70

SIM

J6
A1.73

SIM

J6
A1.73

SIM

D9
A1.74

SIM

E4
A1.71

SIM

J6
A1.73

E4
A1.71

SIM

A.F.F.10' - 1"
ACT-1

E-16

D10
A4.21

SIM

H6
A3.50

SIM

H6
A3.50

SIM

11" 3' - 11" 3' - 0"

A.F.F.9' - 0"
TYPE GWB 4

A.F.F.9' - 0"
TYPE GWB 4

3' - 0"

3' - 0"

ALIGN

1/4"

3/4"

1/4"

3/
4"

3' 
- 0

"

E4
A1.71

SIM

PAINTED HIGH DENSITY
FIREPROOFING AT EXPOSED

STRUCTURE AND DECK
SEE GENERAL CEILING NOTE 5.

PAINTED HIGH DENSITY
FIREPROOFING AT EXPOSED

STRUCTURE AND DECK
SEE GENERAL CEILING NOTE 5.

2' - 3"

2' - 3"

P -11

P -11

07 95 13  - EXPANSION
JOINT - TYPE 4

07 95 13  - EXPANSION
JOINT - TYPE 4

E4
A1.71

SIM

A.F.F.9' - 4"
ACT-2A

H6
A1.73

SIM

B11
A1.72

SIM

B11
A1.72

SIM

E1
A1.70

SIM

E1
A1.70

SIM

B11
A1.72

SIM

B11
A1.72

SIM

B11
A1.72

SIM
B11
A1.72

SIM

E1
A1.70

SIM

E1
A1.70

SIM

A.F.F.12' - 6"
TYPE GWB 1

E4
A1.71

SIM

3' 
- 0

"

GWB ENCLOSURE
AT BEAM

GWB ENCLOSURE
AT BEAM

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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 1/8" = 1'-0"A1.67
J1 LEVEL 2 RCP - AREA E

NO. DESCRIPTION DATE



SD

SD

C
D

C
D

C
D

C
D

C
D

C
D CD CD

F-B

F-1

F-E

F-7

F-C

F-1.2 F-4

A-7

F-D

E6
A3.13

__________

MAIN
GYMNASIUM

F102

OPEN
TO

BELOW
OPEN

PRACTICE
GYMNASIUM

F122

OPEN
TO

BELOW
OPEN CUSTODIAL

F111A

OPEN
TO

BELOW
OPEN

OPEN
TO

BELOW
OPEN

J1
A3.13

__________

A.F.F.23' - 6"
ACT-2A

PAINTED EXPOSED STRUCTURE & DECK.
SEE GENERAL CEILING NOTE 5

PAINTED EXPOSED STRUCTURE & DECK
SEE GENERAL CEILING NOTE 5

J9
A3.13

__________

J1
A3.13

Sim__________

A-51

F-73

A.F.F.23' - 6"
ACT-2A

30' - 8"

A.F.F.20' - 0"
SLOPING

J1
A1.74

J1
A1.74

SIM

J1
A1.74

SIM

J1
A1.74

SIM

J1
A1.74

SIM

J1
A1.74

SIM

CEILING LEGEND

ACT-1
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURE HIGH NRC/HIGH
CAC BY ARMSTRONG WORLD INDUSTRIES
ACT-2A
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG

ACT-2B
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: OPTIMA BY ARMSTRONG, STAGGERED

ACT-3
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: CLEAN ROOM VL BY ARMSTRONG WORLD
INDUSTRIES.

ACT-4
09 51 00 ACOUSTIC CEILING
BASIS OF DESIGN: FINE FISSURED BY ARMSTRONG
WORLD INDUSTRIES.

ACT-5
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS

ACT-5A
09 54 23 LINEAR METAL CEILING
BASIS OF DESIGN: ARMSTRONG METALWORKS TORISION SPRING

TYPE GWB 1
09 21 16 GYPSUM BOARD ASSEMBLIES 3 5/8" METAL
STUD, GYPSUM BOARD, PAINTED

TYPE GWB 2- 1 HR RATED GWB CEILING WHI 651-0306.1
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 3 - 2 HR RATED GWB CEILING WHI 651-0306.4
09 21 16 SHAFTWALL ASSEMBLY
GYPSUM BOARD, PAINTED

TYPE GWB 4 - ACOUSTICAL (STC 50)
09 21 16 GYPSUM BOARD ASSEMBLIES
1" GYPSUM BOARD
4" C-H METAL STUD
1/2" RESILIENT FURRING CHANNEL
5/8" GYPSUM BOARD (2 LAYERS), PAINTED

TYPE GWB 5
09 21 16 GYPSUM BOARD ASSEMBLIES, SUSPENSION SYSTEM
GYPSUM BOARD, PAINTED

TYPE GWB 6
09 24 00 PORTLAND CEMENT PLASTERING
3 5/8" METAL STUD

PWP - TYPE 1
07 42 43 PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

PWP - TYPE 2
07 42 43  PHENOLIC WALL PANEL
BASIS OF DESIGN: TRESPA

SEE SPECIFICATIONS FOR ALL CEILING TYPES

A3

B

C2

D
A1

A2

E
F1

F2

C1

GENERAL CEILING NOTES

1. ALL HEIGHTS INDICATED ARE ABOVE FINISH FLOOR (A.F.F.).

2. ALL DIMENSIONS ON REFLECTED CEILING PLANS ARE FINISH
FACE TO FINISH FACE

3. SEE ELECTRICAL PLANS FOR LIGHTING AND DESIGNATIONS

4. VERIFY ALL MECHANICAL AND LIGHTING EQUIPMENT WITH MEP
DRAWINGS.

5. ALL STRUCTURE, DECK, PLUMBING, ELECTRICAL PIPING, AND
FIRE PROTECTION TO BE PAINTED PER FINISH LEGEND. ALL
DUCTWORK SHALL REMAIN NATURAL METAL FINISH.

6. FOR BARRELED CLOUDS IN BAND AND CHORUS ROOMS NOTED
AS ACP-1 AND SBD-1,COMPOSITION OF 4'x4' CLOUDS WILL BE 50%
DIFFUSION TYPE CLOUDS AND 50% ABSORPTION TYPE CLOUDS.

7. FOR COMPOSITE PANELS (PWP)- ALIGN WITH EXTERIOR
ENVELOPE COMPOSITE PANELS A.F.F. AND MATCH TO TYPE AND
COLOR

8. ALL HEIGHTS INDICATED ON ACT PANELS IN AUDITORIUM ARE
ABOVE FINISH FLOOR OF LEVEL 1 AND DOES NOT ACCOUNT FOR
THE FLOOR SLOPE IN THE SEATING AREA

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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 1/8" = 1'-0"A1.68
J1 LEVEL 2 RCP - AREA F1

OWNER FURNISHED,
OWNER INSTALLED INDOOR

CLIMBING WALL

NO. DESCRIPTION DATE



LEVEL 2
15' - 4"

A-G1

SEE RCP

09 51 00  - HANGER WIRE

09 51 00  - HANGER WIRE

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

03 30 00  - CONC  SLAB-ON-DECK (S)

SEE RCP

2"

M
IN

.

6"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"
09 51 00  - PERIMETER MOLDING
09 51 00  - CLG SUSPENSION SYSTEM

09 21 16  - CORNER BEAD

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

M
IN

.

1'
 -

 6
"

09 51 00  - ACOUSTICAL TILE

FOR EXPOSED PLUMBING, ELECTRICAL,
FIRE PROTECTION, AND DUCTWORK,
PAINT FINISH COLOR FOR EXPOSED
STRUCTURE AS NOTED ON AI0.01
GENERAL FINISH NOTES, LEGENDS

GAP

4"

M
IN

.

6"

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

1'
 -

 0
"

11 1/2" U.N.O.

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING

09 21 16  - CORNER BEAD

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE RCP

SEE RCP

09 90 00  - PAINT (SEE RCP)

09 51 00  - ACOUSTICAL TILE

06 10 54  - FR PLYWOOD
MAINTENANCE LOAD APPLIES. CFMF ENGINEER TO
ACCOMODATE MAINTENANCE LOADING

M
IN

.

2"

SEE RCP

SEE RCP

8' - 10"  A.F.F. U.N.O

M
IN

.

6"

M
IN

.

6"

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

09 21 16  - GYPSUM BD-5/8"

SEE RCP

LEVEL 2
15' - 4"

A-E

2"

M
IN

.

6"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

MAINTAIN 3/4" GAP

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

04 20 00  - 8" CMU

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE RCP

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

SEE RCP

SEE RCP

SEE RCP

09 51 00  - ACOUSTICAL TILE

09 21 16  - CORNER BEAD

09 21 16  - DEFLEC HEAD TRACK

09 21 16  - DEFLEC HEAD TRACK

09 21 16  - MTL STUDS-1 5/8"

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

09 21 16  - MTL STUDS-3 5/8"

MAINTAIN 3/4" GAP

03 30 00  - CONC  SLAB-ON-DECK (S)

09 21 16  - WALL REVEAL

1/
2"

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 21 16  - CORNER BEAD

09 51 00  - ACOUSTICAL TILE
09 51 00  - PERIMETER MOLDING

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

DIAGONAL STUD BRACING
4' - 0" O.C. MAX AT  METAL
STUDS TO STRUCTURE.

M
IN

.

6"

09 21 16  - GYPSUM BD-5/8"

LEVEL 2
15' - 4"

1'
 -

 0
"

3' - 2 1/2"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 90 00  - PAINT (SEE RCP & FINISH SCHEDULE )

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 51 00  - ACOUSTICAL TILE

SEE RCP

9' - 0" A.F.F U.N.O.

03 30 00  - CONC  SLAB-ON-DECK (S)

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 21 16  - GYPSUM BD-5/8"

09 51 00  - HANGER WIRE

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

SEE RCP

09 51 00  - GWB CLG
SUSPENSION
SYSTEM

09 21 16  - CORNER BEAD

M
IN

.

6"

3 
7/

8"

06 10 54  - FR PLYWOOD

1
/4
"

3/4"

1
/4
"

3/4"

ALIGN
MAINTENANCE LOAD APPLIES. CFMF ENGINEER TO
ACCOMODATE MAINTENANCE LOADING

CONTRACTOR TO COORDINATE DIM. W/RADIANT PANEL

2' - 0" ±

M
IN

.

6"

M
IN

.

6"

09 51 00  - PERIMETER MOLDING

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE FLOOR PLANS
FOR PARTITION TYPE

09 21 16  - MTL STUDS-1 5/8"

07 90 05  - SEALANT

RADIANT CEILING PANEL, SEE MECHANICAL

07 21 00  - THERMAL BATT INSUL

LEVEL 2
15' - 4"

A-F

2' - 9 1/2" 1' - 0"

GAP

2' - 9 1/2"
SEE RCP

SEE RCP

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

03 30 00  - CONC  SLAB-ON-DECK (S)

09 51 00  - HANGER WIRE

09 51 00  - GWB CLG SUSPENSION SYSTEM

09 21 16  - GYPSUM BD-5/8"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - HANGER WIRE

6" 6"

T
Y

P
.

3 
7/

8"

09 51 00  - HANGER WIRE 09 51 00  - HANGER WIRE

LEVEL 2
15' - 4"

A-F

09 51 00  - SPECIALTY PERIMETER SYSTEM

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

SEE RCP

09 51 00  - HANGER WIRE

09 51 00  - GWB CLG SUSPENSION SYSTEM

09 21 16  - GYPSUM BD-5/8"

SEE RCP

1' - 0" 1' - 0"

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

GAP

1' - 0"

03 30 00  - CONC  SLAB-ON-DECK (S)

6" 6"

T
Y

P
.

3 
7/

8"

LEVEL 2
15' - 4"

A-E

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD
(SEE RCP)

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

SEE RCP

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

SEE RCP

09 51 00  - PERIMETER MOLDING

M
IN

.

6"

03 30 00  - CONC  SLAB-ON-DECK (S)

7' - 4" A.F.F. U.N.O

SEE RCP

SEE RCP

1 3/8"2 5/8"

VARIES

09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

09 21 16  - MTL
STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"
09 51 00  - PERIMETER MOLDING
09 51 00  - ACOUSTICAL TILE

09 21 16  - CORNER BEAD

M
IN

.

6"

M
IN

.

6"
V

A
R

IE
S

V
A

R
IE

S

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

04 20 00  - 8" CMU (BEYOND)

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - CORNER BEAD

SEE RCP

09 21 16  - GYPSUM BD-5/8"
 2 LAYERS FULL HEIGHT

07 21 00  - ACOUSTIC BATT INSUL

09 21 16  - MTL STUDS-3 5/8"

FULL HEIGHT

SEE RCP

7' - 4" A.F.F.

09 51 00  - PERIMETER MOLDING

09 21 16  - MTL STUDS-3 5/8"

DIAGONAL STUD BRACING
4' - 0" O.C. MAX AT  METAL
STUDS TO STRUCTURE.

09 21 16  - GYPSUM BD-5/8"

06 20 00  - CEILING TRIM PANEL

09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

07 21 00  - ACOUSTIC BATT INSUL

06 20 00  - INTERLOCKING WALL CLEATS

(1 LAYER EA SIDE FULL HEIGHT)

SEE RCP

SEE RCP

M
IN4"

09 21 16  - GYPSUM BD-5/8"

06 20 00  - PLAM FACED PANEL

06 20 00  - EDGE BANDING

(WOOD)

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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 1 1/2" = 1'-0"A1.70

C1 CEILING DETAIL LEVEL 1 AREA A1 MAIN SPINE
 1 1/2" = 1'-0"A1.70

C9 SPINE ACT TO GATEWAY SOFFIT

 1 1/2" = 1'-0"A1.70

F9 ACT at GWB SOFFIT 3 5/8" STUD to ACT (ECE)

 1 1/2" = 1'-0"A1.70

G12 LIBRARY ACT CEILING to GWB SOFFITS

 1 1/2" = 1'-0"A1.70

F1 ACT CEILING to GWB CEILING, FLUSH

 1 1/2" = 1'-0"A1.70

C5 E- WING GATEWAY SOFFIT

 1 1/2" = 1'-0"A1.70

E1 RADIANT PANEL IN GWB CEILING, TYPICAL

 1 1/2" = 1'-0"A1.70

J7 CEILING DETAIL LEVEL 1 AREA A1 CLOUD DETAIL

 1 1/2" = 1'-0"A1.70

J1 CEILING DETAIL LEVEL 1 AREA A1 MAIN SPINE CEILING DETAIL  1 1/2" = 1'-0"A1.70

J4 SPINE CEILING DETAIL LEVEL 1 AREA A2
 1 1/2" = 1'-0"A1.70

J11 GWB OPENING at ACT CEILINGS TYPICAL

 1 1/2" = 1'-0"A1.70

C12 WALL OPENING at ACOUSTIC WALL

 1 1/2" = 1'-0"A1.70

F5 P-LAM CEILING AT AUDITORIUM ENTRANCE

NO. DESCRIPTION DATE



LEVEL 2
15' - 4"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

05 12 00  - STL  BEAM (S)

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

8" 7"

1'
 -

 0
"

8" 4"

SEE RCP

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

09 21 16  - GYPSUM BD-5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

06 10 54  - FR PLYWOOD

1
/4
"

3/4"

1
/4
"

3/4"

ALIGN

MAINTENANCE LOAD APPLIES. CFMF ENGINEER
TO ACCOMODATE MAINTENANCE LOADING

SEE RCP

8' - 0" A.F.F U.N.O.

SEE FLOOR PLANS
FOR PARTITION TYPE

1'
 -

 0
"

9' - 0" A.F.F. U.N.O.

VARIES, SEE RCP

09 21 16  - MTL
STUDS-3 5/8"

09 21 16  - GYPSUM
BD-5/8"

09 21 16  - CORNER BEAD

LEVEL 2
15' - 4"

SEE RCP

09 51 00  - PERIMETER MOLDING
09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

SEE RCP

09 21 16  - CORNER BEAD

09 21 16  - EDGE BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

03 30 00  - CONC
SLAB-ON-DECK (S)

DIAGONAL STUD BRACING
4' - 0" O.C. MAX AT  METAL
STUDS TO STRUCTURE.

4 1/4"

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE RCP

2"

M
IN

.

6"

SEE RCP

SEE RCP

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

DIAGONAL STUD BRACING
4' - 0" O.C. MAX AT  METAL
STUDS TO STRUCTURE.

LEVEL 2
15' - 4"

A-G

7' - 4" U.N.O.

SEE RCP

GAP

6 1/2"

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE 09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 51 00  - ACOUSTICAL TILE

04 20 00  - 8" BOND BEAM CMU (S)

09 51 00  - SPECIALTY
PERIMETER SYSTEM

03 30 00  - CONC  SLAB-ON-DECK (S)

2' - 0"

SEE RCP

09 51 00  - GWB CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 21 16  - GYPSUM BD-5/8"

04 20 00  - 8" CMU
SEE FLOOR PLANS
FOR PARTITION TYPE)

07 90 05  - SEALANT

3 
7/

8"

09 51 00  - HANGER WIRE

A-H9

SEE RCP

ALIGN w/ADJACENT GWB
MOUNTED TRACK WHERE
APPLICABLE

10 21 23  - CUBICLE TRACK

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - HANGER WIRE

10 21 23  - SUSPENSION POST

SEE RCP

SEE RCP

VARIES, SEE RCP

09 51 00  - HANGER WIRE

09 51 00  - CLG
SUSPENSION
SYSTEM

09 51 00  - PERIMETER MOLDING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

09 51 00  - ACOUSTICAL TILE

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

M
IN

.

6"

V
A

R
IE

S

9' - 4" A.F.F. U.N.O.

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

SEE RCP

11' - 4" A.F.F. U.N.O

09 21 16  - CORNER BEAD

09 21 16  - EDGE BEAD

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

M
IN

.

6"

09 51 00  - PERIMETER MOLDING

09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

LEVEL 2
15' - 4"

09 21 16  - CORNER BEAD
09 21 16  - GYPSUM BD-5/8"

SEE RCP

SEE RCP

2"

M
IN

.

6"

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

05 12 00  - STL  BEAM (S)

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

03 30 00  - CONC
SLAB-ON-DECK (S)

09 51 00  - PERIMETER
MOLDING

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

SEE RCP

05 12 00  - STL  BENT
PLATE(S)

A5.33

G6

SIM

5 1/2"

2 1/2"

09 51 00  - SPECIALTY
PERIMETER SYSTEM

SEE RCPSEE RCP

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - ACOUSTICAL TILE09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - HANGER WIRE
09 51 00  - GWB CLG SUSPENSION SYSTEM
09 21 16  - GYPSUM BD-5/8"

2' - 5 5/8"

T
Y

P
.

3 
7/

8"

SEE FLOOR PLANS FOR
PARTITION AND WINDOW
TYPES

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

SEE RCP

06 10 54  - WD BLOCKING

06 20 00  - SHIM

12 24 00  - ROLLER
SHADE - TYPE 3

09 51 00  - PERIMETER MOLDING

(WOOD, PTD.)

ROOF
30' - 8"

A-3

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

7" 7"

2'
 -

 0
"

09 21 16  - CORNER BEAD

ROOF
30' - 8"

A-2

2' - 0" 5"

09 51 00  - ACOUSTICAL TILE

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - SPECIALTY PERIMETER
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - GWB CLG SUSPENSION SYSTEM

09 21 16  - GYPSUM BD-5/8"

09 21 16  - FRAMING
CLIPS FOR
FIREPROOFING

09 21 16  - GYPSUM
BD-5/8"

09 21 16  - MTL
STUDS-3 5/8"

09 21 16  - CONTROL
JOINT

SEE RCP

SEE RCP

09 21 16  - CORNER
BEAD

09 21 16  - MTL
STUDS-1 5/8"

05 12 00  - STL  BEAM
(S)

07 81 00  - SPRAY
APPLIED
FIREPROOFING

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL
STUDS TO
STRUCTURE.

SEE RCP

CARRIER

SEE RCP FOR GWB CEILING TYPE

09 21 16  - GYPSUM BD-5/8"

10 21 23  - CUBICLE TRACK

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM
10 21 23  - CUBICLE TRACK
09 51 00  - ACOUSTICAL TILE

SEE RCP
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 1 1/2" = 1'-0"A1.71

J9 B PATHWAY GATEWAY AT SPINE CEILING

 1 1/2" = 1'-0"A1.71

C1 GATEWAY 8' GWB SOFFIT TO 9' GWB SOFFIT
 1 1/2" = 1'-0"A1.71

C3 CAFETERIA SOFFIT
 1 1/2" = 1'-0"A1.71

C6 CAFETERIA SERVERY SOFFIT

 1 1/2" = 1'-0"A1.71

H1 SPINE CMU OPENING

 1 1/2" = 1'-0"A1.71

E7 SUSPENDED CURTAIN TRACK at ACT CEILING
 1 1/2" = 1'-0"A1.71

E4 GWB SOFFIT w/ACT CEILING

 1 1/2" = 1'-0"A1.71

J1 ACT CEILING FLUSH w/ GWB SOFFIT to ACT CEILING
 1 1/2" = 1'-0"A1.71

J4 MAIN COMMONS CLOUD DETAIL
 1 1/2" = 1'-0"A1.71

J7 SPINE CLOUD DETAIL LEVEL 2

 1 1/2" = 1'-0"A1.71

H7 VIDEO PRODUCTION CONTROL ROOM BLACKOUT SHADE

 1 1/2" = 1'-0"A1.71

C10 BEAM ENCLOSURE AT SKYLIGHTS IN SPINE
 1 1/2" = 1'-0"A1.71

C12 CEILING DETAIL LEVEL 2 AREA A1 MAIN SPINE

 1 1/2" = 1'-0"A1.71

E10 CURTAIN TRACK at GWB CEILING (TYPICAL)
 1 1/2" = 1'-0"A1.71

E12 CURTAIN TRACK ACT GRID MOUNTED

NO. DESCRIPTION DATE



LEVEL 2
15' - 4"

A-7

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM
09 51 00  - ACOUSTICAL TILE

M
IN

.

6"

1'
 -

 0
"

09 21 16  - MTL STUDS-3 5/8"

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

1' - 6"

SEE RCP

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"
09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

MAINTENANCE LOAD APPLIES.
CFMF ENGINEER TO

ACCOMODATE MAINTENANCE
LOADING

06 10 54  - FR PLYWOOD

A-H

05 12 00  - STL  BRACING (S)

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

SEE RCP

CONTRACTOR TO COORDINATE DIM W/RADIANT PANEL

2' - 0" ±

M
IN

.

4"

09 51 00  - PERIMETER MOLDING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

RADIANT CEILING PANEL
SEE MECHANICAL

07 21 00  - THERMAL BATT INSUL

09 21 16  - CORNER BEAD

09 21 16  - EDGE BEAD

09 21 16  - GYPSUM BD-5/8"
09 51 00  - ACOUSTICAL TILE

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

SEE RCP

1" 09 21 16  - WALL REVEAL

SEE RCP

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

SEE RCP

09 51 00  - PERIMETER MOLDING

RADIANT CEILING PANEL
SEE MECHANICAL

07 21 00  - THERMAL BATT INSUL

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

CONTRACTOR TO COORDINATE DIM. W/RADIANT PANEL

2' - 0" ±

SEE FLOOR PLANS FOR PARTITION TYPE

LEVEL 2
15' - 4"

A-H

10' - 1" A.F.F. U.N.O

VARIES

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

1"

M
IN

.

6"

10' - 0" A.F.F U.N.O

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - FRAMING CLIPS FOR FIREPROOFING

05 12 00  - STL  BEAM (S)

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - PERIMETER MOLDING

09 51 00  - ACOUSTICAL TILE

LEVEL 2
15' - 4"

C-5

2 3/8"

9' -4" A.F.F.

8' - 8" A.F.F. (BEYOND)

09 21 16  - GYPSUM BD-5/8"

(2 LAYERS EA SIDE, FULL HEIGHT)

09 21 16  - RUNNER TRACK

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

03 30 00  - CONC  SLAB-ON-DECK (S)

05 12 00  - STL  BEAM (S)

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - ACOUSTICAL TILE

09 21 16  - CORNER BEAD

09 21 16  - EDGE BEAD

09 21 16  - GYPSUM BD-5/8"

07 81 00  - SPRAY APPLIED FIREPROOFING

8"

09 21 16  - WALL REVEAL(BEYOND)

STUD BRACING 4' - 0" O.C. MAX AT
METAL STUDS TO STRUCTURE.

DIAGONAL STUD BRACING 4' - 0" O.C.
MAX AT  METAL STUDS TO STRUCTURE.

9' - 4" A.F.F

10' - 8" A.F.F

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 51 00  - CLG
SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

8' - 8" A.F.F

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

M
IN

.

6"

09 51 00  - HANGER WIRE

M
IN

.

6"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG
SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

LOW ROOF
24' - 0"

SEE RCP

V
A

R
IE

S

SEE RCP

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - GYPSUM BD-5/8"

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING

M
IN

.

6"

09 90 00  - PAINT (SEE RCP)

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

LEVEL 2
15' - 4"

09 21 16  - FRAMING CLIPS FOR FIREPROOFING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM
09 51 00  - PERIMETER MOLDING09 51 00  - PERIMETER MOLDING

09 51 00  - ACOUSTICAL TILE

M
IN

.

6"
1"

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - GYPSUM BD-5/8"

03 30 00  - CONC  SLAB-ON-DECK (S)

SEE FLOOR PLANS
FOR PARTITION TYPE

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - CORNER BEAD

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL
STUDS TO
STRUCTURE.

LEVEL 2
15' - 4"

M
IN

.

6"
2"

9' - 2" A.F.F U.N.O

SEE RCP

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING
09 51 00  - ACOUSTICAL TILE

09 21 16  - CORNER BEAD

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

09 51 00  - ACOUSTICAL TILE

09 21 16  - GYPSUM BD-5/8"

09 90 00  - PAINT( ALL GYPSUM BD. SEE RCP)

09 21 16  - GYPSUM BD-5/8"
09 21 16  - GYPSUM BD-5/8"

M
IN

.

6"

SEE RCP

SEE RCP

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 51 00  - CLG
SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE
09 51 00  - PERIMETER MOLDING

8' - 8" A.F.F U.N.O

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

M
IN

.

6"

M
IN

.

6"
2"

09 21 16  - GYPSUM BD-5/8"

4 7/8"

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

09 21 16  - GYPSUM BD-5/8"

09 90 00  - PAINT
(MATCH TO GWB CEILING)

D-D

10' - 1" A.F.F

9' - 0" A.F.F

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - GYPSUM BD-5/8"

09 51 00  - CLG
SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

7' - 0" A.F.F.

M
IN

.

6"

09 51 00  - HANGER WIRE

M
IN

.

6"

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

05 12 00  - STL  BRACING (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

(LOCATION VARIES)

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"
09 21 16  - MTL STUDS-3 5/8"

09 51 00  - HANGER WIRE

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

A-H

SEE RCP

M
IN

.

4"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

SEE RCP

1"

09 21 16  - WALL REVEAL

SEE RCP
09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE D4/A1.72 FOR CEILING
@ RADIANT PANEL DETAIL

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING
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 1 1/2" = 1'-0"A1.72

D1 B WING LEVEL 1 GATEWAY CEILING
 1 1/2" = 1'-0"A1.72

D4 CEILING at EXPOSED CROSS BRACING and RADIANT PANEL

 1 1/2" = 1'-0"A1.72

B11 RADIANT PANEL at ACT

 1 1/2" = 1'-0"A1.72

F11 Detail 19

 1 1/2" = 1'-0"A1.72

G1 C WING SOFFIT & CEILING DETAIL LEVEL 1
 1 1/2" = 1'-0"A1.72

G5 LEVEL 1 C-WING SOFFIT AT PATHWAY

 1 1/2" = 1'-0"A1.72

F8 PATHWAY GATEWAY SOFFIT DETAIL

 1 1/2" = 1'-0"A1.72

J1 STAIR D SOFFIT DETAIL
 1 1/2" = 1'-0"A1.72

J8 COSMETOLOGY RECEPTION SOFFIT
 1 1/2" = 1'-0"A1.72

J5 COSMETOLOGY OVER STATIONS
 1 1/2" = 1'-0"A1.72

J11 COSMETOLOGY  LOCKERS TO CLASSROOM

 1 1/2" = 1'-0"A1.72

D8 CEILING at EXPOSED CROSS BRACING at DEEPER BEAM

NO. DESCRIPTION DATE



1"
MI

N.6"

SEE RCP

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

MI
N.6"

09 51 00  - PERIMETER
MOLDING

09 51 00  - HANGER
WIRE

09 51 00  - CLG
SUSPENSION
SYSTEM

09 21 16  - MTL STUDS-3 5/8"
09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

SEE RCP

SEE RCP

SEE RCP

09 51 00  -
ACOUSTICAL TILE

26 00 00  - LIGHT FIXTURE (E)

7' - 4" A.F.F. U.N.O

SEE RCP

SEE RCP

SEE FLOOR PLANS FOR
PARTITION TYPE. 8" CMU TYP.

04 20 00  - 8" BOND BEAM CMU (S)

09 24 00  - PORTLAND CEMENT
PLASTER CEILING

09 21 16  - GYPSUM BD-5/8"
09 21 16  - MTL STUDS-3 5/8"

07 90 05  - SEALANT

07 90 05  - SEALANT

09 21 16  - MTL STUDS-3 5/8"
09 21 16  - GYPSUM BD-5/8"

(COORDINATE WITH STRUCTURE)

SEE RCP

SEE RCP

SEE A7.14  FOR MILLWORK DETAILS

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

10°

09 21 16  - WALL REVEAL

1' 
- 4

"

SEE FLOOR PLANS FOR
PARTITION TYPE.

MAINTENANCE LOAD APPLIES. CFMF ENGINEER TO ACCOMODATE MAINTENANCE LOADING

06 10 54  - FR PLYWOOD

09 51 00  - ACOUSTICAL TILE

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM04 20 00  - 8" BOND BEAM CMU (S)

04 20 00  - 8" CMU
(TYP. SEE FLOOR PLANS
FOR PARTITION TYPES)

7' - 4" A.F.F U.N.O.

(COORDINATE WITH STRUCTURE)

F-D

09 51 00  - ACOUSTICAL TILE

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

04 20 00  - 12" BOND BEAM CMU (S)

04 20 00  - 12" CMU
(TYP. SEE FLOOR PLANS
FOR PARTITION TYPES)

SEE RCP

8' - 0" A.F.F U.N.O.

07 90 05  - SEALANT

09 21 16  - GYPSUM BD-5/8"
09 21 16  - MTL STUDS-3 5/8"

09 21 16  - EDGE BEAD

(COORDINATE WITH STRUCTURE)

SEE RCP

04 20 00  - 8" CMU

04 20 00  - 8" BOND BEAM CMU (S)

04 20 00  - 8" CMU

SEE FLOOR PLANS
FOR PARTITION
TYPE

07 84 00  - FIRESTOP

SEE RCP

SEE RCP

MI
N.

7 3
/4"

09 51 00  - PERIMETER
MOLDING

09 51 00  - CLG SUSPENSION
SYSTEM
09 51 00  -
ACOUSTICAL TILE

09 51 00  - HANGER WIRE

TYPE GWB 2
WHI 651-0306.1

(COORDINATE WITH STRUCTURE)

ROOF
30' - 8"

SEE RCP

SEE RCP

09 51 00  - ACOUSTICAL TILE
09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

1' - 0"

1' 
- 0

"

05 12 00  - STL  BEAM (S)
07 81 00  - SPRAY APPLIED FIREPROOFING

09 21 16  - GYPSUM BD-5/8"
09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"MAINTENANCE LOAD APPLIES. CFMF ENGINEER TO ACCOMODATE MAINTENANCE LOADING
06 10 54  - FR PLYWOOD

SEE RCP

SEE RCP

09 21 16  - CORNER BEAD
09 51 00  - ACOUSTICAL TILE
09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING

4 1/4"

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

MI
N.6"

SEE RCP

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - PERIMETER MOLDING
09 51 00  - ACOUSTICAL TILE

09 21 16  - CORNER BEAD

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

09 51 00  - ACOUSTICAL TILE

09 21 16  - GYPSUM BD-5/8"

4 7/8"

09 21 16  - MTL STUDS-3 5/8"

MI
N.6"

09 21 16  - RESILIENT FURRING CHANNEL (1/2")
09 21 16  - CORNER BEAD

07 21 00  - ACOUSTIC BATT INSUL

SEE RCP

SEE RCP

09 21 16  - GYPSUM BD-5/8" 2  LAYERS

09 21 16  - GYPSUM BD  -1"
09 51 00  - PERIMETER MOLDING
09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 21 16  - GYPSUM BD-5/8" 09 51 00  - HANGER WIRE

09 51 00  - HANGER WIRE
09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - CLG SUSPENSION
SYSTEM

6"

09 51 00  - ACOUSTICAL TILE

09 51 00  - CLG SUSPENSION SYSTEM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

TY
P.

3 7
/8"

4' - 0 3/4"

6"

09 51 00  - GWB CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE
09 51 00  - HANGER WIRE

1' 
- 4

"

09 21 16  - MTL
STUDS-3 5/8"

09 21 16  - GYPSUM
BD-5/8"

09 21 16  - CORNER BEAD

SEE RCP

SEE RCP

SEE FLOOR PLANS
FOR PARTITION TYPE.

10°

MAINTENANCE LOAD APPLIES. CFMF ENGINEER TO ACCOMODATE MAINTENANCE LOADING

06 10 54  - FR
PLYWOOD

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.
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 1 1/2" = 1'-0"A1.73
C5 CTE CULINARY SALES GWB SOFFIT at ACT CEILING

 1 1/2" = 1'-0"A1.73
C9 LOCKER ROOM CMU OPENING at GWB AND PLASTER CEILING

 1 1/2" = 1'-0"A1.73
F1 GYM CORRIDOR SOFFIT at MILLWORK

 1 1/2" = 1'-0"A1.73
C12 ACT CEILING at CMU OPENING

 1 1/2" = 1'-0"A1.73
F8 CMU OPENING IN GYM CORRIDOR, GWB TO ACT CEILING

 1 1/2" = 1'-0"A1.73
J9 GYMNASIUM STORAGE CEILINGS BELOW BLEACHER

 1 1/2" = 1'-0"A1.73
J1 LEVEL 2 AREA A2 GATEWAY SOFFIT

 1 1/2" = 1'-0"A1.73
C1 ACT CEILING at GWB SOFFIT in MIDI LAB at WINDOW

 1 1/2" = 1'-0"A1.73
H6 ACT to ACT C WING LEVEL 2 BATHROOM TO PATHWAY LIBRARY

 1 1/2" = 1'-0"A1.73
J6 GWB SOFFIT ACOUSTIC @ CLASSROOMS

 1 1/2" = 1'-0"A1.73
F11 LEVEL 2 SPINE CEILING DETAIL

 1 1/2" = 1'-0"A1.73
F5 GYM CORRIDOR SOFFIT WITHOUT MILLWORK

NO. DESCRIPTION DATE



DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

6'
 -

 4
"

SEE RCP

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - CORNER BEAD

07 42 13  - END PROFILE

07 90 05  - SEALANT

09 21 16  - MTL STUDS-3 5/8"

09 54 23  - PHENOLIC WALL PANEL
(PWP TYPE 2)

09 21 16  - GYPSUM BD-5/8"
06 10 54  - FR PLYWOOD - 3/4"

ALIGN PHENOLIC PANELS
WITH EXTERIOR PANELS

2" / 12"

M
IN6"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - CORNER BEAD

DIAGONAL STUD
BRACING 4' - 0" O.C.

MAX AT  METAL STUDS
TO STRUCTURE.

SEE RCP

SEE RCP

LEVEL 2
15' - 4"

A-44

SEE RCP

SEE RCP

DIAGONAL STUD
BRACING 4' - 0" O.C.
MAX AT  METAL STUDS
TO STRUCTURE.

7 1/4" 1' - 0"

6"

09 21 16  - MTL STUDS-2 1/2"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - SPECIALTY PERIMETER
SYSTEM

09 51 00  - ACOUSTICAL TILE

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

3 
7/

8"

05 12 00  - STL  BENT PLATE(S)

A-F

09 54 23  - CEILING PANEL
PERIMETER TRIM

09 51 00  - SPECIALTY
PERIMETER SYSTEM

SEE RCP

SEE RCP

SEE RCP

1' - 11" 6"

6"

09 51 00  - HANGER WIRE

09 51 00  - GWB CLG SUSPENSION
SYSTEM

09 21 16  - GYPSUM BD-5/8"

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - GYPSUM BD-5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

09 51 00  - HANGER WIRE

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

09 54 23  - METAL PANEL CEILING
SUSPENSION SYSTEM

09 54 23  - METAL PANEL CEILING

09 21 16  - CORNER BEAD

1'
 -

 0
"

3 
7/

8" 09 51 00  - HANGER WIRE

09 54 23  - CEILING PANEL
PERIMETER TRIM

6" 1' - 6"

3 3/4"

SEE RCP

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

05 12 00  - STL  BEAM (S)

09 51 00  - HANGER WIRE

09 51 00  - HANGER WIRE

09 51 00  - GWB CLG SUSPENSION
SYSTEM

09 21 16  - GYPSUM BD-5/8"

09 54 23  - METAL PANEL CEILING
SUSPENSION SYSTEM

09 54 23  - METAL PANEL CEILING

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER
BEAD

SEE RCP

1'
 -

 0
"

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

04 20 00  - 12" BOND BEAM CMU (S)

04 20 00  - 12" CMU
(TYP. SEE FLOOR PLANS
FOR PARTITION TYPES)

SEE RCP
7' - 4" A.F.F U.N.O.

07 90 05  - SEALANT

09 21 16  - GYPSUM
BD-5/8"

09 21 16  - MTL
STUDS-3 5/8"

09 21 16  - EDGE BEAD

09 21 16  - MTL STUDS-3 5/8"

(TYP. SEE FLOOR PLANS
FOR PARTITION TYPES)

09 21 16  - GYPSUM BD-5/8"

1'
 -

 0
"

(COORDINATE WITH STRUCTURE)

09 51 00  - ACOUSTICAL TILE

SEE RCP

09 51 00  - PERIMETER MOLDING

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION
SYSTEM

04 20 00  - 8" BOND BEAM CMU (S)

04 20 00  - 8" CMU
(TYP. SEE FLOOR PLANS
FOR PARTITION TYPES)

SEE RCP

07 90 05  - SEALANT

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

7' - 4" A.F.F U.N.O.

09 21 16  - EDGE BEAD

(COORDINATE WITH STRUCTURE)

SEE RCP

M
IN

.

6"

SEE RCP

07 95 13  - EXPANSION JOINT - TYPE 7

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

09 51 00  - CLG SUSPENSION
SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - ACOUSTICAL TILE

DIAGONAL STUD
BRACING 4' - 0" O.C. MAX
AT  METAL STUDS TO
STRUCTURE.

F-1

LOW ROOF AT GYM
21' - 0"

A-51

J8

A1.74

A1.74

J12

05 40 00  - CFMF 3-5/8" STUD

06 10 54  - PLYWOOD - 3/4"

07 41 13  - STANDING SEAM METAL
ROOFING
07 41 13  - STANDING SEAM METAL
ROOFING - INTERIOR

13
.5

°

13
.5

°

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

23' - 4" A.F.F.

05 40 00  - CFMF 3-5/8" STUD

CFMF TO BRACE MASONRY

20' - 0" A.F.F.
05 40 00  - CFMF 3-5/8" STUD

CFMF TO BRACE MASONRY

CFMF ENGINEER TO ACCOMODATE
MAINTENANCE LOADING

LOW ROOF AT GYM
21' - 0"

04 20 00  - 8" CMU

07 41 13  - STANDING SEAM METAL
ROOFING
07 41 13  - STANDING SEAM METAL
ROOFING - INTERIOR

05 40 00  - CFMF 3-5/8" STUD

06 10 54  - PLYWOOD - 3/4"

4"

06 10 54  - WD BLOCKING

LOW ROOF AT GYM
21' - 0"

4"

07 41 13  - STANDING SEAM METAL
ROOFING - INTERIOR

07 41 13  - STANDING SEAM METAL
ROOFING - INTERIOR

05 40 00  - CFMF 3-5/8" STUD

06 10 54  - WD BLOCKING

CFMF ENGINEER TO
ACCOMODATE MAINTENANCE
LOADING
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 1 1/2" = 1'-0"A1.74

D9 CEILING DETAIL LEVEL 2 AREA B PATHWAY LIBRARY
 1 1/2" = 1'-0"A1.74

D5 CEILING DETAIL INTERIOR PHENOLIC WALL PANEL at ENTRIES
 1 1/2" = 1'-0"A1.74

D1 SPINE CEILING DETAIL LEVEL 1 AREA A1

 1 1/2" = 1'-0"A1.74

G1 SPINE DETAIL - AGORA STAIR AND ACT CLOUD
 1 1/2" = 1'-0"A1.74

G5 SPINE DETAIL - AGORA CLOUD at SKYLIGHT SOFFIT
 1 1/2" = 1'-0"A1.74

G8 CEILING DETAIL LEVEL 1 AREA F1
 1 1/2" = 1'-0"A1.74

G12 STAIR A CMU OPENING GWB TO ACT CEILING

 1 1/2" = 1'-0"A1.74

D12 CEILING DETAIL LEVEL 2 AREA A2

 1 1/2" = 1'-0"A1.74

J1 SLOPED CEILING DETAIL - GYM ENTRANCE
 3" = 1'-0"A1.74

J8 SLOPED CEILING DETAIL - RAKE
 3" = 1'-0"A1.74

J12 SLOPED CEILING DETAIL - EAVE

NO. DESCRIPTION DATE



METAL PANEL FACING

CMU FACING

BRICK FACING

CMU - LARGE FORMAT FACING

GREENHOUSE

COMPOSITE PANEL FACING

CMU FACING

COMPOSITE PANEL FACING

GLAZING

CMU FACING

GLAZING

GLAZING

COMPOSITE PANEL FACING BRICK FACING

GLAZING

SKYLIGHT SYSTEM

SKYLIGHT SYSTEM

SKYLIGHT SYSTEM

GLAZING WITH COMPOSITE PANEL SURROUND

GLAZING WITH COMPOSITE PANEL SURROUND

CMU - LARGE FORMAT FACING

CMU FACING

GLAZING

CMU - LARGE FORMAT FACING

BRICK FACING

METAL PANEL FACING

INSULATED BLOCK SYSTEM

COMPOSITE PANEL FACING

GYM ENTRY

COMPOSITE PANEL FACING

MAIN ENTRY

BRICK FACING

METAL PANEL FACING

CONCRETE FOUNDATION

SKYLIGHT SYSTEM

CMU FACING METAL PANEL FACING

COMPOSITE PANEL FACING

GLAZING

BRICK FACINGGLAZING

DINING ENTRY

GLAZING

CMU FACING

INSULATED BLOCK SYSTEM

INSULATED BLOCK SYSTEM

METAL PANEL FACING

BRICK FACING

INSULATED BLOCK SYSTEM

METAL PANEL FACING

BRICK FACING

CMU - LARGE FORMAT FACING

GLAZING

GREENHOUSE

GLAZING WITH COMPOSITE PANEL SURROUND

SKYLIGHT SYSTEM

SKYLIGHT SYSTEM

A3

B

C2

D

A1

A2

E

F1

F2

C1

J1

E1
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A2.00

E1 AXON - NORTHEAST

A2.00

J1 AXON - SOUTHWEST

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

CMU FACINGMETAL PANEL FACINGSKYLIGHT SYSTEMGLAZING WITH COMPOSITE PANEL SURROUNDBRICK FACINGCOMPOSITE PANEL FACING

INSULATED BLOCK SYSTEMBRICK FACING

GLAZING

SKYLIGHT SYSTEM

CONCRETE FOUNDATIONINSULATED BLOCK SYSTEMMETAL PANEL FACINGCMU FACINGMETAL PANEL FACINGBRICK FACINGINSULATED BLOCK SYSTEM

BASEMENT
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

BRICK FACING

DINING ENTRY

GLAZING COMPOSITE PANEL FACINGBRICK FACING INSULATED BLOCK SYSTEM GLAZINGMETAL PANEL FACINGCMU FACING
METAL PANEL FACING GLAZING WITH COMPOSITE PANEL SURROUND CMU FACING BRICK FACING GLAZING WITH COMPOSITE PANEL SURROUND

BRICK FACING CMU - LARGE FORMAT FACING GREENHOUSE

BASEMENT
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

GLAZING

COMPOSITE PANEL FACING

MAIN ENTRY

BRICK FACINGGLAZING

BRICK FACINGGLAZING

CMU FACING
COMPOSITE PANEL FACING

PUBLIC ENTRY

CMU FACINGGREENHOUSE

SKYLIGHT SYSTEM BRICK FACING

CMU - LARGE FORMAT FACING CMU FACING COMPOSITE PANEL FACING

GLAZING

GYM ENTRY

METAL PANEL FACING

INSULATED BLOCK SYSTEM

CMU FACINGBRICK FACINGCOMPOSITE PANEL FACING

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

METAL PANEL FACINGCOMPOSITE PANEL FACING CMU FACING METAL PANEL FACING CMU FACING CMU - LARGE FORMAT FACING GLAZING BRICK FACING COMPOSITE PANEL FACING

GREENHOUSE GLAZING

MAIN ENTRY

BRICK FACING GLAZING GLAZING WITH COMPOSITE PANEL SURROUND
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A2.02

D1 RENDER - ENTRY APPROACH

A2.02

G1 RENDER - GYM ENTRY

A2.02

J6 RENDER - ART WING
A2.02

J1 RENDER-LOCKER ROOMS
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STANDARD
LINE UNIT

LINE 2

LINE 3

LINE 4

LINE 5

LINE 6

LINE 1

LINE 2

LINE 3

LINE 4

LINE 5

LINE 6

STANDARD
LAYER UNIT

LAYER 1

LAYER 2

LAYER 3

.

4'
 -

 0
"

LINE 1

.

48' - 0"

16' - 0"

32' - 0"

10' - 0"

17' - 4"

27' - 4"

40' - 0"

8' - 8"

48' - 0"

8"

04 20 00  - GFCU TYPE 1

04 20 00  - GFCU TYPE 2

04 20 00  - GFCU TYPE 3

4'
 -

 0
"

4'
 -

 0
"

4'
 -

 0
"

12
' -

 0
"

.

STANDARD LINE UNIT

STANDARD LAYER UNIT

STANDARD FULL PATTERN STANDARD FULL PATTERN, REPEATING

.

.

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

04 20 00  - FACING
BRICK TYPE 1

04 20 00  - FACING
BRICK TYPE 2

04 20 00  - FACING
BRICK TYPE 2

04 20 00  - FACING
BRICK TYPE 2

04 20 00  - FACING
BRICK TYPE 2

04 20 00  - FACING
BRICK TYPE 2

07 62 00  - ALUM FASCIA

04 20 00  - CONTROL
JOINT, TYP.

04 20 00  - CONTROL
JOINT, TYP.

08 51 13  - ALUM
WINDOW UNIT

ALIGN
TYP
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04 20 00  - LFCB TYPE 6
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COMPOSITE
PANEL UNIT

E
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A2.03

G2

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 42 13  - MTL WALL
PANEL

LAYER 1

LAYER 2

LAYER 3

13' - 4" 10' - 0"

1'
 -

 0
"

6' - 8" 10' - 0" 6' - 8"

1'
 -

 0
"

10' - 0" 13' - 4"

1'
 -

 0
"

23' - 4"

3'
 -

 0
"

EQ EQ EQ

LAYER 1

LAYER 2

LAYER 3
STANDARD

METAL
PANEL UNIT

6' - 8" 10' - 0" 6' - 8"

TYPICAL
SURROUND

OUTSIDE FACE OF
SURROUND

INSIDE FACE
OF SURROUND
/ NON-
MASONRY
WALL

GL

GL

LEVEL 1

0'-0"

HOSE BIB

ELECTRICAL OUTLETS

1'-0"

2'-0"

BRICK REVEL

EQ EQ

CARD READERS / DOOR
OPERATORS

BUILDING SIGNAGE

FIRE ALARM BEACON

KNOX BOX

3'-0"

4'-6"

6'-0"

7'-0"

SURFACE MOUNTED LIGHTS /
SECURITY CAMERA'S

7'-0"

EQ EQ

BRICK / CMU WALL

EQ EQ

BOTTOM OF HOUSING

1' - 0"

EQ EQ EQ

26 00 00  - LIGHT FIXTURE (E)

26 00 00  - POWER OUTLET (E)

21 00 00  - FIRE ALARM BEACON (F)

08 71 00  - KNOXBOX

28 00 00  - SECURITY CAMERA

26 00 00  - POWER
OUTLET (E)

08 42 29  - AUTOMATIC
DOOR OPERATOR

22 00 00  - HOSE BIB (P)

26 00 00  - CARD
READER (E)

10 14 26  - CAST
NUMBER

T
Y

P
.

1"

TYP.
1"

07 42 13  - PHENOLIC
PANEL EXPOSED
FACE FASTENER

.

07 62 00  - ALUM FASCIA

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

2' - 0"

EQ 7" ± EQ

E
Q

7"
 ±

E
Q

2'
 -

 0
"

07 42 13  - OUTSIDE
CORNER PROFILE

45°

45
°

90
°

COORDINATE BROW WIDTH WITH
PHENOLIC PANEL MANUFACTURER, TO
BE SPACED SO AS NOT TO REQUIRE
LONGITUDINAL PANEL TRIMMING

LEVEL 1
0"

STANDARD
FULL PATTERN

04 20 00  - GFCU TYPE 5
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 1/4" = 1'-0"A2.03

J11 TYPICAL BRICK PATTERN DETAIL
 1/4" = 1'-0"A2.03

J8 LARGE FORMAT BLOCK PATTERN (04 20 00 - LFCB TYPE 6)
 1/4" = 1'-0"A2.03

J1 COMPOSITE WALL PANEL PATTERN (07 42 43 PHENOLIC WALL PANEL, TYPES 1 & 2)
 1/4" = 1'-0"A2.03

J4 METAL WALL PANEL PATTERN (07 42 13 - MTL WALL PANEL)

TYPICAL EXTERIOR WALL DEVICE
MOUNTING DETAIL

 1" = 1'-0"A2.03

G2 FASTENER ARRANGEMENT

 1" = 1'-0"A2.03

D13 TYP. PHENOLIC PANEL MITERED CORNER ELEVATION

 1/4" = 1'-0"A2.03

F1 MULTI-COLORED CMU BLOCK PATTERN (04 20 00 - GFCU TYPE 5)

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

J1
A3.10

__________

A-F A-E

C8
A2.21

__________

C1

08 44 13  - SSG FRAME

E4
A4.10

__________

J9
A4.10

__________

.

.

04 20 00  - FACING BRICK TYPE 1

A100A A100B A100C A100D A100E A100F

C1a

-4"

0"

EQ. EQ. EQ.

07 62 00  - ALUM FASCIA

08 44 13  - SSG FRAME

04 20 00  - FACING BRICK TYPE 2, SINGLE ROW HIGH

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

04 20 00  - GFCU TYPE 4

26 00 00  - POWER OUTLET (E)

21 00 00  - FIRE ALARM BEACON (F)

26 00 00  - LIGHT FIXTURE (E)

21 00 00  - KNOX BOX (F)

.

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-1

J1
A4.10

__________

SLOPE (1/4)" / 1'- 0"

0"

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

26 00 00  - LIGHT
FIXTURE (E)

07 62 00  - ALUM
FASCIA

04 20 00  - GFCU TYPE 4

08 71 00  - KNOXBOX

26 00 00  - CARD READER (E)

08 42 29  - AUTOMATIC DOOR OPERATOR

INTERIOR FACE

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-1

J1
A4.10

__________

SLOPE (1/4)" / 1'- 0"

0"

ANGLE TO MATCH FRONT FACE

04 20 00  - GFCU TYPE 4

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

78°

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-1E-3E-4E-6E-7 E-5E-9

J6
A3.10

__________

J9
A3.10

__________ J12
A3.10

__________

J1
A3.11

__________

e-5.5

04 20 00  - FACING BRICK TYPE 1

F9
A2.20

__________

C2W2

W2

W2 W2

W2W2

W1 W1

W1W1

W1 W1 W1

W1W1W1 W1W1W1

08 44 13  -
CURTAINWALL
FRAMING

04 20 00  - CONTROL JOINT, TYP.

E-7.9

07 62 00  - ALUM FASCIA

E6.5 E5.8 E4.1

J1
A4.19

__________

W2

W2

A2.03

J11

04 20 00  - FACING BRICK TYPE 2

04 20 00  - FACING
BRICK TYPE 1

R.T.U.
R.T.U.

04 20 00  - FACING BRICK TYPE 2

07 62 00  - ALUM FASCIA

J5
A3.11

Sim__________

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

04 20 00  - FACING BRICK TYPE 1

.

04 20 00  - FACING
BRICK TYPE 2

07 62 00  - ALUM
FASCIA

C3

C3

E139A E139B

W1W1 W1

E-16

-4"

0"

-4"

.

26 00 00  - POWER OUTLET (E)

.

04 20 00  - CONTROL JOINT, TYP..

07 62 00  - ALUM FASCIA

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

6'-2"

08 44 13  - CURTAINWALL FRAMING

08 44 13  - SSG FRAME

04 20 00  - GFCU TYPE 4

28 00 00  - SECURITY
CAMERA

21 00 00  - FIRE
ALARM BEACON (F)

26 00 00  - POWER OUTLET (E)
22 00 00  - HOSE BIB (P)

21 00 00  - FIRE ALARM BEACON (F)

28 00 00  - SECURITY CAMERA10 14 24  - ALUMINUM SIGNAGE

07 95 13  - EXPANSION JOINT - TYPE 1

08 45 00  - INSULATED
SKYLIGHT04 20 00  - FACING BRICK TYPE 2,

STACKED BOND

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

.

04 20 00  - CONTROL JOINT, TYP.

A2.03

D13

E-69

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

EXPOSED, PAINTED
STRUCTURE

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF
24' - 0"

E-CE-A E-EE-DE-BE-A1

J8
A3.11

__________ J11
A3.11

__________

08 44 13  - SSG FRAME

C4

J5
A3.11

__________

W1W1W1

04 20 00  - GFCU TYPE 2

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

F5
A5.32

__________

W1 W1 W1

R.T.U.

W1 W1 W1

W3 W3

04 20 00  - FACING BRICK TYPE 1

04 20 00  - GFCU TYPE 5

04 20 00  - FACING BRICK TYPE 2

04 20 00  - FACING BRICK TYPE 2

04 20 00  - GFCU TYPE 4

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 62 00  - ALUM FASCIA

07 62 00  - ALUM FASCIA

07 62 00  - ALUM FASCIA

04 20 00  - FACING BRICK TYPE 2

J1
A3.11

Sim__________

OPP
HAND

E-A7

E7

A1.71

C4

E154-4"
0" -4"

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

04 20 00  - GFCU TYPE 4

04 20 00  - CONTROL JOINT, TYP.
04 20 00  - CONTROL JOINT, TYP..

.

28 00 00  - SECURITY CAMERA

21 00 00  - FIRE ALARM BEACON (F)

22 00 00  - HOSE BIB (P)

04 20 00  - GFCU TYPE 4

08 45 00  - INSULATED SKYLIGHT

A2.03

J11

Sim

26 00 00  - LIGHT FIXTURE (E)

5'-0"
ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

18
' -

 8
"

E12

A1.71

?

A3

B

C2

D

A1

A2

E

F1

F2

C1

C4

C
7

C11

F
1

J1

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.

EXTERIOR ELEVATIONS NOTES:
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 1/8" = 1'-0"A2.04

C7 SOUTHWEST ELEVATION OF MAIN ENTRY
 1/8" = 1'-0"A2.04

C11 SOUTHEAST ELEVATION OF MAIN ENTRY
 1/8" = 1'-0"A2.04

C4 NORTHWEST ELEVATION OF MAIN ENTRY

 1/8" = 1'-0"A2.04

F1 WEST ELEVATION OF BUILDING E

 1/8" = 1'-0"A2.04

J1 SOUTH ELEVATION OF BUILDING E

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-E E-D

W5b

04 20 00  - CONTROL JOINT, TYP.

04 20 00  - GFCU TYPE 5

-4"

07 62 00  - ALUM FASCIA

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

04 20 00  - GFCU TYPE 4

2' - 0"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

J11
A3.11

Sim__________
WITH NO CANOPY

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-1 E-4 E-6 E-8E-5E-2

04 20 00  - LFCB TYPE 6

04 20 00  - FACING BRICK TYPE 1

F9
A2.20

__________J1
A3.12

__________

W1 W1 W1

C5

W1W1W1W1W1W1W1W1W1

W5
W4 W3

W5
W3 W3 W4 W3

W5
W4

04 20 00  - GFCU TYPE 4

08 44 13  - CURTAINWALL FRAMING

04 20 00  - CONTROL JOINT, TYP.

E-7.9E6.5E5.8E4.1

J1
A4.19

__________

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 62 00  - ALUM FASCIA

04 20 00  - GFCU TYPE 5

R.T.U. R.T.U.

J5
A3.11

Sim__________

04 20 00  - FACING BRICK TYPE 2

04 20 00  - GFCU TYPE 2

04 20 00  - GFCU TYPE 2
04 20 00  - GFCU TYPE 2

E140A

E141

E-16

0"
-4"

0"
-4"

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING
08 36 13  - OH SECTIONAL DOOR TRACK

.

04 20 00  - CONTROL JOINT, TYP.

04 20 00  - GFCU TYPE 5

04 20 00  - GFCU TYPE 4

04 20 00  - GFCU TYPE 2

04 20 00  - LFCB TYPE 6

04 20 00  - FACING BRICK TYPE 1

04 20 00  - FACING BRICK TYPE 2

08 45 00  - INSULATED SKYLIGHT

.

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

04 20 00  - GFCU TYPE 4

07 95 13  - EXPANSION JOINT - TYPE 1

A2.03

J11

Sim

28 00 00  - SECURITY CAMERA

26 00 00  - POWER OUTLET (E)

21 00 00  - FIRE ALARM BEACON (F)

.

22 00 00  - HOSE BIB (P)
22 00 00  - HOSE BIB (P)

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

26 00 00  - LIGHT FIXTURE (E) .

CENTER FIXTURE SIDE TO SIDE,
ALIGN TOP OF FIXTURE WITH
TOP OF DOOR OPENING

E10

A1.71

E-69

18
' -

 8
"

J5

A3.35

SIM

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

EQEQ

.

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

S1

C6
W2 W2 W2 W2

W5

08 44 13  - SSG FRAME

04 20 00  - CONTROL JOINT, TYP.

08 63 00  - FRAMED SKYLIGHT

E-G E-HE-D9

W3

04 20 00  - FACING
BRICK TYPE 2

07 62 00  - ALUM FASCIA

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

R.T.U.

08 44 13  - ALUM ENTRANCE DOOR

J4
A3.12

__________

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

04 20 00  - GFCU TYPE 4

A148 A175A A175B A171G A171F A171E A171D A171C A171B A171A-4" 0"

CONCRETE BRICK AT REMAINDER OF BUILDING

ALTERNATE NO. 3

.

R.T.U.

08 43 13  - ALUM STOREFRONT FRAMING

04 20 00  - LFCB TYPE 6

04 20 00  - GFCU TYPE 2

.

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

07 62 00  - ALUM FASCIA

A2.03

J11

Sim

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

J1

A3.40

A3.12

J7

Sim

J10
A3.12

Sim__________

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

J8
A4.14

__________

E-85 E-75E-77

J1
A4.15

__________

-4"

04 20 00  - CONTROL JOINT, TYP.

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

04 20 00  - LFCB TYPE 6

07 62 00  - ALUM FASCIA

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-B

J1
A2.20

__________

04 20 00  - ICB TYPE 7

J1
A3.13

__________

W7W7W7W7W7W7W7

S2

F119I F119J
-4" -8"

0"

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

R.T.U.

07 62 00  - ALUM FASCIA

04 20 00  - FACING BRICK TYPE 1

07 42 13  - MTL WALL PANEL TYPE 1

08 62 23  - TUBULAR SKYLIGHT

04 20 00  - CONTROL JOINT, TYP.

21 00 00  - FIRE ALARM BEACON (F)

28 00 00  - SECURITY CAMERA

.

.

08 43 13  - ALUM STOREFRONT FRAMING

07 62 00  - ALUM FASCIA

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

ALIGN

1
/4

"

1"

1
/4

"

1"

04 20 00  - GFCU TYPE 4

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

04 20 00  - ICB TYPE 8

26 00 00  - POWER OUTLET (E)

26 00 00  - LIGHT FIXTURE (E)

.

21 00 00  - FIRE ALARM BEACON (F)

A
LI

G
N

1/8"

3
/4

"

1/8"

3
/4

"

04 20 00  - CONTROL JOINT, TYP..

J1

A1.74

A3

B

C2

D
A1

A2

E

F1

F2

C1

C
1

F5
F8

J1

J5

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.
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 1/8" = 1'-0"A2.05

F5 NORTH ELEVATION OF BUILDING E

 1/8" = 1'-0"A2.05

C1 EAST ELEVATION OF BUILDING E

 1/8" = 1'-0"A2.05

F8 SOUTH ELEVATION OF AUDITORIUM/GYM ENTRY

 1/8" = 1'-0"A2.05

J1 WEST ELEVATION OF AUDITORIUM/GYM ENTRY
 1/8" = 1'-0"A2.05

J5 SOUTHWEST ELEVATION OF BUILDING F1

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-1 F-6 F-7F-5F-1.2 F-4F1
A2.20

__________

S3

08 43 13  - ALUM STOREFRONT FRAMING

/

M
A

T
C

H
L
IN

E

G
1

A
2
.0

6

J6
A3.13

__________
J9

A3.13
__________

A-81A-65 B-3Z-1

S31 S31 S31 S31S31S31

W7

S31

F119A F119B F119C F119D

S31

-4" -8" -4"
0" -8"

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

A
LIG

N

3/8"

3
/4

"

3/8"

3
/4

"

A
LIG

N
T

Y
P

1/4"

3
/4

"

1/4"

3
/4

"

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

26 00 00  - LIGHT FIXTURE (E)
22 00 00  - HOSE BIB (P)

21 00 00  - FIRE ALARM BEACON (F)

28 00 00  - SECURITY CAMERA

04 20 00  - GFCU TYPE 4

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

04 20 00  - ICB TYPE 7

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

04 20 00  - ICB TYPE 8

04 20 00  - FACING
BRICK TYPE 1

07 62 00  - ALUM FASCIA
ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

10 14 24  - ALUMINUM SIGNAGE

TYP, CENTERED BETWEEN
CONTROL JOINTS

.

07 62 00  - ALUM FASCIA .

04 20 00  - CONTROL JOINT, TYP.

04 20 00  - CONTROL JOINT, TYP.

04 20 00  - CONTROL JOINT, TYP.

A8.52

B1

11
' -

 9
"

26 00 00  - LIGHT FIXTURE (E)
TYP, CENTERED BETWEEN
CONTROL JOINTS

W7 W7 W7 W7 W7 W7 W7 W7 W7 W7 W7 W7 W7 W7

A3

B

C2

D

A1

A2

E

F1

F2

C1

J1

G
4

G1

C8
C1

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-B F-E F-FF-C
E6

A3.13
__________J1

A2.20
__________

/

M
A

T
C

H
L
IN

E

J
4

A
2
.0

7

04 20 00  - GFCU TYPE 5

04 20 00  - GFCU TYPE 3

W8

W4
W5

04 20 00  - GFCU TYPE 5

04 20 00  - CONTROL JOINT, TYP.

J1
A3.13

Sim__________

F122D F128C F128AF128B

S2

F119H F119G

W7 W7 W7 W7 W7 W7 W7 W7 W7

-8"

-4" -4"
0"

11' - 3 1/2"

28 00 00  - SECURITY
CAMERA

26 00 00  - LIGHT FIXTURE (E)

08 43 13  - ALUM STOREFRONT FRAMING

26 00 00  - POWER OUTLET (E)

22 00 00  - HOSE BIB (P)

07 62 00  - ALUM FASCIA

0"

.

04 20 00  - FACING BRICK TYPE 1

07 42 13  - MTL WALL PANEL TYPE 1

08 62 23  - TUBULAR SKYLIGHT

05 51 00  - PRE-FAB ALUM LADDER

R.T.U.

A
LI

G
N

3/8"

3
/4

"

3/8"

3
/4

"

A
LI

G
N

3/8"

3
/4

"

3/8"

3
/4

"

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

T
Y

P

1/4"

3
/4

"

1/4"

3
/4

"

ALIGN

1
/8

"

3/4"

1
/8

"

3/4"

REVEL TO MATCH HEIGHT OF
OPPOSITE SIDE OF GYM

04 20 00  - FACING BRICK TYPE 2, SINGLE ROW HIGH .

04 20 00  - GFCU TYPE 3

07 42 13  - MTL WALL PANEL TYPE 1

A
LIG

N

3/8"

3
/4

"

3/8"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

A
LIG

N
1/4"

3
/4

"

1/4"

3
/4

"

26 00 00  - LIGHT FIXTURE (E)

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

CENTERED BETWEEN
CONTROL JOINTS

.

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

26 00 00  - LIGHT FIXTURE (E)

26 00 00  - POWER OUTLET (E)

26 00 00  - CARD READER (E)

21 00 00  - FIRE ALARM BEACON (F)

22 00 00  - HOSE BIB (P)
.

CENTERED BETWEEN
CONTROL JOINTS

J1
A3.14

__________

A8.52

H1

A8.52

J1

28 00 00  - SECURITY CAMERA

MIN.

10' - 0"

21 00 00  - FIRE ALARM BEACON (F)

10 14 24  - ALUMINUM SIGNAGE
10 14 24  - ALUMINUM SIGNAGE

11' - 3 1/2"

EQEQ

04 20 00  - CONTROL JOINT, TYP.

04 20 00  - CONTROL JOINT, TYP.

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-8

04 20 00  - GFCU TYPE
3

04 20 00  - CONTROL
JOINT, TYP.

R.T.U.

W8 W8W8

S4

F126A -4"0"

26 00 00  - LIGHT FIXTURE (E)

04 20 00  - CONTROL JOINT, TYP.08 43 13  - ALUM STOREFRONT FRAMING

07 21 19  - FOAMED-IN PLACE INSULATION

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

07 62 00  - ALUM FASCIA

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-6F-8

07 42 13  - MTL WALL PANEL TYPE 2

07 62 00  - ALUM FASCIA

04 20 00  - CONTROL
JOINT, TYP.

W4 W5 W4 W5 W4 W5 W4 W5 W4 W5

-4"

05 51 00  - PRE-FAB ALUM LADDER

R.T.U.
07 21 19  - FOAMED-IN PLACE INSULATION

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

04 20 00  - GFCU TYPE 3

26 00 00  - LIGHT FIXTURE (E)

-4"

.

CENTERED BETWEEN
CONTROL JOINTS

.

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF AT GYM
21' - 0"

B-8 B-9 B10 B11 B12

07 42 13  - MTL WALL
PANEL TYPE 2

S9 S9 S10a

S9S7 S8 S9 S8

B142D

J1
A3.15

__________

-4"0"

J1
A4.16

__________

08 45 00  - INSULATED SKYLIGHT

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

08 43 13  - ALUM STOREFRONT FRAMING

04 20 00  - GFCU TYPE 5

.07 62 00  - ALUM FASCIA

R.T.U.

04 20 00  - CONTROL JOINT, TYP.

.

.

26 00 00  - LIGHT FIXTURE (E)
CENTERED BETWEEN WINDOWS,
ALING WITH TOP OF WALL AT
STAGE  STORAGE.

ALIGN

1
/4

"

4 1/4"

1
/4

"

4 1/4"

.

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

D8

A1.72

B-99

04 20 00  - GFCU TYPE 5
TOP ROW, 4" FINISH COURSE

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.
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 1/8" = 1'-0"A2.06

J1 SOUTHEAST ELEVATION OF BUILDING F1

 1/8" = 1'-0"A2.06

G4 NORTHEAST ELEVATION OF BUILDINGS F1 & F2
 1/8" = 1'-0"A2.06

G1 SOUTHEAST ELEVATION OF BUILDING F2

 1/8" = 1'-0"A2.06

C1 NORTHWEST ELEVATION OF BUILDING F2
 1/8" = 1'-0"A2.06

C8 SOUTHEAST ELEVATION OF BUILDING B

NO. DESCRIPTION DATE



BASEMENT - 1/8"
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

B-4B-5B-6B-8B-9B10B11
B12

C8

S23

W1 W1 W1 W1 W1 W1

/

M
A

T
C

H
L
IN

E

C
4

A
2
.0

8

W1 W1 W1 W1

W2 W2 W2 W2 W2 W2

R.T.U.

07 72 00  - ROOF HATCH

07 72 00  - HATCH SAFETY RAILING

J9
A3.10

Sim__________

J12
A3.10

Sim__________
J6

A3.10

Sim__________

W4bW4b

C17
W1 W1 W1

W1W1

B147A B127B

J4
A3.16

__________

-4"

-11' - 0"

-8"

0"
0" 0"

J1
A4.16

__________

R.T.U.A2.03

J11

Sim

-4"

08 45 00  - INSULATED SKYLIGHT
08 45 00  - INSULATED SKYLIGHT

04 20 00  - FACING BRICK TYPE 1

03 30 00  - SMOOTH FORMED GROUT
CLEANED CONCRETE FINISH 08 44 13  - CURTAINWALL FRAMING

04 20 00  - FACING BRICK TYPE 2, STACKED BOND

04 20 00  - FACING BRICK TYPE 2, SINGLE ROW HIGH .

26 00 00  - LIGHT FIXTURE (E) 26 00 00  - LIGHT FIXTURE (E) .

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

5'-4"21'-4"22'-8"

EQEQ

B110A

07 62 00  - ALUM FASCIA .

ALTERNATE NO. 2 – CONCRETE BRICK AT REAR OF BUILDING

D8

A1.72

BASEMENT
-11' - 0"

B-99

EXPOSED, PAINTED STRUCTURE

J1

A3.35

SIM

A3

B

C2

D

A1

A2

E

F1

F2

C1 J4

F1

J1

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

B-C

S12

B112 -8"0"

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

04 20 00  - ICB TYPE 7

04 20 00  - ICB TYPE 8

07 62 00  - ALUM FASCIA

26 00 00  - POWER OUTLET (E)

21 00 00  - FIRE ALARM BEACON (F)

28 00 00  - SECURITY CAMERA

04 20 00  - CONTROL JOINT, TYP.

BASEMENT - 1/8"
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF AT GYM
21' - 0"

A-DA-CA-B

J7
A3.15

__________

A-F A-GA-EB-A

J4
A3.14

__________C7
A2.20

__________
F1

A2.21
__________ J11

A3.15
__________

J1
A3.16

__________

S10b

S11

W1W1W1

/

M
A

T
C

H
L
IN

E

G
4

A
2
.0

6

04 20 00  - CONTROL JOINT, TYP.
W1W1

R.T.U.

32 30 00  - BOLLARD (C)

A-D9

S8a

B052BB054A B053A B052A B050 B057A

A185DA185C

C7

LV5

-11' - 0"

-8"0"

0"

G11

A0.36

CONCRETE BRICK AT REAR OF BUILDING

ALTERNATE NO. 2

0"

A2.03

J11

Sim

07 42 13  - MTL WALL PANEL TYPE 1

07 62 00  - ALUM FASCIA

04 20 00  - ICB TYPE 8

EQEQEQEQ

.

26 00 00  - LIGHT FIXTURE (E)

08 45 00  - INSULATED SKYLIGHT

07 62 00  - ALUM FASCIA .

07 42 13  - MTL WALL PANEL TYPE 1

03 30 00  - SMOOTH FORMED GROUT
CLEANED CONCRETE FINISH

07 62 00  - ALUM FASCIA

04 20 00  - FACING BRICK TYPE 1

04 20 00  - FACING BRICK TYPE 2,
STACKED BOND

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

.

22 00 00  - HOSE BIB (P)

21 00 00  - FIRE ALARM BEACON (F)

26 00 00  - CARD READER (E)

26 00 00  - LIGHT FIXTURE (E)

08 71 00  - KNOXBOX

26 00 00  - POWER OUTLET (E) 26 00 00  - CARD READER (E)

26 00 00  - LIGHT FIXTURE (E)

EQ EQ

EQ EQ

.

C1

A1.73

J10
A3.14

__________

BASEMENT
-11' - 0"

04 20 00  - CONTROL JOINT, TYP.

21 00 00  - FIRE ALARM BEACON (F)

21 00 00  - FIRE ALARM BEACON (F)

WASHING MACHINE
VALVE BOX

A-H9

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.

EXTERIOR ELEVATIONS NOTES:

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

As indicated

2/
11

/2
01

6 
1:

38
:3

9 
P

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_c

hr
is

2r
ev

it.
rv

t

A2.07

12-067-00

02/11/2016

CLU

EXTERIOR ELEVATIONS

BID DOCUMENTS

SANFORD HIGH

SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1/8" = 1'-0"A2.07

F1 NORTHWEST ELEVATION OF BUILDING B

 1/8" = 1'-0"A2.07

J1 NORTHEAST ELEVATION OF BUILDINGS B1
 1/8" = 1'-0"A2.07

J4 NORTHEAST ELEVATION OF BUILDINGS A3 & B

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

C-8C-10C-11 C-9

J12
A3.16

__________

/

M
A
T
C
H
L
IN
E

F
1

A
2
.0
8

W2 W2 W1 W1 W1

W1

W1 W1 W1

W1
W1

W1

W1 W1

W1 W1

W1

R.T.U.

-4"

A2.03

J11

Sim

R.T.U.

08 63 00  - FRAMED SKYLIGHT

A
LI

G
N

T
Y

P

1/4"

3
/4
"

1/4"

3
/4
"

26 00 00  - LIGHT FIXTURE (E)

04 20 00  - FACING BRICK TYPE 2, STACKED BOND

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

28 00 00  - SECURITY CAMERA

26 00 00  - CARD READER (E)

26 00 00  - POWER OUTLET (E)

07 62 00  - ALUM FASCIA

04 20 00  - FACING BRICK TYPE 1

.

J2

A4.24

21 00 00  - FIRE ALARM BEACON (F)

LEVEL 1
0"

LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

C-2C-4C-6 C-1C-3C-5C-7

J4
A3.17

__________C1
A2.21

__________

/

M
A
T
C
H
L
IN
E

C
8

A
2
.0
8

07 72 00  - HATCH SAFETY RAILING

J1
A3.17

__________

S22 S21

S18

S21

C19
C12

C12

C134HC122AC122B C134F-4"
-4"

R.T.U.

0"

08 45 00  - INSULATED SKYLIGHT

08 62 23  - TUBULAR SKYLIGHT

04 20 00  - FACING BRICK TYPE 1

07 62 00  - ALUM FASCIA

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

04 20 00  - GFCU TYPE 4

07 62 00  - ALUM FASCIA

07 42 13  - MTL WALL PANEL TYPE 1

04 20 00  - GFCU TYPE 5

32 30 00  - BOLLARD (C)

26 00 00  - LIGHT FIXTURE (E)26 00 00  - LIGHT FIXTURE (E)

?

.

EQEQ

28 00 00  - SECURITY CAMERA

EQEQ EQEQ EQEQ

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LIG

N

1/8"

3
/4
"

1/8"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LIG

N

1/4"

2
"

1/4"

2
"

5' - 0"

21 00 00  - FIRE ALARM BEACON (F)
0"

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

A2.03

F1

ALIGN

3
/8
"

3/4"

3
/8
"

3/4"

S15

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF
24' - 0"

C-E2 C-AC-CC-C1C-D C-B
J7

A3.17
__________

C13

05 51 13  - GUARDRAIL

08 44 13  - SSG FRAME

D-78D-B9C-E

32 30 00  - BOLLARD (C)

07 72 00  - ROOF HATCH
J10
A3.17

__________

S21 S22 S15

C138FC138E C120A-4" 0"

-4"

07 62 00  - ALUM FASCIA

07 42 13  - MTL WALL PANEL TYPE 1

04 20 00  - GFCU TYPE 5

04 20 00  - CONTROL JOINT, TYP. 04 20 00  - GFCU TYPE 4

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

08 45 00  - INSULATED SKYLIGHT

08 62 23  - TUBULAR SKYLIGHT

26 00 00  - LIGHT FIXTURE (E)

26 00 00  - LIGHT FIXTURE (E)

26 00 00  - POWER OUTLET (E)

22 00 00  - HOSE BIB (P)

26 00 00  - POWER OUTLET (E)

21 00 00  - FIRE ALARM BEACON (F).

A
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G
N
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3
/4
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3
/4
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" A
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3
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3
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"

EQEQ

.
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1/4"

3
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"

1/4"

3
/4
"

D-8C-E1

S21

A
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N

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

28 00 00  - SECURITY CAMERA

A3

B

C2

D

A1

A2

E

F1

F2

C1

C
1

C
8

F
1

J1

C4

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

B-C

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

04 20 00  - CONTROL JOINT, TYP.

-8" 0"

10' - 5 1/8"

26 00 00  - LIGHT FIXTURE (E)

07 62 00  - ALUM FASCIA

04 20 00  - ICB TYPE 8

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

J7
A3.16

__________/

M
A
T
C
H
L
IN
E

F
1

A
2
.0
7

B-14B-15 B-1

C17

A155B A155A A151E A151F A151GB110A
0"

07 62 00  - ALUM FASCIA

04 20 00  - FACING BRICK TYPE 1

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

B110 A155

C11

S34 S35

S33S32

J1

A3.35

SIM

07 62 00  - ALUM FASCIA

04 20 00  - LFCB TYPE 6

04 20 00  - GFCU TYPE 2.

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.
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                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.
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 1/8" = 1'-0"A2.08

C8 EAST ELEVATION OF BUILDINGS A2 & C1

 1/8" = 1'-0"A2.08

F1 EAST ELEVATION OF BUILDINGS C1 & C2

 1/8" = 1'-0"A2.08

J1 NORTH ELEVATION OF BUILDINGS A2 & C2

 1/8" = 1'-0"A2.08

C1 WEST ELEVATION OF BUILDING B
 1/8" = 1'-0"A2.08

C4 NORTHWEST ELEVATION OF BUILDING B CAFETERIA ENTRY

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

C-2C-1 C-3
J1

A3.18
__________ J4

A3.18
__________ /

M
A

T
C

H
L
IN

E

G
1

A
2
.0

9

07 72 00  - HATCH SAFETY RAILING

07 72 00  - ROOF HATCH

32 30 00  - BOLLARD (C)

S17 S15 S17

C133EC139FC139E C133D -4"

0"

-4"0"-4"

08 62 23  - TUBULAR SKYLIGHT

07 62 00  - ALUM FASCIA

07 42 13  - MTL WALL PANEL TYPE 1

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

04 20 00  - GFCU TYPE 5

26 00 00  - LIGHT FIXTURE (E)

21 00 00  - FIRE ALARM BEACON (F)

26 00 00  - POWER OUTLET (E)

28 00 00  - SECURITY CAMERA

.

.

26 00 00  - LIGHT FIXTURE (E)

22 00 00  - HOSE BIB (P)

A
LI

G
N

1/4"

1
"

1/4"

1
"

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

R.T.U.

R.T.U.

EQ. EQ.

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

EQ EQ

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

LEVEL 1
0"

LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

C-4 C-6 C-8 C-10 C-11C-5 C-7 C-9 C-12

C1
A2.21

__________

/

M
A

T
C

H
L
IN

E

J
1

A
2
.0

9

W8 W8

J1
A4.17

__________

R.T.U.

32 30 00  - BOLLARD (C)

J7
A3.18

__________

C105C C101DC101CC111C113CC117C C117D

S21S22S17

C127EC127D
11"

1' - 3"

11"
1' - 3"

R.T.U.

08 45 00  - INSULATED SKYLIGHT

07 62 00  - ALUM FASCIA

26 00 00  - LIGHT FIXTURE (E)

08 62 23  - TUBULAR SKYLIGHT

28 00 00  - SECURITY CAMERA

04 20 00  - GFCU TYPE 5

07 42 13  - MTL WALL PANEL TYPE 1

26 00 00  - POWER OUTLET (E)

26 00 00  - LIGHT FIXTURE (E)

28 00 00  - SECURITY CAMERA

05 51 13  - GUARDRAIL

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

26 00 00  - LIGHT FIXTURE (E)

08 63 00  - FRAMED SKYLIGHT
21 00 00  - FIRE ALARM BEACON (F)

26 00 00  - POWER OUTLET (E)
26 00 00  - POWER OUTLET (E)

28 00 00  - SECURITY CAMERA

07 42 13  - MTL WALL PANEL TYPE 1

04 20 00  - GFCU TYPE 5

04 20 00  - CONTROL JOINT, TYP.

A
LIG

N
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"

0"

07 95 13  - EXPANSION JOINT - TYPE 1

DISCONNECT SWITCH
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3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

3
/4
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1/4"

3
/4

"

EQ EQ

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF
24' - 0"

D-3D-4D-6 D-5D-7 D-65D-76
C1

A2.20
__________

/

M
A

T
C

H
L
IN

E

J
9

A
2
.1

0

W1 W1 W1 W1 W1 W1 W1 W1 W1 W1W2 W2 W2

W2W2W2 W1 W1 W1

W2W2W2

W3 W4b W3b W3b W3b

D-5.8D-78 D-38D-B9

J1
A4.18

__________

R.T.U.
R.T.U.

R.T.U.R.T.U.

04 20 00  - CONTROL JOINT, TYP.

J6
A3.10

Sim__________ J1
A3.11

Sim__________ J8
A3.11

Sim__________J5
A3.11

Sim__________

C14

C14 W4b

D118A

W5 W5b

-4"

0"

-4"

R.T.U.

C1
A3.18

__________

ALTERNATE NO. 2 – CONCRETE BRICK AT REAR OF BUILDING ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

08 45 00  - INSULATED SKYLIGHT

08 44 13  - SSG FRAME

04 20 00  - GFCU TYPE 4

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 62 00  - ALUM FASCIA

07 42 13  - MTL WALL PANEL TYPE 1

04 20 00  - FACING BRICK TYPE 1

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

.

26 00 00  - LIGHT FIXTURE (E)

04 20 00  - LFCB TYPE 6

04 20 00  - GFCU TYPE 2

04 20 00  - FACING BRICK TYPE 2

04 20 00  - FACING BRICK TYPE 1

EQEQ

EQEQ

8' - 5"

26 00 00  - POWER OUTLET (E)

21 00 00  - FIRE ALARM BEACON (F)

26 00 00  - LIGHT FIXTURE (E)
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A2.03

J11

Sim

07 62 00  - ALUM FASCIA

D-47D-8 D-64

A3

B

C2

D

A1

A2

E

F1

F2

C1

J1
G

1

D1
J12

LEVEL 1
0"

LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

C-A

S22

-4"

07 62 00  - ALUM FASCIA

07 42 13  - MTL WALL PANEL TYPE 1

04 20 00  - GFCU TYPE 5

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

04 20 00  - CONTROL JOINT, TYP.

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.
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 1/8" = 1'-0"A2.09

J1 WEST ELEVATION OF BUILDING C2

 1/8" = 1'-0"A2.09

G1 WEST ELEVATION OF BUILDING C1 & A2

 1/8" = 1'-0"A2.09

D1 NORTH ELEVATION OF BUILDING D

 1/8" = 1'-0"A2.09

J12 SOUTHWEST ELEVATION OF BUILDING C1

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-E D-D D-BD-C D-A1

J10
A3.18

__________

04 20 00  - GFCU TYPE 5

S24

08 43 13  - ALUM STOREFRONT FRAMING

R.T.U.

08 44 13  - SSG FRAME

32 30 00  - BOLLARD (C)

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 62 00  - ALUM FASCIA

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

13 34 12  - GREENHOUSE

04 20 00  - CONTROL JOINT, TYP.

J1
A3.19

__________ J5
A3.19

__________F5
A4.18

__________

W1 W1 W1 W2 W2 W2

13 34 12  - DOUBLE RIDGE VENTS

13 34 12  - UNIT HEATERS W/ VENT

13 34 12  - UNIT
HEATERS W/ VENT

.

S26a

C18

D148 D150D
J9

A3.38

-4"
-4"

0"

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

08 45 00  - INSULATED SKYLIGHT

04 20 00  - FACING BRICK TYPE 1

07 62 00  - ALUM FASCIA

04 20 00  - LFCB TYPE 6

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

.

28 00 00  - SECURITY CAMERA

21 00 00  - FIRE ALARM BEACON (F)

26 00 00  - LIGHT FIXTURE (E)

22 00 00  - HOSE BIB (P)
26 00 00  - POWER OUTLET (E)

22 00 00  - EXTERIOR SINK (P)

04 20 00  - GFCU TYPE 4

04 20 00  - GFCU TYPE 4

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 62 00  - ALUM FASCIA
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P
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3
/4
"

1/4"

3
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/4
"

1/4"

3
/4
"

EQ EQ

04 20 00  - FACING BRICK TYPE 2

E1

A3.36

D-C4

04 20 00  - CONTROL
JOINT, TYP.

04 20 00  - CONTROL JOINT, TYP.

.

C7

A3.38

C11

A3.38

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-3 D-4D-1 D-2 D-5
J1

A3.20
__________ J4

A3.20
__________ J10

A3.20
__________

04 20 00  - FACING BRICK TYPE 1

/

M
A
T
C
H
L
IN
E

C
8

A
2
.1
0

S28b

W2 W2 W2 W1 W1 W1 W1 W1 W1

D-5.8D-38

R.T.U.
R.T.U.

07 62 00  - ALUM FASCIA

08 43 13  - ALUM STOREFRONT FRAMING

08 44 13  - SSG FRAME

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 62 00  - ALUM FASCIA

08 43 13  - ALUM STOREFRONT FRAMING

04 20 00  - FACING
BRICK TYPE 2,
SINGLE ROW HIGH

13 34 12  - GREENHOUSE

04 20 00  - CONTROL JOINT, TYP.

J10
A3.19

__________

J1
A3.20

Sim__________

13 34 12  - DOUBLE RIDGE VENTS

13 34 12  - UNIT HEATERS W/ VENT

J12

A3.38

S27S26b

C15

S29

C15

S25

D154B D151AD140DD140CD140BD140A
-4"

0"
-4"-4"

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

A2.03

J11

Sim

A
LI

G
N

T
Y

P

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

T
Y

P
1/4"

3
/4
"

1/4"

3
/4
"

07 62 00  - ALUM FASCIA .

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

.

26 00 00  - LIGHT FIXTURE (E)

22 00 00  - HOSE BIB (P)

.

0"
28 00 00  - SECURITY CAMERA

21 00 00  - FIRE ALARM BEACON (F) .

26 00 00  - POWER OUTLET (E)04 20 00  - GFCU TYPE 4

.

04 20 00  - FACING BRICK TYPE 1

07 62 00  - ALUM FASCIA

07 21 19  - FOAMED-IN PLACE INSULATION

07 62 00  - ALUM FASCIA

12
' -

 0
"

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

5'-0"

D-47

04 20 00  - CONTROL JOINT, TYP.

D-.7D-.8

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-1D-2

/

M
A
T
C
H
L
IN
E

D
1

A
2
.0
9

W1W1

W4b

13 34 12  - GREENHOUSE

04 20 00  - CONTROL JOINT, TYP.

J10
A3.19

__________

13 34 12  - DOUBLE RIDGE VENTS

13 34 12  - UNIT HEATERS W/ VENT

W5b

-4"-4" 0"

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

J8

A3.33

SIM

04 20 00  - FACING BRICK TYPE 1

04 20 00  - FACING BRICK TYPE 2

04 20 00  - LFCB TYPE 6

04 20 00  - GFCU TYPE 2

04 20 00  - CONTROL JOINT, TYP.

07 62 00  - ALUM FASCIA

07 62 00  - ALUM FASCIA

07 21 19  - FOAMED-IN PLACE INSULATION

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

04 20 00  - GFCU TYPE 4

.

A2.03

J11

Sim

REMAINDER OF BUILDING

ALTERNATE NO. 3
CONCRETE BRICK AT

D154CS25

04 20 00  - CONTROL JOINT, TYP.

D-.7D-.8

A3

B

C2

D

A1

A2

E

F1

F2

C1
J9

J1

F1 F
1
3

C
1

C
5

C8

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-6 D-7D-65 D-76

08 44 13  - CURTAINWALL FRAMING

C1
A2.20

__________

/

M
A
T
C
H
L
IN
E

F
1

A
2
.1
0

C16

W1 W1

W2 W2

W2

08 45 00  - INSULATED SKYLIGHT

D-5.8 D-78

W2

J1
A4.18

__________

04 20 00  - FACING BRICK TYPE 2,
SINGLE ROW HIGH

04 20 00  - CONTROL JOINT, TYP.

J12
A3.10

Sim__________

J9
A3.10

Sim__________

J6
A3.10

Sim__________

-4"

ALTERNATE NO. 3 – CONCRETE BRICK AT REMAINDER OF BUILDING

R.T.U.R.T.U.

04 20 00  - CONTROL JOINT, TYP.

07 62 00  - ALUM FASCIA

04 20 00  - FACING BRICK TYPE 1

07 21 19  - FOAMED-IN PLACE INSULATION

07 62 00  - ALUM FASCIA

.

04 20 00  - FACING BRICK TYPE 1

04 20 00  - FACING BRICK TYPE 2,
STACKED BOND

A2.03

J11

Sim

A
LI

G
N

T
Y

P

3/8"

3
/4
"

3/8"

3
/4
"

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

EQ EQ

D-8D-64

EXPOSED, PAINTED STRUCTURE

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-A1

W6

-4"

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

04 20 00  - GFCU TYPE 4

26 00 00  - POWER OUTLET (E)

0"E1

A3.36

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-B D-AD-A1

A3.20

J4

04 20 00  - CONTROL JOINT, TYP.

04 20 00  - GFCU TYPE 5

08 43 13  - ALUM STOREFRONT
FRAMING

S28a

D4

A4.21

0"

04 20 00  - GFCU TYPE 5

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 62 00  - ALUM FASCIA.

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-A

04 20 00  - CONTROL JOINT, TYP.

-4"

07 21 19  - FOAMED-IN PLACE INSULATION

07 62 00  - ALUM FASCIA

EQEQ

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.
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 1/8" = 1'-0"A2.10

J1 WEST ELEVATION OF BUILDING D & GREENHOUSE

 1/8" = 1'-0"A2.10

F1 SOUTH ELEVATION OF BUILDING D

 1/8" = 1'-0"A2.10

J9 NORTH ELEVATION OF BUILDING D GREENHOUSE

 1/8" = 1'-0"A2.10

C8 SOUTH ELEVATION OF BUILDING D

 1/8" = 1'-0"A2.10

F13 EAST ELEVATION OF D WING ENTRY VESTIBULE

 1/8" = 1'-0"A2.10

C1 WEST ELEVATION OF D WING ENTRY VESTIBULE
 1/8" = 1'-0"A2.10

C5 EAST ELEVATION BUILDING D DINING

NO. DESCRIPTION DATE



185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

18 5INCS

18 5IN CS

18 5INCS

18 5IN CS

18 5INCS

18 5IN CS

18 5INCS

18 5IN CS

18 5IN CS

18 5INCS

18 5IN CS

18 5INCS

18 5INCS

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

185 INC S

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-E D-D D-BD-C

CLASSROOM

CLASSROOM

BUSINESS&
MANAGEMENT-

1ST_LEVEL
PATHWAY
LIBRARY

BUSINESS_&
MANAGEMENT

2ND_LEVEL

CPU-NETW
SYSTEMS

FACS
CULINARY

LAB

A3.10

J6

Sim

A3.10

J9

Sim

D-C4

OUT BUILDING
-8' - 4"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-CE-A E-DE-B

STAIR E

HUMAN
SERVICES-

CIRCULATION

HUMAN
SERVICES-
1ST_LEVEL

FIRE
STORAGE

EMS
TRAINING

A3.11

J1

Sim

A3.12

J1

Sim

E-A7 E-B4 E-C5 C-E1

A3.35

J5

OUT BUILDING
-8' - 4"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-BF-E F-D

LOCKER
ROOM

CIRCULATION

CORRIDOR

MAIN
GYMNASIUM

J1
A2.20

__________

A3.13

J6

Sim

OUT BUILDING
-8' - 4"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-5A-9 A-8A-11
F1

A2.20
__________

ED TECH
OFFICES (10)

MEN

MAIN
AUDITORIUM

AUDITORIUM
STAGE /

BACK
STAGE

AUDITORIUM
STORAGE

A3.14

J4

Sim

A-65 A-51Z-1Z-3Z-5

OUT BUILDING
-8' - 4"

C1
A2.20

__________

F9
A2.20

__________

F1
A2.20

__________

C7
A2.20

__________

C1
A2.21

__________

J1
A2.20

__________

F1
A2.21

__________

J1
A2.21

__________

C8
A2.21

__________

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F1
A2.20

__________

STORAGE

MAIN
GYMNASIUM

STORAGE

CIRCULATION

PRACTICE
GYMNASIUM

A3.13

J1

Sim

A-51 F-73B-3

A3.13

J1

Sim

OUT BUILDING
-8' - 4"
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 3/32" = 1'-0"A2.20

C1 SECTION THROUGH BUILDING D LOOKING EAST

 3/32" = 1'-0"A2.20

F9 SECTION THROUGH BUILDING E LOOKING NORTH
 3/32" = 1'-0"A2.20

F1 SECTION THROUGH MAIN GYMNASIUM LOOKING NORTHEAST

 3/32" = 1'-0"A2.20

C7 SECTION THROUGH AUDITORIUM LOOKING NORTHWEST

 1" = 100'-0"A2.20

J11 BUILDING SECTION KEY PLAN
 3/32" = 1'-0"A2.20

J1 SECTION THROUGH MAIN AND PRACTICE GYMNASIUMS LOOKING NORTHWEST

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

C-E2 C-AC-CC-D

SCIENCE
LAB-PHYSICS

CLASSROOM OFFICE (5)

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

OFFICE
BUILDING
TRADES

A3.18

J1

Sim

A3.18

J1

Sim

C-E D-8C-E1

BASEMENT - 1/8"
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-8 B-4 B-5 B-6 B-8 B-9 B11

DINING

AGORA /
OPEN

STEPPED
AREA

MAIN
COMMONS

ARTS &
COMMUNICATIONS-

1ST_LEVEL

ARTS &
COMMUNICATIONS-

2ND_LEVEL

STAIR B

/

M
A
T
C
H
L
IN
E

C
8

A
2
.2
1

A3.15

J11

Sim

WOMEN

WOMEN

A-65A-51

BUILDING
STORAGE

MEN

MEN

CUSTODIAL

BUILDING
STORAGE

B-99

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-5A-4A-3A-2A-1

J1
A2.21

__________

MAIN ENTRY

MAIN
COMMONS

MAIN
COMMONS

LIBRARY

MAIN
COMMONS

MAIN
COMMONS

/

M
A
T
C
H
L
IN
E

F
1

A
2
.2
1

A3.10

J1

Sim

A-15

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E1
A4.13

__________

A-D A-C A-BA-F A-E

C7
A2.20

__________

F1
A2.21

__________

C8
A2.21

__________

MAIN
COMMONS

MAIN
COMMONS

CORRIDOR

CORRIDOR ENTRY 2

A3.12

J10

Sim

A3.16

J7

Sim

A-H2 A-G1

DINING

A-D8A-H9A-H1
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 3/32" = 1'-0"A2.21

C1 SECTION THROUGH BUILDING C1 LOOKING SOUTH

 3/32" = 1'-0"A2.21

F1 NE-SW SECTION THROUGH MAIN BUILDING SPINE PART 2

 3/32" = 1'-0"A2.21

C8 NE-SW SECTION THROUGH MAIN BUILDING SPINE PART 1

 3/32" = 1'-0"A2.21

J1 NW-SE SECTION THROUGH SECONDARY BUILDING ENTRIES

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

A-1

21
' -

 1
0"

2'
 -

 4
"

13
' -

 0
"

4"

08 44 13  - ALUM ENTRANCE DOOR

08 44 13  - SSG FRAME

J1
A4.10

__________

A3.31

C1

A3.31

G1

03 30 00  - CONC
FOUNDATION (S)

15
' -

 4
"

31 23 15  - CRUSHED
STONE  (C)

08 44 13  - SSG FRAME

MAIN
ENTRY
A100

PERIMETER DRAIN
ASSEMBLY (C)

31 23 15  -
STRUCTURAL FILL (C)

A3.33

J8

SIM

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

M
IN

.

1'
 -

 0
"

M
IN

.

6"

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

FOUNDATION
ASSEMBLY

(BEYOND)

2'
 -

 0
"

4"

EWA-9

EWA-9

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL
SECTION SHEETS)

04 20 00  - GFCU TYPE 4
(BEYOND)

PITCH 1/4" PER 1'-0"

08 44 13  - CURTAINWALL FRAMING

08 44 13  - CURTAINWALL FRAMING

26 00 00  - LIGHT
FIXTURE (E)

SITE WALL BEYOND

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-A

3
3
' 
- 

4
"

1' - 10"

A3.32

J5

A3.32

E11

03 30 00  - CONC
SLAB-ON-DECK (S)

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1A3.32

J11

15
' -

 4
"

18
' -

 0
"

2'
 -

 8
"

5'
 -

 4
"

M
.O

.

6'
 -

 8
"

3'
 -

 4
"

5'
 -

 4
"

M
.O

.

6'
 -

 8
"

3'
 -

 4
"

4"

PERIMETER DRAIN
ASSEMBLY (C)

FOUNDATION
ASSEMBLY

08 51 13  - ALUM
WINDOW UNIT

08 51 13  - ALUM
WINDOW UNIT

A3.32

C11

A3.32

H11

A3.32

E11

SIM

A3.32

C11

SIM

31 23 15  - CRUSHED
STONE  (C)

31 23 15  -
STRUCTURAL FILL (C)

M
IN

.

6"

EWA-2A

EWA-2A

EWA-2A

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-A

FOUNDATION
ASSEMBLY

1
5
' 
- 

4
"

1
5
' 
- 

4
"

1
0
"

3
0
' 
- 

8
"

4
"

3
' 
- 

4
"

1
2
' 
- 

0
"

A3.36

J11

08 44 13  -
CURTAINWALL
FRAMING

08 44 13  - MULLION
COVER TYPE 1

03 30 00  - CONC
SLAB-ON-DECK (S)

PERIMETER DRAIN
ASSEMBLY (C)

A3.36

J8

A3.36

G11

31 23 15  - CRUSHED
STONE  (C)

A3.32

J11

SIM

M
IN

.

1'
 -

 0
"

08 80 00  - IG-4 INSUL
ALUM GLAZING
PANEL

M
IN

.

6"

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

EWA-2A

31 23 15  -
STRUCTURAL FILL (C)

08 44 13  - MULLION
COVER TYPE 2

SEE DWG A3.30 FOR ADD'L INFO
@ PARAPET & CURTAINWALL

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-A

1
5
' 
- 

4
"

1
5
' 
- 

4
"

1
0
"

3
0
' 
- 

8
"

4
"

3
' 
- 

4
"

1
2
' 
- 

0
"

PERIMETER DRAIN
ASSEMBLY (C)

08 80 00  - IG-4 INSUL
ALUM GLAZING
PANEL

03 30 00  - CONC
SLAB-ON-DECK (S)

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

31 23 15  -
STRUCTURAL FILL (C)

A3.32

J11

SIM

A3.36

J8

SIM

A3.36

G11

SIM

A3.36

J11

SIM

M
IN

.

1'
 -

 0
"

M
IN

.

6"

08 80 00  - IG-4 INSUL
ALUM GLAZING
PANEL

08 44 13  - MULLION
COVER TYPE 1

08 44 13  -
CURTAINWALL
FRAMING

EWA-2A

31 23 15  - CRUSHED
STONE  (C)

FOUNDATION
ASSEMBLY

08 44 13  - MULLION
COVER TYPE 2

SEE DWG A3.30 FOR ADD'L INFO
@ PARAPET & CURTAINWALL

ROOF
30' - 8"

A-15

A3.31

J11

7'
 -

 1
0 

1/
4"

 ±

1'
 -

 6
"

08 43 13  - ALUM
STOREFRONT
FRAMING

1' - 0"

FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1

04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

04 20 00  - 8" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
       OR

REFERENCE DETAIL FOR CFMF SIZE
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 1/2" = 1'-0"A3.10

J1 WALL SECTION - AREA A1 - MAIN ENTRY CANOPY
 1/2" = 1'-0"A3.10

J6 TYP. WALL SECTION THROUGH WINDOWS AT EXTERIOR MASONRY WALL
 1/2" = 1'-0"A3.10

J9 TYP. WALL SECTION THROUGH GLAZING AT CURTAIN WALL
 1/2" = 1'-0"A3.10

J12 TYP. WALL SECTION THROUGH METAL PANEL AT CURTAIN WALL

A3.10

C6 AXON- PUBLIC ENTRY

A3.10

C12 EXTERIOR PATHWAY CLASSROOM

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-A

3
0
' 
- 

8
"

FOUNDATION
ASSEMBLY

A3.33

D8

H4

A3.33

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

PERIMETER DRAIN
ASSEMBLY (C)

31 23 15  - CRUSHED
STONE  (C)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

A3.33

H8

04 20 00  - GFCU TYPE 3

15
' -

 4
"

15
' -

 4
"

4"
10

' -
 8

"
2'

 -
 0

"
18

' -
 0

"
9 

1/
2"

 ±

M
IN

.

1'
 -

 0
"

M
IN

.

6"

(BEYOND)

(BEYOND)

08 44 13  - CURTAINWALL FRAMING

08 44 13  - ALUM ENTRANCE DOOR

08 44 13  - CURTAINWALL FRAMING

08 44 13  - SSG FRAME

31 23 15  -
STRUCTURAL FILL (C)

EWA-9

03 30 00  - CONC
FOUNDATION (S)

A3.33

J8

SIM

A3.34

J1

PITCH 1/4" PER 1'-0"

A8.52

E1

05 50 00  - PERFORATED METAL -
TYPE 1

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-1

3
0
' 
- 

8
"

1
5
' 
- 

4
"

1
5
' 
- 

4
"

FOUNDATION
ASSEMBLY

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

PERIMETER DRAIN
ASSEMBLY (C)

1' - 11"

31 23 15  -
STRUCTURAL FILL (C)

03 30 00  - CONC
SLAB-ON-DECK (S)

31 23 15  - CRUSHED
STONE  (C)

A3.32

D6

SIM

A3.32

H1-X02

SIM

A3.32

H1

A3.32

H1-X02

SIM

A3.32

H1-X02

SIM

A3.32

H1

SIM

A3.32

J11

SIM

M
IN

.

6"

M
IN

.

1'
 -

 0
"

EWA-2A

4"
3'

 -
 4

"
4'

 -
 8

"
4'

 -
 8

"
2'

 -
 8

"
3'

 -
 4

"
6'

 -
 8

"
5'

 -
 4

"
1'

 -
 1

 3
/8

" 
±

EWA-5A

EWA-5B

EWA-5A

EWA-2C

EWA-2C

LEVEL 1
0"

LEVEL 2
15' - 4"

E-2

4
"

1
5
' 
- 

4
"

1
2
' 
- 

0
"

FOUNDATION ASSEMBLY

03 30 00  - CONC
SLAB-ON-GRADE
ASSEMBLY - TYPE 1

1' - 2"6"

2
7
' 
- 

4
"

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

A3.37

E11

A3.37

H5

31 23 15  - CRUSHED STONE  (C)

8'
 -

 8
"

2'
 -

 0
"

1'
 -

 4
"

A3.37

J9

M
IN

.

6"

M
IN

.

1'
 -

 0
"

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

EWA-9

EWA-4A

(BEYOND)

04 20 00  - GFCU TYPE 4
(BEYOND)

EWA-4A

31 23 15  - STRUCTURAL FILL (C)

PERIMETER DRAIN ASSEMBLY (C)

FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-1

15
' -

 4
"
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' -

 4
"

30
' -
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"

FOUNDATION
ASSEMBLY

4"
3'

 -
 4

"
4'

 -
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" 
M
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.

7'
 -

 4
"

3'
 -

 4
"

6'
 -

 8
" 

M
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.
5'

 -
 4

"
1'

 -
 1

 3
/8

" 
±

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

PERIMETER DRAIN
ASSEMBLY (C)

08 51 13  - ALUM
WINDOW UNIT

31 23 15  -
STRUCTURAL FILL (C)

A3.32

D6

A3.32

H1-X02

31 23 15  - CRUSHED
STONE  (C)

08 51 13  - ALUM
WINDOW UNIT

03 30 00  - CONC
SLAB-ON-DECK (S)

A3.32

J11

SIM

A3.32

C11

SIM

A3.32

E11

SIM

A3.32

C11

SIM

A3.32

E11

SIM

M
IN

.

6"

M
IN

.

1'
 -

 0
"

EWA-2C

EWA-2C

EWA-5A

EWA-5A

1' - 11"
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 1/2" = 1'-0"A3.11

J1 TYP. WALL SECTION AT EXTERIOR CAPLESS CURTAIN WALL SYSTEM AT STAIR
 1/2" = 1'-0"A3.11

J8 TYP. WALL SECTION AT EXTERIOR WALL W/ BRICK ABOVE AND CMU BELOW
 1/2" = 1'-0"A3.11

J11 WALL SECTION AT FIREFIGHTING SCIENCE
 1/2" = 1'-0"A3.11

J5 TYP. WALL SECTION AT EXTERIOR WALL W/ BRICK ABOVE AND CMU BELOW

A3.11

C1 EXTERIOR TYPICAL EGRESS

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

15
' -

 4
"

15
' -

 4
"

4'
 -

 4
"

30
' -

 8
"

08 44 13  - SSG FRAME

ENTRY 2
A171

08 44 13  - ALUM ENTRANCE DOOR

08 44 13  - SSG FRAME

FOUNDATION
ASSEMBLY

31 23 15  -
STRUCTURAL FILL (C)

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

31 23 15  - CRUSHED
STONE  (C)

4"
13

' -
 8

"
2'

 -
 0

"
15

' -
 0

"
2'

 -
 4

"
2'

 -
 0

"

A4.20

F10

A3.33

J8

E-75 E-77
A3.36

J1

M
IN

.

1'
 -

 0
"

M
IN

.

6"

08 44 13  - CURTAINWALL FRAMING

PERIMETER DRAIN
ASSEMBLY (C)

08 44 13  - CURTAINWALL FRAMING

08 43 13  - ALUM STOREFRONT FRAMING

08 43 13  - ALUM ENTRANCE DOOR

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

EWA-9

EWA-9

03 30 00  - CONC
FOUNDATION (S)

A3.31

G1

SIM

PITCH 1/4" PER 1'-0"

FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1

04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)
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SLAB-ON-GRADE
ASSEMBLY - TYPE 1
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 1/2" = 1'-0"A3.12

J10 WALL SECTION THOUGH MAIN GYM ENTRY
 1/2" = 1'-0"A3.12

J1 WALL SECTION AT BUILDING E FIREFIGHTING SCIENCE OVERHEAD DOOR
 1/2" = 1'-0"A3.12

J4 WALL SECTION THROUGH ECE CANOPY
 1/2" = 1'-0"A3.12

J7 WALL SECTION THROUGH SIDE OF MAIN GYM ENTRY

A3.12

C10 EXTERIOR GYM ENTRY

NO. DESCRIPTION DATE



FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)
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 1/2" = 1'-0"A3.13

J1 TYP. WALL SECTION AT GYM MASONRY WALL
 1/2" = 1'-0"A3.13

J6 WALL SECTION THROUGH LOCKER ROOM, INSULATED BLOCK WALL

 1/2" = 1'-0"A3.13

E6 WALL SECTION THROUGH METAL PANEL ABOVE FITNESS CORRIDOR

 1/2" = 1'-0"A3.13

J9 WALL SECTION THROUGH LOCKER ROOM, INSULATED BLOCK WALL & GYM WALL

A3.13

C9 EXTERIOR LOCKER ROOM AND GYM

NO. DESCRIPTION DATE



FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

3
0
' 
- 

8
"

04 20 00  - ICB TYPE 8

AUDITORIUM
STORAGE

A185

AUDITORIUM
STAGE /
BACK

STAGE
A183

31 23 15  - CRUSHED STONE  (C)

31 23 15  - STRUCTURAL FILL (C)

PERIMETER DRAIN
ASSEMBLY (C)

FOUNDATION ASSEMBLY

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

A3.34

J12

SIM

A3.34

D1

SIM

M
IN

.

6"

M
IN

.

1'
 -

 0
"

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

4"
13

' -
 2

"
2'

 -
 2

"
15

' -
 4

"
2'

 -
 4

"

EWA-10

A3.34

J8

SIM

A3.34

D12

SIM

LEVEL 1
0"

LEVEL 2
15' - 4"

F-8

A3.37

E11

SIM

CHANGE IN FACING
MATERIAL, SEE ELEVATIONS

A3.37

C5

SIM

A3.37

E5

SIM

A3.37

H5

SIM

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

EWA-3

08 51 13  - ALUM WINDOW UNIT

EWA-3

15
' -

 4
"

8"

4"
3'

 -
 4

"
4'

 -
 8

" 
M

.O
.

3'
 -

 4
"

4'
 -

 0
"

FACE OF WALL
8 5/8"

M
IN

.

1'
 -

 0
"

M
IN

.

6"

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

33 46 00  - CRUSHED
STONE

PERIMETER DRAIN
ASSEMBLY (C)

31 23 15  -
STRUCTURAL FILL (C)

FOUNDATION
ASSEMBLY

BASEMENT - 1/8"
-11' - 0"

LEVEL 1
0"

B10

11
' -

 0
"

M
IN

.

1'
 -

 0
"

M
IN

.

6"

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

M
IN

.

1'
 -

 0
"

31 23 15  - STRUCTURAL FILL (C)

07 14 00  - PROTECTION BD

07 14 00  - FLUID-APPLIED WATERPROOFING

03 30 00  - CONC
SLAB-ON-DECK (S)

03 30 00  - CONC  FOUNDATION (S)

33 46 00  - FOUNDATION DRAIN

33 46 00  - CRUSHED STONE

03 30 00  - CONC
SLAB-ON-GRADE
ASSEMBLY - TYPE 2

(SEE GEOTECH REPORT)

31 23 15  - FILTER FABRIC  (C)

2' - 9 5/8" ±A3.33

J1

B-99

OUT BUILDING
-8' - 4"
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 1/2" = 1'-0"A3.14

J4 TYP. INSULATED BLOCK WALL SECTION AT AUDITORIUM
 1/2" = 1'-0"A3.14

J1 Section 98
 1/2" = 1'-0"A3.14

J10 WALL SECTION THROUGH ARTS WING1

NO. DESCRIPTION DATE



BASEMENT - 1/8"
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

B12

4
1
' 
- 

8
"

1
1
' 
- 

0
"

1
5
' 
- 

4
"

1
5
' 
- 

4
"

9
 1

/2
"

31 23 15  - CRUSHED STONE  (C)

31 23 15  - STRUCTURAL FILL (C)

FOUNDATION
ASSEMBLY

PERIMETER DRAIN
ASSEMBLY (C)

03 30 00  - CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

08 11 13  - HM DOOR

STAIR B
B050

A3.33

D8

SIM

A3.35

B8

A0.48

D10

Sim

M
IN

.

1'
 -

 0
"

4"
7'

 -
 2

"
3'

 -
 1

0"

08 44 13  - CURTAINWALL FRAMING

08 44 13  - SSG FRAME

M
IN

.

6"

03 30 00  - CONC
FOUNDATION (S)

PITCH 1/4" PER 1'-0"

A3.33

J8

SIM

BASEMENT - 1/8"
-11' - 0"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

4
1
' 
- 

8
"

1
' 
- 

0
"

1
5
' 
- 

4
"

1
5
' 
- 

4
"

1
1
' 
- 

0
"

A3.35

E11 B12

MAINTENANCE
B052

MIDI
LAB
B146

CLASSROOM
B246

08 36 13  - OH
SECTIONAL DOOR

31 23 15  - CRUSHED STONE  (C)

03 30 00  - CONC
SLAB-ON-DECK (S)

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

A3.35

H11

A3.35

J11

A3.35

J8

M
IN

.

1'
 -

 0
"

EWA-11

08 43 13  - ALUM STOREFRONT
FRAMING

EWA-11

M
IN

.

6"
03 30 00  - CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2

PITCH 1/4" PER 1'-0"

32 30 00  - BOLLARD (C)

A3.37

J1

SIM

9'
 -

 0
"

2'
 -

 0
"

7'
 -

 0
"

4'
 -

 0
"

4'
 -

 4
"

PERIMETER DRAIN ASSEMBLY (C)

03 30 00  - CONC  FOUNDATION (S)

FOUNDATION ASSEMBLY

31 23 15  - STRUCTURAL FILL (C)

OUT BUILDING
-8' - 4"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-E

B-A

M
IN

.

6"

M
IN

.

1'
 -

 0
"

31 23 15  - CRUSHED
STONE  (C)

31 23 15  -
STRUCTURAL FILL (C)

PERIMETER DRAIN
ASSEMBLY (C)

FOUNDATION
ASSEMBLY

30
' -

 8
"

4"
7'

 -
 0

"
4'

 -
 0

"
4'

 -
 4

"
6'

 -
 0

"
9'

 -
 4

"

1'
 -

 0
"

5'
 -

 4
"

4'
 -

 0
"

A3.35

E11

SIM

A3.35

H11

SIM

A3.35

D1

SIM

A3.35

H11

SIM

A3.32

J11

SIM

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

08 51 13  - ALUM
WINDOW UNIT

EWA-11

EWA-11

EWA-5A

08 51 13  - ALUM
WINDOW UNIT

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL
SECTION SHEETS)

1' - 1"

A3.32

E11

SIM

4 5/8"15
' -

 4
"

15
' -

 4
"

A3.35

J11

SIM

A3.35

E11

SIM

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

04 20 00  - 8" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
       OR

REFERENCE DETAIL FOR CFMF SIZE
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 1/2" = 1'-0"A3.15

J11 WALL SECTION THROUGH ARTS WING
 1/2" = 1'-0"A3.15

J7 WALL SECTION AT ARTS WING

A3.15

C1 AXON - EXTERIOR AT BASEMENT

 1/2" = 1'-0"A3.15

J1 WALL SECTION AT ARTS WING

NO. DESCRIPTION DATE



FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)
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 1/2" = 1'-0"A3.16

J7 WALL SECTION THROUGH CANOPY AT DINING EXIT
 1/2" = 1'-0"A3.16

J1 WALL SECTION AT ARTS WING
 1/2" = 1'-0"A3.16

J12 TYP. WALL SECTION AT MASONRY WALL

A3.16

C7 AXON - EXTERIOR AT DINNING EXIT

 1/2" = 1'-0"A3.16

J4 WALL SECTION AT INSULATED BLOCK MASONRY WALL1

NO. DESCRIPTION DATE



FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1

04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)
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 1/2" = 1'-0"A3.17

J7 WALL SECTION AT SECOND-STORY CTE WALL
 1/2" = 1'-0"A3.17

J4 WALL SECTION AT CTE WING
 1/2" = 1'-0"A3.17

J1 WALL SECTION AT CURTAINWALL ENTRY
 1/2" = 1'-0"A3.17

J10 WALL SECTION AT SCIENCE & TECHNOLOGY CANOPY EGRESS

A3.17

C1 AXON - EXTERIOR AT SCIENCE & TECHNOLOGY EGRESS STAIR

A3.17

C10 AXON - EXTERIOR AT SCIENCE & TECHNOLOGY EGRESS

NO. DESCRIPTION DATE



FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1

04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)
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 1/2" = 1'-0"A3.18

J4 WALL SECTION AT CTE WING MASONRY WALL THROUGH OVERHEAD DOOR
 1/2" = 1'-0"A3.18

J1 TYP. WALL SECTION AT CTE WING MASONRY WALL
 1/2" = 1'-0"A3.18

J7 Section 53
 1/2" = 1'-0"A3.18

J10 WALL SECTION AT EXTERIOR WALL W/ OFFSET BRICK THROUGH OVERHEAD DOOR

 1/2" = 1'-0"A3.18

C1 WALL SECTION AT STUDENT SERVICES IN BUILDING A2

NO. DESCRIPTION DATE



FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)
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 1/2" = 1'-0"A3.19

J5 SECTION THROUGH GREENHOUSE CANOPY E-W
 1/2" = 1'-0"A3.19

J10 SECTION THROUGH GREENHOUSE CANOPY N-S

A3.19

C5 AXON - EXTERIOR AT GREENHOUSE

 1/2" = 1'-0"A3.19

J1 WALL SECTION AT HORTICULTURE AND GREENHOUSE CANOPY

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-B

30
' -

 8
"

FOUNDATION ASSEMBLY

4"
15

' -
 4

"
15

' -
 4

"

1'
 -

 0
"

2'
 -

 0
"

12
' -

 4
"

9"

31 23 15  - STRUCTURAL FILL (C)

PERIMETER DRAIN ASSEMBLY (C)

31 23 15  - CRUSHED STONE  (C)

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

08 44 13  - SSG FRAME

03 30 00  - CONC
SLAB-ON-GRADE
ASSEMBLY - TYPE 1

ENTRY
VESTIBULE

D140A

A3.33

D8

SIM

A3.35

F1A3.31

G1

SIM

A3.33

J8

SIM

M
IN

.

1'
 -

 0
"

EWA-9

08 44 13  - CURTAINWALL FRAMING

08 44 13  - ALUM
ENTRANCE DOOR

08 44 13  - CURTAINWALL FRAMING

08 44 13  - SSG FRAME

03 30 00  - CONC
SLAB-ON-DECK (S)

26 00 00  - LIGHT FIXTURE (E)

LEVEL 1
0"

LEVEL 2
15' - 4"

D-A

1
5
' 
- 

4
"

08 43 13  - ALUM STOREFRONT
FRAMING

1' - 10"

DINING
D151

4
"

1
0
' 
- 

0
"

2
' 
- 

0
"

3
' 
- 

4
"

1
' 
- 

0
"

FOUNDATION
ASSEMBLY

PERIMETER DRAIN
ASSEMBLY (C)

31 23 15  -
STRUCTURAL FILL (C)

31 23 15  - CRUSHED
STONE  (C)

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

A3.37

E11

SIM

A3.36

E7

A3.33

J11

SIM

EWA-3

EWA-9

M
IN

.

1'
 -

 0
"

03 30 00  - CONC
FOUNDATION (S)

FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1

04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
06 10 54  - FR PLYWOOD
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 21 00  - RIGID EXTERIOR WALL INSUL BD

04 20 00  - 8" CMU

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
/

(SEE DETAIL FOR TYPE)

LEVEL 1
0"

LEVEL 2
15' - 4"

D-A1

FOUNDATION ASSEMBLY

15
' -

 4
"

4"
3'

 -
 4

"
4'

 -
 8

" 
M

.O
.

7'
 -

 4
"

1'
 -

 0
"

1' - 10"

08 43 13  - ALUM STOREFRONT
FRAMING

PERIMETER DRAIN ASSEMBLY (C)

31 23 15  - STRUCTURAL FILL (C)

31 23 15  - CRUSHED STONE  (C)

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

HORTICULTURE
D150

A3.37

E11

SIM

A3.37

C5

SIM

A3.37

E5

SIM

A3.37

H5

SIM

M
IN

.

1'
 -

 0
"

EWA-3

EWA-3

M
IN

.

6"

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1
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A3.20

C10 AXON - EXTERIOR AT PUBLIC ENTRY

 1/2" = 1'-0"A3.20

J4 WALL SECTION AT CULINARY LAB ENTRY CANOPY
 1/2" = 1'-0"A3.20

J10 WALL SECTION AT DINING CANOPY
 1/2" = 1'-0"A3.20

J1 WALL SECTION AT HORTICULTURE CMU WALL
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07 53 00  - MEMBRANE ROOF-ADHERED

06 10 54  - PT  WD BLOCKING

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD - 3/4"

05 40 00  - GYP SHEATHING

05 40 00  - CFMF TRACK

06 10 54  - PT  WD BLOCKING
06 10 54  - THRU BOLT TO STRUCTURE

06 10 54  - THRU BOLT TO STRUCTURE
06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - CFMF 6" STUD

05 40 00  - CFMF TRACK

06 10 54  - ISOLATION STRIP

05 12 00  - STL  PLATE(S)

06 10 54  - PT  WD BLOCKING

05 40 00  - GYP SHEATHING

05 40 00  - CFMF TRACK

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD - 3/4"

06 10 54  - ISOLATION STRIP

07 25 00  - WEATHER BARRIER SYSTEM #1

06 10 54  - ISOLATION STRIP

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

BRIDGE DEFLECTION GAP

07 21 00  - RIGID CAVITY WALL INSUL BD

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

07 62 00  - ALUM FASCIA

08 44 13  - CURTAINWALL FRAMING

08 43 13  - PERIMETER TRANSITION SYSTEM

08 44 13  - MULLION COVER TYPE 2

04 20 00  - FACING BRICK TYPE 1

07 90 05  - SEALANT & BACKER

04 20 00  - FACING BRICK TYPE 1

07 90 05  - SEALANT & BACKER

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

07 62 00  - ALUM COPING

08 44 13  - CURTAINWALL FRAMING

08 44 13  - MULLION COVER TYPE 2

08 43 13  - PERIMETER TRANSITION SYSTEM

07 21 00  - FOAM INSULATION SEALANT

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

07 21 00  - RIGID CAVITY WALL INSUL BD

07 62 00  - ALUM FASCIA

08 44 13  - CURTAINWALL FRAMING
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A3.30

E1 3D Detail @ Parapet Roof Framing Components

A3.30

J1 3D Detail @ Parapet Front Framing & Sheathing Components

A3.30

E5 3D Detail @ Parapet Roof Thermal & Flashing Components
A3.30

E10 3D Detail @ Parapet Roof Finish Components

A3.30

J10 3D Detail @ Parapet Front Finish Components
A3.30

J5 3D Detail @ Parapet Front Thermal & Flashing Components

NO. DESCRIPTION DATE



07 25 00  - TRANSITION MEMBRANE

05 40 00  - CFMF 6" STUD

05 40 00  - GYP SHEATHING

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

08 44 13  - CURTAINWALL FRAMING

08 44 13  - DEFLECTION HEAD

07 21 00  - THERMAL BATT INSUL

07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

06 10 54  - FR PLYWOOD

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - UNIVERSAL CLIP

07 42 13  - END PROFILE

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

REFERENCE WALL SECTION FOR
ASSEMBLIES

SLOPE 1/4" PER 12"

07 90 05  - SEALANT

07 62 00  - ALUM FASCIA

07 62 00  - ALUM CLEAT

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

07 53 00  - FLEXIBLE FLASHING

05 40 00  - CFMF 3-5/8" STUD

05 40 00  - CFMF BENT PLATE

07 21 00  - FOAM INSULATION SEALANT

(BETWEEN CFMF AND FT PLYWOOD)

06 10 54  - ISOLATION STRIP

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - UNIVERSAL CLIP

06 10 54  - FR PLYWOOD

07 42 13  - OUTSIDE CORNER
PROFILE

07 42 13  - END PROFILE

A-1

07 53 00  - MEMBRANE ROOF-ADHERED

07 25 00  - TRANSITION MEMBRANE 07 21 00  - RIGID EXTERIOR WALL
INSUL BD

07 25 00  - WEATHER BARRIER
SYSTEM #1

08 44 13  - DEFLECTION HEAD08 44 13  - CURTAINWALL FRAMING

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

06 10 54  - FR PLYWOOD

05 40 00  - CFMF 3-5/8" STUD

06 10 54  - FR PLYWOOD

07 21 00  - THERMAL BATT INSUL

07 25 00  - TRANSITION MEMBRANE

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 40 00  - CFMF 3-5/8" STUD

07 42 13  - UNIVERSAL CLIP

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

06 10 54  - FR PLYWOOD

07 42 13  - OUTSIDE CORNER
PROFILE

05 12 00  - STL  BEAM (S)

07 42 13  - END PROFILE

06 10 54  - ISOLATION STRIP

08 43 13  - ALUM
BREAKMETAL TRIM

08 44 13  - CURTAINWALL FRAMING

05 40 00  - GYP SHEATHING

06 10 54  - ISOLATION STRIP

09 21 16  - GYPSUM BD-5/8"

SLOPE 1/4" PER 12"

07 53 00  - DECK SHEATHING

REFERENCE WALL SECTION FOR
ASSEMBLIES

07 90 05  - SEALANT

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

06 10 54  - PT  WD BLOCKING

07 53 00  - MEMBRANE
ROOF-ADHERED

07 25 00  - WEATHER BARRIER SYSTEM #1

07 42 13  - UNIVERSAL CLIP

07 42 13  - END PROFILE

05 40 00  - CFMF BENT PLATE

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

FACE OF STUD

11' - 7 3/8" ±

FACE OF STUD

6 1/8" ±

07 62 00  - ALUM COPING

08 44 13  - ALUM SUBSILL
(SET IN FULL BED OF SEALANT)

07 90 05  - SEALANT

07 62 00  - ALUM CLEAT

06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP

07 90 05  - SEALANT

07 62 00  - ALUM FLASHING

07 53 00  - DECK SHEATHING

05 12 00  - STL  ANGLE (S)

07 90 05  - SEALANT

05 40 00  - CFMF Z-FURRING

07 42 13  - OUTSIDE CORNER PROFILE

ROOF
30' - 8"

A-15

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 53 00  - FLEXIBLE
FLASHING

07 25 00  - TRANSITION MEMBRANE

07 62 00  - ALUM
FASCIA

05 12 00  - STL  BEAM (S)

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

08 43 13  - ALUM
BREAKMETAL TRIM

07 62 00  - ALUM
CLEAT

07 90 05  - SEALANT

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

07 90 05  - SEALANT

07 42 13  - END PROFILE

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT

FACE OF STUD

8"

FACE OF STUD

1' - 4"

09 21 16  - FRAMING CLIPS FOR FIREPROOFING

07 81 00  - SPRAY APPLIED FIREPROOFING

07 53 00  - FLEXIBLE
FLASHING

06 10 54  - PT  WD BLOCKING

07 62 00  - ALUM CLEAT

07 53 00  - MEMBRANE
ROOF-ADHERED

08 43 13  - ALUM
STOREFRONT
FRAMING

08 43 13  - DEFLECTION HEAD

07 21 00  - THERMAL
BATT INSUL

07 90 05  - SEALANT &
BACKER

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

07 90 05  - SEALANT

07 25 00  -
TRANSITION
MEMBRANE

08 44 13  - ALUM SUBSILL
(SET IN FULL BED OF SEALANT)

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

PARTITION TYPE AS SCHEDULED

09 21 16  - FRAMING CONNECTOR

09 21 16  - FRAMING CONNECTOR

07 90 05  - SEALANT

07 53 00  - ROOF
EXPANSION JOINT

07 25 00  - VAPOR RETARDER

07 62 00  - ALUM
FLASHING

07 53 00  - DECK
SHEATHING

07 53 00  - RIGID
ROOF INSULATION

07 53 00  - ROOF
AIR-VAPOR BARRIER

07 21 19  - FOAMED-IN
PLACE INSULATION

07 53 00  - DECK
SHEATHING

05 40 00  - CFMF
ANGLE

E-85

REFERENCE WALL SECTION FOR ASSEMBLIES

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC FIREPROOFING

07 53 00  - ROOF AIR-VAPOR BARRIER

07 25 00  - TRANSITION MEMBRANE

07 53 00  - MEMBRANE ROOF-ADHERED

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1

06 10 54  - PT PLYWOOD

REFERENCE WALL SECTION FOR ASSEMBLIES

FACE OF STUD

5' - 7 3/8" ±

05 40 00  - CFMF 3-5/8" STUD

05 40 00  - CFMF 3-5/8" STUD

07 53 00  - FLEXIBLE FLASHING

07 25 00  - TRANSITION MEMBRANE

04 20 00  - TERMINATION BAR

04 20 00  - SS VENT FLASHING (DRAINAGE SURFACE UP)

04 20 00  - WEEP HOLES

04 20 00  - DRIP FLASHING

07 53 00  - FLEXIBLE FLASHING

(ADD ADDITIONAL ROWS WHERE ARCHITECTURAL
ELEMENTS ATTATCH TO THE MASONRY VENEER)

07 42 13  - OUTSIDE CORNER PROFILE

SLOPE 1/4" PER 12"

04 20 00  - 2-PIECE WALL TIE

04 20 00  - DRIP FLASHING

05 12 00  - STL  BRACING (S)

05 12 00  - STL  ANGLE (S)

.

07 81 00  - SPRAY APPLIED FIREPROOFING

06 10 54  - FR WD BLOCKING

07 25 00  - TRANSITION MEMBRANE

07 62 00  - ALUM FASCIA

07 90 05  - SEALANT

07 62 00  - ALUM CLEAT

05 40 00  - CFMF STUD

07 42 13  - UNIVERSAL CLIP

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 42 13  - GIRT SYSTEM

06 10 54  - ISOLATION STRIP

07 25 00  - WEATHER BARRIER SYSTEM #1

2'
 -

 0
"

07 21 19  - FOAMED-IN PLACE INSULATION

05 12 00  - STL  BEAM (S)

REFERENCE WALL
SECTION FOR
ASSEMBLIES

07 53 00  - FLEXIBLE FLASHING

06 10 54  - ISOLATION STRIP

SLOPE 1/4" PER 12"

06 10 54  - PT  WD
BLOCKING

07 62 00  - ALUM
CLEAT

07 62 00  - ALUM
FASCIA

07 90 05  - SEALANT

05 40 00  - CFMF BENT
PLATE
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 3" = 1'-0"A3.31

C1 SECTION DETAIL AT MAIN ENTRY CANOPY ROOF EDGE

 3" = 1'-0"A3.31

G1 SECTION DETAIL @ MAIN ENTRY CANOPY ROOF EDGE

 3" = 1'-0"A3.31

J11 SECTION DETAIL AT REAR CLERESTORY WINDOW AT MAIN ENTRY
 3" = 1'-0"A3.31

J1 SECTION DETAIL OF BROW WITH STUD BACKUP AT MASONRY FACE

 3" = 1'-0"A3.31

B11 TYP. DETAIL AT PHENOLIC PANEL ROOF EDGE

NO. DESCRIPTION DATE



ROOF
30' - 8"

E-A

05 12 00  - STL  BEAM (S)

05 40 00  - FRAMING CONNECTOR

07 81 00  - SPRAY APPLIED FIREPROOFING

FACE OF WALL, TYP.

1' - 10"

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT PLYWOOD - 3/4"

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

06 10 54  - PT  WD BLOCKING

07 25 00  - WEATHER BARRIER MEMBRANE

04 20 00  - CAVITY VENT

07 53 00  - ROOF AIR-VAPOR BARRIER

SLOPE 1/4" PER 12"

07 90 05  - SEALANT

FACE OF STUD, TYP.

1' - 1"

07 53 00  - FLEXIBLE FLASHING

07 25 00  - WEATHER BARRIER MEMBRANE

05 40 00  - CFMF DEFLECTION HEAD
- MAINTAIN 1" GAP

07 25 00  - TRANSITION MEMBRANE

07 90 05  - COMPRESSIBLE FILLER

06 10 54  - ISOLATION STRIP

05 40 00  - CFMF ANGLE

07 21 19  - FOAMED-IN PLACE INSULATION
SEAL ALL GAPS  BETWEEN METAL
FRAMING AND INSULATION BOARD

REFERENCE WALL SECTION FOR
ASSEMBLIES

07 53 00  - DECK SHEATHING

07 53 00  - MEMBRANE ROOF-ADHERED

1"

16 GAUGE  MIN

05 12 00  - STL  BENT PLATE(S)

05 21 00  - STL  JOIST (S)

E-A

FACE OF WALL, TYP.

1' - 10"

TYP

2 1/2"

08 51 13  - ALUM WINDOW UNIT

08 51 13  - ALUM SUBSILL

07 90 05  - BUTYL SEALANT

07 25 00  - TRANSITION MEMBRANE
06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT

06 20 00  - WINDOW SILL-SOLID SURFACE

06 10 54  - ISOLATION STRIP

FACE OF STUD, TYP.

1' - 1"

REFERENCE WALL SECTION FOR
ASSEMBLIES

05 12 00  - STL  COLUMN (S)

06 10 54  - FR WD BLOCKING

07 25 00  - WEATHER BARRIER SYSTEM #2

LEVEL 1
0"

E-A

FACE OF WALL, TYP.

1' - 10"

FACE OF STUD, TYP.

1' - 1"

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER MEMBRANE

04 20 00  - DRIP FLASHING
05 40 00  - SILL BARRIER

07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID PERIMETER INSUL BD

03 30 00  - CONC  FOUNDATION (S)

M
IN8"

04 20 00  - SS VENT FLASHING (DRAINAGE SURFACE UP)

07 21 00  - VAPOR BARRIER SEALANT

REFERENCE WALL SECTION FOR ASSEMBLIES

04 20 00  - WEEP HOLES

04 20 00  - TERMINATION BAR

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

E-A

FACE OF STUD, TYP.

1' - 1"
FACE OF WALL, TYP.

1' - 10"

TYP

2 1/2"

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

04 20 00  - DRIP FLASHING

05 50 00  - LOOSE LINTEL

08 51 13  - FOAMED-IN INSULATION

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT
09 21 16  - CORNER BEAD

06 10 54  - ISOLATION STRIP

06 10 54  - FR WD BLOCKING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - EDGE BEAD

07 90 05  - SEALANT

04 20 00  - WEEP HOLES

M
IN2"

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

08 43 13  - PERIMETER TRANSITION SYSTEM

CEILING SYSTEM - SEE RCP'S FOR
TYPE AND ELEVATION

04 20 00  - TERMINATION BAR

REFERENCE WALL SECTION FOR
ASSEMBLIES

05 12 00  - STL  COLUMN (S)

PROVIDE BLOCKING AS NEEDED FOR
WINDOW SHADES. SEE SPEC FOR LOCATIONS

05 40 00  - CFMF HEADER

LEVEL 2
15' - 4"

E-A

FACE OF WALL, TYP.

1' - 10"

FACE OF STUD, TYP.

1' - 1"

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER MEMBRANE

05 40 00  - CFMF DEFLECTION HEAD - MAINTAIN 1" GAP

05 40 00  - FRAMING CONNECTOR

05 12 00  - STL  BEAM (S)

07 84 00  - SAFING INSUL

1"

E.O.D.

1' - 0"

05 31 00  - POUR STOP (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

07 84 00  - FIRESTOP

07 84 00  - FIRESTOP

REFERENCE WALL SECTION FOR ASSEMBLIES

03 30 00  - CONC  SLAB-ON-DECK (S)

05 21 00  - STL  JOIST (S)

A-51

1/2"
04 20 00  - MORTAR WASH

SEE WALL SECTIONS FOR
ADDL INFO

1' - 1 7/8"

TYP.

6 1/8"

REFERENCE WALL SECTION FOR
ASSEMBLIES

04 20 00  - CAVITY VENT

SEE WALL SECTIONS FOR
ADDL INFO

1"04 20 00  - MORTAR WASH

REFERENCE WALL SECTION FOR
ASSEMBLIES

SEE WALL SECTIONS FOR
ADDL INFO

REFERENCE WALL SECTION FOR
ASSEMBLIES

ROOF
30' - 8"

E-1

FACE OF WALL

1' - 11" VARIES

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

SEAL ALL GAPS  BETWEEN METAL
FRAMING AND INSULATION BOARD

05 40 00  - FRAMING CONNECTOR

REFERENCE WALL SECTION FOR
ASSEMBLIES

SLOPE 1/4" PER 12" FACE OF STUD

1' - 1"

05 40 00  - CFMF ANGLE

04 20 00  - CAVITY VENT

07 90 05  - SEALANT

07 90 05  - COMPRESSIBLE FILLER

07 62 00  - ALUM FASCIA

07 62 00  - ALUM CLEAT

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD - 3/4"

16 GAUGE, MIN

1"

05 12 00  - STL  BENT PLATE(S)

SLOPE 1/4" PER 12"

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - RIGID ROOF INSULATION

07 21 19  - FOAMED-IN
PLACE INSULATION

07 25 00  - WEATHER
BARRIER SYSTEM #1

05 40 00  - GYP
SHEATHING

07 21 00  - RIGID
PERIMETER INSUL BD

07 42 13  - GIRT
SYSTEM

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 25 00  -
TRANSITION
MEMBRANE

05 40 00  - CFMF
ANGLE

07 90 05  - SEALANT

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD
05 12 00  - ANCHOR BOLT (S)

04 20 00  - 12" BOND BEAM CMU (S)

06 10 54  - ISOLATION STRIP

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 53 00  - ROOF AIR-VAPOR
BARRIER

07 42 13  - OUTSIDE
CORNER PROFILE

REFERENCE WALL
SECTION FOR
ASSEMBLIES

09 21 16  - FURRING
CHANNEL

07 42 13  - OUTSIDE
CORNER PROFILE

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

07 42 13  - UNIVERSAL
CLIP

07 42 13  - ALUM FLASHING

(TRIM PROFILE LEG
AS NEEDED TO
FINISH EDGE FLUSH
WITH BLOCK WALL)

07 21 19  - FOAMED-IN
PLACE INSULATION

(DRILL 1/4" WIDE BY 1/2" LONG
OVAL HOLES EVERY 1' O.C.
TO PERFORATE BOTTOM
EDGE OF CORNER PROFILE)

04 20 00  - MORTAR WASH

04 20 00  - CAVITY VENT

07 25 00  - TRANSITION MEMBRANE

12
" 

M
IN
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 3" = 1'-0"A3.32

J5 TYP. SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AT PARAPET

 3" = 1'-0"A3.32

E11 TYP. SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AT WINDOW SILL

 1 1/2" = 1'-0"A3.32

J11 TYP. SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AT FOUNDATION

 3" = 1'-0"A3.32

C11 TYP. SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AT WINDOW HEAD

 1 1/2" = 1'-0"A3.32

H11 TYP. SECTION DETAIL OF STUD BACKUP AT SLAB EDGE

 1 1/2" = 1'-0"A3.32

J1 BRICK REVEAL DETAIL

 1 1/2" = 1'-0"A3.32

H1 SECTION DETAIL OF MASONRY FACE AND 1” SHELF WITH STUD BACKUP

 1 1/2" = 1'-0"A3.32

H1-X02 SECTION DETAIL OF MASONRY FACE AND 1” INSET WITH STUD BACKUP

 3" = 1'-0"A3.32

D6 SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AT ROOF
 3" = 1'-0"A3.32

D1 SECTION DETAIL OF ROOF EDGE AT GYM ENTRY

 3" = 1'-0"A3.32

G1 SECTION DETAIL OF MTL. FACE ABOVE MASONRY FACE INSET AT GYM ENTRY

NO. DESCRIPTION DATE



ROOF
30' - 8"

E-A

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

08 44 13  - CLIP ANGLE

FACE OF CURTAIN WALL

1' - 0"

SLOPE 1/4" PER 12"

06 10 54  - PT PLYWOOD - 3/4"

06 10 54  - PT  WD BLOCKING

07 62 00  - ALUM FASCIA

07 62 00  - ALUM CLEAT

07 90 05  - SEALANT

08 44 13  - SSG FRAME

05 40 00  - CFMF ANGLE

06 10 54  - ISOLATION STRIP

07 25 00  - TRANSITION MEMBRANE

07 21 19  - FOAMED-IN PLACE INSULATION

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

05 40 00  - CFMF 6" STUD

05 50 00  - PERFORATED METAL - TYPE 2

(16 GAUGE, MIN)

1"07 90 05  - COMPRESSIBLE FILLER

E-A

08 44 13  - CURTAINWALL FRAMING

07 21 00  - THERMAL BATT INSUL

08 44 13  - DEFLECTION HEAD

06 10 54  - ISOLATION STRIP

08 44 13  - PLASTIC SHIM - FILL SPACE WITH LOW
EXPANSION FOAM, TYP.

07 42 13  - END PROFILE

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 42 13  - UNIVERSAL CLIP

07 42 13  - OUTSIDE CORNER
PROFILE

06 10 54  - ISOLATION STRIP

07 21 19  - FOAMED-IN PLACE INSULATION

05 40 00  - CFMF 6" STUD

06 10 54  - PT  WD BLOCKING

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 40 00  - CFMF 3-5/8" STUD

05 40 00  - CFMF 2-1/2" STUD

09 21 16  - MTL STUDS-3 5/8"

06 10 54  - FR PLYWOOD

09 21 16  - GYPSUM BD

07 42 13  - UNIVERSAL CLIP

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - TAPERED ROOF INSULATION

07 53 00  - ROOF AIR-VAPOR BARRIER

/J6 A1.37

SLOPE VARIES WITH
PLAN LOCATION,
REFERENCE
FOR CONFIGURATION

07 90 05  - SEALANT

07 62 00  - ALUM CLEAT

08 43 13  - ALUM BREAKMETAL TRIM

08 44 13  - ALUM SUBSILL
(SET IN FULL BED OF SEALANT)

05 40 00  - GYP SHEATHING

07 25 00  - WEATHER BARRIER SYSTEM #1

07 21 00  - RIGID EXTERIOR WALL INSUL BD

06 10 54  - ISOLATION STRIP

06 20 00  - WINDOW SILL-SOLID SURFACE

08 44 13  - CURTAINWALL FRAMING

07 53 00  - FLEXIBLE FLASHING

07 62 00  - ALUM FASCIA

07 62 00  - ALUM CLEAT

06 10 54  - PT  WD BLOCKING

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

05 40 00  - GYP SHEATHING

07 42 13  - GIRT SYSTEM

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 90 05  - SEALANT

07 53 00  - DECK SHEATHING

07 53 00  - DECK SHEATHING

05 40 00  - CLIPS

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 12 00  - STL  BEAM (S)

05 40 00  - GYP SHEATHING

07 62 00  - ALUM FLASHING

LEVEL 1
0"

C-E

08 44 13  - CURTAINWALL FRAMING

07 90 05  - SEALANT & BACKER

SLOPE: 1/4" PER 1' - 0"

7 3/4"6 1/4"

FOUNDATION ASSEMBLY

03 30 00  - CONC  PAD

03 30 00  - DOWELS (S)

07 21 00  - FOAM INSULATION SEALANT

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

07 21 00  - RIGID PERIMETER INSUL BD

31 23 15  - STRUCTURAL FILL (C)

C-E1

1/2"

07 21 00  - VAPOR BARRIER SEALANT

LEVEL 1
0"

SLOPE: 1/4" PER 1' - 0"

07 21 00  - RIGID PERIMETER INSUL BD

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

08 43 13  - ALUM THRESHOLD
(SET IN FULL BED OF SEALANT)

08 43 13  - ALUM ENTRANCE DOOR

FOUNDATION ASSEMBLY

31 23 15  - STRUCTURAL FILL (C)

03 30 00  - CONC  PAD

03 30 00  - DOWELS (S)

07 21 00  - VAPOR BARRIER SEALANT

1/2"

LEVEL 1
0"

T
Y

P
.

4"
1'

 -
 4

"

EWA-7

EWA-6

04 20 00  - WEEP
HOLES

04 20 00  - SS VENT
FLASHING (DRAINAGE
SURFACE UP)

07 25 00  - WEATHER
BARRIER SYSTEM #2

M
IN

.

8"

07 25 00  -
TRANSITION
MEMBRANE

04 20 00  - DRIP
FLASHING

04 20 00  - DRIP
FLASHING

05 40 00  - CFMF PLATE

03 30 00  - CONC
FOUNDATION (S)

03 30 00  - EXPANSION
JT FILLER

03 30 00  - CONC  PAD

07 21 19  - FOAMED-IN
PLACE INSULATION

6"
 M

IN05 40 00  - CFMF 3-5/8" STUD

05 40 00  - CFMF 2-1/2" STUD

A
LIG

N

1/2"

1
 1

/4
"

1/2"

1
 1

/4
"

LEVEL 1
0"

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

03 30 00  - CONC  FOUNDATION (S)

03 30 00  - UNDERSLAB VAPOR
RETARDER

07 21 00  - RIGID PERIMETER INSUL BD

03 30 00  - CONC
SLAB-ON-DECK (S)

05 21 00  - JOIST SEAT (S)

05 21 00  - STL  JOIST (S)

07 90 05  - SEALANT

LEVEL 1
0"

08 43 13  - ALUM STOREFRONT FRAMING

07 90 05  - SEALANT

SLOPE: 1/4" PER 1' - 0"

FOUNDATION ASSEMBLY

03 30 00  - CONC  PAD

03 30 00  - DOWELS (S)

07 21 00  - FOAM INSULATION SEALANT

07 21 00  - RIGID PERIMETER INSUL BD

31 23 15  - STRUCTURAL FILL (C)

08 44 13  - CURTAINWALL FRAMING

07 90 05  - SEALANT

07 21 00  - VAPOR BARRIER SEALANT

1/2"

LEVEL 1
0"

A-FA-F1

10 7/8" 1' - 1 1/8"

2' - 0"

T
Y

P
.

4"
1'

 -
 4

"

03 30 00  - CONC  FOUNDATION (S)

03 30 00  - EXPANSION JT FILLER

03 30 00  - CONC  PAD

04 20 00  - DRIP FLASHING

04 20 00  - WEEP HOLES

05 40 00  - CFMF 2-1/2" STUD

05 40 00  - CFMF 8" STUD

05 40 00  - GYP SHEATHING

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
SYSTEM #2

04 20 00  - GFCU TYPE 4

04 20 00  - DRIP FLASHING

EWA-9

05 40 00  - CFMF PLATE

05 40 00  - CFMF 3-5/8" STUD05 40 00  - CFMF 3-5/8" STUD

A
LI

G
N

1/2"

1
 1

/4
"

1/2"

1
 1

/4
"
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 3" = 1'-0"A3.33

D8 TYP. SECTION DETAIL STRUCTURAL GLAZED CURTAIN WALL AT ROOF AND EGRESS STAIR

 3" = 1'-0"A3.33

H8 TYP. SECTION DETAIL OF MTL. FACE BROW AT CURTAIN WALL

 3" = 1'-0"A3.33

J11 TYP. SECTION DETAIL OF STRUCTURAL GLAZED CURTAIN WALL AT GRADE
 3" = 1'-0"A3.33

J8 SECTION DETAIL OF CURTAIN / STOREFRONT WALL DOOR AT GRADE

 3" = 1'-0"A3.33

H4 TYP. SECTION DETAIL AT ENTRY PIERS

 3" = 1'-0"A3.33

J1 SECTION DETAIL AT BASEMENT FOUNDATION WALL
 3" = 1'-0"A3.33

J4 TYP. SECTION DETAIL OF CURTAIN WALL / STOREFRONT AT GRADE

 3" = 1'-0"A3.33

F4 TYP. SECTION DETAIL AT MAIN ENTRY PIERS

NO. DESCRIPTION DATE



F-1

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT 07 42 13  - SHIM

07 42 13  - PANEL FLASHING

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - UNIVERSAL CLIP

07 42 13  - MTL WALL PANEL

07 25 00  - TRANSITION MEMBRANE

07 42 13  - GIRT SYSTEM

05 12 00  - ANCHOR BOLT (S)

05 12 00  - LEDGER ANGLE (S)

07 90 05  - SEALANT & BACKER

04 20 00  - 12" BOND BEAM CMU (S)

REFERENCE WALL SECTION FOR
ASSEMBLIES

M
IN

.

8"

3/4"

07 42 13  - ANCHOR BOLT

LOW ROOF
24' - 0"

F-1

07 25 00  - TRANSITION MEMBRANE

05 12 00  - LEDGER ANGLE (S)

07 42 13  - UNIVERSAL CLIP

07 42 13  - GIRT SYSTEM

07 42 13  - MTL WALL PANEL

08 51 13  - ALUM SUBSILL

08 51 13  - ALUM WINDOW UNIT

07 25 00  - WEATHER BARRIER
MEMBRANE

05 12 00  - ANCHOR BOLT (S)

04 20 00  - MORTAR WASH

07 90 05  - SEALANT07 90 05  - SEALANT & BACKER

REFERENCE WALL SECTION FOR
ASSEMBLIES

3/4"

1" PER 1'

07 42 13  - ANCHOR BOLT

ROOF
30' - 8"

07 53 00  - FLEXIBLE FLASHING

07 53 00  - ROOF
AIR-VAPOR BARRIER

07 62 00  - ALUM CLEAT

07 90 05  - SEALANT

07 25 00  -
TRANSITION
MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - MTL WALL PANEL

07 42 13  - UNIVERSAL CLIP

5"

07 42 13  - GIRT SYSTEM

05 12 00  - ANCHOR
BOLT (S)

06 10 54  - PT  WD
BLOCKING

06 10 54  - PT
PLYWOOD - 3/4"

05 31 00  - METAL ROOF DECK (S)

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

07 62 00  - ALUM FASCIA

06 10 54  - ISOLATION STRIP

07 41 13  - RIDGE VENT

07 25 00  - TRANSITION MEMBRANE

07 81 00  - SPRAY APPLIED FIREPROOFING

05 12 00  - STL  BEAM (S)

03 30 00  - STEEL REINFORCEMENT

04 20 00  - 12" BOND
BEAM CMU (S)

REFERENCE WALL SECTION FOR
ASSEMBLIES

LEVEL 1
0"

03 30 00  - CONC
SLAB-ON-GRADE

07 21 00  - RIGID
UNDER-SLAB INSUL
BD

07 21 00  - RIGID
PERIMETER INSUL BD

07 21 00  -
UNDER-SLAB VAPOR
RETARDER

FINISH FLOOR - SEE
FINISH SCHEDULES
FOR TYPE

07 21 00  - VAPOR
BARRIER SEALANT

WALL BASE - SEE
FINISH SCHEDULES
FOR TYPE

07 21 00  - VAPOR
BARRIER SEALANT

07 62 00  - ALUM
FLASHING

03 30 00  - STEEL
REINFORCEMENT

03 30 00  - CONC
FOUNDATION (S)

04 20 00  - SINGLE
WYTHE CMU
DRAINAGE SYSTEM

2"

A
LI

G
N

3/8"

1
"

3/8"

1
"

1"

M
IN

.

8"

31 23 15  -
STRUCTURAL FILL (C)

31 23 15  -
STRUCTURAL FILL (C)

31 23 15  - STONE
DUST  (C)

05 40 00  - SILL
BARRIER

07 90 05  - SEALANT

COVER BLOCK, MIN. 1"

06 10 54  - ISOLATION STRIP

05 12 00  - ANCHOR BOLT (S)

06 20 00  - WINDOW SILL-P-LAM
08 51 13  - ALUM SUBSILL

08 51 13  - ALUM WINDOW UNIT

06 10 54  - FR WD BLOCKING

07 42 13  - SHIM

3"

07 25 00  -
TRANSITION
MEMBRANE

(SET IN FULL BED OF SEALANT)

07 90 05  - SEALANT &
BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT

07 42 13  - SHIM

3"

04 20 00  - SINGLE
WYTHE CMU
DRAINAGE SYSTEM

07 62 00  - ALUM
FLASHING

04 20 00  - 12" BOND
BEAM CMU (S)

07 90 05  - SEALANT & BACKER

CEILING SYSTEM - SEE RCP'S FOR
TYPE AND ELEVATION

LEVEL 2
15' - 4"

SLOPE 1/4" PER 12"

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

07 53 00  - ROOF
AIR-VAPOR BARRIER

07 25 00  -
TRANSITION
MEMBRANE

07 53 00  - FLEXIBLE FLASHING

06 10 54  - PT  WD BLOCKING

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
CLEAT

07 90 05  - SEALANT

05 12 00  - ANCHOR
BOLT (S)

04 20 00  - 12" BOND
BEAM CMU (S)

05 21 00  - STL  JOIST
(S)

04 20 00  - DRIP
FLASHING

04 20 00  - SINGLE
WYTHE CMU
DRAINAGE SYSTEM

07 21 19  - FOAMED-IN
PLACE INSULATION

05 12 00  - ANCHOR
BOLT (S)

06 10 54  - PT PLYWOOD - 3/4"

05 12 00  - LEDGER
ANGLE (S)

04 20 00  - 12" BOND
BEAM CMU (S)

07 21 00  - RIGID
EXTERIOR WALL
INSUL BD

A3.34

D8

SIM

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT

07 42 13  - SHIM07 42 13  - UNIVERSAL CLIP

07 90 05  - SEALANT &
BACKER

CEILING SYSTEM -
SEE RCP'S FOR TYPE
AND ELEVATION

07 25 00  - WEATHER BARRIER MEMBRANE

07 42 13  - SUB-GIRT

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 42 13  - END PROFILE

08 43 13  - ALUM
BREAKMETAL TRIM

05 40 00  - CFMF 6"
STUD

06 10 54  - ISOLATION
STRIP

06 10 54  - FR WD
BLOCKING

06 10 54  - FR
PLYWOOD

07 21 00  - RIGID
EXTERIOR WALL
INSUL BD

07 25 00  - WEATHER
BARRIER MEMBRANE

06 10 54  - ISOLATION STRIP

C-A

LOW ROOF AT GYM
21' - 0"

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT

07 42 13  - SHIM

07 42 13  - PANEL FLASHING

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - UNIVERSAL CLIP

07 42 13  - MTL WALL PANEL

07 25 00  - TRANSITION MEMBRANE

07 42 13  - GIRT SYSTEM

05 12 00  - ANCHOR BOLT (S)

05 12 00  - LEDGER ANGLE (S)

REFERENCE WALL
SECTION FOR
ASSEMBLIES

M
IN

.

8"

04 20 00  - WEEP HOLES

3/4"

(EVERY VERTICAL JOINT)

07 62 00  - ALUM CLEAT

07 42 13  - ANCHOR BOLT

C-A

05 12 00  - LEDGER ANGLE (S)

07 42 13  - UNIVERSAL CLIP

07 42 13  - GIRT SYSTEM

07 42 13  - MTL WALL PANEL

08 51 13  - ALUM SUBSILL

08 51 13  - ALUM WINDOW UNIT

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - MTL WALL PANEL 05 12 00  - ANCHOR BOLT (S)

REFERENCE WALL
SECTION FOR
ASSEMBLIES

04 20 00  - WEEP HOLES

3/4"

(EVERY VERTICAL JOINT)

07 42 13  - ANCHOR BOLT

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT

07 42 13  - SHIM

3"

04 20 00  - SINGLE WYTHE CMU DRAINAGE SYSTEM

07 62 00  - ALUM FLASHING

07 42 13  - UNIVERSAL CLIP

07 90 05  - SEALANT &
BACKER

CEILING SYSTEM -
SEE RCP'S FOR TYPE
AND ELEVATION

07 62 00  - ALUM FASCIA

07 25 00  - TRANSITION MEMBRANE

07 62 00  - ALUM CLEAT

06 10 54  - ISOLATION STRIP

06 10 54  - PT  WD BLOCKING

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

04 20 00  - TERMINATION BAR

SLOPE 1/4" PER 12"

2'
 -

 0
"

3"

1' - 4"

07 62 00  - ALUM COUNTER FLASHING

07 90 05  - SEALANT

07 25 00  - WEATHER
BARRIER SYSTEM #2

07 42 13  - SUB-GIRT

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

05 40 00  - CFMF 6" STUD

04 20 00  - 12" BOND
BEAM CMU (S)

07 53 00  - RIGID ROOF INSULATION

06 10 54  - PT PLYWOOD - 3/4"

07 42 13  - END PROFILE

07 42 13  - OUTSIDE CORNER PROFILE

07 90 05  - SEALANT

F-107 53 00  - FLEXIBLE FLASHING

07 53 00  - ROOF
AIR-VAPOR BARRIER

07 62 00  - ALUM CLEAT

07 90 05  - SEALANT

07 25 00  -
TRANSITION
MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - MTL WALL PANEL

07 42 13  - UNIVERSAL CLIP

5"

07 42 13  - GIRT SYSTEM

05 12 00  - ANCHOR BOLT (S)

06 10 54  - PT  WD
BLOCKING

06 10 54  - PT
PLYWOOD - 3/4"

05 31 00  - METAL ROOF DECK (S)

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

07 62 00  - ALUM FASCIA

06 10 54  - ISOLATION STRIP

04 20 00  - 12" BOND
BEAM CMU (S)

REFERENCE WALL
SECTION FOR
ASSEMBLIES

07 42 13  - ANCHOR BOLT

LEVEL 2
15' - 4"

C-A

07 42 13  - ANCHOR BOLT

04 20 00  - 2-PIECE
WALL TIE

04 20 00  - DRIP
FLASHING

07 90 05  - SEALANT &
BACKER

07 42 13  - UNIVERSAL CLIP

07 42 13  - MTL WALL PANEL

07 42 13  - GIRT SYSTEM

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

REFERENCE WALL
SECTION FOR
ASSEMBLIES

M
IN

.

8"

07 25 00  - WEATHER
BARRIER MEMBRANE

07 42 13  - PANEL FLASHING

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

SLOPE 1/4" PER 12" MIN.

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - MTL WALL PANEL

07 42 13  - UNIVERSAL CLIP

07 42 13  - GIRT SYSTEM

03 30 00  - STEEL REINFORCEMENT

07 25 00  - TRANSITION MEMBRANE

07 42 13  - ANCHOR BOLT

REFERENCE WALL SECTION FOR
ASSEMBLIES

M
IN

.

11
 1

/4
"

E-A

08 44 13  - CLOSURE
PANEL

CEILING AS SCHEDULED
08 44 13  - CURTAINWALL FRAMING

08 44 13  - SSG FRAME

05 50 00  - PERFORATED METAL -
TYPE 2
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 3" = 1'-0"A3.34

F1 SECTION DETAIL OF MTL. FACE WITH CMU BACKUP AT WINDOW HEAD

 3" = 1'-0"A3.34

H1 SECTION DETAIL OF MTL. FACE WITH CMU BACKUP AT WINDOW SILL

 3" = 1'-0"A3.34

D1 SECTION DETAIL OF MTL FACE WITH CMU BACKUP AT PARAPET

 3" = 1'-0"A3.34

J12 SECTION DETAIL OF INSULATED BLOCK WALL AT FOUNDATION

 3" = 1'-0"A3.34

H12 SECTION DETAIL OF INSULATED BLOCK WALL AT WINDOW SILL

 3" = 1'-0"A3.34

F12 SECTION DETAIL OF INSULATED BLOCK WALL AT WINDOW HEAD

 3" = 1'-0"A3.34

D12 SECTION DETAIL OF INSULATED BLOCK WALL AT ROOF

 1 1/2" = 1'-0"A3.34

F8 SECTION DETAIL OF INSULATED BLOCK WALL AND STOREFRONT AT BROW

 3" = 1'-0"A3.34

E4 CTE CLEARSTORY WINDOW HEAD

 3" = 1'-0"A3.34

G4 CTE CLEARSTORY WINDOW BASE

 3" = 1'-0"A3.34

D8 SECTION DETAIL OF INSULATED BLOCK WALL AT WINDOW HEAD AND OVERHANG

 3" = 1'-0"A3.34

C4 MTL PANEL ON CMU BACKUP

 3" = 1'-0"A3.34

J4 SECTION DETAIL OF MTL. FACE ABOVE MASONRY FACE WITH CMU BACKUP
 3" = 1'-0"A3.34

J8 SECTION DETAIL OF MTL. FACE WITH CMU BACKUP AT INSIDE ROOF CORNER
 3" = 1'-0"A3.34

J1 TYP. WALL SECTION DETAIL AT CURTAIN WALL W/ CLOSURE PANEL

NO. DESCRIPTION DATE



LEVEL 1
0"

B12

04 20 00  - SS VENT
FLASHING (DRAINAGE
SURFACE UP)

04 20 00  - DRIP FLASHING

04 20 00  -
TERMINATION BAR

07 25 00  -
TRANSITION
MEMBRANE

07 25 00  - WEATHER
BARRIER MEMBRANE

05 40 00  - SILL BARRIER

REFERENCE WALL
SECTION FOR
ASSEMBLIES

04 20 00  - WEEP HOLES

05 31 00  - METAL
FLOOR DECK (S)

M
IN

.

8"

03 30 00  - CONC
FOUNDATION (S)

05 40 00  - CFMF 6" STUD

04 20 00  - FACING
BRICK TYPE 1

1' - 1"

1' - 10"

07 90 05  - SEALANT &
BACKER

07 21 19  - FOAMED-IN
PLACE INSULATION

05 40 00  - CFMF 2-1/2"
STUD

07 21 00  -
POLYISOCYANURATE
INSUL BD

09 21 16  - GYPSUM
BD-5/8"

07 21 19  - FOAMED-IN
PLACE INSULATION

LEVEL 1
0"

B12

08 44 13  - ALUM SUBSILL

05 40 00  - SILL BARRIER

03 30 00  - CONC
FOUNDATION (S)

8"

07 90 05  - BUTYL SEALANT

08 44 13  - SSG FRAME

07 90 05  - SEALANT

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEADFULL BED

06 10 54  - FR WD
BLOCKING

05 40 00  - CFMF 2-1/2"
STUD

LEVEL 2
15' - 4"

C-E2 C-E

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT

06 20 00  - WINDOW
SILL-P-LAM

07 42 13  - SHIM

PERIMETER FIRE

CONTAINMENT SYSTEM

(UL DESIGNATION: CW-S-0002)

08 44 13  - CLIP ANGLE

1'
 -

 1
1"

08 80 00  - IG-5 INSUL GLASS

08 44 13  - CURTAINWALL FRAMING

08 51 13  - ALUM WINDOW-PROJ OUT

07 84 00  - FIRESTOP

03 30 00  - CONC
SLAB-ON-DECK (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 12 00  - STL  BEAM (S)

05 40 00  - CFMF 3-5/8" STUD

09 21 16  - GYPSUM BD-5/8"

06 10 54  - ISOLATION STRIP

ALIGN

1
/4
"

1/2"

1
/4
"

1/2"

05 40 00  - CFMF ANGLE

07 84 00  - FIBER FIRESTOPPING INSUL

05 50 00  - PERFORATED METAL - TYPE 2

07 84 00  - SAFING INSUL

B12

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT

06 10 54  - ISOLATION STRIP

06 10 54  - FR WD BLOCKING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - EDGE BEAD

07 90 05  - SEALANT

1' - 2"

1' - 7 3/8"

07 42 13  - SHIM

07 62 00  - ALUM CLEAT

07 42 13  - PANEL FLASHING

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - UNIVERSAL CLIP

07 42 13  - MTL WALL PANEL

07 25 00  - TRANSITION MEMBRANE

07 42 13  - GIRT SYSTEM

REFERENCE WALL SECTION FOR
ASSEMBLIES

8"

PROVIDE BLOCKING AS NEEDED FOR
WINDOW SHADES. SEE SPEC FOR LOCATIONS

05 40 00  - CFMF HEADER

B12

08 51 13  - ALUM WINDOW UNIT

08 51 13  - ALUM SUBSILL

07 90 05  - SEALANT & BACKER

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT

06 20 00  - WINDOW
SILL-P-LAM

1' - 2"

1' - 7 3/8"

07 42 13  - MTL WALL PANEL

07 42 13  - UNIVERSAL CLIP

07 42 13  - GIRT SYSTEM

06 20 00  - SHIM

REFERENCE WALL SECTION FOR
ASSEMBLIES

1' - 2"

(SET IN FULL BED OF SEALANT)

06 10 54  - ISOLATION STRIP

06 10 54  - FR WD BLOCKING

LEVEL 1
0"

B12

04 20 00  - DRIP
FLASHING

07 42 13  - UNIVERSAL CLIP

07 42 13  - MTL WALL PANEL

07 42 13  - GIRT SYSTEM

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

05 40 00  - CFMF 6" STUD

05 40 00  - SILL BARRIER

05 31 00  - METAL
FLOOR DECK (S)

03 30 00  - CONC
FOUNDATION (S)

REFERENCE WALL
SECTION FOR
ASSEMBLIES

1' - 2"

1' - 7 3/8"

M
IN

.

8"

07 21 00  -
POLYISOCYANURATE
INSUL BD

09 21 16  - GYPSUM
BD-5/8"

05 40 00  - CFMF 2-1/2"
STUD

07 90 05  - SEALANT &
BACKER

07 21 19  - FOAMED-IN
PLACE INSULATION
07 21 19  - FOAMED-IN
PLACE INSULATION

LOW ROOF
24' - 0"

C-5

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 53 00  - RIGID ROOF INSULATION

07 53 00  - ROOF AIR-VAPOR
BARRIER

07 42 13  - ANCHOR BOLT

04 20 00  - DRIP FLASHING

07 42 13  - UNIVERSAL CLIP

07 42 13  - MTL WALL PANEL

07 42 13  - GIRT SYSTEM

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER MEMBRANE

05 40 00  - CFMF 6" STUD

05 40 00  - SILL BARRIER

FACE OF STUD

1' - 2 1/2"
FACE OF WALL

1' - 8"

05 40 00  - CFMF DEFLECTION HEAD
- MAINTAIN 1" GAP

(FILL ALL VOIDS)

05 31 00  - METAL ROOF DECK (S)

07 84 00  - SAFING INSUL

07 84 00  - FIRESTOP

R
E

Q
U

IR
E

D
 B

Y
 F

IR
E

S
T

O
P

3/
4"

 M
A

X
 O

R
 A

S

REFERENCE WALL SECTION FOR
ASSEMBLIES

REFERENCE WALL SECTION FOR ASSEMBLIES

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

ROOF
30' - 8"

B12
07 53 00  - FLEXIBLE FLASHING

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - ROOF AIR-VAPOR BARRIER

07 62 00  - ALUM FASCIA

07 90 05  - SEALANT

06 10 54  - PT  WD BLOCKING

07 25 00  - TRANSITION MEMBRANE

07 21 19  - FOAMED-IN PLACE INSULATION

05 40 00  - CFMF DEFLECTION HEAD
- MAINTAIN 1" GAP

07 25 00  - WEATHER BARRIER
MEMBRANE

05 40 00  - FRAMING CONNECTOR

07 42 13  - MTL WALL PANEL

07 42 13  - UNIVERSAL CLIP

REFERENCE WALL SECTION FOR
ASSEMBLIES

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

06 10 54  - ISOLATION STRIP

05 40 00  - CFMF FURRING CHANNEL

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

05 12 00  - STL  BENT PLATE(S)

D-B

07 25 00  - TRANSITION MEMBRANE

08 44 13  - ALUM SUBSILL

07 90 05  - BUTYL SEALANT

08 44 13  - SSG FRAME

07 90 05  - SEALANT & BACKER

09 21 16  - EDGE BEAD

06 10 54  - FR WD BLOCKING

06 10 54  - ISOLATION STRIP

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

07 53 00  - RIGID ROOF INSULATION

07 53 00  - ROOF AIR-VAPOR
BARRIER

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

FULL BED

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

LEVEL 2
15' - 4"

D-1

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 53 00  - RIGID
ROOF INSULATION

07 53 00  - ROOF
AIR-VAPOR BARRIER

05 40 00  - CFMF 6" STUD

REFERENCE WALL
SECTION FOR
ASSEMBLIES

05 31 00  - METAL ROOF DECK (S)

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

04 20 00  - WEEP HOLES

1'
 -

 5
"

1' - 1"

1' - 11"

07 62 00  - ALUM FLASHING

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER MEMBRANE

04 20 00  - TERMINATION BAR

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

03 30 00  - CONC
SLAB-ON-DECK (S)

07 90 05  - SEALANT

04 20 00  - 2-PIECE WALL TIE

07 53 00  - DECK SHEATHING

07 81 00  - SPRAY APPLIED FIREPROOFING

05 12 00  - STL  BEAM (S)

07 21 19  - FOAMED-IN
PLACE INSULATION

E-D

ALIGN

3
/4
"

3/4"

3
/4
"

3/4"

BRICK AND CMU

1' - 11"

1' - 1"

7 
3/

4"

04 20 00  - FACING BRICK TYPE 1

04 20 00  - WEEP HOLES

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

07 42 13  - ALUM FLASHING

07 25 00  - TRANSITION MEMBRANE

05 12 00  - STL  ANGLE (S)

07 53 00  - MEMBRANE
ROOF-ADHERED

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 25 00  - WEATHER BARRIER
SYSTEM #1

07 53 00  - ROOF AIR-VAPOR
BARRIER

07 25 00  - TERMINATION BAR

07 25 00  - TRANSITION MEMBRANE

05 12 00  - STL  BRACING (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

07 53 00  - RIGID ROOF INSULATION
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 3" = 1'-0"A3.35

F8 SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AT CONCRETE FOUNDATION

 3" = 1'-0"A3.35

B8 SECTION DETAIL OF CURTAIN WALL AT CONCRETE FOUNDATION

 1 1/2" = 1'-0"A3.35

E5
SECTION DETAIL OF MTL. FACE INTERSECTION ABOVE MASONRY FACE WITH STUD
BACKUP

 3" = 1'-0"A3.35

H11 SECTION DETAIL OF MTL. FACE WITH STUD BACKUP AT WINDOW HEAD

 3" = 1'-0"A3.35

J11 SECTION DETAIL OF MTL. FACE WITH STUD BACKUP AT WINDOW SILL
 3" = 1'-0"A3.35

J8 SECTION DETAIL OF MTL. WALL INTERSECTION WITH CONCRETE FOUNDATION

 3" = 1'-0"A3.35

D1 SECTION DETAIL OF MTL. FACE WITH STUD BACKUP AT INSIDE ROOF CORNER

 3" = 1'-0"A3.35

E11 TYP. SECTION DETAIL OF MTL. FACE WITH STUD BACKUP AT ROOF

 3" = 1'-0"A3.35

F1 SECTION DETAIL OF BROW AND OFFSET CURTAIN WALL

 3" = 1'-0"A3.35

J1 SECTION DETAIL OF MASONRY FACE WITH STUD BACKUP AND ROOF
 3" = 1'-0"A3.35

J5 SECTION DETAIL OF BRICK WALL INTERSECTION WITH ROOF

NO. DESCRIPTION DATE



ROOF
30' - 8"

E-A

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

08 44 13  - CURTAINWALL FRAMING

07 90 05  - SEALANT

07 21 00  - THERMAL BATT INSUL

08 44 13  - MULLION COVER TYPE 2

07 21 19  - FOAMED-IN PLACE
INSULATION

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

08 44 13  - CLIP ANGLE

FACE OF STUD

6 1/4"

1"

07 90 05  - COMPRESSIBLE FILLER

LEVEL 2
15' - 4"

E-A

PERIMETER FIRE CONTAINMENT

SYSTEM

(UL DESIGNATION: CW-S-0002)

07 84 00  - FIRESTOP

08 44 13  - CLIP ANGLE

08 44 13  - CURTAINWALL FRAMING

08 44 13  - MULLION COVER TYPE 1

07 84 00  - SAFING INSUL

03 30 00  - CONC
SLAB-ON-GRADE
ASSEMBLY - TYPE 1

05 12 00  - STL  BRACING (S)

07 84 00  - FIBER FIRESTOPPING INSUL

05 40 00  - CFMF ANGLE

08 44 13  - CLOSURE PANEL

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

5 3/4"

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING
07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

08 44 13  - SSG FRAME

E-A

08 44 13  - MULLION
COVER TYPE 2

07 21 00  - THERMAL BATT INSUL

07 90 05  - BUTYL SEALANT

06 10 54  - ISOLATION
STRIP

06 10 54  - FR WD
BLOCKING

07 90 05  - SEALANT
08 44 13  - ALUM SUBSILL

REFERENCE WALL SECTION FOR
ASSEMBLIES

08 44 13  - MULLION COVER TYPE 1

FACE OF STUD, TYP.

1' - 1"

08 44 13  - CURTAINWALL FRAMING

08 80 00  - IG-4 INSUL ALUM GLAZING PANEL

07 25 00  - TRANSITION MEMBRANE

06 10 54  - FR WD BLOCKING

07 25 00  - WEATHER BARRIER SYSTEM #2

1' - 1"

1' - 0 1/2"

07 62 00  - ALUM FLASHING

08 43 13  - ALUM STOREFRONT
FRAMING

07 90 05  - SEALANT

07 25 00  - MEMBRANE FLASHING

04 20 00  - DRIP FLASHING

05 12 00  - STL  ANGLE (S)

04 20 00  - TERMINATION BAR

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL
SECTION SHEETS)

07 25 00  - TRANSITION MEMBRANE

07 90 05  - SEALANT

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
CLEAT

07 90 05  - SEALANT

07 25 00  -
TRANSITION
MEMBRANE

06 10 54  - ISOLATION
STRIP

REFERENCE WALL
SECTION FOR
ASSEMBLIES

07 42 13  - OUTSIDE CORNER PROFILE

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 42 13  - UNIVERSAL
CLIP

07 25 00  - WEATHER
BARRIER SYSTEM #2

06 10 54  - PT
PLYWOOD

05 40 00  - CFMF 6"
STUD

05 12 00  - ANCHOR BOLT (S)

07 90 05  - SEALANT & BACKER

07 42 13  - GIRT SYSTEM

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

06 10 54  - PT  WD BLOCKING

CEILING AS SCHEDULED

07 21 00  - RIGID
EXTERIOR WALL
INSUL BD

05 12 00  - STL  BEAM (S)

07 53 00  - DECK SHEATHING

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

06 10 54  - PT  WD BLOCKING

E-75

07 53 00  - DECK SHEATHING

07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

07 25 00  - TRANSITION MEMBRANE

2 
3/

4"

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

05 12 00  - STL  BEAM (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

06 10 54  - PT  WD
BLOCKING

07 25 00  -
TRANSITION
MEMBRANE

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
CLEAT

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - UNIVERSAL CLIP

06 10 54  - PT PLYWOOD

05 40 00  - CFMF 3-5/8" STUD

07 42 13  - OUTSIDE
CORNER PROFILE

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

05 40 00  - CFMF 6" STUD

08 44 13  - DEFLECTION HEAD

07 42 13  - END PROFILE

08 44 13  - CURTAINWALL FRAMING

FACE OF STUD

4' - 3 5/8"

REFERENCE WALL
SECTION FOR
ASSEMBLIES

07 62 00  - ALUM
COPING

07 42 13  - SUB-GIRT

07 62 00  - ALUM FLASHING

05 40 00  - CFMF Z-FURRING

07 81 23  - INTUMESCENT MASTIC FIREPROOFING .07 21 00  - THERMAL BATT INSUL .

05 40 00  - CFMF PLATE

D-3

08 51 13  - ALUM
WINDOW UNIT

09 21 16  - CORNER
BEAD

06 10 54  - ISOLATION
STRIP

06 10 54  - FR WD
BLOCKING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - EDGE BEAD

07 90 05  - SEALANT

08 44 13  - PLASTIC
SHIM - FILL SPACE
WITH LOW
EXPANSION FOAM,
TYP.

07 25 00  - WEATHER
BARRIER SYSTEM #1

07 25 00  -
TRANSITION
MEMBRANE

07 42 13  - GIRT
SYSTEM

05 40 00  - CFMF 6" STUD

REFERENCE WALL
SECTION FOR
ASSEMBLIES

08 51 13  - ALUM SUBSILL

07 90 05  - SEALANT &
BACKER

07 25 00  -
TRANSITION
MEMBRANE

07 25 00  - WEATHER
BARRIER MEMBRANE

06 10 54  - FR WD
BLOCKING

06 20 00  - WINDOW
SILL-P-LAM

07 42 13  - MTL WALL PANEL

08 44 13  - PLASTIC
SHIM - FILL SPACE
WITH LOW
EXPANSION FOAM,
TYP.

07 42 13  - UNIVERSAL
CLIP

07 42 13  - PHENOLIC
WALL PANEL (SEE
ELEVATIONS FOR
TYPE)

07 42 13  - OUTSIDE
CORNER PROFILE

07 42 13  - END PROFILE

06 10 54  - ISOLATION
STRIP

.

07 42 13  - END PROFILE

05 40 00  - CFMF STUD

06 10 54  - FR WD
BLOCKING

.

1' - 10"

7" 9 3/8"
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 3" = 1'-0"A3.36

J8 SECTION DETAIL OF CURTAIN WALL AND ROOF AT CLASSROOMS

 3" = 1'-0"A3.36

G11 SECTION DETAIL OF CURTAIN WALL AND 2ND FL. SLAB AT CLASSROOMS

 3" = 1'-0"A3.36

J11
SECTION DETAIL OF CURTAIN WALL ABOVE MASONRY FACE WITH STUD BACKUP AT
CLASSROOMS

 3" = 1'-0"A3.36

E7 SECTION DETAIL OF BROW AND CURTAIN WALL AT DINING ENTRY

 3" = 1'-0"A3.36

J1 DETAIL AT MAIN GYM ENTRY ROOF EDGE

NO. DESCRIPTION DATE

 3" = 1'-0"A3.36

E1 SECTION DETAIL - COMPOSITE PANEL ON STUD BACKUP



LOW ROOF
24' - 0"

E-2
SLOPE 1/4" PER 12"

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

07 53 00  - ROOF
AIR-VAPOR BARRIER

07 25 00  -
TRANSITION
MEMBRANE

07 53 00  - FLEXIBLE
FLASHING

06 10 54  - PT
PLYWOOD - 3/4"

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
CLEAT

07 90 05  - SEALANT

04 20 00  - 12" BOND
BEAM CMU (S)

05 31 00  - METAL
ROOF DECK (S)

07 81 23  -
INTUMESCENT
MASTIC
FIREPROOFING

REFERENCE WALL
SECTION FOR
ASSEMBLIES

06 10 54  - ISOLATION STRIP

05 40 00  - CFMF ANGLE

04 20 00  - CAVITY VENT

07 90 05  -
COMPRESSIBLE
FILLER

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

07 53 00  - RIGID
ROOF INSULATION

05 21 00  - JOIST SEAT (S)

05 21 00  - STL  JOIST (S)

05 12 00  - ANCHOR BOLT (S)

05 12 00  - ANCHOR BOLT (S)

04 20 00  - 2-PIECE WALL TIE

03 30 00  - STEEL
REINFORCEMENT

(16 GA. MIN)

BEAM POCKET

E-2

07 90 05  - SEALANT & BACKER

07 62 00  - ALUM FLASHING

07 42 13  - UNIVERSAL
CLIP

07 62 00  - ALUM FASCIA

07 25 00  - TRANSITION MEMBRANE

07 62 00  - ALUM COPING

06 10 54  - ISOLATION
STRIP

06 10 54  - PT  WD
BLOCKING

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

SLOPE 1/4" PER 12"

2'
 -

 0
"

3"

07 25 00  - WEATHER
BARRIER SYSTEM #2

07 42 13  - SUB-GIRT

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

05 40 00  - CFMF 6" STUD

04 20 00  - 12" BOND
BEAM CMU (S)

07 53 00  - RIGID ROOF INSULATION

06 10 54  - FR WD BLOCKING

07 42 13  - END PROFILE

07 42 13  - OUTSIDE CORNER PROFILE

05 12 00  - ANCHOR BOLT (S)

04 20 00  - 12" BOND BEAM CMU (S)

04 20 00  - WEEP HOLES

04 20 00  - TERMINATION BAR

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER MEMBRANE

04 20 00  - SS VENT FLASHING (DRAINAGE SURFACE UP)

1' - 4"

GROUT

05 40 00  - CFMF 3-5/8" STUD

REFERENCE WALL SECTION FOR
ASSEMBLIES

SEAL ALL GAPS  BETWEEN
METAL FRAMING AND
INSULATION BOARD

07 90 05  - SEALANT

FACE OF STUD

1' - 7 1/4" ±

04 20 00  - 2-PIECE WALL TIE

04 20 00  - TERMINATION BAR

07 62 00  - ALUM FLASHING

04 20 00  - WEEP HOLES

06 10 54  - FR PLYWOOD

05 12 00  - STL  ANGLE (S)

E-E

05 12 00  - STL  ANGLE (S)

04 20 00  - 2-PIECE WALL TIE

04 20 00  - WEEP HOLES

04 20 00  - 12" BOND BEAM CMU (S)

REFERENCE WALL SECTION FOR
ASSEMBLIES

08 36 13  - OH SECTIONAL DOOR
TRACK

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

04 20 00  - TERMINATION BAR

07 62 00  - ALUM
FLASHING

05 12 00  - STL  PLATE(S)

05 12 00  - BEARING PLATE (S)

04 20 00  - 12" BOND BEAM CMU (S)

LEVEL 1
0"

E-E

SLOPE: 1/4" PER 1' - 0"

03 30 00  - COMPRESSIBLE FILLER

08 36 13  - OH SECTIONAL DOOR

FOUNDATION ASSEMBLY

31 23 15  - STRUCTURAL FILL (C)

03 30 00  - CONC  PAD

03 30 00  - DOWELS (S)

05 12 00  - STL  ANGLE (S)

08 36 13  - OH SECTIONAL DOOR TRACK

05 12 00  - STL  PLATE(S)

07 90 05  - SEALANT

03 30 00  - CONC  SLAB-ON-GRADE ASSEMBLY - TYPE 1

LEVEL 2
15' - 4"

F-B

07 42 13  - ALUM FLASHING

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

07 53 00  - RIGID
ROOF INSULATION

07 25 00  - WEATHER BARRIER
MEMBRANE

03 30 00  - STEEL REINFORCEMENT

07 25 00  - TRANSITION MEMBRANE

05 12 00  - STL  ANGLE (S)

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

04 20 00  - TERMINATION BAR

REFERENCE WALL SECTION FOR
ASSEMBLIES

04 20 00  - FACING BRICK TYPE 1

07 53 00  - ROOF AIR-VAPOR
BARRIER

05 12 00  - ANCHOR BOLT (S)

04 20 00  - 2-PIECE WALL TIE

04 20 00  - WEEP HOLES
M

IN
.

8 
1/

8"

C-B

05 50 00  - LOOSE LINTEL

07 21 19  - FOAMED-IN PLACE INSULATION

07 90 05  - SEALANT & BACKER

08 51 13  - ALUM RECEPTOR

08 51 13  - ALUM WINDOW UNIT

06 10 54  - FR WD BLOCKING

04 20 00  - 2-PIECE WALL TIE

TYP.

2 1/2"

04 20 00  - 12" BOND BEAM CMU (S)

04 20 00  - 12" BOND BEAM CMU (S)

REFERENCE WALL SECTION FOR
ASSEMBLIES

07 25 00  - WEATHER BARRIER
MEMBRANE

07 25 00  - TRANSITION MEMBRANE

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

04 20 00  - WEEP HOLES

07 42 13  - ALUM FLASHING

07 90 05  - SEALANT & BACKER

08 40 13  - ALUM SNAP TRIM

04 20 00  - TERMINATION BAR

C-B

06 10 54  - FR WD BLOCKING

08 40 13  - ALUM SNAP
TRIM

TYP.

2 1/2"

REFERENCE WALL SECTION FOR
ASSEMBLIES

04 20 00  - 2-PIECE WALL TIE

08 51 13  - ALUM SUBSILL

07 90 05  - SEALANT

08 51 13  - ALUM WINDOW UNIT

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
MEMBRANE

04 20 00  - BULLNOSE
CMU

05 12 00  - ANCHOR BOLT (S)

LEVEL 1
0"

E-2

1' - 2"6"

1' - 8"

03 30 00  - CONC
FOUNDATION (S)

04 20 00  - DRIP
FLASHING

07 25 00  - WEATHER
BARRIER MEMBRANE

07 25 00  -
TRANSITION
MEMBRANE

04 20 00  - SS VENT
FLASHING (DRAINAGE
SURFACE UP)

04 20 00  - WEEP
HOLES

07 25 00  - MEMBRANE
FLASHING

07 21 00  -
UNDER-SLAB VAPOR
RETARDER

07 21 00  - RIGID
PERIMETER INSUL BD

07 21 00  - RIGID
PERIMETER INSUL BD

04 20 00  - 12" CMU

M
IN

.

4"

REFERENCE WALL
SECTION FOR
ASSEMBLIES

M
IN

.

8"

ON SEALANT BED

07 21 00  - VAPOR
BARRIER SEALANT
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 3" = 1'-0"A3.37

E11 SECTION DETAIL OF MASONRY FACE WITH CMU BACKUP AT ROOF

 3" = 1'-0"A3.37

J9 TYP. SECTION DETAIL OF BROW AT MASONRY FACE WITH CMU BACKUP

 3" = 1'-0"A3.37

H1 SECTION DETAIL OF OVERHEAD DOOR HEAD AT MASONRY FACE WITH CMU BACKUP

 3" = 1'-0"A3.37

J1 TYP. SECTION DETAIL OF GARAGE DOOR AT GRADE

 3" = 1'-0"A3.37

D1
SECTION DETAIL OF MASONRY FACE WITH MASONRY BACKUP UP AT INSIDE ROOF
CORNER

 3" = 1'-0"A3.37

C5 SECTION DETAIL OF MASONRY FACE WITH CMU BACKUP AT WINDOW HEAD

 3" = 1'-0"A3.37

E5 TYP. SECTION DETAIL OF MASONRY FACE WITH CMU BACKUP AT WINDOW SILL

 3" = 1'-0"A3.37

H5 SECTION DETAIL OF MASONRY FACE WITH CMU BACKUP AT FOUNDATION

NO. DESCRIPTION DATE



08 44 13  - ALUM SUBSILL

GREENHOUSE SYSTEM BY OTHERS.
SEE SPEC. "SECTION 13 34 12 -
GREENHOUSE"

07 90 05  - SEALANT & BACKER

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 53 00  - ROOF AIR-VAPOR
BARRIER

06 10 54  - FR WD BLOCKING

05 40 00  - CFMF 2-1/2" STUD

05 31 00  - METAL ROOF DECK (S)

05 12 00  - STL  BENT
PLATE(S)

D-.7 D-.8

2" 10"

07 53 00  - FLEXIBLE FLASHING

06 10 54  - THRU BOLT TO STRUCTURE

07 21 00  - SAFING INSUL

12 36 00  - LAB COUNTERTOP

09 21 16  - FRAMING CLIPS FOR FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

07 81 00  - SPRAY
APPLIED
FIREPROOFING

07 84 00  - FIBER
FIRESTOPPING INSUL

9' - 5"

1'
 -

 4
"

4"

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

07 81 23  -
INTUMESCENT
MASTIC
FIREPROOFING

05 12 00  - STL  BEAM
(S)

FIRE DOOR UNIT

END WALL AT BUILDING
INTERFACE TO BE BY
GREENHOUSE
MANUFACTURER,  1HR RATED
AND TO BE SUPPORTED BY
GREENHOUSE.

.

06 10 54  - ISOLATION STRIP

05 40 00  - CFMF 6" STUD

.

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD TYPE X - 5/8"

3 LAYERS EACH SIDE - 3 HR
RATING REQUIRED

07 53 00  - MEMBRANE
ROOF-ADHERED

07 21 19  - FOAMED-IN PLACE
INSULATION

07 84 00  - FIRESTOP .

LEVEL 1
0"

2'
 -

 0
"

2 
1/

2"

1/2"

GREENHOUSE SYSTEM BY OTHERS.
SEE SPEC. "SECTION 13 34 12 -
GREENHOUSE"

11 5/8" 3"

1 3/4"

3 5/8"

1' - 8"

12 36 00  - LAB COUNTERTOP

07 21 00  - VAPOR BARRIER SEALANT

07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - VAPOR BARRIER SEALANT

03 30 00  - CONC  FOUNDATION (S)

04 20 00  - DRIP FLASHING

04 20 00  - SS VENT FLASHING
(DRAINAGE SURFACE UP)

07 25 00  - WEATHER BARRIER MEMBRANE

07 25 00  - TRANSITION MEMBRANE
04 20 00  - TERMINATION BAR

EXTERIOR WALL ASSEMBLY - TYPE 4A
(SEE WALL SECTION SHEETS)

M
IN

.

4"

07 90 05  - BUTYL SEALANT

07 62 00  - ALUM FLASHING

07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT  WD BLOCKING

07 90 05  - SEALANT

PROVIDE VERTICAL LEG UP
BETWEEN GREENHOUSE POSTS
& GLAZING BASE SILL

13 34 12 - GLAZING BASE SILL

EXTEND TO INT. F.O. GLAZING
BASE SILL & AROUND POSTS

13 34 12 - POST

13 34 12  - ALUM. ANGLE POST FOOT

06 10 54  - PT PLYWOOD - 3/4"
06 10 54  - ISOLATION STRIP

12 36 00  - LAB COUNTERTOP

1"

4" 8 1/2"

REFERENCE WALL
SECTION FOR
ASSEMBLIES

04 20 00  - WEEP HOLES

31 23 15  - STONE DUST  (C)

04 20 00  - GFCU TYPE 4

LEVEL 1
0"

1/2"

8 1/2"4"

4'
 -

 0
"

M
IN

.

4"

SEE DETAIL J12/A3.37
FOR TYPICAL NOTES

GREENHOUSE SYSTEM BY OTHERS.
SEE SPEC. "SECTION 13 34 12 -
GREENHOUSE"

REFERENCE WALL SECTION FOR
ASSEMBLIES

07 42 13  - UNIVERSAL CLIP

06 10 54  - ISOLATION STRIP

07 25 00  - WEATHER BARRIER
MEMBRANE

07 42 13  - SUB-GIRT

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 42 13  - END PROFILE

08 43 13  - ALUM STOREFRONT FRAMING

07 42 13  - SHIM

05 40 00  - CFMF 6" STUD

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT & BACKER

OUTSIDE INSIDE

07 21 00  - RIGID EXTERIOR WALL
INSUL BD

05 40 00  - GYP SHEATHING

09 21 16  - GYPSUM
BD TYPE X - 5/8"

09 21 16  - CORNER BEAD

07 90 05  - SEALANT &
BACKER

07 90 05  - SEALANT

05 12 00  - STL  BEAM (S)

07 81 23  -
INTUMESCENT
MASTIC
FIREPROOFING

LEVEL 1
0"

D-.7

M27

03 30 00  - CONC
FOUNDATION (S)

03 30 00  - EXPANSION
JT FILLER

03 30 00  - CONC  PAD

07 21 19  - FOAMED-IN
PLACE INSULATION

EQ EQ
2' - 0"

A4.24

D11

SIM

07 95 13  - EXPANSION
JOINT - TYPE 5

NOTE: PROVIDE FIRE
BARRIER & HEAT SHIELD @
FIRE RATED LOCATIONS
PER SPECIFICATIONS

07 21 00  - RIGID
UNDER-SLAB INSUL
BD

04 20 00  - GFCU TYPE
4 (BOTH SIDES)

LEVEL 1
0"

D-.7

M27

04 20 00  - WEEP HOLES

04 20 00  - SS VENT
FLASHING (DRAINAGE
SURFACE UP)

07 25 00  - WEATHER
BARRIER SYSTEM #1

07 25 00  -
TRANSITION
MEMBRANE

04 20 00  - DRIP
FLASHING

04 20 00  - DRIP
FLASHING

03 30 00  - CONC
FOUNDATION (S)

03 30 00  - EXPANSION
JT FILLER

03 30 00  - CONC  PAD

1' - 0"

05 40 00  - GYP
SHEATHING

05 40 00  - CFMF 2-1/2"
STUD

04 20 00  - TERMINATION BAR

07 42 13  - END PROFILE

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 42 13  - GIRT SYSTEM

07 25 00  -
TRANSITION
MEMBRANE

A
LIG

N

1/2"

1
 1

/4
"

1/2"

1
 1

/4
"

M27

04 20 00  - GFCU TYPE
4 (BOTH SIDES)

D-.7 D-.8

08 43 13  - ALUM STOREFRONT FRAMING

08 44 13  - PLASTIC SHIM - FILL SPACE WITH LOW
EXPANSION FOAM, TYP.
07 90 05  - SEALANT & BACKER
07 25 00  - TRANSITION MEMBRANE

05 40 00  - CFMF 6" STUD

05 40 00  - GYP SHEATHING

07 95 13  - EXPANSION JOINT - TYPE 2

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

07 81 23  - INTUMESCENT MASTIC FIREPROOFING
05 12 00  - STL  COLUMN (S)

04 20 00  - 8" CMU

08 43 13  - ALUM BREAKMETAL TRIM

07 90 05  - COMPRESSIBLE FILLER07 90 05  - COMPRESSIBLE FILLER
07 25 00  - WEATHER BARRIER SYSTEM #1

07 90 05  - SEALANT & BACKER
07 25 00  - TRANSITION MEMBRANE

06 10 54  - PT PLYWOOD
06 10 54  - ISOLATION STRIP
13 34 12 - GLAZING BASE SILL

GREEN

HOUSE
D154

07 25 00  - WEATHER BARRIER SYSTEM #1

07 25 00  - TRANSITION MEMBRANE

04 20 00  - MASONRY VENEER ANCHOR

07 62 00  - ALUM FLASHING

04 20 00  - GFCU TYPE 4

(BOTH SIDES)

D-A1

D-.7 D-.8

C11

A3.38

A3.38

C1

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 42 13  - SUB-GIRT

05 40 00  - GYP
SHEATHING

07 25 00  - WEATHER
BARRIER SYSTEM #1

05 40 00  - CFMF 2-1/2"
STUD

(BOTH SIDES)
04 20 00  - GFCU TYPE
4
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 3" = 1'-0"A3.38

J4 SECTION DETAIL OF GREENHOUSE WALL AND ROOF AT GREENHOUSE
 1 1/2" = 1'-0"A3.38

J12 SECTION DETAIL OF GREENHOUSE BASE WALL AND GREENHOUSE AT EVE SIDE
 1 1/2" = 1'-0"A3.38

J9 SECTION DETAIL THROUGH GREENHOUSE BASE

 3" = 1'-0"A3.38

F11 SECTION DETAIL OF BROW ABOVE STOREFRONT HEAD AT GREENHOUSE

 3" = 1'-0"A3.38

C7 GREENHOUSE FIRE WALL SECTION 2
 3" = 1'-0"A3.38

C11 GREENHOUSE FIRE WALL SECTION 1

NO. DESCRIPTION DATE

 3" = 1'-0"A3.38

C1 PLAN DETAIL @ GREEN HOUSE PIER ENLARGED

 1 1/2" = 1'-0"A3.38

J1 PLAN DETAIL @ GREENHOUSE PIER



ROOF
30' - 8"

A-5

2"1' - 0" 10"

A-51

07 53 00  - FLEXIBLE FLASHING

06 10 54  - THRU BOLT TO STRUCTURE

07 21 00  - SAFING INSUL

07 53 00  - FLEXIBLE FLASHING

05 12 00  - MAS WALL TOP CLIP

05 12 00  - ANCHOR BOLT (S)

07 25 00  - VAPOR RETARDER

07 84 00  - FIRESTOP

07 81 00  - SPRAY APPLIED
FIREPROOFING

ROOF
30' - 8"

E-8E-7.9

11"2"11"

06 10 54  - ISOLATION STRIP

06 10 54  - THRU BOLT TO
STRUCTURE

05 40 00  - CFMF PLATE

5"

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

07 25 00  - VAPOR RETARDER

07 81 00  - SPRAY APPLIED
FIREPROOFING

9 5/8" 1' - 1 1/2"

07 42 13  - PHENOLIC WALL PANEL (SEE ELEVATIONS FOR TYPE)

07 42 13  - UNIVERSAL CLIP

06 10 54  - FR PLYWOOD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - TRANSITION MEMBRANE07 25 00  - WEATHER BARRIER SYSTEM #2

05 40 00  - GYP SHEATHING

06 10 54  - PT  WD BLOCKING

07 62 00  - ALUM FLASHING

07 53 00  - FLEXIBLE FLASHING

06 10 54  - PT  WD BLOCKING

22 00 00  - SCUPPER ROOF DRAIN (P)

22 00 00  - LAMB'S TONGUE (P)

07 81 23  - INTUMESCENT MASTIC FIREPROOFING

05 40 00  - CFMF 3-5/8" STUD

ROOF
30' - 8"

05 12 00  - STL  ANGLE (S)

03 30 00  - CONC  SLAB-ON-DECK (S)

07 53 00  - ROOF AIR-VAPOR BARRIER

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

23 00 00  - INSULATED ROOF CURB (M)

(SHIM TO PROVIDE LEVEL
SURFACE FOR CURB)

06 10 54  - ISOLATION STRIP

06 10 54  - PT  WD NAILER

ROOFTOP UNIT (SEE MECH)

07 53 00  - FLEXIBLE FLASHING

07 53 00  - TAPERED ROOF INSULATION

07 53 00  - RIGID ROOF INSULATION

MEMBRANE ROOF ASSEMBLY - TYPE 1. (SEE WALL SECTION SHEETS)

LEVEL 2
15' - 4"

22 00 00  - SCUPPER ROOF DRAIN (P)

REFERENCE WALL SECTION FOR
ASSEMBLIES

MEMBRANE ROOF ASSEMBLY -
TYPE 1. (SEE WALL SECTION
SHEETS)

05 31 00  - METAL ROOF DECK (S)

REFERENCE WALL SECTION FOR
ASSEMBLIES

06 10 54  - FR WD BLOCKING

06 10 54  - FR WD BLOCKING

07 62 00  - ALUM FLASHING

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
SYSTEM #1

AND SLEEVE

05 12 00  - STL  BEAM (S)

05 40 00  - CFMF 3-5/8" STUD

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - TAPERED ROOF INSULATION

07 53 00  - ROOF AIR-VAPOR BARRIER

07 53 00  - FLEXIBLE FLASHING

07 62 00  - ALUM FASCIA

07 62 00  - ALUM CLEAT

06 10 54  - PT  WD BLOCKING

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

05 40 00  - GYP SHEATHING

07 62 00  - ALUM FASCIA
BEYOND

SLOPE 1/2" PER 12"

07 25 00  - TRANSITION MEMBRANE

07 42 13  - GIRT SYSTEM

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 42 13  - END PROFILE

07 42 13  - UNIVERSAL CLIP

07 42 13  - OUTSIDE CORNER PROFILE

05 12 00  - STL  BEAM (S)

07 25 00  - WEATHER BARRIER
SYSTEM #1

05 31 00  - METAL ROOF DECK (S)
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 3" = 1'-0"A3.40

D7 ROOF EXPANSION JOINT DETAIL.
 3" = 1'-0"A3.40

D11 ROOF EXPANSION JOINT DETAIL
 3" = 1'-0"A3.40

E1 SCUPPER DRAIN DETAIL AT ENTRY CANOPY

 1 1/2" = 1'-0"A3.40

G5 TYPICAL DETAIL AT RTU CURB AND SLAB
 1 1/2" = 1'-0"A3.40

G1 Detail 0

 3" = 1'-0"A3.40

J1 Detail 7

NO. DESCRIPTION DATE



ROOF
30' - 8"

A-F A-E4

2'
 -

 0
"

A3.50

H1

SIM
H6

A3.50

SIM

12' - 2"

5' - 2 7/8"

A3.51

J4

A3.51

J1

±
 8

' -
 8

"

ROOF
30' - 8"

A-F

6' - 0"

3'
 -

 6
 7

/8
"

5'
 -

 1
0 

1/
8"

A3.50

C1

SIM

A3.50

H1

SIM

H6

A3.50

SIM

2 1/2" / 12"

±
 8

' -
 6

"

ROOF
30' - 8"

A-G

±
 5

' -
 5

"

9' - 6"

A3.50

C1

SIM

A-G1

H6

A3.50

SIM

2 1/2" / 12"

2'
 -

 1
1 

1/
4"

A3.50

H1

SIM

A-H9

ROOF
30' - 8"

D-C

±
 5

' -
 2

"

2'
 -

 0
"

6 1/2" 9' - 2 3/4"

8' - 1 1/4"

H6

A3.50

SIM

2 1/2" / 12"

A3.50

C1

SIM

A3.50

H1

SIM

ROOF
30' - 8"

E-B

±
 6

' -
 2

"

2'
 -

 2
"

12' - 3 1/4"

9' - 11 5/8"

A3.50

H1

A3.50

C1

H6

A3.50

E-A7 E-B4

ROOF
30' - 8"

E-B
08 63 00  - FRAMED SKYLIGHT

H6

A3.50

07 53 00  - MASTIC (FULL BED)

06 10 54  - PT  WD BLOCKING

07 62 00  - ALUM FASCIA

07 53 00  - RIGID ROOF INSULATION

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - ROOF AIR-VAPOR BARRIER

07 53 00  - DECK SHEATHING

07 25 00  - TRANSITION MEMBRANE

09 21 16  - EXPANSION

09 21 16  - CORNER BEAD

05 40 00  - CFMF STUD

05 40 00  - CLIPS

05 40 00  - CFMF 6" STUD

06 10 54  - ISOLATION STRIP

07 53 00  - MEMBRANE
ROOF-ADHERED

07 53 00  - RIGID ROOF INSULATION

07 53 00  - DECK SHEATHING

07 53 00  - ROOF AIR-VAPOR
BARRIER

4"

07 62 00  - ALUM CLEAT

07 90 05  - SEALANT 08 63 00  - FRAMED SKYLIGHT

07 62 00  - ALUM FASCIA

E-A7

4 
1/

2"

06 10 54  - PT  WD BLOCKING 5 1/2" 11 1/2"

5 3/4" 1' - 0"

08 63 00  - SKYLIGHT FLASHING

07 90 05  - SEALANT

07 62 00  - ALUM CLEAT

05 40 00  - CFMF STUD

05 12 00  - STL  TUBE (S)

05 12 00  - STL  CHANNEL (S)

07 21 19  - FOAMED-IN PLACE
INSULATION

ROOF
30' - 8"

08 63 00  - FRAMED SKYLIGHT

07 62 00  - ALUM
FLASHING

07 53 00  - ROOF
AIR-VAPOR BARRIER

05 40 00  - GYP
SHEATHING

07 53 00  - RIGID
ROOF INSULATION

07 53 00  - MEMBRANE
ROOF-ADHERED

09 21 16  - CORNER BEAD

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

*NOTE: PAD OUT CURB TO
ALIGN WITH INTERIOR SOFFIT

E.O.D.

1' - 3"

06 10 54  - ISOLATION STRIP

06 10 54  - FR WD BLOCKING

09 21 16  - CORNER BEAD

09 51 00  - PERIMETER MOLDING

08 43 13  - ALUM STOREFRONT FRAMING

M
IN

.

6"

07 53 00  - MASTIC
(FULL BED)

LOW ROOF
24' - 0"

C-C C-C1

10' - 10 3/4"

1'
 -

 1
0"

±
 5

' -
 4

"

11' - 1 1/2"

2 1/2" / 12"
A3.50

H1

SIM

A3.50

C1

SIM
H6

A3.50

SIM
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 1/2" = 1'-0"A3.50

J10 SKYLIGHT SECTION @ CENTRAL SPINE
 1/2" = 1'-0"A3.50

J6 SKYLIGHT SECTION @ AGORA STAIRS

 1/2" = 1'-0"A3.50

H10 SKYLIGHT SECTION @ ARTS & COMMUNICATION

 1/2" = 1'-0"A3.50

E10 SKYLIGHT SECTION @ BUSINESS MANAGEMENT

 1/2" = 1'-0"A3.50

C10 SKYLIGHT SECTION @ HEALTH & HUMAN SERVICES

 3" = 1'-0"A3.50

H1 TYP. SKYLIGHT SILL DETAIL

 3" = 1'-0"A3.50

C1 TYP. SKYLIGHT HEAD DETAIL

 3" = 1'-0"A3.50

H6 TYP. SKYLIGHT JAMB DETAIL

 1/2" = 1'-0"A3.50

J1 SKYLIGHT SECTION @ SCIENCE AND TECHNOLOGY

NO. DESCRIPTION DATE



ROOF
30' - 8"

07 62 00  - ALUM FLASHING

SEE RCPS FOR CEILING LOCATION

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

*NOTE: PAD OUT CURB TO
ALIGN WITH INTERIOR SOFFIT

M
IN

.

4"

08 63 00  - FRAMED SKYLIGHT

1'
 -

 0
"

07 53 00  - MASTIC (FULL BED)

ROOF
30' - 8"

2'
 -

 1
1 

1/
8"

9' - 3"

8' - 0"

A3.51

J11

T.O. BRICK
24' - 5 3/8"

06 10 54  - PT  WD BLOCKING

08 62 23  - TUBULAR SKYLIGHT

07 21 19  - FOAMED-IN PLACE INSULATION

06 10 54  - PT  WD BLOCKING

07 53 00  - FLEXIBLE FLASHING

07 90 05  - SEALANT

07 25 00  - TRANSITION MEMBRANE

07 90 05  - SEALANT

A-F

6 3/4"

07 53 00  - MEMBRANE ROOF-ADHERED

06 10 54  - PT  WD BLOCKING

06 10 54  - THRU BOLT TO STRUCTURE

06 10 54  - PT PLYWOOD - 3/4"

06 10 54  - ISOLATION STRIP

05 12 00  - STL  ANGLE (S)

07 62 00  - ALUM CLEAT

07 62 00  - ALUM FASCIA

05 12 00  - STL  BEAM (S)

07 21 00  - THERMAL BATT INSUL

05 40 00  - GYP SHEATHING

07 53 00  - RIGID ROOF INSULATION

07 53 00  - MEMBRANE ROOF-ADHERED

05 40 00  - CFMF 6" STUD

06 10 54  - FR PLYWOOD

06 10 54  - FR WD BLOCKING

08 63 00  - FRAMED SKYLIGHT

07 62 00  - ALUM FLASHING

06 10 54  - THRU BOLT TO STRUCTURE

09 21 16  - EDGE BEAD

07 90 05  - SEALANT

09 21 16  - GYPSUM BD-5/8"

05 40 00  - CFMF 6" STUD

09 21 16  - GYPSUM BD TYPE X - 5/8"09 21 16  - GYPSUM BD TYPE X - 5/8"

07 53 00  - DECK SHEATHING

05 12 00  - STL  TUBE (S)

05 12 00  - STL  CHANNEL (S)

ROOF
30' - 8"

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - RIGID ROOF INSULATION

05 31 00  - METAL ROOF DECK (S)

05 40 00  - CFMF ANGLE

06 10 54  - PT PLYWOOD

06 10 54  - PT  WD BLOCKING

06 10 54  - THRU BOLT TO STRUCTURE

06 10 54  - ISOLATION STRIP

06 10 54  - PT  WD BLOCKING

05 40 00  - CFMF 8" STUD

05 40 00  - CFMF 6" STUD

05 40 00  - GYP SHEATHING

07 53 00  - RIGID ROOF INSULATION

07 53 00  - MEMBRANE ROOF-ADHERED

07 53 00  - ROOF AIR-VAPOR BARRIER

09 21 16  - GYPSUM BD TYPE X - 5/8"
((2) LAYERS)

07 84 00  - FIRESTOP

07 62 00  - ALUM FASCIA

07 53 00  - FLEXIBLE FLASHING

ROOF
30' - 8"

C-5
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 3" = 1'-0"A3.51

J11 TYP. PYRAMID SKYLIGHT SILL DETAIL
 1/2" = 1'-0"A3.51

J8 TYP. PYRAMID SKYLIGHT SECTION

 3" = 1'-0"A3.51

H8 TYP. SOLAR TUBE SECTION

 3" = 1'-0"A3.51

J4 SKYLIGHT SECTION @ CENTRAL SPINE - Callout 1
 3" = 1'-0"A3.51

J1 Detail 5

 1 1/2" = 1'-0"A3.51

C8 BUILDING SECTION - STEM PATHWAY SKYLIGHT

NO. DESCRIPTION DATE



CTE

ADMINISTRATION
A110

MAIN

ENTRY
A100

EWA-2A

S17

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

06 10 54  - FR PLYWOOD
05 40 00  - GYP SHEATHING

05 40 00  - CFMF 6" STUD

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

06 10 54  - FR PLYWOOD
05 40 00  - CFMF 3-5/8" STUD

07 42 13  - GIRT SYSTEM

A-F1

S42

A3.60

D5

08 44 13  - ALUM ENTRANCE DOOR

2' - 0"
11"

1' - 1"

A3.60

B9

S16

04 20 00  - BULLNOSE CMU

04 20 00  - BULLNOSE CMU
07 84 00  - FIRESTOP

07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

05 40 00  - GYP SHEATHING

05 40 00  - CFMF 8" STUD

F4

A3.33

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)
05 40 00  - GYP SHEATHING

05 40 00  - CFMF 6" STUD
06 10 54  - FR PLYWOOD

07 25 00  - WEATHER BARRIER
SYSTEM #2

A-E A-D9

MAIN

ENTRY
A100

MAIN

ADMIN

RECEPTION
A101

S12

EWA-2A

04 20 00  - MASONRY VENEER
ANCHOR

09 21 16  - EDGE BEAD
07 90 05  - SEALANT

08 44 13  - CURTAINWALL FRAMING

A3.60

J9

A3.60

H9

08 43 13  - ALUM BREAKMETAL TRIM

08 43 13  - ALUM ENTRANCE DOOR

E-A

E-9

6 1/2"

S15

AP

TRUANT
A103

8"

F5

F5

04 20 00  - MASONRY
VENEER ANCHOR

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 12 00  - STL  COLUMN (S)

A3.62

E13

SIM

EWA-2A

1'
 -

 8
 1

/8
"

E-A

E-8

E-7.9

CLASSROOM
E121

S47

F5

F5

6 1/2"7"

5"
7 

3/
8"

183 SF
PRINCIPAL

A109

1007

07 95 13  - EXPANSION JOINT - TYPE 1

07 25 00  - TRANSITION MEMBRANE

BY EXPANSION JOINT MANUF.

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

09 21 16  - CORNER BEAD

04 20 00  - MASONRY VENEER
ANCHOR

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

07 90 05  - COMPRESSIBLE FILLER

A3.62

E13

SIM

EWA-2B

05 40 00  - CLIPS

E-A

E-6

F5

F5

CLASSROOM
E123A

CLASSROOM
E123B

07 42 13  - MCM PANELS

08 44 13  - CURTAINWALL FRAMING

6 
3/

8"
6 

3/
8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

07 21 00  - ACOUSTIC BATT INSUL

10 22 26.33  - FOLDING PANEL
PARTITION

09 21 16  - CORNER BEAD

07 21 00  - ACOUSTIC BATT INSUL

07 84 00  - FIBER FIRESTOPPING
INSUL

07 90 05  - SEALANT

07 90 05  - SEALANT

E-A

E-1
F5

F5

CLASSROOM
E153

6"7"

7"
4 

1/
4"

04 20 00  - MASONRY VENEER ANCHOR
09 21 16  - CORNER BEAD

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

EWA-2A

EWA-2A

E-D9

F2

F2 F2
6 1/2"

6 1/2"09 21 16  - CORNER BEAD

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

EWA-5A

D-A

D-5.8

F2

F2

5 1/2" 6"

6"
6 

3/
8"

09 21 16  - CORNER BEAD

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

DRY

STORAGE
D131

06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP

11 1/2"

EWA-3

07 90 05  - SEALANT

EWA-3

C-E2

C-5

C-EB-3

EWA-4A

EWA-5A

F1

F3

F3

F3

7 
5/

8"
7 

5/
8"

7 5/8"

09 21 16  - CORNER BEAD

07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - MASONRY VENEER
ANCHOR

F3

2"

06 10 54  - ISOLATION STRIP
05 40 00  - CFMF 6" STUD

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - MTL STUDS-3 5/8"
06 10 54  - ISOLATION STRIP

05 12 00  - STL  COLUMN (S)

C-E1

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER

07 25 00  - TRANSITION MEMBRANE

EWA-2A

07 21 19  - FOAMED-IN PLACE
INSULATION

05 40 00  - CFMF 6" STUD

06 10 54  - FR WD BLOCKING

08 44 13  - SSG FRAME

MAIN

ENTRY
A100

S12

06 10 54  - FR WD BLOCKING
09 21 16  - CORNER BEAD
07 90 05  - SEALANT
08 51 13  - PLASTIC SHIM
08 43 13  - ALUM STOREFRONT
FRAMING

06 20 00  - PLAM FACED PANEL

08 44 13  - SSG FRAME

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER

06 10 54  - FR WD BLOCKING

07 25 00  -
TRANSITION
MEMBRANE

07 21 19  - FOAMED-IN PLACE
INSULATION

EWA-2A

07 90 05  - SEALANT & BACKER

08 44 13  - SSG FRAME

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT

06 10 54  - FR WD BLOCKING

07 25 00  -
TRANSITION
MEMBRANE

07 21 19  - FOAMED-IN PLACE
INSULATION
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 1 1/2" = 1'-0"A3.60

F5 EXTERIOR PLAN DETAIL- AREA A1- MAIN ENTRY NORTH

 1 1/2" = 1'-0"A3.60

J5 EXTERIOR PLAN DETAIL- AREA A1- MAIN ENTRY SOUTH

 1 1/2" = 1'-0"A3.60

C1 EXTERIOR PLAN DETAIL - AREA A1- TRUANT A103

 1 1/2" = 1'-0"A3.60

G1 EXTERIOR PLAN DETAIL- AREA A1 & E- EXPANSION JOINT

 1 1/2" = 1'-0"A3.60

J1 EXTERIOR PLAN DETAIL- AREA E- CURTAIL WALL/ FOLDING PARTITION DETAIL
 1 1/2" = 1'-0"A3.60

J11 EXTERIOR PLAN DETAIL- AREA E - EXTERIOR CORNER

 1 1/2" = 1'-0"A3.60

H11 TYPICAL COLUMN SURROUND @ METAL STUD BACKUP

 1 1/2" = 1'-0"A3.60

E11 TYPICAL CORNER COLUMN SURROUND @ CMU BLOCK BACKUP

 1 1/2" = 1'-0"A3.60

C11 CMU BLOCK BACKUP TO STUD BACK UP TRANSITION

 3" = 1'-0"A3.60

J9 CURTAINWALL JAMB DETAIL

 3" = 1'-0"A3.60

H9 RECEPTION WINDOW DETAIL

 3" = 1'-0"A3.60

D5 CURTAINWALL JAMB DETAIL

 3" = 1'-0"A3.60

B9 CURTAINWALL JAMB DETAIL @ ENTRY PIER

NO. DESCRIPTION DATE



CR

F

F

E-C

E-1
SECURED

ENTRY/

STAIR F
E154

F2M17

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

M15

EWA-5A

EWA-7

EWA-7 EWA-7

05 51 00  - STL  STRINGER -
CHANNEL

A3.61

D13

SIM

4 3/8" 7"

A3.63

H8

SIM

06 10 54  - ISOLATION STRIP06 10 54  - ISOLATION STRIP

H4

A3.33

SIM

E-B

E-1
SECURED

ENTRY/

STAIR F
E154

08 44 13  - SSG FRAME AT DOOR
07 90 05  - SEALANT & BACKER

04 20 00  - BULLNOSE CMU08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.07 25 00  - TRANSITION MEMBRANE

08 44 13  - ALUM ENTRANCE DOOR

03 30 00  - CONC  PAD

EWA-12A

05 51 00  - STL  STRINGER -
CHANNEL

E-D

E-2

FIREFIGHTING

SCIENCE
E140

CLASSROOM
E157

F3

M26

6 
1/

2"
1'

 -
 2

"

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - MASONRY VENEER
ANCHOR

05 40 00  - CFMF 6" STUD

EWA-5A

EWA-4A

04 20 00  - 6" CMU

06 10 54  - ISOLATION STRIP

E-D

E-85

S47

SECURE

ENTRY
A148

FACS/

FASHION

LAB
E104

6 5/8" 7"

2'
 -

 6
"

7"

EWA-8

EWA-8

EWA-5A

EWA-5A

F3

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD

04 20 00  - MASONRY VENEER
ANCHOR

09 21 16  - CORNER BEAD

06 10 54  - FR 2X WD FRAMING

08 44 13  - ALUM ENTRANCE DOOR

08 43 13  - ALUM STOREFRONT
FRAMING

07 90 05  - SEALANT & BACKER

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT

07 90 05  - SEALANT

03 30 00  - CONC  PAD

F3

E-H

E-75

STAIR A
A175

ENTRY 2
A171

08 44 13  - SSG FRAME

08 80 00  - IG-2 INSUL GLASS SPANDREL

M34

07 84 00  - FIBER FIRESTOPPING INSUL

8 5/8"

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 12 00  - STL  COLUMN (S)

08 44 13  - ALUM ENTRANCE DOOR

08 44 13  - SSG FRAME AT DOOR

07 84 00  - FIRESTOP07 84 00  - FIRESTOP

E-G

E-75

STAIR A
A175

EWA-4A

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

08 43 13  - ALUM BREAKMETAL TRIM

07 90 05  - SEALANT & BACKER

08 44 13  - SSG FRAME

1' - 9 3/4"

05 51 00  - STL  STRINGER -
CHANNEL

5 
3/

8"

08 44 13  - FOAMED-IN INSULATION

CUSTOM

08 43 13  - ALUM BREAKMETAL TRIM

07 84 00  - FIBER FIRESTOPPING INSUL

F-1

A-51

E-75

ENTRY 2
A171

SRO

OFFICE
F100

STORAGE
F102A

EWA-1

M20

M16

A3.61

E1

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

E-E

FIRE

INSTRUCTION
E142

TRAINING

STAIR
E141

A3.63

H8

SIM

A3.61

D13

SIM
H4

A3.33

SIM

EWA-4A

EWA-7

EWA-7

EWA-7

E-A

E-3

7"

F3

8 
5/

8"

M17

CLASSROOM
E152

STAIR E
E139

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - MASONRY VENEER
ANCHOR

4 
1/

2"

A3.64

F1

SIM

E-A

E-4

H4

A3.33

7"

4"

STAIR E
E139

ELEC
E127B

M17

EWA-2A

EWA-12A

EWA-7

EWA-7

EWA-7

M15

04 20 00  - MASONRY VENEER
ANCHOR

A3.61

D13

05 51 00  - STL  STRINGER - CHANNEL

06 10 54  - ISOLATION STRIP

04 20 00  - 8" CMU

04 20 00  - 6" CMU

S13

06 10 54  - ISOLATION STRIP

A3.63

H8

SIM

STAIR E
E139

M15

07 25 00  - TRANSITION MEMBRANE

07 90 05  - SEALANT & BACKER 08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT

08 44 13  - CURTAINWALL FRAMING

EWA-7

06 10 54  - ISOLATION STRIP
07 90 05  - SEALANT

08 43 13  - PERIMETER TRANSITION
SYSTEM

A-51

08 44 13  - SSG FRAME

07 90 05  - SEALANT & BACKER08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

06 10 54  - FR WD BLOCKING

06 10 54  - ISOLATION STRIP
07 90 05  - SEALANT

07 25 00  - TRANSITION MEMBRANE

07 90 05  - SEALANT & BACKER

EWA-1

D-B

D-65

S17

07 90 05  - SEALANT &
BACKER

07 21 19  - FOAMED-IN
PLACE INSULATION

08 44 13  - CURTAINWALL FRAMING
08 43 13  - ALUM STOREFRONT
FRAMING

09 21 16  - "L" TRIM .

(BOTH SIDES)
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 1 1/2" = 1'-0"A3.61

C7 EXTERIOR PLAN DETAIL- AREA E- STAIR F
 1 1/2" = 1'-0"A3.61

C4 EXTERIOR PLAN DETAIL- AREA E- STAIR F

 1 1/2" = 1'-0"A3.61

G10 EXTERIOR PLAN DETAIL- AREA E- INSIDE CORNER DETAIL @ CLASSROOM E157

 1 1/2" = 1'-0"A3.61

H4 EXTERIOR PLAN DETAIL- AREA A1- EARLY CHILDHOOD ENTRY

 1 1/2" = 1'-0"A3.61

J1 EXTERIOR PLAN DETAIL- AREA A1- STAIR A & GYM ENTRY
 1 1/2" = 1'-0"A3.61

J4 EXTERIOR PLAN DETAIL- AREA A1- STAIR A

 1 1/2" = 1'-0"A3.61

H1 EXTERIOR PLAN DETAIL- AREA A1- GYM ENTRY CURTAINWALL

 1 1/2" = 1'-0"A3.61

C1 EXTERIOR PLAN DETAIL- AREA E - TRAINING STAIR E141

 1 1/2" = 1'-0"A3.61

J10 EXTERIOR PLAN DETAIL- AREA E- STAIR E LEVEL 1

 1 1/2" = 1'-0"A3.61

D10 EXTERIOR PLAN DETAIL- AREA E- STAIR E LEVEL 1

 3" = 1'-0"A3.61

D13 TYP. STAIR CURTAIN WALL TRESPA DETAIL

 3" = 1'-0"A3.61

E1 CURTAINWALL JAMB DETAIL @ MAIN ENTRANCE

 1 1/2" = 1'-0"A3.61

J8 EXTERIOR PLAN DETAIL - AREA D - LEVEL 1 ROOM D117A and D117B

NO. DESCRIPTION DATE



DRB

CR

VESTIBULE
F119A

M15.S

M8

M8

08 43 13  - ALUM STOREFRONT
FRAMING

07 90 05  - SEALANT & BACKER

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

08 43 13  - ALUM ENTRANCE DOOR

03 30 00  - CONC  PAD

04 20 00  - ICB TYPE 8

04 20 00  - 4" CMU
04 20 00  - BULLNOSE CMU

SHOWER

ROOM
F135A

F-8

F-D

M20.S

WRESTLING/

MULTI-PURPOSE
F126

CORRIDOR
F128

A0.36

J1

Sim

EWA-3

B-A

B-81

S24

F2

BAND
B142

BAND

STORAGE
B142A

7" 5"

4 
1/

8"
10

 1
/2

"

F2

S24

EWA-5A
04 20 00  - MASONRY
VENEER ANCHOR

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD

08 11 13  - HM DOORFRAME

A-G

B12

STAIR B
B150

F2

F2

M17

1' - 7" 1/2"

10
 1

/2
"

KILN &

STOR.
B149

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 90 05  - SEALANT

09 21 16  - CORNER BEAD

04 20 00  - MASONRY VENEER
ANCHOR

07 21 00  - RIGID CAVITY WALL INSUL
BD

05 51 00  - STL  HANDRAIL - 1.66" O D
PIPE

05 51 00  - STL  GUARDRAIL - 1.9" O D
PIPE

05 51 00  - CONCRETE FILLED METAL
PAN

A3.62

F4

10"

06 10 54  - ISOLATION STRIP

EWA-2A

A-H9

B-6

GRAPHIC

COMM /

DIGITAL

DESIGN
B112

FINE

ART

STUDIO
B127

S47

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 90 05  - SEALANT

07 90 05  - SEALANT & BACKER
08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
08 43 13  - ALUM STOREFRONT
FRAMING

04 20 00  - ICB TYPE 8

06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP

A-H2

B-14 B-15

STAIR H
A155

CORRIDOR
B110

M17

F3

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

04 20 00  - 12" CMU

04 20 00  - BULLNOSE CMU

07 25 00  - TRANSITION MEMBRANE

08 40 13  - ALUM SNAP TRIM

07 90 05  - SEALANT

07 90 05  - SEALANT & BACKER

08 80 00  - IG-1 INSUL GLASS CLEAR

04 20 00  - SS VENT FLASHING (DRAINAGE SURFACE UP)

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

07 21 00  - FOAM INSULATION SEALANT

07 25 00  - WEATHER BARRIER SYSTEM #1

E-G

5 1/2"

F2

M17

F2

STAIR A
A175

5 5/8"

F2

ECE

KITCHEN
A143A

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD09 21 16  - CORNER BEAD

F2

EWA-4A

EWA-5A

F2

05 51 00  - STL  STRINGER - CHANNEL

E-D

E-8

E-7.9

HEALTH

OCCUPATIONS
E118

S47

F5

F5

F5

F5

4 
5/

8"

6 1/2"

6 1/2"

4 
1/

8"
6 

7/
8"

7"

07 95 13  - EXPANSION JOINT - TYPE 1

07 25 00  - TRANSITION MEMBRANE

07 90 05  - COMPRESSIBLE FILLER
BY EXPANSION JT. MANUF.

A3.62

E13

09 21 16  - CORNER BEAD

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

EWA-5A

EWA-5A

04 20 00  - MASONRY VENEER
ANCHOR

08 51 13  - PLASTIC SHIM
07 90 05  - SEALANT & BACKER

08 51 13  - ALUM WINDOW UNIT

06 10 54  - FR WD BLOCKING
09 21 16  - GYPSUM BD-5/8" 2 1/4"
05 40 00  - CFMF 6" STUD

08 51 13  - FOAMED-IN INSULATION

07 25 00  - TRANSITION MEMBRANE

A-G

EWA-2A
M17

06 10 54  - FR WD BLOCKING
06 10 54  - FR PLYWOOD

07 25 00  - TRANSITION MEMBRANE
08 44 13  - SSG FRAME08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.07 90 05  - SEALANT & BACKER

04 20 00  - 4" CMU

F-A

EWA-7

EWA-7

EWA-7

M8

M8

M15.S

08 43 13  - ALUM STOREFRONT
FRAMING

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER
06 10 54  - PT  WD BLOCKING

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)
07 42 13  - GIRT SYSTEM
04 20 00  - ICB TYPE 8

07 90 05  - SEALANT

07 90 05  - SEALANT

04 20 00  - 4" CMU

04 20 00  - BULLNOSE CMU

SHOWER

ROOM
F141A

VESTIBULE
F119A

07 25 00  - WEATHER BARRIER
SYSTEM #2
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 1 1/2" = 1'-0"A3.62

J6 EXTERIOR PLAN DETAIL- AREA F1-VESTIBULE F119A

 1 1/2" = 1'-0"A3.62

C7 LEVEL 1 - AREA F2 - CORRIDOR F128 ENTRANCE
 1 1/2" = 1'-0"A3.62

C4 EXTERIOR PLAN DETAIL- AREA B - COLUMN SURROUND

 1 1/2" = 1'-0"A3.62

G1 EXTERIOR PLAN DETAIL- AREA B- STAIR B B150

 1 1/2" = 1'-0"A3.62

C1 EXTERIOR PLAN DETAIL- AREA B-FINE ART STUDIO B127

 1 1/2" = 1'-0"A3.62

J1 EXTERIOR PLAN DETAIL- AREA A2- STAIR H

 3" = 1'-0"A3.62

C10 WINDOW DETAIL FOR CMU BACKUP WALL @ JAMB

 1 1/2" = 1'-0"A3.62

J10 EXTERIOR PLAN DETAIL- AREA A1- STAIR A PLAN

 1 1/2" = 1'-0"A3.62

G10 EXTERIOR PLAN DETAIL- AREA E - HEALTH OCCUPATIONS E118

 3" = 1'-0"A3.62

E13 TYPICAL ALUMINUM WINDOW JAMB @ STUD BACKUP

 3" = 1'-0"A3.62

F4 TYP. CURTAIN WALL JAMB DETAIL AT MASONRY

 1 1/2" = 1'-0"A3.62

G6 LEVEL 1 -AREA F1 - VESTIBULE F119A PIER DETAIL

NO. DESCRIPTION DATE



F

C-2

C-C1

WELDING

FABRICATION
C138

SCIENCE&

TECHNOLOGY-

1ST_LEVEL
C120

EWA-8

EWA-4A

M25

EWA-8

M15

08 44 13  - SSG FRAME08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.07 90 05  - SEALANT & BACKER

04 20 00  - BULLNOSE CMU

07 90 05  - SEALANT

03 30 00  - CONC  PAD

06 10 54  - ISOLATION STRIP

06 10 54  - PT  WD BLOCKING
07 25 00  - TRANSITION MEMBRANE

08 43 13  - ALUM ENTRANCE DOOR

C-E2C-E

A-H2

DISH

WASH
C102A

F2

M36

EWA-2A

05 12 00  - STL  COLUMN (S)

C-E1

CROSS BRACING
SEE STRUCT. DWGS.

07 84 00  - FIRESTOP

06 10 54  - ISOLATION STRIP

07 90 05  - SEALANT

08 43 13  - ALUM STOREFRONT FRAMING

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
07 90 05  - SEALANT & BACKER

08 43 13  - PERIMETER TRANSITION
SYSTEM
06 10 54  - FR WD BLOCKING
06 10 54  - FR PLYWOOD

EWA-5A

D-E

C-BD-78

CONSULT

/ DR

OFFICE
D106

OFFICE
C103

INCUBATOR
C101

07 25 00  - TRANSITION MEMBRANE

07 95 13  - EXPANSION JOINT - TYPE 2

EWA-2A

F5

F5

EWA-4A

M15

BY EXPANSION JOINT MANUF.

6 
5/

8"
7"

7 5/8" 1' - 5 3/8"

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED FIREPROOFING

09 21 16  - CORNER BEAD

04 20 00  - MASONRY VENEER ANCHOR

A0.48

J10

Sim

05 12 00  - STL  COLUMN (S)

07 95 13  - EXPANSION JOINT - TYPE 1

07 90 05  - COMPRESSIBLE FILLER

D-8

D-E

D-5.8

BUSINESS/

MATH
D122

STAIR D
D118

M17
F3

EWA-5A

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - MASONRY VENEER
ANCHOR

05 51 00  - STL  STRINGER -
CHANNEL

A3.64

F1

SIM

D-E
STAIR D

D118

FACS

CULINARY

LAB
D112

A3.61

D13

SIM

F2

F2

EWA-2A

EWA-7

EWA-7

EWA-7

M17

A3.63

H8

D-64

D-1

TRACTOR

INSTRUCTION
D150B

STAIR G
D148

M17

6" 9"

M2

M2

EWA-3

05 51 00  - STL  STRINGER - CHANNEL

A0.48

H4

Sim

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

1'
 -

 2
 1

/2
"

04 20 00  - CONTROL
JOINT, TYP.

04 20 00  - MASONRY
VENEER ANCHOR

D-C4

D-3

D-A1

SRO

OFFICE
D158A

7"8"

F5

F5

EWA-3

EWA-7

EWA-7

EWA-7

5"
6"

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED FIREPROOFING

08 51 13  - ALUM WINDOW UNIT
08 51 13  - PLASTIC SHIM

07 90 05  - SEALANT & BACKER
07 25 00  - TRANSITION MEMBRANE

06 10 54  - FR WD BLOCKING

07 90 05  - SEALANT
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

RETURN @ WINDOW

07 90 05  - SEALANT

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

06 10 54  - ISOLATION STRIP06 10 54  - ISOLATION STRIP

C-E2

C-7

C-E

SCIENCE

LAB-CHEM
C114

STAIR C
C122

F2

F2

M17

7"
5 

1/
2"

EWA-7

EWA-7

EWA-7

EWA-2A

7 1/2" 7"

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED FIREPROOFING

A0.48

J2

Sim

A3.61

D13

SIM

A3.63

H8

SIM

C-E1

C-6

C-E2C-E

STAIR C
C122

SCIENCE

LAB-PHYSICS
C124

F3

F2

M17

EWA-5A

7 5/8"

6 
1/

8"
6 

5/
8"

F3

A3.62

F4

SIM

08 44 13  - ALUM ENTRANCE DOOR

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

4"

04 20 00  - MASONRY VENEER
ANCHOR

C-E1

EWA-7

EWA-2A
07 90 05  - SEALANT

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP
04 20 00  - 8" CMU

05 40 00  - CFMF 2-1/2" STUD

WALL BACK UP MAY VARY. SEE PLAN

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

N

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

As indicated

2/
10

/2
01

6 
3:

56
:4

4 
P

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_c

hr
is

2r
ev

it(
R

ec
ov

er
y)

.r
vt

A3.63

12-067-00

02/11/2016

SB

EXTERIOR PLAN DETAILS

BID DOCUMENTS

SANFORD HIGH

SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1 1/2" = 1'-0"A3.63

J10 EXTERIOR PLAN DETAIL @ BUILDING C2 ENTRY

 1 1/2" = 1'-0"A3.63

D10 EXTERIOR PLAN DETAIL- AREA A2- DINING ENTRY CURTAINWALL
 1 1/2" = 1'-0"A3.63

D5 EXTERIOR PLAN DETAIL- AREA A2- EXPANSION JOINT @ INSIDE CORNER

 1 1/2" = 1'-0"A3.63

G8 EXTERIOR PLAN DETAIL- AREA D- STAIR D

 1 1/2" = 1'-0"A3.63

J5 EXTERIOR PLAN DETAIL- AREA D- STAIR D

 1 1/2" = 1'-0"A3.63

G5 EXTERIOR PLAN DETAIL- AREA D- STAIR G

 1 1/2" = 1'-0"A3.63

D1 EXTERIOR PLAN DETAIL- AREA D-

 1 1/2" = 1'-0"A3.63

G1 PLAN DETAIL @ STAIR C ENTRY

 1 1/2" = 1'-0"A3.63

J1 EXTERIOR PLAN DETAIL- AREA C1- STAIR C

 3" = 1'-0"A3.63

H8 TYPICAL TRESPA PIER DETAIL

NO. DESCRIPTION DATE



2D

2D

A-E

A-D9

E1

A3.40

A3.60

J9

SIM

EWA-2A

74
°

106°

9 5/8"

1' - 1 3/8"

A3.60

B9

SIM

S42

EWA-9

EWA-9

A3.60

B9

SIM

EWA-9

E-A

E-4

7"

4"

ELEC
E227B

STAIR E
E239

M17

S13

EWA-2A

10"

04 20 00  - 8" CMU
04 20 00  - 6" CMU

04 20 00  - 4" CMU

05 51 00  - STL  STRINGER - CHANNEL

05 51 00  - STL  GUARDRAIL - 1.9" O D PIPE
05 51 00  - STL  HANDRAIL - 1.66" O D  PIPE

A3.64

F1

E-A

E-3

STAIR E
E239

582 SF
CLASSROOM

E251

1308

F3

M17

11"

05 51 00  - STL  STRINGER -
CHANNEL

05 51 00  - STL  GUARDRAIL - 1.9" O D
PIPE

05 51 00  - STL  HANDRAIL - 1.66" O D
PIPE

EWA-2C

04 20 00  - 4" CMUA3.64

F1

SIM

E-B

E-1

354 SF
STAIR F

E254

0000

6"

10
"

A3.64

C3

E-C

E-1

STAIR F
E254 SMALL

GROUP
E255

M17 F3

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 51 00  - STL  STRINGER -
CHANNEL

05 51 00  - STL
GUARDRAIL - 1.9" O D
PIPE

04 20 00  - MASONRY VENEER
ANCHOR

EWA-2C

10
"

A3.64

C3

SIM

E-B

10
"

7 
5/

8"

3 
5/

8"

7/
8"

04 20 00  - 4" CMU
05 40 00  - GYP SHEATHING

05 40 00  - CFMF 2-1/2" STUD

06 10 54  - PT  WD BLOCKING

06 10 54  - PT PLYWOOD

06 10 54  - PT  WD
BLOCKING

07 25 00  -
TRANSITION
MEMBRANE

07 90 05  - SEALANT &
BACKER

08 44 13  - SSG FRAME

1'
 -

 5
"

EWA-12B

08 44 13  - SSG FRAME

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER

06 10 54  - PT  WD BLOCKING
06 10 54  - PT  WD BLOCKING
07 25 00  - TRANSITION MEMBRANE

EWA-12A

04 20 00  - 4" CMU

07 84 00  - FIRESTOP

10"

06 10 54  - PT  WD BLOCKING06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

07 25 00  - TRANSITION MEMBRANE

08 43 13  - ALUM STOREFRONT FRAMING

06 10 54  - ISOLATION STRIP

08 51 13  - PLASTIC SHIM

06 10 54  - FR WD BLOCKING

07 21 19  - FOAMED-IN PLACE INSULATION

3"

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

07 90 05  - SEALANT

09 21 16  - CORNER BEAD

05 40 00  - CFMF 6" STUD

09 21 16  - GYPSUM BD-5/8"

09 21 16  - EDGE BEAD

07 90 05  - SEALANT & BACKER

07 25 00  - WEATHER BARRIER SYSTEM #1

07 62 00  - ALUM FLASHING

07 62 00  - ALUM FLASHING

07 42 13  - MTL WALL PANEL TYPE 1

07 42 13  - GIRT SYSTEM

REFERENCE WALL SECTION FOR ASSEMBLIES

E-A

e-5.5

EWA-2A

9"

08 80 00  - IG-4 INSUL
ALUM GLAZING
PANEL

08 44 13  - MULLION
COVER TYPE 1

08 44 13  -
CURTAINWALL
FRAMING

08 44 13  - SSG FRAME

06 10 54  - FR WD
BLOCKING

07 25 00  -
TRANSITION
MEMBRANE

07 21 19  - FOAMED-IN
PLACE INSULATION

05 12 00  - STL  COLUMN (S)

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

FACE OF STUD

1' - 1"

FACE OF WALL

1' - 10"

A-F

B12

07 25 00  - TRANSITION MEMBRANE

08 44 13  - CURTAINWALL FRAMING

06 10 54  - ISOLATION STRIP

06 10 54  - FR WD BLOCKING

07 84 00  - SAFING INSUL

05 40 00  - CFMF 6" STUD

09 21 16  - EDGE BEAD

07 90 05  - SEALANT & BACKER

M17

EWA-11

.

09 21 16  - GYPSUM BD-5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS

05 12 00  - STL  COLUMN (S)

08 51 13  - PLASTIC SHIM

07 25 00  - WEATHER BARRIER SYSTEM #1

07 42 13  - MTL WALL PANEL TYPE 1

07 42 13  - GIRT SYSTEM

45° FINISHED CORNER

07 90 05  - SEALANT & BACKER

08 43 13  - ALUM STOREFRONT
FRAMING

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

04 20 00  - BULLNOSE CMU

07 90 05  - SEALANT &
BACKER

07 90 05  - SEALANT & BACKER

3"

04 20 00  - ICB (SEE ELEVATIONS
FOR TYPE)
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 1 1/2" = 1'-0"A3.64

J8 EXTERIOR PLAN DETAIL- AREA A1- LEVEL 2 MAIN ENTRANCE

 1 1/2" = 1'-0"A3.64

G1 EXTERIOR PLAN DETAIL- AREA E- STAIR E LEVEL 2

 1 1/2" = 1'-0"A3.64

J1 EXTERIOR PLAN DETAIL- AREA E- STAIR E LEVEL 2

 1 1/2" = 1'-0"A3.64

D1 EXTERIOR PLAN DETAIL- AREA E- STAIR F LEVEL 2
 1 1/2" = 1'-0"A3.64

D5 EXTERIOR PLAN DETAIL- AREA E- STAIR F LEVEL 2

 3" = 1'-0"A3.64

C3 CURTAINWALL JAMB DETAIL

 3" = 1'-0"A3.64

F1 CURTAINWALL JAMB DETAIL

 3" = 1'-0"A3.64

B8 TYP, EXTERIOR PLAN DETAIL - GLAZING AT MTL PANEL AND STUD BACKUP

 1 1/2" = 1'-0"A3.64

J5 EXTERIOR PLAN DETAIL- CURTAIN WALL AT CLASSROOMS

 3" = 1'-0"A3.64

F8 CURTAINWALL JAMB DETAIL AT MTL PANEL

 3" = 1'-0"A3.64

B12 TYPICAL PLAN DETAIL - GLAZING AT INSULATED BLOCK WALL

NO. DESCRIPTION DATE



F

E-G

E-75

EWA-13

05 51 00  - STL  STRINGER - CHANNEL

05 51 00  - STL  GUARDRAIL - 1.9" O D PIPE

05 51 00  - STL  HANDRAIL - 1.66" O D  PIPE

1' - 9"2' - 0"

4'
 -

 6
 1

/4
"

07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 1)

08 44 13  - SSG FRAME

08 44 13  - PLASTIC SHIM - FILL SPACE WITH LOW
EXPANSION FOAM, TYP.

07 90 05  - SEALANT & BACKER (BOTH SIDES)

A-E

B-7

M22

EWA-10

EWA-11

S12

F3

S12

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED FIREPROOFING

06 10 54  - FR WD BLOCKING

06 10 54  - ISOLATION STRIP

07 84 00  - SAFING INSUL

07 84 00  - FIRESTOP

A-H2

B-14 B-15

EWA-4A

M17

A3.61

D13

SIM

05 12 00  - STL  COLUMN (S)
07 81 23  -
INTUMESCENT
MASTIC
FIREPROOFING

D-B

D-3

BUSINESS

SERVICES
D243

EARTH

SCIENCE

CLASSROOM
D237

S17

F2

F2

7 7/8"

7"
7 

1/
2"

EWA-2A

10
"

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8" (X2)

A3.65

B3

D-B

D-38

DINING
D151

ENTRY

VESTIBULE
D140A

S12

S12

M15

1' - 9 3/4"5 7/8"

9 
1/

4"

F2

A3.65

B5

A3.65

E9

A3.65

C11

08 44 13  - CURTAINWALL FRAMING

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER
06 10 54  - FR WD BLOCKING

06 10 54  - FR PLYWOOD

07 25 00  - TRANSITION MEMBRANE

07 21 19  - FOAMED-IN PLACE
INSULATION

04 20 00  - GFCU TYPE 4

04 20 00  - GFCU TYPE 4

08 44 13  - SSG FRAME

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
07 90 05  - SEALANT & BACKER
07 25 00  - TRANSITION MEMBRANE
06 10 54  - FR WD BLOCKING
06 10 54  - FR PLYWOOD

05 40 00  - CFMF 3-5/8" STUD

05 40 00  - CFMF 6" STUD

05 40 00  - GYP SHEATHING
07 25 00  - WEATHER
BARRIER SYSTEM #1
07 21 00  - RIGID
EXTERIOR WALL
INSUL BD

07 21 19  - FOAMED-IN PLACE
INSULATION

M1504 20 00  - GFCU TYPE 4

08 43 13  - ALUM
STOREFRONT
FRAMING

07 90 05  - SEALANT &
BACKER

07 25 00  -
TRANSITION
MEMBRANE

05 40 00  - CFMF 3-5/8" STUD
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

06 10 54  - PT  WD BLOCKING

07 21 19  - FOAMED-IN
PLACE INSULATION

10
"

EWA-2A

06 10 54  - FR PLYWOOD
06 10 54  - FR WD BLOCKING
07 25 00  - TRANSITION MEMBRANE

08 44 13  - SSG FRAME
08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER

09 21 16  - GYPSUM BD-5/8" (X2)
06 10 54  - FR WD BLOCKING

09 21 16  - EDGE BEAD

08 43 13  - PERIMETER TRANSITION SYSTEM

F-1

08 43 13  - ALUM STOREFRONT FRAMING

08 51 13  - PLASTIC SHIM

A
LI

G
N

1/4"

7
/8
"

1/4"

7
/8
"

07 62 00  - ALUM FLASHING

07 42 13  - MTL WALL PANEL TYPE 1

07 42 13  - GIRT SYSTEM

REFERENCE WALL SECTION FOR ASSEMBLIES

04 20 00  - 12" CMU

04 20 00  - BULLNOSE CMU

07 25 00  - TRANSITION MEMBRANE

07 90 05  - SEALANT & BACKER

06 10 54  - PT  WD BLOCKING

06 10 54  - ISOLATION STRIP

07 21 00  - FOAM INSULATION SEALANT

07 25 00  - WEATHER BARRIER SYSTEM #1

3/4"

.

C-10

C-C

C-10.1
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 1 1/2" = 1'-0"A3.65

J11 LEVEL 2 - STAIR A PLAN - CURTAINWALL @ PIER PLAN DETAIL
 1 1/2" = 1'-0"A3.65

J1 EXTERIOR PLAN DETAIL- AREA B- BACKSTAGE AUDITORIUM LEVEL 2

 1 1/2" = 1'-0"A3.65

G1 EXTERIOR PLAN DETAIL- AREA  A2-STAIR H LEVEL 2

 1 1/2" = 1'-0"A3.65

D1 EXTERIOR PLAN DETAIL- AREA D- LEVEL 2

 1 1/2" = 1'-0"A3.65

E5 EXTERIOR PLAN DETAIL- AREA D- ENTRY VESTIBULE D140A
 1 1/2" = 1'-0"A3.65

E11 GREENHOUSE ENTRANCE PLAN DETAIL

 3" = 1'-0"A3.65

C11 GREENHOUSE ENTRY/ WINDOW DETAIL

 3" = 1'-0"A3.65

B5 CURTAINWALL JAMB DETAIL @ VESTIBULE D140A

 3" = 1'-0"A3.65

E9 STOREFRONT WINDOW JAMB @ DINING D151

 3" = 1'-0"A3.65

B3 SSG JAMB @ EARTH SCIENCE D237

 3" = 1'-0"A3.65

G5 TYPICAL EXTERIOR PLAN DETAIL- MTL PANL FACE ON MASONRY BACK

 1 1/2" = 1'-0"A3.65

J5 LEVEL 2 - AREA A2 - UPPER METAL PANEL @ ROOF DETAIL

NO. DESCRIPTION DATE



F

F

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E4
A4.10

__________J9
A4.10

__________ A-D9

A4.20

F7

A
LI

G
N

A-F1

P-8

A4.20

J12

SIM

10
' -

 7
"

A3.31

B11

SIM

A3.31

B11

SIM

OPP.
HAND

08 44 13  - CURTAINWALL FRAMING

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

J1
A4.11

__________ E4
A4.10

__________
J9

A4.10
__________ A-D9

J7

A1.71

B9

A0.45

A-F1

RETURN GUARD TO
WALL THIS END

A4.20

J9

SIM

A4.20

J6

G6

A5.33

SIM

D7

A4.20

OPEN TO BEYOND

OPEN TO BEYOND

SKYLIGHT BEYOND

A1.71

E4

SIM

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-1 J1
A4.10

__________

J5
A4.10

__________

A-15

ELEV LOBBY
COMM PANEL
FLUSH WITH PLP

A4.20

D10

07 81 23  -
INTUMESCENT
MASTIC
FIREPROOFINGTYP.

J12

A4.20

B9

A0.45

J9

A4.20

E1

A3.40

LV2

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

20
' -

 0
"

12
' -

 0
"

8'
 -

 0
"

16
' -

 0
"

14
' -

 0
"

20
' -

 0
"

12
' -

 0
"

24
' -

 0
"

12
' -

 0
"

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

9' - 1"3 1/8"3' - 9"2' - 1"3' - 0"3' - 8"

HM DOOR FRAME TO BE P-4

GWB BEHIND PLP TO
BE PAINTED P-4

10 14 24  - ALUMINUM
SIGNAGE

06 20 00  - PLAM
FACED PANELPLP-3 TYP

S16

09 65 00  - RESILIENT BASE
(RB-3. THIS WALL ONLY)

4' - 8 1/2" 1/2" 7' - 3 3/4" 1/2" 7' - 3 3/4" 2' - 11 1/8"

5'
 -

 9
"

4'
 -

 7
"

2'
 -

 3
 1

/2
"

1'
 -

 3
"

1'
 -

 3
 1

/2
"

5'
 -

 9
"

4'
 -

 6
"

1/
2"

2'
 -

 3
 1

/2
"

4"

3' - 11" 1/2" 7' - 4"

1/2" 2' - 7" 1/2"

LIGHTING, SEE ELEC
DRAWINGS

FIRE ALARM CONTROL
PANEL CENTER FLUSH
WITH PLP

PULL STATION

MIN
2 1/2"

MIN.
2 1/2"

A3.31

J11

SIM

04 20 00  - GFCU TYPE 5

08 80 00  - PLASTIC FILM

A3.31

G1

SIM OPP.
HAND.

A3.31

C1

SIM OPP.
HAND

08 44 13  -
CURTAINWALL
FRAMING

A-1J1
A4.10

__________ J5
A4.10

__________A-15

04 20 00  - GFCU TYPE 4

04 20 00  - GFCU TYPE 4

04 20 00  - GFCU TYPE 5

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

10
' -

 0
 3

/8
"

1'
 -

 4
"

11' - 7". 7' - 11"

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

8'
 -

 0
"

11
' -

 2
"

8'
 -

 0
"

11
' -

 2
"

12
' -

 0
"

12
' -

 0
"

23
' -

 0
"

12
' -

 0
"

16
' -

 0
"

24
' -

 0
"

8'
 -

 0
"

8'
 -

 0
"

16
' -

 8
"

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

26 00 00  - LIGHT FIXTURE (E)

A4.20

D10

SIM

RANDOM COLOR
PATTERNED CMU

4' - 3" 5' - 10" 4' - 3" 8" 3' - 4" 3' - 1" 4' - 11"

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

10 14 24  - INTERIOR SIGNAGE
(TECH SCHOOL LOGO)

EQ

1' - 6"

EQ

4'
 -

 0
"

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

RECESSED WALL FIXTURES ALIGN
WITH CEILING MOUNTED FIXTURES

5' - 2" 1/4" 7' - 5 1/2" 1/4" 1' - 8"

2'
 -

 0
"

SEE WALL TYPE FOR THICKNESS

A3.31

J11

SIM OPP.
HAND

A3.31

C1

SIM

A-1

J1
A3.10

__________

C8
A2.21

__________

IC1

IC3

J1
A4.11

__________

J1
A4.10

__________ J5
A4.10

__________

E4
A4.10

__________

J9
A4.10

__________

1S1

A-D9

A-15

A0.45

B9

208 SF

MAIN

ADMIN

RECEPTION

A101

1001-1006

A100A

A100B

A100C

A100D

A100E

A100F A100L

A100K

A100J

A100I

A100H

A110A A110B

A101A

A-F1

A3.60

F5

SIM

A3.60

J5

SIM

1S1

9" 3' - 4"

4' - 5 1/2" 12' - 9 1/2"

7"

M36M36

3' - 5" 3' - 0" 5' - 8" 2' - 8" 3' - 4" 5' - 0"

A100G

S12

S21

S21

A8.52

F4

1'
 -

 5
"

22
' -

 0
 5

/8
" 

V
IF

11
 1

/2
"

4' - 6"1' - 3"3' - 4 1/2"1' - 5 1/2"3' - 4"2' - 4"5' - 8"3' - 0"1' - 5 1/2"

1' - 11 1/2"

VARIES

11
"

10
 1

/2
"

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

CONSTRUCTION SIM TO F5/A3.60
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 1/4" = 1'-0"A4.10

J1 SECTION - MAIN ENTRY WEST
 1/4" = 1'-0"A4.10

J5 SECTION - MAIN ENTRY EAST

 1/4" = 1'-0"A4.10

E4 SECTION - MAIN ENTRY SOUTH

 1/4" = 1'-0"A4.10

J9 SECTION - MAIN ENTRY NORTH

A4.10

E1 PERSPECTIVE - MAIN ENTRY VESTIBULE
 1/4" = 1'-0"A4.10

E10 PLAN - MAIN ENTRY

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-4A-3A-2
E1

A4.11
__________ E9

A4.11
__________

J5
A4.10

__________

J10
A3.50

__________ A-44A-15

A4.20

D7

A1.71

C10

A1.71

C12

38' - 0" 32' - 6"

90' - 7"

A3.50

H6
SIM

A3.50

H6
SIM

A5.33

G6
SIM

OPEN TO
BEYOND OPEN TO

BEYOND

OPEN TO
BEYOND

*NOTE: SEE SHEET A0.45 FOR
CURTAIN WALL DETAILS AND
PLASTIC FILM PATTERN, TYP.

G6
A5.33

SIM

A1.71

C10
SIM

5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 7 1/8"7" 5' - 8" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 8" 7" 7" 5' - 0" 5' - 0" 5' - 0"

5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 0" 5' - 7 1/8" 1' - 9" 4' - 0"
EQ EQ

4' - 0"
EQ EQ

4' - 0"
EQ EQ

4' - 0"
EQ EQ

4' - 0"
EQ EQ

4' - 0" 1' - 9" 1' - 1" 4' - 0"
EQ EQ

4' - 0"
EQ EQ

4' - 0"

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

4'
 -

 1
0"

6"
8'

 -
 0

"

14' - 0" 3' - 7"

OPEN TO
BEYOND

MAIN
COMMONS

A120

MAIN
COMMONS

A220

A1.71

C12
SIM

J1
A5.33

LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1 LV1

05 51 00  - STL
HANDRAIL - 1.66" O D
PIPE

05 51 00  - TUBULAR END STRINGER

05 51 00  - TUBULAR CONTINUOUS
STAIR SUPPORT

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-FA-G A-EA-E4A-G1

12' - 1 1/4"

13' - 0"

A1.70

C1

A4.22

J9

A4.22

J1

A4.22

D10

A1.70

J1

A3.50

J10
Sim

OPEN TO
BEYOND

OPEN TO
BEYOND

OPEN TO
BEYOND

A5.33

G6
SIM

G6
A5.33

SIM

D1
A1.74

F8
A4.35

*NOTE: SEE SHEET A0.45 FOR
CURTAIN WALL DETAILS AND
PLASTIC FILM PATTERN, TYP.

*NOTE: SEE SHEET A0.45 FOR
CURTAIN WALL DETAILS AND
PLASTIC FILM PATTERN, TYP.

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING
07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

MAIN
COMMONS

A120

MAIN
COMMONS

A220

LIBRARY

A122A

B7
A0.45

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-FA-G A-EA-E4

A1.70

G12

A4.22

J4

A4.22

D5

A3.50

J10
Sim

A4.22

J1
SIM

A4.22

J1
SIM

A4.22

D10
SIM

A4.22

J9
SIM

F11
A1.73

OPEN TO
BEYOND

OPEN TO
BEYOND

OPEN TO
BEYOND

A5.33

G6

A5.33

J6
SIM

D1
A1.74

*NOTE: SEE SHEET A0.45 FOR
CURTAIN WALL DETAILS AND
PLASTIC FILM PATTERN, TYP.

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING
07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

DINING

A151

MAIN
COMMONS

A120

LIBRARY

A122A

FACULTY
TRAINING

A228

B7
A0.45

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A4.22

J1
SIM

A4.22

D10
SIM

A5.33

G6
SIM

A1.71

J4
SIM
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 1/4" = 1'-0"A4.11

J1 SECTION - CENTRAL SPINE SKYLIGHT

 1/4" = 1'-0"A4.11

E1 SECTION - CENTRAL SPINE SKYLIGHT
 1/4" = 1'-0"A4.11

E9 SECTION - CENTRAL SPINE SKYLIGHT
 1/4" = 1'-0"A4.11

E7 SECTION - CAFE

P-1

*NOTE: SEE SHEET
A0.45 FOR CURTAIN
WALL DETAILS AND
PLASTIC FILM
PATTERN, TYP.

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-FA-G A-EA-E4

J1
A4.12

__________

A5.33

G6
SIM

A3.50

H1
SIMA3.50

C1
SIM J11

A4.24

SIM

OPEN TO
BEYOND

OPEN TO
BEYOND

LIGHTING FIXTURES TO
ALIGN WITH JOINTS IN
WALL PANELS

A1.74

G5
J8

A5.35

09 54 23  - METAL WALL PANELS

06 20 00  - HARDWOOD-STAINED
TO MATCH 09 54 23 METAL
WALL PANEL

ALIGN WITH CEILING
PANELS

J1
A5.35

10
' -

 8
"

07 81 00  - SPRAY APPLIED
FIREPROOFING

2'
 -

 0
"

4'
 -

 0
"

4'
 -

 0
"

8"

9'
 -

 0
"

5'
 -

 0
"

7'
 -

 0
"

16' - 0 1/2"

TYP

2' - 0"

VIF

1' - 8"

COORDINATE DIMENSION
WITH LIGHT FIXTURE

04 20 00  - GFCU TYPE 5

SEE WALL TYPE FOR
THICKNESS

09 65 00  - RESILIENT BASE
(RB-1)

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-8A-7 B-4
E9

A4.12
__________J6

A3.50
__________

B-2 B-3

J9
A1.71

G1
A5.35

G6
A5.35

A4.24

J11

A3.50

H6
SIM

F1
A4.20

G6
A5.33

SIM

MAIN
COMMONS

A220

CUSTODIAL

A191

ELEC

A193

CUSTODIAL

B222A

WOMEN

B126

07 81 00  - SPRAY APPLIED
FIREPROOFING

52' - 6" CLEAR

6" 4' - 0" 6" 6" 4' - 0" 6" 6" 4' - 0" 6" 6" 4' - 0" 6" 6" 4' - 0" 6" 6" 4' - 0" 6" 6" 4' - 0" 6" 6"1' - 0" 3' - 0" 6" 6" 4' - 0" 6"

DECK AND STRUCTURE

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-EJ1
A4.12

__________

A5.33

G4
SIM

P-7

P-8

P-7

P-7

A-D8

MAIN
COMMONS

A120

MAIN
COMMONS

A220

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-5A-8 A-7 A-6
E9

A4.12
__________ J12

A4.12
__________B-2 A-51

J1
A5.35

A5.33

G6
SIM

PROVIDED BY OWNERS'
CONSULTANT

A/V CONTROLS. COORDINATE
WITH OWNER'S CONSULTANT

A/V CONTROLS. COORDINATE
WITH OWNER'S CONSULTANT

07 81 00  - SPRAY APPLIED
FIREPROOFING

NOTE: CMU UNDERNEATH STAIRS
IS NOT RANDOM PATTERNED

RANDOM PATTERNED CMU

G4
A5.33

LV3

CUSTODIAL

A191

BUILDING
STORAGE

A192

MAIN
COMMONS

A220

AGORA /
OPEN

STEPPED
AREA

A121A

MAIN
COMMONS

A120

MAIN
COMMONS

A220

09 64 29  - WD STRIP FLOORING

10 14 24  - ALUMINUM SIGNAGE
2' - 0"

2'
 -

 8
"

3/4" X 1"  WOOD BASE AT STEPPED
FLOOR TO MATCH FLOORING (WD-1)

06 20 00  - HARDWOOD-STAINED

4' - 0"

04 20 00  - GFCU TYPE 5
SEE WALL TYPE FOR
THICKNESS

DROP DOWN PROJECTOR
PROVIDED BY OWNERS'
CONSULTANT

11 52 13 - PROJECTION SCREEN
11 52 13 - PROJECTOR
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 1/4" = 1'-0"A4.12

E9 SECTION - AGORA SKYLIGHT

 1/4" = 1'-0"A4.12

E1 SECTION - AGORA SKYLIGHT

 1/4" = 1'-0"A4.12

J12 SECTION - AGORA END
 1/4" = 1'-0"A4.12

J1 SECTION - OPEN STEPPED PRESENTATION AREA

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

CATWALK, SEE
STRUCTURAL DRAWINGS

A-9 A-8 A-7 A-6A-10A-11

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

A-81 A-65 Z-1Z-3Z-5

COORDINATE WITH OWNERS THEATER
EQUIPMENT CONSULTANT (HIGH OUTPUT)

AUDITORIUM

STAGE /

BACK

STAGE

A183

MAIN

AUDITORIUM

A181

IT

WORKROOM

A182A

NOTE: REFER TO SHEET A6.01 FOR
INTERIOR WALL FINISHES AND
DIMENSIONS.

PLESE REFER TO RCP FOR MORE
CEILING INFORMATION

9' - 4 5/8"

13' - 0 5/8"

6' - 11 3/8"

10' - 2 1/2"

16' - 11"

5'
 -

 5
 1

/4
"

7'
 -

 0
 5

/8
"

11' - 0 3/4"

7'
 -

 8
 7

/8
"

09 54 23  - METAL
PANEL CEILING
SUSPENSION
SYSTEM

09 54 23  - METAL
PANEL CEILING
SUSPENSION
SYSTEM

09 54 23  - METAL
PANEL CEILING
SUSPENSION
SYSTEM

09 54 23  - METAL
PANEL CEILING
SUSPENSION
SYSTEM

09 54 23  - METAL
PANEL CEILING
SUSPENSION
SYSTEM

09 54 23  - METAL PANEL CEILING
SUSPENSION SYSTEM

05 51 13  - GUARDRAIL

? ?

VARYING HEIGHT LIGHT
FIXTURES - BOTTOM OF FIXTURE
2" BELOW ADJACENT CEILING

FIXED HEIGHT LIGHT FIXTURES

07 81 00  - SPRAY APPLIED
FIREPROOFING

14' - 2"

6' - 8"

6" /
 12"

A.F.F.6' - 8"

TYPE GWB 5

17' - 7 3/4"

23' - 1"

157.38° 22' - 0 3/4"

29' - 8 5/8"

21' - 3 3/8"

28' - 4"

09 21 16 -  MTL STUDS 8".  SUSPEND FROM
ROOF STRUCTURE, BRACE AS SHOWN

05 51 00  - STL
GUARDRAIL - 1.9" O D
PIPE

J9

A4.13

SIM

3'
 -

 6
"

J12

A4.13

SIM

J5

A4.13

SIM

J9

A4.13

SIM

LEVEL 2
15' - 4"

Z-A

4"

1/2"

2"

8"

9 1/2"
3'

 -
 6

".

2"
1 

1/
2"

1"
1'

 -
 7

 1
/2

"

BASE AS SCHEDULE

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

07 84 00  - FIBER
FIRESTOPPING INSUL

05 12 00  - STL  BENT
PLATE(S)

07 84 00  - FIRESTOP

S27

F2

EASED EDGES

SHIM AS REQUIRED

09 21 16  - WALL REVEAL

06 20 00  - HARDWOOD-STAINED

05 51 13  - STL RAIL 1"X2"

05 51 13  - STL PLATE

05 51 00  - STL MESH

05 51 13  - WD GUARDRAIL CAP

05 51 13  - STL PLATE

05 51 13  - STL TUBE 1 1/2"X2"

1/4"X1"

05 51 13  - STL RAIL 1"X2"

05 51 13  - STL POST 1"X2"

1/4"X1"

LEVEL 2
15' - 4"

Z-28

2'
 -

 2
"

1 
1/

2"
1"

1'
 -

 7
 1

/2
"

2"
1 

1/
2"

05 51 13  - WD GUARDRAIL CAP

HIGHER GUARD AT WALKWAY
BEYOND

05 51 13  - STL POST 2"

05 51 13  - STL PLATE

05 51 00  - STL MESH

06 20 00  - HARDWOOD-STAINED

9 1/2"

EASED EDGES

SHIM AS REQUIRED

PLAM PANELS AND
WOOD CAPPED
SLOPED WALL BEYOND

09 21 16  - WALL
REVEAL

05 12 00  - STL  BENT PLATE(S)

05 51 13  - STL RAIL 1"X2"

3'
 -

 6
"

5 1/2"1/2"

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

06 20 00  - HARDWOOD-STAINED

06 20 00  - INTERLOCKING WALL CLEATS

06 20 00  - PLAM FACED PANEL

1 
1/

2"
1/

4"

(PLP-3)

09 21 16  - GYPSUM BD
TO BE PAINTED P-13
(BOTH SIDES)

9 1/2"

EASED EDGES
1 1/2"

2"

09 21 16  - MTL STUDS-6"

SLOPING TOP

8"

ON BLOCKING, TYP.

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

05 12 00  - STL  BENT PLATE(S)

03 30 00  - CONC  SLAB-ON-DECK (S)

V
A

R
IE

S
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 1/4" = 1'-0"A4.13

E1 SECTION THROUGH AUDITORIUM

 1 1/2" = 1'-0"A4.13

J5 UPPER AUDITORIUM TRANSITION
 1 1/2" = 1'-0"A4.13

J9 UPPER AUDITORIUM RAILING DETAIL
 1 1/2" = 1'-0"A4.13

J12 SLOPED WALL AT AUDITORIUM

NO. DESCRIPTION DATE



F-E

A-5

A-6

E-H
A-51

E-85

Z-6

Z-7

Z-J

Z-H

Z-1

J5
A4.14

__________

A4.32

J4

J12
A0.31

A4.32

G4

A4.33

H7

A188

A188A

A181C

A181D

A187

LIGHT
LOCK

A188

STORAGE
/ COAT

A187

CORRIDOR

A170

CONCESSIONS
/ CAFÉ

A178 S27

S27

S27

M34

S26

M15.S
M15.S

M15.S

SOFFIT OVERHEAD

A0.31

C12
SIM

S43

75
°

1' - 
11"

6' - 
7"

3"

5 1/2"

2' - 
4 1

/2"

6' - 
3 5

/8"

5' - 
0 1

/2"

1' - 
2"

10
5°

75°

6' - 7
 7/8"

13' - 0
 3/8"

5"

1' - 7
"

13' - 0
"

105°

6'
 -

 5
"

8"
8"

5"

4"8 5/8"

3' - 0
 3/4"

6' - 4
 1/8"

16' - 1
 3/8"

6' - 1 3/4"

19' - 3"

1' - 3 3/4"

1' - 
2 1

/8"

5"

5"

155°

105°

4 1/4"

5' - 2 1/2"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

PT-2
09 30 00  - PORCELAIN WALL TILE

HW DOOR STAINED TO MATCH PLAM-2

2' - 0"

2'
 -

 0
"

04 20 00  - GFCU TYPE 5

SEE WALL TYPE FOR THICKNESS

5' - 0 7/8"

OFCI
30-2

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-H
J5

A4.14
__________

J4
A4.32

3'
 -

 6
"

1/
2"

3'
 -

 6
"

1/
2"1'

 -
 1

1 
1/

2"
8'

 -
 0

"

1/
2"

1'
 -

 1
1 

1/
2"

1/
2"

1'
 -

 1
1 

1/
2"

2' - 0" 11' - 6" 1' - 11 5/8"

J3
A4.20

F5
A1.70

11' - 6"

2'
 -

 0
 1

/8
"

5 
7/

8"

11
"

2' - 8 7/8" 1/2" 12' - 0" 1/2" 2' - 8 7/8"

F5
A1.70

SIM

09 30 00  - PORCELAIN WALL TILE
(PT-3)

09 21 16  - WALL REVEAL (TYP)

09 30 00  - ALUM WALL CORNER
EDGING (TRIM-1)

09 30 00  - PORCELAIN TILE BASE
(PTB-3)

NOTE: TRIM-1 TO BE USED AT ALL TILE-TILE
OUTSIDE CORNERS.

10 14 24  - ALUMINUM SIGNAGE

2' - 0"

08 33 26  - COILING GRILLE

09 30 00  - ALUM WALL CORNER
EDGING (TRIM-1)

2' - 0"

2'
 -

 0
"

04 20 00  - GFCU TYPE 5

SEE WALL TYPE FOR THICKNESS

09 21 16  - WALL REVEAL

(TYP)

04 20 00  - GFCU TYPE 5

IS25

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

J8
A4.14

__________

E-85

A1.70

F5
SIM

04 20 00  - GFCU TYPE 5
CONTINUE AROUND
COLUMN ENCLOSURE
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A4.14

E1 PERSPECTIVE - AUDITORIUM ENTRY
 1/4" = 1'-0"A4.14

E7 PLAN - AUDITORIUM ENTRY

 1/4" = 1'-0"A4.14

J1 SECTION - AUDITORIUM ENTRY
 1/4" = 1'-0"A4.14

J8 SECTION - STAIR A & AUDITORIUM ENTRY
 1/4" = 1'-0"A4.14

J5 SECTION - CORRIDOR A170
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F

F

F

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-75 E-77
J1

A4.15
__________

A4.20

F10

SIM

A1.74

D5

SIM

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

RANDOM PATTERNED
CMU

08 43 13  - ALUM
STOREFRONT
FRAMING

04 20 00  - GFCU TYPE 5

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

F-D

G1

A3.40
A4.20

F10

SIM

20

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)
07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)
07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

08 43 13  - ALUM STOREFRONT
FRAMING

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

F-1
A-5

F-D

IS31

IS16

J8
A4.15

__________

J11
A4.15

__________

E-G E-H

E-75

E-77

J1
A4.15

__________

A4.32

G8

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

A171H A171I A171J A171K A171L A171M A171N

A171AA171BA171CA171DA171EA171FA171GA175BA175A

5' - 11" 5' - 6" 5' - 6" 3' - 2" 4' - 2" 3' - 2" 4' - 2" 3' - 2" 4' - 3" 5' - 0"

5'
 -

 0
"

ENTRY 2

A171

STAIR A

A175

CORRIDOR

A170

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

M34

M20.S

M20

03 30 00  - CONTROL JOINT

TYPICAL

31 23 15  - CRUSHED STONE  (C)
DRAIN (C) (SLOPE CONCRETE TO DRAIN)

1' - 8
"

9' - 2 7/8"

1' - 7 1/2"

30' - 4"1' - 8 1/4"12' - 10 1/8"1' - 9 3/4"

1'
 -

 1
"

8'
 -

 1
1 

3/
4"

1'
 -

 0
"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

J8
A4.15

__________ E-GE-H
D5

A1.74

STANDARD
CMU

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)
07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

08 43 13  - ALUM STOREFRONT
FRAMING

STAIR A

A175

EXIT EXIT
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 1/4" = 1'-0"A4.15

J8 SECTION - ENTRY 2 TOWARD STAIR
 1/4" = 1'-0"A4.15

J11 SECTION - ENTRY 2 TOWARD GYM

 1/4" = 1'-0"A4.15

E8 PLAN - ENTRY 2

 1/4" = 1'-0"A4.15

J1 SECTION -  ENTRY 2

A4.15

E1 PERSPECTIVE - ENTRY 2 (SHOWN FOR DESIGN INTENT)
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F

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

B-9 B10 B11
H10
A3.50

__________

5 1/2"
34' - 3 3/4" 2 3/4"

A4.21

J10

A4.21

D10

10 14 24  - ALUMINUM SIGNAGE

EQ EQ

SP-4

09 21 16  - WALL REVEAL

35' - 11"

A3.50

H6
SIM

A3.50

H6
SIM

A4.21

D10
SIM

A4.21

J10
SIM

A1.72

F8
SIM

D9
A1.74

SIM

71-8465 SF

A & C
LIBRARY

B120A

1211

09 21 16  - WALL REVEAL

(AS SHOWN)

6'
 -

 4
"

 TO BE PAINTED SP-12
3' - 2" GYP W/ REVEALS

GYP W/ REVEALS TO BE PAINTED SP-12

9' - 4"

6'
 -

 4
"

11' - 4" 2' - 8"

6'
 -

 4
"

1'
 -

 1
0"

7'
 -

 2
"

6'
 -

 4
"

2'
 -

 0
"

7'
 -

 0
"

30-3

87 87 87

J1
A4.16

__________

C
LE

A
R

2'
 -

 8
"

8"

SP-1 SP-1

SP-4

1' - 6"

J11
A4.30

A-G

B-9

B10

B11

E5
A4.16

__________

A7.11

F12

A7.11

F8

IS19

IS23

A7.12

J10

IS22

A4.30

E3
SIM

A4.30

C4
SIM

A4.30

C9
SIM

A7.11

J11

07 81 23  -
INTUMESCENT
MASTIC
FIREPROOFING

B139

B141

B143A

B143B

B147

IS19

NOTE: ALIGN COUNTER WITH
OUTSIDE FACE OF PARTITION

1
/2

"

2 3/4"

NOTE: ALIGN COUNTER WITH
OUTSIDE FACE OF PARTITION

J1
A4.16

__________

J1
A7.12

71-8

F4

F4

S17.S

10 51 00  - LOCKER
BELOW - SEE DETAILS

10 51 00  - LOCKER
BELOW - SEE SECTION

IS34

IS34

2' - 1 3/4" 9' - 8"

F4

12
' -

 8
" 

C
LE

A
R

14
' -

 0
"

8'
 -

 4
" 

C
LE

A
R

1'
 -

 0
"

1'
 -

 6
"

A4.30

J11

ALIGN STOREFRONT
WITH ABOVE, TYP

ALIGN STOREFRONT
WITH ABOVE, TYP

11 1/2" 6' - 4" 2' - 8 1/2" 10"

1' - 2"10' - 0"

2'
 -

 1
"

5'
 -

 9
"

1'
 -

 6
"

3'
 -

 2
"

12
' -

 1
0"

12
' -

 9
"

4'
 -

 9
"

4'
 -

 7
"

6"
7'

 -
 3

 5
/8

"

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

A-FA-G A-E

B-A

A-E4

E5
A4.16

__________

F12
A7.11

F8
A7.11

A-G1A-H

J4
A4.21

CLASSROOM

B243

CLASSROOM

B143A

ARTS &
COMMUNICATIONS-

2ND_LEVEL

B220

LIBRARY
BELOW

OPEN

CLASSROOM

B244

BAND

B142

LARGE
PRACTICE

B140A

ARTS &
COMMUNICATIONS-

1ST_LEVEL

B120

A & C
LIBRARY

B120A

A4.23

J4
SIM

DISPLAY CASE. SEE
SHEET A7.12

OWNER FURNISHED SHEET
MUSIC STORAGE SYSTEM

A1.72

D4
SIM

A1.72

D4
SIM

J1
A7.12

J11
A4.30

3'
 -

 5
 3

/4
"

3'
 -

 7
 1

/4
"

A3.15

J1
Sim

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 IN

F
O

R
M

A
T

IO
N

, R
E

F
E

R
 T

O
 P

R
O

JE
C

T
 M

A
N

U
A

L
.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

 1/4" = 1'-0"

2/
10

/2
01

6 
11

:4
7:

50
 A

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_r

am
i.h

ay
da

r@
lb

pa
.c

om
.r

vt

A4.16

12-067-00

02/11/2016

SRG

INTERIOR BUILDING SECTIONS - B WING

BID DOCUMENTS

SANFORD HIGH
SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1/4" = 1'-0"A4.16

E5 SECTION ARTS & COMMUNICATION AT SKYLIGHTS

 1/4" = 1'-0"A4.16

G11 PLAN - ARTS & COMMUNICATIONS PATHWAY LIBRARY

A4.16

E1 PERSPECTIVE - ARTS & COMM LIBRARY (SHOWN FOR DESIGN INTENT)

 1/4" = 1'-0"A4.16

J1 BUILDING SECTION - ARTS & COMMUNICATION PATHWAY1

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF
24' - 0"

C-5 J1
A3.50

__________

SP-5

10 14 24  - ALUMINUM SIGNAGE

71-8

121 SF
ELEC

C223A

0000

268 SF

S & T
LIBRARY

C120A

1211

128 SF
DATA

C223

1322

A3.50

H6
SIM

A3.51

C8

30-3

09 21 16  - WALL REVEAL
(AS SHOWN)

09 65 00  - RESILIENT BASE (RB-5)

SP-15

1' - 5"12' - 2"

4'
 -

 8
"

2'
 -

 1
1 

1/
2"

4'
 -

 4
 1

/2
"

1'
 -

 6
"

6'
 -

 1
0"

4"

8"

EQEQ

14' - 7"

A1.72

G1
SIM

1' - 8"

3'
 -

 4
"

5'
 -

 4
"

3' - 7 1/2"

9"

C-C

C-5

J1
A4.17

__________

E5
A4.17

__________

11
' -

 7
 1

/2
"

14
' -

 6
 1

/2
"

1' - 10"

A7.11

J7

2' - 4"5' - 0"2' - 4"

F3

F3

71-8

M24.S

24

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

LOW ROOF
24' - 0"

C-AC-CC-D C-BD-B9
E5

A4.17
__________

1155 SF

SCIENCE
LAB-PHYSICS

C124

1132

204 SF
MEN

C130

0000 4981 SF

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120

0000

268 SF

S & T
LIBRARY

C120A

1211

3731 SF

BUILDING
TRADES

C127

2036

3731 SF

BUILDING
TRADES

C127

2036

A3.50

J1
Sim

G1
A1.72

G5
A1.72

72-4 71-16i

H7
A5.41

__________

C-E1

A3.18

J4
Sim

A3.18

J1
Sim
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 1/4" = 1'-0"A4.17

E5 BUILDING SECTION - STEM PATHWAY
 1/4" = 1'-0"A4.17

E11 PLAN - SCIENCE & TECHNOLOGY PATHWAY LIBRARY

 1/4" = 1'-0"A4.17

J1 BUILDING SECTION - SKYLIGHT @ SCIENCE & TECHNOLOGY

A4.17

E1 PERSPECTIVE - SCIENCE & TECH LIBRARY (SHOWN FOR DESIGN INTENT)

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-E D-D D-BD-C

849 SF
CLASSROOM

D213

1143

850 SF
CLASSROOM

D117A

11012102 SF

BUSINESS&
MANAGEMENT-

1ST_LEVEL

D120

0000

514 SF

PATHWAY
LIBRARY

D120A

1211

3281 SF

BUSINESS_&
MANAGEMENT

2ND_LEVEL

D220

0000

1220 SF

CPU-NETW
SYSTEMS

D212

2068

1417 SF

FACS
CULINARY

LAB

D112

1158

F5
A4.18

__________

A4.21

J10
SIM

A4.21

D10
SIM

A3.50

F10
Sim

A1.72

D4
SIM

A1.72

D4
SIM

A1.70

J11
SIM

D-C4

7" 29' - 3"

A3.10

J9
Sim

A3.10

J6
Sim

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

D-6D-7 D-65 D-5.8J1
A4.18

__________

38' - 8"

19' - 4"19' - 4"

39' - 10"

A1.72

F8
SIM

D9
A1.74 EQEQ

514 SF

PATHWAY
LIBRARY

D120A

1211

314 SF
OFFICE (4)

D111

1151

192 SF
OFFICE (3)

D211

1151

A3.50

H6
SIM

A3.50

H6
SIM

A4.21

J10
SIM

A4.21

J10
SIM

F10
A3.50

Sim__________

71-8

09 21 16  - WALL REVEAL

2' - 8"11' - 4"

10 14 24  - ALUMINUM SIGNAGE

09 21 16  - WALL REVEAL
(AS SHOWN)

6'
 -

 4
"

09 65 00  - RESILIENT BASE (RB-4)

1'
 -

 1
0"

7'
 -

 2
"

6'
 -

 4
"

2'
 -

 0
"

7'
 -

 0
"

P-10

P-10

P-10

P-10
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C
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A
R

2'
 -

 8
"

J11
A4.30

SIM

8787 87

D-64

1' - 6"

30-3

D-C

D-6 D-7D-65

IS21

IS20

D-5.8

F5
A4.18

__________

A4.30

C9
SIM

A4.30

C9
SIM

D117B D117A D113
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A7.11
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1'
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 1
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Sim
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J4
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C
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A
R
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 -

 7
"

IS34

6" 12' - 1 1/2" 2"

1' - 2"

3' - 4"

8'
 -

 6
"

F4

F4

F4
S17.S

S17.S

1'
 -

 7
 1

/2
"

CLEAR

4' - 8"

8'
 -

 6
"

ALIGN STOREFRONT
WITH ABOVE, TYPALIGN STOREFRONT

WITH ABOVE, TYP

1'
 -

 1
0"

IS292102 SF

BUSINESS&
MANAGEMENT-

1ST_LEVEL

D120

0000

314 SF
OFFICE (4)

D111

1151
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 1/4" = 1'-0"A4.18

J1 BUILDING SECTION - SKYLIGHT @ BUSINESS SERVICES

 1/4" = 1'-0"A4.18

F5 BUILDING SECTION - SKYLIGHT @ BUSINESS SERVICES

 1/4" = 1'-0"A4.18

B5 PLAN - BUSINESS MANAGEMENT PATHWAY LIBRARY

A4.18

E1 PERSPECTIVE - BUSINESS & MNGMT LIBRARY (SHOWN FOR DESIGN INTENT)

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-CE-A E-DE-B

9' - 11"

E-A7
E4

A4.19
__________

818 SF
CLASSROOM

E225

1155
2832 SF

HUMAN

SERVICES-

CIRCULATION

E220

0000

77 SF
OFFICE

E224B

2101
327 SF

FORENSIC

STUDIO

E226

2100

1369 SF

HEALTH

OCCUPATIONS

E128

2091

2626 SF

HUMAN

SERVICES-

1ST_LEVEL

E120

0000

650 SF

PATHWAY

LIBRARY

E120A

1211

799 SF
CLASSROOM

E123B

1105

A3.50

C10

Sim

A4.21

J10

SIM

A4.21

D10

SIM

A1.72

D4

SIM

71-10i72-4

NOTE: WHITEBOARD SURFACE ON FOLDING PARTITION.
COORDINATE WITH ARCHITECT & MANUFACTURER.

OUT BUILDING
-8' - 4"

A3.11

J5

Sim

A3.10

J9

Sim

LEVEL 1
0"

LEVEL 2
15' - 4"

ROOF
30' - 8"

E-6 E-7e-5.5 E6.5E5.8
J1

A4.19
__________

14' - 0"14' - 0"14' - 0"

56' - 11"

A3.50

H6

SIM

C10
A3.50

Sim__________

A3.50

H6

SIM

A4.21

J10

SIM

A4.21

J10

SIM

A1.72

F8

SIM

D9

A1.74

SIM

PATHWAY

LIBRARY

E120A

1211

(RB-4)

SP-11

GYP W/ REVEALS TO BE PAINTED SP-12

9' - 4 1/8"

10 14 24  - ALUMINUM SIGNAGE

GYP W/ REVEALS TO BE PAINTED SP-12

9' - 4"

3/4" REVEAL
5/8" REVEAL

1'
 -

 1
0"

7'
 -

 2
"

6'
 -

 4
"

2'
 -

 0
"

7'
 -

 0
"

J11

A4.30

SIM

30-3

87 87 87

71-8

EQEQ

EQEQ

C
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A
R

2'
 -

 8
"

14' - 4"

SP-1SP-1

1' - 6"

A1.71

C10

SIM

A1.71

C10

SIM

09 21 16  - WALL REVEAL09 21 16  - WALL REVEAL

09 65 00  - RESILIENT BASE

09 21 16  - WALL REVEALS AS SHOWN

E-B

E-6

E-7

e-5.5

E6.5

E5.8

J1
A4.19

__________

E-A7 E-B4
E4

A4.19
__________

A0.48

E4

SIM

A4.30

C9

SIM

A4.30

C9

SIM

A4.30

C9

SIM

A4.39
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E123B
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E131

E121

E123A

1
/2

"

2 3/4"

NOTE: ALIGN COUNTER WITH
OUTSIDE FACE OF PARTITION

1
/2

"

2 3/4"

NOTE: ALIGN COUNTER WITH
OUTSIDE FACE OF PARTITION

IS21

IS35

A4.30
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"
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"
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 1/4" = 1'-0"A4.19

J1 BUILDING SECTION - SKYLIGHT @ HEALTH & HUMAN SERVICES

 1/4" = 1'-0"A4.19

E4 BUILDING SECTION - SKYLIGHT @ HEALTH & HUMAN SERVICES

 1/4" = 1'-0"A4.19

J12 PLAN - HEALTH & HUMAN SERVICES PATHWAY LIBRARY

A4.19

E1 PERSPECTIVE - HEALTH & HUMAN LIBRARY (SHOWN FOR DESIGN INTENT)

NO. DESCRIPTION DATE



LEVEL 2
15' - 4"

E-77

09 21 16  - GYPSUM BD-5/8"

07 42 13  - UNIVERSAL CLIP

07 42 13  - OUTSIDE CORNER
PROFILE

07 42 13  - END PROFILE

07 42 13  - OUTSIDE CORNER
PROFILE

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

2'
 -

 0
"

1' - 7"

09 21 16  - MTL STUDS-3 5/8"

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

DIAGONAL STUD BRACING
4'-0" O.C. MAX AT METAL
STUDS TO STRUCTURE

07 90 05  - SEALANT

08 43 13  - ALUM STOREFRONT
FRAMING

SEE RCP

09 21 16  - FURRING CHANNEL

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

09 21 16  - GYPSUM BD06 20 00  - PLYWOOD

06 10 54  - FR PLYWOOD

08 44 13  - DEFLECTION HEAD BOTH SIDES - CONT (TYP)

06 10 54  - WD BLOCKING

LEVEL 2
15' - 4"

A-D9

04 20 00  - GROUT SOLID

SEE RCP

09 30 00  - TILE BACKER BOARD

04 20 00  - GFCU TYPE 5

1"  THICK

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

05 40 00  - CFMF 3-5/8" STUD

08 43 13  - ALUM STOREFRONT
FRAMING

09 21 16  - MTL STUDS-3 5/8"

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

09 21 16  - WALL REVEAL

09 21 16  - CORNER BEAD

09 21 16  - DEFLEC HEAD TRACK

"L" SHAPED STONE ANCHOR

DESIGNED TO SUPPORT 1" GFCU

LEVEL 2
15' - 4"

A-D9

2'
 -

 0
"

07 42 13  - UNIVERSAL CLIP

07 42 13  - END PROFILE

07 90 05  - SEALANT

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - MTL STUDS-6"

SEE RCP

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

2"

09 21 16  - FURRING CHANNEL

09 21 16  - GYPSUM BD

06 10 54  - FR PLYWOOD

07 84 00  - FIBER FIRESTOPPING
INSUL

LEVEL 2
15' - 4"

A-D9

07 42 13  - OUTSIDE CORNER
PROFILE

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

07 42 13  - UNIVERSAL CLIP

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 42 13  - END PROFILE

09 21 16  - MTL STUDS-2 1/2"

SEE RCP

07 84 00  - FIRESTOP

2"

09 21 16  - MTL STUDS-6"

06 10 54  - FR PLYWOOD

07 90 05  - SEALANT

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

09 21 16  - DEFLEC HEAD TRACK

06 10 54  - 2X WD FRAMING

08 91 00  - LOUVER

(SEE SCHEDULE ON
SHEET A0.30)

A-15

DIAGONAL STUD BRACING 4'-0" O.C. MAX
AT METAL STUDS TO STRUCTURE

09 21 16  - CORNER BEAD

08 44 13  - CURTAINWALL FRAMING

1' - 8"

6"
 M

IN
. 09 21 16  - GYPSUM

BD-5/8"

SEE RCP

SEE RCP

08 44 13  - DEFLECTION HEAD

09 51 00  - PERIMETER MOLDING

09 51 00  - ACOUSTICAL TILE

09 21 16  - MTL STUDS-3 5/8"

06 10 54  - WD BLOCKING

LEVEL 2
15' - 4"

A-2

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

DIAGONAL STUD BRACING 4'-0"
O.C. MAX AT METAL STUDS TO
STRUCTURE

6"
 M

IN
.

V
A

R
IE

S

SEE RCP

SEE RCP

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

09 21 16  - CORNER BEAD

05 12 00  - STL  BENT PLATE(S)

7"

05 12 00  - STL  BEAM (S)

09 21 16  - WALL REVEAL

09 21 16  - MTL STUDS-2 1/2"

05 51 13  - STL MESH GUARD

05 51 13  - STL TUBE

SEE RAILING DETAILS

LEVEL 2
15' - 4"

A-F

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD

6"

05 12 00  - STL  BEAM (S)

09 51 00  - SPECIALTY
PERIMETER SYSTEM

09 51 00  - ACOUSTICAL TILE

A5.33

G6

SIM

SEE RCP

SEE RCP

09 21 16  - WALL REVEAL

09 21 16  - MTL STUDS-2 1/2"

09 21 16  - GYPSUM BD-5/8"

SUSPENDED CEILING SYSTEM
REF REFLECTED CEILING PLANS

LEVEL 2
15' - 4"

E-85

09 30 00  - PORCELAIN
WALL TILE

06 20 00  - PLAM
FACED PANEL
SEE ELEVATIONS

09 30 00  - TILE
BACKER BOARD

09 30 00  - ALUM WALL
CORNER EDGING

10"

(TRIM-2)

SEE RCP

10 14 24  - ALUMINUM SIGNAGE

(PT-3)

09 21 16  - MTL
STUDS-2 1/2"

07 84 00  - FIRESTOP

EQ EQ

LIGHT FIXTURE

09 21 16  - MTL
STUDS-2 1/2"

06 10 54  - FR WD BLOCKING06 10 54  - FR WD BLOCKING

LEVEL 2
15' - 4"

A-F1

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  BEAM (S)

04 20 00  - CMU SOAP

05 50 00  - MAS WALL TOP CLIP

07 84 00  - FIBER FIRESTOPPING
INSUL

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-2 1/2"

MASONRY PARTITION
AS SCHEDULED

CEILING SYSTEM - SEE RCP

(FILL ALL VOIDS)

07 84 00  - FIRESTOP

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-2 1/2"

7"

09 21 16  - EDGE BEAD

07 90 05  - SEALANT
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 3" = 1'-0"A4.20

F10 INTERIOR CANOPY AND CURTAIN WALL AT MAIN GYM ENTRY

 1 1/2" = 1'-0"A4.20

J9 INTERIOR SECTION DETAIL - MAIN LOBBY - RANDOM PATTERN TO STOREFRONT

 1 1/2" = 1'-0"A4.20

F7 INTERIOR SECTION DETAIL AT MAIN ENTRY CANOPY

 1 1/2" = 1'-0"A4.20

J12 INTERIOR SECTION DETAIL - MAIN ENTRY - TRESPA PANEL SOFFIT

 1 1/2" = 1'-0"A4.20

D10 INTERIOR SECTION DETAIL - MAIN ENTRY CURTAIN WALL SOFFIT
 1 1/2" = 1'-0"A4.20

D7 INTERIOR SECTION DETAIL - MAIN ENTRY SOFFIT

 3" = 1'-0"A4.20

F1 INTERIOR SECTION DETAIL AT AGORA STAIRWAY

 1 1/2" = 1'-0"A4.20

J3 INTERIOR SECTION DETAIL - AUDITORIUM ENTRANCE
 1 1/2" = 1'-0"A4.20

J6 INTERIOR SECTION DETAIL - SLAB EDGE AND SOFFIT

NO. DESCRIPTION DATE

1 Revision 1 Date 1



LEVEL 2
15' - 4"

B11

6"
  T

Y
P

.

09 21 16  - FURRING CHANNEL

08 43 13  - ALUM BREAKMETAL TRIM

09 21 16  - GYPSUM BD-5/8"

DIAGONAL STUD
BRACING 4'-0" O.C.
MAX AT METAL STUDS
TO STRUCTURE

07 81 00  - SPRAY APPLIED
FIREPROOFING

1 1/2"

08 43 13  - ALUM STOREFRONT
FRAMING

VARIES

1' - 6 1/2"

SEE RCP

05 12 00  - STL  BEAM (S)

09 51 00  - PERIMETER MOLDING

09 51 00  - ACOUSTICAL TILE

26 00 00  - LIGHT FIXTURE (E)

07 84 00  - FIRESTOP

07 90 05  - SEALANT

BOTH SIDES - CONT (TYP)

VARIES

1' - 6"

(AT SIM LOCATIONS, PROVIDE SHIMS
AND ADHERE GWB AS REQUIRED)

B11

1' - 4"

08 43 13  - ALUM STOREFRONT
FRAMING

09 21 16  - GYPSUM BD-5/8"

DIAGONAL STUD
BRACING 4'-0" O.C.
MAX AT METAL STUDS
TO STRUCTURE

09 51 00  - PERIMETER MOLDING

6"
 M

IN

08 43 13  - DEFLECTION HEAD

SEE RCP

09 51 00  - ACOUSTICAL TILE

09 21 16  - CORNER BEAD

LEVEL 2
15' - 4"

B11

08 43 13  - ALUM BREAKMETAL TRIM

05 12 00  - STL  ANGLE (S)

NOTE: SEE SHEET A7.12 FOR DISPLAY
CASE COORDINATION AND DETAILS

1' - 4"

08 43 13  - ALUM STOREFRONT
FRAMING

NOTE: PROVIDE DIAGONAL BRACING
TO SUPPORT TOP OF DISPLAY CASE

1/2"

1
"

A
LI

G
N

NOTE: ALIGN DISPLAY CASE
TO STOREFRONT ABOVE

1' - 0 1/4"

D-38

05 12 00  - STL  BEAM (S)

GAP

1' - 6"

REFERENCE WALL SECTION
FOR ASSEMBLIES

08 43 13  - ALUM STOREFRONT FRAMING

07 42 13  - UNIVERSAL CLIP

06 20 00  - PLYWOOD

07 42 13  - OUTSIDE CORNER PROFILE

SEE RCP

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 51 00  - SPECIALTY PERIMETER SYSTEM

DIAGONAL STUD BRACING
4'-0" O.C. MAX AT METAL
FRAMING TO STRUCTURE

26 00 00  - LIGHT FIXTURE (E)

6"

SEE RCP

09 51 00  - GWB CLG SUSPENSION SYSTEM

09 51 00  - HANGER WIRE

09 51 00  - HANGER WIRE

09 51 00  - CLG SUSPENSION SYSTEM
09 51 00  - ACOUSTICAL TILE

09 21 16  - GYPSUM BD-5/8"

09 54 23  - PHENOLIC WALL PANEL (PWP TYPE 1)

09 21 16  - GYPSUM BD

REFERENCE EXTERIOR
SECTION DETAILS FOR THIS
ASSEMBLY

A3.36

E7

07 42 13  - END PROFILE
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 3" = 1'-0"A4.21

J10 INTERIOR SECTION DETAIL AT PATHWAY STOREFRONT AND FLOOR EDGE

 3" = 1'-0"A4.21

D10 SECTION DETAIL AT PATHWAY STOREFRONT HEAD

 3" = 1'-0"A4.21

J4 INTERIOR SECTION DETAIL - B WING PATHWAY LIBRARY - DISPLAY CASE AND FLOOR SLAB

 1 1/2" = 1'-0"A4.21

D4 INTERIOR SECTION DETAIL - DINING D151 SOFFIT

NO. DESCRIPTION DATE



LEVEL 2
15' - 4"

A-E4

08 80 00  - GLASS

*NOTE: SEE INTERIOR CURTAIN
WALL ELEVATIONS FOR
SPANDREL, PLASTIC FILM AND
CLEAR GLASS LOCATIONS.

07 81 00  - SPRAY APPLIED
FIREPROOFING

LIBRARYCORRIDOR

05 50 00  - CLOSURE ANGLE

4"x4" CONTIGUOUS, PAINTED
COUNTER SUNK ANCHOR

4"
  O

.C
.

SEE STRUCTURAL FOR CLIP SIZE
REQUIREMENTS

09 51 00  - SPECIALTY PERIMETER
SYSTEM

07 84 00  - FIRESTOP

SEE RCP

1' - 0" 6"

TO F.O. STUD
1 1/2"

6"

SEE RCP

05 12 00  - STL  BEAM (S)

09 51 00  - GWB CLG SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

09 21 16  - EDGE BEAD

09 21 16  - GYPSUM BD

-TYP

6" 1 5/8"

( 4" )

ROOF
30' - 8"

A-E4

4 5/8" 2 1/8"

05 40 00  - CFMF 3-5/8" STUD

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

05 12 00  - STL  BEAM (S)

SEE RCP

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

09 21 16  - DEFLEC HEAD TRACK09 21 16  - DEFLEC HEAD TRACK

09 21 16  - FRAMING CLIPS FOR
FIREPROOFING

LEVEL 2
15' - 4"

A-E4

*NOTE: SEE INTERIOR CURTAIN
WALL ELEVATIONS FOR
SPANDREL, PLASTIC FILM AND
CLEAR GLASS LOCATIONS.

LIBRARYCORRIDOR

SEE STRUCTURAL FOR CLIP SIZE
REQUIREMENTS

07 90 05  - SEALANT

1' - 0" 6"

SEE RCP

SEE RCP

05 12 00  - STL  BEAM (S)

09 51 00  - SPECIALTY PERIMETER
SYSTEM

1 1/2"

09 51 00  - GWB CLG SUSPENSION
SYSTEM

09 51 00  - ACOUSTICAL TILE

07 81 00  - SPRAY APPLIED
FIREPROOFING

1 5/8"

09 21 16  - EDGE BEAD

09 21 16  - EDGE BEAD -TYP

09 21 16  - TAPING BEAD

4"

07 84 00  - FIRESTOP

METAL STUD PARTITION AS SCHEDULED

A-E4

LIBRARYCORRIDOR

DIAGONAL STUD BRACING 4'-0" O.C.
MAX AT METAL STUDS TO STRUCTURE

09 21 16  - MTL STUDS-6"

CURTAIN WALL OFF IN DISTANCE

6"
 M

IN
.

SEE RCP

2 1/8"

09 51 00  - PERIMETER MOLDING

1' - 2"

8"TO DECK ABOVE

09 21 16  - MTL STUDS-3 5/8"09 21 16  - MTL STUDS-3 5/8"

A-E4

09 21 16  - MTL STUDS-3 5/8"

DIAGONAL STUD BRACING 4'-0" O.C.
MAX AT METAL STUDS TO
STRUCTURE

09 21 16  - GYPSUM BD-5/8"

6"
 M

IN
.

SEE RCP

08 44 13  - DEFLECTION HEAD

2 1/8" 1' - 2"

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

08 44 13  - CURTAINWALL FRAMING

09 21 16  - CORNER BEAD

06 10 54  - WD BLOCKING

D-65

V
A

R
IE

S

V
A

R
IE

S

SEE RCP

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

SEE RCP

09 21 16  - CORNER BEAD

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

2 LAYERS

05 12 00  - STL  BEAM (S)

EXTEND OPERABLE WALL ENCLOSURE
TO DECK ABOVE AND SEAL

07 21 00  - ACOUSTIC BATT INSUL07 21 00  - ACOUSTIC BATT INSUL
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 3" = 1'-0"A4.22

J9 SECTION DETAIL THROUGH CENTRAL SPINE AT FLOORPLATE
 3" = 1'-0"A4.22

J1 SECTION DETAIL THROUGH CENTRAL SPINE AT ROOF
 3" = 1'-0"A4.22

J4 SECTION DETAIL AT LIBRARY CW AND GYP

 3" = 1'-0"A4.22

D5 SECTION DETAIL AT LIBRARY CW AND GYP
 3" = 1'-0"A4.22

D10 SECTION DETAIL THROUGH CENTRAL SPINE AT CURTAIN WALL HEAD
 1 1/2" = 1'-0"A4.22

D1 OPERABLE PARTITION

NO. DESCRIPTION DATE

1 Revision 1 Date 1



LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

C-C

07 84 00  - FIRESTOP

07 81 00  - SPRAY APPLIED
FIREPROOFING

SEE FLOOR PLANS FOR WALL TYPE

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

05 12 00  - STL  BEAM (S)

05 12 00  - STL  BEAM (S)

6"
 M

IN
.

10 1/2" 8"

3 1/2"

SEE FLOOR PLANS FOR WALL TYPE

09 21 16  - DEFLEC HEAD TRACK

09 21 16  - MTL STUDS-3 5/8"

LEVEL 2
15' - 4"

LOW ROOF AT GYM
21' - 0"

A-E

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 81 00  - SPRAY APPLIED
FIREPROOFING

SEE RCP

SEE RCP

A3.35

D1

SIM

07 84 00  - FIRESTOP

07 21 00  - ACOUSTIC BATT INSUL

7/8"

09 21 16  - CORNER BEAD

09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

07 21 00  - THERMAL BATT INSUL

09 51 00  - ACOUSTICAL TILE

(2)  LAYERS

TWO LAYERS
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 1 1/2" = 1'-0"A4.23

J11 C WING CEILING AND LOW ROOF DETAIL
 1 1/2" = 1'-0"A4.23

J4 SECTION DETAIL AT CLASSROOM B246

NO. DESCRIPTION DATE



ROOF
30' - 8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

SEE FLOOR PLANS FOR WALL
TYPES AND LOCATIONS

3/
4"

07 42 13  - ALUM FLASHING

07 25 00  - TRANSITION MEMBRANE

07 25 00  - WEATHER BARRIER
SYSTEM #1
06 10 54  - PT PLYWOOD - 3/4"

06 10 54  - PT  WD BLOCKING

SOAP - THIN MUDSET

04 20 00  - GFCU TYPE 5

09 30 00  - TILE
BACKER BOARD

SEE STRUCTURAL FOR CLIP
SIZE REQUIREMENTS

SOAP - THIN MUDSET

04 20 00  - GFCU TYPE 5

LEVEL 1
0"

LEVEL 2
15' - 4"

04 20 00  - 8" BOND
BEAM CMU (S)

26 00 00  - LIGHT FIXTURE (E)

SEE RCP

09 21 16  - TAPING BEAD

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - CORNER BEAD

07 84 00  - FIRESTOP

07 84 00  - FIRESTOP

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD 06 10 54  - WD BLOCKING

05 51 00  - STL  HANDRAIL - 1.66" O D
PIPE

05 51 00  - STL  HANDRAIL BRACKET

05 51 00  - STL  STRINGER -
CHANNEL

05 51 00  - TREAD PAN

2' - 6"

09 21 16  - MTL STUDS-3 5/8"

06 20 00  - BASE CABINET-PLAM

SEE FLOOR PLANS FOR WALL
TYPES AND LOCATIONS

07 90 05  - SEALANT

09 21 16  - EDGE BEAD

HORIZONTAL RATED SHAFT WALL

METAL STUD PARTITION AS SCHEDULED

HORIZONTAL DUCT - SEE MECHANICAL
FOR SIZE AND INSULATION
REQUIREMENTS

10°

4"
2'

 -
 8

"

LEVEL 2
15' - 4"

07 95 13  - EXPANSION JOINT - TYPE 5

DWG

SEE
STRUCT

03 30 00  - CONC  SLAB-ON-DECK (S)

NOTE: PROVIDE FIRE BARRIER & HEAT SHILED @
FIRE RATED LOCATIONS PER SPECIFICATIONS

LEVEL 2
15' - 4"

C-C

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

05 50 00  - STL  PLATE

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - GYPSUM BD-5/8"

07 84 00  - FIRESTOP

SEE RCP

09 51 00  - ACOUSTICAL TILE

05 12 00  - STL  BEAM (S)

07 21 00  - THERMAL BATT INSUL

09 21 16  - GYPSUM BD-5/8"
(2) LAYERS

(2) LAYERS

09 51 00  - ACOUSTICAL TILE

09 51 00  - PERIMETER MOLDING

6"
 M

IN
.

?

?

SEE RCP

09 21 16  - DEFLEC HEAD TRACK

09 21 16  - CORNER BEAD09 21 16  - CORNER BEAD

07 84 00  - FIRESTOP
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 3" = 1'-0"A4.24

J11 INTERIOR SECTION DETAIL AT AGORA STAIRWAY
 1 1/2" = 1'-0"A4.24

J6 INTERIOR SECTION DETAIL - CAFETERIA SOFFIT

 3" = 1'-0"A4.24

D11 INTERIOR SECTION DETAIL - FLOOR SLAB EXPANSION JOINT COVER

 1 1/2" = 1'-0"A4.24

J2 C WING CEILING AND LOW ROOF DETAIL1

NO. DESCRIPTION DATE



C
2

A-4

A-C

S17

M15

8 
5/

8"
1'

 -
 4

 3
/8

"

8 5/8"1' - 0 3/8"

(TYPICAL ON EACH SIDE)

SMALL
LIBRARY

CONF

A160

TOILETS

A145

EARLY
CHILDHOOD
EDUCATION

A143

F3

F3

07 90 05  - SEALANT

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM
BD-5/8" (TWO LAYERS)

07 90 05  - SEALANT

A-3

A-C

S17

6 
1/

2"
6 

1/
2"

EQEQ

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL
STUDS-3 5/8"

07 21 00  - THERMAL
BATT INSUL

05 12 00  - STL
COLUMN (S)

(TWO LAYERS)

09 21 16  - GYPSUM
BD-5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD

1' - 1"

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - RUNNER TRACK

A-2

A-D

C12

A4.30

AS REQ'D. COORDINATE
REQUIREMENTS WITH
COLUMN COVER MFR.
PROVIDE CONTINUOUS
BLOCKING AT BASE

05 58 13  - COLUMN COVER

09 21 16  - MTL STUDS-1 5/8"

05 12 00  - STL  COLUMN (S)

LEVEL 1
0"

A-D
*NOTE: COLUMN COVER INSTALLER TO
PROVIDE ALL NECESSARY BLOCKING,
SHIMMING, & FASTENING NOT SHOWN.

(RB-8 TYP ON ALL)

3/4"
3/4"

09 65 00  - RESILIENT BASE

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

HUMAN
SERVICES-
1ST_LEVEL

E120

WAITING

A108B

S17.S

M15.S

R
 1" R

 1
"

2 
1/

2"

09 21 16  - GYPSUM
BD-5/8" (2)  LAYERS

09 21 16  - MTL
STUDS-3 5/8"

07 21 00  - THERMAL
BATT INSUL

09 21 16  - RUNNER TRACK

07 90 05  - SEALANT

06 10 54  - ISOLATION
STRIP

D-D

D-78

EQEQ

E
Q

E
Q

09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

1' - 1"

1'
 -

 1
"

05 12 00  - STL  COLUMN (S)

09 21 16  - MTL STUDS-1 5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

R
 1"

R
 1

"

2"

04 20 00  - BULLNOSE CMU

D-E

C-D

M15.S

M2

M2

M2 F2

F2

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120

SERVERY

C100

E
Q

E
Q

1' - 1"9"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - RUNNER TRACK

09 21 16  - MTL STUDS-2 1/2"

1 
3/

8"

05 12 00  - STL  COLUMN (S)

1'
 -

 6
"

09 21 16  - CORNER BEAD

04 20 00  - BULLNOSE CMU

R
 1

"

R
 1

"

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 90 05  - SEALANT

D-E

D-B9

M15

F3
STORAGE

C101A

DINING

A131

INCUBATOR

C101

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - RUNNER TRACK

09 21 16  - GYPSUM BD-5/8"

05 12 00  - STL  COLUMN (S)

EQEQ

07 90 05  - SEALANT

7" 05 12 00  - STL  BRACING (S)

C-C

C-11

M19

M15

M19

STORAGE

C105A

INCUBATOR

C101

PRE-ENG
ROBOTICS

C105

E
Q

E
Q

EQ EQ

10 1/2"

1' - 6"

1'
 -

 6
"

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

ARTS &
COMMUNICATIONS-

1ST_LEVEL

B120

CIRC.

B122

M15

M15

R
 1

"

R
 1

"

8"

04 20 00  - BULLNOSE CMU

C-C

C-9

M15 F3

F3

F1

OFFICE

C115

RESIDENTIAL
WIRING

C113

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - RUNNER TRACK

6 1/2"10 1/2"

E
Q

E
Q

09 21 16  - CORNER BEAD

07 90 05  - SEALANT

1'
 -

 2
"

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

C-D

C-5

M8M20

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120

WOMEN

C128

1' - 4 1/8"

1'
 -

 3
"

04 20 00  - BULLNOSE CMU

M8
R

 1"

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

S18

M36

M35

VIRTUAL
PATH

A227

1037

CIRC.

A224A

MAIN
COMMONS

A220

07 90 05  - SEALANT

04 20 00  - GFCU TYPE 5

04 20 00  - GFCU TYPE 5

BOTH SIDES

RETURN FINISH  TO GWB,
PAINTED INSIDE OFFICE

A-E

B-81

BAND

B142

BAND
STORAGE

B142A

S24

F2
F2

F2

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

E
Q

E
Q

1'
 -

 1
"

7 1/2"
09 21 16  - MTL STUDS-3 5/8"

09 21 16  - MTL STUDS-6"

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL
COLUMN (S)

07 21 00  - THERMAL BATT INSUL

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - RUNNER TRACK

M15

M35

MEN

D224

BUSINESS_&
MANAGEMENT

2ND_LEVEL

D220

04 20 00  - BULLNOSE CMU

R
 1

"R
 1

"

LEVEL 1
0"

A-2

7'
 -

 0
"

A4.30

C12

SIM

10
' -

 0
"

SEE RCP

M36

OUTREACH
CONFERENCE

A112

MAIN
COMMONS

A120

R
 1

"

R
 1

"

04 20 00  - BULLNOSE CMU

2" 08 43 13  - ALUM STOREFRONT
FRAMING

04 20 00  - GFCU TYPE 5
AT  EXPOSED END TO
STOREFRONT

WALL PAINTED ON
CONFERENCE/
OFFICE SIDE,
TYPICAL

D-D

D-2

S17F5

CLASSROOM

D244

CLASSROOM

D242

8 
5/

8"

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

05 12 00  - STL  COLUMN (S)

(TWO LAYERS)

EQ EQ

1' - 1 1/4"

B11

A-E

S26

F9

F9

F9

8"
10

"

1'
 -

 6
"

09 21 16  - MTL STUDS-6"

09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - RUNNER TRACK

8"

PRACT. 1

B140D

CHORUS

B144

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-2 1/2"

(TWO LAYERS)

5"

D-D

D-3

F9

F9

S17

S17

CLASSROOM

D238

CLASSROOM

D242

OFFICE (5)

D240

09 21 16  - RUNNER TRACK

09 21 16  - MTL STUDS-3 5/8"

(TWO LAYERS)
09 21 16  - GYPSUM BD-5/8"

09 21 16  - CORNER BEAD

07 21 00  - THERMAL BATT INSUL

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

8 7/8"4 1/2"

8 
5/

8"
6 

1/
4"

9 
7/

8"
8 

5/
8"

S17.S

FACE OF  PARTITION ABOVE
(CANTILEVER OVER LOCKER/DESK)

10 51 00  - LOCKER TRIM

MILLWORK END PANEL - REFER TO
MILLWORK DETAILS

05 40 00  - CFMF 6" STUD
BRACE AS REQ'D FOR HEIGHT AND
CANTILEVER

09 21 16  - GYPSUM BD
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 1 1/2" = 1'-0"A4.30

C1 INTERIOR PLAN DETAIL - AREA A1 - SMALL LIBRARY CONFERENCE

 1 1/2" = 1'-0"A4.30

B4 INTERIOR PLAN DETAIL - TYPICAL GWB COLUMN WRAP DETAIL

 1 1/2" = 1'-0"A4.30

C9 TYP. ROUND METAL COLUMN ENCLOSURE DETAIL
 3" = 1'-0"A4.30

C12 COLUMN COVER BASE SECTION DETAIL
 1 1/2" = 1'-0"A4.30

C4 TYPICAL GWB PARTITION at BULLNOSE CMU

 1 1/2" = 1'-0"A4.30

E1 TYP. INTERIOR COLUMN WRAP DETAIL
 1 1/2" = 1'-0"A4.30

E3 DOOR FRAME at BULLNOSE DETAIL
 1 1/2" = 1'-0"A4.30

E5 INTERIOR PLAN DETAIL - C WING - CORRIDOR C120
 1 1/2" = 1'-0"A4.30

E8 TYP, CMU TIE INTO STRUCTURE
 1 1/2" = 1'-0"A4.30

E11 TYP. INTERIOR COLUMN WRAP DETAIL AT CMU PARTITION

 1 1/2" = 1'-0"A4.30

G1 CORRIDOR OPENING BULLNOSE CMU DETAIL
 1 1/2" = 1'-0"A4.30

G3 INTERIOR PLAN DETAIL - C WING  - CMU TO GYP
 1 1/2" = 1'-0"A4.30

G6 INTERIOR PLAN DETAIL - C WING - CMU CHASE
 1 1/2" = 1'-0"A4.30

G9 INTERIOR PLAN DETAIL - A WING - LEARNING CENTER
 1 1/2" = 1'-0"A4.30

G11 INTERIOR PLAN DETAIL  - AREA B - BAND STORAGE

 1 1/2" = 1'-0"A4.30

I9 INTERIOR PLAN DETAIL - D WING - TOILET ENTRANCE

 3/8" = 1'-0"A4.30

C7 TYP. COLUMN WRAPPED W/ ROUND METAL ENCLOSURE

 1 1/2" = 1'-0"A4.30

J9 INTERIOR PLAN DETAL
 1 1/2" = 1'-0"A4.30

J1 INTERIOR PLAN DETAIL - D WING
 1 1/2" = 1'-0"A4.30

J3 INTERIOR PLAN DETAIL - AREA B - PRACTICE 1
 1 1/2" = 1'-0"A4.30

J6 INTERIOR PLAN DETAIL - D WING
 1 1/2" = 1'-0"A4.30

J11 INTERIOR PLAN DETAIL - PARTITION AT COUNTER

NO. DESCRIPTION DATE



MAIN

COMMONS

A120

ECE

INSTRUCTION

A140

LIBRARY

STACK

A122

F3

F3

M16

M36

M35

07 90 05  - SEALANT

3' - 5 1/8"

2' - 0"

09 21 16  - CORNER BEAD07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP

32 21 13  - RADON MITIGATION

M34 M22

DINING

A121B

LIGHT

LOCK

A180

A-D8

04 20 00  - BULLNOSE CMU

R
 1

"

R
 1

"

2"

OPEN STEPPED
PRESENTATION AREA

4"

08 11 13  - HM DOORFRAME

2' - 3 1/8"

04 20 00  - GFCU TYPE 5

E-C

E-8

E-7.9

M15.S F5

F5

S47

F5

F5

HUMAN

SERVICES-

1ST_LEVEL

E120

FACS/

FASHION

LAB

E104

7 5/8"6 3/8"

6 
7/

8"
4 

1/
2"

4 
1/

2"
6 

7/
8"

05 12 00  - STL  COLUMN (S)
07 90 05  - SEALANT

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - CORNER BEAD07 90 05  - SEALANT

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

09 21 16  - CORNER BEAD

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 95 13  - EXPANSION
JOINT - TYPE 2

05 40 00  - CLIPS

05 40 00  - CLIPS

06 10 54  - ISOLATION
STRIP

06 10 54  - ISOLATION
STRIP

M15.S

A-5

E-77

ENTRY 2

A171

SRO

OFFICE

F100

CORRIDOR

F101

M20.S

M20

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

1' - 4"

1' - 6
 1/2"

10"

6"

04 20 00  - BULLNOSE CMU

R
 1

"

R 1"

08 43 13  - ALUM STOREFRONT
FRAMING
07 90 05  - SEALANT & BACKER

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
08 43 13  - ALUM BREAKMETAL TRIM

06 10 54  - FR WD BLOCKING

S21

CORRIDOR

A170

LIGHT

LOCK

A188

S27

M34

04 20 00  - BULLNOSE CMU
09 30 00  - PORCELAIN WALL TILE

R
 1

"

R 1"

08 11 13  - HM DOORFRAME

(2)  LAYERS

S27

M34

09 30 00  - TILE BACKER BOARD

F7

09 21 16  - GYPSUM
BD TYPE X - 5/8"

07 84 00  - FIRESTOP

09 21 16  - CORNER BEAD
09 21 16  - FURRING CHANNEL

09 21 16  - MTL STUDS-2 1/2"

07 84 00  - FIRESTOP

06 10 54  - ISOLATION STRIP

A-5

A-51

E-85

8 
1/

2"
10

"

1'
 -

 6
 1

/2
"

F2

F2

F2

F2115°

CORRIDOR

A170

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 30 00  - TILE BACKER BOARD

05 12 00  - STL  COLUMN (S)

09 30 00  - PORCELAIN TILE BASE

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

65
°

A4.32

H4

E-H

E-85

1'
 -

 1
"

EMR
A165

CORRIDOR
A170

STAIR A
A175

04 20 00  - BULLNOSE
CMU

CONTINUE FINISH  FROM
M34 WALL AROUND
COLUMN

M34

4"

4 
3/

8"
4 

3/
8"

M17

04 20 00  - 4" CMU

04 20 00  - GFCU TYPE 5

04 20 00  - COLUMN ANCHOR

04 20 00  - GFCU TYPE 5

A
LIG

N

1/4"

3
/4

"

1/4"

3
/4

"

A-5

A-C

A-51

WOMEN

A164

CORRIDOR

A170

7"
1'

 -
 3

 3
/8

" 
+

/-

1' - 0"

F2

S23

F2

M15

F2

05 12 00  - STL  COLUMN (S)

05 12 00  - STL
COLUMN (S)

07 90 05  - SEALANT

07 90 05  - SEALANT 09 21 16  - CORNER
BEAD

09 21 16  - GYPSUM
BD-5/8"

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL
STUDS-1 5/8"

7"
 +

/-

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

04 20 00  - BULLNOSE CMU

11 3/8"

8 
3/

8"

R
 1

"

R
 1

"

06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP

A-5

A-B

A-51

MEN

A168

CIRC

A170A

CORRIDOR

A170

5" +/-1' - 7"

M15.S

M15.S

M15

7 
1/

2"

7 5/8"5" +/-

F2

F2

07 90 05  - SEALANT

09 21 16  - CORNER BEAD

09 21 16  - RUNNER
TRACK

05 12 00  - STL
COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 12 00  - STL
COLUMN (S)

04 20 00  - CMU SOAP
04 20 00  - COLUMN ANCHOR

06 10 54  - ISOLATION STRIP

A-4

A-B

8 1/4"

1' - 0"

6 3/4"

1' - 0
 3/8"

1' - 8
 3/8"

F2

F2 S17

F2

S11

ECE

KITCHEN

A143A

EARLY

CHILDHOOD

EDUCATION

A143

10
" 

+
/-

07 21 00  - THERMAL
BATT INSUL

25°

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

10 26 01  - CORNER GUARD

09 21 16  - CORNER BEAD

09 21 16  - CORNER BEAD

07 21 00  - THERMAL BATT INSUL

07 21 00  - THERMAL BATT INSUL

F3

F2

4 5/8"

A-5 A-51

A-G1

M15

07 95 13  - EXPANSION
JOINT - TYPE 2

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

05 12 00  - STL  COLUMN (S)

07 95 13  - EXPANSION
JOINT - TYPE 5

05 12 00  - STL  COLUMN (S)

09 84 00  - ACOUSTIC
WALL PANEL

08 44 13  - CURTAINWALL FRAMING
08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
07 90 05  - SEALANT & BACKER

M15

DINING
A151

MAIN

COMMONS
A220

A-H9

A-E

8"

M37

M35

08 44 13  - CURTAINWALL FRAMING
08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
07 90 05  - SEALANT & BACKER

11
5°

OPEN

TO

BELOW
OPEN

MAIN

COMMONS
A220

05 50 00  - CLOSURE ANGLE

04 20 00  - GFCU TYPE 5

04 20 00  - BULLNOSE CMU

09 30 00  - PORCELAIN
WALL TILE

09 30 00  - TILE
BACKER BOARD

MITER TILE
CORNERS
ACCORDING
TO ANGLE

F2
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 1 1/2" = 1'-0"A4.32

D4 AREA A1 LIBRARY  CHASE
 1 1/2" = 1'-0"A4.32

D8 DINING AREA STAIR at CMU WALL AREA A1
 1 1/2" = 1'-0"A4.32

D12 A WING TO E WING EXPANSION JOINT DETAIL

 1 1/2" = 1'-0"A4.32

G8 ENTRY 2 STOREFRONT at CMU and COLUMN
 1 1/2" = 1'-0"A4.32

G4 AUDITORIUM ENTRY at DOOR A188A

 1 1/2" = 1'-0"A4.32

J4 INTERIOR PLAN DETAIL - AREA A 1 - CORRIDOR A170
 1 1/2" = 1'-0"A4.32

J8 INTERIOR PLAN DETAIL - AREA A1 - STAIR A

 1 1/2" = 1'-0"A4.32

G12 INTERIOR PLAN DETAIL - AREA A1 - CORRIDOR

 1 1/2" = 1'-0"A4.32

J1 INTERIOR PLAN DETAIL - AREA A1 - CORRIDOR
 1 1/2" = 1'-0"A4.32

J11 INTERIOR PLAN DETAIL - AREA A1 - ECE KITCHEN

 1 1/2" = 1'-0"A4.32

G1 EXPANSION JOINT AND CURTAIN WALL

 1 1/2" = 1'-0"A4.32

D1 LEVEL 2 - AREA A1 AT LIBRARY CURTAINWALL

 3" = 1'-0"A4.32

H4 TILE CORNER DETAIL

NO. DESCRIPTION DATE



A-4

A-D

S17

F2

F2

M15

7 
3/

8"
 +

/-
6 

3/
4"

7 1/2"6"

LIBRARY

STACK

A122

CIRC.

A143B

LIBRARY

CONF

A126

07 21 00  - THERMAL BATT INSUL

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - RUNNER TRACK

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

08 11 13  - HM FRAME

04 20 00  - BULLNOSE CMU

R
 1"

R
 1

"

ALIGN

1
/4

"

3/4"

1
/4

"

3/4"

M36

M2

M2

M2

S12

MAIN

COMMONS

A120

DINING

A131

3' - 8"

08 43 13  - ALUM STOREFRONT
FRAMING

07 90 05  - SEALANT

(BOTH SIDES)

1'
 -

 0
" 04 20 00  - GFCU TYPE 5

04 20 00  - GFCU TYPE 5

THIS FACE

AT EXPOSED
ENDS, TYPICAL

WALL PAINTED ON
CLASSROOM/ DINING SIDE,
TYPICAL

07 90 05  - SEALANT

1' - 0"

LINE OF SOFFIT ABOVE, SEE B1/A4.33

04 20 00  - MASONRY VENEER
ANCHOR

R
 1

"

04 20 00  - BULLNOSE CMU

32 21 13  - RADON MITIGATION

M15

M16

M16

M15

04 20 00  - BULLNOSE CMU

9"

2' - 0
"

M15

S21

F5

PROVIDE SMOOTH AIRTIGHT
SURFACE ON ALL FACES
INSIDE

R
 1

"

04 20 00  - BULLNOSE CMU

SERVERY

C100

DINING

A151

M16

M16

S1

S1

S1

M36

M15

F2

2' - 11 3/8"

3' - 0 1/4"

2'
 -

 0
 1

/2
"

3'
 -

 6
"

09 21 16  - CORNER BEAD

07 90 05  - SEALANT

1' - 6" 1' - 6 1/4"

PROVIDE SMOOTH AIRTIGHT SURFACE,
ALL FACES INSIDE DISPLACEMENT CHASE

DINING

A151

S11

S11

S11

S11

S11

S21
3' - 4"

2'
 -

 1
0 

3/
4"

NOTE: ALIGN WALL WITH SOFFIT ABOVE

25°

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 21 16  - RUNNER TRACK

09 21 16  - CORNER BEAD

(SEE ELEVATIONS)

08 44 13  - CURTAINWALL FRAMING

07 90 05  - SEALANT & BACKER

BOTH SIDES - TYP
SHIM AS REQUIRED

PROVIDE SMOOTH AIRTIGHT
SURFACE ALL FACES INSIDE
DISPLACEMENT CHASE

S21

MAIN

COMMONS

A120

DINING

A151

M2

M2

M2

S21

5 1/4" 1' - 1 3/8"

R
 1"

R 1"

A-2

A-G

OUTREACH

CONFERENCE

A112

BUSINESS

SALES

KIOSK

A114

AS-RECORD

STUD-SERV

A116

F2

F2

F2

S17 M36

M16

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 21 00  - THERMAL BATT INSUL

12 36 00  - COUNTERTOP

07 90 05  - SEALANT

EQEQ

8 
5/

8"
1'

 -
 6

"

09 21 16  - CORNER BEAD

05 12 00  - STL  COLUMN (S)

1' - 1"

06 10 54  - ISOLATION STRIP

A-H9

Z-A

Z-28
MAIN

AUDITORIUM

A181

LIGHT

LOCK

A180

IT OFFICE

A182

S27

S27

S43

4 1/4" +/-

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

07 84 00  - FIRESTOP 9 
1/

4"
8"

105°

Z-7

Z-J

S27

S43

S26

STORAGE

/ COAT

A187

MAIN

AUDITORIUM

A181

LIGHT

LOCK

A188

4 1/4"
2 

1/
2"

07 84 00  - FIRESTOP

07 81 00  - SPRAY APPLIED
FIREPROOFING

1'
 -

 3
"

105°

A-9

A-A9

MAIN

AUDITORIUM

A181

AUDITORIUM

STAGE /

BACK

STAGE

A183

E
Q

E
Q

8 1/2"

1'
 -

 5
"

F2

F2

F2

09 21 16  - RUNNER TRACK

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - MTL STUDS-2 1/2"

09 21 16  - CORNER BEAD

1 1/2"6 1/2"

A-65Z-28

MAIN

AUDITORIUM

A181

M34

S27

AGORA /

OPEN

STEPPED

AREA

A121A

LIGHT

LOCK

A180

2' - 0"

1'
 -

 0
"

EQ EQ

2 HOUR RATING - PER UL X901

04 20 00  - 4" CMU

PROTECTION SHALL EXTEND TO
FULL HT OF THE COLUMN

Z-23

Z-A
6 1/4"

1'
 -

 1
0 

3/
4"

09 21 16  - CORNER BEAD

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

S27

F9

F9

F9

A-5

A-D

A-51

LIBRARY

RESOURCE

A127

CORRIDOR

A170

M15.S

05 12 00  - STL  COLUMN (S)

6 
1/

2"
5"

07 81 00  - SPRAY APPLIED
FIREPROOFING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - RUNNER TRACK

09 21 16  - MTL STUDS-1 5/8"

09 21 16  - CORNER BEAD

07 90 05  - SEALANT

07 81 23  - INTUMESCENT MASTIC
FIREPROOFING

EQEQ

1' - 1"
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 1 1/2" = 1'-0"A4.33

C7 INTERIOR PLAN DETAIL - AREA A1 - LIBRARY CONFERENCE A 126

 1 1/2" = 1'-0"A4.33

F11 INTERIOR PLAN DETAIL - AREA A2 - CORRIDOR A120

 1" = 1'-0"A4.33

D11 CHASE at CW WING ENTRY - CORRIDOR C120

 1 1/2" = 1'-0"A4.33

H1 INTERIOR PLAN DETAIL - AREA A2 - SERVERY CHASE

 1 1/2" = 1'-0"A4.33

F4 INTERIOR PLAN DETAIL - AREA A2 - CORRIDOR A120
 1 1/2" = 1'-0"A4.33

F8 INTERIOR PLAN DETAIL - AREA A2 - CORRIDOR A120

 1 1/2" = 1'-0"A4.33

J11 INTERIOR PLAN DETAIL - AREA A2 - OUTREACH CONFERENCE A112

 1 1/2" = 1'-0"A4.33

H4 INTERIOR PLAN DETAIL - AREA A3 - MAIN AUDITORIUM
 1 1/2" = 1'-0"A4.33

H7 INTERIOR PLAN DETAIL - AREA A3 - LIGHT LOCK

 1 1/2" = 1'-0"A4.33

J3 STAGE WALL COLUMN IN AUDITORIUM - AREA A3
 1 1/2" = 1'-0"A4.33

J7 INTERIOR PLAN DETAIL - AREA A3 - MAIN AUDITORIUM
 1 1/2" = 1'-0"A4.33

J5 AUDITORIUM LIGHT LOCK

 1 1/2" = 1'-0"A4.33

C4 INTERIOR PLAN DETAIL- AREA A1 - LIBRARY RESOURCE A 127
A4.33

C1 TOP OF GATEWAY WALL

SOFFIT BEYOND

ALIGN

1
/2

"

3/4"

1
/2

"

3/4"

1/2" REVEAL

10' - 0"

NO. DESCRIPTION DATE



2D

C-C

C-11

S27

M17

M19

F9

INCUBATOR

BELOW

OPEN

PROJECT

LAB/

CLASSROOM

C205

10" 1/2" 8"

1 3/4" 8"

M16

07 90 05  - SEALANT

A-D9

F5

F5

F5

S42

S11

DIRECTOR'S

A204

ASSIST

DIRECTOR

A203

ENTRY

BELOW

OPEN

3'
 -

 2
 3

/8
"

5 
1/

8"

2' - 1"

90°

115°

07 21 00  - THERMAL BATT INSUL

09 21 16  - CORNER BEAD

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

S21

DINING

A151

F3

F3

06 10 54  - WD BLOCKING

09 21 16  - EDGE BEAD

08 44 13  - CURTAINWALL FRAMING

EDGE OF SLAB. SEE STRUCTURAL.

05 51 13  - STL MESH GUARD

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.

07 90 05  - SEALANT & BACKER

MAIN

COMMONS
A220

D-E

C-C

M17

F3

F3

INCUBATOR

BELOW

OPEN

PLANNER-OFF.

A232

CAREER

PLANNING

A231

1 3/4" 8"

7 
1/

8"
1'

 -
 1

"

09 21 16  - MTL STUDS-6"

09 21 16  - GYPSUM BD-5/8"

07 90 05  - SEALANT

09 21 16  - MTL STUDS-3 5/8"

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

S17

F9

D-C

D-78

F2

F2

M15.S

S17

BUSINESS_&

MANAGEMENT

2ND_LEVEL

D220

SHARED

AG STOR.

A216 SHARED

CONF.

A218

MAIN

COMMONS

A220

M10
M16

M16

1' - 5 1/4"

EXP.

2"11"7 1/2"

7 
1/

2"
1'

 -
 1

 5
/8

"

11" 2" 5"

AS REQ'D BY MANUF.

1' - 0"

AS REQ'D BY MANUF.

1' - 0"

07 95 13  - EXPANSION JOINT - TYPE 2

07 95 13  - EXPANSION JOINT - TYPE 2

07 90 05  - SEALANT

09 21 16  - MTL STUDS-3 5/8"

07 21 00  - THERMAL BATT INSUL

2"

D-8

A-D9

A-15

ENTRY

BELOW

OPEN

OPEN TO

BELOW

OPEN

ASSIST

DIRECTOR

A203

M36

F5

08 44 13  - CURTAINWALL FRAMING

09 21 16  - MTL STUDS-6"

07 42 13  - END PROFILE

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 2)

09 21 16  - GYPSUM BD-5/8"

06 10 54  - PT PLYWOOD

S42

07 21 00  - THERMAL BATT INSUL

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

08 44 13  - PLASTIC SHIM - FILL
SPACE WITH LOW EXPANSION
FOAM, TYP.
07 90 05  - SEALANT & BACKER

04 20 00  - GFCU TYPE 5
09 30 00  - TILE BACKER BOARD

: 1" THICK

05 40 00  - CFMF 2-1/2" STUD

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED FIREPROOFING

J9

A4.20

SIM
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 1 1/2" = 1'-0"A4.34

C8 INTERIOR PLAN DETAIL - A2 WING - PROJECT LAB C205

 1 1/2" = 1'-0"A4.34

D11 INTERIOR PLAN DETAIL - AREA A1 - LEVEL 2 - MECHANICAL CHASE ROOM A204

 1 1/2" = 1'-0"A4.34

J11 INERIOR PLAN DETAIL - AREA A2 - LEVEL 2 GUARDRAIL at CURTAINWALL

 1 1/2" = 1'-0"A4.34

H11 INTERIOR PLAN DETAIL - A1 WING - CAREER PLANNING

 1 1/2" = 1'-0"A4.34

F11 INTERIOR PLAN DETAIL AREA A2 - EXPANSION JOINT AT WON DOOR

 1 1/2" = 1'-0"A4.34

C4 INTERIOR PLAN DETAIL - AREA A1 - LEVEL 2

NO. DESCRIPTION DATE



M16

S21

M15.S

SCIENCE&

TECHNOLOGY-

2ND_LEVEL

C220

DINING

A151

DINING

A151

07 90 05  - SEALANT

09 84 00  - ACOUSTIC WALL PANEL

06 10 54  - ISOLATION STRIP
1/2"

1
"

A
LI

G
N

M36

F9

F9

F9
S17

M15.S

SCIENCE&

TECHNOLOGY-

2ND_LEVEL

C220

CLASSROOM

C206

CAD LAB

C202

5' - 4 7/8"

3'
 -

 7
 5

/8
"

07 90 05  - SEALANT

07 90 05  - SEALANT

07 21 00  - ACOUSTIC BATT INSUL

09 21 16  - MTL STUDS-3 5/8"
07 21 00  - ACOUSTIC BATT INSUL

09 21 16  - GYPSUM BD-5/8" (2)  LAYERS

(2)  LAYERS

09 21 16  - CORNER BEAD

06 10 54  - ISOLATION STRIP

06 10 54  - ISOLATION STRIP 09 21 16  - GYPSUM BD-5/8" (2)  LAYERS

07 21 00  - ACOUSTIC BATT INSUL

M36

PRINT

AREA

C202A

DINING

BELOW

OPEN

3' - 7"

2'
 -

 3
 1

/2
"

1'
 -

 1
0 

1/
2"

M15

M15

M15

A-H1

A-G

B-1

A-G1

M17 M17

S13

S13

S11
S11

M15

M15

M17

M15

CHASE

EXTRA

DINING

A151 DINING

A151

STAIR H

A155

CAN

WASH

A152

DINING

A151

DINING

CHAIR

STOR.

A154

MAIN

COMMONS

A120

6' - 6" 1' - 2"

1'
 -

 4
"

2'
 -

 2
"

2' - 11"

2'
 -

 6
"

09 21 16  - CORNER BEAD

07 90 05  - SEALANT

07 90 05  - SEALANT

09 21 16  - CORNER BEAD

06 10 54  - ISOLATION STRIP

07 90 05  - SEALANT 07 90 05  - SEALANT

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

10 44 00  - F EXT CAB

M15

06 10 54  - ISOLATION STRIP

DISPLACEMENT DIFUSER
SEE MECH. DWGS. FOR SIZE

DISPLACEMENT DIFUSER
SEE MECH. DWGS. FOR SIZE

06 10 54  - ISOLATION
STRIP

06 10 54  - ISOLATION
STRIP

PROVIDE SMOOTH AIRTIGHT
SURFACE ON ALL FACES INSIDE
DISPLACEMENT CHASE

PROVIDE SMOOTH AIRTIGHT
SURFACE ON ALL FACES INSIDE
DISPLACEMENT CHASE

F3 F3

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

2' - 0" 9"1' - 0" 9"2' - 0"

07 90 05  - SEALANT
06 10 54  - ISOLATION STRIP

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

C-E

F9

F9

F9
S17

CLASSROOM

C206

CAD LAB

C202

4' - 2 1/8"

3'
 -

 7
 5

/8
"

4' - 8 5/8"

09 21 16  - CORNER BEAD

09 21 16  - GYPSUM BD-5/8"

07 21 00  - THERMAL BATT INSUL

09 21 16  - GYPSUM BD-5/8"

(2) LAYERS

(2) LAYERS

05 12 00  - STL  COLUMN (S)

C-E1

07 81 00  - SPRAY APPLIED
FIREPROOFING

F3

F3

6 1/2"

EWA-2A

04 20 00  - MASONRY
VENEER ANCHOR

05 12 00  - STL  BRACING (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

A-E4

OPEN TO

BELOW

OPEN

MAIN

COMMONS

A220

6 
1/

8"

S21

08 44 13  - CURTAINWALL FRAMING

09 21 16  - CORNER BEAD

07 90 05  - SEALANT & BACKER

09 72 00  - TACKABLE WALL PANEL (TWP-3)

05 50 00  - CLOSURE ANGLE

A-9

S30

F4

F4

MAIN

AUDITORIUM

A181

10 26 01  - CORNER GUARD

10 26 01  - CORNER GUARD
105°

2' - 5"

8' - 2 1/2"

06 20 00  - PLAM FACED PANEL

06 20 00  - INTERLOCKING WALL
CLEATS

10
5°

06 10 54  - WD BLOCKING

F4
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 1 1/2" = 1'-0"A4.35

C1 INTERIOR PLAN DETAIL - AREA A2 - LEVEL 2 - STEM ENTRANCE

 1 1/2" = 1'-0"A4.35

F4 INTERIOR PLAN DETAIL - AREA A2 - LEVEL 2 - C206
 1 1/2" = 1'-0"A4.35

F1 INTERIOR PLAN DETAIL - AREA A2 - LEVEL 2 - ROOM C202A

 1 1/2" = 1'-0"A4.35

J6 INTERIOR PLAN DETAIL - AERA A2 - LEVEL 1 - A151
 1 1/2" = 1'-0"A4.35

J1 INTERIOR PLAN DETAILS - AREA A2 - LEVEL 2 - C206

 1 1/2" = 1'-0"A4.35

F8 INTERIOR PLAN DETAIL - CURTAIN WALL TO GYP

 1 1/2" = 1'-0"A4.35

D8 INTERIOR PLAN DETAIL - AREA A3 AUDITORIUM

NO. DESCRIPTION DATE



A-G

POTTERY

B147

CHASE

EXTRA

KILN &

STOR.

B149

STAIR B

B150

S43

S43

M16

M17

M17

9' - 4 1/2"

07 84 00  - FIRESTOP

A-H9

A-E

B-7

M16

M15.S

S12

F3

F3

M22 M22

CHASE

EXTRA

ACOUSTIC

LIGHT

LOCK

B122A

GREEN

ROOM

B128

CIRC.

B122

BAND

STORAGE

B142A

AUDITORIUM

STAGE /

BACK

STAGE

A183

BAND

STORAGE

B142A

8"4' - 0"1' - 2"6' - 4"6"

12
' -

 1
1"

1'
 -

 0
"

09 21 16  - CORNER BEAD

05 12 00  - STL  COLUMN (S)

05 12 00  - STL  BRACING (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

M15.S

12
' -

 0
"

4' - 0"1' - 2"6' - 4"6"

07 81 00  - SPRAY APPLIED
FIREPROOFING

07 90 05  - SEALANT

A-8

M16

S17

S18

F3

M16

MAIN

COMMONS

A220

TOILET

B213

AUTISM

COMMON

SPACE

B210

3'
 -

 1
0"

1' - 0"

04 20 00  - BULLNOSE CMU

07 84 00  - FIRESTOP

06 10 54  - ISOLATION STRIP

07 84 00  - FIRESTOP07 84 00  - FIRESTOP

1' - 6 1/4"

2' - 6 1/4"

A-H9

A-10

S11.S

S18

S12

F5

S11

S11

S12

BUILDING

STORAGE
A228

ELEC
B228A

MECH

CHASE

EXTRA

10"4' - 7 5/8"

5"

4'
 -

 4
 1

/4
"

M15.S

F9F9

F9S17

CLASSROOM

B246

6"

9 5/8"

07 90 05  - SEALANT

06 10 54  - ISOLATION STRIP

09 21 16  - CORNER BEAD
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 1 1/2" = 1'-0"A4.36

F1 AREA B - LEVEL 1 - ROOM B249 CHASE

 1/2" = 1'-0"A4.36

J1 AREA B - LEVEL 1 CHASE
 1 1/2" = 1'-0"A4.36

J8 AREA B - LEVEL 2 - AUTISM SUITE ENTRANCE

 1 1/2" = 1'-0"A4.36

F11 AREA B - LEVEL 2 BUILDING STORAGE A228

 1 1/2" = 1'-0"A4.36

J11 AREA B - LEVEL 2

NO. DESCRIPTION DATE



C-10

C-D

C-10.1

OFFICE

C108

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120

CORRIDOR

C104

M2

M2

M2

M2

M15.S

M15

3'
 -

 1
 1

/4
"

9"

07 95 13  - EXPANSION JOINT - TYPE 207 95 13  - EXPANSION JOINT - TYPE 2

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

04 20 00  - BULLNOSE CMU

R
 1

"

R
 1

"

C-10

C-C

C-10.1

M15.S M15.S

M2

M2M2

M15

CORRIDOR

C111

OFFICE

C107

PRE-ENG
ROBOTICS

C105

4 
7/

8"

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

EQ EQ

1' - 6"

R
 1

"R
 1

"

R
 1"

07 95 13  - EXPANSION JOINT - TYPE 2

04 20 00  - COLUMN ANCHOR

05 12 00  - STL  COLUMN (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - COLUMN ANCHOR

04 20 00  - COLUMN ANCHOR

04 20 00  - COLUMN ANCHOR

10 1/2"

C-8

C-D

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120

M15.S
M2

M2

M2

E
Q

E
Q

9"

1'
 -

 6
"

05 12 00  - STL  COLUMN (S)
07 81 00  - SPRAY APPLIED
FIREPROOFING

04 20 00  - BULLNOSE CMU

R
 1

"

R
 1

"

R
 1

"

04 20 00  - CMU SOAP

7 1/2"

04 20 00  - COLUMN ANCHOR

C-8

C-CINSTRUCTION

C117A

INSTRUCTION

C113A

M2

M2M2

M25

EQ EQ

9"

1' - 6"
04 20 00  - BULLNOSE CMU

07 81 00  - SPRAY APPLIED
FIREPROOFING

05 12 00  - STL  COLUMN (S)

R
 1

"

R
 1

"

04 20 00  - 4" CMU

04 20 00  - COLUMN ANCHOR04 20 00  - COLUMN ANCHOR

S27

S13 S13

S14

OPEN TO
BELOW

OPEN

OFFICE (5)

C225

ELEC

C223A

1' - 3"
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B4 ADMINISTRATIVE TOILET

 1/4" = 1'-0"A5.10

J5 WOMEN B126 (MEN B124 SIM)

 1/4" = 1'-0"A5.10

B1 LEVEL 1 - AREA A1 - ADMINISTRATIVE TOILET

 1/4" = 1'-0"A5.10

E5 LEVEL 1 - AREA A1 - STAFF TOILETS and ECE TOILETS

 1/4" = 1'-0"A5.10

G1 LEVEL 1 - AREA A1 - TOILET ROOMS
 1/4" = 1'-0"A5.10

G5 LEVEL 1 - AREA A2 - KITCHEN TOILET

 1/4" = 1'-0"A5.10

D9 LEVEL 1 - AREA A2 - NURSE TOILET

 1/4" = 1'-0"A5.10

G9 LEVEL 1 - AREA A2 - NURSE TOILET

 1/4" = 1'-0"A5.10

J1 LEVEL 1 - AREA B - TOILET ROOMS

 1/4" = 1'-0"A5.10

I5 LEVEL 1 - AREA B - STAFF TOILETS

 1/4" = 1'-0"A5.10

J9 LEVEL 1 - AREA D - TOILETS

 1/4" = 1'-0"A5.10

D12 LEVEL 1 - AREA C1 - STAFF TOILETS

 1/4" = 1'-0"A5.10

H12 LEVEL 1 - AREA C1 - TOILETS

 1/4" = 1'-0"A5.10

B6 TOILET (TYPICAL)

 1/4" = 1'-0"A5.10

H9 ROLL IN SHOWER ELEVATION
 1/4" = 1'-0"A5.10

H10 ROLL IN SHOWER ELEVATION
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 1/4" = 1'-0"A5.20

D1 LEVEL 1 -AREA F1 - WOMEN'S LOCKER ROOM

 1/4" = 1'-0"A5.20

H1
LEVEL 1 -AREA F1 - MEN'S LOCKER ROOM (SEE D1/A5.24 FOR SIMILAR DIMENSIONS AND
ACCESSORIES)
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 1/4" = 1'-0"A5.30

E1 LEVEL 2 - STAIR A PLAN

 1/4" = 1'-0"A5.30

C5 LEVEL 2 - STAIR B PLAN

 1/4" = 1'-0"A5.30

I1 LEVEL 1 - STAIR A PLAN

 1/4" = 1'-0"A5.30

G5 BASEMENT - STAIR B PLAN

 1/4" = 1'-0"A5.30

E5 LEVEL 1 - STAIR B PLAN

 1/4" = 1'-0"A5.30

F10 STAIR B SECTION

 1 1/2" = 1'-0"A5.30

J5 STAIR SECTION DETAIL at GUARDRAIL (CHANNEL)
 1 1/2" = 1'-0"A5.30

J7 STAIR SECTION DETAIL at GUARDRAIL & HANDRAIL (CHANNEL STRINGER)

 1 1/2" = 1'-0"A5.30

H10 DETAIL at BARRIER HANDRAIL (CONCRETE)

 1 1/2" = 1'-0"A5.30

J3 DETAIL at PARTITION ALONG STRINGER
 1 1/2" = 1'-0"A5.30

J10 STAIR SECTION DETAIL at BOTTOM of STAIR

 1 1/2" = 1'-0"A5.30

H12 STAIR SECTION DETAIL at BOTTOM of STAIR LANDING

 1 1/2" = 1'-0"A5.30

J12 STAIR SECTION DETAIL at TOP of STAIR LANDING
 1 1/2" = 1'-0"A5.30

J1 DETAIL at HANDRAIL METAL (CMU MOUNTED)
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C4 LEVEL 2 - COMMONS STAIR - Callout 1

NO. DESCRIPTION DATE

1 Revision 1 Date 1
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 1/4" = 1'-0"A5.36

J11 AUDITORIUM STAIRS
 3/8" = 1'-0"A5.36

J7 AUDITORIUM STAIR SECTION

 1 1/2" = 1'-0"A5.36

E9 DETAIL at GUARDRAIL & HANDRAIL (CATWALK)

 1 1/2" = 1'-0"A5.36

B7 DETAIL 26" GUARD at FLOOR
 1 1/2" = 1'-0"A5.36

B9 DETAIL 26" GUARD at PARTITION
 1/4" = 1'-0"A5.36

B11 SPIRAL STAIR AT CATWALK

 1/4" = 1'-0"A5.36

F11 SECTION THROUGHSIRAL STAIR

 3/8" = 1'-0"A5.36

B1 AUDITORIUM STAGE STAIR SECTION
 1 1/2" = 1'-0"A5.36

B4 CONCRETE STAIR DETAIL AT STAGE

 3/8" = 1'-0"A5.36

J1 AUDITORIUM SEATING STAIR SECTION

 1 1/2" = 1'-0"A5.36

H7 Section 107 - Callout 1

 1/4" = 1'-0"A5.36

E4 AUDITORIUM STAGE STAIRS
 1 1/2" = 1'-0"A5.36

E1 PROSCENIUM FRONT DETAIL

NO. DESCRIPTION DATE
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 1/4" = 1'-0"A5.40
E12 ELEVATOR 2- LEVEL 1

 1/4" = 1'-0"A5.40
B12 ELEVATOR 2 LEVEL 2

 1/4" = 1'-0"A5.40
J12 ELEVATOR 2 SECTION

 1/4" = 1'-0"A5.40
E8 LEVEL 1 - ELEVATOR 1

 1/4" = 1'-0"A5.40
J8 ELEVATOR 1 SECTION

 1/4" = 1'-0"A5.40
C8 LEVEL 2 - ELEVATOR 1

 1 1/2" = 1'-0"A5.40
E5 ELEVATOR HEAD DETAIL

 1 1/2" = 1'-0"A5.40
C5 ELEVATOR SILL DETAIL

 1 1/2" = 1'-0"A5.40
I5 ELEVATOR PIT DETAIL

 1/4" = 1'-0"A5.40
B1 TRAINING STAIR - FIRST FLOOR

 1/4" = 1'-0"A5.40
J3 FIRE SCIENCE BALCONY

 1/4" = 1'-0"A5.40
D1 TRAINING STAIR - SECOND FLOOR

NO. DESCRIPTION DATE

 1 1/2" = 1'-0"A5.40
H1 Detail 7



F

A-F

B11

A-E

09 84 00  - ACOUSTIC WALL PANEL

AWP-4 ON 2 WALLS,
4' X 8' PANELS AT 8" AFF

09 84 00  - ACOUSTIC WALL PANEL

PLAM TOP ON OWNER FURNISHED
INSTRUMENT LOCKERS
COORDINATE FINAL SIZE WITH
LOCKERS

6' - 0" MIN CLR5' - 0"3'-0" MIN CLR5' - 0"6' - 0" MIN CLR

12
' -

 0
"

5'
 M

IN
 C

L R

5'
 -

 1
 3

/4
"

BAND

B142

PRACT. 3

B140B

PRACT. 2

B140C

PRACT. 1

B140D

MUSIC
OFFICE

B144A

CHORUS

B144

MIDI LAB

B146

PRACT. 4

B140E

MUSIC
CIRC.

B140

LARGE
PRACTICE

B140A

ARTS &
COMMUNICATIONS-

1ST_LEVEL

B120

0000

1'
 -

 2
"

9'
 -

 5
"

7'
 -

 4
 1

/2
"

09 84 00  - ACOUSTIC
WALL PANEL

AWP-4 ON 2 WALLS,
4' X 8' PANELS AT 8" AFF
TYP ALL PRACTICE ROOMS

09 84 00  - ACOUSTIC
WALL PANEL

09 84 00  - ACOUSTIC
WALL PANEL

09 84 00  - ACOUSTIC
WALL PANEL
09 84 00  - ACOUSTIC
WALL PANEL
09 84 00  - ACOUSTIC
WALL PANEL

09 84 00  - ACOUSTIC
WALL PANEL

C
LE

A
R

4'
 -

 0
"

CLEAR

3' - 9"
COORDINATE OPENING WITH OWNER
FURNISHED SHEET MUSIC STORAGE
SYSTEM.

AWP-4 ON 2 WALLS,
4' X 8' PANELS
AT 8" AFF
TYP ALL PRACTICE
ROOMS

S26.SM24

S26

S26.S

S26 S26

S26

S26

S26

S26

S26

S26.S

M15.SM15.S

S11

B140A

B142

B142B

B140B B140C B140D B144

B146

B140E

A4.30

C4

SIM

A4.30

C4

SIM

J1
A4.16

__________

CT

CT

5'
 -

 2
 1

/2
"

4'
 -

 0
 1

/4
"

6' - 0 1/2"6' - 2"

B-99

7' - 2" 3' - 11"

18' - 5 1/2" 7' - 7"

1'
 -

 2
"

1'
 -

 3
"

9'
 -

 4
 1

/2
"

9 1/4"6 1/8"

A4.30

J3

A
LI

G
N

1/4"

3
/4

"

1/4"

3
/4

"

A
LI

G
N

1/4"

1
 1

/2
"

1/4"

1
 1

/2
"

A4.30

J3

C-C

C-7

D-B9

VEST.

C125A

CHANGING

C125C

CHANGING

C125B

DISPLAY

C119A

OFFICE

C119

SHARED
COMPRESSOR

C125D

STORAGE

C127B

SCIENCE&
TECHNOLOGY-

1ST_LEVEL

C120

BUILDING
TRADES

C127

C125C

C125B

C127C

C119

C119A

M15

S21

S21

S21

S21

M21 F2

M24.S

24

M15

S11

S11

M19

5'
 -

 8
"

2'
 -

 6
"

5' - 6" 6' - 2 3/4" 5' - 4 1/4" 4' - 3 3/4"

6'
 -

 5
 1

/2
"

1'
 -

 9
 1

/4
"

9'
 -

 1
"

1' - 5"3' - 0" 2' - 0"

STRUCT
BRACE
HIGH

1'
 -

 0
"

2'
 -

 0
"

3'
 -

 4
"

F2

F2

6'
 -

 4
"

1'
 -

 4
"

5'
 -

 0
"

1' - 4"3' - 4"

D-5.8

6"10' - 4 1/8"3' - 0"

11
"

3'
 -

 4
"

1'
 -

 5
"

2'
 -

 6
 5

/8
"

2'
 -

 6
 5

/8
"

8'
 -

 2
 5

/8
"

8'
 -

 2
 1

/4
"

M15

M15

M15

M15M15

M15 M19

LOCKER

D127

LOCKER

D129

D127

D129

CULINARY
ARTS

D123A

3'
 -

 4
"

3"

F-D

F-73

8' - 4" 8' - 4" 7' - 4"

4'
 -

 4
 1

/4
"

6"

F122C F126

M15
M15.S

M15.S

M20.SM15.S

M20.S

CORRIDOR

F128

WRESTLING/
MULTI-PURPOSE

F126

PRACTICE
GYMNASIUM

F122

8"6' - 4" 6' - 4"8"

M15.S

D-C

D-4D-38

6 1/2" 3' - 5" 1' - 6"

7'
 -

 3
 5

/8
"

5'
 -

 3
 5

/8
"

5'
 -

 4
"

1'
 -

 2
"

1' - 6"1' - 8"

F5

F3
F3

F5

M15.S

F9

TC8424

S26
EARTH

SCIENCE
CLASSROOM

D237

BIO
SCIENCE

LAB

D233

D-65

9' - 8 1/4"11 3/4"

4'
 -

 9
 1

/2
"

M15

M15

M15

M15.S

C-B D-B9H7
A5.41

__________

3
' -

 4
"

5
' -

 6
"

5' - 8" TYP.5' - 8"

6' - 4 1/2" +/- 5' - 8" 5' - 8" TYP.

3 
1/

2"

3 1/2"

06 10 54  - 2X WD FRAMING

09 21 16  - MTL STUDS-3 5/8"

06 10 54  - 2X WD FRAMING

09 21 16  - MTL STUDS-3 5/8" 09 21 16  - MTL STUDS-3 5/8"09 21 16  - MTL STUDS-3 5/8"

ALL WALLS U.N.O.

16
" 

T
Y

P
.

4X4 WOOD POST

SIMILAR LAYOUT ON UPPER LEVEL

LEVEL 1
0"
LEVEL 1
0"
SITE
0"
LEVEL 1
0' - 0"

LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

LEVEL 2
15' - 4"

LOW ROOF
24' - 0"

LEVEL 2
15' - 4"

7'
 -

 1
0"

42
"

7'
 -

 1
0"

4
12

4"
 M

A
X

06 10 54  - 2X WD FRAMING
2X10

2X4

2X8

DOUBLE 2X4

06 10 54  - 2X WD FRAMING

06 10 54  - 2X WD FRAMING

06 10 54  - 2X WD FRAMING

2X6
06 10 54  - 2X WD FRAMING

2X4
06 10 54  - 2X WD FRAMING

2X8
06 10 54  - 2X WD FRAMING

06 10 54  - PLYWOOD - 3/4"

06 10 54  - PLYWOOD - 3/4"

06 10 54  - 2X WD FRAMING

09 21 16  - MTL STUDS-3 5/8"
(EVERY OTHER WALL)

(EVERY OTHER WALL)

06 10 54  - 2X WD FRAMING

09 21 16  - MTL STUDS-3 5/8"
(EVERY OTHER WALL)

(EVERY OTHER WALL)

06 10 54  - 2X WD FRAMING
2X10

10 14 24  - PLASTIC SIGNAGE

(TYP NUMBER AT EACH SPACE)

10 14 24  - PLASTIC SIGNAGE

(TYP NUMBER AT EACH SPACE)
DOUBLE 2X4

06 10 54  - 2X WD FRAMING

2X10

06 10 54  - 2X WD FRAMING
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 1/4" = 1'-0"A5.41

E1 ENLARGED PLAN AT PRACTICE ROOMS

 1/4" = 1'-0"A5.41

C10 LEVEL 1 - AREA C1 - BUILDING TRADES ENLARGED PLAN
 1/4" = 1'-0"A5.41

C7 LEVEL 1 - AREA D - CULINARY ARTS LOCKERS ENLARGED PLAN

 1/4" = 1'-0"A5.41

E7 LEVEL 1 - AREA F2 - GYM ENTRY ENLARGED PLAN

 1/4" = 1'-0"A5.41

H5 LEVEL 2 - AREA D - EARTH SCIENCE ENLARGED PLAN

 1/4" = 1'-0"A5.41

E12 LEVEL 2 - D WING CHASE ENLARGED PLAN

 1/4" = 1'-0"A5.41

J9 LEVEL 1 - AREA C1 - RESIDENTIAL WIRING SPACE

A5.41

H10 INT - RESIDENTIAL WIRING SPACES
 1/4" = 1'-0"A5.41

H7 SECTION @ RESIDENTIAL WIRING SPACE

NO. DESCRIPTION DATE

(SECOND FLOOR SIMILAR)



LEVEL 1
0"

LEVEL 2
15' - 4"

A-81A-65 B-2B-1 B-3

A5.34

J1

G1

A5.35

G6

A5.35

F1

A4.20

ELEC

A193

05 51 13  - STL MESH GUARD

G6

A5.33

SIM

ELECTRIC PANELBOARDS
- SEE ELEC.

05 51 13  - STL MESH GUARD

15
' -

 4
"

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

A-8

A-8

A-F A-F

J5
A5.34

__________

E1
A4.12

__________

A-81

A-81

A-65

A-65

B-2

B-2

B-1

B-1

B-3

B-3

J1
A4.12

__________

G1

A5.35

G6

A5.35

A-D8

ELEC

A193

BUILDING

STORAGE

A192

AGORA /

OPEN

STEPPED

AREA

A121A

MAIN

COMMONS

A120

A-5

A-5

A-8

A-8

A-F A-F

J5
A5.34

__________

C6
A5.35

__________

E9
A4.12

__________

J12
A4.12

__________

M34

A-65

A-65

B-2

B-2

B-1

B-1A-51

A-51

3 TREADS @ 3' EA.

9' - 0"

LANDING

8' - 0"

5 TREADS @ 3' EA.

15' - 0"

G1

A5.35

F1

A4.20

11 TREADS @ 1' EA.

11' - 0"

LANDING

6' - 0"

17 TREADS @ 1' EA.

17' - 0"

A5.35

J1

G4

A5.33

A-D8

6'
 -

 2
"

05 51 13  - GUARDRAIL

03 30 00  - CONC  STAIR

06 10 54  - FR PLYWOOD - 3/4"

09 64 29  - WD STRIP FLOORING

SOLID WD. PROFILE NOSING

1'
 -

 4
 5

/8
"

5 
1/

2"
5 

1/
2"

5 
1/

2"
5 

1/
2"

S42

S42

1' - 0"

06 10 54  - FR WD BLOCKING

07 25 00  - VAPOR RETARDER

1' - 0" 1' - 0"

3' - 0"

07 81 00  - SPRAY APPLIED FIREPROOFING

03 30 00  - CONC  SLAB-ON-DECK (S)

1'
 -

 4
 5

/8
"

1'
 -

 4
 5

/8
"

3' - 0"

09 64 29  - WD STRIP FLOORING

06 10 54  - FR PLYWOOD - 3/4"

03 30 00  - CONC  SLAB-ON-DECK (S)

09 64 29  - WD STRIP FLOORING

06 10 54  - FR PLYWOOD - 3/4"

7/
8"

7/
8"

05 50 00  - STL  PLATE

05 12 00  - STL  BEAM (S)

05 31 00  - METAL FLOOR DECK (S)

06 10 54  - FR WD BLOCKING

06 10 54  - FR WD BLOCKING

07 81 00  - SPRAY APPLIED FIREPROOFING
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 1/4" = 1'-0"A5.34

J5 AGORA STAIR SECTION - STAIR RUN

 1/4" = 1'-0"A5.34

C1 LEVEL 1 - AGORA STAIR

 1/4" = 1'-0"A5.34

G1 LEVEL 2 - AGORA STAIR

 1 1/2" = 1'-0"A5.34

J1 TYP. MONOLITHIC RISER WITH WALKING STAIRS at AGORA

 1 1/2" = 1'-0"A5.34

C12 TYPICAL MONOLITHIC RISER DETAIL

NO. DESCRIPTION DATE



LEVEL 1
0"

LEVEL 2
15' - 4"

E9
A4.12

__________

A-81B-15 A-65 B-2B-1 B-3

A5.34

C12

E
Q

E
Q

E
Q

E
Q

E
Q

E
Q

E
Q

E
Q

E
Q

E
Q

05 12 00  - STL  BEAM (S)

07 81 00  - SPRAY APPLIED
FIREPROOFING

13
' -

 1
0"

03 30 00  - CONC
SLAB-ON-DECK (S)

M16

S42

03 30 00  - CONC
SLAB-ON-GRADE

A5.35

G6

SIM

LEVEL 1
0"

1' - 0" 1' - 0"

E
Q

.
E

Q
.

E
Q

.

1'
 -

 6
"

1'
 -

 3
 3

/4
"

1'
 -

 4
 5

/8
"

1'
 -

 4
 5

/8
"

E
Q

.
E

Q
.

E
Q

.
E

Q
.

E
Q

.
E

Q
.

09 64 29  - WD STRIP FLOORING

09 64 29  - WD STRIP FLOORING

06 10 54  - FR WD BLOCKING

03 30 00  - UNDERSLAB VAPOR RETARDER

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

06 10 54  - FR PLYWOOD - 3/4"

09 64 29  - WD STRIP FLOORING

G1

A5.35

SIM

A-F1

03 30 00  - CONC  SLAB-ON-GRADE

09 64 29  - WOOD NOSING

09 64 29  - WOOD NOSING

06 10 54  - FR PLYWOOD

05 51 13  - STL POST 1"X2"

05 51 13  - STL RAIL 1"X2"

05 51 00  - STL MESH

05 51 13  - WD GUARDRAIL CAP

05 51 13  - WD HANDRAIL

3'
 -

 6
"

2'
 -

 1
0"

4 
1/

4"
1"

2'
 -

 6
"

1"
2 

3/
4"

7 
1/

4"

2"
2 1/8"

2"

3 1/2"

04 20 00  - 6" CMU

07 90 05  - SEALANT

06 10 54  - FR PLYWOOD - 3/4"

03 30 00  - CONC  SLAB-ON-DECK (S)

06 10 54  - FR PLYWOOD - 3/4"

09 64 29  - WD STRIP FLOORING

05 51 13  - WD GUARDRAIL CAP

05 12 00  - STL  BEAM (S)

CONTRASTING COLOR WOOD

05 51 13  - STL RAIL 1"X2"

05 51 00  - STL MESH

1"

1/4"x1"

05 51 13  - GUARDRAIL

1/4"X1"

05 51 13  - GUARDRAIL 1 1/2"X2"

05 50 00  - STL  PLATE

05 51 13  - STL PLATE

06 10 54  - FR WD BLOCKING

UPRIGHT BASE PLATE

05 51 13  - STL POST 1"X2"

05 51 13  - STL PLATE

05 51 13  - WD HANDRAIL

SUPPORT

M36

F
A

C
E

 O
F

 C
M

U
 T

O
 F

IN
IS

H
 F

A
C

E
 W

A
LL

 P
A

N
E

L

1'
 -

 0
"

M34

09 21 16  - MTL STUDS-3 5/8"

06 10 54  - FR PLYWOOD - 3/4"

09 21 16  - GYPSUM BD-5/8"
09 54 23  - METAL PANEL RAIL SYSTEM
09 54 23  - METAL WALL PANELS

REVEAL
1/2"

16' - 0"

06 20 00  - HARDWOOD-STAINED
( 3/4" X 1"  WOOD BASE AT STEPPED FLOOR
TO MATCH FLOORING)

PAINT VISIBLE GWB BLACK IN REVEAL

R
E

V
E

A
L

1/
2"

PAINT VISIBLE
GWB BLACK IN
REVEAL

TO FINISH FACE OF WALL PANEL

09 54 23  - METAL PANEL CEILING

09 54 23  - METAL PANEL CEILING SUSPENSION SYSTEM

09 54 23  - METAL PANEL RAIL SYSTEM

09 51 00  - HANGER WIRE
09 54 23  - CEILING PANEL PERIMETER TRIM
(BEYOND)

R
E

V
E

A
L

1/
2"

09 54 23  - METAL WALL PANELS

09 21 16  - GYPSUM BD-5/8"

06 10 54  - FR PLYWOOD - 3/4"

09 21 16  - MTL STUDS-3 5/8"

04 20 00  - 8" CMU

SEE FLOOR PLANS
FOR PARTITION
TYPE

SEE RCP

1' - 0"
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 1/4" = 1'-0"A5.35

C6 AGORA STAIR SECTION - MONOLITHIC STAIRS

 1 1/2" = 1'-0"A5.35

G6 AGORA STAIR BASE SECTION DETAIL
 1 1/2" = 1'-0"A5.35

G1 AGORA RAILING and STAIR EDGE DETAIL

 3" = 1'-0"A5.35

J1 INTERIOR PLAN DETAIL - AGORA WALL SYSTEM
 1 1/2" = 1'-0"A5.35

J8 AGORA WALL TO CEILING TRANSITION

NO. DESCRIPTION DATE

1 Revision 1 Date 1



09 65 00  - RESILIENT BASE

P-13 ALL SIDES OF SOFFIT

P-12

P-14

AWP-1 AWP-1 AWP-1 AWP-1 AWP-1 AWP-1 AWP-1 AWP-1

AWP-1 AWP-1 AWP-1 AWP-1

09 84 00  - ACOUSTIC WALL PANEL

J7

A7.01

Sim

22
' -

 6
"

TYP

1' - 1"

A
LI

G
N

HOLD

1' - 1"

J6

A4.24

BT362728FP36 BT362728 BT362728 FP36

P-4

ALIGN

09 65 00  - RESILIENT BASE
(RB-3)

T
Y

P

4'
 -

 8
"

TYP

4' - 0"

10 26 01  - WALL PROTECTION
PANEL (WPP-2)

P-4

DISPLACEMENT DIFFUSER
SEE MECH DWGS FOR SIZE

DISPLACEMENT DIFFUSER
SEE MECH DWGS FOR SIZE

P-14

BT362728 BT362728

3"

2' - 7 1/2"2' - 7 1/2"

15
' -

 8
" 

V
IF

P-12
UP TO SOFFIT

P-13 ALL SIDES OF GYP SOFFIT

P-13

J7

A0.31

2'x6' TRANSFER GRILL
TO BE PAINTED P-12

08 33 00  - COILING FIRE DOOR

07 95 13  - EXPANSION
JOINT - TYPE 2

04 20 00  - GFCU TYPE 5

SEE WALL TYPE FOR THICKNESS

04 20 00  - 8" CMU

PAINTEDP-12
UP TO SOFFIT

LV4

DISPLACEMENT
DIFFUSER  - SEE MECH
DWGS FOR SIZE

DISPLACEMENT
DIFFUSER  - SEE MECH
DWGS FOR SIZE

04 20 00  - GFCU TYPE 5, SOAP

SEE DETAILS

09 65 00  - RESILIENT BASE

P-13

P-13

P-12

35-1

DISPLACEMENT DIFFUSER - SEE MECH DWGS FOR SIZE

Z-1Z-3Z-5

09 65 00  - RESILIENT BASE

G1

A5.35

G6

A5.35

F1

A4.20

09 64 29  - WD STRIP
FLOORING 09 64 29  - WOOD

NOSING(CONTRASTING STAIN TO MATCH PLAM-2)

06 20 00  -
HARDWOOD-STAINED
(CONTRASTING STAIN TO MATCH PLAM-2)

(RB-1)

62

AWP-1 AWP-1AWP-1AWP-1AWP-1AWP-1 AWP-1

TYP

4' - 0"

T
Y

P

4'
 -

 8
"

TYP

10"

P-14

AWP-1 AWP-1AWP-1AWP-1AWP-1AWP-1 AWP-1

09 84 00  - ACOUSTIC WALL PANEL

WITH QTB

WWP-2 ON ALL 3 SIDES

SP-12 SP-12

ACCENT WALL STRIPE TO BE PAINTED P-4

OFCI

30-1

10 26 01  - WALL PROTECTION TRIM

ALIGN WPP-2 SEAM
WITH SOFFIT

10 26 01  - WALL PROTECTION TRIM
(ALUMINUM TRIM)

(ALUMINUM TRIM, TYP)

09 30 00  - QUARRY BASE

WITH QTB

WWP-2 ON ALL 3 SIDES

ACCENT WALL STRIPE TO BE PAINTED SP-4

2' - 11 1/2"

8'
 -

 1
 1

/4
"

4' - 0"

11
' -

 4
"

OFCI

SP-12 SP-12
SP-12

ALIGN WPP-2 SEAM
WITH SOFFIT

10 26 01  - WALL PROTECTION TRIM10 26 01  - WALL PROTECTION TRIM
(ALUMINUM, TYP)

09 30 00  - QUARRY BASE

30-1

A-5

09 65 00  - RESILIENT BASE (RB-2)

(AWP-1) (AWP-1) (AWP-1) (AWP-1) (AWP-1) (AWP-1)

(AWP-1) (AWP-1) (AWP-1) (AWP-1) (AWP-1) (AWP-1)

16
' -

 0
"

M
IN8"

8"
4'

 -
 8

"

4' - 0"TYP

10"

P-14

OFCI

30-4

D10

A3.63

J4

A0.31

08 33 00  - COILING COUNTER DOOR

35-1

GLAZING WALL NOT IN
TRUE ELEVATION

04 20 00  - 8" GROUND
FACE CMU

PATERNED LAYOUT

STAINLESS STEEL DOOR
SURROUND BY
FOODSERVICE
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 1/4" = 1'-0"A6.00

D1 INTERIOR ELEVATION - CAFETERIA - NORTHEAST

 1/4" = 1'-0"A6.00

G1 INTERIOR ELEVATION - CAFETERIA - NORTHWEST
 1/4" = 1'-0"A6.00

G10 CAFTERIA ENTRY DOORS

 1/4" = 1'-0"A6.00

J1 AGORA

 1/4" = 1'-0"A6.00

B11 SERVERY C100

 1/4" = 1'-0"A6.00

D11 SERVERY C100

 1/4" = 1'-0"A6.00

J11 cafeteria south

 1/4" = 1'-0"A6.00

D8 CAFETERIA

NO. DESCRIPTION DATE



06 20 00  - PLAM FACED PANEL

PLP-2 WOODGRAIN DIRECTION, TYP FOR
ALL AUDITIORIUM PLP-2 PANELS. GRAIN TO

FOLLOW PANELS AT ANGLED PANELS

4'
 -

 0
"

1'
 -

 2
"

4'
 -

 0
"

1'
 -

 2
"

4'
 -

 0
"

(PLP-2) (TYP)

09 90 00  - PAINT
(SEE SCHEDULE FOR PAINT AT GWB WALL
BEHIND PANELS)

09 65 00  - RESILIENT BASE

J12

A6.01

06 20 00  - PLAM FACED PANEL

4 1/2"

8' - 0"

TYP

158°

4'
 -

 0
"

1'
 -

 2
"

4'
 -

 0
"

1'
 -

 2
"

4'
 -

 0
"

1'
 -

 2
"

3'
 -

 0
"

(PLP-3) (PLP-3) (PLP-3) (PLP-3)

(PLP-3)

(PLP-3)

(PLP-3)

(PLP-3)

7' - 5"

4'
 -

 0
"

?

5'
 -

 8
"

1/
4"

(RB-7)

3'
 -

 0
"

1/
4"

3'
 -

 0
"

06 20 00  - CUSTOM WOOD GRILLE

LIGHTING AND CAMERA ROD. COR WITH OWNER THEATRE AV FOR LOCATION

5' - 5" 1/4" 5' - 5"

5' - 5" 1/4" 5' - 5"

8' - 0" 5' - 5" 1/4" 5' - 5"

8' - 0" 5' - 5" 1/4" 5' - 5"

5' - 5"

3' - 8"
4' - 0"

3' - 8"

6' - 0"1/4"6' - 0 1/2"

6' - 0"1/4"6' - 0 1/2"

4' - 5"1/4"4' - 5"

3' - 9"1/4"3' - 9"

8"

1/4"3' - 9" 3' - 9"

1/4"3' - 9" 3' - 9"

8' - 0 1/2" 4' - 0"1/4"

1/
4"

8' - 0" 2"

3'
 -

 0
"

1/
4"

3'
 -

 0
"

2"

2"

1 3/4"
3 1/8"

4' - 0"1/4"4' - 5"

1/4" GAP BETWEEN  PLP

3' - 4"1/4"3' - 5"1/4"3' - 4"

3' - 4"1/4"

4' - 0"

4' - 5" 3' - 4"1/4"

4' - 0"

4' - 10"1/4"5' - 4"

6'
 -

 0
"

3'
 -

 1
1"

1'
 -

 7
"

2'
 -

 8
 1

/2
"

5' - 5"

06 20 00  - PLAM FACED PANEL (PLP-3, TYP)

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

(PLP-3, TYP REFER TO HATCH)

(PLP-2, TYP)

PLP-2 WOODGRAIN DIRECTION, TYP FOR
ALL AUDITIORIUM PLP-2 PANELS. GRAIN TO

FOLLOW PANELS AT ANGLED PANELS

PLP-2 WOODGRAIN DIRECTION, TYP FOR
ALL AUDITIORIUM PLP-2 PANELS. GRAIN TO

FOLLOW PANELS AT ANGLED PANELS

4"
2'

 -
 8

"
1'

 -
 2

"
4'

 -
 0

"
1'

 -
 2

"
4'

 -
 0

"
1'

 -
 2

"
4'

 -
 0

"

09 65 00  - RESILIENT BASE

J9

A6.01

EQ EQ EQ EQ

PLP SEAM (TYP)

4'
 -

 0
"

1'
 -

 2
"

4'
 -

 0
"

1'
 -

 2
"

4'
 -

 0
"

1'
 -

 2
"

2'
 -

 8
"

4"

2" 6' - 3" 1/4" 6' - 3" 1/4" 4' - 9"

06 20 00  - HARDWOOD-STAINED
TO MATCH PLP-2

J9

A6.01

SIM

E1

A5.36 06 20 00  - HARDWOOD-STAINED TRIM

SPEAKERS COOR WITH
OWNER THEATRE AV
FOR LOCATION

2" 6' - 3" 1/4" 6' - 3" 1/4" 6' - 3"

2" 6' - 3" 1/4" 6' - 3" 1/4" 6' - 3"

2" 6' - 3" 1/4" 6' - 3" 1/4" 6' - 3"

6' - 3" 1/4" 6' - 3" 1/4" 6' - 3" 2"

6' - 3" 1/4" 6' - 3" 1/4" 6' - 3" 2"

6' - 3" 1/4" 6' - 3" 1/4" 6' - 3" 2"

09 21 16  - EXPANSION
09 21 16  - EXPANSION

A-9

06 20 00  - PLAM FACED PANEL

06 20 00  - HARDWOOD-STAINED

1"

11
 1

/2
"

(NOTED IN ELEVATION)

06 20 00  - EDGE BANDING

3/4" THICK

05 40 00  - CFMF 8" STUD
S30

LEVEL 1
0"

1/
4"

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL

6 1/4"

(PLP-3)

06 20 00  - INTERLOCKING WALL CLEATS

06 20 00  - INTERLOCKING WALL CLEATS

06 20 00  - PLAM FACED PANEL
(PLP-3)

1' - 1 3/4"

06 20 00  - EDGE BANDING

06 20 00  - EDGE BANDING

(UNDERSIDE OF ANGLED PLP )

06 20 00  - PLAM WALL CAP

P-1

P-13 BEHIND PLP

06 20 00  - INTERLOCKING WALL CLEATS

06 20 00  - INTERLOCKING WALL CLEATS

26 00 00  - LIGHT FIXTURE (E)

09 21 16  - MTL STUDS-3 5/8"

06 20 00  - PLYWOOD
(PAINTED P-13)

LEVEL 1
0"

F-E

LV6

7'
 -

 0
"

4"

LEVEL 1
0"

05 51 00  - STL
HANDRAIL - 1.66" O D
PIPE

12 34 00  - P LAM
FACED PANEL

05 51 13  - GUARDRAIL
B9

A5.36

SIM

3'
 -

 6
".

LEVEL 1
0"

05 51 00  - STL  HANDRAIL - 1.66" O D
PIPE

11"

1' - 0"
12 34 00  - P LAM
FACED PANEL

06 20 00  -
HARDWOOD-STAINED

E1

A5.36

SIM
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 1/4" = 1'-0"A6.01

G1 AUDITORIUM WALL PANELS

 1/4" = 1'-0"A6.01

C1 AUDITORIUM STAGE

 1 1/2" = 1'-0"A6.01

J9 PROSCENIUM EDGING DETAIL - AUDITORIUM
 1 1/2" = 1'-0"A6.01

J12 HALF WALL / PLAM DETAIL - AUDITORIUM

 1/4" = 1'-0"A6.01

G9 AUDITORIUM CHASE WALL

A6.01

J1 RENDER - AUDITORIUM 1

 1/4" = 1'-0"A6.01

D12 STAGE STAIR RAILING AND GUARD

 1/4" = 1'-0"A6.01

B12 STAGE STAIR RAILING

NO. DESCRIPTION DATE



1'
 -

 9
 1

/4
"

2"

2'
 -

 0
"

1'
 -

 0
"

2"

3'
 -

 4
 3

/8
"

1'
 -

 3
"

2"

2'
 -

 6
 1

/4
"

09 65 00  - RESILIENT BASE

B7

A5.36
B9

A5.36

J1
A5.36

__________

T
Y

P

2"

1'
 -

 8
 3

/8
"

2"

2'
 -

 8
"

06 20 00  - PLAM FACED PANEL (PLP-3)

9' - 9 1/4"1"

PLP SEAM (TYP) GYP TO BE PAINTED P-13

EQ1/4"EQ12' - 8"

12' - 8"

2"

9' - 1 3/4"14' - 11 1/2"8' - 8 1/2"

14' - 11 1/2"8' - 6 1/2"

6' - 6 1/4"

6' - 10 3/4"

5' - 8 1/2"

COORDINATE PLP GAP WITH RAILING TYP

1/4"1/4"1/4"1/4" 1/4"

6' - 4"
LIGHT FIXTURES, TYP
COORDINATE PLAM OPENINGS WITH ELECTRICAL PLAN

T
Y

P
6"

T
Y

P

4'
 -

 0
"

TYP

3"

TYP

6' - 0"1' - 0"

3"

J1
A5.36

__________

6"

EQEQEQEQ

EQEQ EQEQ

(AWP-2)
09 84 00  - ACOUSTIC WALL PANEL

TYP

9696

A-D8

14
' -

 1
0 

3/
4"

15' - 5 3/8"

06 20 00  - PLAM FACED PANEL
(PLP-3)

7'
 -

 4
 3

/8
"

GYP TO BE
PAINTED P-13

J12

A4.13

LINE OF STEPPED
FLOOR BEYOND

3' - 5 3/8"4' - 0"4' - 0"4' - 0"

PLP JOINT (TYP)

1/4"

06 20 00  - HARDWOOD-STAINED
EASED EDGES

06 20 00  - HARDWOOD-STAINED

LEVEL 2
15' - 4"

J9

A4.13

EQEQEQEQ

13' - 4" VIF3' - 2"

3'
 -

 6
".

2'
 -

 2
".
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 1/4" = 1'-0"
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 1/4" = 1'-0"A6.02

C1 AUDITORIUM 2ND SEATING SECTION

 1/4" = 1'-0"A6.02

F1 AUDITORIUM 2ND FLOOR - BACK WALL

 1/4" = 1'-0"A6.02

C11 AUDITORIUM ENTRY ELEVATION

A6.02

J1 INT - AUDITORIUM 2 (USE)
 1/4" = 1'-0"A6.02

J12 AUDITORIUM

NO. DESCRIPTION DATE



BC363024BC363024BC363024BC363024 BC363024B4D362424

72s

(TWP-3 )

14' - 11"

4'
 -

 0
"

2"

FP36FP36 09 65 00  - RESILIENT BASE

09 72 00  - TACKABLE
WALL PANEL

12 36 00  – COUNTERTOP & BACKSPLASH

BDD363624 BDD363624

WCD303612
WCD303612

OFCI
FP30
FP36

6' - 3"

1'
 -

 0
"

1'
 -

 6
"

12 36 00  – COUNTERTOP & BACKSPLASH

WCD333612WCD333612WCD333612
WCS301812

B4D361824 BDD363324 BDD363324 BDD363324 09 65 00  - RESILIENT BASE

FP30

FP36 FP36

FP30

1'
 -

 6
"

12 36 00  – COUNTERTOP & BACKSPLASH

J9

A7.01

Sim

09 65 00  - RESILIENT BASEBDD363324BDD363324BDD363324FP36

H3

A7.01

Sim

OPEN

2'
 -

 2
"

3' - 0" 3' - 0" 3' - 0"

11' - 5"

ANGLED END

H3

A7.01

Sim

2'
 -

 2
"

09 65 00  - RESILIENT BASE

(TWP-2)

PLAM-1 BACKSPLASH

EQEQEQEQEQEQEQEQ

2' - 6"2' - 6"

4'
 -

 8
"

(TWP-2)

09 72 00  - TACKABLE
WALL PANEL

72s

BCS342124
B4D341824

SB343624
BDD343624

WCD303612WCD303612WCD303612
1'

 -
 8

"
FP30

FP34FP34

FP30

12 36 00  – COUNTERTOP & BACKSPLASH

09 65 00  - RESILIENT BASE

08 51 13  - ALUM WINDOW UNIT

72s

P-6

P-1

72s

TV OWNER PROVIDED. CENTERED
ON TACKPANEL

(TWP-2) (TWP-2)

EQEQ

3"4' - 3"

4'
 -

 0
"

8' - 3"3"

4'
 -

 0
"

09 72 00  - TACKABLE
WALL PANEL

09 72 00  - TACKABLE
WALL PANEL

30-1

B4D361824 BDD363624 BDD363624 BDD363624 BDD363624 B4D361824
09 65 00  - RESILIENT BASE

WCS301812

WCD303612
WCD303612

WCD303612
WCD303612 WCS301812

1'
 -

 6
"

FP30
FP36

12 36 00  – COUNTERTOP & BACKSPLASH

OPEN
WCO302412 WCS303612 WCO302412

OBC362424BDD363624BDD363624OBC362424

WCS303612

1'
 -

 6
"

FP30

FP36

10' - 3"

12 36 00  – COUNTERTOP & BACKSPLASH

SB343624BDD343624BDD342424

09 65 00  - RESILIENT BASE

WCO302412
WCO302412

4'
 -

 6
"

OFCI FP34

8' - 3"

12 36 00  – COUNTERTOP & BACKSPLASH

BCC
B4D341824

SA3624
BCS341824

BDD343624
BDD343624

BDD343624

WCD303612 WCD303612 WCD303612
WCS301812

FP30

FP341'
 -

 8
"

12 36 00  – COUNTERTOP & BACKSPLASH

BDD34362409 65 00  - RESILIENT BASE

OFCIOPEN

FP34

5' - 2 5/8"

12 36 00  – COUNTERTOP & BACKSPLASH

H4

A7.02

Sim

3'
 -

 6
"

9' - 0"

06 20 00  - COUNTER
BRACKET

MILLWORK RETURN

EQ

3' MAX

EQEQ

09 65 00  - RESILIENT BASE

72-4

MB768313

4' - 0"4"4' - 0"4"4' - 0"
06 20 00  - DISPLAY
SHELVING SYSTEM

4"
4"

8'
 -

 0
"

4"

ALUMINUM EDGE TRIM
TYPICAL ALL 4 SIDES

06 20 00  - DISPLAY
SHELVING SYSTEM

06 20 00  - DISPLAY
SHELVING SYSTEM
06 20 00  - DISPLAY
SHELVING SYSTEM

H3

A7.01

Sim

2'
 -

 6
"

11' - 11"

32

EQ EQ

3' MAX

EQ EQ

F6

A7.01

Sim

09 65 00  - RESILIENT BASE

H1

A7.01

Sim

09 65 00  - RESILIENT BASE

3'
 -

 6
"

EP42

EQ EQ EQ
35-1 35-1

12' - 0"

30-1

12 36 00  – COUNTERTOP & BACKSPLASH

09 65 00  - RESILIENT BASE

MB768313MB768313

OPEN

09 65 00  - RESILIENT BASE

F11

A7.01

Sim

J3

A7.01

Sim
ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

7E 7E 7E

72s (TWP-4)

1 1/2" 2' - 4"

2"

2' - 4"

2"

10"

2"

2' - 4"

2"

2' - 4"

1' - 2" 2' - 2" 1' - 2" 1' - 2" 2' - 2" 1' - 2" SIM

SIM

2'
 -

 6
"

4'
 -

 1
0"

3'
 -

 0
"

2'
 -

 4
"

8' - 0"

EP27 EP27

09 72 00  - TACKABLE
WALL PANEL

A
LIG

N

1/4"

3
/4
"

1/4"

3
/4
"

CENTER MIRRORS
ABOVE COUNTER

09 21 16  - WALL REVEAL

P-3P-1

09 65 00  - RESILIENT BASE

06 20 00  - METAL TRIM06 20 00  - METAL TRIM

F11

A7.01

Sim

P-11 P-11

09 72 00  - DRY-ERASE WALL COVERING

4"
4'

 -
 2

"
4'

 -
 2

"
1'

 -
 5

"

DRY-ERASE WALL COVERING SEAM

3' - 4" 2" 3' - 4"

1' - 7" 2" 3' - 4" 2" 1' - 7"

VIF

13' - 3"

1 1/2"
4' - 0" 2" 4' - 0"

1 1/2"

2' - 0" 2" 3' - 10" 2" 2' - 0"

4"

09 65 00  - RESILIENT BASE

72s

(TWP-1)

8'
 -

 0
"

8"4' - 0"2"4' - 0"

06 20 00  - DISPLAY SHELVING
SYSTEM

4"
4"

ALUMINUM EDGE TRIM
ALL 4 SIDES

06 20 00  - DISPLAY
SHELVING SYSTEM
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 1/4" = 1'-0"A6.03

B5 OUTREACH CONFERENCE A112
 1/4" = 1'-0"A6.03

B9 TEACHERS WORKROOM A118
 1/4" = 1'-0"A6.03

B11 TEACHERS WORKROOM A118

 1/4" = 1'-0"A6.03

J6 EARLY CHILDHOOD KITCHEN A143

 1/4" = 1'-0"A6.03

H1 EARLY CHILDHOOD A143
 1/4" = 1'-0"A6.03

H3 EARLY CHILDHOOD A143

 1/4" = 1'-0"A6.03

B1 KITCHENETTE A106

 1/4" = 1'-0"A6.03

H7 EARLY CHILDHOOD ED A143
 1/4" = 1'-0"A6.03

H12 ECE INSTRUCTION ROOM A140

 1/4" = 1'-0"A6.03

B3 WORK AREA A108A
 1/4" = 1'-0"A6.03

B13 WORKROOM A123

 1/4" = 1'-0"A6.03

D5 FACULTY LOUNGE A133B
 1/4" = 1'-0"A6.03

D7 FACULTY LOUNGE A133B

 1/4" = 1'-0"A6.03

J4 LEARNING CNTR TECH HUB A135

 1/4" = 1'-0"A6.03

D9 TEACHERS DINING ROOM A133A

 1/4" = 1'-0"A6.03

F1 BUSINESS SALES KIOSK ROOM A114

 1/4" = 1'-0"A6.03

J8 OBSERVATION A144
 1/4" = 1'-0"A6.03

J1 SECURE ENTRY ROOM A148

 1/4" = 1'-0"A6.03

D1 FACULTY LOUNGE ROOM A133B
 1/4" = 1'-0"A6.03

D11 TEACHERS DINING ROOM A133A

 1/4" = 1'-0"A6.03

F9 EARLY CHILDHOOD ROOM A143
 1/4" = 1'-0"A6.03

F5 EARLY CHILDHOOD ROOM A143

 1/4" = 1'-0"A6.03

D13 BUSINESS SALES KIOSK ROOM A114

NO. DESCRIPTION DATE



OPEN 72s72s
H1

A7.01

Sim

09 65 00  - RESILIENT BASE

2'
 -

 6
"

10
"

8' - 0"5/8"1 3/8"1' - 8"

(TWP-3)(TWP-3)

13' - 9 3/4"

2 5/8"

4'
 -

 6
"

4'
 -

 6
"

EQEQEQ

3' MAX

EQEQ

4'
 -

 0
"

09 72 00  - TACKABLE
WALL PANEL

09 72 00  - TACKABLE
WALL PANEL

72s72s 22

09 21 16  - WALL REVEAL
(AS SHOWN)

(TWP-3) (TWP-3)

09 65 00  - RESILIENT BASE

2' - 6 5/8" 6' - 0 1/2"

4'
 -

 0
"

2' - 5 5/8" 4' - 3"

7'
 -

 4
"

09 21 16  - WALL REVEAL

09 21 16  - WALL
REVEAL

09 21 16  - WALL
REVEAL

09 72 00  - TACKABLE
WALL PANEL

09 72 00  - TACKABLE
WALL PANEL

72s

(TWP-3)

09 65 00  - RESILIENT BASE

09 21 16  - WALL REVEAL (AS SHOWN)

6' - 11"

4'
 -

 0
"

6' - 11 1/2"

09 21 16  - WALL REVEAL

7'
 -

 0
"

4"

09 72 00  - TACKABLE
WALL PANEL

F11

A7.01

Sim

3' - 5 3/8" 2' - 11"
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D1 LIBRARY A122A

 1/4" = 1'-0"A6.04

B12 LIBRARY A122A
 1/4" = 1'-0"A6.04

B9 LIBRARY OFFICE A122A
 1/4" = 1'-0"A6.04
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 1/4" = 1'-0"A6.04
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 1/4" = 1'-0"A6.04
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 1/4" = 1'-0"A6.04

D10 IT OFFICE WORKROOM A182
 1/4" = 1'-0"A6.04

D12 IT WORKROOM A184
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 1/4" = 1'-0"A6.05

F5 ED TECH OFFICES A268
 1/4" = 1'-0"A6.05

F12 CONTROL ROOM A282

 1/4" = 1'-0"A6.05

B8 CAREER PLANNING A 231
 1/4" = 1'-0"A6.05

B11 CAREER PLANNING A231

 1/4" = 1'-0"A6.05

D1 STUDENT SERVICES A 237
 1/4" = 1'-0"A6.05

D3 STUDENT SERVICES A237  1/4" = 1'-0"A6.05

D7 SPECIAL ED A240A
 1/4" = 1'-0"A6.05

D9 SPECIAL ED A240

 1/4" = 1'-0"A6.05

B6 GUIDANCE SHARED CONFERENCE ROOM A218
 1/4" = 1'-0"A6.05

B4 GUIDANCE RECEPTION A210A
 1/4" = 1'-0"A6.05

B1 SPECIAL ED A201

 1/4" = 1'-0"A6.05

F7 SHARED CAREER DESK
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 1/2" = 1'-0"A6.06

C1 ARTS & COMMUNICATIONS GATEWAY FIRST FLOOR A120

 1 1/2" = 1'-0"A6.06

E11 GATEWAY TV OPENINGS  SECTION

 1/2" = 1'-0"A6.06

J9 TECH GATEWAY FIRST FLOOR A120
 1/2" = 1'-0"A6.06

J1 BUSINESS & MANAGEMENT GATEWAY FIRST FLOOR A120

 1/2" = 1'-0"A6.06

F1 HEALTHY & HUMAN SERVICES GATEWAY FIRST FLOOR A120
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 1/2" = 1'-0"A6.07

C9 ARTS & COMMUNICATIONS GATEWAY SECOND FLOOR A220
 1/2" = 1'-0"A6.07

C1 AUTISM SUITE ENTRY A220

 1/2" = 1'-0"A6.07

G9 TECH GATEWAY SECOND FLOOR A220
 1/2" = 1'-0"A6.07

G1 HEALTH & HUMAN SERVICES GATEWAY SECOND FLOOR A220

 1/2" = 1'-0"A6.07

J1 BUSINESS & MANAGEMENT GATEWAY SECOND FLOOR A220
 1/2" = 1'-0"A6.07

J8 LIBRARY GYP/CURTAIN WALL SECOND FLOOR A220

A6.07

C5 BUSINESS & MANAGEMENT GATEWAY PERSPECTIVE
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CL
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 -
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 0
"
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PIPE GRID PROVIDED BY OWNER CONSULTANT

BDD363624 BDD363624 SA364224FP36 09 65 00  - RESILIENT BASE

15' - 2"
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12 36 00  – COUNTERTOP & BACKSPLASH
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 1/4" = 1'-0"A6.10

H1 PRINT WORK ROOM B112A
 1/4" = 1'-0"A6.10

H4 PRINT WORK ROOM B112A
 1/4" = 1'-0"A6.10

H6 PRINT WORK ROOM B112A

 1/4" = 1'-0"A6.10

B1 TYPICAL CLASSROOM TEACHING WALL
 1/4" = 1'-0"A6.10

B6 TYPICAL CLASSROOM SECONDARY WALL

 1/4" = 1'-0"A6.10

D1 CONTROL ROOM B103

 1/4" = 1'-0"A6.10

D6 CONTROL ROOM B103  1/4" = 1'-0"A6.10

D10 EDITING B103A

 1/4" = 1'-0"A6.10

F1 VIDEO PRODUCTION ROOM B105
 1/4" = 1'-0"A6.10

F6 VIDEO PRODUCTION ROOM B105
 1/4" = 1'-0"A6.10

F10 VIDEO PRODUCTION ROOM B105

 1/4" = 1'-0"A6.10

J1 LIGHTING STUDIO B144

(AWP-4) (AWP-4) (AWP-4)
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SB363624 OBC363624 SB363624 09 65 00  - RESILIENT BASE

72-s
9' - 2" 10' - 9"

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

2" 9' - 6" 9' - 6" 3'
 -

 4
"

3'
 -

 4
"

09 72 00  - TACKABLE WALL PANEL

(TWP-3)

TWP SEAM (TYP) 12 36 00  – COUNTERTOP &
BACKSPLASH

WCO303612 WCO303612 WCO303612

OBC363630 OBC363630 OBC363630 OBC363630 OBC363630OBC363630

72-s

FP36FP36

TWP-2

9' - 7"
3'

 -
 8

"

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

09 72 00  - TACKABLE WALL PANEL

12 36 00  – COUNTERTOP &
BACKSPLASH

OBC363624 SB363624 OBC363630

WCO303612 WCO303612 WCO303612

SB363624 OBC363630 OBC363630 OBC363630 OBC363630 OBC363630 09 65 00  - RESILIENT BASE

09 65 00  - RESILIENT BASE

72s

1'
 -

 6
"

FP36

NOTE: ALIGN ALL UPPER WALL CABINETS
W/BASE CABINETS

3' - 0"9' - 3"
18' - 3"

9' - 0"

3'
 -

 8
"

(TWP-3)

09 72 00  - TACKABLE WALL PANEL
12 36 00  – COUNTERTOP &
BACKSPLASH

71-16i72-s
72-4

TC8424

10' - 0"

3'
 -

 4
"

3'
 -

 4
"

2' - 5"

9' - 6 7/8"
ALIGN

1
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"

3/4"

1
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"

3/4"

TWP-3

09 72 00  - TACKABLE WALL PANEL 10 11 01  - MARKER BOARD
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 -

 8
"

CENTER PANEL BETWEEN
COLUMN WRAP & WINDOW

CENTER PANEL BETWEEN WINDOWS

6" 4' - 0" 6"
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 -
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"

09 72 00  - TACKABLE WALL PANEL09 72 00  - TACKABLE WALL PANEL

3' - 8"

09 65 00  - RESILIENT BASE

71-16i
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4' - 11 1/4" 10 11 01  - TACK BOARD
10 11 01  - MARKER BOARD

72-s72-s

09 65 00  - RESILIENT BASE

(TWP-3) (TWP-3)

ALIGN WITH
DOOR FRAME

2"6' - 0"6' - 0" 6' - 0"6' - 0"2"

09 72 00  - TACKABLE WALL PANEL 09 72 00  - TACKABLE WALL PANEL

4'
 -

 0
"

4'
 -

 0
"

2'
 -

 1
0"

4"

TWP SEAM (TYP)
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OBC363624 OBC363624 OBC363624 OBC363624

72-s
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 -

 6
"

OBC362418FP36

14' - 4"

CENTER PANEL
BETWEEN WINDOWS

4' - 0"

6'
 -

 8
"
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12 36 00  – COUNTERTOP &
BACKSPLASH

SB363624 OBC363624 SB363624
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 -
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"
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FULL TILE
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1 
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3'
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3'
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"

(PT-5)

09 30 00  - PORCELAIN WALL TILE (PT-4)

09 30 00  - ALUM WALL CORNER EDGING
(TRIM-2)

12 36 00  - PLAM WALL CAP (PLP-5)

FULL TILE

8"

05 50 00  - PARTIAL HEIGHT PARTITION BRACE

71-16i
72-4

09 65 00  - RESILIENT BASE

72-s

8' - 0"

6'
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"
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1
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1
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"

3/4"
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"

EQ 5' - 0" EQ

(TWP-3)

09 72 00  - TACKABLE WALL PANEL

1"
7 1/4"

1"

09 30 00  - PORCELAIN
WALL TILE(PT-5)

09 30 00  - ALUM WALL
CORNER EDGING (TRIM-2)

09 30 00  - PORCELAIN
WALL TILE (PT-4)

12 36 00  - PLAM WALL
CAP (PLAM-5)

CENTER FULL 4"X8" ON
THIS SURFACE
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 1/4" = 1'-0"A6.11

B7 FINE ART STUDIO B127

 1/4" = 1'-0"A6.11

D1 FINE ART STUDIO B127
 1/4" = 1'-0"A6.11

D4 FINE ART STUDIO B141

 1/4" = 1'-0"A6.11

B1 FINE ART STUDIO B127

 1/4" = 1'-0"A6.11

D9 FINE ART STUDIO ROOM B141

 1/4" = 1'-0"A6.11

F1 FINE ART STUDIO ROOM B141
 1/4" = 1'-0"A6.11

F6 FINE ART STUDIO ROOM B141

 1/4" = 1'-0"A6.11

H1 POTTERY B147
 1/4" = 1'-0"A6.11

H5 POTTERY B147
 1/4" = 1'-0"A6.11

H9 POTTERY ROOM B147

 1/4" = 1'-0"A6.11

J1 POTTERY ROOM B147
 1/4" = 1'-0"A6.11

J6 POTTERY ROOM B147
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BDD343024 B4D341824SB343624

09 65 00  - RESILIENT BASE

WCS361812 WCD363012 WCS361812

BCS341824

FP34

FP30

FP30

FP30

1'
 -
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"

OFCI 7' - 2"

VIF

2' - 0"1' - 7"

OFCI

12 36 00  – COUNTERTOP &
BACKSPLASH

BDD38362409 65 00  - RESILIENT BASE

65

BCS382124
SB383624

B4D381824
BDD383624 SB383624 B4D381824

2" HIGH
BACKSPLASH

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

12 36 00  –
COUNTERTOP &
BACKSPLASH

BDD343624 SB343624 BDD343624 BDD343624

09 65 00  - RESILIENT BASE

WCD303612WCD303612
WCO303612

09 65 00  - RESILIENT BASE

1'
 -
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"

FP34
FP30
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 -

 1
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 1/4" = 1'-0"A6.12

F6 KITCHENETTE B215B

 1/4" = 1'-0"A6.12

H1 SCIENCE LAB B249

 1/4" = 1'-0"A6.12

F3 GROSS MOTOR SKILLS B212

 1/4" = 1'-0"A6.12

H4 SCIENCE LAB B249
 1/4" = 1'-0"A6.12

H9 SCIENCE LAB B249

 1/4" = 1'-0"A6.12

B8 BAND ROOM B142
 1/4" = 1'-0"A6.12

B4 BAND B142
 1/4" = 1'-0"A6.12

B1 CHORUS B144

 1/4" = 1'-0"A6.12

F1 AUTISM COMMON ROOM B210
 1/4" = 1'-0"A6.12

F8 OFFICE (3) PREP B247
 1/4" = 1'-0"A6.12

F10 SCIENCE CLASSROOM B245

 1/4" = 1'-0"A6.12

J1 ARTS & COMMUNICATIONS PATHWAY SECOND FLOOR B220

 1/4" = 1'-0"A6.12

D1 BAND B142
 1/4" = 1'-0"A6.12

D7 CHORUS B144
 1/4" = 1'-0"A6.12

D12 CHORUS B144

 1/4" = 1'-0"A6.12

J5 CHORUS B144
 1/4" = 1'-0"A6.12

J10 Elevation 1 - a
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WCD303612WCD303612WCD303612WCD303612

09 65 00  - RESILIENT BASE

65FP-38

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

17' - 5 1/2"

1'
 -

 4
"

12 34 00  - DRYING RACK

WCD303612 WCD303012

BDD383624BDD383624BDD383624BDD383624B4D361824
B4D361824

71-8 72-4

BDD383624BDD383624

WCS301812

1'
 -

 4
"

WCD303612 WCD303612 WCD303612 WCD303612 WCD303612 WCD303612 WCD303612 WCD303612 WCS301812

BDD383624BDD383624BDD383624BDD383024

FP-38

FP-38

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

17' - 8" 18' - 2 1/2"

1'
 -

 4
"

10 11 01  - MARKER BOARD 10 11 01  - TACK BOARD

C-E1

SA3624BDD343024 BCS341524 BDD383612

WCS302112

BDD383012BDD343024

FP-38FP-38

9' - 4" 7' - 11 1/2"

1'
 -

 1
"

12 34 00  - DRYING RACK

12 36 00  - LAB COUNTERTOP

WV303612 WV302412 WV303612

BDD343624BDD343624
OWNER FURNISHED
UNDERCABINET FRIG

HOLD

2' - 0"

FP30

FP34

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

1'
 -

 6
"

WV303612

BDD343624 BDD343624 SB343624

09 65 00  - RESILIENT BASE

WV301812

FP34

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

11' - 4 1/2"

1'
 -

 6
"

12 34 00  - DRYING
RACK 12 34 00  - DRYING

RACK

WCS301812 WCD303612 WCD303612 WCD303612 WCS301812
WCS301812

WCD303612 WCD303612 WCD303012

BCD343024BCD343624BCD343624
B4D341824SA3624B4D341824

BC383624BC383624BC383624
B4D361824

SA3624
B4D361824

BC383624BC383624BC383624BCS381824

WCD303612 WCD303612 WCD303612
WCS301812

09 65 00  - RESILIENT BASE

FP-38

FP-38

1'
 -

 4
"

1'
 -

 4
"

1'
 -

 1
"

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

28' - 0 3/8"

14' - 8 1/2"

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

WCS301812WCD303612 WCD303612 WCD303612 WCD303612

B4D361824BC383624BC383624BC383624BC383624B4D381824

09 65 00  - RESILIENT BASE

WCS301812

FP-38

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

1'
 -

 4
"

65

11 53 00  - EM EYEWASH & SHOWER
CABINET

B4D381824 SA3624 B4D38182409 65 00  - RESILIENT BASE BDD383024 BDD383024 BDD383024 BDD383024

WCS301812 WCD303012 WCD303012 WCD303012 WCD303012 WCS301812

71-6 72-4

1'
 -

 4
"

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

3'
 -

 2
"

10 11 01  - MARKER BOARD
10 11 01  - TACK BOARD

9 3/8"

12 36 00  – COUNTERTOP &
BACKSPLASH

16' - 2"

WCS301812

BDD383624 SA3624

09 65 00  - RESILIENT BASE

BCD343024

WCS301812
WCD303612

09 65 00  - RESILIENT BASE

1'
 -

 4
"

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

BDD343624FP-38

7' - 8 1/4" 11' - 7"

5' - 1"

BCS381824 BCS381824
BCS381512

EP34

BDD343624

12 36 00  – COUNTERTOP &
BACKSPLASH

WCD303012 WCD303012 WCD303012 WCD303012

B4D381824SA3624B4D381824

09 65 00  - RESILIENT BASE

WCS301812WCS301812

BDD383024 BDD383024 BDD383024 BDD383024

09 65 00  - RESILIENT BASE

1'
 -

 4
"

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

16' - 3"

4' - 8"

11 53 00  - EM EYEWASH & SHOWER
CABINET

12 36 00  – COUNTERTOP &
BACKSPLASH

WV303612 WV303612 WV303612 WV303612

BCD343624BCD343624B4D341824BCD343024 09 65 00  - RESILIENT BASE

HOLD

2' - 0"

FP34

FP30

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

12' - 4"

1'
 -

 6
"

OFCI

C-E1

12 36 00  – COUNTERTOP &
BACKSPLASH

FUME HOOD DUCT ENCLOSURE
TO MATCH BASECABINET PLAM

12 36 00  - LAB COUNTERTOP

12 36 00  - LAB SINK

12 34 00  - LAB FIXTURE

12 34 00  DOCUMENT CAMERA

CAMERA CONNCECTIONS
SEE ELEC DWGS

X2 HW/CW FAUCET

X2

71-16i

09 65 00  - RESILIENT BASE

72-4

BCS341824 SA4824 EP30

2'
 -

 1
0"

12' - 5 3/8"

IC

10 11 01  - MARKER BOARD

10 11 01  - TACK BOARD

11 53 00  - EM
EYEWASH & SHOWER
CABINET

C-E1

09 65 00  - RESILIENT BASE

H9

A7.02

Sim

72-4 71-16i

10 11 01  - TACK BOARD 10 11 01  - MARKER BOARD

11' - 2"

M15.S

1' - 6"

1'
 -

 6
"

9 1/2"

9 
1/

2"

11 53 00  - EM EYEWASH & SHOWER
CABINET

F1

A7.01

Sim

09 65 00  - RESILIENT BASE

85A 85A 85A 85A 85A 85A

6'
 -

 6
 1

/2
"

8' - 4" 13' - 9"

CL

LEVEL 1
0"

LEVEL 2
15' - 4"

A
F

F
2'

 -
 8

"

1/
4"

4'
 -

 2
"

1/
4"

09 72 00  - DRY-ERASE WALL
COVERING

1/4" METAL TRIM
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 1/4" = 1'-0"A6.20

B1 SCIENCE LAB CHEM C110
 1/4" = 1'-0"A6.20

B8 SCIENCE LAB CHEM C110
 1/4" = 1'-0"A6.20

B5 SCIENCE LAB CHEM C110

 1/4" = 1'-0"A6.20

D1 PREP ROOM C110A
 1/4" = 1'-0"A6.20

D3 PREP ROOM C110A
 1/4" = 1'-0"A6.20

D6 SCIENCE LAB CHEM C114

 1/4" = 1'-0"A6.20

F7 SCIENCE LAB CHEM C114
 1/4" = 1'-0"A6.20

F11 SCIENCE LAB PHYSICS C124

 1/4" = 1'-0"A6.20

H1 SCIENCE LAB PHYSICS C124
 1/4" = 1'-0"A6.20

H5 SCIENCE LAB PHYSICS C124
 1/4" = 1'-0"A6.20

H9 SCIENCE PREP C124A

 1/4" = 1'-0"A6.20

F1 SCIENCE LAB CHEM C114

 1/4" = 1'-0"A6.20

J1 PRE-ENGINEERING ROBOTOCS C105
 1/4" = 1'-0"A6.20

J7 S&T LIBRARY ROOM C120A
 1/8" = 1'-0"A6.20

J11 Elevation 30 - a

NO. DESCRIPTION DATE



09 65 00  - RESILIENT BASE

J10

A7.14

72-s

EQ7' - 0"EQ

6'
 -

 8
"

09 72 00  - TACKABLE WALL PANEL10 11 01  - DISPLAY CASE

5' - 0" 5' - 0" 5' - 0"

J10

A7.14

J10

A7.14 ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

09 65 00  - RESILIENT BASE

H1

A7.01

Sim

3'
 -

 0
"

30" DEEP

WCO303612

71-12i

09 65 00  - RESILIENT BASE

7'
 -

 0
"

26

BCD303636 EP36 EP36FP36

07 95 13  - EXPANSION
JOINT - TYPE 2

IC

6' - 7"

10 11 01  - MARKER
BOARD

7' - 10"

3'
 -

 0
"

4"

12 36 00  – COUNTERTOP & BACKSPLASH

WCO303612
WCO303012

WCO303612
WCO303012

WCO303612
WCO303012

7'
 -

 0
"

09 65 00  - RESILIENT BASE

WCO303612
WCO303012

WCO303012
WCO303012

WCO303012
WCO303012

WCO303012
WCO303012

WCO303012

BCD363636

9' - 0"

07 95 13  - EXPANSION
JOINT - TYPE 2

EP36 SA362409 65 00  - RESILIENT BASE

10' - 0"

3'
 -

 0
"

4"

12 36 00  – COUNTERTOP & BACKSPLASH

71-16i72-s 72-s

6'
 -

 8
"

09 65 00  - RESILIENT BASE

IC

4' - 0" 4' - 0" 2' - 0" 8' - 0" 8' - 0" 1' - 0" 3' - 10" 3' - 10"

ALIGNALIGN

(TWP-2) (TWP-2)

09 72 00  - TACKABLE WALL PANEL 09 72 00  - TACKABLE WALL PANEL10 11 01  - MARKER BOARD

C-E1

72-s

09 72 00  - TACKABLE WALL PANEL

6'
 -

 8
"

4' - 0"

71-6

10 11 01  - MARKER BOARD

P-5

EQ EQ

6'
 -

 8
"

2"

2"
OPENOPEN

F1

A7.01

Sim

12' - 2 5/8"8' - 6 1/2"

72-s

B12

A7.11

Sim

85A85A85A85A85A85A85A85A

A
LI

G
N

1/4"

3
/4
"

1/4"

3
/4
"

09 72 00  - TACKABLE WALL PANEL

8' - 6"

5/8"

4'
 -

 0
"

6'
 -

 8
"
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 1/4" = 1'-0"A6.21

D1 CAD LAB C202
 1/4" = 1'-0"A6.21

D5 CAD LAB C202

 1/4" = 1'-0"A6.21

F1 PROJECT LAB C205
 1/4" = 1'-0"A6.21

F6 PROJECT LAB C205
 1/4" = 1'-0"A6.21

F10 PROJECT LAB C205

 1/4" = 1'-0"A6.21

D8 CAD LAB C202
 1/4" = 1'-0"A6.21

D12 CAD LAB C202

 1/4" = 1'-0"A6.21

B1 CWING CORRIDOR
 1/4" = 1'-0"A6.21

B6 SCIENCE LAB PATHWAY

NO. DESCRIPTION DATE



WCO303012 WCO303612 WCO303612 WCO303612

SA4824

ALL MILLWORK, COUNTERS, AND CASEWORK IN
ROOM  D150 WILL HAVE WATER RESISTANT MDF-
EXT SUBSTRATE, TYP

1'
 -

 6
"

6' - 7" 16' - 1"

OBC342436 OBC363636 OBC363636 OBC363636

WCO302412
WCO302412 WCO303612

SA4824

12 36 00  – COUNTERTOP &
BACKSPLASH

OBC363636 09 65 00  - RESILIENT BASE

ALL MILLWORK, COUNTERS, AND CASEWORK IN
ROOM  D150 WILL HAVE WATER RESISTANT MDF-
EXT SUBSTRATE, TYP

OBC363636OBC363636OBC363636OBC363636OBC363624OBC363636OBC363636OBC363636OBC363636

12 36 00  – COUNTERTOP &
BACKSPLASH

BCS341824 SB343624
09 65 00  - RESILIENT BASE

2'
 -

 1
0"

WCD302412

1'
 -

 6
"

FP34

FP30 WCS301812

COORDINATE FILLER
WIDTH WITH COLUMN
OBSTRUCTION

7' - 3"

OFCI

12 36 00  – COUNTERTOP & BACKSPLASH

SB363624

3' - 2"3' - 2 3/4"

09 65 00  - RESILIENT BASE

12 36 00  – COUNTERTOP & BACKSPLASH

BDD343624SB343624

6' - 2"

12 36 00  – COUNTERTOP & BACKSPLASH

BDD362424

WCO303012

BDD362424

FP30

FP36

SEE FOOD SERVICE
DWGS FOR
EQUIPMENT

OFCI

12 36 00  – COUNTERTOP & BACKSPLASH

WCO302412 WCO301812 WCO302412

B4D361824SB363624SB363624B4D361824

09 65 00  - RESILIENT BASE

WCO301812

FP36FP36 FP36 FP36 FP36 BDD362424 B4D361824 FP36

WCO303012 WCO303012

BCS361824

DISHWASHER OPENING COORDINATE
SIZE WITH FOODSERVICE

SB363624

D-64

A7.02

H13

Sim

A7.02

H13

Sim

12 36 00  – COUNTERTOP & BACKSPLASH

FP36
B4D361824 09 65 00  - RESILIENT BASE

BDD362724

HOOD AND
APPLIANCES
SPECIFIED BY
FOODSERVICE

H13

A7.02

Sim

12 36 00  – COUNTERTOP & BACKSPLASH

FP36B4D361824

09 65 00  - RESILIENT BASE

BDD362724

OFCI

3'
 -

 8
"

HOOD AND
APPLIANCES
SPECIFIED BY
FOODSERVICE

12 36 00  – COUNTERTOP & BACKSPLASH

WCO303012
WCO302412 WCO303612

BDD363024

WCO301812

09 65 00  - RESILIENT BASEBDD343624

J11

A7.01

Sim

5' - 0"

BCS362424 B4D341824

TC8424TC8424TC8424TC84241'
 -

 6
"

1'
 -

 2
"

FP34

SEE FOOD SERVICE DWGS
FOR EQUIPMENT

A7.02

H13

Sim

BCS341824FP34

SEE FOOD SERVICE
DWGS FOR EQUIPMENT6' - 11 1/4"

H13

A7.02

Sim

12 36 00  – COUNTERTOP & BACKSPLASH

BDD363324B4D361824BDD363624BDD363624

WCD303612 WCD303612 WCS301812WCD303012

09 65 00  - RESILIENT BASE

71-10i

EQEQ

CONTRACTOR TO COORDINATE,
OWNER FURNISHED PROJECTOR

F3

A7.01

Sim

6' - 7"2' - 9"12' - 6"6' - 2"
FP36

1'
 -

 6
"

SEE FOOD SERVICE DWGS
FOR EQUIPMENT

10 11 01  - MARKER BOARD

12 36 00  – COUNTERTOP &
BACKSPLASH

OWNER FURNISHED FLATSCREEN
TV ON TILT MOUNT

30-1
P-10

SOFFIT

D-64

12 36 00  - COUNTERTOP
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 1/4" = 1'-0"A6.30

B1 HORTICULTURE D150
 1/4" = 1'-0"A6.30

B5 HORTICULTURE D150
 1/4" = 1'-0"A6.30

B9 DISPENSERY D132B
 1/4" = 1'-0"A6.30

B12 COSMETOLOGY CLINICAL LAB D132

 1/4" = 1'-0"A6.30

D1 COSMETOLOGY CLINICAL LAB D132
 1/4" = 1'-0"A6.30

D3 FACS CULINARY LAB D112
 1/4" = 1'-0"A6.30

D6 FACS CULINARY LAB D112
 1/4" = 1'-0"A6.30

D11 FACS CULINARY LAB D112
 1/4" = 1'-0"A6.30

D13 FACS CULINARY LAB D112

 1/4" = 1'-0"A6.30

F1 FACS CULINARY LAB D112
 1/4" = 1'-0"A6.30

F6 FACS CULINARY LAB ROOM D112

 1/4" = 1'-0"A6.30

H1 FACS CULINARY LAB D112
 1/4" = 1'-0"A6.30

H5 FACS CULINARY MID ROOM VIEW

NO. DESCRIPTION DATE



SA3624B4D361824 09 65 00  - RESILIENT BASE

4' - 8"

WCS301812

EP36

FP30
12 36 00  – COUNTERTOP & BACKSPLASH

09 65 00  - RESILIENT BASE

H1

A7.01

Sim

2'
 -

 6
"

EP30

TC8424TC8424

9' - 6"10' - 7 5/8"

H1

A7.02

Sim

EQEQ

FP84

SB343624BDD343624
09 65 00  - RESILIENT BASE

WCD303612

OFCI

8' - 3 1/2" 6' - 2" 1'- 0"
MIN
CLR

.

BC363024 BC363624

WCD303612
WCD302412

WCD303012OPEN

OFCI

10 26 01  - WALL PROTECTION
PANEL
WPP-2 FROM
WALLBASE TO 7' A.F.F.

8' - 0"

FP36

FP30

HOLD

2' - 0"

7' - 9"

12 36 00  – COUNTERTOP & BACKSPLASH

H1

A7.02

Sim

2'
 -

 6
"

EP30

8' - 6"

3' - 0"3' - 0"3' - 0"

3'
 -

 6
"

TC8424TC8424TC8424TC8424

OPEN

TC8424

FP84

09 65 00  - RESILIENT BASE

EXTEND EXTERIOR FINISH INTO INTERIOR

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

20

2' - 2"

04 20 00  - GFCU TYPE 4

04 20 00  - GFCU TYPE 5 SEE WALL TYPE FOR THICKNESS

EXTEND EXTERIOR
FINISH INTO
INTERIOR

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

04 20 00  - GFCU TYPE 4

2' - 2"

LEVEL 1
0"

2"

2' - 11 1/2"

1/2"

2' - 11 1/2"

1/2" 5' - 11"
1/2"

1' - 2 3/4"
1/2"

5' - 11" 1/2"

2' - 9 1/4"

1/2"

2' - 9 1/4"

2"

2'
 -

 1
 1

/2
"

1/
2"

6'
 -

 9
 1

/2
"

4"

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL(PLP-1)

BOTH HM DOORS AND FRAMES TO BE PAINTED
P-10

SANFORD SALON SANFORD CREDIT UNION

10 14 24  - INTERIOR SIGNAGE
TYP
STAINLESS STEEL LASER
CUT SIGN. FINAL DESIGN
APPROVAL PROVIDED
BY OWNER.

06 20 00  - HARDWOOD-STAINED

1'
 -

 2
"

04 20 00  - 8" CMU

BEHIND PLP TO BE PAINTED P-10

TO MATCH PLP-12"

09 65 00  - RESILIENT BASE

GYP FURRING WALL TO BE PAINTED P-6

09 30 00  - QUARRY BASE (RB-6)

DASHED LINE INDICATES EXTENT OF P-12 TO BE
PAINTED ON CMU BEHIND GLASS

J12

A6.31

4' - 0" 4' - 0"

6'
 -

 2
"

1"

P-8

(RB-1)

MENU BOARD

30-1 30-1 30-1

04 20 00  - 8" CMU PAINTED

H4

A7.02

Sim

2'
 -

 1
0"

06 20 00  - COUNTER WALL CLEAT

2' - 2" 3' - 0"

06 20 00  - COUNTER WALL CLEAT

VIF

5' - 2"

LEVEL 1
0"
LEVEL 1
0"
SITE
0"

LEVEL 1

0' - 0"

D-47

LEVEL 1

0' - 0"

LEVEL 1

0' - 0"

LEVEL 1

0' - 0"

LEVEL 1

0' - 0"

WITH SAFETY GROUND EDGE

1"

2"
1"

7"

04 20 00  - 8" CMU

4"
1'

 -
 7

"
1"

2"

09 65 00  - RESILIENT BASE

08 80 00  - ANTI-REFLECTIVE LAMINATE GLASS

09 21 16  - GYPSUM BD

09 21 16  - GYPSUM BD

(RB-6)

D-47

08 80 00  - GLASS STAND OFF
ASSEMBLY

08 80 00  - GLASS STAND OFF
ASSEMBLY (4 PER PANEL)

(4 PER PANEL)

72s

4' - 3"

11
 1

/2
"

4'
 -

 0
"

GYP ABOVE WPP-2 TO BE PAINTED P-6

10 26 01  - WALL PROTECTION
PANEL WPP-2 FROM WALL BASE TO 7' A.F.F.

7'
 -

 0
"

VIF
2' - 1 1/2"3/8"4' - 0"3/8"4' - 3"3/8"4' - 0"3/8"4' - 0"3/8"1' - 0"

(TWP-2)

10 26 01  - WALL PROTECTION TRIM

09 72 00  - TACKABLE WALL PANEL
12 36 00  – COUNTERTOP &
BACKSPLASH

TYPICAL INFORMATION CENTER

P-6

72s

P-10

(TWP-2)

HM DOOR AND FRAME
TO BE PAINTED P-6

09 72 00  - TACKABLE WALL PANEL

1' - 0"3' - 0"1' - 0"

4'
 -

 1
0"

6'
 -

 2
"

LEVEL 1
0"

3' - 7" 3' - 6" 3' - 6"

4"
7'

 -
 0

"
1/

2"
2'

 -
 5

"
1/

2"

HM DOOR AND FRAME
TO BE PAINTED P-10

09 21 16  - GYPSUM BD
BEHIND PLP TO BE PAINTED
P-10

06 20 00  - PLAM FACED PANEL
(PLP-1)

B11

A7.02

Sim

10 14 24  - INTERIOR SIGNAGE
2' - 10"

2'
 -

 0
"

STAINLESS STEEL LASER
CUT SIGN. FINAL DESIGN
APPROVAL PROVIDED
BY OWNER.
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 1/4" = 1'-0"A6.31

B11 EXAM D107
 1/4" = 1'-0"A6.31

B3 NURSE COMMON AREA D105A
 1/4" = 1'-0"A6.31

B6 NURSE COMMON AREA D105B
 1/4" = 1'-0"A6.31

B9 NURSE COMMON AREA D105B
 1/4" = 1'-0"A6.31

B1 NURSE RECEPTION D105A

 1/4" = 1'-0"A6.31

D4 COSMETOLOGY INSTRUCTION D132A

 1/4" = 1'-0"A6.31

F1 ENTRY VESTIBULE D140A
 1/4" = 1'-0"A6.31

F4 ENTRY VESTIBULE D140A
 1/4" = 1'-0"A6.31

F7 PUBLIC LOBBY D140

 1/4" = 1'-0"A6.31

H1 DINING ROOM D151

 1/4" = 1'-0"A6.31

D7 OFFICE SALES D152

 1 1/2" = 1'-0"A6.31

J12 GLASS MENU BOARD DETAIL

 1/4" = 1'-0"A6.31

D1 NURSE BEDS D105B

 1/4" = 1'-0"A6.31

H6 COSMETOLOGY D132

NO. DESCRIPTION DATE



WCS301812 WCD303612
WCD303012 WCD303012 WCD303012 WCS301812

BC383024BC383024

09 65 00  - RESILIENT BASE

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

1'
 -

 4
"

3'
 -

 2
"

B4D381824SB383624BDD383024BDD343624SB343624B4D341824

12' - 1"
7' - 7"

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

D-47

12 36 00  –
COUNTERTOP &
BACKSPLASH

WCD303612
WCD303012 WCD303012 WCD303012 WCS301812

BC383024BC383024
09 65 00  - RESILIENT BASE 09 65 00  - RESILIENT BASE

BCS341524 SA3624

WCS301812

1'
 -

 1
"

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

1'
 -

 4
"

10' - 4" 12' - 1"
65

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

12 36 00  –
COUNTERTOP &
BACKSPLASH

BDD383624

09 65 00  - RESILIENT BASE

2"  BACKSPLASH
THIS WALL

18' - 8"

B4D382124 SB383624 BDD383624 SB383624 BDD383624 B4D382124

WCS302112WCS302112

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

D-47

12 36 00  –
COUNTERTOP &
BACKSPLASH

BCS341524 SB343624 BCS34152409 65 00  - RESILIENT BASE

TC8424TC8424

BDD343024

FP34

SB343624

11' - 1"

12 36 00  –
COUNTERTOP &
BACKSPLASH

BCD333424 BCD333424 BCD333424 BCD333424

WCD333612WCD333612WCD333612WCD333612WCD333612

BCD333424
09 65 00  - RESILIENT BASE

FP30

FP34

14' - 0"

12 36 00  – COUNTERTOP & BACKSPLASH

86 TYPICAL

H9

A7.02

Sim

BDD343624 B4D341824SB343624 BDD343624 B4D341824 BDD343624

OFCI

WV303612
WV301812

WV303612WV301812WV303612

1'
 -

 6
"

FP34

FP30

09 65 00  - RESILIENT BASE

NOTE: ALIGN UPPER  WALL CABINETS
W/ BASE CABINETS

15' - 2"

12 36 00  – COUNTERTOP & BACKSPLASH

BDD343624
B4D341824

SB343624BDD343624B4D341824BDD343624 09 65 00  - RESILIENT BASE

WV303612
WV301812

WV303612
WV301812

WV303612

FP30

FP34 1'
 -

 6
"

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

15' - 2"

12 36 00  – COUNTERTOP & BACKSPLASH

WCD302412 WCD303012 WCD303012 WCD303012 WCD303012 WCD302412

BC383024BC383024

09 65 00  - RESILIENT BASE

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

BDD382424 SB383624 BDD383024 BDD383024 SB383624 BDD382424

20' - 2"

1'
 -

 4
"

63 64

6' - 11 7/8"

12 36 00  – COUNTERTOP &
BACKSPLASH

BC383024 BC383024

2"  BACKSPLASH
THIS WALL

21' - 3"

BDD383024 SB383624 BDD383024 BDD383024 SB383624
BDD383024

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

12 36 00  –
COUNTERTOP &
BACKSPLASH

WCD303012

09 65 00  - RESILIENT BASE

71-16i 72-4

10 11 01  - TACK BOARD10 11 01  - MARKER BOARD

3' - 1 1/2"

11 53 00  - EM EYEWASH & SHOWER
CABINET

WCS301812WCD303012
WCD303012WCD302412WCD303012

BC383024 SB343624 BCS341824FP34

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

1'
 -

 1
"

1'
 -

 4
"

WCD303012

7' - 0" 10' - 2" 9' - 8"

BDD382424SB383624BDD383024
BDD343024

BDD343024

65

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

12 36 00  –
COUNTERTOP &
BACKSPLASH

09 65 00  - RESILIENT BASE

85A85A85A85A85A85A85A85A85A85A85A

H9

A7.02

Sim

82A 82A

FILLER BY LOCKER
MFGR

OFCI
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 1/4" = 1'-0"A6.32

D1 BIO SCIENCE LAB D233
 1/4" = 1'-0"A6.32

D5 BIO SCIENCE LAB D233
 1/4" = 1'-0"A6.32

D10 BIO SCIENCE LAB D233

 1/4" = 1'-0"A6.32

F1 EARTH SCIENCE CLASSROOM D237
 1/4" = 1'-0"A6.32

F5 PRINT LAB SHARED  ROOM D210
 1/4" = 1'-0"A6.32

F8 CPU NET SYSTEMS D212

 1/4" = 1'-0"A6.32

H1 PREP ROOM D227
 1/4" = 1'-0"A6.32

H4 PREP ROOM D227

 1/4" = 1'-0"A6.32

B1 BIO SCIENCE LAB D219
 1/4" = 1'-0"A6.32

B5 BIO SCIENCE LAB D219
 1/4" = 1'-0"A6.32

B8 BIO SCIENCE LAB D219
 1/4" = 1'-0"A6.32

B11 BIOLOGY LAB D219

 1/4" = 1'-0"A6.32

H7 BUSINESS & MANAGEMENT 2ND FLOOR D220

NO. DESCRIPTION DATE



B4D342124BCD343624BCD343624SA3624B4D341824TC8424TC8424 09 65 00  - RESILIENT BASETC8424

FP34

12' - 6"

12 36 00  – COUNTERTOP & BACKSPLASH
WCS301812WCS301812WCS301812

BCS341824
SA3624

B4D341824

B4D341824

BCS341824 B4D341824SB343624
SB343624

EQEQ

2A2A2A

100

102A

10 26 01  - WALL PROTECTION TRIMBCS341824

H1

A7.01

Sim

MB424812

TC8424

1'
 -

 1
"

10 26 01  - WALL PROTECTION PANEL
(WPP-2)

PLAM-3PLAM-3PLAM-3

WPP-2 SEAMS, TYP

4' - 0"10 26 01  - WALL
PROTECTION TRIM

(ALUMINUM TRIM, TYP)

(ALUMINUM TRIM, TYP)

(TYP)

12 36 00  – COUNTERTOP & BACKSPLASH

WCS301812

WCS301812
WCS301812 WCS301812

B4D341824

SB343624B4D341824

SB343624 BCS341824B4D341824

SA3624

BCS341824

100

2A 2A 2A

1'
 -

 1
"

TC8424

BCS341824

MB424812

H1

A7.01

Sim

2'
 -

 1
0"

PLAM-3 PLAM-3 PLAM-3

EQEQ

FULL WPP-2 SHEET

4' - 0"

EQEQ

10 26 01  - WALL
PROTECTION PANEL

10 26 01  - WALL
PROTECTION TRIM

10 26 01  - WALL
PROTECTION TRIM

WCS301812

WCS301812

12 36 00  –
COUNTERTOP &
BACKSPLASH

WCD303012 WCD303012 WCD303012

BDD343024BDD343024SA3624
09 65 00  - RESILIENT BASE

OFCI

1'
 -

 8
"

OFCI

EP34

OFCI

10' - 0"

12 36 00  –
COUNTERTOP &
BACKSPLASH

WCS302112
WCD303012

WCD303012
WCD303012

WCD303012 WCD303012
WCD303012

WCD303012

BC383024BC383024BC383024BC383024

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

32' - 0"

WCS302112
WCS302112

B4D382124SB383624BDD383024
B4D382124

SB383624BDD383024BDD383024SB383624B4D382124

1'
 -

 4
"

12 34 00  - DRYING
RACK (TYP)

12 36 00  –
COUNTERTOP &
BACKSPLASH

WCD302412 WCD303012

09 65 00  - RESILIENT BASE
SB383624 BCS382424

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

WCD302412

BDD383024BCS382424 SB383624 BDD383024 FP-38

15' - 2"

1'
 -

 4
"

65

12 36 00  – COUNTERTOP & BACKSPLASH

WCD302412 WCD303012
WCD303012 WCD303012

09 65 00  - RESILIENT BASE

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

BDD383024SB383624BDD383024BDD343024SB343624BDD342424

WCS301812
FP30

FP34 FP-38

FP30

B4D341524

1'
 -

 1
"

1'
 -

 4
"

8' - 1"
9' - 0"

62 62

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

12 36 00  – COUNTERTOP & BACKSPLASH

WV303612WV303612WV302412

BCS341824 SB343624 BDD343624 BDD343624

WV301812

FP36

FP30

FP34

OPEN

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

12 36 00  – COUNTERTOP & BACKSPLASH

WV303612 WV302412 WV302412

BDD343624SB343624BDD343624

FP30

FP34

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

1'
 -

 6
"

12 36 00  – COUNTERTOP & BACKSPLASH

BDD343624BDD343624

OFCI

WV303612 WV303612

FP34

NOTE: ALIGN UPPER  WALL CABINETS
W/BASE CABINETS

1'
 -

 6
"

8' - 3"

12 36 00  – COUNTERTOP & BACKSPLASH

10
"

H
O

LD

3'
 -

 6
"

H
O

LD

3'
 -

 8
"

4"

73-4 73-4 73-4 73-4

10 26 01  - WALL PROTECTION
PANEL

10 21 23  - CUBICLE TRACK

10 21 23  - CUBICLE CURTAIN

2' - 2" 2' - 2" 4' - 0" 2' - 2" 2' - 2"

11 53 00  - SIMULATED HEADWALL
UNIT

3' - 1"
TYP

3' - 1"

(TYP)

P-3

10 26 01  - WALL
PROTECTION TRIM
10 26 01  - WALL
PROTECTION TRIM
(ALUMINUM TRIM, TYP)

(WPP-2)

TYPICAL WPP-2 PANEL SIZE PATTERN

EQ EQ

(TYP)

(PCC-1)

12 36 00  –
COUNTERTOP &
BACKSPLASH

BDD343624BDD343624BDD343024 SB343624 BDD343624

FP34
FP34

9' - 6"

4'
 -

 0
"

9"

72s

(TWP-4)

09 72 00  - TACKABLE WALL PANEL

BDD343624

12 36 00  –
COUNTERTOP &
BACKSPLASH

09 65 00  - RESILIENT BASE
SB343624

B4D341824

BDD34304

SB343624

FP34

10' - 3"

12 36 00  – COUNTERTOP & BACKSPLASH

E7

A1.71

73-473-473-473-4

10 21 23  - CUBICLE TRACK

10 21 23  - CUBICLE CURTAIN

4"
3'

 -
 8

"
3'

 -
 6

"
10

"

10 26 01  - WALL PROTECTION
PANEL

(WPP-2 , TYP)
10 26 01  - WALL PROTECTION
PANEL

10 26 01  - WALL PROTECTION TRIM10 26 01  - WALL PROTECTION TRIM
(ALUMINUM TRIM , TYP)

TYP

3' - 1"

TYP

3' - 1"

11 53 00  - SIMULATED HEADWALL
UNIT (TYP)

2' - 2"2' - 2"4' - 0"2' - 2"2' - 2"

EQEQ

TYPICAL WPP-2 PANEL PATTERN

P-3

(TYP)

(PCC-1)

E12

A1.71

12 36 00  – COUNTERTOP &
BACKSPLASH
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02/11/2016

SFW
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 1/4" = 1'-0"A6.40

B1 FACS FASHION LAB E104
 1/4" = 1'-0"A6.40

B5 HEALTH OCCUPATIONS E118

 1/4" = 1'-0"A6.40

D1 HEALTH OCCUPATIONS E128
 1/4" = 1'-0"A6.40

D5 BRIDGES COMMON E150

 1/4" = 1'-0"A6.40

H1 SCIENCE LAB BIO E212
 1/4" = 1'-0"A6.40

H6 SCIENCE LAB BIO E212
 1/4" = 1'-0"A6.40

H9 SCIENCE LAB BIO E212

 1/4" = 1'-0"A6.40

J1 PREP ROOM E214
 1/4" = 1'-0"A6.40

J4 PREP ROOM E214
 1/4" = 1'-0"A6.40

J6 PREP ROOM E214

 1/4" = 1'-0"A6.40

B9 HEALTH OCCUPATIONS ROOM 118

 1/4" = 1'-0"A6.40

D7 CLASSROOM E157

 1/4" = 1'-0"A6.40

J8 SCIENCE CLASSROOM E221

 1/4" = 1'-0"A6.40

D10 HEALTH OCCUPATIONS

NO. DESCRIPTION DATE



09 65 00  - RESILIENT BASE

B4D361824 BC383024 BC383024SB383624BDD383024
BDD383624

23' - 7"

BDD383024 SB383624 BDD383624

2" HIGH
BACKSPLASH

65

12 36 00  – COUNTERTOP & BACKSPLASH

WCD303012 WCD303012 WCD303612 WCD303012 WCD303612

12 36 00  – COUNTERTOP & BACKSPLASH
09 65 00  - RESILIENT BASE

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

19' - 8"

BDD383624SB383624
BDD383024

B4D361824
B4D361824

BDD383024SB383624BDD383024

1'
 -

 4
"

12 34 00  - DRYING
RACK

12 34 00  - DRYING
RACK

63 64

WCS301812WCD303612WCD303612WCD302412WCD303612

BC383624 BC383624 BCS382424 SB384824 BC383624 BC383624 BCS381824

WCD303612

1'
 -

 4
"

FP30

FP-38

FP36

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

4' - 0"

12 36 00  –
COUNTERTOP &
BACKSPLASH

WCS301212 WCD303012 WCD302412 WCD303612

BC383624BCD382424BC383024SB384824BCS381224

1'
 -

 4
"

FP30

FP36

FP36

NOTE: ALIGN ALL UPPER WALL CABINETS
W/CABINETS BELOW, TYP.

12 36 00  –
COUNTERTOP &
BACKSPLASH

1' - 0"
OPEN

FINISH  CABINET REAR

H6

A7.02

Sim

12 36 00  –
COUNTERTOP &
BACKSPLASH

SB344824

6" 4' - 0" 6"

6'
 -

 8
"

(TWP-4)

72-s

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

09 72 00  - TACKABLE
WALL PANEL

12 36 00  –
COUNTERTOP &
BACKSPLASH

2'
 -

 1
0" 1' - 0" OPEN

4' - 11" 12 36 00  –
COUNTERTOP &
BACKSPLASH

WCD303612

BCD343624SB343624
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4"

12 34 00  - P LAM

PROVIDE COUNTER CUTOUT FOR SINK.
SEE PLUMBING DRAWINGS.

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

07 90 05  - SEALANT

12 34 00  - P LAM FACED PANEL

12 34 00  - WOOD BLOCKING

12 34 00  - PULL

12 34 00  - P LAM DOOR

S
E

E
 E

L
E

V
A

T
IO

N
S

4
 3

/4
"

6
" 

@
 N

O
N

 A
D

A
 S

C
IE

N
C

E
 C

A
B

S

4
"

6
"

3"

2' - 0"

BASE ON CAB SUB BASE. SEE
SCHEDULED FOR TYPE.

12 36 00  - P LAM COUNTERTOP

CABINET OR END PANEL
BEYOND

ACCESSIBLE CLEARANCE

COORDINATE TRAP AND PANEL
WITH OFFSET CENTER SINK DRAIN

(WITH PANEL MOUNTING
CLIPS)

PROVIDE COUNTER CUTOUT FOR SINK.
SEE PLUMBING DRAWINGS.

1' - 5"

2'
 -

 3
" 

 M
IN

.

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

07 90 05  - SEALANT

12 34 00  - P LAM FACED PANEL

2' - 0"

3"

8"  MIN.

12 34 00  - P LAM FACED PANEL

12 36 00  - P LAM COUNTERTOP

T
O

 T
O

P
 O

F
 S

IN
K

 R
IM

2'
 -

 1
0"

 M
A

X

S
E

E
 E

L
E

V
. 
F

O
R

M
O

U
N

T
IN

G
 H

E
IG

H
T

SEE R.C.P. FOR FINISH & HEIGHT

1' - 2"

2
' -

 6
"

12 34 00  - P LAM FACED PANEL

12 34 00  - PIN HOLES

12 34 00  - P LAM SHELF

12 34 00  - PULL

12 34 00  - P LAM FACED PANEL

SEE R.C.P. FOR FINISH & HGT.

S
E

E
 E

L
E

V
. 
F

O
R

M
O

U
N

T
IN

G
 H

E
IG

H
T

1' - 2"

2'
 -

 6
"

12 34 00  - PLASTIC LAMINATE

12 34 00  - P LAM SHELF

12 34 00  - EDGE BANDING

12 34 00  - PIN HOLES

12 34 00  - PLASTIC LAMINATE

FINISHED BASE AS SCHEDULED
ON CABINET SUB BASE.

4"
6'

 -
 8

"

3"

2' - 0"

CEILING. SEE RCP FOR HEIGHT

7'
 -

 0
"

12 34 00  - P LAM DOOR

12 34 00  - PLASTIC LAMINATE

12 34 00  - PULL

12 34 00  - PIN HOLES

12 34 00  - P LAM

12 34 00  - P LAM SHELF

AS INDICATED ON ELEVATIONS

S
E

E
 E

LE
V

A
T

IO
N

S
4"

2' - 0"

A7.01

B8

Sim

BASE AS SCHEDULED ON CAB SUB
BASE OR END PANEL BEYOND

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

07 90 05  - SEALANT

12 36 00  - COUNTERTOP

06 20 00  - COUNTER BRACKET

06 20 00  - DIVIDER PANEL

12 36 00  - PLASTIC EDGE BANDING

36" O.C. MAX SPACING

2' - 0"

07 90 05  - SEALANT

S
E

E
 E

LE
V

A
T

IO
N

S
4"

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 36 00  - COUNTERTOP

06 20 00  - COUNTER BRACKET

06 20 00  - PLAS LAMINATE

06 20 00  - CHROME CLIP

36" O.C. MAX SPACING

BASE AS SCHEDULED ON CAB SUB
BASE OR END PANEL BEYOND

06 10 54  - WD BLOCKING

SEE ELEVATIONS

BASE ON CABINET SUB BASE.
SEE SCHEDULE FOR TYPE.

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

4
"

2' - 0 1/4"

06 20 00  - SHELF - PLAM

06 20 00  - EDGE BANDING

1' - 11"

1'
 -

 1
0 

1/
2"

1'
 -

 1
0 

1/
2"

06 20 00  - EDGE BANDING

06 20 00  - PLAM FACED PANEL

06 10 54  - WD BLOCKING

06 20 00  - SHELF - PLAM

06 20 00  - EDGE BANDING

06 20 00  - EDGE BANDING

06 20 00  - PLAS LAMINATE

(DOUBLE LAYER) AT END
VERTICALS OF UNIT

(DOUBLE LAYER)

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAS LAMINATE

PROVIDE SLOPED
PLASTIC LAMINATE TOP
WHERE CABINET TOP IS
MORE THAN 5' ABOVE
THE FLOOR

25
° 1 1/2"

4'
 -

 6
"

1'
 -

 0
"

4"2"

1'
 -

 0
"

11 3/4"

1' - 0 1/8" 06 20 00  - PLAS LAMINATE

06 20 00  - EDGE BANDING

06 20 00  - PLAS LAMINATE

09 65 00  - RESILIENT BASE

06 20 00  - WD BLOCKING

TYP

06 10 54  - WD BLOCKING

06 20 00  - SHELF - PLAM

06 20 00  - COAT HOOK

BASE ON CABINET SUB BASE.
SEE SCHEDULE FOR TYPE.

NOTE;

SEE INTERIOR ELEVATIONS OR FINISH
SCHEDULE FOR  MATERIAL.

4
"

11 1/2"

06 20 00  - SHELF - PLAM

06 20 00  - PLAS LAMINATE

06 20 00  - PLAS LAMINATE

SECURE CABINET TO STOREFRONT

1' - 0"

3'
 -

 0
"

1 
1/

2"
1'

 -
 1

 3
/4

"
1 

1/
2"

1'
 -

 1
 3

/4
"

1 
1/

2"

06 20 00  - PLAS LAMINATE

06 20 00  - PLAM FACED PANEL06 20 00  - PLAM FACED PANEL06 20 00  - PLAM FACED PANEL

06 20 00  - WD BLOCKING

06 20 00  - PLAM FACED PANEL06 20 00  - PLAM FACED PANEL06 20 00  - PLAM FACED PANEL

07 90 05  - SEALANT

1/2"

FINISHED BASE AS SCHEDULED
ON CABINET SUB BASE.

4"
6'

 -
 8

"

3"

2' - 0"

CEILING. SEE RCP FOR HEIGHT

7'
 -

 0
"

06 20 00  - PULL

06 20 00  - PIN HOLE 3'
 -

 0
"

2 
1/

2"

06 20 00  - CAB DOOR-PLAM

06 20 00  - PLAS LAMINATE

1'
 -

 0
 3

/4
"

COORDINATE OPENINGS FOR
VENTILATION

OWNER FURNISHED CONTRACTOR
INSTALLED WALL OVEN
SEE EQUIP PLANS

06 20 00  - WD BLOCKING

MAINTAIN ADA CLEARANCE
REQUIREMENTS

PROVIDE COUNTER CUTOUT FOR SINK.
SEE PLUMBING DRAWINGS.

2'
 -

 3
"

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

07 90 05  - SEALANT

12 34 00  - P LAM FACED PANEL

2' - 0"

3"

8"  MIN.

12 34 00  - WOOD BLOCKING

12 36 00  - P LAM COUNTERTOP

PIPE INSUALTION WRAP
COORD W/PLUMBING SPEC

T
O

 T
O

P
 O

F
 S

IN
K

 R
IM

2'
 -

 1
0"

 M
A

X

2' - 1 1/2"

07 90 05  - SEALANT

U
.N

.O
.

3'
 -

 0
"

4"

12 36 00  - COUNTERTOP

06 20 00  - COUNTER GROMMET

06 20 00  - METAL SUPPORT POST (S)

06 20 00  - WD BLOCKING

EQUALLY SPACED

UNPAINTED

BASE ON CABINET SUB-BASE.
SEE SCHEDULE FOR TYPE.

S
E

E
 E

LE
V

A
T

IO
N

S
4"

2' - 0"

3"

07 90 05  - SEALANT

12 34 00  - PULL

12 34 00  - P LAM SHELF

12 34 00  - P LAM FACED PANEL

12 34 00  - PIN HOLES

6"
 @

 N
O

N
 A

D
A

 S
C

IE
N

C
E

 C
A

B
S

4"

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 36 00  - PLASTIC EDGE BANDING

BASE ON CABINET SUB-BASE.
SEE SCHEDULE FOR TYPE.

S
E

E
 E

LE
V

A
T

IO
N

S
4"

2' - 0"

3"

6"

07 90 05  - SEALANT

12 36 00  - P LAM COUNTERTOP

12 34 00  - PULL

12 34 00  - P LAM SHELF

12 34 00  - P LAM FACED PANEL

12 34 00  - PIN HOLES

6"
 @

 N
O

N
 A

D
A

 S
C

IE
N

C
E

 C
A

B
S

4"

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 36 00  - PLASTIC EDGE BANDING

NOTE;

SEE INTERIOR ELEVATIONS OR FINISH
SCHEDULE FOR  MATERIAL.

SECURE FRAMING TO WALL

SIDE PANEL INTERIOR
PROVIDE INTERIOR PANELS
4'-0" O.C.

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

OUTLINE OF LOCKER

2"

CONCEALED WOOD
BLOCKING SECURED TO
SLAB

PROVIDE SLOPED TOP
WHERE ENCLOSURE
TOP IS MORE THAN 5'
ABOVE THE FLOOR

2"

09 65 00  - RESILIENT BASE

4"

SOLID BLOCKING BETWEEN
LOCKER AND ENCLOSURE.
PAINT EXPOSED FACE.

1 1/2"

2' -1"  U.O.N.

SECURE BRACKET TO THE
UNDERSIDE OF COUNTER.

06 20 00 - COUNTER SUPPORT
BRACKET FASTEN VERTICAL
LEG BEHIND GWB TO STUD
MAX SPACING 3' O.C.

PARTITION AS SCHEDULED

PROVIDE WD BLOCKING
INSIDE THE STUD

12 36 00  - COUNTERTOP
S

E
E

 E
LE

V
. F

O
R

M
O

U
N

T
IN

G
H

E
IG

H
T

UNDERCABINET LIGHT. SEE
ELECTRICAL DWGS.

SEE R.C.P. FOR FINISH & HEIGHT

1' - 2"

2
' -

 6
"

12 34 00  - PLASTIC LAMINATE

12 34 00  - P LAM SHELF

12 34 00  - PLASTIC LAMINATE

12 34 00  - PLASTIC LAMINATE

12 34 00  - PIN HOLES

06 10 54  - WD BLOCKING

BASE ON CABINET SUB BASE.
SEE SCHEDULE FOR TYPE.

NOTE;

SEE INTERIOR ELEVATIONS OR FINISH
SCHEDULE FOR  MATERIAL.

4
"

3'
 -

 0
"

06 20 00  - PLAM FACED PANEL

06 20 00  - WD BLOCKING

06 20 00  - PLAM FACED PANEL

PROVIDE VERTICAL BLOCKING
FOR ELECTRICAL OUTLETS

1 
1/

2"
1 

1/
2"

3/4"
SECURE CABINET TO STOREFRONT

07 90 05  - SEALANT

REMOVABLE WITH CONCEALED
FASTENERS

PROVIDE COUNTER CUTOUT FOR SINK.
SEE PLUMBING DRAWINGS.

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

2' - 0"

PIPE INSULATION WRAP
SEE PLUMB SPECS

2'
 -

 1
0"

12 36 00  - SOLID SURFACE SPLASH

12 36 00  - COUNTERTOP SUBSTRATE

12 36 00  - SOLID SURFACE COUNTERTOP

8"
2'

 -
 2

"

06 20 00  - COUNTER END PANEL

8"

9"

06 20 00  - PLAM FACED PANEL
REMOVABLE

A7.01

B11

Sim

2"

06 20 00  - METAL CORNER TRIM

2"

06 20 00  - HARDWOOD-STAINEDAT PLAM-1

AT PLAM-3

2"

06 20 00  - PLAM FACED PANEL

CONCEALED WOOD
BLOCKING SECURED TO
SLAB

A7.01

B7

Sim
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 3" = 1'-0"A7.01

B13 COUNTER EDGE DETAIL - PVC EDGE
 3" = 1'-0"A7.01

B11 COUNTER EDGE DETAIL - SOLID SURFACE EDGE

 1" = 1'-0"A7.01

J13 BASE CABINET OPEN SECTION (OBC)
 1" = 1'-0"A7.01

J11 BASE CABINET SECTION 4 DRAWER (B4D)
 1" = 1'-0"A7.01

J9 BASE CABINET SECTION w DRAWER SECTION (BCS/D)
 1" = 1'-0"A7.01

J7 BASE CABINET SECTION w TRASH RECEPTICLE
 1" = 1'-0"A7.01

J5 BASE CABINET SECTION w SINK (SB)
 1" = 1'-0"A7.01

J3 COUNTERTOP w SINK-ADA (SA)

 1" = 1'-0"A7.01

B5 WALL CABINET SECTION 1 (WCS/D)
 1" = 1'-0"A7.01

B3 OPEN WALL CABINET SECTION (WCO)

 1" = 1'-0"A7.01

F13 TALL STORAGE CABINET SINGLE DOOR (TC)

 1" = 1'-0"A7.01

H3 OPEN COUNTER SECTION (CONCEALED BRACKETS)
 1" = 1'-0"A7.01

H1 OPEN COUNTER SECTION (EXPOSED BRACKET)

 1 1/2" = 1'-0"A7.01

F8 CUBBIE CABINET SECTION
 1 1/2" = 1'-0"A7.01

F6 SECURITY CUBBIES SECTION
 1 1/2" = 1'-0"A7.01

F11 LIBRARY CUSTOM SHELVES
 1" = 1'-0"A7.01

F3 WALL OVEN CABINET

 1" = 1'-0"A7.01

J1 COUNTERTOP APRON w SINK (ADA)

 1" = 1'-0"A7.01

H5 FINISHING OPEN COUNTER SECTION
 1" = 1'-0"A7.01

H9 BASE CABINET SECTION (BC)
 1" = 1'-0"A7.01

H7 BASE CABINET W/BLANK PANEL (SBC)

 1 1/2" = 1'-0"A7.01

F1 LOCKER SURROUND

 3" = 1'-0"A7.01

B8 COUNTER SUPPORT CONCELAED BRACKET DETAIL
 1" = 1'-0"A7.01

B1 WALL CABINET SECTION with LIGHT VALANCE (WV)

 1 1/2" = 1'-0"A7.01

H11 LIBRARY CUSTOM PANEL
 1" = 1'-0"A7.01

H13 SOLID SURF COUNTERTOP APRON w SINK (ADA)

 3" = 1'-0"A7.01

B7 TYPICAL PLASTIC LAMINATE DIVIDER

 1 1/2" = 1'-0"A7.01

C1 PLAN DETAIL AT SURROUNDS

NO. DESCRIPTION DATE



09 21 16  - HEAD TRACK

06 20 00  - WD BLOCKING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-6"

09 65 00  - RESILIENT BASE

12 36 00  - PLAM WALL CAP
7 1/2"

4"

12 36 00  - PLASTIC EDGE BANDING

05 50 00  - PARTIAL HEIGHT
PARTITION BRACE
AT UNSUPPORTED ENDS
OF PARTITIONS WHICH
EXTEND BEYOND  3'

09 21 16  - EDGE BEAD

BASE - SEE SCHEDULE FOR
TYPE.

NOTE;

SEE INTERIOR ELEVATIONS OR FINISH
SCHEDULE FOR  MATERIAL.

4
"

06 10 54  - FR PLYWOOD - 3/4"

OUTLINE OF LOCKER

COORDINATE WITH LOCKER

2"

5'-4" AFF
(4'-0" AFF - ADA)

NOTE: MAX. ROD/SHELF SPAN IS
4'-0" FOR LONGER UNITS PROVIDE
INTERMEDIATE STEEL ROD/SHELF
BRACKETS

M
IN2"

1' - 0"

1' - 6"

06 20 00  - COAT ROD

06 20 00  - SHELF WALL CLEAT

6"

06 20 00  - PLAM FACED PANEL

SEE FLOOR PLANS FOR
PARTITION TYPE

NOTE: SEE PLAN FOR
NUMBER OF SHELVES, LENGTH
& NON-TYPICAL WIDTH

(12" O C , VERTICAL)

AT 32" O.C.

1' - 0"

S
E

E
 E

L
E

V
A

T
IO

N
S

4
' 
- 

0
" 

U
.N

.O
.

06 20 00  - SHELF BRACKET

06 20 00  - SHELF-PLAM

06 10 54  - PT  WD BLOCKING

06 20 00  - SHELF STANDARD

3/8"

06 20 00  - PLAM
FACED PANEL

06 20 00  - EDGE BANDING

06 20 00  - PLAM FACED PANEL

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL. CABINET SIDE WALL

06 20 00  - PLAM FACED PANEL

WALL

? ELEVATIONS

SEE
06 20 00  - EDGE BANDING

1/2"06 20 00  - PLAM
FACED PANEL

06 20 00  - PLAM FACED PANEL

09 21 16  - GYPSUM BD-5/8"

06 20 00  - PLAS LAMINATE

06 20 00  - INTERLOCKING WALL
CLEATS

06 10 54  - WD BLOCKING
TO SUPPORT CLEATS 06 20 00  - PLAM FACED PANEL

NOTE;

SEE INTERIOR
ELEVATIONS OR FINISH
SCHEDULE FOR TYPE.

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

10 11 01  - TACK BOARD

06 20 00  - EDGE BANDING

06 20 00  - INTERLOCKING WALL
CLEATS

06 20 00  - PLAM FACED PANEL

09 21 16  - GYPSUM BD-5/8"

06 20 00  - INTERLOCKING WALL CLEATS

06 20 00  - WD BLOCKING

1' - 10"

S
E

E
 E

LE
V

A
T

IO
N

S

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 36 00  - COUNTERTOP

06 20 00  - PLAM FACED PANEL

CMU WALL BEYOND

07 90 05  - SEALANT

12 36 00  - GROMMET

EQ EQ

4"

1 
1/

2"

06 20 00  - WALL CLEAT

05 50 00  - STL TUBE

C1

A7.01

Sim

A7.01

B7

Sim

CABINET OR END PANEL
BEYOND

2'
 -

 1
0"

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 34 00  - P LAM FACED PANEL

3"

5 
1/

4"

3' - 4"

12 36 00  - P LAM COUNTERTOP

S
E

E
 E

LE
V

A
T

IO
N

S

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 36 00  - P LAM COUNTERTOP

06 20 00  - COUNTER BRACKET

06 20 00  - PLAM FACED PANEL

12 34 00  - EDGE BANDING

12 36 00  - GROMMET

06 20 00  - PLAM FACED PANEL

ELEC OUTLET
COORD W/ELEC DWGS

09 65 00  - RESILIENT BASE

06 20 00  - WD BLOCKING

2' - 6"

1/
4"

REMOVABLE SECTIONS
BETWEEN BRACKETS

SFASF

S
E

E
 E

LE
V

A
T

IO
N

S

NOTE;

SEE INTERIOR ELEVATIONS
OR FINISH SCHEDULE FOR
COUNTERTOP MATERIAL.

12 36 00  - P LAM COUNTERTOP

06 20 00  - COUNTER BRACKET

06 20 00  - PLAM FACED PANEL

12 34 00  - EDGE BANDING

12 36 00  - GROMMET

06 20 00  - PLAM FACED PANEL

ELEC OUTLET
COORD W/ELEC DWGS

09 65 00  - RESILIENT BASE

06 20 00  - WD BLOCKING

3'
 -

 6
"

1/2" 2' - 6"

REMOVABLE SECTIONS
BETWEEN BRACKETS

12 36 00  - P LAM COUNTERTOP

REVEAL

09 21 16  - RUNNER TRACK

09 21 16  - HEAD TRACK

06 20 00  - WD BLOCKING

09 21 16  - GYPSUM BD-5/8"

09 21 16  - MTL STUDS-3 5/8"

09 65 00  - RESILIENT BASE

12 36 00  - PLAM WALL CAP

5 1/4"

4"

12 36 00  - PLASTIC EDGE BANDING

S
E

E
 F

LO
O

R
 P

LA
N

S 05 50 00  - PARTIAL HEIGHT
PARTITION BRACE

AT UNSUPPORTED ENDS
OF PARTITIONS WHICH
EXTEND BEYOND  3'

09 21 16  - EDGE BEAD

09 21 16  - GYPSUM BD-5/8"

06 20 00  - INTERLOCKING WALL CLEATS

06 20 00  - WD BLOCKING

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

06 20 00  - EDGE BANDING

NOTE;

SEE INTERIOR ELEVATIONS OR FINISH
SCHEDULE FOR  MATERIAL.

4
"

09 30 00  - TILE BACKER BOARD

09 30 00  - QUARRY BASE

2"

06 10 54  - FR PLYWOOD

06 10 54  - FR WD BLOCKING
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 3" = 1'-0"A7.02

J13 HALF HEIGHT 7" WALL SECTION DETAIL

 1 1/2" = 1'-0"A7.02

H9 LOCKER WOOD BASE

 1" = 1'-0"A7.02

J6 COAT ROD and SHELF - WD
 1" = 1'-0"A7.02

J4 + ADJUSTABLE SHELVING

 3" = 1'-0"A7.02

B1 + COUNTERTOP w SINK APRON DETAIL (ADA)
 3" = 1'-0"A7.02

B5 + CABINET FILLER DETAIL (FLUSH with CABINET)
 3" = 1'-0"A7.02

B7 PANEL JOINT DETAIL
 3" = 1'-0"A7.02

B9 TACKBOARD PANEL JOINT DETAIL
 3" = 1'-0"A7.02

B11 Z CLIP DETAIL

 1" = 1'-0"A7.02

J1 GYM OPEN COUNTER SECTION

 1" = 1'-0"A7.02

H6 ISLAND COUNTER SECTION
 1" = 1'-0"A7.02

H4 MILLWORK COUNTER SECTION
 1" = 1'-0"A7.02

H1 MILLWORK COUNTER SECTION
 3" = 1'-0"A7.02

H13 HALF HEIGHT 4 7/8" WALL SECTION DETAIL

 1 1/2" = 1'-0"A7.02

B13 PANEL BASE DETAIL

 1 1/2" = 1'-0"A7.02

J8 TILE BASE DETAIL

NO. DESCRIPTION DATE



G11

A7.10D11

A7.10

PLAM-3

PLAM-1

2"

1/
4"

2"

HARDWOOD TRIM  STAIN TO MATCH PLAM-1

4"

1'
 -

 0
"

2'
 -

 6
"

PLAM SEAM
TYP

EQEQ

2' - 10"

A7.10

B1

Sim

G11

A7.10

09 65 00  - RESILIENT BASE

PLAM-3

PLAM-1

4"
4"

3'
 -

 6
"

PLAM SEAM

EQEQ

7' - 7"

A7.10

B1

Sim

09 65 00  - RESILIENT BASE

2' - 0"

2"

12 36 00  - P LAM COUNTERTOP

06 20 00  - PLAM FACED PANEL

ELECTRICAL OUTLET
COORD W/ENGINEERING DWGS

10 11 01  - TACK PANEL

06 20 00  - PLAM TRANSACTION TOP

06 20 00  - COUNTER BRACKET

06 20 00  - PLYWD SUBFRAME

A7.01

B7

Sim

6"

2'
 -

 6
"

09 65 00  - RESILIENT BASE

12 36 00  - PLASTIC COUNTER
NOSING

05 50 00  - PARTIAL HEIGHT
PARTITION BRACE

16" O.C. SECURE TO BRACE, FLOOR
AND WALL

(PLAM-3)

1' - 0
"

G11

A7.10

H1

A7.01

Sim
H1

A7.01

Sim

06 20 00  - COUNTER GROMMET
2'-6" ON CENTER TYP
WORKSURFACE ONLY

D11

A7.10

PLAM-1

PLAM-3

PLAM-1

6"

2' - 0
"

2' - 0"

2' - 4
"

7' - 5 7/8" V
IF

6' - 7 5/8"

11' - 3"7' - 6
 1/2"

90
°

90°

A7.10

F7

B1

A7.10

Sim

2'
 -

 4
"

6'
 -

 4
"

1'
 -

 0
"

6' - 2"

H3

A7.01

Sim

G11

A7.10

2' - 0"

06 20 00  - COUNTER GROMMET
3'-0" ON CENTER, TYP
WORKSURFACE
ONLY

9' - 0"

A7.10

D9Sim

6"

COUNTER BRACKETS
3'-0" O.C. MAX SPACING

06 20 00  - P LAM COUNTERTOP

06 20 00  - P LAM COUNTERTOP

06 20 00  - P LAM COUNTERTOP

2'
 -

 4
"

5' - 0"

2' - 4"

2' - 0"

G11

A7.10

G11

A7.10

D11

A7.10

2'
 -

 4
"

D11

A7.10

06 20 00  - COUNTER GROMMET
3'-0" ON CENTER, TYP
WORKSURFACE ONLY

6' - 4"6' - 0"

PLAM-1

A7.10

D4Sim

A7.10

D4Sim

OPP.HAND

1'
 -

 0
" 6"

1'
 -

 0
"

4' - 0"

6"

1' - 0"

5'
 -

 5
"

VIF

4' - 11 3/4"

12 36 00  - P LAM COUNTERTOP

06 20 00  - PLAM TRANSACTION TOP

B1

A7.10

Sim

A7.10B8

06 20 00  - PLAM TRANSACTION TOP

2"

2"

G11

A7.10

D11

A7.10

PLAM-1

PLAM-3

4"

2'
 -

 6
"

1'
 -

 0
"

2' - 11" EQ EQ

5' - 11"

A7.10

B1

Sim

2'
 -

 6
"

2"

2"

G11

A7.10

D11

A7.10
PLAM-3

PLAM-1

4"

8' - 5"

2' - 7" EQ EQ

PLAM SEAM TYP

2' - 6"

A7.10

B1

Sim

09 65 00  - RESILIENT BASE

1' - 0"

2' - 5"

6"

12 36 00  - P LAM COUNTERTOP

2'
 -

 6
"

06 20 00  - EDGE BANDING

ELECTRICAL OUTLET
COORD W/ENGINEERING DWGS

OUTLINE OF TRANSACTION TOP BEYOND

REMOVABLE PANEL

2"
1/

4"

06 20 00  - HARDWOOD-STAINED

06 20 00  - COUNTER GROMMET

09 65 00  - RESILIENT BASE

06 20 00  - EDGE BANDING

G11

A7.10

D11

A7.10

A7.10D1

S
im

A7.10

D4

S
im

1' - 0
"

2' - 0"

2' - 0
"

2'
 -

 0
"

2' - 0"

1' - 0"

1'
 -

 0
"

5'
 -

 7
"

MIN

7' - 4 3/4"

H
O

LD

7'
 -

 7
"

1'
 -

 7
 1

/8
"

155°

90
°

90°

155°

06 20 00  - P LAM COUNTERTOP

06 20 00  - COUNTER GROMMET
06 20 00  - P LAM COUNTERTOP

06 20 00  - P LAM COUNTERTOP

12 36 00  - P LAM COUNTERTOP

12 36 00  - P LAM COUNTERTOP

(12) TOTAL

G11

A7.10

H1

A7.01

Sim

H1

A7.01

Sim

H1

A7.01

Sim

6"

A7.10B4

2' - 0"

2' - 0"

11
5°

2"

06 20 00  - COUNTER BRACKET
BELOW, 3'-0" O.C. MAX TYP

7' - 9"

3'
 -

 1
1"

06 20 00  - COUNTER BRACKET

(TYP)

05 50 00  - PARTIAL HEIGHT PARTITION BRACE

06 20 00  - END PANEL-PLAM

A7.10

D7

S
im

H
O

LD
10' - 0"

2' - 4
"

1' - 0
"

H
O

LD
7' - 6"

PLAM-3

PLAM-1

06 20 00  - P LAM COUNTERTOP

06 20 00  - P LAM COUNTERTOP

6"

COUNTER BRACKETS
3'-0" O.C. MAX SPACING

B1

A7.10

Sim

2' - 6"

06 20 00  - DIVIDER PANEL

2'
 -

 6
"

06 20 00  - P LAM COUNTERTOP

06 20 00  - COUNTER BRACKET

09 65 00  - RESILIENT BASE

H1

A7.01

Sim
NO BACKSPLASH

EQEQEQEQ

2"2"

1'
 -

 0
"

PLAM-3

PLAM-1

G11

A7.10

D11

A7.10

3' - 3 1/2"3' - 3 1/2"

2'
 -

 6
"

4"

PLAM-1

A7.10

B1

Sim

06 20 00  - METAL CORNER TRIM

06 20 00  - PLAM FACED PANEL

3/
4"

3/4"

LEVEL 2
15' - 4"

LEVEL 2
16' - 0"

TOP OF BLEACHERS
21' - 5"

LEVEL 2

15' - 4"

LEVEL 2

15' - 4"

LEVEL 2

15' - 4"

LEVEL 2

15' - 4"

EQEQ2' - 11"

5' - 5"2' - 11"

6"

4'
 -

 6
"

1'
 -

 4
"

1'
 -

 0
" PLAM-1

PLAM-3

D11

A7.10

G11

A7.10

TRANSACTION TOP
BEYOND

A7.10

B1

Sim
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 1/2" = 1'-0"A7.10

D4 RECEPTION DESK ROOM A101 ELEVATION
 1/2" = 1'-0"A7.10

D1 RECEPTION DESK ROOM A101 ELEVATION

 1 1/2" = 1'-0"A7.10

G11 RECEPTION DESK SECTION

 1/2" = 1'-0"A7.10

J7 CTE REC/WAITING DESK PLAN ROOM A110
 1/2" = 1'-0"A7.10

J4 SPECIAL ED DESK PLAN ROOM A201

 1/2" = 1'-0"A7.10

G1 GUIDANCE RECEPTION DESK PLAN ROOM A210A

 1/2" = 1'-0"A7.10

D9 SPECIAL ED DESK ELEVATION
 1/2" = 1'-0"A7.10

D7 AUTISM SUITE DESK ELEVATION

 1 1/2" = 1'-0"A7.10

D11 RECEPTION DESK LOWER SECTION

 1/2" = 1'-0"A7.10

J11 RECEPTION A101 DESK PLAN
 1/2" = 1'-0"A7.10

J1 AUTISM DESK PLAN

 1/2" = 1'-0"A7.10

B4 RECEPTION DESK REAR VIEW

 1/2" = 1'-0"A7.10

F7 CTE DESK ELEVATION

 12" = 1'-0"A7.10

B1 TYPICAL OUTSIDE CORNER OF ENCLOSURE
 1/2" = 1'-0"A7.10

B8 Elevation 4 - a

NO. DESCRIPTION DATE



14' - 0"

3'
 -

 0
" 5"

11"

A7.11

H11Sim

4' - 0" 4' - 0"3' - 0"

1'
 -

 2
 1

/2
"

06 20 00  - P LAM COUNTERTOP

ELECTRICAL OUTLETS  INSET IN COUNTER

PLAM SEAM

7' - 0"

2'
 -

 0
"

SCRIBE TO WALL
FINISH BACK OF PANEL
FACING SIDELIGHT

A7.11

H1Sim

11' - 0"

2' - 8"

06 20 00  - P LAM COUNTERTOP

3'
 -

 0
"

SCRIBE TO WALL

A7.11

H4Sim

9' - 7"

1' - 10"
06 20 00  - PLAS LAMINATE

06 20 00  - METAL SUPPORT POST
(S)

2"2"

4"

06 20 00  - P LAM COUNTERTOP

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

06 20 00  - WD BLOCKING

06 20 00  - PLAM FACED PANEL

LOCKERS CFCI

3'
 -

 6
"

RECESSED ELECTRICAL OUTLET BETWEEN
BLOCKING

1' - 2 1/2"

3' - 0"

09 65 00  - RESILIENT BASE

COORDINATE WITH LOCKERS

1' - 7"

3/
4"

H
O

LD

3'
 -

 0
"

H9

A7.02

Sim

1' - 6" 1'
 -

 1
0"

2"

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

WALL BEYOND

1 
1/

2"

1 1/2"

2' - 0"
06 20 00  - PLAS LAMINATE BENCH TOP

A7.01

B7

Sim

4' - 0"4' - 0"
2" 2"2"2"

2"

EDGE OF WALL BEYOND

1'
 -

 1
0"

B12

A7.11

Sim

PL-1

A7.11

B8

SIM (TYP AT FLOOR)

2' - 0"

3' - 0"

2'
 -

 1
0"

2"

06 20 00  - PLYWOOD

3"

3"

WALL BEYOND

PAINT TO MATCH
WALL COLOR

SCRIBE TO WALL

06 20 00  - P LAM COUNTERTOP

06 20 00  - SHELF WALL CLEAT

H9

A7.02

Sim

EDGE OF WALL BEYOND

2"

2"

2'
 -

 1
0"

C5

A7.11

Sim

PLAM-1

06 20 00 METAL SUPPORT POST (S)

10' - 0"

A7.11

B8

SIM (TYP AT FLOOR)

06 20 00 SHELF BRACKET

2"

8' - 0"

7' - 0"

2"

2"
2"

2" PLAM-1

2'
 -

 1
0"

1'
 -

 1
0"

C5

A7.11

Sim

B12

A7.11

Sim

A7.11

B8

SIM (TYP
 AT FLOOR)

3'
 -

 0
"

SCRIBE TO WALL

SCRIBE  TO WALL

9' - 7"

1' - 10" 06 20 00  - PLAS LAMINATE

V
IF

1'
 -

 9
 1

/2
"

06 20 00  - COUNTER LEG

BENCHTOP

06 20 00  - SHELF BRACKET

SCRIBE TO WALL

2'
 -

 0
"

11' - 0"

2' - 8"

06 20 00  - PLAS LAMINATE BENCHTOP

F5

A7.11

Sim

PLAM-1

2"

2"

2"

COORDINATE WITH LOCKERS

13' - 8" /16'-8"

82 82 82 82 82 82 82 82 82

A7.11

B8

SIM

A7.11

B8

SIM

06 20 00  - PLAM FACED PANEL
COORDINATE WITH LOCKERS

B12

A7.11

Sim

C5

A7.11

Sim

71-8

PLAM-1

PLAM-1

09 65 00  - RESILIENT BASE

06 20 00  - COUNTER LEG

J11

A4.30

A7.11

B8

A7.11

B8

SIM

A7.11

B8

SIM

06 20 00  - STAINLESS STEEL BASE

2'
 -

 0
"

A7.11

H7Sim

06 20 00  - PLAS LAMINATE

SCRIBE TO WALL

7' - 0"7' - 7"

3'
 -

 0
"

BENCHTOP

06 20 00  - SHELF BRACKET

A7.11 H11

S
im

3' - 2"

17
' -

 0
"

2'
 -

 6
"

4'
 -

 0
"

4'
 -

 0
"

4'
 -

 0
"

ELECTRICAL OUTLETS
INSET INTO COUNTER

06 20 00  - PLAM FACED PANEL

5"

11
"

VIF

1' - 2 1/2"

P
LA

M
 S

E
A

M

4'
 -

 6
"

P
LA

M
 S

E
A

M

4'
 -

 6
"

8'
 -

 0
"

06 20 00  - STAINLESS STEEL BASE

06 20 00  - PLAS LAMINATE

05 50 00  - PART-HEIGHT DOWEL
ANCHOR (GROUT TO SLAB)

4"

3/4" 1/2" 3/4"

B10

A7.11

05 50 00  - PART-HEIGHT DOWEL
ANCHOR (GROUT TO SLAB)

1/2"

A7.01

B7

Sim

WELD

2"

06 20 00  - STAINLESS STEEL BASE

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

N

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

As indicated

2/
10

/2
01

6 
3:

51
:3

3 
P

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_r

ya
n.

tir
re

ll.
rv

t

A7.11

12-067-00

02/11/2016

SFW
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 1/2" = 1'-0"A7.11

J11 B & D WING: PATHWAY LIBRARY ISLAND PLAN
 1/2" = 1'-0"A7.11

J1 D WING: PATHWAY LIBRARY WALL UNIT 2 PLAN
 1/2" = 1'-0"A7.11

J4 D WING: PATHWAY LIBRARY WALL UNIT 1 PLAN

 1 1/2" = 1'-0"A7.11

F5 PATHWAY ISLAND SECTION

 1 1/2" = 1'-0"A7.11

B12 WALL UNIT 2 SECTION

 1/2" = 1'-0"A7.11

H1 D WING: LIBRARY WALL UNIT 2

 1 1/2" = 1'-0"A7.11

C5 WALL UNIT 1 SECTION

 1/2" = 1'-0"A7.11

H4 D WING: WALL UNIT 1 ELEV
 1/2" = 1'-0"A7.11

H7 C WING: SCIENCE & TECHNOLOGY PATHWAY WALL UNIT ELEVATION

 1/2" = 1'-0"A7.11

F8 B WING: ART & COMMUNICATIONS PATHWAY COUNTER PLAN
 1/2" = 1'-0"A7.11

F12 B WING: ART & COMMUNICATIONS PATHWAY BENCH PLAN

 1/2" = 1'-0"A7.11

H11 B & D WING: PATHWAY ISLAND ELEVATION

 1/2" = 1'-0"A7.11

D8 ARTS & COMM - PATHWAY LIBRARY

 1/2" = 1'-0"A7.11

J7 C WING: SCIENCE & TECHNOLOGY PATHWAY WALL UNIT PLAN

 1/2" = 1'-0"A7.11

F1 E WING: ISLAND PLAN

 3" = 1'-0"A7.11

B8 DOWEL TO SLAB DETAIL
 6" = 1'-0"A7.11

B10 DOWEL TO SLAB SECTION

NO. DESCRIPTION DATE



E12

A7.12

Sim

E9

A7.12

Sim

06 20 00  - PLAM FACED PANEL

06 20 00  - HARDWOOD-STAINED

06 20 00  - PLAM FACED PANEL

PLAM-1 TYP

PLAM-1 TYP

PLAM-3

MATCH PLAM-1

J1

A7.12

4"

4"

EDGE OF CEILING

06 20 00  - PLAM FACED PANEL06 20 00  - PLAM FACED PANEL

06 20 00  - SHELF-PLAM

6'
 -

 1
"

OUTLINE OF CABINET ABOVE

2' - 6"

2' - 8"

06 20 00  - PLAS LAMINATE

06 20 00  - SHELF-PLAM

3"

4"
5 

1/
2"

2"

5 1/2"

1' - 3" 1' - 3"

5 1/2"

5"

1" 1"

7"

E
Q

E
Q

2'
 -

 8
 1

/2
"

2"
2'

 -
 8

 1
/2

"

06 20 00  - PLAS LAMINATE

06 10 54  - WD BLOCKING

06 20 00  - END PANEL-PLAM

06 20 00  - END PANEL-PLAM

06 20 00  - HARDWOOD-STAINED

A7.01

B7

Sim

(PLAM-3)

-1

06 20 00  - PLAS LAMINATE
(PLAM-1)

2' - 8"

4"
3"

1"
4"

1/2" 1"

6'
 -

 4
"

10
"

4'
 -

 6
"

1'
 -

 0
"

1"
1"

4"

7"

E
Q

E
Q

06 20 00  - END PANEL-PLAM

06 20 00  - HARDWOOD-STAINED

A7.01

B7

Sim

4"

4"
3'

 -
 8

"

EQ EQ

6' - 4"

1" 1" 4" 4" 4' - 6" 4" 3" 1" 4"

2" 3"2"

4"
1'

 -
 5

"
1'

 -
 5

"

7'
 -

 2
"

6' - 1"

4"

A7.12

G10

Sim

B11

4"

EDGE OF CEILING TILE

06 20 00  - SHELF-PLAM

(PLAM-3 FIXED)

1" 4"

2"

3/8"

2"

1"

2"

4"
1'

 -
 5

"
1'

 -
 5

"
4"

15
' -

 4
"

2"

A7.12

B4

2"

2"

1' - 6 1/2"

1' - 3"

2"

3'
 -

 6
"

2'
 -

 0
"

2'
 -

 0
"

2'
 -

 2
"

2'
 -

 2
"

2' - 8"

1' - 7 1/8"

08 43 13  - ALUM STOREFRONT FRAMING

A7.12

E4

06 20 00  - PLAS LAMINATE

06 10 54  - WD BLOCKING

06 20 00  - HARDWOOD-STAINED
(TO MATCH PLAM-1
TYP)

(PLAM-3)

(PLAM-1)

(PLAM-3)

05 12 00  - STL  BENT PLATE(S)

06 20 00  - SHELF-PLAM

08 80 00  - GLAZING CHANNELS
(TYP)

06 20 00  - PLAS LAMINATE

(PLAM-3 FIXED)
06 20 00  - PLAS LAMINATE

1' - 3" 1' - 3"

DIFFERENTIAL MOVEMENT CONNECTION

PLAM BEYOND

06 20 00  - PLAS LAMINATE

05 12 00  - STL  TUBE (S)

(PLAM-3)

05 50 00  - STL  PLATE

(PAINT P-16)

05 50 00  - STL  PLATE

4"

06 20 00  - PLAS LAMINATE

06 20 00  - PLAS LAMINATE

08 80 00  - S-10 GLAZING TYPE

08 80 00  - S-8 GLAZING TYPE

(TYP)

05 50 00  - STL RAIL 1” X 2”

08 80 00  - GLAZING CHANNELS

05 50 00  - STL  ANGLE

05 50 00  - STL TUBE

4" 4"

2"

1"

3/
4"

08 80 00  - S-9 GLAZING TYPE

08 80 00  - S-10 GLAZING TYPE

WELD

WELD

RESILIENT PAD

05 50 00  - STL  PLATE

LEVEL 2
15' - 4"

B11

08 43 13  - ALUM STOREFRONT FRAMING

05 50 00  - STL RAIL 1” X 2”

08 80 00  - GLAZING CHANNELS

05 50 00  - STL  ANGLE

1 1/4"

1"

4" 4"

05 50 00  - STL TUBE

05 12 00  - STL  BENT PLATE(S)

08 80 00  - S-10 GLAZING TYPE

DIFFERENTIAL MOVEMENT CONNECTION

SLOTTED CONNECTION

06 20 00  - PLAS LAMINATE

06 10 54  - WD BLOCKING

05 50 00  - STL RAIL 1” X 2”

05 50 00  - STL  PLATE

05 51 13  - STL ANGLE

05 51 13  - STL TUBE

(TYP)

4" 4" 2 1/2"

1"

2"

08 80 00  - S-9 GLAZING TYPE

WELDING

RESILIENT PAD
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 1/2" = 1'-0"A7.12

J10 ART PATHWAY DISPLAY CASE SIDE ELEVATION

 1 1/2" = 1'-0"A7.12

E12 DISPLAY CABINET BASE HORIZONTAL SECTION
 1 1/2" = 1'-0"A7.12

E9 DISPLAY CABINET MID SECTION

 1 1/2" = 1'-0"A7.12

J4 ART PATHWAY DISPLAY CASE VERTICAL SIDE SECTION(PARTIAL)
 1 1/2" = 1'-0"A7.12

J1 ARTS PATHWAY SOFFIT

 6" = 1'-0"A7.12

B4 METAL RAIL / GLAZING ASSEMBLY

 6" = 1'-0"A7.12

E4 Detail 7

 6" = 1'-0"A7.12

G10 METAL RAIL / PLASTIC LAMINATE ASSEMBLY

NO. DESCRIPTION DATE



4"

4"

6' - 4"

6"

7'
 -

 2
"

4'
 -

 1
0"

1'
 -

 8
"

4"

6" 4" 4' - 6" 4" 8"

A7.12

B4

SIM

A7.12

G10

Sim

2"

1' - 6"

1'
 -

 6
"

12 34 00  - P LAM FACED PANEL

EDGE IF CURTAIN WALL

EDGE IF DISPLAY CASE

06 20 00  - PLAM FACED PANEL
HOLD

3"

CURTAIN WALL BASE

2"2"
06 20 00  - WD BLOCKING

COLUMN BEYOND

06 20 00  - GLASS DISPLAY HARDWARE

2"

4"

7'
 -

 2
"

4"

TYP @ EACH CABINET

06 20 00  - HARDWOOD-STAINED

PLAM-1 TYP

TO MATCH PLAM-1

A7.13

J9

H8

A7.13

TYP

H1

A7.13

TYP

4"
4"

1'
 -

 8
"

4'
 -

 1
0"

7'
 -

 2
"

08 43 13  – ALUM STOREFRONT
FRAMING, OUTSIDE ‘V’ CORNER

2' - 3 5/8"

07 90 05  - SEALANT

4" 1' - 1" 4"

07 90 05  - SEALANT

4 1/4"

A7.12

B4

SIM

B11

SECURED TO  FRAMING
ABOVE AND BELOW

05 12 00  - STL  COLUMN (S)

4"
3"

1"
4"

6'
 -

 4
"3'

 -
 1

1"
1'

 -
 0

"

1"
1"

4"

7"

2' - 3"

2' - 7 1/2"

EXTEND STL PLATE
(THIS LOCATION ONLY)

08 80 00  - SLIDING GLASS DOOR
HARDWARE

A-H9
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 1 1/2" = 1'-0"A7.13

H1 2nd FLOOR DISPLAY CASE SIDE SECTION

 1 1/2" = 1'-0"A7.13

J7 PATHWAY BENCH
 1/2" = 1'-0"A7.13

J9 2nd FLOOR DISPLAY CASE SIDE ELEVATION
 1/2" = 1'-0"A7.13

J13 2nd FLOOR DISPLAY CASE PLAN

 1 1/2" = 1'-0"A7.13

H8 2nd FLR ART PATHWAY DISPLAY CASE FRONT VERTICAL SECTION
 1 1/2" = 1'-0"A7.13

H12 2nd FLOOR ART DISPLAY PLAN SECTION

NO. DESCRIPTION DATE



4"

J3

A7.14

TYP

GWB SOFFIT
SEE G1/A6.53 FOR
INFORMATION

PLAM-1

PLAM-1

2"

TYPICAL CABINET WIDTH

5' - 0"

END OF UNIT

3"3" 3"4 3/4"

6"

J10

A7.14

09 65 00  - RESILIENT BASE

6"

PLAM-1

PLAM-1

2"

06 20 00  - METAL CORNER TRIM

PLAM-1

2' - 0"

7'
 -

 1
1 

1/
2"

1'
 -

 6
"

4"

2' - 0"

SECURE FRAMEWORK
TO WALL

EDGE OF FRAMING

08 80 00  - SLIDING GLASS DOOR HARDWARE

06 20 00  - WD BLOCKING

06 20 00  - PLAM FACED PANEL

06 20 00  - MEDIUM DENSITY FIBERBOARD

06 20 00  - SHELF BRACKET

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

06 20 00  - HARDWOOD-STAINED

06 20 00  - HARDWOOD-STAINED

06 20 00  - TACKABLE WALL PANEL

LED LIGHT FIXTURE

6'
 -

 5
 1

/2
"

7'
 -

 1
1 

1/
2"

10
"

4"

09 21 16  - GYPSUM BD

09 21 16  - WALL REVEAL

SEE  G1/A6.53 FOR SOFFIT INFORMATION

V
IF

1/
2"

?

08 80 00  - GLASS

06 20 00  - SHELF STANDARD

ALIGN TO BOTTOM OF
FRAME VIF

ALIGN TO INSIDE OF
FRAME VIF

LED LIGHTING FIXTURE
SEE LTG SCHEDULE

1 5/8"1 5/8"

1' - 6"

06 20 00  - PLAM FACED PANEL

08 80 00  - GLASS

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

PROVIDE (2) POWER/DATA OUTLETS
COORD. W/ELEC. DWGS

B9 WINDOW TYPE

07 90 05  - SEALANT
1' - 9"

6"

07 90 05  - SEALANT

160°

1'
 -

 8
"

4"

V
IF

7'
 -

 6
"

06 20 00  - GLASS DISPLAY
HARDWARE

06 20 00  - WD BLOCKING

2'
 -

 6
"

7' - 2 3/4"

2' - 2
"

9"2' - 6 1/8"

4"

5' - 0"

06 20 00  - COUNTER GROMMET

06 20 00  - COUNTER GROMMET

12 36 00  - P LAM COUNTERTOP

06 20 00  - COUNTER GROMMET

06 20 00  - COUNTER GROMMET

A7.14

G9

S
im

6' - 6"

115°

2'
 -

 6
"

4' - 4 1/4"

06 20 00  - P LAM COUNTERTOP

12 36 00  - GROMMET

12 36 00  - GROMMET

A7.14

G3

S
im

2' - 4"

1' - 5"

2' - 4"

1' - 5"

2' - 4"

R 5"

R 5"

R 5"

R 5"

R 5"

A6.00

D1

S
im

06 20 00  - P LAM COUNTERTOP

06 20 00  - COUNTER GROMMET

D12

A7.14

Sim

D9

A7.14

Sim

PLAM-1

PLAM-3

SHELVING PLAM-3 SHELVING PLAM-1

D6

A7.14

Sim

D3

A7.14

Sim

2"

2"

2" 2" 2"

2"

PLAM-3

PLAM-1

PLAM-1

PLAM-3

NOTE:ELEVATION IS FLATTENED
FOR CLARITY

5"

09 65 00  - RESILIENT BASE

12 36 00  - COUNTERTOP

08 80 00  - GLASS

08 80 00  - SLIDING GLASS DOOR HARDWARE

06 20 00  - PLAM FACED PANEL

4"

3'
 -

 6
"

2"

1/4" THICKNESS

11"

1' - 6"

2' - 6"

06 20 00  - PLAM FACED PANEL

06 20 00  - SHELF-PLAM

06 20 00  - PIN HOLE

06 20 00  - PULL

06 20 00  - CAB DOOR-PLAM

06 20 00  - SHELF-PLAM

LED STRIP LIGHT COORD
W/ELEC. DWGS

2"

2"
(PLAM-1)

A7.01

B7

Sim

Checked By:

Checked:

Written By:

THIS WONT DO MUCH HERE.
THE SHELVES WILL BLOCK
THE LIGHT.  iF THAT IS THE
INTENT LOCATE AT TOP AND
PULL SHELVES BACK

A7.01

B7

Sim

2' - 2"

1' - 4"

09 65 00  - RESILIENT BASE

06 20 00  - PIN HOLE

2"
2'

 -
 6

"

4"

06 20 00  - PLAM FACED PANEL

12 36 00  - COUNTERTOP

1' - 9"

LED STRIP LIGHTING
COORD W/ELEC. DWGS

2"

4"
2"

2"

06 20 00  - SHELF-PLAM

A7.01

B7

Sim

08 80 00  - GLASS

A7.01

B7

Sim

PLAM-3

12 36 00  - COUNTERTOP

3'
 -

 6
"

2"

06 20 00  - PLAM FACED PANEL

2' - 6"

6"

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

06 20 00  - COUNTER END PANEL

2"

2"

A7.01

B7

Sim

A7.01

B7

Sim

2' - 2"

2"

2'
 -

 6
"

06 20 00  - PLAM FACED PANEL

12 36 00  - P LAM COUNTERTOP

06 20 00  - PLAM FACED PANEL

6"

06 20 00  - COUNTER END PANEL

2"

A7.01

B7

Sim

06 20 00  - COUNTER BRACKET
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 3/4" = 1'-0"A7.14

J12 TROPHY DISPLAY CASE ELEVATION-GYM CORRIDOR
 3/4" = 1'-0"A7.14

J7 WINDOW DISPAY CASE ELEVATION-CADD LAB
 3/4" = 1'-0"A7.14

J5 DISPLAY CASE SIDE ELEVATION
 3/4" = 1'-0"A7.14

J3 TROPHY DISPLAY CASE SECTION-GYM CORRIDOR
 3/4" = 1'-0"A7.14

J10 WINDOW DISPLAY CASE SECTION-CADD LAB

 1/2" = 1'-0"A7.14

G12 BUSINESS SALES KIOSK PLAN ROOM A114
 1/2" = 1'-0"A7.14

G6 CAREER KIOSK PLAN

 1/2" = 1'-0"A7.14

J1 TRASH RECYCLING COUNTER

 1/2" = 1'-0"A7.14

G9 BUSINESS SALES KIOSK ELEVATION
 1/2" = 1'-0"A7.14

G3 CAREER KIOSK ELEVATION

 1 1/2" = 1'-0"A7.14

D9 KIOSK UPPER SECTION
 1 1/2" = 1'-0"A7.14

D12 KIOSK LOWER SECTION
 1 1/2" = 1'-0"A7.14

D3 CAREER KIOSK UPPER SECTION
 1 1/2" = 1'-0"A7.14

D6 CAREER KIOSK LOWER SECTION

NOTE: ELEVATION IS FLATTENED FOR
CLARITY

NO. DESCRIPTION DATE



3' - 6"

1' - 4"

PLAM-3

PLAM-1

PLAM-1

12' - 0"

1'
 -

 4
"

2' - 10"

4'
 -

 0
"

12 36 00  - GROMMET

TYP - LOCATED AT  LOWER COUNTER HEIGHT

TRANSACTION TOP

06 20 00  - COUNTER BRACKET

3'
 -

 2
"

A7.15 H7

A7.15

J7

A7.15

H5

8'
 -

 3
"

A7.15J5

POWER/DATA OUTLETS
COORD W/ELEC DWGS

A7.15H3

S
im

PLAM-3

9"
9"

6"

2"

3'-0" O.C. MAX

06 20 00  - DIVIDER PANEL

06 20 00  - DIVIDER PANEL

(PLAM)

(PLAM)
06 20 00  - END PANEL-PLAM

2"

A7.10

B1

Sim

E
Q

E
Q

PLAM SEAM

EQEQ

2'
 -

 8
"

4' - 0"

06 20 00  - PLAM FACED PANEL06 20 00  - PLAM FACED PANEL

06 20 00  - WD BLOCKING

3"

1'
 -

 0
"

2" 06 20 00  - SHELF-PLAM

EDGE OF LOWER COUNTER

12 36 00  - P LAM COUNTERTOP

06 20 00  - PLAM FACED PANEL

06 20 00  - COUNTER BRACKET

2' - 10"

2'
 -

 6
"

6 1/2"

MILLWORK BEYOND

1'
 -

 4
"

2"

2"

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL

06 20 00  - EDGE BANDING

3"

06 20 00  - P LAM COUNTERTOP

10
"

09 65 00  - RESILIENT BASE

06 20 00  - PLAS LAMINATE

A7.10

B1

Sim

A7.01

B7

Sim

06 20 00  - PLAM FACED PANEL
06 20 00  - WD BLOCKING

06 20 00  - COUNTER BRACKET

2' - 0"

1' - 4"

2'
 -

 6
"

8"

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

PROVIDE POWER/TEL/DATA
OUTLETS. COORD W/ELEC
DWGS.

6"

06 20 00  - TACKABLE WALL PANEL

6 1/2"

3"

06 20 00  - PLAM TRANSACTION TOP

A7.01

B7

Sim

06 20 00  - PLAM FACED PANEL

06 20 00  - WD BLOCKING

06 20 00  - COUNTER BRACKET

1' - 4"

2'
 -

 6
"

8"

6 1/2"

06 20 00  - PLAM FACED PANEL

PROVIDE POWER/TEL/DATA OUTLETS
COORD W/ELEC. DWGS.

9"

06 20 00  - TACKABLE WALL PANEL
3' - 2"

3"

12 36 00  - PLASTIC EDGE BANDING

06 20 00  - PLAM TRANSACTION TOP

12 36 00  - P LAM COUNTERTOP

12 36 00  - P LAM COUNTERTOP

2'
 -

 8
"

2"2"

3' - 6"

06 20 00  - PLAM FACED PANEL

ELECTRICAL OUTLET , COORD W/ELEC. DWGS
SECURE CONDUIT TO UNDESIDE OF CABINET
TOP

4' - 0"

4"

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL

5"

2' - 0"

06 20 00  - SHELF-PLAM

A7.01

B7

Sim

F5

A7.15

Sim
F9

A7.15

TYP

C6

A7.15

TYP

PLAM-1

PLAM-3

PLAM-3

PLAM-3

10
"

1'
 -

 0
"

C1

A7.15

TYP

PLAM SEAM TYP

EQ EQ 4' - 4" 3' - 8"

7' - 11"

F12

A7.15

TYP

PLAM-1

PLAM-3

F1

A7.15

TYP

3'
 -

 6
"

2'
 -

 1
0"

BOOK RETURN

EQEQEQ

4' - 0"

PLAM SEAM

PLAM-3

PLAM-1

2"

2'
 -

 8
"

C11

A7.15

TYP

6"

1'
 -

 0
"

PLAM-1

PLAM-3

2'
 -

 6
" 3'

 -
 6

"

12 36 00  - P LAM COUNTERTOP

2'
 -

 8
"

2"2"

3' - 6"

06 20 00  - PLAM FACED PANEL

ELECTRICAL OUTLET , COORD W/ELEC. DWGS
SECURE CONDUIT TO UNDESIDE OF CABINET
TOP

06 20 00  - PLAM FACED PANEL

06 20 00  - PULL

4' - 0"

4"

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL

5"

A7.01

B7

Sim

4' - 0"

PLAM-3

C6

A7.15

TYP

C1

A7.15

TYP

PLAM-1
2"

EQ EQ

2'
 -

 8
"

2"

12 36 00  - P LAM COUNTERTOP

2'
 -

 6
"

6 1/2"

BOOK RETURN SLIDE

3"

15°

EDGE OF DESK SURROUND BEYOND

06 20 00  - WD BLOCKING

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL

06 20 00  - EDGE BANDING

06 20 00  - COUNTER BRACKET

4"

06 20 00  - PLAM FACED PANEL

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

N

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

As indicated

2/
10

/2
01

6 
3:

52
:1

0 
P

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_r

ya
n.

tir
re

ll.
rv

t

A7.15

12-067-00

02/11/2016

SFW

ENLARGED MILLWORK-LIBRARY DESKS

BID DOCUMENTS

SANFORD HIGH

SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1/2" = 1'-0"A7.15

J11 LIBRARY DESK PLAN RM A122

 1 1/2" = 1'-0"A7.15

C11 LIBRAY DESK SECTION 4

 1 1/2" = 1'-0"A7.15

F5 LIBRARY DESK SECTION 3
 1 1/2" = 1'-0"A7.15

F9 LIBRARY DESK SECTION 2
 1 1/2" = 1'-0"A7.15

F12 LIBRARY DESK SECTION 1

 1 1/2" = 1'-0"A7.15

C6 LIBRAY DESK SECTION 5

 1/2" = 1'-0"A7.15

H7 WEST ELEVATION

 1/2" = 1'-0"A7.15

J7 NORTH ELEVATION

 1/2" = 1'-0"A7.15

H5 SOUTH ELEVATION

 1/2" = 1'-0"A7.15

J5 EAST ELEVATION

 1 1/2" = 1'-0"A7.15

C1 LIBRAY DESK SECTION 6

 1/2" = 1'-0"A7.15

H3 LIBRARY DESK ELEVATION 3

 1 1/2" = 1'-0"A7.15

F1 LIBRARY DESK SECTION 7

NO. DESCRIPTION DATE



3'
 -

 6
"

09 65 00  - RESILIENT BASE

1' - 2"

2'
 -

 6
"

2"

06 20 00  - PLAM FACED PANEL

06 20 00  - PLAM FACED PANEL

06 20 00  - P LAM COUNTERTOP

5"

3 3/4"

06 20 00  - PLYWD SUBFRAME

A7.01

B13

TYP

A7.01

B13

TYP

V
IF

9'
 -

 3
 3

/4
"

06 20 00  - PLAM FACED PANEL

09 65 00  - RESILIENT BASE

2'
 -

 8
"

06 20 00  - SHELF-PLAM

06 20 00  - PLAM FACED PANEL

06 20 00  - PIN HOLE

06 20 00  - PLAM FACED PANEL

ALIGN WITH CEILING

WD SHIM

4 
1/

4"

1' - 0"

4"

06 20 00  - PLAS LAMINATE

08 80 00  - GLASS
4 SHELVES

SECURE AND BRACE TO CEILING

4"

4' - 3"

3'
 -

 0
"

2"

2"

2"

F7

A7.16

Sim
F7

A7.16

Sim

FOOD SERVICE EQUIPMENT
SEE FOOD SERVICE DWGS

CABINET BASE, CONT.
RB-7

EDGE OF COUNTER, FINISHED FACE

PLAM-3PLAM-3

4"
4"

2'
 -

 4
"

B13

A7.01

TYP

4"

2" 5"

1' - 10"

06 20 00  - SHELF-PLAM

06 20 00  - PIN HOLE

09 65 00  - RESILIENT BASE

06 20 00  - PLAM FACED PANEL

12 36 00  - P LAM COUNTERTOP

06 20 00  - PLAM FACED PANEL

3"

2' - 8"

06 20 00  - PLAM FACED PANEL

2" 2"

A7.01

B13

TYP

3'
 -

 0
"

2'
 -

 6
"

D4

A7.16

TYP

09 65 00  - RESILIENT BASE

PLAM-1

ELECTRICAL  OUTLETS (4) TOTAL

EQ EQ EQ

2'
 -

 9
"

C7

A7.16

TYP

09 65 00  - RESILIENT BASE

12 36 00  - COUNTERTOP

06 20 00  - COUNTER BRACKET

06 20 00  - PLAM FACED PANEL

PROVIDE FOR ELEC/DATA OUTLETS
SEE ELEC DWGS

COUNTER BEYOND
2' - 0"

1 
1/

2"

4' - 0"

3'
 -

 0
"

09 65 00  - RESILIENT BASE

A7.01

B13

TYP

2'
 -

 6
"

3'
 -

 0
"

12 36 00  - P LAM COUNTERTOP

06 20 00  - PLAM FACED PANEL

PROVIDE  ELECTRICAL OUTLETS
SEE ELEC. DWGS

2' - 0"

09 65 00  - RESILIENT BASE

PROVIDE  ELECTRICAL OUTLETS
SEE ELEC. DWGS

06 20 00  - COUNTER BRACKET

A7.01

B13

TYP

A7.01

B13

TYP

B13

A7.01

TYP

06 20 00  - PLAS LAMINATE (SHELF SUPPORT WITH EDGE BANDING)

6'
 -

 2
"

3' - 2"

A7.16H1

PLAM-1

J9

A7.01

Sim

3'
 -

 0
"

BDD363624 BDD363624

PLAM-3

6' - 6"

3' - 6"

2'
 -

 0
"

1'
 -

 2
"

06 20 00  - COUNTER GROMMET(2) TOTAL

A7.16

G13

A7.16H11

1'
 -

 0
"

1' - 0"

A7.16

J11

5' - 5"

2'
 -

 1
1"

7' - 0"3' - 7 1/8"6 7/8"4' - 1 1/2"

2'
 -

 8
"

06 20 00  - COUNTER BRACKET06 20 00  - P LAM COUNTERTOP

06 20 00  - COUNTER GROMMET

06 20 00  - COUNTER GROMMET

REFRIGERATOR CASE
SEE FOOD SERVICE DWGS

A7.16

H7Sim

A7.16 H4

S
im

1'
 -

 0
"

8'
 -

 0
"

5' - 0 1/4"

2' - 0"

2'
 -

 0
"

4'
 -

 0
"

2'
 -

 0
"

A7.16

F4Sim

06 20 00  - P LAM COUNTERTOP

1' - 0"

E13

A7.16

TYP

1'
 -

 0
"

PLAM-1

PLAM-3

2'
 -

 0
"

2"

2' - 9"

3" 2' - 3"

PLAM-1

F11

A7.16

Sim

NO CABINET DOOR

2'
 -

 0
"

2"

2"

5' - 3"
3"2' - 3"3"2' - 3"3"

PLAM-1

PLAM-3

F11

A7.16

Sim
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 1 1/2" = 1'-0"A7.16

E13 COSMETOLOGY DESK SECTION

 1 1/2" = 1'-0"A7.16

F11 COSMETOLOGY SHELF SECTION

 1/2" = 1'-0"A7.16

H7 DINING SALES DESK ELEVATION

 1 1/2" = 1'-0"A7.16

F7 DINING SALES DESK SECTION

 1/2" = 1'-0"A7.16

H4 WIRING DESK ELEVATION 1

 1/2" = 1'-0"A7.16

F4 WIRING DESK ELEVATION 2

 1 1/2" = 1'-0"A7.16

D4 WIRING DESK SECTION 1

 1 1/2" = 1'-0"A7.16

C7 WIRING DESK SECTION 2

 1/2" = 1'-0"A7.16

J1 RESIDENTIAL WIRING ISLAND PLAN

 1/2" = 1'-0"A7.16

H1 RESIDENTIAL WIRING ISLAND ELEVATION

 1/2" = 1'-0"A7.16

J13 COSMETOLOGY DESK PLAN
 1/2" = 1'-0"A7.16

J7 DINING SALES DESK PLAN
 1/2" = 1'-0"A7.16

J4 RESIDENTIAL WIRING DESK PLAN

 1/2" = 1'-0"A7.16

G13 COSMETOLOGY DESK ELEVATION

 1/2" = 1'-0"A7.16

H11 COSMETOLOGY SIDE SHELVING ELEVATION

 1/2" = 1'-0"A7.16

J11 COSMETOLOGY WIDE SHELF ELEVATION

NO. DESCRIPTION DATE



A7.17

H5

A7.17

F5

12' - 6"

3'
 -

 4
"

A7.17 D5

12 36 00  - P LAM COUNTERTOP

A7.17

H9

A7.17

F9

A7.17 D9
A7.17B9

6' - 2"

2'
 -

 4
"

12 36 00  - LAB COUNTERTOP

3' - 0 1/8"

A7.17

H13

A7.17

F13

A7.17D13A7.17 B13

6' - 2"

2'
 -

 4
"

12 36 00  - LAB COUNTERTOP

12 36 00  - LAB SINK

3' - 0 1/8"

GAS TURRET

A7.17H11

12 36 00  - LAB COUNTERTOP

4' - 6"

4'
 -

 6
"

135°

12 36 00  - LAB SINK

?
(4) TOTAL

J5

A7.01

Sim

09 65 00  - RESILIENT BASE
SB343624 SB383624

3'
 -

 2
"

2'
 -

 1
0"

J5

A7.01

Sim

SB343624SB383624 09 65 00  - RESILIENT BASE

09 65 00  - RESILIENT BASE

6" 1' - 0"

2'
 -

 9
"

09 65 00  - RESILIENT BASE

A
D

A
 H

G
T

 2
'-1

0"

3'
 -

 2
"

COORD OUTLETS W/ELEC DWGS

J5

A7.01

Sim

SB343624 SB383624

2'
 -

 1
0"

3'
 -

 2
"

J5

A7.01

Sim

SB342436 SB343636

J11

A7.01

Sim
J5

A7.01

Sim

H7

A7.01

Sim

B4D341824

H6

A7.02

Sim

2'
 -

 1
0"

09 65 00  - RESILIENT BASE

EQEQ

09 65 00  - RESILIENT BASE

H6

A7.02

Sim

COORD OUTLETS W/ELEC DWGS

09 65 00  - RESILIENT BASE

2'
 -

 6
"

1' - 0"

09 65 00  - RESILIENT BASE

11"

12 36 00  - P LAM COUNTERTOP

09 65 00  - RESILIENT BASE

6"1' - 0"
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STATION

BID DOCUMENTS

SANFORD HIGH

SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

 1/2" = 1'-0"A7.17

J5 FACS TEACHING ISLAND PLAN
 1/2" = 1'-0"A7.17

J9 BIOLOGY SCIENCE LAB TEACHER ISLAND PLAN TYP
 1/2" = 1'-0"A7.17

J13 CHEMISTRY LAB TEACHER ISLAND PLAN
 1/2" = 1'-0"A7.17

J11 CHEMISTRY LAB STUDENT ISLAND PLAN

 1/2" = 1'-0"A7.17

H13 CHEMISTRY TEACHERS ISLAND FRONT VIEW

 1/2" = 1'-0"A7.17

F13 CHEMISTRY TEACHER'S ISLAND REAR VIEW

 1/2" = 1'-0"A7.17

D13 CHEMISTRY TEACHER'S ISLAND SIDE VIEW

 1/2" = 1'-0"A7.17

B13 CHEMISTRY TEACHERS ISLAND SIDE VIEW

 1/2" = 1'-0"A7.17

H11 CHEMISTRY LAB STUDENT ISLAND ELEV.

 1/2" = 1'-0"A7.17

H9 BIOLOGY LAB TEACHER'S ISLAND FRONT VIEW
 1/2" = 1'-0"A7.17

H5 FACS TEACHING ISLAND FRONT VIEW

 1/2" = 1'-0"A7.17

F9 BIOLOGY TEACHER'S ISLAND REAR VIEW
 1/2" = 1'-0"A7.17

F5 FACS TEACHING ISLAND REAR VIEW

 1/2" = 1'-0"A7.17

D9 BIOLOGY TEACHER'S ISLAND SIDE VIEW 1/2" = 1'-0"A7.17

D5 FACS TEACHING ISLAND SIDE VIEW

 1/2" = 1'-0"A7.17

B9 BIOLOGY TEACHER'S ISLAND SIDE VIEW

NO. DESCRIPTION DATE



9" 

12"

A8.01

J5

J1
A8.01

__________

OUT BUILDING
-8' - 4"

A8.01

E9

Sim

A8.01

D7

Sim

04 20 00  - 8" GROUND FACE CMU

07 46 23  - WOOD
SIDING

07 41 13  - STANDING SEAM METAL
ROOFING

06 19 00  - METAL PLATE
CONNECTED PRE-FABRICATED
WOOD TRUSSES

D1
A8.01

__________

J1
A8.01

__________

07 41 13  - STANDING SEAM METAL
ROOFING

07 41 13  - RIDGE VENT

07 72 00  - SNOW GUARD.

OUT BUILDING
-8' - 4"

SEE DETAIL J1/A8.501 FOR FOUNDATION CONSTRUCTION

04 20 00  - 8" CMU

04 20 00  - DRIP FLASHING

04 20 00  - SINGLE WYTHE CMU
DRAINAGE SYSTEM

04 20 00  - 8" BOND BEAM CMU (S)

05 12 00  - ANCHOR BOLT (S)

06 10 54  - ISOLATION STRIP

07 41 13  - STANDING SEAM METAL
ROOFING

07 41 13  - UNDERLAYMENT
MEMBRANE

06 10 54  - PLYWOOD - 3/4"

06 19 00  - METAL PLATE
CONNECTED PRE-FABRICATED
WOOD TRUSSES

06 10 54  - 2X WD FRAMING

06 10 54  - 2X WD FRAMING

07 62 00  - ALUM COUNTER
FLASHING

07 62 00  - ALUM FASCIA

06 10 54  - 2X WD FRAMING

07 46 23  - EXTERIOR SOFFET VENTS

PITCH 1/4" PER 1'-0"

9'
 -

 1
0"

1 
1/

2"

06 20 00  - 5/4x3 WOOD PTD

06 20 00  - 5/4x3 WOOD PTD

07 46 23  - WOOD SIDING

EQ EQ

OUT BUILDING
-8' - 4"

A
LI

G
N

1/2"

3
/4

"

1/2"

3
/4

"

06 10 54  - 2X8 WD FRAMING

06 19 00  - METAL PLATE
CONNECTED PRE-FABRICATED
WOOD TRUSSES

07 46 23  - WOOD SIDING

04 20 00  - 8" GROUND FACE CMU

07 41 13  - STANDING SEAM METAL
ROOFING

07 62 00  - ALUM FASCIA

06 10 54  - PLYWOOD - 3/4"

07 62 00  - ALUM Z-FLASHING

06 10 54  - 2X WD FRAMING

05 12 00  - ANCHOR BOLT (S)

04 20 00  - SINGLE WYTHE CMU DRAINAGE SYSTEM

04 20 00  - DRIP FLASHING

1/
2"

06 10 54  - 2X WD FRAMING

06 10 54  - 2X WD FRAMING

06 20 00  - 5/4x3 WOOD PTD

07 41 13  - UNDERLAYMENT
MEMBRANE

06 10 54  - PLYWOOD - 1/2"
VERTICAL, 16" O.C.

03 30 00  - CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2

07 21 00  - RIGID PERIMETER INSUL
BD

07 21 00  - UNDER-SLAB VAPOR
RETARDER

03 30 00  - CONC  FOUNDATION (S)

31 23 15  - CRUSHED STONE  (C)

PERIMETER DRAIN ASSEMBLY (C)

31 23 15  - STRUCTURAL FILL (C)

PITCH AWAY FROM BUILDING

07 21 00  - VAPOR BARRIER
SEALANT

07 62 00  - ALUM COUNTER
FLASHING

06 10 54  - ISOLATION STRIP

07 25 00  - WEATHER BARRIER
SYSTEM #2

07 46 23  - WOOD SIDING

1/
2"

06 20 00  - 5/4x3 WOOD PTD

07 46 23  - WOOD SIDING

07 41 13  - STANDING SEAM METAL
ROOFING

04 20 00  - 12" GROUND FACE CMU

08 11 13  - HM DOOR

D1
A8.01

__________

J1
A8.01

__________

958 SF

ATHLETIC

OUT-BUILDING

26' - 0"

4'
 -

 0
"

7'
 -

 4
"

17
' -

 4
"

7'
 -

 4
"

4'
 -

 0
"

40
' -

 0
"

4'
 -

 0
"

7'
 -

 4
"

17
' -

 4
"

7'
 -

 4
"

4'
 -

 0
"

CMU PARTITION AS SCHEDULED

CMU PARTITION AS SCHEDULED

LOOSE LINTEL OR LINTEL BLOCK SEE
STRUCTURAL

MASONRY REINFORCING - SEE
STRUCTURAL

07 90 05 - SEALANT (BOTH SIDES)

08 11 13 - HM FRAME

04 20 00 - GROUT SOLID

08 11 13 - HM FRAME

07 90 05 - SEALANT (BOTH SIDES)

04 20 00 -
GROUT SOLID

V
A

R
IE

S

2" 5_
8

"

5 _ 8
"

4
"

VARIES

HEAD

JAMB

SLOPE: 1/4" PER 1' - 0"

(SET IN FULL BED OF SEALANT)

07 21 00  - RIGID PERIMETER INSUL
BD

03 30 00  - CONC  SLAB-ON-GRADE
ASSEMBLY - TYPE 1

08 43 13  - ALUM THRESHOLD

08 11 13  - HM DOOR

FOUNDATION
ASSEMBLY

31 23 15  -
STRUCTURAL FILL (C)

03 30 00  - CONC  PAD

03 30 00  - DOWELS (S)

07 21 00  - VAPOR BARRIER
SEALANT
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 3/8" = 1'-0"A8.01

D1 OUT-BUILDING SECTION

 1/4" = 1'-0"A8.01

E11 OUT-BUILDING ROOF PLAN

 1 1/2" = 1'-0"A8.01

J5 WALL SECTION AT DRIP EDGE
 1 1/2" = 1'-0"A8.01

J1 WALL SECTION AT GABLE END

A8.01

C7 AXON - OUT BUILDING

 1/4" = 1'-0"A8.01

J11 OUT BUILDING

 1 1/2" = 1'-0"A8.01

E9 HM FRAME/HEAD & JAMB @ CMU PARTITION

 1 1/2" = 1'-0"A8.01

D7 HM FRAME SILL@ EXTERIOR Copy 1

NO. DESCRIPTION DATE



46043

46043

46043

46043

46043

46043

46043

46043

46043

46043

2
8
6
6
-
p
l

1999

1
02
17

1999

1
02
17

46043

46043

46043

46043

46043

46043

46043

46043

46043

46043

2
8
6
6
-
p
l

19991
02
17

1999

1
02
17

TOTAL SEATING CAPACITY

 ROWS  ELEVATION
 RISE
DECK SYSTEM -

BENCH SEATING CAPACITY
CHAIR SEATING CAPACITY
WHEELCHAIR SEATING CAPACITY
COMPANION SEATING CAPACITY

RUN

DECK FINISH -

8x30

1460
0
16
16

1492

13 63"
14 24

WELDED
SLIP AND STAIN RESISTANT

℄
BLEACHER

33'-1"

SEATING
4'-6"
AISLE

37'-5"

SEATING
4'-8"
AISLE

43'-4"

SEATING
4'-8"
AISLE

37'-5"

SEATING

33'-1"

SEATING
4'-6"
AISLE

210'-4" BLEACHER10'-2" 10'-2"

230'-8" OUT-TO-OUT

4
2
'-
1
" 
O
U
T
-
TO
-
O
U
T

6
'-
9
"

63" ELEVATION

EXIT STAIR. 63" VERTICAL
TRAVEL DISTANCE. SEE

SHEET 9-1 FOR DETAILS.
(TYP)

WHEELCHAIR ACCESSIBLE RAMP. 1:12
SLOPE, 60" WIDE. 42" VERTICAL TRAVEL

DISTANCE. SHEET 7-0 FOR DETAILS
(TYP)

ALUMINUM RISER CLOSURE
PANELS ALONG FRONT OF

STAND, STAIRS AND
RAMPS. INDICATED BY

DASHED LINE.

36" TALL CLF

GUARDRAIL AT
WHEELCHAIR SEATING

42" TALL
CLF

36" TALL 2-LINE ALUMINUM
COMFORT RAILING AT REAR OF
WHEELCHAIR AREA

WHEELCHAIR ACCESSIBLE SEATING,
33"x48" SPACES WITH ADJACENT
COMPANION SEATING

STEPPED VERTICAL AISLE
WITH INTERNEDIATE

STEPS. 1.9"∅ ALUMINUM
PIPE MID-AISLE RAILING.

(TYP)

42" ELEVATION

STEPS FOR 21" ELEVATION
CHANGE. TYPICAL AT EACH END

42" TALL
CLF

8'x30' PRESS BOX

3'-10"
AISLE

3'-10"
AISLE

1
3
'-
6
"

4
'-
0
"

1
6
'-
6
"

252
290 314 314 290

RAMP RAMP

SEATING PLAN

1 2 3 4 5 6 7 8 9 10 11

A

Z

12

B

C
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GUARDRAIL NOTES:

6 GAUGE PVC COATED CHAIN LINK FENCE TIED TO 1-5/8" O.D. ALUMINUN PIPE RAIL SUPPORTED BY 2.8"X 2"
ALUMINUM TUBE POSTS.

FRONT GUARDRAIL
-TOP RAIL LOCATED 36" MIN ABOVE FOOTBOARD IN FRONT OF WHEELCHAIR AREAS.
-TOP RAIL LOCATED 42: MIN ABOVE FOOTBOARD IN FRONT OF LANDINGS.

SIDE GUARDRAIL
-TOP RAIL LOCATED 42" MIN ABOVE LEADING EDGE OF LEADING EDGE OF REAR SEATBOARD.

REAR GUARDRAIL
-TOP RAIL LOCATED 52" MIN ABOVE REAR ROW SEATBOARD.

SCALE" 1/16" = 1'-0"

13 12 50 - RAILINGS AT BOTH SIDES
OF RAMP AND STAIRS

AWAY SIDE BLEACHER CRITERIA

ROWS: 10 ELEVATION: 40"
RISE: 8 RUN: 24
DECK SYSTEM -  CLOSED
DECK FINISH -  SSRD
BENCH DEATING CAPACITY     493
CHAIR SEATING CAPACITY         0
WHEELCHAIR SEATING CAPACITY         0
COMPANION SEATING CAPACITY         0
TOTAL SEATING CAPACITY     493

CENTER  OF FIELD & STAND
SCALE" 1/8" = 1'-0"

60" FRONT WALKWAY

03 30 00 - CONCRETE PAD - SEE
STUCTURAL DRAWINGS

13 12 50 - STAIR AND RAILINGS
VISITORS SEATING PLAN

CONCRETE PIER
(SEE STRUCTURAL
DRAWINGS)

3/4" X 1'-8" LG. ASTM. F1554
ANCHOR RODS (16" EMBED) W/
LEVELING NUTS

DESIGNED STEEL BEARING ELEVATION

(4) 3/4" HEADED
ROD ANCHORS

NOTES:

1. ALL INFORMATION SHOWN ON DRAWINGS A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS BASED
ON COORDINATION WITH THE BASIS OF DESIGN GRANDSTAND AND PRESSBOX MANUFACTURER
LISTED IN SPECIFICATIONS SECTION 13 12 50 - GRANDSTAND SEATING AND 13 12 60 -  PRESSBOX.
SHOULD ANOTHER MANUFACTURER PROVIDE THIS SCOPE OF WORK PER THE SPECIFICATIONS,
ADDITIONAL COORDINATION MAY BE REQUIRED, AND DETAILS MAY VARY.

2. ALL INFORMATION SHOWN ON A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS FOR DESIGN INTENT
ONLY.  MANUFACTURER OF THE GRANDSTANDS AND PRESS BOX SHALL BE RESPONSIBLE FOR
ALL ENGINEERING AND CODE COMPLIANCE.  SEE STRUCTURAL DRAWINGS FOR LIVE AND DEAD
LOADING REQUIREMENTS (INCLUDING WIND, SEISMIC, AND SNOW LOADS).  MANUFACTURER TO
PROVIDE DRAWINGS ENGINEERED AND STAMPED BY A LICENSED ENGINEER DURING THE
SUBMITTAL PERIOD.

3. ALL MATERIALS SHOWN ON THESE SHEETS SHALL BE PROVIDED AND INSTALLED BY THE
GRANDSTAND AND PRESS BOX MANUFACTURER UNLESS OTHERWISE NOTED.

4.    THE ELEVATION OF THE TOP OF THE CONCRETE PIER IS DESIGNED TO BE 1 1/2" BELOW  THE
STEEL BEARING ELEVATION.  TOLERANCES FOR THE TOP OF CONCRETE PIER SHALL BE +/- 1/8".
THE CONCRETE INSTALLER IS RESPONSIBLE FOR NON-SHRINK GROUTING.

THE TOP OF CONCRETE MAY BE RAISED TO MATCH THE STEEL BEARING ELEVATION AT THE
INSTALLER'S DISCRETION.  INSTALLER IS THEN RESPONSIBLE FOR ANY ADJUSTMENTS.

5.    ALL COLUMN ANCHOR BOLTS MUST HAVE A 4" PROJECTION (+/- 1/8") ABOVE THE TOP OF PIER
ELEVATION.

6.    MAXIMUM HORIZONTAL TOLERANCE OF ANCHOR BOLT PLACEMENT SHALL BE 1/8".

13 12 50 - STAIR, RAMP, AND RAILINGS
2
4
' 
- 

7
" 

O
U

T
-T

O
-O

U
T

.

93' - 0" OUT-TO-OUT

.

6
'-
0
"

.

6'-3"

.

5'-0"

.

ANCHOR BOLT DETAILS SHOWN FOR DESIGN INTENT ONLY. COORDINATE WITH BLEACHER MANUFACTURER

03 30 00 - CONCRETE PAD - SEE
STUCTURAL DRAWINGS

03 30 00 - CONCRETE PAD - SEE
STUCTURAL DRAWINGS

03 30 00 - CONCRETE PAD -
SEE STUCTURAL DRAWINGS

NO. DESCRIPTION DATE

PROVDE SEATING AS SHOWN
ON EACH SIDE OF WHEELCHAIR
SPACES

 1/16" = 1'-0"A8.02

G3 HOME SIDE BLEACHER PLAN

A8.07

A8.07

HOME SIDE BLEACHER CRITERIA



DOOR SCHEDULE

DOOR FRAME

KEY

PB-D1

WIDTH

3'-0"

HEIGHT

6'-8"

THICKNESS

0'-1 3/4"

TYPE

3

MATERIAL

STEEL

MATERIAL

STEEL

FIRE RATING

PB-D1 - 36" X 80" GA. INSULATED HOLLOW METAL DOOR WITH 16GA. STEEL WRAP AROUND FRAMES, HYDRAULIC CLOSER,
10"X10" WINDOW, VINYL WEATHER-STRIPPING, ALUMINUM THRESHOLD AND KEYED LEVER HANDLED BORED LOCKSETS.
PROVIDE AT 3 LOCATIONS

*NOTE - DOORS PROVDED BY PRESS BOX MANUFACTURER AND  INSTALLED PER MANUFACTURERS INSTALLATION DETAILS

WINDOW SCHEDULE

KEY

PB-W1

PB-W2

PB-W3

PB-W4

WIDTH

11'-6"

7'-0"

2'-0"

2'-0 3/8"

HEIGHT

4'-0"

4'-0"

3'-6"

3'-6"

TYPE

DOUBLE SLIDER

PICTURE

GLASS ONLY

DOUBLE SLIDER

FRAME

VINYL

VINYL

VINYL

N/A

U-FACTOR

.34

.34

.34

N/A

SHGC

.27

.27

.27

N/A

PB-W1 - THV #7000 SERIES "PARAGON", DOUBLE HORIZONTAL SLIDER WINDOWS W/ EXTRUDED VINYL 
FRAMES, AAMA LC-25 STRUCTURAL RATING, W/ 3/4" INSULATED LOW-E, ARGON FILLED TEMPERED
GLASS W/ REMOVABLE INSECT SCREENS.  NATURAL LIGHT ALLOWED = 46 SQ/FT, VENTABLE AREA =
23 SQ/FT

PB-W2 - THV #7000 SERIES "PARAGON", DOUBLE HORIZONTAL SLIDER WINDOWS W/ EXTRUDED VINYL
FRAMES, AAMA LC-25 STRUCTURAL RATING, W/ 3/4" INSULATED LOW-E, ARGON FILLED TEMPERED
GLASS W/ REMOVABLE INSECT SCREENS.  NATURAL LIGHT ALLOWED = 28 SQ/FT, VENTABLE AREA =
14 SQ/FT

PB-W3 - THV #7000 SERIES "PARAGON", DOUBLE HORIZONTAL SLIDER WINDOWS W/ EXTRUDED VINYL
FRAMES, AAMA LC-25 STRUCTURAL RATING, W/ 3/4" INSULATED LOW-E, ARGON FILLED TEMPERED
GLASS.  NATURAL LIGHT ALLOWED = 7

PB-W4 - TEMPERED SAFETY GLASS WINDOW.  INSERTED INTO PARTITION WALLS AT SAME HEIGHT AS
HEADER.

WINDOWS PROVDED BY PRESS BOX MANUFACTURER AND INSTALLED PER MANUFACTURERS
INSTALLATION DETAILS

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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SCALE" 1/2" = 1'-0"

13 12 60 - ALUMINUM GUARDRAIL
(MIN. 42" ABOVE FINISH FLOOR)
WITH  PVC COATED CHAIN LINK
FABRIC (9 GA.)

13 12 60 - (2) 1/2" X 3 1/2"
LAG SCREW AND FLAT
WASHER

13 12 60 - (4) 1/2" X 2" BOLT,
NUT AND WASHERS BOTH
SIDES

13 12 60 -  END PRESS
BOX ATTACHMENT
PLATE (4) LOCATIONS

13 12 60 -  (2) 1/2" X 2"
BOLT, NUT AND
WASHERS BOTH
SIDES

13 12 60 -  (1) 1/2" X 3
1/2" LAG SCREW
AND FLAT WASHER

0 4' 6' 8'2'

Graphic Scale: 1 inch = 2 feet

13 12 60 - INTERMEDIATE
PRESS BOX ATTACHMENT
PLATE (8) LOCATIONS

13 12 60 - PRESS BOX

NOTES:

1. ALL INFORMATION SHOWN ON DRAWINGS A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS BASED ON
COORDINATION WITH THE BASIS OF DESIGN GRANDSTAND AND PRESSBOX MANUFACTURER LISTED
IN SPECIFICATIONS SECTION 13 12 50 - GRANDSTAND SEATING AND 13 12 60 -  PRESSBOX.  SHOULD
ANOTHER MANUFACTURER PROVIDE THIS SCOPE OF WORK PER THE SPECIFICATIONS, ADDITIONAL
COORDINATION MAY BE REQUIRED, AND DETAILS MAY VARY.

2. ALL INFORMATION SHOWN ON A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS FOR DESIGN INTENT
ONLY.  MANUFACTURER OF THE GRANDSTANDS AND PRESS BOX SHALL BE RESPONSIBLE FOR ALL
ENGINEERING AND CODE COMPLIANCE.  SEE STRUCTURAL DRAWINGS FOR LIVE AND DEAD
LOADING REQUIREMENTS (INCLUDING WIND, SEISMIC, AND SNOW LOADS).  MANUFACTURER TO
PROVIDE DRAWINGS ENGINEERED AND STAMPED BY A LICENSED ENGINEER DURING THE
SUBMITTAL PERIOD.

3. ALL MATERIALS SHOWN ON THESE SHEETS SHALL BE PROVIDED AND INSTALLED BY THE
GRANDSTAND AND PRESS BOX MANUFACTURER UNLESS OTHERWISE NOTED.

NO. DESCRIPTION DATE



NO

1

2

AMP

20

20

VOLT

120

120

WIRE

12 THHN

12 THHN

DESCRIPTION

GENERAL LIGHTING

GENERAL LIGHTING

WIRE

420

180

600

2 AMPS @ 240 VOLTS

DOOR SCHEDULE
DOOR

KEY

PB-D1

WIDTH

3'-0"

HEIGHT

6'-8"

THICKNESS

0'-1 3/4"

TYPE

3

MATERIAL

STEEL

MATERIAL

STEEL

FRAME

FIRE RATING

PB-D1 - INSULATED STEEL CLAD DOOR W/ STEEL JAMBS; 16" INSULATED/TEMPERED LITE, 
ALUMINUM THRESHOLD, VINYL WEATHER STOPS, STAINLESS STEEL HINGES AND HEAVY-DUTY 
RETENTION CHAINS.  DOORS EQUIPPED WITH COMMERCIAL LEVER-HANDLED BORED LOCKSETS. 
EXIT DOOR TO BE EQUIPPED WITH PANIC HARDWARE.

*NOTE - DOORS PROVIDED BY PRESS BOX MANUFACTURER AND INSTALLED PER MANUFACTURERS INSTALLATION
DETAILS

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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13 12 60 - PRESS BOX I-BEAM
UNDERSTRUCTURE

13 12 60 - ANCHOR BOLT

13 12 60 - PL 1/4" 3 X 3"
PRESS BOX
ATACHMENT PLATE

03 30 00 -
CONCRETE PAD (S)

13 12 60 - ROOFING SYSTEM AT PRESS BOX

DECKING .060 EPDM ROOF RUBBER MEMBRANE, FULLY ADHERED
3/4" T&G ORIENTED STRAND BOARD ROOF DECK SHEATHING (INDEX 24" O.C.)
2X8 TRANSVERSE ROOF JOIST SYSTEM, #2 SYP, 16" O.C.
R-19 FIBERGLASS BATT INSULATION W/ VAPOR BARRIER
5/8" TYPE-X FIRE RATED GYPSUM CEILING BOARD, CLASS A RATED

-TAPED AND BEDDED WITH SPRAY TEXTURED FINISH
MASTIC FASCIA AND SOFFIT

(CONTINUOUS AROUND PERIMETER)

13 12 60 - APPROVED UPLIFT CLIP
585 LB UPLIFT RATING 1.  6" O.C. USP

STRUCTURAL CONNECTORS #RT7,
18 GA. REF. #2.5/H5  OR EQUAL

13 12 60 -  WALL SYSTEM

3/4" PLYWOOD SHEATHING PAINTED TO
CUSTOMERS PREFERENCE

2X4 WALL CONSTRUCTION, #2 SPF OR
BETTER, 16" O.C.

R-13 FIBERGLASS BATT INSULATION
W/ VAPOR BARRIER

1/2" CDX PLYWOOD EXTERIOR WALL SHEATHING
(INDEX 32/16)

BUILDING WRAP WEATHER BARRIER
METAL SALES "U-PANEL" .026 GAUGE RIBBED

STEEL PANELS W/ KYNAR 500 FINISH
BOTTOM STARTER TRIM

ATTACH I-BEAM TO FLOOR FRAME
USING 3/8" X 9" CARRIAGE BOLT W/
FLAT WASHER & NUT (48" O.C.)

13 12 60 - PRESSBOX UNDERSTRUCTURE
TO BE M6X4.4 I BEAM FRAME

13 12 60 - FLOORING SYSTEM AT PRESS BOX

4" THERMOPLASTIC RUBBER BASE MOLDING BY ROPPE
1/8" ARMSTRONG VINYL COMPOSITION TILE FLOORING-CLASS A RATED
3/4" STURDIFLOOR, UNDERLAYMENT GRADE, T&G FIR PLYWOOD FLOOR

DECKING (INDEX 24" O.C.)
R-19 FIBERGLASS BATT INSULATION W/ VAPOR BARRIER
2X6 LONGITUDINAL FLOOR CONSTRUCTION, #2 SYP. ,16" O.C.

(SPLICED 16'-0" O.C. AND STAGGERED
1/2" PRESERVATIVE TREATED PLYWOOD UNDERBELLY (INDEX 32/16) W/

CONTINUOUS VENT 96" O.C. (MIN. 2)
(PAINTED INUSTRIAL GRADE ASPHALT BASED BLACK)

SYMBOL DESCRIPTION

LITHONIA #M-232-PC1S-120-GEB (2) 4' TUBE FLUORESCENT LIGHT
WITH PARABOLIC DIFFUSERS (30 WATT)

SURFACE MOUNTED ELECTRICAL DISTRIBUTION LOAD CENTER
W/ MAIN DISCONNECT-120/240V. SINGLE PHASE, 100 AMP CAPACITY, SQ. 'D'
W/ (1) 1 1/2" CONDUIT THRU FLOOR--100 AMP CAPACITY
W/ (1) 3/4" CONDUIT THRU FLOOR

PASS & SEYMOUR #870 SPEC. GRADE, GROUNDING TYPE, SWITCH

INTERMATIC #EI600 TIMER SWITCH

LITHONIA #ECR SW3R120 EMERGENCY COMBINATION EXIT/FLOOD LIGHT W/ MINIMUM
90 MIN. BATTERY BACK-UP (WALL MOUNT)

PASS & SEYMOUR CR20 SPEC. GRADE, GROUNDING TYPE, RECEPT
GFI WHERE NOTED
UP 18" UNLESS NOTED OTHERWISE

COOPER HALO #H7ICT W/ 300P TRIM SOFFIT CAN LIGHT FIXTURE

LITHONIA #ELAN-NX-0806 REMOTE EMERGENCY LIGHT HEAD

MAIN ELECTRICAL PANEL TO
BE SURFACE MOUNTED TO
AVOID HITTING THE
PERIMETER I-BEAM BELOW.

SCALE: 1/2" = 1'-0"

ELECTRICAL NOTES:

1. SEE ELECTRICAL DRAWINGS FOR ADDITIONAL ELECTRICAL INFORMATION
2. THE UTILITY METER BASE & FEEDER SYSTEM TO BE PROVIDED BY ELECTRICAL CONTRACTOR.
3. CONNECTION OF ELECTRICAL SERVICE TO BE PERFORMED BY A LICENSED ELECTRICIAN. (BY ELECTRICAL CONTRACTOR)
4. ALL NUMBERS ON ELECTRICAL CIRCUITS DESIGNATE FEED SIDE OF CIRCUIT.
5. ALL BRANCH CIRCUIT WIRING TO BE ENCASED IN THIN WALL EMT CONDUIT-MIN 12 THHN WIRE

ELECTRICAL DISTRIBUTION PANEL
LOAD CENTER WITH MAIN
DISCONNECT -120/240V SINGLE
PHASE, 60Hz
100 AMP MAIN DISCONNECTING
BREAKER - SEE ELECTRICAL
DRAWINGS

#6 CU GROUNDING
CONDUCTOR CONNECTED TO
ELECTRODE ROD INSTALLED ON
SITE BY LICENSED
ELECTRICIAN  - SEE
ELECTRICAL DRAWINGS

3/4" EMT CONDUIT THRU
FLOOR  - SEE ELECTRICAL
DRAWINGS

11/2" EMT CONDUIT THRU FLOOR W/ (3) #1 THHN
WIRE (WIRE TO BE RUN AND CONNECTED IN THE
FIELD).  - SEE ELECTRICAL DRAWINGS

SCALE: NTS

SCALE" 1/2" = 1'-0"

ALL CEILING JOISTS
PLACED @ 16" O.C.

13 12 60 - 1/4" X 3" X 3" PRESSBOX
ATTACHMENT PLATE (6) LOCATIONS

13 12 60 - CONCRETE
ATTACHMENT PLATES
SANDWICH THE BOTTOM
FLANGE OF BEAM.

13 12 60 -SHEARWALL SYSTEM

1/2" CDX PLYWOOD WALL
SHEATHING GLUED
WITH CONSTRUCTION
ADHESIVE AND STAPLED
WITH MINIMUM 16 GA. X 7/16"
CROWN STAPLES WITH
MINIMUM 1" PENETRATION, 6"
O.C. FIELD AND 3" O.C. EDGES
(SUPPORTED).

(3) 3/8"X7" LAG BOLT EA. CORNER
OF SHEARWALL FLOOR RIM
JOISTS. TYP. BOTH ENDS.

END PRESS BOX
ATTACHMENT PLATE
(4) LOCATIONS

ALL FLOOR JOISTS
PLACED @ 16" O.C.

SEE ELECTRICAL DRAWINGS

REVIEW WITH ELECTRICAL DRAWINGS

NOTES:

1. ALL INFORMATION SHOWN ON DRAWINGS A8.03, A8.04, A8.05, A8.06,
A8.07, AND A8.08 IS BASED ON COORDINATION WITH THE BASIS OF
DESIGN GRANDSTAND AND PRESSBOX MANUFACTURER LISTED IN
SPECIFICATIONS SECTION 13 12 50 - GRANDSTAND SEATING AND 13 12
60 -  PRESSBOX.  SHOULD ANOTHER MANUFACTURER PROVIDE THIS
SCOPE OF WORK PER THE SPECIFICATIONS, ADDITIONAL
COORDINATION MAY BE REQUIRED, AND DETAILS MAY VARY.

2. ALL INFORMATION SHOWN ON A8.03, A8.04, A8.05, A8.06, A8.07, AND
A8.08 IS FOR DESIGN INTENT ONLY.  MANUFACTURER OF THE
GRANDSTANDS AND PRESS BOX SHALL BE RESPONSIBLE FOR ALL
ENGINEERING AND CODE COMPLIANCE.  SEE STRUCTURAL DRAWINGS
FOR LIVE AND DEAD LOADING REQUIREMENTS (INCLUDING WIND,
SEISMIC, AND SNOW LOADS).  MANUFACTURER TO PROVIDE DRAWINGS
ENGINEERED AND STAMPED BY A LICENSED ENGINEER DURING THE
SUBMITTAL PERIOD.

3. ALL MATERIALS SHOWN ON THESE SHEETS SHALL BE PROVIDED AND
INSTALLED BY THE GRANDSTAND AND PRESS BOX MANUFACTURER
UNLESS OTHERWISE NOTED.

NO. DESCRIPTION DATE

03 30 00 - SLAB ON GRADE
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 13 12 60 - PRESSBOX

13 12 50 - W12 X 26 SUPPORT BEAM

13 12 50 - W6 X 20 COLUMN

13 12 50 - W12 X 19 STRINGER

13 12 50 - W12 X 26 SUPPORT BEAM

13 12 50 - W6 X 15 COLUMN

13 12 50 -  STAIR

03 30 00 CONCRETE SLAB
- SEE STRUCTURAL

SCALE: 1/2" - 1'-0"

03 30 00 CONCRETE PIERS
- SEE STRUCTURAL

 13 12 60 - ELECTRICAL ROOM

 13 12 50 - ANODIZED ALUMINUM
GUARDRAIL AND HANDRAIL WITH PVC
COATED  CHAIN LINK FABRIC (9 GA.)

 13 12 60 - ALUMINUM GUARDRAIL (MIN 42"
ABOVE FINISH FLOOR)  WITH  PVC COATED
CHAIN LINK FABRIC (9 GA.)

NOTES:

1. ALL INFORMATION SHOWN ON DRAWINGS A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS BASED ON
COORDINATION WITH THE BASIS OF DESIGN GRANDSTAND AND PRESSBOX MANUFACTURER LISTED IN
SPECIFICATIONS SECTION 13 12 50 - GRANDSTAND SEATING AND 13 12 60 -  PRESSBOX.  SHOULD
ANOTHER MANUFACTURER PROVIDE THIS SCOPE OF WORK PER THE SPECIFICATIONS, ADDITIONAL
COORDINATION MAY BE REQUIRED, AND DETAILS MAY VARY.

2. ALL INFORMATION SHOWN ON A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS FOR DESIGN INTENT
ONLY.  MANUFACTURER OF THE GRANDSTANDS AND PRESS BOX SHALL BE RESPONSIBLE FOR ALL
ENGINEERING AND CODE COMPLIANCE.  SEE STRUCTURAL DRAWINGS FOR LIVE AND DEAD LOADING
REQUIREMENTS (INCLUDING WIND, SEISMIC, AND SNOW LOADS).  MANUFACTURER TO PROVIDE
DRAWINGS ENGINEERED AND STAMPED BY A LICENSED ENGINEER DURING THE SUBMITTAL PERIOD.

3. ALL MATERIALS SHOWN ON THESE SHEETS SHALL BE PROVIDED AND INSTALLED BY THE
GRANDSTAND AND PRESS BOX MANUFACTURER UNLESS OTHERWISE NOTED.

 13 12 60 - ALUMINUM GUARDRAIL (MIN 42"
ABOVE FINISH FLOOR)  WITH  PVC COATED
CHAIN LINK FABRIC (9 GA.)

NO. DESCRIPTION DATE
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13 12 50 - 42" ALUMINUM GUARDRAIL  3.116" X 2.8125" X .093 ANODIZED ALUMINUM
RAIL CHANNEL (3-RAILS @ REAR)

13 12 50 - 42" X 9 GA. FINISHED CHAIN LINK FENCE

13 12 50 - 1" X 6" & 1" X 8" FINISHED ALUMINUM (CONTINUOUS)
RISERBOARDS @ LAST ROW.

13 12 50 - (2)-2" X 10" MILL FINISH ALUMINUM FOOTBOARDS

13 12 50 - 1 X 8" FINISHED ALUMINUM RISER
CONTINUOUS. (TYPICAL ROWS 1-9)

13 12 50 - 2" X 5" MILL FINISH ALUMINUM FILLERBOARDS
CONTINUOUS.

13 12 50 -  2" X 10" FINISHED
ALUMINUM SEATBOARDS

13 12 50 -  (4)-2 X 10 FOOTBOARDS

13 12 50 -  (2)-2 X 12 FOOTBOARDS

13 12 50 -  3.116" X 2.8125" X .093 ANODIZED
ALUMINUM RAIL CHANNEL
(2-RAILS @ FRONT)

13 12 50 - PLACE X-BRACING ON SECOND
VERTICAL TUBE TO AVOID
INTERFERENCE WITH RISER FASICA

13 12 50 - CORREGATED RISER
CLOSURE ALONG FRONT
OF STAND AND PLATFORM
ATTACH w/ 11/4" TEK SCREWS

03 30 00 -  CONCRETE
 SEE STRUCTURAL DRAWINGS

13 12 50 -  (2)-1/2" X 3 3/4" WEDGE ANCHORS
ON FIRST 2 FRAME LINES

13 12 50 -  2 7/8" MILL FINISH ALUMINUM
FRAMING  TYP.

13 12 50 -  3.116 X 2 13/16" X .093 MILL FINISH
FRAMING TYP.

13 12 50 - 2 1/4" X 7/8" MILL FINISH ALUMINUM
CHANNEL BRACE TYP.

13 12 50 - (1) 1/2" X 3 3/4" WEDGE ANCHOR
THIS FRAME LINE TYP.

(TYP.)

CROSSBRACE

A. CROSSBRACE = 77 1/8"

B. CROSSBRACE = 81 5/8"

C. CROSSBRACE = 88"

D. CROSSBRACE = 103 1/8"

15968

15970

15971

15972

NOTES:

1. ALL INFORMATION SHOWN ON DRAWINGS A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS BASED ON
COORDINATION WITH THE BASIS OF DESIGN GRANDSTAND AND PRESSBOX MANUFACTURER LISTED
IN SPECIFICATIONS SECTION 13 12 50 - GRANDSTAND SEATING AND 13 12 60 -  PRESSBOX.  SHOULD
ANOTHER MANUFACTURER PROVIDE THIS SCOPE OF WORK PER THE SPECIFICATIONS, ADDITIONAL
COORDINATION MAY BE REQUIRED, AND DETAILS MAY VARY.

2. ALL INFORMATION SHOWN ON A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS FOR DESIGN INTENT
ONLY.  MANUFACTURER OF THE GRANDSTANDS AND PRESS BOX SHALL BE RESPONSIBLE FOR ALL
ENGINEERING AND CODE COMPLIANCE.  SEE STRUCTURAL DRAWINGS FOR LIVE AND DEAD LOADING
REQUIREMENTS (INCLUDING WIND, SEISMIC, AND SNOW LOADS).  MANUFACTURER TO PROVIDE
DRAWINGS ENGINEERED AND STAMPED BY A LICENSED ENGINEER DURING THE SUBMITTAL PERIOD.

3. ALL MATERIALS SHOWN ON THESE SHEETS SHALL BE PROVIDED AND INSTALLED BY THE
GRANDSTAND AND PRESS BOX MANUFACTURER UNLESS OTHERWISE NOTED.

 13 12 60 - ALUMINUM GUARDRAIL (MIN
42" ABOVE FINISH FLOOR)  WITH  PVC
COATED CHAIN LINK FABRIC (9 GA.)

.   42" MIN    .

.   42" MIN    .

NO. DESCRIPTION DATE



2"x10" ALUMINUM SEATBOARD [DIE# 10213A] - ATTACH
SEATBOARD TO BRACKET WITH (2) HOLD-DOWN CLIP
ASSEMBLIES, EACH CONSISTING OF (1) ALUMINUM HOLD DOWN
CLIP, (1) 5/16"x1 1/2" CARRIAGE BOLT, (1) FLAT
WASHER, AND (1) HEX NUT.  SLIDE ASSEMBLED CLIP
INTO NOTCHED SEAT BRACKET, TWIST CLIP TO CONTACT
VERTICAL LEGS OF DECKING AND TIGHTEN AS REQUIRED.

GALVANIZED STEEL L-BRACKET [85133]
ATTACH TO U-BOLT ASSEMBLY, SLIDE
BETWEEN RISER AND WASHER AND TIGHTEN
NUT. IF SHIMMING IS NECESSARY AND EXCEEDS
1/4", THEN CONTACT BLEACHER MANUFACTURER'S
ENGINEER FOR RESOLUTION.

3/8-16 U-BOLT, INSERTED THROUGH
HOLES IN RISER ANGLE, ATTACH NUTS
AND WASHERS LOOSE TO ALLOW SEAT
BRACKET TO SLIP BETWEEN RISER AND
WASHER.

ATTACH DECKING TO STRINGER ANGLE
WITH A HOLD-DOWN CLIP ASSEMBLY,
CONSISTING OF (1) ALUMINUM HOLD
DOWN CLIP, (1) 5/16"x1 1/2"
CARRIAGE BOLT, (1) FLAT WASHER, AND
(1) HEX NUT.  SLIDE ASSEMBLED CLIP
INTO NOTCHED FOOTBOARD ANGLE, TWIST
CLIP TO CONTACT VERTICAL LEGS OF
DECKING AND TIGHTEN AS REQUIRED.STRINGER

FOOTBOARD
ANGLE

MILL FINISHED ALUM
DECKING (TYP)

9 1/4" INTERLOCKING ALUMINUM RISER
[DIE# 10212A] SEE TYPICAL DETAIL OF
RISER & JOINT FOR 10"-12" RISES

ATTACH COVER PLATE [22970] TO "OUTSIDE" FACE
OF FRAME WITH (8) #12-24 x 1 1/4" TEK SCREWS
NOTE: COVER PLATE IS AT ENDS OF STAND
& SIDES OF HC POCKET OR VOMITORY ONLY

9 1/4" INTERLOCKING ALUMINUM RISER
[DIE# 10212A] - INTERLOCK TOP OF RISER INTO GROOVE
IN FRONT FOOTBOARD & ATTACH BOTTOM OF RISER TO
VERTICAL OF HEELBOARD WITH #12-24 x 1 1/4"
TEK SCREWS STARTING AT 4" FROM FIRST END FRAME
& CONTINUING AT 24" ON CENTER TO OTHER END.
LAST TEK SCREW MUST BE 4" FROM END. LAST SPACE
WILL VARY IN SPACING NOT TO EXCEED 24".

WALKWAY STEP FRAME [89733]-L [89740]-R ATTACH TO WALKWAY BEAM WITH  (3)
3/8" x 1 1/2" HEX BOLT,NUT & WASHERS BOTH SIDES

WALKWAY BEAM

STRINGER

4" INTERLOCKING ALUM
RISER [DIE# 121A] -
ATTACH WITH (3) #12-24 x
1 1/4" TEK SCREWS AT BOTTOM

ATTACH 2" WIDE BLACK TEXTURED
NOSING EXTRUSION [DIE 232] TO
NON-RIDGED AREA AT FRONT OF
EACH AISLE. INSTALL NOSING LENGTH
TO MATCH THE AISLE WIDTH.  PULL
NOSING FORWARD TO FRONT RIDGE
PRIOR TO ATTACHMENT. INSTALL w/ 3/16"
ALUMINUM POP RIVETS STARTING 2"
IN FROM EACH END AND REMAINING
ARE TO BE EQUALLY SPACED.

TEK
SCREW

DRIVE
RIVET

FIELD DRILL DECKING WITH
13/32" DIA HOLES
ATTACH STEP ASSEMBLY TO
DECKING WITH (4) 3/8" DRIVE RIVETS

WELDED STEP ASSEMBLY
w/ BLACK TEXTURED
NOSING APPLIED AT DANT
PRIOR TO SHIPPING

2"x10" BULLNOSE
ALUM. SEATBOARD
[DIE# 10213A]

ATTACH SEATBOARD TO SEAT
BRACKET WITH ALUM. HOLD-DOWN
CLIP [21785] AND (2) 5/16" x
1 1/2" LG. CARRIAGE BOLT,
FLAT WASHER AND NUT

MILL FINISH ALUM.
COMPANION SEAT
BRACKET [ 16150 ]

ATTACH COMPANION SEAT BRACKET AND BACKER
SUPPORT ANGLE TO FOOTBOARDS WITH (2) 3/8" x 3
1/2" HEX BOLT, FLAT WASHERS & NUT

BACKER SUPPORT [5293]
ALUM. L2"x2"x3/16"

DECKING

2"x10" ALUM. BULLNOSE
SEATBOARD [DIE# 10213A]

INSERT SPLICE SLEEVES [21984]
APPROXIMATELY HALFWAY INTO
PLANK WITH A 1/2" STAGGER
BETWEEN ENDS OF SLEEVES

(4) 3/16" ALUMINUM
POP RIVETS - ONE END
OF SPLICE PLANK ONLY

ATTACH COVER PLATE [23156] TO "OUTSIDE" FACE
OF FRAME WITH (8) #12-24 x 1 1/4" TEK SCREWS
NOTE: COVER PLATE IS AT ENDS OF STAND
& SIDES OF HC POCKET OR VOMITORY ONLY

9 1/4" INTERLOCKING ALUMINUM RISER
[DIE# 10212A] - INTERLOCK TOP OF RISER INTO
GROOVE IN FRONT FOOTBOARD & ATTACH BOTTOM
OF RISER TO SUPPORT ANGLE WITH #12-24 x 1 1/4"
TEK SCREWS STARTING AT 4" FROM FIRST END FRAME
& CONTINUING AT 24" ON CENTER TO OTHER END.
LAST TEK SCREW MUST BE 4" FROM END. LAST SPACE
WILL VARY IN SPACING NOT TO EXCEED 24".

ALUM SUPPORT ANGLE L2x2x.188 [DIE# 055AM]
 FIELD CUT FROM 12'-0" LENGTHS AND
ATTACH TO DECKING WITH #12-24 x 1 1/4"
TEK SCREWS AT 24" ON CENTER

WALKWAY STEP FRAME [89744]-L [89745]-R
ATTACH TO WALKWAY DECKING WITH (3) 3/8" x 1"
HEX BOLT, NUT & WASHERS BOTH SIDES

WALKWAY BEAM

STRINGER

PLACE END CAP TABS INTO SEATBOARD AND
FORCE INSIDE FACE OF ENDCAP FLUSH TO END
OF SEATBOARD

DRIVE-ON RIGHT
END CAP [22472]

2"x10" ALUM. BULLNOSE
SEATBOARD [DIE# 10213A]

DRIVE-ON LEFT
END CAP [21793]

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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NOTE:
ENDCAPS FOR WALKWAYS
AND PLATFORMS - POP
RIVET SPACING NOT TO
EXCEED 18" ON CENTER

POP RIVETS

POP RIVETS

FRONT EDGE OF DECKING

ATTACH END CAP [20982] TO
FOOTBOARDS FLUSH AT
FRONT EDGE WITH (3) 3/16"
POP RIVETS

ONE SPLICE SLEEVE SHOULD BE
USED IN EACH PLANK OPENING
THAT ACCEPTS THE SLEEVE.
(11" AND 10" PLANKS REQUIRE
TWO SLEEVES)
NOTE: DECK SPLICES OVER WALKWAY
BEAMS, ONLY ONE SPLICE SLEEVE
PER PLANK IS REQUIRED.

SPLICE SLEEVES [21979] ATTACHED
TO UNDERSIDE OF DECKING ON ONE
SIDE OF GAP ONLY WITH (2) 3/16"
POP RIVETS PER SLEEVE
(TYPICAL FOR ALL SLEEVES)

ATTACH JOINT COVER TO SPLICE
SLEEVES ONLY WITH (1) #6 x 3/4" S/S
PAN HEAD PHILLIPS TEK SCREW
NOTE: JOINT COVER TO BE CENTERED OVER
GAP AND TEK SCREW TO BE CENTERED
ON JOINT COVER

4" WIDE ALUMINUM JOINT COVER [91117]
SHIPPED IN 12'-0" LENGTHS - FIELD FORMED
AND CUT TO FIT RISE/RUN OF DECKING.
(TYPICAL AT ALL DECK JOINTS)
MUST HAVE A FULL RUN OF JOINT COVER -
SPLICING OF JOINT COVER IS NOT ALLOWED

DESIGNED GAP BETWEEN ENDS OF
FOOTBOARDS IS 1/2" MAX - THE ACTUAL
GAP WIDTH MAY VARY DEPENDING ON
FIELD CONDITIONS

SEE SHT A8.03 FOR STEP LOCATIONS

SEE SHT A8.03 FOR STEP LOCATIONS

SEE SHT A8.03 FOR STEP LOCATIONS

NOTES:

1. ALL INFORMATION SHOWN ON DRAWINGS A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS BASED ON
COORDINATION WITH THE BASIS OF DESIGN GRANDSTAND AND PRESSBOX MANUFACTURER LISTED IN
SPECIFICATIONS SECTION 13 12 50 - GRANDSTAND SEATING AND 13 12 60 -  PRESSBOX.  SHOULD
ANOTHER MANUFACTURER PROVIDE THIS SCOPE OF WORK PER THE SPECIFICATIONS, ADDITIONAL
COORDINATION MAY BE REQUIRED, AND DETAILS MAY VARY.

2. ALL INFORMATION SHOWN ON A8.03, A8.04, A8.05, A8.06, A8.07, AND A8.08 IS FOR DESIGN INTENT
ONLY.  MANUFACTURER OF THE GRANDSTANDS AND PRESS BOX SHALL BE RESPONSIBLE FOR ALL
ENGINEERING AND CODE COMPLIANCE.  SEE STRUCTURAL DRAWINGS FOR LIVE AND DEAD LOADING
REQUIREMENTS (INCLUDING WIND, SEISMIC, AND SNOW LOADS).  MANUFACTURER TO PROVIDE
DRAWINGS ENGINEERED AND STAMPED BY A LICENSED ENGINEER DURING THE SUBMITTAL PERIOD.

3. ALL MATERIALS SHOWN ON THESE SHEETS SHALL BE PROVIDED AND INSTALLED BY THE
GRANDSTAND AND PRESS BOX MANUFACTURER UNLESS OTHERWISE NOTED.

NO. DESCRIPTION DATE



EWA-6 EWA-5A

EWA-10

EWA-4A

EWA-2C

04 20 00  - ICB TYPE 7

EWA-7

08 51 13  - ALUM WINDOW UNIT

08 51 13  - ALUM WINDOW UNIT

08 51 13  - ALUM WINDOW UNIT

08 43 13  - ALUM STOREFRONT FRAMING
08 44 13  - SSG FRAME

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

A8.10

H5

J9
A8.10

__________

J12
A8.10

__________

4' - 0"2' - 0"3' - 0"11 5/8"

1'
 -

 4
"

4'
 -

 0
"

A8.10 H9

J5
A8.10

__________

A3.65

G5

Sim

A3.62

E13

SIM

A3.64

F8

SIM

A3.62

J6

Sim

A3.61

D13

SIM

4'
 -

 0
"

ALIGN

1
/4
"

2"

1
/4
"

2"

EWA-10

EWA-4A

EWA-2CEWA-7

08 51 13  - ALUM
WINDOW UNIT

08 51 13  - ALUM
WINDOW UNIT

04 20 00  - ICB TYPE 7

08 44 13  - SSG FRAME

08 43 13  - ALUM
STOREFRONT
FRAMING

LEVEL 1
0"

J9
A8.10

__________

EWA-9

EWA-6EWA-7

EWA-5A

EWA-2C

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
FASCIA

08 43 13  - ALUM
STOREFRONT
FRAMING

08 44 13  - SSG FRAME

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 2)

07 42 13  - PHENOLIC
WALL PANEL (PWP
TYPE 1)

04 20 00  - FACING
BRICK TYPE 2,
SINGLE ROW HIGH

08 51 13  - ALUM
WINDOW UNIT

J1

A3.32

SIM

1'
-4

"
4'

-9
"

2'
-0

"

4'
-0

"
5'

-0
"

ALIGN

1
/4
"

1/2"

1
/4
"

1/2"

H8

A3.33

SIM

GRADE BEAM, SEE STRUCTURAL
DRAWINGS FOR MORE
INFORMATION

LEVEL 1
0"

EWA-2C

EWA-5A

A3.32

J11

SIM

A3.32

H1-X02

SIM

A3.32

C11

SIM

A3.32

D6

SIM

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

A3.32

E11

SIM

GRADE BEAM, SEE STRUCTURAL
DRAWINGS FOR MORE
INFORMATION

LEVEL 1
0"

A3.34

D12

SIM

A3.34

F1

SIM

A3.34

H1

SIM

A3.34

J4

SIM

A3.37

H5

SIM

EWA-4A

EWA-10

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

GRADE BEAM, SEE STRUCTURAL
DRAWINGS FOR MORE
INFORMATION

LEVEL 1
0"

J5
A8.10

__________

07 62 00  - ALUM
FASCIA

04 20 00  - ICB TYPE 7

08 51 13  - ALUM
WINDOW UNIT

LEVEL 1
0"

J12
A8.10

__________

EWA-10

EWA-4A

EWA-2C

07 62 00  - ALUM
FASCIA

07 62 00  - ALUM
FASCIA

08 51 13  - ALUM
WINDOW UNIT

GRADE BEAM, SEE STRUCTURAL
DRAWINGS FOR MORE
INFORMATION

LEVEL 1
0"

A3.33

H4

SIM

A3.34

D12

SIM

A3.34

F12

SIM

A3.34

H12

SIM

A3.34

J12

SIM

EWA-6

EWA-7

04 20 00  - ICB TYPE 7

A3.31

B11

SIM

MEMBRANE ROOF
ASSEMBLY - TYPE 1.
(SEE WALL SECTION
SHEETS)

04 20 00 - FACING BRICK

04 20 00 - LARGE FORMAT
     CONCRETE BLOCK

04 20 00 - MULTIPLE UNIT COLOR
                 CONCRETE BLOCK

04 20 00 - GFCU TYPE 1

04 20 00 - GFCU TYPE 2

04 20 00 - GFCU TYPE 3

07 42 13 - MTL WALL PANELS

07 46 46 - MINERAL FIBER
     CEMENT SIDING

EXTERIOR MATERIALS
IG-1 08 80 00 - INSUL GLASS
IG-1A 08 80 00 - INSUL GLASS - (TYPICAL UNLESS NOTED)
IG-2 08 80 00 - INSUL GLASS - SPANDREL
IG-3 08 80 00 - INSUL GLASS - FROSTED
*IG-3 08 80 00 - INSUL GLASS - FROSTED IN FRONT OF MASONRY BACKUP
IG-4 07 40 00 - INSUL MTL PANEL
IG-5 08 80 00 - [1G-1A] INSUL GLASS & 05 50 00 - PERFORATED METAL - TYPE 2

S-1 08 80 00 - SINGLE VISION GLAZING
S-2 08 80 00 - FIRE-RATED SAFETY GLAZING
S-3 08 80 00 - LAMINATED SAFETY GLAZING
S-4 08 80 00 - DOUBLE GLAZED VISION, STC 40
S-5 08 80 00 - LAMINATED SPANDREL GLASS
S-6 08 80 00 - ONE WAY MIRROR GLASS
S-7 08 80 00 - MIRROR GLASS
S-8 08 80 00 - SLIDING GLASS DOOR PANELS
S-9 08 80 00 - GLASS SHELVES
S-10 08 80 00 - TEMPERED GLAZING

08 80 00 - PLASTIC FILM TYPE A

08 80 00 - PLASTIC FILM TYPE B

08 80 00 - PLASTIC FILM TYPE C

NOTE: FILM SHALL BE INSTALLED ON ROOM SIDE

A

B

C

GLAZING SCHEDULE

1. SEE EXTERIOR PATTERN SHEET FOR FULL EXTENT AND LOCATION
AND PATTERNING OF MASONRY TYPES.

2. SEE PATTERN SHEET FOR LOCATION OF WALL FIXTURES, DEVISES
AND SIGNAGE.

EXTERIOR ELEVATIONS NOTES:

FOUNDATION ASSEMBLY:BUILDING ASSEMBLIES:

MEMBRANE ROOF
ASSEMBLY - TYPE 1:

07 53 00  - MEMBRANE ROOF-ADHERED
07 53 00  - RIGID ROOF INSULATION
07 53 00  - ROOF AIR-VAPOR BARRIER
05 31 00  - METAL ROOF DECK (S)

SEE ELEVATIONS FOR EXACT LOCATION OF WALL TYPES.

PERIMETER DRAIN
ASSEMBLY (C):

03 30 00  - CONC  FOUNDATION (S)
07 21 00  - RIGID PERIMETER INSUL BD

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 1:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 2:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

EWA - 2A 1 3/4" AIR SPACE
EWA - 2B 3/4" AIR SPACE,
EWA - 2C 2-3/4" AIR SPACE

09 21 16  - GYPSUM BD-5/8"

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 3:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 8" CMU

1 3/4" AIR SPACE

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 4:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
04 20 00  - 12" CMU

EWA - 4A 1 3/4" AIR SPACE
EWA - 4B 3/4" AIR SPACE,
EWA - 4C 1 3/8" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 5:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

EWA - 5A 1 3/4" AIR SPACE
EWA - 5B 3/4" AIR SPACE 07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA - 6:

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

1 3/4" AIR SPACE
07 42 13  - SUB-GIRT

EWA - 7:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 2-1/2" STUD

07 42 13  - SUB-GIRT

EWA - 8:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

07 42 13  - SUB-GIRT

EWA - 9:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #2
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD

07 21 00  - RIGID EXTERIOR WALL INSUL BD 07 21 00  - RIGID EXTERIOR WALL INSUL BD
07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 10:

07 42 13  - MTL WALL PANEL

04 20 00  - 12" CMU

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 11:

07 42 13  - MTL WALL PANEL

05 40 00  - GYP SHEATHING

07 42 13  - SUB-GIRT
07 21 00  - RIGID EXTERIOR WALL INSUL BD

05 40 00  - CFMF 6" STUD
09 21 16  - GYPSUM BD-5/8"

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 1:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER

07 25 00  - WEATHER BARRIER SYSTEM #1

EWA - 12:

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

04 20 00  - 8" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

EWA-12A 1 3/4" AIR SPACE

EWA-12B 2 3/4" AIR SPACE

05 40 00  - CFMF 6" STUD

33 46 00  - FILTER FABRIC
31 23 15  - UNDERDRAIN SAND  (C)

33 46 00  - FOUNDATION DRAIN

SEE FOUNDATION PLAN LOCATION

31 23 15  - STONE DUST  (C) (SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

07 42 13  - SUB-GIRT

EWA - 13:

07 42 13  - PHENOLIC WALL PANEL
(SEE ELEVATIONS FOR TYPE)
07 42 13  - UNIVERSAL CLIP

07 25 00  - WEATHER BARRIER SYSTEM #1
05 40 00  - GYP SHEATHING
05 40 00  - CFMF 6" STUD
04 20 00  - 12" CMU

07 21 00  - RIGID EXTERIOR WALL INSUL BD

09 21 16  - FURRING CHANNEL
07 42 13  - UNIVERSAL CLIP
07 42 13  - PHENOLIC WALL PANEL (PWP TYPE 2)

CONC SLAB-ON-GRADE
ASSEMBLY - TYPE 2:

03 30 00  - CONC  SLAB-ON-GRADE
03 30 00  - UNDERSLAB VAPOR RETARDER
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)
31 23 15  - CRUSHED STONE  (C) (SEE GEOTECH REPORT)
31 23 15  - GEOTEXTILE FABRIC  (C) (SEE GEOTECH REPORT)

05 40 00  - CFMF 3-5/8" STUD
       OR

REFERENCE DETAIL FOR CFMF SIZE
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A8.10

E9 MOCK-UP - AXON
 1/2" = 1'-0"A8.10

E5 MOCK-UP - PLAN

 1/2" = 1'-0"A8.10

H5 MOCK-UP ELEVATION

 1/2" = 1'-0"A8.10

J9 MOCK-UP - SECTION 2
 1/2" = 1'-0"A8.10

J12 MOCK-UP - SECTION1

 1/2" = 1'-0"A8.10

H9 MOCK-UP ELEVATION 2
 1/2" = 1'-0"A8.10

H12 MOCK-UP ELEVATION 3

 1/2" = 1'-0"A8.10

J5 MOCK-UP - SECTION 3

NO. DESCRIPTION DATE
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A8.51

A8.50

J1

A8.50

G1

5' - 3"

12' - 0"

6' - 9"

24' - 0"
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6"

8"

03 45 00  - PRECAST
ARCHITECTURAL
CONCRETE

10 14 26  - GRANITE
SIGN

20
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A8.50 F6

A8.50
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A8.50 J6

D12

A8.51

SIM
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A8.51

SIM

J12

A8.51

SIM

2' - 0"

03 45 00  - PRECAST
ARCHITECTURAL
CONCRETE

10 14 26  - GRANITE
SIGN

2' - 0"
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"

2' - 
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2' - 1
1"

03 45 00  - PRECAST
ARCHITECTURAL
CONCRETE

10 14 26  - GRANITE
SIGN

2' - 0"

RESTAURANT
ENTRY SIGN

MAIN ENTRY
SIGN

GYMNASIUM
ENTRY SIGN

LEVEL 1
0"

1'
 -

 6
"

10 14 26  - GRANITE SIGN

03 45 00  - PRECAST ARCHITECTURAL CONCRETE

03 45 00  - PRECAST ARCHITECTURAL CONCRETE
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03 45 00  - PRECAST ARCHITECTURAL CONCRETE

LEVEL 1
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LEVEL 1
0"

9"
4'

 -
 6

"

1'
 -

 6
"
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SIM

H12
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SIM

J12
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5'
 -
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"

10 14 26  - GRANITE SIGN

03 45 00  - PRECAST ARCHITECTURAL CONCRETE

12' - 0"

EQ 10' - 9" EQ

EQ 5' - 3" EQ

EQ 11' - 7" EQ
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 -

 0
"

E
Q

1'
 -

 2
"

1'
 -

 0
"

6"
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6"
E

Q

10 14 26  - GRANITE SIGN

ENGRAVED PAINTED
LETTERS, 1/2" DEPTH

AREA FOR ATTACHMENT

EQ 10' - 9" EQ

12' - 0"

EQ 5' - 9" EQ

EQ 5' - 7" EQ

4'
 -

 6
"

E
Q

1'
 -

 2
"

5"
1'

 -
 0
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7"

E
Q

10 14 26  - GRANITE SIGN

ENGRAVED PAINTED
LETTERS, 1/2" DEPTH

AREA FOR ATTACHMENT

EQ 4' - 0" EQ

EQ 6' - 9" EQ

8' - 0"

EQ 4' - 6" EQ

3'
 -

 7
"

3'
 -

 7
"

10 14 26  - GRANITE SIGN

ENGRAVED PAINTED
LETTERS, 1/2" DEPTH

AREA FOR ATTACHMENT

LEVEL 1
0"
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A8.51
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A8.51

D12

A8.51

4'
 -

 6
"

1'
 -
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"
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 -
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03 45 00  - PRECAST ARCHITECTURAL CONCRETE

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

N

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

As indicated

2/
10

/2
01

6 
11

:2
8:

05
 A

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_c

hr
is

2r
ev

it.
rv

t

A8.50

12-067-00

02/11/2016

EL

SITE SIGNAGE

BID DOCUMENTS

SANFORD HIGH

SCHOOL and

TECHNICAL CENTER

Sanford School Department and
State of Maine Department of

Education

SANFORD, ME 04073

COPYRIGHT © 2016

A8.50

B1 3D - MAIN ENTRY SIGN

 1/4" = 1'-0"A8.50

E1 MAIN ENTRY SIGN

A8.50

B6 3D - RESTAURANT SIGN

 1/4" = 1'-0"A8.50

E6 RESTAURANT ENTRY SIGN

A8.50

B10 3D - GYMNASIUM SIGN

 1/4" = 1'-0"A8.50

E10 GYMNASIUM ENTRY SIGN

 1/4" = 1'-0"A8.50

I1 NORTHWEST SIGN ELEVATION

 1/4" = 1'-0"A8.50

F1 NORTHEAST SIGN ELEVATION

 1/4" = 1'-0"A8.50

H1 SOUTHEAST SIGN ELEVATION

 1/4" = 1'-0"A8.50

F6 EAST SIGN ELEVATION

 1/4" = 1'-0"A8.50

G6 NORTHEAST SIGN ELEVATION

 1/4" = 1'-0"A8.50

H6 SOUTHWEST SIGN ELEVATION

 1/4" = 1'-0"A8.50

I6 WEST SIGN ELEVATION

 1/4" = 1'-0"A8.50

F10 NORTHEAST SIGN ELEVATION

 1/4" = 1'-0"A8.50

G10 SOUTHWEST SIGN ELEVATION

 1/4" = 1'-0"A8.50

H10 SOUTHEAST SIGN ELEVATION

 1/4" = 1'-0"A8.50

I10 NORTHWEST SIGN ELEVATION

 3/8" = 1'-0"A8.50

J1 SIGN ELEVATION
 3/8" = 1'-0"A8.50

J10 SIGN ELEVATION
 3/8" = 1'-0"A8.50

J6 SIGN ELEVATION

 1/4" = 1'-0"A8.50

G1 SOUTHWEST SIGN ELEVATION1

NOTE: SEE CIVIL DRAWINGS
FOR SIGN LOCATIONS ON SITE

NOTE: SEE CIVIL DRAWINGS
FOR SIGN LOCATIONS ON SITE

NOTE: SEE CIVIL DRAWINGS
FOR SIGN LOCATIONS ON SITE

ALTERNATE NO.15ALTERNATE NO.15ALTERNATE NO.15

NO. DESCRIPTION DATE



LEVEL 1
0"

4'
 -
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"
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 -
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5'
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 9
"

2" 2' - 0"

2' - 2"

A8.51

B6

10 14 26  - GRANITE SIGN

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

ENGRAVED LETTERS,
1/2" DEPTH

1/2"

FOUNDATION, SEE
STRUCTURAL DRAWINGS
FOR SPECIFIC INFORMATION

10 14 26  -
CONCEALED
ANCHORS

03 45 00  - GROUT SOLID

03 45 00  - MORTAR BED

LEVEL 1
0"

2' - 0"

1'
 -

 6
"

A8.51

B6

TYP.

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

FOUNDATION, SEE
STRUCTURAL DRAWINGS
FOR SPECIFIC INFORMATION

LEVEL 1
0"

5'
 -

 0
"

9"

1'
 -

 6
"

4'
 -

 3
"

5'
 -

 9
"

6" 1' - 6"

2" 2' - 0"

2' - 2"

8" 1' - 6"

A8.51

B6

TYP.

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

10 14 26  - GRANITE
SIGN

03 30 00  - STEEL
REINFORCEMENT

ENGRAVED LETTERS,
1/2" DEPTH

1/2"

FOUNDATION, SEE
STRUCTURAL DRAWINGS
FOR SPECIFIC INFORMATION
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10 14 26  - GRANITE SIGN

8"
1'

 -
 6

"

2"
6"

4'
 -

 6
"

F9

A8.51

10 14 26  - GRANITE SIGN
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EQ
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03 45 00  - PRECAST ARCHITECTURAL CONCRETE

10 14 26  - LED SIGN
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"  " "  "
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WITH SIGN SELECTION

COORDINATE VOID/OPENING
WITH CONDUIT REQS.

10 14 26  - LED SIGN

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE A8.51

B6

TYP.

FOUNDATION, SEE
STRUCTURAL
DRAWINGS FOR
SPECIFIC INFORMATION

10 14 26  -
CONCEALED
ANCHORS

PITCH
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ANCHORS

CONDUIT TO BACK OF
LED
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 1 1/2" = 1'-0"A8.51

D12 TYP. SECTION THROUGH SITE SIGN

 1 1/2" = 1'-0"A8.51

J12 TYP. SECTION THROUGH SITE SIGN

 1 1/2" = 1'-0"A8.51

H12 TYP. SECTION THROUGH SITE SIGN

A8.51

B1 3D - ROAD SIGN

 1/4" = 1'-0"A8.51

E1 ROAD SIGN

 1/4" = 1'-0"A8.51

H1 SOUTH SIGN ELEVATION

 1/4" = 1'-0"A8.51

I1 NORTH SIGN ELEVATION

 1/4" = 1'-0"A8.51

G1 SOUTHEAST SIGN ELEVATION

 1/4" = 1'-0"A8.51

F1 NORTHWEST SIGN ELEVATION

 3/8" = 1'-0"A8.51

J1 SIGN ELEVATION
 1/16" = 1'-0"A8.51

J6 GENERAL ROAD SIGN SITE LOCATION

 1 1/2" = 1'-0"A8.51

F9 SECTION THROUGH SITE SIGN WITH LED SIGN

 3/8" = 1'-0"A8.51

D6 LED SIGN ELEVATION

NOTE: SEE CIVIL DRAWINGS
FOR SIGN LOCATIONS ON SITE

NOTE: SEE CIVIL DRAWINGS
FOR SIGN LOCATIONS ON SITE

 6" = 1'-0"A8.51

B6 TYP. PRECAST ARCHITECTURAL CONCRETE CHAMFER

NO. DESCRIPTION DATE



LEVEL 1
0"

A8.52

D4

T
Y

P
.

6'
 -

 0
"

EQ EQ

EQ. EQ.

LEVEL 1
0"

T
Y

P
.

5'
 -

 9
"

A8.52

B6

1' - 0"

LEVEL 1
0"

04 20 00  - ICB TYPE 8

07 62 00  - ALUM FASCIA

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

08 43 13  - ALUM STOREFRONT
FRAMING

04 20 00  - ICB TYPE 7

04 20 00  - CONTROL JOINT, TYP.

2'
 -

 1
0"

1' - 4" 21' - 4"

10 14 26  - CAST LETTER

E
Q

E
Q

10 14 26  - CAST NUMBER

04 20 00  - MASONRY VENEER (SEE
ELEVATIONS FOR TYPE)

E
Q

E
Q

2 1/2"

10
"

1' - 0"

1. CENTER NUMBER WITH PHENOLIC PANEL
2. "99" IS A GENERIC REPRESENTATION.  REFER

TO THE SPECIFICATION FOR CORRECT
DESIGNATION.

LEVEL 1
0"

A8.52

D6

T
Y

P
.

6'
 -

 0
"

1' - 0"

1' - 0"

E
Q

E
Q

10 14 26  - CAST NUMBER

04 20 00  - FACING BRICK (SEE
ELEVATIONS FOR TYPE)

1. CENTER NUMBER WITH PHENOLIC PANEL
2. "99" IS A GENERIC REPRESENTATION.  REFER

TO THE SPECIFICATION FOR CORRECT
DESIGNATION.

EQ EQ

10
"

1. CENTER NUMBER WITH PHENOLIC PANEL
2. "99" IS A GENERIC REPRESENTATION.  REFER

TO THE SPECIFICATION FOR CORRECT
DESIGNATION.

07 42 13  - PHENOLIC
WALL PANEL (SEE
ELEVATIONS FOR
TYPE)

10 14 26  - CAST NUMBER

39' - 3
"

EQ

39' - 3
"

2' - 0"

J12

A8.51

SIM

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

NOTE: SEE CIVIL DRAWINGS
FOR SITE SEATING LOCATIONS

A8.52

F4

COLOR TO MATCH GF-230 SADDLE BROWN

14' - 0"

EQ

EQ

12' - 0"

2' - 0"

20' - 0
"

EQ

EQ

EQ

18' - 0
"

2' - 0
"

100°

EQ EQ

J12

A8.51

SIM

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

NOTE: SEE CIVIL DRAWINGS
FOR SITE SEATING LOCATIONS

2' - 0"

2' - 
0"

30' - 0
"

EQ

EQ

EQ

EQ

EQ

J12

A8.51

SIM

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

NOTE: SEE CIVIL DRAWINGS
FOR SITE SEATING LOCATIONS

2' - 0"

3' - 1 3/4" +/-

2' - 0"

18
' - 

0"

EQ

EQ

EQ

18' - 5"

1' - 8 3/4" +/-

EQ

EQ

EQ

5"

18' - 0"90°

EQ EQ

J12

A8.51

SIM

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE

NOTE: SEE CIVIL DRAWINGS
FOR SITE SEATING LOCATIONS

2' - 0"

2' 
- 0

"

132°

LEVEL 1
0"

1'
 -

 4
"

6' - 0"

ALIGN

1
/4
"

3/4"

1
/4
"

3/4"

07 42 13  - PHENOLIC WALL PANEL
(PWP TYPE 1)

04 20 00  - GFCU TYPE 4

03 45 00  - PRECAST
ARCHITECTURAL CONCRETE
COLOR TO MATCH GF-230 SADDLE BROWN
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 1/2" = 1'-0"A8.52

E1 TYP. ELEVATION OF SIGN AT EGRESS DOOR W/ BROW

 1/2" = 1'-0"A8.52

H1 TYP. ELEVATION OF SIGN AT DOOR WITHOUT BROW

 1/4" = 1'-0"A8.52

B1 BUILDING SIGN ON SOUTHEAST ELEVATION OF LOCKER ROOMS
 3" = 1'-0"A8.52

B6 TYP. SIGN ELEVATION AT CMU

 1/2" = 1'-0"A8.52

J1 Detail 20

 3" = 1'-0"A8.52

D6 TYP. SIGN ELEVATION AT BRICK
 3" = 1'-0"A8.52

D4 TYP. SIGN ELEVATION AT PHENOLIC PANEL1

 1/4" = 1'-0"A8.52

F9 PLAN - MAIN ENTRY SITE SEATING WALL

 1/4" = 1'-0"A8.52

J4 GYM SITE SEATING WALL
 1/4" = 1'-0"A8.52

J9 MAIN ENTRY SITE SEATING WALL 2

 1/4" = 1'-0"A8.52

C9 MAIN ENTRY SITE SEATING WALL 3

 3/4" = 1'-0"A8.52

F4 ELEVATION - MAIN ENTRY SITE SEATING WALL

NO. DESCRIPTION DATE



FINISH LEGEND (ALL PRODUCTS LISTED ARE BASIS OF DESIGN. SEE SPECS FOR EQUALS & ALTERNATES)

GENERAL FINSIH NOTES:

1. ACCENT WALLS AND FLOOR PATTERNS

- IF NO FLOORING HATCH IS SHOWN REFER TO FINISH
SCHEDULE FOR MORE INFORMATION. FLOORING HATCH IS

SHOWN WHEN MULTIPLE FLOORING, OR ADJACENT SPACE
CHANGES OCCUR. REFER TO AI DRAWINGS FOR FLOOR
PATTERNS AND ACCENT WALL LOCATIONS.

- REFER TO GENERAL CLASSROOM HEADWALL NOTES
FOR PAINT ACCENT PATTERNS.
PAINT ACCENT STYLE IS SCHEDULED, AND NOTED ON
FLOORPLANS. (EX. ACCENT STYLE - 1)

2. HM DOOR FRAMES AND WINDOW FRAMES ARE TO BE PTD P-8
U.N.O ON AI DRAWINGS OR SCHEDULE. ALL ALUMINUM FRAMES ARE
TO BE LEFT FACTORY FINISHED.

3. ALL GWB CEILINGS AND SOFFITS  P-1 UNLESS NOTED
OTHERWISE ON THE REFLECTED CEILING PLAN. REFER TO R.C.P
FOR ALL NOTATIONS REGARDING ACCENT SOFFITS AND GWB
CEILING PAINTS.

4. ALL EXPOSED STEEL, PLUMBING PIPING COMPONENTS, &
ELECRICAL CONDUIT PAINTED P-8. REFER TO SPECIFICATION FOR
ADDITIONAL INFORMATION.

- GYM, PRACTICE GYM:
- PAINT STRUCTURAL STEEL P-1
- DECK - USE STANDARD FACTORY FINISH. 
- DUCTWORK AND UTILITIES NATURAL FINISH.

- HIGH-BAY CTE LABS
- STRUCTURAL STEEL TO BE P-15
- DECK TO BE P-15
- DUCTWORK AND UTILITIES REMAIN NATURAL 

    FINISH.

- AUDITORIUM
- PAINT STRUCTURAL STEEL, DECK, DUCTWORK, 

ELECTRICAL CONDUIT, AND PLUMBING UTILITIES 
SP-13

5. ALL FINISHED FLOORING SHALL EXTEND BENEATH CASEWORK,
MILLWORK, AND PLUMBING FIXTURES U.N.O.

6. REFER TO ELEVATIONS, AND BUILDING SECTIONS FOR MORE
INFORMATION ON FEATURE WALL MATERIALS AND PAINT COLORS.

7. REFERE TO ALT#4 AND ALT#5 FOR FLOORING ALTERNATE
INFORMATION.

8. ALL WALL TYPES TAGGED M30 - M39 ARE TO REMAIN UNPAINTED.
REFER TO AI FINISH PLANS OR ARCHITECTURAL PLANS FOR
LOCATIONS. GENERAL WALL PAINT LISTED IN SCHEDULE SHALL BE
APPLIED TO ALL OTHER WALLS.

9. TRANSITION STRIPS:
- SCHLUTER TRANSITION USED AT TILE TO BE BRUSHED
STAINLESS STEEL.
- JOHNSONITE USED AT ALL RESILIENT FLOORING.
ALLOW FOR TWO COLORS: AUDITORIUM TO USE BLACK
WITH PHOTOLUMINESCENT NOSING. ALL OTHER RESILIENT

TRANSITIONS TO USE 55 SILVER GRAY

10. WINDOW SILLS:
- CMU WINDOW SILLS ARE TO BE BULLNOSED
- ALL OTHER WINDOW SILLS TO BE PLAM-1 WITH
STAINED-TO-MATCH WOOD EDGE.

11. WINDOW FILMS: REFER TO SPECIFICATIONS FOR PRODUCT
INFORMATION. REFER TO SHEET A0.45 FOR SCHEDULING.

12. ALLOW ADDITIONAL LEAD TIME FOR ORDERING, SHIPPING, AND
FABRICATION OF SPECIFIED INTERIOR FINISH MATERIALS IN
MANUFACTURER AVAILABLE SHEET SIZES. SUBSTITUTIONS WILL
NOT BE ACCEPTED AFTER BID PERIOD.

13. STAIRS, U.N.O.:
-ALL EGRESS STAIRS:

LANDING / TREADS: SC-1A
RISER /STRINGERS: PTD SP-8
STRUCTURE / UNDER CARRIAGE: PTD SP-8

-COMMON STAIR:
LANDING/TREAD ARE TO BE SC-1A
RISER/STRINGER ARE TO BE PTD SP-4
STRUCTURE / UNDER CARRIAGE: PTD SP-4

- OPEN STEPPED PRESENTATION AREA
LANDING / TREADS / RISERS ARE TO BE HDW-1
HANDRAIL IS TO BE WOOD CAP
CONTRASTING NOSING REQUIRED. ON 
STAIRCASE, AND SEATED LEVELS HDW-2.

-AUDITORIUM STAIRS AT AISLES AND STAGE:
LANDINGS / TREADS / RISERS: CPT-1 WITH STAIR 
NOSINGS ST-1.
HANDRAILS / GUARDRAILS / MESH ARE TO 
BE PTD P-13.

- SEE ALTERNATE 4 AND 5 FOR STAIR PRODUCT
INFORMATION.

14. RAILINGS:
- AUDITORIUM: PAINTED SP-13
- TYPICAL MAIN SPINE: PAINTED SP-8 WITH WOOD CAP
- ALL EGRESS STAIRS AND CTE STAIRS: PAINTED SP-8

15. AUDITORIUM FLOORING:
ALL LANDINGS, AISLES AND STAIRS: CPT-1
FLOOR BELOW FIXED SEATING: SC-1A. PROVIDE
TRANSITION STRIPS AT FLOORING CHANGES AND ST-1 AT
ALL STAIR NOSINGS.

16. ELEVATORS: FLOOR TO BE RF-2. SEE SPECIFICATIONS FOR
WALL AND CEILING FINISHES.

17. BASEMENT ROOMS: B050 - B058 TO HAVE SC-2; RB-1, AND P-1

06 20 00 / 06 41 00 / 12 36 00 PLASTIC LAMINATE

PLAM-1 TYPE:
MANUF:
COLOR:
EDGE:

PLASTIC LAMINATE (LT WOOD)
WILSONART
FUSION MAPLE
DOELLKEN 3728 RIVIERA  MAPLE

TYPE:
MANUF:
COLOR:
FINISH:
EDGE:

TYPE:
MANUF:
COLOR:
FINISH:
EDGE:

PLAM-2

PLAM-3

09 65 00  RESILIENT BASE

RB-1 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
32 PEBBLE

09 90 00  PAINT and COATING

P-1/
SP-1

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & GENERAL WALL PAINT
SHERWIN WILLIAMS
7009 PEARLY WHITE
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

10 26 01 WALL PROTECTION PANEL / CORNER GUARD

WPP-1 TYPE:
MANUF:
THICKNESS:
COLOR:
NOTES:

WALL PROTECTION SHEETS
IN PRO CORP OR ACROVYN
.060"
PEWTER GRAY 0107
SEE SPECIFICATIONS FOR DETAILS

RB-2 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

MISCELLANEOUS

TO BE DETERMINED

ACCENT PAINT, REFER TO PLANS FOR
COORDINATING COLORS AND
LOCATIONS

PATTERN INSTALL (FLOORING AND WALL
PANELS). WOOD GRAIN DIRECTION

REFER TO GENERAL CLASSROOM
HEADWALL NOTES AND ELEVATION ON
AI0.01 FOR MORE INFORMATION

SHOWN ON FINISH SCHEDULE WHEN
THERE IS A PATTERN OR MULTIPLE
FLOORING TYPES IN ONE ROOM. REFER
TO AI PLANS FOR PATTERN AND
PRODUCT COLORS.

TBD

P-ACCENT
SP-ACCENT

ACCENT STYLE - #

__ - PATTERN

12 36 00  SOLID SURFACE / 12 36 00 EPOXY COUNTERTOP

SS-1 TYPE:
MANUF:
SERIES:
COLOR:

SOLID SURFACE
CORIAN
GROUP C
DEEP SABLE

TYPE:
NOTES:

EPOXY RESIN COUNTERTOP
REFER TO SPECIFICATIONS FOR
MORE INFORMATION

EP-1

09 30 00  PORCELAIN / CERAMIC TILE / QUARRY TILE

PT-1 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
GROUT:

PORCELAIN TILE
DALTILE
CONCRETE CONNECTION
6.5" X 6.5"
STEEL STRUCTURE CN91
LATICRETE 78 STERLING SILVER

PORCELAIN TILE
DALTILE
CONCRETE CONNECTION
6.5" X 6.5"
DOWNTOWN BLACK CN95
LATICRETE 78 STERLING SILVER

PT-3 TYPE:
MANUF:
SERIES:
SIZE /
COLOR:
GROUT:

QUARRY TILE
DALTILE
QUARRY TILE
6" x 6"
ARID GRAY 0Q42
EPOXY, COLOR TBD

QT-1 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
GROUT:

09 68 00  BROADLOOM CARPET

CPT-1 TYPE:
MANUF:
SERIES:
COLOR:
NOTES:

BROADLOOM CARPET
TANDUS
04539 NANO
48205 TAUPE INTERVAL
BACKING TO BE POWERBOND
MEDFLOOR

09 68 13  CARPET TILE

CPT-2 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
INSTALL:

CARPET TILE
J+J INVISION
INCEPTION
18" X 36"
1746 JUST A SUGGESTION
BRICK

12 48 13  ENTRANCE MATS

MAT-1 TYPE:
MANUF:
SERIES:
WIDTH/SIZE:
COLOR:

ENTRANCE MAT
FORBO
CORAL DUO
6'-6"
9721 DARK STEEL

MAT-2 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:

ENTRANCE MAT
BOLYU
ACCESS
2' x 2'
AX901 ADMIT

09 84 00  ACOUSTIC WALL PANELS

AWP-1 TYPE:
MANUF:
SERIES:
THICKNESS:
FABRIC:

ACOUSTIC WALL PANELS (CAFETERIA)
CONWED
RESPOND A SERIES
1"
MAHARAM - TEK-WALL SCATTER 004
VAPOR

AWP-2

06 20 00  TACKABLE WALL PANEL

TWP-1 TYPE:
MANUF:
SERIES:
COLOR:

TACK BOARD (WOOD TONE)
FORBO
BULLETIN BOARD
BLANCHED ALMOND

06 20 00  WOOD BASE PAINTED/STAINED

WD-1 TYPE:
WOOD:
FINISH:
NOTE:

WOOD BASE (STAINED)
MAPLE
FINISH TO MATCH ACT-5 FINISH
FOR USE AT BASE OF WOOD MTL AT
OPEN STEPPED PRESENTATION
AREA.

RF-7 RESILIENT ATHLETIC FLOORING
ROBBINS
GALAXY CLASSIC, iLOCK TILES
3/8" (10MM)
BLACK

TYPE:
MANUF:
SERIES:
THICKNESS:
COLOR:

09 65 66  RESILIENT ATHLETIC FLOORING

ST-1 PHOTOLUMINESCENT VINYL STAIR
NOSING
JOHNSONITE, SAFE-T-FIRST
PRIVCD
40 BLACK

TYPE:

MANUF:
PROFILE:
COLOR:

WOOD SPORTS FLOOR
REFER TO SPECIFICATIONS FOR PRODUCT
INFORMATION

WDF-1 TYPE:
NOTES:

09 64 29 WOOD SPORTS FLOORING

VENTED COVE BASE
REFER TO SPECIFICATIONS FOR PRODUCT
INFORMATION

VCB TYPE:
NOTES:

06 20 00 LAMINATE WALL PANELS

PLP-1 TYPE:
SUBSTRATE:
COLOR:

LAMINATE PANELS
FT PARTICLE BOARD
REFER TO PLAM-1 FOR COLOR
AND EDGE TREATMENT

03 35 13 SEALED COLORED CONCRETE 

SC-1A TYPE:

COLOR:

NOTES:

AMERIPOLISH SURELOCK DENSI-
COLOR SYSTEM, INCLUDING
DENSIFIER, DYE, AND STAIN
PROTECTOR

NATURAL COLOR

03 35 13  CONCRETE CURE SEAL HARDENER

TYPE:
NOTES:

ASHFORD FORMULA
REFER TO SPECIFICATION FOR
MORE INFORMATION.
NO PIGMENT ADDED

QUARRY TILE BASE
DALTILE
QUARRY TILE
5" x 6" COVE BASE
ARID GRAY 0Q42
EPOXY, COLOR TBD

QTB-1 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
GROUT:

SC-2

P-2/
SP-2

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & CEILING PT/ SPECIAL (EPOXY)
SHERWIN WILLIAMS
TBD
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

P-3/
SP-3

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6514 RESPIT BLUE
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

P-4/
SP-4

TYPE:
MANUF:
COLOR:
NOTES:

P-5/
SP-5

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 2908 CARDINAL RED
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

P-6/
SP-6

TYPE:
MANUF:
COLOR:
NOTES:

P-7/
SP-7

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6669 YARROW
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

P-8/
SP-8

TYPE:
MANUF:
COLOR:
NOTES:

P-9/
SP-9

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6422 SHAGREEN
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 7046 ANONYMOUS
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 7017 DORIAN GRAY
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6674 JONQUIL
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

TYPE:
MANUF:
COLOR:
FINISH:
EDGE:

PLAM-4

PLASTIC LAMINATE (DK WOOD)
WILSONART
AMBER CHERRY
MATTE

PLASTIC LAMINATE (ECE COUNTERTOP)
PIONITE
CRADLE OF LIBERTY
SUEDE

RB-3 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
38 PEWTER

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
294 BIGTOP

07 46 46 PHENOLIC WALL PANEL

PWP-1 MANUF:
TYPE:
COLOR:
NOTES:

TRESPA
PURA
OAK
REFER TO SPECIFICATION FOR
MORE INFORMATION

P-10/
SP-10

TYPE:
MANUF:
COLOR:
NOTES:

P-11/
SP-11

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6431 LEAP FROG
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6516 DOWN POUR
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PLP-2 TYPE:
SUBSTRATE:
COLOR:

LAMINATE PANELS
FT PARTICLE BOARD
REFER TO PLAM-2 FOR COLOR
AND EDGE TREATMENT

PLP-3 TYPE:
SUBSTRATE:
COLOR:

LAMINATE PANELS
FT PARTICLE BOARD
REFER TO PLAM-3 FOR COLOR
AND EDGE TREATMENT

TWP-2 TYPE:
MANUF:
SERIES:
COLOR:

TACK BOARD (GRAY)
FORBO
BULLETIN BOARD
POTATO SKIN

TWP-3 TYPE:
MANUF:
SERIES:
COLOR:

TACK BOARD (RED)
FORBO
BULLETIN BOARD
HOT SALSA

SC-1B TYPE:

COLOR:
NOTES:

AMERIPOLISH SURELOCK DENSI-
COLOR SYSTEM
BLACK
REFER TO SPECIFICATIONS FOR
MORE INFORMATION.

SC-1C TYPE:

COLOR:
NOTES:

AMERIPOLISH SURELOCK DENSI-
COLOR SYSTEM
RED
REFER TO SPECIFICATIONS FOR
MORE INFORMATION.

SC-1D TYPE:

COLOR:
NOTES:

AMERIPOLISH SURELOCK DENSI-
COLOR SYSTEM
GREY
REFER TO SPECIFICATIONS FOR
MORE INFORMATION.

WPP-2 TYPE:
MANUF:
THICKNESS:
COLOR:
NOTES:

WALL PROTECTION SHEETS
IN PRO CORP OR ACROVYN
.060"
NATURAL MAPLE
ALUMINUM ACCESSORIES, REFER TO
ELEVATIONS FOR TRIM PLACEMENT /
LAYOUT. SEE SPEC FOR DETAILS

PLASTIC LAMINATE (ACCENT LAMINATE)
WILSONART
D91-60 SLATE GRAY

DOELLKEN 2431 SLATE GREY

P-12/
SP-12

TYPE:
MANUF:
COLOR:
NOTES:

P-13/
SP-13

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 7076 CYBERSPACE
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 6258 TRICORN BLACK
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

TYPE:
MANUF:
SERIES:
THICKNESS:
FABRIC:

ACOUSTIC WALL PANELS (AUDITORIUM)
CONWED
RESPOND IR SERIES
2"
CARNEGIE - METEOR

AWP-3 TYPE:
MANUF:
SERIES:
THICKNESS:
COLOR:

ACOUSTIC WALL PANELS (GYMS)
CONWED
METRO REBOUND PANELS
1"
STEEL GREY

PWP-2 MANUF:
TYPE:
COLOR:
NOTES:

TRESPA
PURA
SLATE EBONY
REFER TO SPECIFICATION FOR
MORE INFORMATION

P-14/
SP-14

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 7074 SOFTWARE
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

PT-2 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
NOTES:

PORCELAIN TILE - WALL TILE
DALTILE
INVOKE COLORBODY
24" X 24"
EVENING VEIL ID04
LATICRETE 45 RAVEN

AWP-4 TYPE:
MANUF:
SERIES:
THICKNESS:
FABRIC:

ACOUSTIC WALL PANELS (MUSIC)
CONWED
RESPOND IR SERIES
2"
MAHARAM - TEK-WALL SCATTER 004
VAPOR

CPT-3 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
INSTALL:

CARPET TILE
J+J INVISION
INCEPTION
18" X 36"
1744 GENERATE EXCITEMENT
BRICK

RB-4 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
84 BLUE JEANS

RB-5 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
134 GOLD RUSH

RB-6 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
475 MARSHLAND

RB-7 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:

RUBBER BASE
JOHNSONITE
TRADITIONAL BASE, WITH TOE
4"
40 BLACK

WOOD SPORTS FLOOR
REFER TO SPECIFICATIONS FOR PRODUCT
INFORMATION
TO BE PAINTED BLACK

WDF-2 TYPE:
NOTES:

PLAM-5 TYPE:
MANUF:
COLOR:
FINISH:
EDGE:

PLASTIC LAMINATE (RED ACCENT)
WILSONART
HOLLYBERRY

RF-1 RESILIENT FLOORING
J+J INVISION
KINETEX
UMBRA 1819
24" X 24" OR 20" X 20"
SHADOW 1764

TYPE:
MANUF:
SERIES:
PATTERN:
SIZE:
COLOR:

09 65 00  RESILIENT FLOORING

RF-2 RESILIENT FLOORING
MOHAWK
GLOBAL ENTRY
MATUTO
12" X 24"
FROSTBITE

TYPE:
MANUF:
SERIES:
PATTERN:
SIZE:
COLOR:

RF-3 TYPE:
MANUF:
SERIES:
PATTERN:
SIZE:
COLOR:

RF-4 TYPE:
MANUF:
SERIES:
PATTERN:
SIZE:
COLOR:

RF-5 TYPE:
MANUF:
SERIES:
PATTERN:
SIZE:
COLOR:

RESILIENT FLOORING
MOHAWK
GLOBAL ENTRY
MATUTO
12" X 24"
GREY GRANITE

RESILIENT FLOORING
MOHAWK
GLOBAL ENTRY
MATUTO
12" X 24"
GREEN GRASS

RESILIENT FLOORING
MOHAWK
GLOBAL ENTRY
MATUTO
12" X 24"
BLUE NIGHT

RF-6 TYPE:
MANUF:
SERIES:
PATTERN:
SIZE:
COLOR:

RESILIENT FLOORING
MOHAWK
GLOBAL ENTRY
MATUTO
12" X 24"
RED HOT

PLP-5
TYPE:
SUBSTRATE:
COLOR:

LAMINATE PANELS
FT PARTICLE BOARD
REFER TO PLAM-5 FOR COLOR
AND EDGE TREATMENT

PLP-4 PLAM-4 NOT USED
TWP-4 TYPE:

MANUF:
SERIES:
COLOR:

TACK BOARD (BLUE)
FORBO
BULLETIN BOARD
BLUE BERRY

RB-8 TYPE:
MANUF:
SERIES:
HEIGHT:
COLOR:
NOTE:

RUBBER BASE
JOHNSONITE
REVEAL
8"
32 PEBBLE
ONLY FOR USE WITH 05 58 13
COLUMN WRAP

PT-4 TYPE:
MANUF:
SERIES:
SIZE /
COLOR:
GROUT:

PORCELAIN TILE - WALL TILE
CROSSVILLE
COLOR BY NUMBERS
4" X 8"
WT14 CARBON 14
LATICRETE 78 STERLING SILVER

PT-5 TYPE:
MANUF:
SERIES:
SIZE /
COLOR:
GROUT:

PORCELAIN TILE - WALL TILE
CROSSVILLE
COLOR BY NUMBERS
4" X 8"
WT06 SIXTH SENSE GLOSS
LATICRETE 78 STERLING SILVER

HARDWOOD FLOOR
REFER TO SPECIFICATION FOR PRODUCT
INFORMATION

HDW-1 TYPE:
NOTES:

PORCELAIN TILE BASE
CROSSVILLE
COLOR BY NUMBERS
BULLNOSE 2" X 8"
TO MATCH PT-5

PTB-1 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:

PT-6 TYPE:
MANUF:
SERIES:
SIZE /
COLOR:
GROUT:

PORCELAIN TILE
STONEPEAK
PANGEA
12" X 24"
GREENSKY
LATICRETE 78 STERLING SILVER

PT-7 TYPE:
MANUF:
SERIES:
SIZE /
COLOR:
GROUT:

PORCELAIN TILE
STONEPEAK
PANGEA
12" X 24"
NIGHTSKY
LATICRETE 78 STERLING SILVER

PT-8 TYPE:
MANUF:
SERIES:
SIZE /
COLOR:
GROUT:

PORCELAIN TILE
STONEPEAK
PANGEA
12" X 24"
CLOUDSKY
LATICRETE 78 STERLING SILVER

PORCELAIN TILE BASE
DALTILE
CONCRETE CONNECTION
BULLNOSE 3" X 13"
TO MATCH PT-1

PTB-2 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:

PORCELAIN TILE BASE
DALTILE
INVOKE COLORBODY
BULLNOSE 4" X 18"
TO MATCH PT-3

PTB-3 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:

09 30 00 TILE ACCESSORIES

FINISHING EDGE PROTECTION TRIM
SCHLUTER
RONDEC
BRUSHED STAINLESS STEEL
TO BE USED FOR WALL TRIM AT AN
OUTSIDE CORNER

TRIM-1 TYPE:
MANUF:
SERIES:
COLOR:
NOTES:

FINISHING EDGE PROTECTION TRIM
SCHLUTER
SCHEINE
BRUSHED STAINLESS STEEL
TO BE USED FOR WALL TRIM AT A
MATERIAL CHANGE

TRIM-2 TYPE:
MANUF:
SERIES:
COLOR:
NOTES:

FINISHING EDGE PROTECTION TRIM
SCHLUTER
RENO-U
BRUSHED STAINLESS STEEL
TO BE USED AT FLOOR TRANSITIONS
BETWEEN FLOORING MATERIALS (CPT &
QT/PT, RF & PT/QT)

TRIM-3 TYPE:
MANUF:
SERIES:
COLOR:
NOTES:

FINISHING EDGE PROTECTION TRIM
SCHLUTER
RENO-RAMP
BRUSHED STAINLESS STEEL
TO BE USED AT FLOOR TRANSITIONS
BETWEEN FLOORING MATERIALS AND
SEALED CONCRETE (SC & QT, SC & PT)

TRIM-4 TYPE:
MANUF:
SERIES:
COLOR:
NOTES:

FINISHING EDGE PROTECTION TRIM
SCHLUTER
TREP-SE-S-B
BRUSHED STAINLESS STEEL
TO BE USED AS STAIR NOSING IF ALT 5
IS SELECTED

TYPE:
MANUF:
SERIES:
COLOR:
NOTES:

TRIM-5

P-15/
SP-15

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 7073 NETWORK
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

VARIABLE SIZES. SEE ELEVATIONS FOR DIMENIONS

CERAMIC TILE
DALTILE
KEYSTONES
2" X 2"
SUEDE GRAY SPECKLE (ABRASIVE)
LATICRETE 78 STERLING SILVER

CT-1 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:
GROUT:

CERAMIC TILE BASE
DALTILE
KEYSTONES
6" PIECE MODEL MB-5B
DESERT GRAY SPECKLE

CTB-1 TYPE:
MANUF:
SERIES:
SIZE:
COLOR:

PLAM-6 TYPE:
MANUF:
COLOR:
FINISH:
EDGE:

PLASTIC LAMINATE (GREEN ACCENT)
FORMICA
8820-58 LEAF GREEN
MATTE
DOELLKEN 2431 SLATE GREY

10 21 23 PRIVACY CUBICLE CURTAIN

PCC-1 MANUF:
SERIES:
COLOR:
NOTES:

STANDARD TEXTILE
LAYOVER
CEMENT CM004301
REFER TO SPECIFICATION FOR
MORE INFORMATION

PLP-6 TYPE:
SUBSTRATE:
COLOR:

LAMINATE PANELS
FT PARTICLE BOARD
REFER TO PLAM-6 FOR COLOR
AND EDGE TREATMENT

HARDWOOD FLOOR
(CONTRASTING STAIN FOR NOSING)
REFER TO SPECIFICATION FOR PRODUCT
INFORMATION

HDW-2 TYPE:

NOTES:

06 20 00 DISPLAY SHELVING SYSTEM

RETAIL DISPLAY SLATWALL
MARLITE
SEE SPECIFICATIONS

DSS TYPE:
MANUF:
NOTES:

TYPE:
MANUF:
SERIES:
THICKNESS:
COLOR:

CORNER GUARD
IN PRO CORP OR ACROVYN
160 CORNER GUARDS, FULL HEIGHT
.060"
SHARKSKIN 0350

40B

AWP-5 ACOUSTIC WALL PANELS (MUSIC)
CONWED
RESPOND BARREL DIFFUSERS
7" DEEP
MAHARAM - TEK-WALL SCATTER 004
VAPOR

TYPE:
MANUF:
SERIES:
THICKNESS:
FABRIC:

P-16/
SP-16

TYPE:
MANUF:
COLOR:
NOTES:

PAINT & SPECIAL PAINT (EPOXY)
SHERWIN WILLIAMS
SW 7020 BLACK FOX
REFER TO SPECIFICATIONS FOR MORE
INFORMATION

GENERAL NOTE: RB-3 - RB-6 LOCATION ARE NOTED ON
ELEVATIONS, AT PATHWAY GATEWAYS AND LIBRARIES.

FLOORING HATCH PATTERN LEGEND

HATCH FLOORING TYPE

QT

RF-3

RF-4

SC-1B

RF-1

SC-1C

MAT-2

CPT-2

SC-1D

RF-2

RF-5

RF-6

HDW-1

CPT-1

ACCENT STYLE

ALIGN PAINT LINE WITH
FLOOR PATTERN
CHANGE

ROOM STYLE 1: RECTANGLE ROOM
PAINT ACCENT 1 WRAPS ENTRY WALL AND ENDS AT FLOOR PATTERN CHANGE - SEEN
IN ELEVATION BELOW.

PAINT ACCENT 1 LINE. ALIGN WITH
FLOORING CHANGE
P-1 IS PAINTED IN REMAINDER OF
ROOM.

P-1

7'
 -

 0
"

TYPICAL HEADWALL 1: ROOM STYLE 1 - RECTANGLE ROOM
PAINT ACCENT 1 RUNS FROM 7' AFF TO EDGE OF MARKER BOARD AND DOWN.

PAINT ACCENT 2 RUNS FROM FF TO 7' AFF AND TO EDGE OF MARKER BOARD PAINTLINE.

PAINT ACCENT 1

PAINT ACCENT 2

ALIGN

1
/8

"

1/2"

1
/8

"

1/2"

A
LI

G
N

1/8"

1
/2

"

1/8"

1
/2

"

PAINT ACCENT 1 ALWAYS FULL HEIGHT AT ROOM ENTRY

D-B

A
C

C
E

N
T

 S
T

Y
LE

 2

AI0.01

G12

A
C

C
E

N
T

 S
T

Y
LE

 2

D-47

LEVEL 1
0"

P-1

ACCENT PAINT LINE AT FLOOR PATTERN CHANGE
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 1/8" = 1'-0"AI0.01

E11 CLASSROOM HEADWALL PAINT STYLE FLOORPLAN

 1/8" = 1'-0"AI0.01

C12 CLASSROOM SECONDARY WALL PAINT STYLE ELEVATION
 1/8" = 1'-0"AI0.01

C10 CLASSROOM HEADWALL PAINT STYLE ELEVATION

GENERAL CLASSROOM HEADWALL NOTES:

1. PAINT ACCENT -  SEE BELOW ELEVATIONS FOR PAINT LOCATIONS.

2. ACCENT COMBINATIONS: AS INDICATED IN FINISH SCHEDULE, AND AI FLOORPLANS
ACCENT STYLE-1: P-11 (PAINT ACCENT 1) + P-3 (PAINT ACCENT 2)
ACCENT STYLE-2: P-10 (PAINT ACCENT 1) + P-6 (PAINT ACCENT 2)
ACCENT STYLE-3: P-5 (PAINT ACCENT 1) + P-9 (PAINT ACCENT 2)
ACCENT STYLE-4: P-4 (PAINT ACCENT 1) + P-7 (PAINT ACCENT 2)

3. ROOM STYLE - SEE ELEVATIONS BELOW FOR EXAMPLES
ROOM STYLE 1: RECTANGLE ROOM

ROOM STYLE 2: RECTANGLE ROOM WITH SHORT HALL ENTRY
ROOM STYLE 3. RECTANGLE ROOM WITH GLASS SIDELIGHT ENTRY

 1/8" = 1'-0"AI0.01

G11 CLASSROOM HEADWALL FLOORPLAN ROOM STYLE 3

ACCENT PAINT LINE AT FLOOR PATTERN CHANGE

 1/8" = 1'-0"AI0.01

J11 CLASSROOM HEADWALL FLOORPLAN ROOM STYLE 2

 1/8" = 1'-0"AI0.01

G12 CLASSROOM SECONDARY WALL ROOM STYLE 2

PAINT LINE AT
OUTSIDE CORNER

NO. DESCRIPTION DATE



ACCENT PAINT, REFER TO PLANS
FOR COORDINATING COLORS AND
LOCATIONS

P-ACCENT
SP-ACCENT

REFER TO GENERAL CLASSROOM
HEADWALL NOTES AND ELEVATION
ON AI0.01 FOR MORE INFORMATION

ROOM STYLE - REFER TO FINISH
FLOOR PLANS TO COORIDINATE
SHAPE OF ROOM AND 'ROOM
STYLE' TO UNDERSTAND WHERE
ACCENT WALL LOCATIONS ARE.

ACCENT STYLE - #

SHOWN ON FINISH SCHEDULE WHEN
THERE IS A PATTERN OR MULTIPLE
FLOORING TYPES IN ONE ROOM.
REFER TO AI PLANS FOR PATTERN
AND PRODUCT COLORS.

GENERAL FINISH SCHEDULE NOTES, REFER TO LEGEND AND PLANS FOR MORE INFORMATION

__ - PATTERN
__/__ - PATTERN

PLP
REFER TO INTERIOR ELEVATIONS
AND SECTIONS FOR SPECIFIC PLP
COLORS.
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ID FINISH SCHEDULE - LEVEL 1 - ROOMS A - C

ROOM
NUMBER ROOM NAME FLOOR BASE WALLS

CABINE
T COUNTERTOPS

COMMENTS

B132 DATA SC-2 RB-1 P-1 - -
B136 ST-TOILET RF-2 RB-1 SP-1 - -
B138 ST-TOILET RF-2 RB-1 SP-1 - -
B139 OFFICE CPT-2 RB-1 P-1, P-ACCENT - -
B140 MUSIC CIRC. SC-1A RB-1 SP-1, SP-ACCENT - PLAM-1

B140A LARGE PRACTICE RF-2 RB-1 P-1, AWP-4 - -
B140B PRACT. 3 RF-2 RB-1 P-1, AWP-4 - -
B140C PRACT. 2 RF-2 RB-1 P-1, AWP-4 - -
B140D PRACT. 1 RF-2 RB-1 P-1, AWP-4 - -
B140E PRACT. 4 RF-2 RB-1 P-1, AWP-4 - -
B141 FINE ART STUDIO RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

B141A FINE ART STORAGE SC-2 RB-1 P-1 - -
B142 BAND RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

B142A BAND STORAGE SC-2 RB-1 P-1, WPP-3 - -
B142B SHEET MUSIC STOR RF-2 RB-1 P-1 - -
B143A CLASSROOM RF-PATTERN RB-1 P-1, P-ACCENT - - REFER TO FINISH FLOORPLAN
B143B CLASSROOM RF-PATTERN RB-1 P-1, P-ACCENT - - REFER TO FINISH FLOORPLAN
B144 CHORUS RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

B144A MUSIC OFFICE RF-2 RB-1 P-1 - -
B144B SHEET MUSIC STOR RF-2 RB-1 P-1 - -
B146 MIDI LAB RF-PATTERN RB-1 P-1 - - REFER TO FINISH FLOORPLAN
B147 POTTERY RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 EP-1 REFER TO FINISH FLOORPLAN
B149 KILN & STOR. SC-2 RB-1 P-1 - -
B150 STAIR B SC-1A RB-1 SP-1, SP-ACCENT - - GENERAL FINISH NOTE #13
C100 SERVERY QT-1 QTB-1 SP-12, SP-ACCENT, WPP-2 - -
C101 INCUBATOR SC-1A RB-2 P-1 - -

C101A STORAGE SC-2 RB-2 P-1 - -
C102 KITCHEN QT-1 QTB-1 SP-1, WPP-1 - -

C102A DISH WASH QT-1 QTB-1 P-1, WPP-3 - -
C102B FREEZER QT-1 QTB-1 - - -
C102C COOLER QT-1 QTB-1 - - -
C103 OFFICE SC-1A RB-2 P-1 - -
C104 CORRIDOR QT-1 QTB-1 SP-1 - -

C104A LOCKERS QT-1 QTB-1 P-1 - -
C104B TOILET SC-2 RB-2 SP-1 - -
C104C TOILET SC-2 RB-2 SP-1 - -
C104D CUSTODIAL QT-1 QTB-1 P-1 - -
C105 PRE-ENG ROBOTICS SC-1A RB-2 SP-1, SP-ACCENT - -

C105A STORAGE SC-2 RB-2 P-1 - -
C106 DRY STORAGE SC-2 RB-2 SP-1 - -
C107 OFFICE SC-1A RB-2 P-1 - -
C108 OFFICE SC-1A RB-2 P-1 - -
C110 SCIENCE LAB-CHEM SC-1A RB-2 P-1, P-ACCENT PLAM-1 EP-1

C110A PREP ROOM SC-1A RB-2 P-1 PLAM-1 EP-1
C111 CORRIDOR SC-2 RB-2 SP-1 - -
C112 OFFICE (3) CPT-2 RB-2 P-1, P-ACCENT - -
C113 RESIDENTIAL WIRING SC-2 RB-2 SP-1, SP-ACCENT PLAM-1 PLAM-3

C113A INSTRUCTION SC-1A RB-2 P-1 - -
C113B MATERIAL STORAGE SC-2 RB-2 P-1 - -
C114 SCIENCE LAB-CHEM SC-1A RB-2 P-1, P-ACCENT PLAM-1 EP-1

C114A DATA SC-2 RB-2 P-1 - -
C114B ELEC SC-2 RB-2 P-1 - -
C115 OFFICE SC-1A RB-2 P-1, P-ACCENT - -

C115A CUSTODIAL SC-2 RB-2 P-1 - -
C116 ST-TOILET SC-1A RB-2 P-1, P-ACCENT - -
C117 CTE EXPLORATION STUDIO SC-2 RB-2 SP-1, SP-ACCENT - -

C117A INSTRUCTION SC-1A RB-2 P-1, P-ACCENT - -
C117B STORAGE SC-2 RB-2 P-1 - -
C118 ST-TOILET SC-1A RB-2 P-1, P-ACCENT - -
C119 OFFICE SC-1A RB-2 P-1, P-ACCENT - -

C119A DISPLAY SC-2 RB-2 P-ACCENT, TWP-2 - -
C120 SCIENCE& TECHNOLOGY-

1ST_LEVEL
SC - PATTERN RB-2 SP-1, SP-ACCENT

- -
SEE ALT #4

C120A S & T LIBRARY SC - PATTERN RB-2 P-1, P-ACCENT - PLAM-1 SEE ALT #4
C121 SHARED FINISHING ROOM SC-2 RB-2 P-1 - PLAM-3
C122 STAIR C SC-2 RB-2 P-1, P-ACCENT - - GENERAL FINISH NOTE #13
C124 SCIENCE LAB-PHYSICS SC-1A RB-2 P-1, P-ACCENT PLAM-1 PLAM-3

C124A SCEINCE PREP SC-1A RB-2 P-1 PLAM-1 PLAM-3
C125 OFFICE SC-2 RB-2 P-1, P-ACCENT - -

C125A VEST. SC-2 RB-2 P-1, P-ACCENT - -
C125B CHANGING SC-2 RB-2 P-1 - -
C125C CHANGING SC-2 RB-2 P-1 - -
C125D SHARED COMPRESSOR SC-2 RB-2 P-1 - -
C126 CUST. SC-2 RB-2 P-1 - -
C127 BUILDING TRADES SC-2 RB-2 SP-1, SP-ACCENT - -

C127A INSTRUCTION SC-1A RB-2 P-1 - -
C127B STORAGE SC-2 RB-2 P-1 - -
C128 WOMEN SC-1A RB-2 P-1, P-ACCENT - - SEE ALT #4
C130 MEN SC-1A RB-2 P-1, P-ACCENT - - SEE ALT #4
C132 OFFICE SC-1A RB-2 P-1, P-ACCENT - -
C133 AUTOMOTIVE TECHNOLOGY SC-2 RB-2 SP-1, SP-ACCENT - PLAM-3 EPOXY PAINT FLOOR LINING

C133A AUTO TECH INSTRUCTION SC-1A RB-2 P-1, P-ACCENT - -
C133B TOOL STORAGE SC-2 RB-2 P-1 - -
C133C CHANGING SC-2 RB-2 P-1 - -
C134 PRECISION MANUFACTURING SC-2 RB-2 SP-1, SP-ACCENT - -

C134A INSTRUCTION SC-1A RB-2 P-1, P-ACCENT - -
C134B STOCK/STORAGE SC-2 RB-2 P-1 - -
C134C INSPECTION SC-2 RB-2 P-1 - -
C134D SHARED COMPRESSOR SC-2 RB-2 P-1 - -
C134E CHANGING SC-2 RB-2 P-1 - -
C135 AUTO TECH OFFICE SC-1A RB-2 P-1, P-ACCENT - -

C135A COLLISION OFFICE SC-1A RB-2 P-1, P-ACCENT - -
C136 OFFICE SC-1A RB-2 P-1, P-ACCENT - -
C137 ROOF ACCESS SC-2 RB-2 P-1 - -
C138 WELDING FABRICATION SC-2 RB-2 SP-1, SP-ACCENT - -

C138A WELDING CLASSROOM SC-2 RB-2 P-1, P-ACCENT - -
C138B LOCKERS SC-2 RB-2 P-1 - -
C138C CHANGING SC-2 RB-2 P-1 - -
C138D WELDING STORAGE SC-2 RB-2 P-1 - -
C139 AUTOMOTIVE COLLISION SC-2 RB-2 SP-1, SP-ACCENT PLAM-1 PLAM-3

C139A COLLISION INSTRUCTION SC-1A RB-2 P-1, P-ACCENT - -
C139B TOOL STORAGE SC-2 RB-2 P-1 - -
C139C COLLISION STORAGE SC-2 RB-2 P-1 - -
C139D CHANGING SC-2 RB-2 P-1 - -

ID FINISH SCHEDULE - LEVEL 1 - ROOMS A - C

ROOM
NUMBER ROOM NAME FLOOR BASE WALLS

CABINE
T COUNTERTOPS

COMMENTS

A100 MAIN ENTRY MAT-1 RB-1 CWP-1, CWP-2, SP-1,
SP-ACCENT

A101 MAIN ADMIN RECEPTION CPT / MAT - PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-1, PLAM-3
A101A MAIN ADMIN WAITING CPT / MAT - PATTERN RB-1 P-1, P-ACCENT - -
A102 AP DEAN STUDENTS CPT-2 RB-1 P-1, P-ACCENT - -
A103 AP TRUANT CPT-2 RB-1 P-1 - -
A104 TOILET RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A105 RECORDS RF-2 RB-1 P-1 - -
A106 KITCHENETTE RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A107 PRINCIPAL'S CONF. CPT-2 RB-1 P-1, P-ACCENT - -
A108 CORRIDOR CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

A108A WORK AREA CPT-2 RB-1 P-1 PLAM-1 PLAM-3
A108B WAITING CPT-2 RB-1 P-1 - -
A108R CORRIDOR (RECEPTION) CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A109 PRINCIPAL CPT-2 RB-1 P-1, P-ACCENT - -
A110 CTE ADMINISTRATION CPT / MAT - PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

A110A WAITING CPT / MAT - PATTERN RB-1 P-1, P-ACCENT - -
A111 DIRECTOR CPT-2 RB-1 P-1, P-ACCENT - -
A112 OUTREACH CONFERENCE CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A113 AS OFFICE CPT-2 RB-1 P-1, P-ACCENT - -
A114 BUSINESS SALES KIOSK SC - PATTERN RB-1 SP-1, SP-ACCENT PLAM-1,

PLAM-3 PLAM-1, PLAM-3

A115 CTE GUIDANCE CPT-2 RB-1 P-1, P-ACCENT - -
A116 AS-RECORD STUD-SERV CPT-2 RB-1 P-1, P-ACCENT - -
A117 ASST DIR CPT-2 RB-1 P-1, P-ACCENT - -
A118 TEACHERS WORK RM CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A120 MAIN COMMONS SC - PATTERN RB-1 SEE COMMENTS

- -
GENERAL FINISH NOTE #6, AND
#8, SEE ALT #5

A121A AGORA / OPEN STEPPED AREA HDW-1 HDW-2 P-1, ACT-5, GEN FINISH NOTE
#8 - -

GENERAL FINISH NOTE #6, AND
#8

A121B DINING SC-1A RB-1 P-1, GEN FINISH NOTE #8 - - GENERAL FINISH NOTE #8
A122 LIBRARY STACK CPT-2 RB-1 SP-1, SP-ACCENT, TWP-3 PLAM-1,

PLAM-3 PLAM-1, PLAM-3

A122A LIBRARY CPT-2 RB-1 - PLAM-1 PLAM-1
A123 WORK RM RF-2 RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-3
A124 LIBRARY STORAGE SC-2 RB-1 P-1 - -
A125 LIBRARY OFF. CPT-2 RB-1 P-1, P-ACCENT - -
A126 LIBRARY CONF CPT-2 RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-3
A127 LIBRARY RESOURCE CPT-2 RB-1 P-1, P-ACCENT PLAM-1 -
A131 DINING RF-PATTERN RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-3

A133A TEACHER'S DINING RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A133B FACULTY  LOUNGE RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3
A135 TECH HUB SC-1A RB-1 P-1 PLAM-1 PLAM-3
A140 ECE INSTRUCTION RF-PATTERN RB-1 P-1 PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

A140A ECE STORAGE RF-2 RB-1 P-1 - -
A141 OFFICE CPT-3 RB-1 P-1 - -
A143 EARLY CHILDHOOD

EDUCATION
RF-PATTERN RB-1 P-1, P-ACCENT, WC-1

PLAM-1 PLAM-4
REFER TO FINISH FLOORPLAN

A143A ECE KITCHEN RF-4 RB-1 SP-1 PLAM-1 PLAM-4
A143B CIRC. CPT-2 RB-1 SP-7
A144 OBSERV/ CONF CPT-3 RB-1 P-1 - PLAM-1
A145 TOILETS RF-2 RB-1 SP-1, SP-ACCENT - -
A148 SECURE ENTRY MAT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-1
A151 DINING RF-PATTERN RB-1 P-1, P-ACCENT, AWP-1, SEE

COMMENTS PLAM-1 PLAM-3
GEN FINISH NOTE#6, AND #8

A152 CAN WASH SC-2 CTB SP-1, WPP-1 - -
A154 DINING CHAIR STOR. SC-1A RB-1 P-1 - -
A155 STAIR H SC-1A RB-1 P-1 - - GENERAL FINISH NOTE #13
A160 SMALL LIBRARY CONF CPT-2 RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-3
A161 ST TOILET RF-2 RB-1 P-1 - -
A163 ST TOILET RF-2 RB-1 P-1 - -
A164 WOMEN PT-1 RB-1 SP-1, SP-ACCENT - -
A165 EMR SC-2 RB-1 P-1 - -
A168 MEN PT-1 RB-1 SP-1, SP-ACCENT - -
A170 CORRIDOR SC - PATTERN RB-1 P-1, GEN FINISH NOTE #8 - - SEE ALT #5

A170A CIRC SC-2 RB-1 P-1 - -
A170B CIRC SC-1A RB-1 P-1 - -
A171 ENTRY 2 MAT-1 RB-1 CWP-1, CWP-2, P-1, P-ACCENT - -
A174 ELEC SC-2 RB-1 P-1 - -
A175 STAIR A SC-1A RB-1 P-1 - -
A176 FACS STORAGE SC-2 RB-1 P-1
A178 CONCESSIONS / CAFÉ QT-1 QTB-1 P-1, P-ACCENT - -

A178A CONCESSIONS STORAGE SC-2 RB-1 P-1 - -
A180 LIGHT LOCK CPT-1 RB-7 SP-13 - -
A181 MAIN AUDITORIUM CPT-1, SC-2 RB-7 PLP, SP-13, AWP-2 - - GENERAL FINISH NOTE #14
A182 IT OFFICE CPT-2 RB-1 P-1 PLAM-1 PLAM-3

A182A IT WORKROOM CPT-2 RB-1 P-1 PLAM-1 PLAM-3
A183 AUDITORIUM STAGE / BACK

STAGE
WDF-2 / SC - PATTERN RB-7 SP-13

- -

A184A IT SERVER / DATA SC-2 RB-1 P-1 - -
A185 AUDITORIUM STORAGE SC-2 RB-1 P-1 - -

A185A CIRC. SC-2 RB-1 P-1 - -
A185B CIRC. SC-2 RB-1 P-1 - -
A187 STORAGE / COAT CPT-1 RB-7 P-1 - -
A188 LIGHT LOCK CPT-1 RB-7 SP-13 - -
A191 CUSTODIAL SC-1A RB-1 P-1 - -
A192 BUILDING STORAGE SC-2 RB-1 P-1 - -
A193 ELEC SC-2 RB-1 P-1 - -
B101 VIDEO PRODUCTION LAB CPT-3 RB-2 P-1, P-ACCENT PLAM-1 -

B101B VIDEO STORAGE SC-1A RB-2 P-1 - -
B102 OFFICE CPT-3 RB-2 P-1, P-ACCENT
B103 CONTROL ROOM CPT-3 RB-2 P-14 PLAM-1 PLAM-3

B103A EDITING CPT-3 RB-2 P-14 PLAM-1 PLAM-3
B105 VIDEO PRODUCTION STUDIO SC-1A RB-2 P-14 - -

B105A VIDEO STORAGE SC-2 RB-2 P-1 - -
B105B FIRE CLOSET SC-2 RB-1 P-1
B107 CCTV SHARED OFFICE CPT-3 RB-2 P-1 - -

B107A SERVER SC-2 RB-2 P-1 - -
B110 CORRIDOR SC-1A RB-1 P-1 - -
B112 GRAPHIC COMM / DIGITAL

DESIGN
RF-PATTERN RB-1 P-1, P-ACCENT

PLAM-1 PLAM-3
REFER TO FINISH FLOORPLAN

B112A PRINT / WORK ROOM RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN
B113 OFFICE CPT-2 RB-1 P-1 - -
B114 LIGHTING STUDIO SC-1A RB-1 P-1 PLAM-1 PLAM-3
B115 STORAGE SC-2 RB-1 P-1 - -
B120 ARTS & COMMUNICATIONS-

1ST_LEVEL
SC - PATTERN RB-1 SP-1, SP-ACCENT

- PLAM-1
SEE ALT #4

B120A A & C LIBRARY SC - PATTERN RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-1 SEE ALT #4
B122 CIRC. SC-1A RB-1 SP-1 - -

B122A ACOUSTIC LIGHT LOCK SC-2 RB-1 SP-13 - -
B124 MEN SC-1A RB-1 SP-1, SP-ACCENT PLAM-1 SS-1 SEE ALT #4
B126 WOMEN SC-1A RB-1 SP-1, SP-ACCENT PLAM-1 SS-1 SEE ALT #4
B127 FINE ART STUDIO RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

B127A FINE ART STORAGE SC-2 RB-1 P-1 - -
B128 GREEN ROOM SC-1A RB-1 P-1 - -
B130 OFFICE (2) CPT-2 RB-1 P-1, P-ACCENT - -

NO. DESCRIPTION DATE



ACCENT PAINT, REFER TO PLANS
FOR COORDINATING COLORS AND
LOCATIONS

P-ACCENT
SP-ACCENT

REFER TO GENERAL CLASSROOM
HEADWALL NOTES AND ELEVATION
ON AI0.01 FOR MORE INFORMATION

ROOM STYLE - REFER TO FINISH
FLOOR PLANS TO COORIDINATE
SHAPE OF ROOM AND 'ROOM
STYLE' TO UNDERSTAND WHERE
ACCENT WALL LOCATIONS ARE.

ACCENT STYLE - #

SHOWN ON FINISH SCHEDULE WHEN
THERE IS A PATTERN OR MULTIPLE
FLOORING TYPES IN ONE ROOM.
REFER TO AI PLANS FOR PATTERN
AND PRODUCT COLORS.

GENERAL FINISH SCHEDULE NOTES, REFER TO LEGEND AND PLANS FOR MORE INFORMATION

__ - PATTERN
__/__ - PATTERN

PLP
REFER TO INTERIOR ELEVATIONS
AND SECTIONS FOR SPECIFIC PLP
COLORS.

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.

N

SCALE:

REVISED:

DRAWN BY:

PROJECT NO:

DATE:

CONTENT:

Project Phase

2 3 4 5 6 7 8 9 10 11 12 13 14

F

E

D

C

B

A

G

H

I

J

1

F
O

R
 A

D
D

IT
IO

N
A

L
 I
N

F
O

R
M

A
T

IO
N

, 
R

E
F

E
R

 T
O

 P
R

O
J
E

C
T

 M
A

N
U

A
L

.

Boston | Manchester | Portland

www.LBPA.com

155 Dow Street, Suite 400, Manchester, NH 03101
603.622.5450

305 Commercial Street, Portland, ME 04101
207.558.7200

1 : 1

2/
11

/2
01

6 
11

:5
8:

10
 A

M
C

:\P
ro

je
ct

s\
12

-0
67

-0
0_

S
an

fo
rd

 T
ec

h 
C

en
tr

al
_v

16
_r

ya
n.

tir
re

ll.
rv

t

AI0.03

12-067-00

02/11/2016

RST

FIRST FLOOR FINISH SCHEDULE - ROOMS
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SANFORD, ME 04073
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ID FINISH SCHEDULE - LEVEL 1 - ROOMS D - F

ROOM
NUMBER ROOM NAME FLOOR BASE WALLS

CABINET
COUNTERTOPS COMMENTS

E157 CLASSROOM RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

E158 OFFICE CPT-3 RB-1 P-1, P-ACCENT

E159 OFFICE CPT-3 RB-1 P-1, P-ACCENT PLAM-1 -

E160 TOILET SC-1A RB-1 SP-1 - -

E161 TOILET SC-1A RB-1 SP-1 - -

ELEV 1 ELEV 1 RF-1 - - - -

ELEV 2 ELEV 1 RF-1 - - - -

F100 SRO OFFICE CPT-2 RB-1 P-1 - -

F101 CORRIDOR SC-1A RB-1 SP-1, SP-ACCENT - PLAM-1 SEE ALT #5

F102 MAIN GYMNASIUM WDF-1 VCB SP-1, SP-ACCENT - -

F102A STORAGE SC-2 VCB P-1 - -

F106 RECEPTION CPT-2 RB-1 P-1, P-ACCENT - -

F106A A. D. OFFICE CPT-2 RB-1 P-1 - -

F111 CIRCULATION SC-1A RB-1 SP-1, SP-ACCENT - -

F111A CUSTODIAL SC-2 RB-1 P-1 - -

F111D ELEC SC-2 RB-1 P-1

F112 STORAGE SC-2 VCB P-1 - -

F116 CUSTODIAL SC-2 RB-1 P-1 - -

F119 CIRCULATION SC-1A RB-1 SP-1, SP-ACCENT - -

F119A VESTIBULE MAT-1 RB-1 SP-1, SP-ACCENT - -

F121 CLASSROOM RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 - REFER TO FINISH FLOORPLAN

F122 PRACTICE
GYMNASIUM

WDF-1 VCB SP-1, SP-ACCENT
-

-

F122A STORAGE SC-2 RB-1 P-1 - -

F123 HEALTH LAB RF-3 RB-1 SP-1, SP-ACCENT - -

F125 WEIGHT ROOM RF-3 RB-1 SP-1, SP-ACCENT - -

F126 WRESTLING/
MULTI-PURPOSE

WDF-1 VCB SP-1, SP-ACCENT
-

-

F127 PE TRAINING SC-1A RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-3

F127A TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

F128 CORRIDOR SC - PATTERN RB-1 SP-1, SP-ACCENT - - SEE ALT #4

F131 LOCKER ROOM SC-1A RB-1 SP-1, SP-ACCENT - -

F131A SHOWER ROOM CT-1 CTB-1 SP-1, SP-ACCENT

F132 PE OFFICE SC-1A RB-1 P-1 - -

F133 FACULTY
BATHROOM

PT-2 RB-1 SP-1, SP-ACCENT
-

-

F134 COACHES OFFICE SC-1A RB-1 P-1 - -

F135 LOCKER ROOM SC-1A RB-1 SP-1, SP-ACCENT - -

F135A SHOWER ROOM CT-1 CTB-1 SP-1, SP-ACCENT

F136 TEAM ROOM SC-1A PTB SP-1, SP-ACCENT - -

F141 LOCKER ROOM SC-1A RB-1 SP-1, SP-ACCENT - -

F141A SHOWER ROOM CT-1 CTB-1 SP-1, SP-ACCENT

F142 COACHES OFFICE SC-1A RB-1 P-1 - -

F143 FACULTY
BATHROOM

PT-2 RB-1 P-1
-

-

F144 PE OFFICE SC-1A RB-1 P-1 - -

F145 LOCKER ROOM SC-1A RB-1 SP-1, SP-ACCENT - -

F145A SHOWER ROOM CT-1 CTB-1 SP-1, SP-ACCENT

F146 TEAM ROOM SC-1A RB-1 SP-1, SP-ACCENT - -

ID FINISH SCHEDULE - LEVEL 1 - ROOMS D - F

ROOM
NUMBER ROOM NAME FLOOR BASE WALLS

CABINET
COUNTERTOPS COMMENTS

D103 PATHWAY STORAGE SC-2 RB-1 P-1 - -

D105 NURSE WAITING RF-PATTERN RB-1 P-1, P-ACCENT - - REFER TO FINISH FLOORPLAN

D105A NURSE RECEPT RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

D105B NURSE COMMON
AREA

RF-PATTERN RB-1 P-1
PLAM-1

PLAM-3 REFER TO FINISH FLOORPLAN

D105C TOILET RF-2 RB-1 SP-1 PLAM-1 PLAM-3

D106 CONSULT / DR
OFFICE

RF-2 RB-1 P-1, P-ACCENT
PLAM-1

PLAM-3

D107 EXAM RF-2 RB-1 P-1 PLAM-1 PLAM-3

D107A TOILET RF-2 RB-1 SP-1 - -

D111 OFFICE (4) CPT-2 RB-1 P-1, P-ACCENT - -

D112 FACS CULINARY LAB RF-PATTERN RB-1 SP-1, SP-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

D113 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 PLAM-1 -

D117A CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 PLAM-1 - REFER TO FINISH FLOORPLAN

D117B CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 PLAM-1 - REFER TO FINISH FLOORPLAN

D118 STAIR D SC-1A RB-1 SP-1, SP-ACCENT - - GENERAL FINISH NOTE #13

D120 BUSINESS&
MANAGEMENT-
1ST_LEVEL

SC - PATTERN RB-1 SP-1, SP-ACCENT
-

PLAM-1 SEE ALT #4

D120A PATHWAY LIBRARY SC - PATTERN RB-1 P-1, P-ACCENT - PLAM-1 SEE ALT #4

D122 BUSINESS/ MATH RF-PATTERN RB-1 P-1, ACCENT STYLE 2 PLAM-1 - REFER TO FINISH FLOORPLAN

D123 BAKE LAB QT-1 QTB-1 SP-1, SP-ACCENT - -

D123A CULINARY ARTS QT-1 QTB-1 SP-1, SP-ACCENT - -

D123B REFRIGERATOR QT-1 QTB-1 SP-1 - -

D123C FREEZER QT-1 QTB-1 P-1 - -

D123D LINEN/ CLEANING QT-1 QTB-1 SP-1 - -

D123E POT WASH QT-1 QTB-1 - - -

D123F WARE WASH QT-1 QTB-1 SP-1 - -

D124 MEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

D125 OFFICE QT-1 QTB-1 P-1 - -

D126 WOMEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

D127 LOCKER QT-1 QTB-1 P-1 - -

D128 BUSINESS RF-PATTERN RB-1 P-1, ACCENT STYLE 2 PLAM-1 - REFER TO FINISH FLOORPLAN

D129 LOCKER QT-1 QTB-1 P-1 - -

D130 BUSINESS/ BANK SC-1A RB-1 P-1, P-ACCENT - -

D131 DRY STORAGE QT-1 QTB-1 SP-1 - -

D132 COSMETOLOGY
CLINICAL-LAB

RF-PATTERN RB-1 SP-1, SP-ACCENT
PLAM-1

PLAM-3 REFER TO FINISH FLOORPLAN

D132A COSMETOLOGY
INSTRUCTION

RF-PATTERN RB-1 SP-1, SP-ACCENT
PLAM-1

- REFER TO FINISH FLOORPLAN

D132B DISPENSORY RF-2 RB-1 P-1 PLAM-1 EP-1

D132C LOCKERS RF-PATTERN RB-1 SP-1 - - REFER TO FINISH FLOORPLAN

D133 STORAGE QT-1 QTB-1 SP-1 - -

D134 OFFICE RF-2 RB-1 P-1, P-ACCENT - -

D140 PUBLIC LOBBY MAT-2 RB-1 SP-1, SP-ACCENT, PLP - -

D140A ENTRY VESTIBULE MAT-1 RB-1 CWP, SP-1, SP-ACCENT, PLP - -

D143 ST/ PUB TOILET PT-1 RB-1 P-1 - -

D144 DATA SC-1A RB-1 P-1 - -

D145 ST/ PUB TOILET PT-1 RB-1 P-1 - -

D146 ELEC SC-2 RB-1 P-1 - -

D147 CUST SC-2 RB-1 P-1 - -

D148 STAIR G SC-1A RB-1 P-1 - -

D150 HORTICULTURE SC-1A RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

D150A INSTRUCTION SC-1A RB-1 P-1, P-ACCENT - -

D150B TRACTOR
INSTRUCTION

SC-2 RB-1 P-1
-

-

D150C STORAGE SC-2 RB-1 P-1 - -

D151 DINING RF-1 RB-2 CWP, SP-1, SP-ACCENT - -

D151A SALES QT-1 QTB-1 SP-1, SP-ACCENT PLAM-3 PLAM-6

D152 OFFICE/ SALES SC-1A RB-1 P-1 - PLAM-1

D154 GREEN HOUSE SC-2 RB-1 P-1

D158 RECEPTION CPT-3 RB-1 P-1 PLAM-1 PLAM-3

D158A SRO OFFICE CPT-3 RB-1 P-1 - -

E102 OFFICE (3) CPT-2 RB-1 P-1 - -

E104 FACS/ FASHION LAB RF-PATTERN RB-1 P-1, ACCENT STYLE 1 PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

E118 HEALTH
OCCUPATIONS

RF-PATTERN RB-1 P-1, P-ACCENT, WPP-2
PLAM-1, PLAM-3

PLAM-3 SEE ELEVATIONS FOR
CABINET FINISH

E118A TRAINING TOILET PT-2 RB-1 SP-1 - -

E120 HUMAN SERVICES-
1ST_LEVEL

SC - PATTERN RB-1 SP-1, GEN FINISH NOTE #8
-

- SEE ALT #4

E120A PATHWAY LIBRARY SC - PATTERN RB-1 SP-1, SP-ACCENT - PLAM-1 SEE ALT #4

E121 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 1 PLAM-1 - REFER TO FINISH FLOORPLAN

E122 OFFICE CPT-3 RB-1 P-1, P-ACCENT - -

E123A CLASSROOM RF-PATTERN RB-1 SP-1, SP-ACCENT PLAM-1 - REFER TO FINISH FLOORPLAN

E123B CLASSROOM RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 - REFER TO FINISH FLOORPLAN

E124 OFFICE CPT-3 RB-1 P-1, P-ACCENT - -

E126 LOCKERS RF-PATTERN RB-1 P-1 - -

E126A STORAGE RF-2 RB-1 P-1 - -

E127 CLASSROOM RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 - REFER TO FINISH FLOORPLAN

E127A DATA SC-2 RB-1 P-1 - -

E127B ELEC SC-2 RB-1 P-1 - -

E128 HEALTH
OCCUPATIONS

RF-PATTERN RB-1 P-1, P-ACCENT, WPP-2
PLAM-1, PLAM-3

PLAM-3 SEE ELEVATIONS FOR
CABINET FINISH

E128A TRAINING TOILET PT-2 RB-1 SP-1 - -

E131 CUST SC-2 RB-1 P-1 - -

E132 ST-TOILET SC-1A RB-1 SP-1 - -

E133 WOMEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

E134 ST-TOILET SC-1A RB-1 SP-1 - -

E135 MEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

E139 STAIR E SC-2 RB-1 P-1 - -

E140 FIREFIGHTING
SCIENCE

SC-2 RB-1 SP-1, SP-ACCENT
-

-

E140A EMS TRAINING SC-2 RB-1 SP-1, SP-ACCENT - -

E140B CIRC. SC-2 RB-1 SP-1, SP-ACCENT - -

E141 TRAINING STAIR SC-2 RB-1 P-1 - -

E142 FIRE INSTRUCTION SC-1A RB-1 P-1 - -

E143 EMS INSTRUCTION SC-1A RB-1 P-1 - -

E143A EMS SIMULATOR RF-2 RB-1 P-1 - -

E144 TRAINING
RESTROOM

SC-2 RB-1 SP-1
-

-

E144A FIRE/EMS SINKS SC-2 RB-1 SP-1, SP-ACCENT - -

E145A FIRE OFFICE CPT-2 RB-1 P-1 - -

E145B EMS OFFICE CPT-2 RB-1 P-1 - -

E146 FIRE STORAGE SC-2 RB-1 P-1 - -

E148 OFFICE (3) CPT-3 RB-1 P-1, P-ACCENT - -

E150 BRIDGES COMMON RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

E150A CIRC. RF-2 RB-1 P-1 - -

E151 OFFICE CPT-3 RB-1 P-1, P-ACCENT

E152 CLASSROOM RF-2 RB-1 P-1, P-ACCENT PLAM-1 -

E153 CLASSROOM RF-2 RB-1 P-1, P-ACCENT PLAM-1 -

E154 SECURED ENTRY/
STAIR F

SC-1A RB-1 SP-1, SP-ACCENT
-

-

E155 SM GROUP RF-2 RB-1 P-1 - -

E156 SM GROUP RF-2 RB-1 P-1 - -

NO. DESCRIPTION DATE



ACCENT PAINT, REFER TO PLANS
FOR COORDINATING COLORS AND
LOCATIONS

P-ACCENT
SP-ACCENT

REFER TO GENERAL CLASSROOM
HEADWALL NOTES AND ELEVATION
ON AI0.01 FOR MORE INFORMATION

ROOM STYLE - REFER TO FINISH
FLOOR PLANS TO COORIDINATE
SHAPE OF ROOM AND 'ROOM
STYLE' TO UNDERSTAND WHERE
ACCENT WALL LOCATIONS ARE.

ACCENT STYLE - #

SHOWN ON FINISH SCHEDULE WHEN
THERE IS A PATTERN OR MULTIPLE
FLOORING TYPES IN ONE ROOM.
REFER TO AI PLANS FOR PATTERN
AND PRODUCT COLORS.

GENERAL FINISH SCHEDULE NOTES, REFER TO LEGEND AND PLANS FOR MORE INFORMATION

__ - PATTERN
__/__ - PATTERN

PLP
REFER TO INTERIOR ELEVATIONS
AND SECTIONS FOR SPECIFIC PLP
COLORS.

                                    BY LAVALLEE/BRENSINGER PROFESSIONAL
ASSOCIATION. ALL RIGHTS RESERVED.

NO REPRODUCTION WITHOUT PERMISSION.
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SECOND FLOOR FINISH SCHEDULE -
ROOMS A201 - C225
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State of Maine Department of
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SANFORD, ME 04073

COPYRIGHT © 2016

ID FINISH SCHEDULE - LEVEL 2 - ROOMS A- C

ROOM
NUMBER ROOM NAME FLOOR BASE WALLS CABINET COUNTERTOPS COMMENTS

B212 GROSS MOTOR
SKILLS

RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

B213 TOILET RF-2 RB-1 SP-1, SP-ACCENT - -

B214 DEVELOPMENT
AL
INSTRUCTION

RF-2 RB-1 P-1 PLAM-1 -

B215 LIFE SKILLS
APARTMENT

RF-2 RB-1 P-1, P-ACCENT - -

B215A LAUNDRY RF-2 RB-1 P-1 - -

B215B KITCHENETTE RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-1

B215C BATH RF-2 RB-1 SP-1, SP-ACCENT - -

B215D CLOSET RF-2 RB-1 P-1

B216 SPEECH
THERAPY

RF-2 RB-1 P-1 - -

B220 ARTS &
COMMUNICATI
ONS-
2ND_LEVEL

SC - PATTERN RB-1 SP-1, SP-ACCENT - PLAM-1 SEE ALT #4

B222 CIRC. SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

B222A CUSTODIAL SC-2 RB-1 P-1

B222B CUSTODIAL SC-2 RB-1 P-1 - -

B224 MEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

B226 WOMEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

B228A ELEC SC-1A RB-1 P-1 - -

B229 CIRC. SC-1A RB-1 SP-1 - -

B230 ST-TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

B231 OFFICE (4) CPT-2 RB-1 P-1, P-ACCENT - -

B232 ST-TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

B233 PATHWAY
STORAGE

SC-2 RB-1 P-1 - -

B235 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B237 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B238 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B241 OFFICE (4) CPT-2 RB-1 P-1, P-ACCENT PLAM-1 -

B243 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B244 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B245 SCIENCE
CLASSROOM

RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B246 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 4 PLAM-1 - REFER TO FINISH FLOORPLAN

B247 OFFICE(3)/
PREP

CPT-2 RB-1 P-1 - -

B249 SCIENCE LAB RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 - REFER TO FINISH FLOORPLAN

B250 STAIR B SC-1A RB-1 P-1 - -

C202 CAD LAB CPT-3 RB-2 P-1, P-ACCENT

C202A PRINT AREA CPT-3 RB-2 P-1 PLAM-1 PLAM-3

C202B CAD LAB
STORAGE

SC-1A RB-1 P-1 - -

C204 CAD-LAB
OFFICE

CPT-3 RB-2 P-1 - -

C205 PROJECT LAB/
CLASSROOM

RF-PATTERN RB-1 P-1 - - REFER TO FINISH FLOORPLAN

C206 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 3 - - REFER TO FINISH FLOORPLAN

C207 EQUIPMENT
STORAGE

SC-1A RB-2 P-1 - -

C208 CLASSROOM RF-PATTERN RB-2 P-1, ACCENT STYLE 3 - - REFER TO FINISH FLOORPLAN

C209 BUILDING
STORAGE

SC-2 RB-2 P-1

C212 CLASSROOM RF-PATTERN RB-2 P-1, ACCENT STYLE 3 - - REFER TO FINISH FLOORPLAN

C213 ST-TOILET SC-1A RB-2 SP-1, SP-ACCENT - -

C214 CLASSROOM RF-PATTERN RB-2 P-1, ACCENT STYLE 3 - - REFER TO FINISH FLOORPLAN

C215 ST-TOILET SC-1A RB-2 SP-1, SP-ACCENT - -

C217 CUSTODIAL SC-2 RB-2 P-1 - -

C218 OFFICE (3) CPT-2 RB-2 P-1, P-ACCENT

C219 WOMEN SC-1A RB-2 SP-1, SP-ACCENT - - SEE ALT #4

C220 SCIENCE&
TECHNOLOGY-
2ND_LEVEL

SC - PATTERN RB-2 SP-1, SP-ACCENT - PLAM-1 SEE ALT #4

C221 MEN SC-1A RB-2 SP-1, SP-ACCENT - - SEE ALT #4

C222 STAIR C SC-1A RB-2 SP-1, SP-ACCENT - -

C223 DATA SC-1A RB-2 P-1 - -

C223A ELEC SC-1A RB-2 P-1 - -

C224 CLASSROOM RF-PATTERN RB-2 P-1, ACCENT STYLE 3 - - REFER TO FINISH FLOORPLAN

C225 OFFICE (5) CPT-3 RB-2 P-1 - -

ID FINISH SCHEDULE - LEVEL 2 - ROOMS A- C

ROOM
NUMBER ROOM NAME FLOOR BASE WALLS CABINET COUNTERTOPS COMMENTS

LEVEL 2

A201 SPEC ED CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

A202 OFFICE CPT-2 RB-1 P-1, P-ACCENT - -

A203 ASSIST
DIRECTOR

CPT-2 RB-1 P-1, P-ACCENT - -

A204 DIRECTOR'S CPT-2 RB-1 P-1, P-ACCENT - -

A205 CONFERNCE
RM

CPT-2 RB-1 P-1, P-ACCENT - -

A206 OFFICE CPT-2 RB-1 P-1, P-ACCENT - -

A207 OFFICE CPT-2 RB-1 P-1, P-ACCENT - -

A208 FILE ROOM CPT-2 RB-1 P-1, P-ACCENT - -

A210 GUIDANCE
WAITING

CPT-2 RB-1 P-1, ACCENT

A210A GUIDANCE
RECEPTION

CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

A211 GUIDANCE
CORRIDOR

CPT-2 RB-1 P-1, P-ACCENT - -

A211A AT-RISK 2 CPT-2 RB-1 P-1, P-ACCENT - -

A211B AT-RISK 1 CPT-2 RB-1 P-1, P-ACCENT - -

A211C GUIDANCE OFF. CPT-2 RB-1 P-1, P-ACCENT - -

A211D GUIDANCE OFF. CPT-2 RB-1 P-1, P-ACCENT - -

A211E SOCIAL WORK
OFF

CPT-2 RB-1 P-1, P-ACCENT - -

A211F GUIDANCE OFF. CPT-2 RB-1 P-1, P-ACCENT - -

A211G SOCIAL WORK
OFF

CPT-2 RB-1 P-1, P-ACCENT - -

A211H DIR. OFF. CPT-2 RB-1 P-1, P-ACCENT - -

A212 SM MTG CPT-2 RB-1 P-1, P-ACCENT - -

A214 SHARED
CAREER DESK

SC - PATTERN RB-1 SP-1, SP-ACCENT, SEE
COMMENTS

PLAM-1, PLAM-3 PLAM-1, PLAM-3 REFER TO ENLARGED
MILLWORK DWG FOR PLAM
LOCATIONS

A214A EMR SC-2 RB-1 P-1 - -

A216 SHARED AG
STOR.

SC-2 RB-1 P-1 - -

A218 SHARED CONF. CPT-2 RB-1 P-1 PLAM-1 PLAM-3

A222 ELO OFFICE CPT-3 RB-1 P-1, P-ACCENT - -

A224 LEARNING
CENTER

CPT-3 RB-2 P-1 - -

A224A CIRC. SC - PATTERN RB-1 SP-1, SP-ACCENT, SEE
COMMENTS

- - REFER TO FINISH FLOORPLAN

A224B LEARNING
CENTER
CLOSET (LH)

CPT-3 RB-2 P-1 - -

A225 PSYC OFF. CPT-3 RB-1 P-1 - -

A227 VIRTUAL PATH CPT-3 RB-1 P-1 - -

A228 FACULTY
TRAINING

CPT-3 RB-2 P-1, P-ACCENT - -

A228 BUILDING
STORAGE

SC-2 RB-1 P-1

A231 CAREER
PLANNING

RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

A231A CIRC. RF-PATTERN RB-1 P-1 - - REFER TO FINISH FLOORPLAN

A232 PLANNER-OFF. CPT-3 RB-2 P-1, P-ACCENT - -

A233 PLANNER-OFF. CPT-3 RB-2 P-1, P-ACCENT - -

A234 CTE-ADMIN.OFF
.

CPT-3 RB-2 P-1, P-ACCENT - -

A236 VP - DISCIPLINE CPT-2 RB-1 P-1, P-ACCENT - -

A237 STUDENTS
SERVICES
RECEPTION

CPT-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

A237A STUDENT WK
STATIONS

CPT-2 RB-1 P-1 - -

A237B TOILET RF-2 RB-1 P-1 - -

A237C TOILET RF-2 RB-1 P-1 - -

A238 VP DISCIPLINE CPT-2 RB-1 P-1 - -

A239 LG-MTG RF-2 RB-1 P-1 - -

A239A STORAGE SC-2 RB-1 P-1 - -

A240 SPECIAL
EDUCATION

RF-PATTERN RB-1 - PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

A240A SPEC. ED.
COMMON

RF-PATTERN RB-1 P-1 PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

A240B CIRC. RF-PATTERN RB-1 P-1, P-ACCENT REFER TO FINISH FLOORPLAN

A240C SP-ED TLT SC-2 RB-1 SP-1 - -

A241 RESOURCE
ROOM

RF-PATTERN RB-1 P-1 PLAM-1 - REFER TO FINISH FLOORPLAN

A241A STORAGE RF-2 RB-1 P-1

A242 RESOURCE
ROOM

RF-PATTERN RB-1 P-1 - - REFER TO FINISH FLOORPLAN

A243 RESOURCE
ROOM

RF-PATTERN RB-1 P-1 PLAM-1 - REFER TO FINISH FLOORPLAN

A244 ACADEMIC
SUPPORT

RF-PATTERN RB-1 P-1 - -

A245 EMOTIONAL
DISABILITY

RF-PATTERN RB-1 P-1 PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

A255 STAIR H SC-1A RB-1 SP-1 - -

A260 JOBS FOR
GRADS

CPT-3 RB-1 P-1 PLAM-1 -

A261 ST TOILET SC-2 RB-1 SP-1 - -

A262 MEN SC-2 RB-1 SP-1, SP-ACCENT - -

A263 ST TOILET SC-2 RB-1 SP-1 - -

A264 WOMEN SC-2 RB-1 SP-1, SP-ACCENT - -

A266 CUSTODIAL SC-2 RB-1 P-1 - -

A268 ED TECH
OFFICES (10)

CPT-2 RB-1 P-1 PLAM-1 PLAM-3

A270 CORRIDOR SC - PATTERN RB-1 SP-1, SP-ACCENT, SEE
COMMENTS

- -

A275 STAIR A SC-1A RB-1 SP-1, GEN FINISH NOTE #8 - -

A275A CIRC. SC - PATTERN RB-1 P-1

A280 LIGHT LOCK CPT-1 RB-7 SP-13 - -

A281 MAIN
AUDITORIUM -
2ND LEVEL

CONC-1, CP-1 RB-7 SP-13 - -

A282 CONTROL
ROOM

CPT-1 RB-7 SP-13 - PLAM-3

A288 LIGHT LOCK CPT-1 RB-2 SP-1, SP-ACCENT - -

B201 LL ENGLISH RF-2 RB-2 P-1, P-ACCENT - -

B202 LL STUDENT
ASSISTANCE

RF-2 RB-1 P-1, P-ACCENT - -

B203 OFFICE RF-2 RB-1 P-1 - -

B204 LL CONF RF-2 RB-1 P-1, P-ACCENT - -

B210 AUTISM
COMMON
SPACE

RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

B210A QUIET RM RF-2 RB-1 P-3

B211 CAREER
EXPLORATION

RF-2 RB-1 P-1, P-ACCENT PLAM-1 -

NO. DESCRIPTION DATE



ACCENT PAINT, REFER TO PLANS
FOR COORDINATING COLORS AND
LOCATIONS

P-ACCENT
SP-ACCENT

REFER TO GENERAL CLASSROOM
HEADWALL NOTES AND ELEVATION
ON AI0.01 FOR MORE INFORMATION

ROOM STYLE - REFER TO FINISH
FLOOR PLANS TO COORIDINATE
SHAPE OF ROOM AND 'ROOM
STYLE' TO UNDERSTAND WHERE
ACCENT WALL LOCATIONS ARE.

ACCENT STYLE - #

SHOWN ON FINISH SCHEDULE WHEN
THERE IS A PATTERN OR MULTIPLE
FLOORING TYPES IN ONE ROOM.
REFER TO AI PLANS FOR PATTERN
AND PRODUCT COLORS.

GENERAL FINISH SCHEDULE NOTES, REFER TO LEGEND AND PLANS FOR MORE INFORMATION

__ - PATTERN
__/__ - PATTERN

PLP
REFER TO INTERIOR ELEVATIONS
AND SECTIONS FOR SPECIFIC PLP
COLORS.
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SECOND FLOOR FINISH SCHEDULE -
ROOMS D201 - E259
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ID FINISH SCHEDULE - LEVEL 2 - ROOMS D - F

ROOM # ROOM NAME FLOOR BASE WALLS CABINET COUNTERTOPS COMMENTS

LEVEL 2

D201 STUDENT RECORDS STORAGE SC-1A RB-1 P-1 - -

D203 CUSTODIAL SC-1A RB-1 P-1 - -

D210 PRINT-LAB SHARED RF-2 RB-1 P-1 PLAM-1 PLAM-3

D210A DATA SC-2 RB-1 P-1 - -

D211 OFFICE (3) CPT-3 RB-2 P-1 - -

D212 CPU-NETW SYSTEMS CPT-3 RB-2 P-1, P-ACCENT - -

D212A SERVER INSTRUCTION SC-2 RB-1 P-1 - -

D213 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D214 OFFICE CPT-3 RB-2 P-1 - -

D217 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D218 STAIR D SC-1A RB-1 SP-1, SP-ACCENT - -

D219 BIO SCIENCE LAB RF-PATTERN RB-1 P-1 - - REFER TO FINISH FLOORPLAN

D220 BUSINESS_& MANAGEMENT
2ND_LEVEL

SC - PATTERN RB-1 SP-1, SP-ACCENT - PLAM-1 SEE ALT #4

D221 OFFICE (3) CPT-3 RB-2 P-1, P-ACCENT - -

D222 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D224 MEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

D225 OFFICE (2) CPT-3 RB-2 P-1, P-ACCENT - -

D226 WOMEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

D227 PREP ROOM SC-1A RB-1 P-1 - -

D228 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D230 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D232 ST- TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

D233 BIO SCIENCE LAB RF-PATTERN RB-1 P-1, P-ACCENT - - REFER TO FINISH FLOORPLAN

D233A SCEINCE ROOM STORAGE SC-2 RB-1

D234 ST- TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

D237 EARTH SCIENCE CLASSROOM RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

D238 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D240 OFFICE (5) CPT-3 RB-2 P-1, P-ACCENT - -

D241 OFFICE CPT-3 RB-2 P-1, P-ACCENT - -

D242 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D243 BUSINESS SERVICES CPT-3 RB-2 P-1, ACCENT STYLE 2 - -

D244 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 2 - - REFER TO FINISH FLOORPLAN

D245 MARKETING & MANAGEMENT CPT-3 RB-2 P-1, ACCENT STYLE 2 - -

D247 ELEC SC-1A RB-1 P-1 - -

D248 STAIR G SC-1A RB-1 SP-1, SP-ACCENT - -

D249 CONFERENCE/ INSTRUCTION CPT-3 RB-2 P-1, P-ACCENT - -

E212 SCIENCE LAB-BIO RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

E213 ENGLISH/ SPECIAL-ED RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 - REFER TO FINISH FLOORPLAN

E214 PREP ROOM RF-2 RB-1 P-1 PLAM-1 PLAM-3

E215 OFFICE (3) CPT-3 RB-2 P-1, P-ACCENT - -

E216 OFFICE (3) CPT-3 RB-2 P-1, P-ACCENT - -

E220 HUMAN SERVICES-
CIRCULATION

SC-1A RB-1 SP-1, SP-ACCENT, SEE COMMENTS - PLAM-3 SEE ALT #4

E221 SCIENCE CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 1 PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

E222 SCIENCE LAB-BIO RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

E223 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 1 PLAM-1 - REFER TO FINISH FLOORPLAN

E224A OFFICE CPT-3 RB-2 P-1, P-ACCENT - -

E224B OFFICE CPT-3 RB-2 P-1, P-ACCENT - -

E225 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 1 - - REFER TO FINISH FLOORPLAN

E226 FORENSIC STUDIO RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

E227 CLASSROOM RF-PATTERN RB-1 P-1, ACCENT STYLE 1 - - REFER TO FINISH FLOORPLAN

E227A DATA SC-2 RB-1 P-1 - -

E227B ELEC RF-2 RB-1 P-1 - -

E228 CRIMINAL JUSTICE RF-PATTERN RB-1 P-1, P-ACCENT PLAM-1 PLAM-3 REFER TO FINISH FLOORPLAN

E231 WOMEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

E232 ST-TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

E233 MEN SC-1A RB-1 SP-1, SP-ACCENT - - SEE ALT #4

E234 ST-TOILET SC-1A RB-1 SP-1, SP-ACCENT - -

E235 PATHWAY STOR RF-2 RB-1 P-1 - -

E239 STAIR E SC-1A RB-1 SP-1, SP-ACCENT - -

E241 EMS PRACTICE SC-1A RB-1 P-1 - -

E242 FIRE-DRILL AREA SC-1A RB-1 P-1 - -

E243 PROP+GEAR STORAGE SC-1A RB-1 P-1 - -

E244 CUST SC-1A RB-1 P-1 - -

E248 OFFICE (4) CPT-3 RB-2 P-1, P-ACCENT - -

E250 ALT ED COMMON RF-2 RB-1 P-1, P-ACCENT PLAM-1 PLAM-3

E250A CIRC. RF-2 RB-1 P-1 - -

E251 CLASSROOM RF-2 RB-1 P-1, P-ACCENT PLAM-1 - ENGLISH (P-5)

E252 CLASSROOM RF-2 RB-1 P-1, P-ACCENT PLAM-1 - ENGLISH (P-21)

E254 STAIR F SC-1A RB-1 P-1 - -

E255 SMALL GROUP RF-2 RB-1 P-1, P-ACCENT - -

E256 CLASSROOM RF-2 RB-1 P-1, P-ACCENT PLAM-1 - ENGLISH (P-6)

E257 TOILET RF-2 RB-1 SP-1, SP-ACCENT - -

E258 TOILET RF-2 RB-1 SP-1, SP-ACCENT - -

E259 ALT ED OFFICE CPT-3 RB-1 P-1 - -

NO. DESCRIPTION DATE
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	001
	Sheets
	A0.00.1 - COVER SHEET (VOLUME 1) - CIVIL, STRUCTURAL
	A0.00.2 - COVER SHEET (VOLUME 2) - ARCHITECTURAL, ARCHITECTURAL INTERIORS
	A0.00.3 - COVER SHEET (VOLUME 3) - MECHANICAL, PLUMBING, FIRE PROTECTION, ELECTRICAL, FIRE ALARM, TELECOMMUNICATIONS, FOOD SERVICE


	A0-01
	Sheets
	A0.01 - LEGENDS, SYMBOLS, NOTES, PARTITION TYPES


	A0-2-01
	Sheets
	A0.2.01 - CODE ANALYSIS TEXT, SYMBOLS AND RATINGS - FIRST FLOOR AND BASEMENT


	A0-2-02
	Sheets
	A0.2.02 - CODE ANALYSIS TEXT, SYMBOLS AND RATINGS - SECOND FLOOR


	A0-2-03
	Sheets
	A0.2.03 - STRUCTURAL RATING PLAN - SECOND FLOOR AND ROOF ASSEMBLIES


	A0-2-04
	Sheets
	A0.2.04 - STRUCTURAL RATING PLAN - ROOF ASSEMBLIES


	A0-2-10
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-11
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-12
	Sheets
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3


	A0-2-13
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-14
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-15
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-16
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-17
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-18
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-19
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-20
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-21
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-22
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
	A0.2.17 - FIRST FLOOR CODE PLAN - AREA E
	A0.2.18 - FIRST FLOOR CODE PLAN - AREA F1
	A0.2.19 - FIRST FLOOR CODE PLAN - AREA F2
	A0.2.20 - SECOND FLOOR CODE PLAN - AREA A1
	A0.2.21 - SECOND FLOOR CODE PLAN - AREA A2
	A0.2.22 - SECOND FLOOR CODE PLAN - AREA A3
	A0.2.23 - SECOND FLOOR CODE PLAN - AREA B
	A0.2.24 - SECOND FLOOR CODE PLAN - AREA C1
	A0.2.26 - SECOND FLOOR CODE PLAN - AREA D
	A0.2.27 - SECOND FLOOR CODE PLAN - AREA E


	A0-2-23
	Sheets
	A0.2.10 - FIRST FLOOR CODE PLAN - AREA A1
	A0.2.11 - FIRST FLOOR CODE PLAN - AREA A2
	A0.2.12 - FIRST FLOOR CODE PLAN - AREA A3
	A0.2.13 - FIRST FLOOR CODE PLAN - AREA B
	A0.2.14 - FIRST FLOOR CODE PLAN - AREA C1
	A0.2.15 - FIRST FLOOR CODE PLAN - AREA C2
	A0.2.16 - FIRST FLOOR CODE PLAN - AREA D
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	A6-05
	Sheets
	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
	A6.02 - INTERIOR ELEVATIONS - A WING- AUDITORIUM
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	A6-06
	Sheets
	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
	A6.02 - INTERIOR ELEVATIONS - A WING- AUDITORIUM
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	A6-07
	Sheets
	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
	A6.02 - INTERIOR ELEVATIONS - A WING- AUDITORIUM
	A6.03 - INTERIOR ELEVATIONS-A WING-1st FLOOR
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	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
	A6.02 - INTERIOR ELEVATIONS - A WING- AUDITORIUM
	A6.03 - INTERIOR ELEVATIONS-A WING-1st FLOOR
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	A6-11
	Sheets
	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
	A6.02 - INTERIOR ELEVATIONS - A WING- AUDITORIUM
	A6.03 - INTERIOR ELEVATIONS-A WING-1st FLOOR
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	A6-12
	Sheets
	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
	A6.02 - INTERIOR ELEVATIONS - A WING- AUDITORIUM
	A6.03 - INTERIOR ELEVATIONS-A WING-1st FLOOR
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	A6.03 - INTERIOR ELEVATIONS-A WING-1st FLOOR
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	A6.00 - INTERIOR ELEVATIONS - A WING
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	A6-31
	Sheets
	A6.00 - INTERIOR ELEVATIONS - A WING
	A6.01 - INTERIOR ELEVATIONS - A WING - AUDITORIUM
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	A6-32
	Sheets
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	Sheets
	A6.40 - INTERIOR ELEVATIONS-E WING-1st FLOOR & 2nd FLOOR
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	Sheets
	A6.40 - INTERIOR ELEVATIONS-E WING-1st FLOOR & 2nd FLOOR
	A6.41 - INTERIOR ELEVATIONS-E WING-2nd FLOOR


	A6-50
	Sheets
	A6.50 - INTERIOR ELEVATIONS-F WING
	A6.51 - INTERIOR ELEVATIONS-F WING
	A6.52 - INTERIOR ELEVATIONS F WING
	A6.53 - INTERIOR ELEVATIONS-F WING


	A6-51
	Sheets
	A6.50 - INTERIOR ELEVATIONS-F WING
	A6.51 - INTERIOR ELEVATIONS-F WING
	A6.52 - INTERIOR ELEVATIONS F WING
	A6.53 - INTERIOR ELEVATIONS-F WING


	A6-52
	Sheets
	A6.50 - INTERIOR ELEVATIONS-F WING
	A6.51 - INTERIOR ELEVATIONS-F WING
	A6.52 - INTERIOR ELEVATIONS F WING
	A6.53 - INTERIOR ELEVATIONS-F WING


	A6-53
	Sheets
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