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EXISTING DUCTWORK
THROUGH ROOF TO
REMAIN. EXISTING SMOKE
DAMPERS AND DUCT
SMOKE DETECTORS TO
REMAIN. (TYPICAL)

REMOVE EXISTING HVAC
UNIT. EXISTING ROOF
CURB TO REMAIN.
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REMOVE EXISTING HVAC
UNIT. EXISTING ROOF
CURB TO REMAIN.

NOTES:

1. PRIOR TO COMMENCEMENT OF
ANY DEMOLITION WORK,
MEASURE AND RECORD
EXISTING AIR FLOWS AND
STATIC PRESSURES AT SUPPLY
AND RETURN MAINS AND FOR
MINIMUM OUTDOOR AIR FLOWS
(OCCUPIED MODE). REPORT
FINDINGS TO OWNER AND
ENGINEER.

2. AT CONCLUSION OF PROJECT,
BALANCE OUTDOOR AIR FLOWS
TO MATCH EXISTING. BALANCE
SUPPLY AND RETURN TO
SCHEDULED VALUES.

\* (E)2” PROPANE GAS SUPPLY
FROM BELOW

EDGE OF ROOF

CONNECT NEW

EXISTING GAS
PIPING (TYPICAL

HVAC UNIT TO \_1/
FOR 2)

-

AN

<O
o |
GF////

NEW HVAC UNIT TO
BE INSTALLED ON
EXISTING CURB WITH
NEW GASKETING.
(TYPICAL FOR 2)

CONNECT NEW HVAC
UNIT TO EXISTING
DUCTWORK.
(TYPICAL FOR 4
LOCATIONS)

—><H

OTES:

i

HVAC ROOF NEW

1/8” — 1)_0):

N
1.

2.

CONNECT NEW HVAC UNITS TO

EXISTING POWER & CONTROLS.

ALL WORK ON THE ROOF
SHALL CONFORM TO THE
REQUIREMENTS OF THE
EXISTING ROOFING MATERIAL
WARRANTY. THE EXISTING
ROOF IS A FIRESTONE MFG
SYSTEM WHICH WAS INSTALLED
IN 2001. IT IS A FULLY
ADHERED RUBBER MEMBRANE
WITH A %” FIBERBOARD
UNDER THE RUBBER.
BENEATH THIS ARE 2 LAYERS
OF INSULATION BOARD, ONE
2” AND THE OTHER 2.5".
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