ADDENDUM NO. 3 1438 / KVCC Nutter Hall Renovations

Lewis + Malm Architecture 07AUG2015

This Addendum forms a part of the contract documents. It modifies them as follows:

DISCIPLINES:

CLARIFICATIONS:

DRAWINGS:
S1

S2

R1

E2.0

SPECIFICATIONS:

001113

004113

012200

015000

Attached:

Architecture, Mechanical, Electrical, Plumbing

Addendum#1 noted to delete 01 22 00 in its entirety. The section is to be
replaced with the attached 01 22 00 in Addendum#1 with the addition of
Unit Price No. 12, noted below.

DELETE — “REPAIR NOTES ABI#6, REPAIR DAMAGE AT EDGES OF CONCRETE
ROOF SLABS AND WALLS AS FOLLOWS, notes 1-4.”

DELETE the 2” of rigid insulation shown in detail G/S2.

KEEP note “REMOVE CONCRETE ROOF, SIDEWALLS & MIDWALL (ADD ALT
#6)”, on both sides of the blockhouse that was revised in ADDENDUM#1.

REPLACE E2.0 with the attached drawing E.2.0.

Notice to Contractors: 1. REPLACE the time the bids are to be opened from
“2:00 p.m. on Tuesday 11.August, 2015” to “2:00 p.m. on Wednesday
12.August, 2015.”

REPLACE the Contractor Bid Form sent in Addendum#1 with the attached
Contractor Bid Form.

ADD to the Unit Prices:
“L. Unit Price No. 12 — New Propeller Unit Heater
1. Description: Supply, preparation & installation of one Propeller Unit
Heater as specified in the contract documents.”

DELETE 2.2, A.
The following documents are part of ADDENDUM #3.

1. E2.0-RISER DIAGRAMS, SCHEDULES
2. Revised Section 004113 BID Form
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004113
Contractor Bid Form

KVCC NUTTER HALL RENOVATIONS

To: John Delile, Project Manager
Kennebec Valley Community College
92 Western Avenue
Fairfield, Maine 04937-9013

The undersigned, or "Bidder", having carefully examined the form of contract, general conditions,
specifications and drawings dated 07. July, 2015, prepared by Lewis + Malm Architecture for KVCC
NUTTER HALL RENOVATIONS, as well as the premises and conditions relating to the work, proposes to
furnish all labor, equipment and materials necessary for and reasonably incidental to the construction and
completion of this project for the Base Bid amount of:

Dollars

Allowances are included on this project.

e ALLOWANCE #1: SIGNAGE: $2,500

e ALLOWANCE #2: CUT & PATCH ARCHITECTURE: $2,500
e ALLOWANCE #3: CUT & PATCH CONCRETE: $2,500

e ALLOWANCE #4: CUT & PATCH MECHANICAL: $2,500

e ALLOWANCE #5: CUT & PATCH PLUMBING: $2,500

e ALLOWANCE #6: CUT & PATCH ELECTRICAL: $2,500

1. Alternate bids are included on this project.
e ALTERNATE BID ITEM #1: NW PLAZA PAVING

Dollars

e ALTERNATE BID ITEM #2: TRUCK EXHAUST SYSTEM

Dollars

(formerly Section 2-B)
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004113
Contractor Bid Form

e ALTERNATE BID ITEM #3: %” PLYWOOD ON 1-HOUR RATED WALLS (0°0” to 8°0”)

Dollars
$
e ALTERNATE BID ITEM #4: CONDUIT W/PULLSTRINGS TO ALL DOORS
Dollars
$
e ALTERNATE BID ITEM #5: SHARPENING STATION EXHAUST SYSTEM
Dollars
$
o ALTERNATE BID ITEM #6: WINDOWS IN SOUTHEAST WALL
Dollars
$

e ALTERNATE BID ITEM #7: METAL FRAMES & GLAZING IN LINK BUILDING SOUTH OPENING

Dollars

Unit Prices:

e #1: REMOVAL OF EXISTING EARTH - PER CUBIC FOOT: $

o #2:REFILL & COMPACTION OF EXISTING EARTH - PER CU. FT: $

o #3: REMOVAL OF EXISTING CONCRETE- PER SQ. FOOT: $

o #4: REMOVAL OF EXISTING CONCRETE MASONRY UNITS — PER SQ FOOT: $

e #5: NEW SUBSTRATES & ASPHALT PAVING-PER SQ. YARD: 5.A-PA-1 $

5.B.-PA-2 $

e #6: NEW %” PLYWOOD- PER SQUARE FOOT: $

(formerly Section 2-B)
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004113
Contractor Bid Form

e #7:NEW 2” ORIENTED STRAND BOARD-PER SQUARE FOOT: $
e #8: NEW INTERIOR PAINT- PER SQUARE FOOT: $
e #9: NEW INTERIOR TRIM PAINT- PER LINEAR FOOT: $
e #10: NEW CONCRETE- PER CUBIC FOOT: $

e #11: NEW 15 MIL THICK STEGO VAPOR RETARDER- PER SQ. FOOT: $

e #12: SUPPLY & INSTALLATION OF ONE NEW UNIT HEATER: $

The Bidder acknowledges receipt of the following addenda to the specifications and drawings:

Addendum No. Dated:
Addendum No. Dated:
Addendum No. Dated:
Addendum No. Dated:
Addendum No. Dated:

Bid security is required on this project.

The Bidder shall include a satisfactory Bid Bond (section 00 43 13) or a certified or cashier's check

for 5% of the bid amount with this completed bid form submitted to the Owner.

Filed Sub-bids are not required on this project.

The bid amount includes the following Filed Sub-bids which were submitted to the Bidder and to the

Maine Construction Bid Depository.

(formerly Section 2-B)
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004113
Contractor Bid Form

KVCC NUTTER HALL RENOVATIONS

5. The Bidder agrees, if this bid is accepted by the Owner, to sign the designated Owner-Contractor
contract and deliver it, with any and all bonds and affidavits of insurance specified in the Bid
Documents, within twelve calendar days after the date of notification of such acceptance, except if the
twelfth day falls on a State of Maine government holiday or other closure day, a Saturday, or a
Sunday, in which case the aforementioned documents must be received before 12:00 noon on the day
following the holiday or other closure day, Saturday or Sunday.

As a guarantee thereof, the Bidder submits, together with this bid, a bid bond or other acceptable
instrument as and if required by the Bid Documents.

6. This bid is hereby submitted by:

Signature:

Printed name and
title:

Company name:

Mailing address:

City, state, zip code:

Phone number:

Email address:

State of
incorporation,
if a corporation:

List of all partners,
if a partnership:

(formerly Section 2-B)
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