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What I am going to talk about: 
 EPA has updated the UST rules and what 

it means to the Department and you 
 Compatibility with Biofuels 
 Spill Buckets and Containment sumps 
 Ball floats 
 

What I am not going to talk about: 
 New sections that DEP already regulates 
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Presenter
Presentation Notes
I would like to take questions after each section.I will also take questions at the very end.
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EPA updated the Underground 
Storage Tank Rules and  

the State Program Approval 
Regulations  

Presenter
Presentation Notes
Rules became effective Oct 13, 2015  Update to states rules and State Program Approval by October 13, 2018Federal Register posting of the rules is 119 pages
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 What is state program approval? 
 Maine must re-apply by October 13, 

2018 
 EPA will review the statutes and 

rules to ensure they are at least as 
stringent as EPA’s  

STATE PROGRAM APPROVAL 

Presenter
Presentation Notes
State program approval means that EPA has authorized a state to enforce its rules for UST facilities in lieu of EPA Rules.  Maine was originally granted State Program Approval in 1996 for the UST Rules that it had in place at that time.  
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 Will need a few changes 
 Most changes to EPA’s rules Maine 

already requires 
 These changes only apply to 

Federally Regulated Facilities 

CHAPTER 691  
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 Motor fuel (gasoline, diesel, aviation fuel 
– includes #2 fuel if for emergency 
generator) 

 Petroleum for marketing & distribution 
(example: bulk plant storing heating oil) 

 Airport hydrant fuel distribution systems. 
 Field constructed tanks 

FEDERALLY REGULATED TANK 

Presenter
Presentation Notes
What is a Federally regulated facility?  It is a facility that has underground tanks that store motor fuel, or are used for marketing & distribution.  Although our rules have included generator tanks, EPA included them in the updated rules.  The use of the fuel is what the rules are based on.  For example, a consumptive use heating oil tank at a school that does not have a generator does not fall under EPA’s rules but if a generator is attached to the tank it would be included.
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You must notify DEP at least 30 days before 
switching to any of the following: 
 Regulated substances containing greater than 

10 percent ethanol 
 Regulated substances containing greater than 

20 percent biodiesel 
 Any other regulated substance identified by 

DEP 
 

    

COMPATABILTY  WITH  BIO-FUELS 

Presenter
Presentation Notes
This will apply to the owner rather than CTI.  Just letting you know about it since owners may want your help.  Chapter 691 has required compatibility with fuels for years.  
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Demonstrate compatibility with tank, piping, 
containment sumps and pumping ,release 
detection, spill detection and overfill prevention 
equipment  

Keep documentation of compatibility as long as 
you store the regulated substances. 

    

COMPATABILTY  WITH  BIO-FUELS 

Presenter
Presentation Notes
With the updated rules DEP is required to be notified and the owner needs to be able to prove compatibility
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Google “EPA’s UST System Compatibility 
With Biofuels” 

 
    

COMPATABILTY  WITH  BIO-FUELS 

Presenter
Presentation Notes
EPA has on their web site a 20 page booklet on demonstrating and documenting compatibility.   It also includes different ways to prove compatibility.   This is a copy of it.
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Presenter
Presentation Notes
With EPA’s new rules being finalized, more testing of secondary containment is going to be required.  DEP’s rules allow for the procedures in this document to be used to do that testing.  I hope everyone still has their copy of PEI RP 1200 from last April training.  (DMcL)
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SPILL BUCKETS 

Must be tested at 
least once every 3 
years 
 
Double-walled 
buckets are not 
required to be tested 
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CONTAINMENT SUMP TESTING 

All containment sumps 
must be tested at least 
once every 3 years 
 
Double-walled sumps 
are not required to be 
tested   

Presenter
Presentation Notes
As EPA puts it, all sumps that are used as part of a leak detection system must be tested. 
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FLOW RESTRICTORS OR VENT BALLS  

Effective October 13, 2015, ball 
floats cannot be installed or 
replaced on tanks which are 
required to have overfill protection   
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TESTING  SCHEDULE 
These inspections must be done at least every 3 
years.  DEP needs to update the rules to require 
this testing.   Should they be … 
 

Staggered, based on age of the facility? 
or 

Staggered, based on sensitive geologic areas first 
and the next year non- sensitive area? 
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Ted Scharf 
Maine DEP – Remediation & Waste Management 

ted.scharf@maine.gov 
(207) 287-7655 

www.maine.gov/dep 

mailto:ted.scharf@maine.gov

	Board Of Underground Storage Tank Installers� 2016 Tank Installers & Inspectors Program�March 30, 2016
	Slide Number 2
	EPA updated the Underground Storage Tank Rules and �the State Program Approval Regulations 
	Slide Number 4
	Slide Number 5
	Slide Number 6
	Slide Number 7
	Slide Number 8
	Slide Number 9
	Slide Number 10
	Spill buckets
	Containment Sump Testing
	Flow restrictors or Vent Balls 
	Testing  schedule
	Slide Number 15

