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Taking Your Samples

Protect Your Source        Take Your Samples        Maintain Your Treatment        Inspect Your Pipes & Tanks
Keep Your Drinking Water Safe:

A FAQ and Guide for Public Water Systems

Why is Sampling Important? 
Water tests reveal whether your drinking water meets 
health standards. When you don’t test, neither you nor 
your customers can be sure of the safety of the drink-
ing water you supply. 

Please remember to complete 
the following items when sampling: 

1) Carefully follow the directions for collecting the 
sample and completing the paperwork;

 2) Make sure to always include your System name and 
PWSID# on all sample sheets/correspondence; 

3) When you take your sample(s) to the certified lab 
make sure they know that the sample(s) is for drinking 
water compliance and that results must be sent to the 
Drinking Water Program by the 10th day of the month 
following the sample collection period; 

4) Verify with your lab that your results were submitted 
to the DWP on time.

When Do I Need to Sample? 
Refer to your Drinking Water Testing Require-
ment Report to determine what type of sampling is 
required and at what frequency during your Annual 
Operating Period (AOP). Your AOP is listed in 
the top right hand corner of your Required Test-
ing Sheet and indicates when the water system is 
operational and serving water to the public (from 
our records based on info you provided).  Samples 
are required to be collected only when the water 
system is serving water to the public.
 
Samples are required on monthly, quarterly, yearly, 3-year, 6-year, or 9-year testing schedules.  Monthly samples 
must be collected within a calendar month and quarterly samples must be collected within a calendar quarter.  Wa-
ter testing should be conducted only when the water system is serving water.  {Example:  If you are only open only 
from May through October, you would need to collect 3 quarterly samples total during your operational period: one 
in Quarter 2 (either in May or June), one in Quarter 3 (July, August or September), and one in Quarter 4 (in Octo-
ber).} Yearly samples can be collected anytime within your Annual Operating Period except for those samples which 
must be collected only during summer months.  Water tests  required every few years must be collected in the year 
that is designated.  Call your Compliance Officer if you have any questions.  

A Sampling Quarter is the same as a Calendar Quarter.  
If you are required to sample within a specific Quarter, 
the sample must be taken within the Calendar Quarter.

Sampling Quarter Dates
1st Quarter January 1 - March 31
2nd Quarter April 1 - June 30
3rd Quarter July 1 - September 30
4th Quarter October 1 - December 31

What Happens If I Miss a Sample? If you miss a sampling deadline, it is important that you call 
and notify your Compliance Officer of the oversight as soon as you become aware of the problem. Conduct the water 
test as soon as you can and issue the required public notice to your customers. Your Compliance Officer will help 
guide you through this process.
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Water Test Type Collection Location * Hold Time**
Alkalinity As designated 14 Days
Asbestos Within the distribution from a tap served by asbestos-cement pipe 48 Hours
Bacteria Approved designated sample location(s) in distribution 30 Hours
Cyanide At entry point into distribution*** 7 Days
Fluoride If fluoridating sample from the distribution, otherwise entry point 28 Days
Inorganic Compounds At entry point into distribution 48 Hours
Lead and Copper Approved designated sample location(s) in distribution 14 Days 
Nitrate At entry point into distribution*** 48 Hours
Nitrite At entry point into distribution*** 48 Hours
Radiological At entry point into distribution*** 5 Days
Radon At entry point into distribution*** 4 Days
Synthetic Organic Compounds At entry point into distribution*** 7 Days
Total Organic Carbon As designated 28 Days
Trihalo-methanes (THM) and 
Haloacetic Acids (HAA5)

Approved designated sample location(s) in distribution 7 Days

Volatile Organic Compounds At entry point into distribution*** 14 Days

Sample Collection Locations and Hold Times

* Contact your Compliance Officer if you have any questions about sampling locations.
** Hold Time is the length of time a sample can be stored after collection and prior to analysis.
*** The entry point sample should be collected after any treatment and before the first user faucet. 

How is a Sample Collected? 
Directions on how to collect various samples should be provided by your lab with the sample kit, otherwise directions 
on how to collect samples can be found on our website under the “More water sampling instructions” section at the 
following link: http://www.maine.gov/dhhs/mecdc/environmental-health/water/resources/resourceshome.htm. If you 
would like directions mailed to you, please contact the Drinking Water Program.

On December 1, 2009 the Ground Water Rule went into effect. This 
requires all water systems serving groundwater to conduct raw water 
tests when they have an initial positive bacteria sample.  All public 
water systems, therefore, need to have a raw water tap.  The taps 
must be located prior to any treatment.  See the preferred raw water 
sample tap location in the diagram to the right.

Where Can I Find Monthly Operating Report Forms? 
Monthly Operating Reporting (MOR) forms are located under the “Monthly Operating Reports” Section at the fol-
lowing link: http://www.maine.gov/dhhs/mecdc/environmental-health/water/rules-policies/mor.htm.  If you do not 
have access to the internet or would prefer hard copies mailed to you, please contact the Drinking Water Program. 
These MOR forms may be submitted electronically by email to dwpmor@maine.gov.  You can also either mail reports 
directly to the Drinking Water Program, 11 State House Station, Augusta, ME 04333-0011 or fax them at 207-287-
4172.  MORs must be submitted to the Maine Drinking Water Program by the 10th day of the month following the 
compliance period.  Small water system chlorination reporting booklets are available at our office.  Please call us at 
207-287-2070 when you need a booklet. 

What is a Ground Water Rule Source Water Tap? 

Other Questions?
Should you have any further questions regarding your sampling and reporting requirements for the Drinking Water 
Program, please contact the DWP at (207) 287-2070 to be connected with your Compliance Officer.


