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A.A7
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2'-4"

 OFFICE 
10-0 X 12-0

KITCHENETTE
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15-0 X 12-0

JAN / 
STOR
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TOILET / 
SHOWER
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113
114

sto.

HWT

OFFICE  
10-0 X 12-0

101

OFFICE  
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MEETING 
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OFFICE 
9-6 X 12-0

103

104

SECURITY 
OFFICE  
9-6 X 12-0
105

OFFICES - 2 
15-0 X 12-0

122

  OFFICE 
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CONFERENCE 
     16-0 X 27-4

117
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D B 4
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A.A3

1
A.A3

A
A.A4

A.A4
C

2
A.A3

3
A.A3

A.A4
B

LEGEND

x.x

x

xxx.x

Indicates window number. Refer 
to Window Schedule on A.A8.

Indicates partition type. Refer 
to A.A10 for details. 

Indicates door number. Refer 
to Door Schedule on A.A9. 

F.E.
Indicates Fire Extinguisher.  Provide 
blocking. 
 
Fire Extinguishers shall be semi-recessed 
cabinets except in Mechanical Room 120 
where it shall be mounted on wall brackets. 
 
Number and final location of fire 
extinguishers shall be reviewed and 
approved by Portland Fire Department 
before installation. 

Indicates built-in cabinets / millwork
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CONCRETE ENTRY 
SLAB AND WALKWAY. 
SEE STRUCTURAL AND 
SITE DRAWINGS

CONCRETE SLAB. SEE 
STRUCTURAL DRAWINGS

CONCRETE WALKWAY- 
SEE STRUCTURAL AND 
SITE DRAWINGS
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 1 4"
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"
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9'
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"
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 1 2"
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 1 2"
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-1

1"

10 12"4'-11"8"4'-11"8"4'-11"8"4'-11"5'-7 12"10"

5'
-9

"

10" 15'-0 14" 3 12" 9'-10 34" 5 12"

10 12" 2'-4" 5'-10 34" 6'-0" 2'-11 34" 6'-0" 1'-7"

10
 1 2"

6'
-0

"

1'
-2

 3 4"
3'
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"

10
 1 2"

6'
-0

"

10" 15'-0 14" 3 12" 10'-4 18" 3 12" 10'-4 34"
3 12"

MECH.
120

1'-8 12"

6'-0"3'-2 58"6'-0"5'-10 34"10 12" 2'
-1

 5 8"
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"
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MAT CONC-1 Indicates floor finish transition

F.E.

F.E.

F.E.

F.E.

Undercounter fridge

METAL CLADDED 
STRUCTURAL POST

STRUCTURAL POST  
W/ METAL COLUMN 
COVER PER DTL. 
3/A.A7

VEST.
123
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High storage 
cabinets

High storage 
cabinets

A.A4
E

4b

SEE SITE DRAWINGS 
FOR CONTINUATION 
OF WALKWAY

STRUCTURAL POST  
W/ METAL COLUMN 
COVER PER DTL. 
3/A.A7

1'
-9

"

CONCRETE SLAB. 
SEE STRUCTURAL 
DRAWINGS

9'-0"

8'
-0

"

GROUND FLOOR PLAN
Scale:  1/4"=1'-0"

CONC-1    Stained & sealed decorative concrete floor

CPT    Carpet

MAT    Entry Carpet

CT    Ceramic Tile

VCT    Conductive vinyl composition tile

CONC-2    Sealed concrete floor

N

43

Knox Box  
per spec.
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1 
3/
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: 1

2
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4 
: 1
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2 
: 1
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1 
3/

4 
: 1
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R1 
 
-  PRE-FINISHED METAL ROOF COVERING, ZEE-LOCK DOUBLE LOCK SEAMED BY BERRIDGE 
-  ICE & WATERSHIELD ON ENTIRE ROOF 
-  2 1/2" NAILBOARD 
-  6 1/2" SIP 
-  LVL PER STRUCTURAL IN CONFERENCE ROOM ONLY

R1

R1

R1

R1

LEGEND

INDICATES LINE OF WALL BELOW

1'-0"

6"

8'
-1

0"

1'-0"
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-0

"

6"

2'
-0

"

2'
-0

"

6"

6"

1'
-0

"

6"

1'
-6

"

6'
-7

 1 4"

6"

1'-0"

4   A.A6

1 
A.A6

1 
A.A6

SIM.

4   A.A6
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4   A.A6

2 
A.A6

4   A.A6

1 
A.A6 SIM

1 
A.A6

4   A.A6 SIM.

POST PER STRUCTURAL BELOW

POST PER STRUCTURAL BELOW

POST PER STRUCTURAL BELOW

SNOWGUARDS THIS SECTION 
ONLY - SEE SPECIFICATIONS 
FOR SPACING AND NUMBER OF 
ROWS REQUIRED
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First Floor 
Elevation 13'-9 1/4"

1 3/4
12

1 3/4
12

2
12

EAST ELEVATION1 SCALE: 1/8" = 1'-0"

NORTH ELEVATION2 SCALE: 1/8" = 1'-0"

WEST ELEVATION3 SCALE: 1/8" = 1'-0"

SOUTH ELEVATION4 SCALE: 1/8" = 1'-0"

First Floor 
Elevation 13'-9 1/4"

First Floor 
Elevation 13'-9 1/4"

First Floor 
Elevation 13'-9 1/4"

1.31.41.51.61.7 1.24

1.8

1.10
1.121.131.14

1.9

1.111.151.16

2.1

2.22.32.42.52.62.7

1.171.181.191.201.211.221.23
1.1

1.2

METAL SIDING

GRANITE CLADDING 
PANELS

METAL ROOF 
COVERING

METAL SIDING

GRANITE CLADDING 
PANELS

METAL ROOF 
COVERING

METAL SIDING

METAL SIDING

GRANITE CLADDING 
PANELS

METAL ROOF 
COVERING

METAL SIDING

GRANITE CLADDING 
PANELS

METAL ROOF 
COVERING

METAL SIDING

GRANITE CLADDING 
PANELS

METAL ROOF 
COVERING

METAL SIDING

GRANITE CLADDING 
PANELS

METAL ROOF 
COVERING

METAL ROOF 
COVERING

METAL SIDING

GRANITE CLADDING 
PANELS

A
A.A4

A
A.A4

C
A.A4

C
A.A4

B
A.A4

B
A.A4

LOUVERS PER MECH.

VENT PIPES PER MECH.

 STRUCTURAL 
POST W/ METAL 
COLUMN COVER

GRANITE CLADDING 
PANELS

METAL CLADDED 
STRUCTURAL POST

METAL CLADDED 
STRUCTURAL POST

D
A.A4

D
A.A4

E
A.A4

SNOWGUARDS THIS 
SECTION ONLY - SEE 
SPECIFICATIONS FOR 
SPACING AND NUMBER 
OF ROWS REQUIRED

45

STRUCTURAL 
POST W/ METAL 
COLUMN COVER

STRUCTURAL 
POST W/ METAL 
COLUMN COVER

STRUCTURAL 
POST W/ METAL 
COLUMN COVER

BRAKE MTL.

BUILDING MNTD. 
LIGHT FIXTURE 
PER ELECTRICAL 
DWGS.

BUILDING MNTD. 
LIGHT FIXTURE 
PER ELECTRICAL 
DWGS.

BUILDING MNTD. 
LIGHT FIXTURE 
PER ELECTRICAL 
DWGS.

PHOTOCELL PER 
ELECTRICAL 
DWGS.

BUILDING MNTD. 
LIGHT FIXTURE 
PER ELECTRICAL 
DWGS.

-

NOTE: 
 
COORDINATE CONDENSATE DRAIN PENETRATIONS 
THROUGH GRANITE PANELS.  SEE MECHANICAL 
DRAWINGS.



D
ES

IG
N

-D
ET

AI
LE

D

BY
D

AT
E

PR
O

J.
 M

AN
AG

ER

SHEET NUMBER

FI
EL

D
 C

H
AN

G
ES

R
EV

IS
IO

N
S 

1
R

EV
IS

IO
N

S 
2

R
EV

IS
IO

N
S 

3
R

EV
IS

IO
N

S 
4

C
H

EC
KE

D
-R

EV
IE

W
ED

- --
-

-

OF

C
R

AI
G

 M
O

R
IN

- - - -

- - - -
-

-

D
ES

IG
N

2-
D

ET
AI

LE
D

2
D

ES
IG

N
3-

D
ET

AI
LE

D
3

- -

-
-

PI
N

- -

ST
A

T
E

 O
F 

M
A

IN
E

D
E

PA
R

T
M

E
N

T 
O

F 
T

R
A

N
SP

O
R

TA
T

IO
N

D
A

T
E

SI
G

N
A

T
U

R
E

P
.E

. N
U

M
B

E
R

PO
R

TL
A

N
D

 I
N

TE
R

N
AT

IO
N

A
L

PO
RT

LA
N

D
C

U
M

B
ER

LA
N

D
 C

O
U

N
TY

M
A

R
IN

E 
TE

R
M

IN
A

L 
IM

PR
O

V
EM

EN
TS

A.A4

01
78

20
.0

0

P
R

O
JE

C
T 

N
U

M
B

E
R

 0
17

82
.0

0 

M
L

S
W

W
3/

25
/1

1

3/
25

/1
1

#7
93

71

B
U

IL
D

IN
G

 S
E

C
TI

O
N

S

2

12

1 3/4
12

OFFICE
101

 OFFICE
102

MEETING
103

OFFICE
104

SECURITY OFFICE
105

8'
-0

"

2

12

1 3/4
12

 OFFICE
108

WORKROOM
109

KITCHENETTE
111

TOILET/ 
SHOWER

112
MEN'S
113

PUBLIC LOBBY/ 
HALLWAY

116

CONFERENCE ROOM
117

7'
-1

0"

16
'-1

0"

ENTRY
115

ENTRY
107

OFFICES-2
122

OFFICES-2
124

VESTIBULE
123

8'
-4

"

BUILDING SECTION THROUGH OFFICESA SCALE: 1/4" = 1'-0"

BUILDING SECTION THROUGH OFFICES 122 & 124B SCALE: 1/4" = 1'-0"

BUILDING SECTION CONFERENCE ROOMC SCALE: 1/4" = 1'-0"

FIRST FLOOR 
EL. 13'-9 1/4"

1 
A.A5

9'
-3

"

17
'-1

1 
3 4"

9'
-3

"

8'
-6

"

OFFICE
121 OFFICE

125

PUBLIC LOBBY / 
HALLWAY

116

BUILDING SECTION THROUGH OFFICES 121 & 125D SCALE: 1/4" = 1'-0"

NOTE: SOME MECHANICAL EQUIPMENT AND DUCTWORK 
ARE SHOWN FOR COORDINATION PURPOSES.  
REFER TO MECHANICAL DRAWINGS FOR COMPLETE 
LAYOUT AND DETAILS.

S
R

BUILDING SECTION THROUGH CONFERENCE ROOM 117 & OFFICE 125E SCALE: 1/4" = 1'-0"

CONFERENCE ROOM
117

OFFICE
125

AH-09AH-09 AH-13

8'
-6

"

8'
-6

"

8'
-6

" 10
'-4

"

2 
A.A5

PTD GWB PTD GWB

ACT ACT

ACT
GWB SOFFIT

SUSPENDED WOOD CEILING

BEARING WALLS BEARING WALLSBEARING WALL

4" RUBBER BASE 4" RUBBER BASE4" RUBBER BASE

PTD GWB

4" RUBBER BASE

PTD GWB
4" RUBBER 
BASE

PTD GWB

4" RUBBER 
BASE

BEARING 
WALLS

4" RUBBER 
BASE

PTD GWB

ACT

SUSPENDED WOOD CEILING
1 3/4

12 1 
A.A5

SIM.

PTD GWB

4" RUBBER 
BASE

ACT

SUSPENDED 
WOOD CEILING

8'
-6

"

8'
-0

"

BEARING WALLS

ACT

ACT ACT

SUSPENDED 
WOOD CEILING

HRU-1

LOUVERS BEYOND

AH-01
AH-07

AH-08
AH-08

4" RUBBER 
BASE

PTD GWB

PTD 
GWB

4" RUBBER 
BASE

BEARING WALLS

PTD GWB

4" RUBBER BASE

PTD GWB

4" TILE 
BASE

4" TILE 
BASE

AH-10

ACT

PTD GWB

4" RUBBER BASE

SUSPENDED 
WOOD CEILING

BEARING 
WALLS

9'
-0

"

ACT

PTD GWB

4" RUBBER BASE

LINE OF BEAM IN WALL BETWEEN 
OFFICE 125 AND CONF. ROOM.  
SEE STRUCTURAL.

3 
A.A5

OPP. 
HAND

1 
A.A5

SIM

7'
-1

0"

LVL BEAMS PER STRUCTURAL

SUPPLY AIR WALL 
GRILLES. SEE MECH.

BOTTOM OF SOFFIT

4" WOOD BASE

PTD GWB

PTD GWB

SUSPENDED WOOD CEILING

ACT

4" RUBBER 
BASE

9'
-0

"

ACT

46
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1 3/4
12

FIRST FLOOR 
EL. 13'-9 1/4"

R1 
 
-  PRE-FINISHED METAL ROOF COVERING, 
ZEE-LOCK DOUBLE LOCK SEAMED BY BERRIDGE 
-  ICE & WATERSHIELD ON ENTIRE ROOF 
-  2 1/2" NAILBOARD 
-  6 1/2" SIP 
-  LVL PER STRUCTURAL IN CONFERENCE ROOM 
ONLY 
-  CEILING TYPE PER REFLECTED CEILING PLAN.  
SEE A.A14 
 
W1 
 
-  5/8" PAINTED GWB 
-  2X6 WOOD STUDS WITH DENSEPAK 
CELLULOSE (R3.7 X 3.5" = R12.95) 
-  1/2" PLYWOOD SHEATHING 
-  AIR AND WATER INFILTRATION BARRIER 
-  1 1/2" FOIL FACED POLYISO RIGID INSULATION 
W/ TAPED SEAMS (R7.2) & "ZEE" GIRTS AT 48" 
O.C. HORIZONTALLY. 
-  PRE-FINISHED METAL SIDING HR-16 BY 
BERRIDGE RIBS INSTALLED VERTICALLY 
 
W2 
 
-  5/8" PAINTED GWB 
-  2X6 WOOD STUDS WITH DENSEPAK 
CELLULOSE (R3.7 X 3.5" = R12.95) 
-  1/2" PLYWOOD SHEATHING 
-  AIR AND WATER INFILTRATION BARRIER 
-  1 1/2" FOIL FACED POLYISO RIGID INSULATION 
W/ TAPED SEAMS (R7.2) & "ZEE" GIRTS AT 48" 
O.C. HORIZONTALLY 
-  1/2" SPACE 
-  2" THICK GRANITE CLADDING PANELS & 
GRANITE CAP W/ STAINLESS STEEL STRAP 
ANCHORS 
 
F1 
 
-  FLOOR FINISH PER SCHEDULE 
-  REINFORCED CONCRETE SLAB ON GRADE PER 
STRUCTURAL 
-  2" RIGID INSULATION 
-  COMPACTED GRAVEL 
-  STRUCTURAL FILL 
 
F2 (CORRIDORS) 
 
-  STAINED AND SEALED DECORATIVE 
REINFORCED CONCRETE SLAB ON GRADE PER 
STRUCTURAL 
-  2" RIGID INSULATION 
-  COMPACTED GRAVEL 
-  STRUCTURAL FILL

R1

 (2) 2X3 OUTRIGGER @ 12" O.C.

W1

BEYOND

WOOD HEADER 
PER STRUCTURAL

W2

F1

REINFORCED CONCRETE 
FOUNDATION WALL & 
FOOTINGS PER STRUCTURAL

2" RIGID INSULATION

WINDOW HEAD 
R.O. AT 7'-10" A.F.F.

WINDOW SILL 
R.O. AT 2'-10" A.F.F.

9'
-3

"

WALL SECTION AT LOW ROOF END1 SCALE: 3/4" = 1'-0"

SEE STRUCTURAL DRAWINGS

H1 
A.A8

S1 
A.A8

W1

WALL SECTION AT HIGH WINDOWS2 SCALE: 3/4" = 1'-0"

A.A5

W
A

LL
 S

E
C

TI
O

N
S

12
2

H1 
A.A8

WINDOW HEAD 
R.O. AT 17'-6 1/2" A.F.F.

WINDOW SILL 
R.O. AT 13'-10 1/2" A.F.F.

S2 
A.A8

R1

R1

BEAM 
BEYOND

BEAM 
BEYOND

5/8" PTD GWB OVER 
2X4'S W/SOUND 
ATTENUATION BATT

RETURN

SUPPLY

PTD 5/8" EACH SIDE OF 2X6'S 
W/ SOUND ATTENUATION BATT

POST BEYOND.  SEEE 
STRUCTURAL.

F1

3 
A.A6 (2) 2X3 OUTRIGGER @ 12" O.C.

SEE STRUCTURAL DRAWINGS

1 
A.A6

2 
A.A6

FIRST FLOOR 
EL. 13'-9 1/4"

R1

W1

W2

F1

REINFORCED CONCRETE 
FOUNDATION WALL & 
FOOTINGS PER STRUCTURAL

2" RIGID INSULATION

WALL SECTION AT ROOF RAKE3 SCALE: 3/4" = 1'-0"

4 
A.A6

5 
A.A6

F2

REINFORCED CONCRETE  
FOOTINGS AT BEARING WALLS 
PER STRUCTURAL

1'
-6

"

47
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7148

PRE-FINISHED SIDING 
CLOSURE BY MANUF.  
BUTT END JOINTS FOR 
WEEPS

PRE-FINISHED METAL 
FLASHING BY ROOF MANUF.

CONT. AIR & WATER 
INFILTRATION BARRIER

ICE & WATERSHIELD 8" 
UP THE ROOF

MEMBRANE FLASHING OVER 
METAL FLASHING 
FASTENERS

Z-GIRT W/ MEMBRANE 
FLASHING OVER 
FASTENERS 

METAL SIDING

ICE & WATERSHIELD 8" 
UP THE ROOF

CONT. AIR & WATER 
INFILTRATION BARRIER

4 
A.A7

GRANITE CAP

BACKER ROD & SEALANT.

STAINLESS STEEL GRANITE 
SPLIT STRAP ANCHOR

2" THICK GRANITE PANEL

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ TAPED 
SEAMS (R7.2) & "ZEE" GIRTS 
AT 48" O.C. HORIZONTALLY.

AIR & WATER 
INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

PTD 5/8" GWB

2X6 WOOD STUDS 
WITH DENSEPAK 
CELLULOSE

5
8" 5 12" 1 12"

1
2" 2"

1/2" SPACE

WALL SECTION DETAIL5 SCALE: 3" = 1'-0"

PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

PRE-FINISHED END CHANNEL 
BY SIDING MANUFACTURER.  
BUTT END JOINTS FOR WEEP. 

SOLID P.T. 2X WOOD BLOCKING 

PRE-FINISHED EAVE FLASHING 
BY ROOFING MANUFACTURER

PRE-FINISHED METAL SOFFIT, 
VEE-PANEL BY BERRIDGE

7/8" METAL HAT CHANNELS 
AT 16" O.C. 

PRE-FINISHED METAL ROOF 
COVERING, DOUBLE-LOCK 
ZEE-LOCK PANEL BY BERRIDGE 

FIELD CUT SEAM AND FORM 
PAN AROUND EAVE FLASHING

ICE & WATERSHIELD ON ENTIRE 
ROOF. TURN DOWN OVER EAVE 
BLOCKING 

2 1/2" NAILBOARD. EXTEND OUT 
24".  INSTALL (2) P.T. 2X3 
OUTRIGGERS AT 12" O.C.  PER 
STRUCTURAL. 

SEE ROOF PLAN

6 1/2" S.I.P.

1 2"

PRE-FINISHED METAL SOFFIT 
ANGLE BY ROOFING 
MANUFACTURER

CONTINUOUS 
CLEAT

OUTSIDE RUBBER CLOSER 
AND SEALANT TAPE BY 
SIDING MANUFACTURER

PRE-FINISHED METAL SIDING HR-16 BY 
BERRIDGE RIBS INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION BARRIER.  
WRAP AROUND WOOD BLOCKING AT TOP

P.T. WOOD 
BLOCKING

1/2" PLYWOOD SHEATHING

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

5/8" PAINTED GWB

ROOF DETAIL AT LOW OVERHANG1 SCALE: 3" = 1'-0"

1 2"

SOLID P.T. 2X WOOD BLOCKING 

PRE-FINISHED RIDGE CAP BY 
ROOFING MANUFACTURER. 4" 
END LAPS WITH CONT. CAULK 
AT LAPS.

PRE-FINISHED METAL ROOF 
COVERING, DOUBLE-LOCK 
ZEE-LOCK PANEL BY BERRIDGE 

ICE & WATERSHIELD ON ENTIRE 
ROOF. TURN DOWN OVER EAVE 
BLOCKING 

SEE ROOF PLAN

PRE-FINISHED METAL SOFFIT, 
VEE-PANEL BY BERRIDGE

7/8" METAL HAT CHANNELS 
AT 16" O.C. 

2 1/2" NAILBOARD. EXTEND OUT 
24".  INSTALL (2) P.T. 2X3 
OUTRIGGERS AT 12" O.C.  PER 
STRUCTURAL. 

6 1/2" S.I.P.

PRE-FINISHED METAL SOFFIT 
ANGLE BY ROOFING 
MANUFACTURER

CONTINUOUS 
CLEAT

OUTSIDE RUBBER CLOSER 
AND SEALANT TAPE BY 
SIDING MANUFACTURER

PRE-FINISHED METAL SIDING HR-16 BY 
BERRIDGE RIBS INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 24" O.C. VERTICALLY.

AIR & WATER INFILTRATION BARRIER.  
WRAP AROUND WOOD BLOCKING AT TOP

1/2" PLYWOOD SHEATHING

P.T. WOOD 
BLOCKING

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

5/8" PAINTED GWB

PRE-FINISHED METAL SOFFIT 
ANGLE BY ROOFING 
MANUFACTURER

ROOF DETAIL AT HIGH OVERHANG3 SCALE: 3" = 1'-0"

PRE-FINISHED ZEE-CLOSURE BY 
ROOFING MANUFACTURER..

CONT. BEAD OF CAULK 
BETWEEN ZEE CLOSURE AND 
ZEE-LOCK PANEL.

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

PTD 5/8" GWB

2X6 WOOD STUDS 
WITH DENSEPAK 
CELLULOSE

PRE-FINISHED METAL SIDING HR-16 BY 
BERRIDGE, RIBS INSTALLED VERTICALLY

PRE-FINISHED METAL COUNTERFLASHING 
BY ROOFING MANUFACTURER. 4"END LAPS 
WITH CONT. CAULK AT LAPS.

PRE-FINISHED METAL ROOF COVERING, 
DOUBLE-LOCK ZEE-LOCK PANEL BY BERRIDGE 

PRE-FINISHED ZEE-CLOSURE BY 
ROOFING MANUFACTURER..

CONT. BEAD OF CAULK BETWEEN ZEE 
CLOSURE AND ZEE-LOCK PANEL.

ICE & WATERSHIELD ON ENTIRE ROOF. 
BRING UP ON WALL 8" HIGH MIN. 

2 1/2" NAILBOARD. EXTEND OUT 24".  
INSTALL (2) P.T. 2X3 OUTRIGGERS AT 
12" O.C.  PER STRUCTURAL. 

6 1/2" S.I.P.

ROOF DETAIL AT WALL2 SCALE: 3" = 1'-0"

1 2"

ROOF EDGE DETAIL4 SCALE: 3" = 1'-0"

ICE & WATERSHIELD ON ENTIRE 
ROOF. TURN DOWN OVER EAVE 
BLOCKING 

2 1/2" NAILBOARD. EXTEND OUT 
24".  INSTALL (2) P.T. 2X3 
OUTRIGGERS AT 12" O.C.  PER 
STRUCTURAL. 

6 1/2" S.I.P.

PRE-FINISHED METAL ROOF 
COVERING, DOUBLE-LOCK 
ZEE-LOCK PANEL BY BERRIDGE 

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

5/8" PAINTED GWB

CONTINUOUS 
CLEAT

OUTSIDE RUBBER CLOSER 
AND SEALANT TAPE BY 
SIDING MANUFACTURER

PRE-FINISHED METAL SIDING HR-16 BY 
BERRIDGE RIBS INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 24" O.C. VERTICALLY.

AIR & WATER INFILTRATION BARRIER.  
WRAP AROUND WOOD BLOCKING AT TOP

1/2" PLYWOOD SHEATHING

PRE-FINISHED METAL SOFFIT, 
VEE-PANEL BY BERRIDGE

7/8" METAL HAT CHANNELS. 

PRE-FINISHED METAL SOFFIT 
ANGLE BY ROOFING 
MANUFACTURER

SUB-FLASHING BY ROOFING 
MANUFACTURER.  4" END LAPS 
WITH CONT. CAULK AT LAPS

PRE-FINISHED DRIP FLASHING 
BY ROOFING MANUFACTURER. 
4" END LAPS WITH CONT. CAULK 
AT LAPS.

FIELD CUT AND FORM AROUND 
DRIP FLASHING.  PANEL TO BE 
CONTINUOUS RIDGE TO EAVE

SOLID P.T. 2X WOOD BLOCKING 

SOLID P.T. 2X WOOD BLOCKING 

PRE-FINISHED MTL 
SOFFIT ANGLE BY 
ROOFING MANUF.

SEE ROOF PLAN

A.A6

E
X

TE
R

IO
R

 D
E

TA
IL

S 
I

1
2"

BUILDING FELT PAPER. START 
ABOVE GRANITE CAP AND 
EXTEND TO BOTTOM OF WALL

WEEPS AT ALL VERTICAL JOINTS

16 OZ. COPPER FLASHING

REINFORCED CONCRETE 
FOUNDATION PER STRUCTURAL

2" RIGID INSULATION

REINFORCED CONC. 
SLAB PER STRUC.

FLOOR FINISH PER 
FIN. SCH.

1/2" RIGID INSULATION

OUTSIDE RUBBER CLOSER BY 
ROOFING MANUFACTURER

OUTSIDE RUBBER CLOSER BY 
ROOFING MANUFACTURER

2"

1/2" : 1'-0"

CONT. SOLID WOOD 
BLOCKING AT 
GRANITE ANCHOR

4 
A.A7
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A.A7

E
X

TE
R

IO
R

 D
E
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S 
II

30 LB. FELT BLDG PAPER 
PARALLEL WITH CORNER

CONTINUOUS BEAD OF CAULK

CORNER FLASHING 4" END LAPS W/ 
CONTINUOUS CAULK AT LAPS, POP 
RIVET TO METAL PANEL 20" O.C.

PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

ZEE-FLASHING, 4" END LAPS 
W/ CONT. SEALANT AT LAPS 

OUTSIDE CORNER DETAIL AT METAL SIDING1 SCALE: 6" = 1'-0"

30 LA. FELT BLDG PAPER 
PARALLEL WITH CORNER

CORNER FLASHING 4" END LAPS W/ 
CONTINUOUS CAULK AT LAPS, POP 
RIVET TO METAL PANEL 20" O.C.

PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

ZEE-FLASHING, 4" END LAPS W/ 
CONT. SEALANT AT LAPS 

INSIDE CORNER DETAIL AT METAL SIDING2 SCALE: 6" = 1'-0"

4"

4"

METAL COLUMN COVER DETAIL3 SCALE: 6" = 1'-0"

5 1/2 X 5 1/2" PSL PER 
STRUCTURAL

ROUND METAL 
COLUMN COVER  IN 2 
SECTIONS W/ BUTT 
JOINTS.  METAL 
FINISH TO MATCH 
SIDING

SHIM AS REQUIRED

SHIM AS REQUIRED

ATTACHMENT 
FASTENERS PER 
MANUFACTURER

METAL SIDING DETAIL AT GRANITE CAP
4 SCALE: 6" = 1'-0"

Z-GIRT W/ MEMBRANE 
FLASHING OVER 
FASTENERS 

CONCRETE ROUND 
BASE PIER BELOW 
WITH CHAMFERED 
EDGE. SEE 
STRUCTURAL DWGS. 

GRANITE CAP

STAINLESS STEEL GRANITE 
SPLIT STRAP ANCHOR

2" THICK GRANITE PANEL

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

1/2" SPACE

PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

PRE-FINISHED END CHANNEL 
BY SIDING MANUFACTURER.  
BUTT END JOINTS FOR WEEP. 

PRE-FINISHED METAL 
FLASHING W/ HEMMED EDGE. 
CONNECT TO CLIPS 
ATTACHED TO GRANITE AND 
SET IN SEALANT AS SHOWN.

AIR & WATER 
INFILTRATION BARRIER

PTD 5/8" GWB

2"

1/2" : 1'-0"

9" Diameter

GRANITE PANELS

AIR & WATER INFILTRATION BARRIER. 
WRAP INTO JAMB OF R.O. FOR STOREFRONT

1/2" PLYWOOD SHEATHING

PTD 5/8" GWB W/  
'J' BEAD AT WINDOW FRAME

2X6 WOOD KING & JACK 
STUDS SUPPORTING 
HEADER PER STRUCURAL

JAMB DETAIL AT GRANITE PANEL

LINE OF GRANITE  CAP ABOVE

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ TAPED 
SEAMS (R7.2) & "ZEE" GIRTS 
AT 48" O.C. HORIZONTALLY. PRE-FINISHED BRAKE METAL TRIM BY METAL SIDING 

CONTRACTOR. ATTACH TO END CHANNEL AT INSULATION 
& EXTEND INTO JAMB OF R.O. AS SHOWN 

BACKER ROD & SEALANT

4 
1/

2"

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

STOREFRONT FRAMING

AIR & WATER INFILTRATION BARRIER. 
WRAP INTO JAMB OF R.O. FOR STOREFRONT

1/2" PLYWOOD SHEATHING

PTD 5/8" GWB W/  
'J' BEAD AT WINDOW FRAME

2X6 WOOD KING & JACK 
STUDS SUPPORTING 
HEADER PER STRUCURAL

LINE OF GRANITE  CAP BELOW

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

PRE-FINISHED BRAKE METAL TRIM BY METAL SIDING 
CONTRACTOR. ATTACH TO END CHANNEL AT INSULATION 
& EXTEND INTO JAMB OF R.O. AS SHOWN 

BACKER ROD  
& SEALANT 4 

1/
2"

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

STOREFRONT FRAMING

PRE-FINISHED JAMB FLASHING, 4" END LAPS W/ 
CONT. SEALANT AT LAPS 

ZEE-FLASHING, 4" END LAPS 
W/ CONT. SEALANT AT LAPS 

1'
-1

"

CONT. SOLID WOOD 
BLOCKING AT 
GRANITE ANCHOR

DOOR PER 
SCHEDULE

BACKER ROD & SEALANT 
TYPICAL.

ALUMINUM 
STOREFRONT FRAME

PRE-FINISHED BRAKE METAL 
TRIM BY METAL SIDING 
CONTRACTOR. EXTEND INTO 
JAMB OF R.O.'s AS SHOWN 

ENTRY WALL DETAILS @ STOREFRONT
5 SCALE: 3" = 1'-0"

5A

PRE-FINISHED BRAKE METAL 
TRIM BY METAL SIDING 
CONTRACTOR. ATTACH TO 
END CHANNEL AT 
INSULATION 
& EXTEND INTO JAMB OF 
R.O. AS SHOWN 

SCALE: 3" = 1'-0"

1/2" PLYWOOD SHEATHING

AIR & WATER 
INFILTRATION BARRIER. 
WRAP INTO JAMB OF R.O. 
FOR STOREFRONT

SHIM OUT WALL AS 
REQUIRED

DOOR PER 
SCHEDULE

BACKER ROD & SEALANT 
TYPICAL.

ALUMINUM 
STOREFRONT FRAME

1/2" PLYWOOD SHEATHING

AIR & WATER 
INFILTRATION BARRIER. 
WRAP INTO JAMB OF R.O. 
FOR STOREFRONT

PRE-FINISHED BRAKE METAL 
TRIM BY METAL SIDING 
CONTRACTOR. EXTEND INTO 
JAMB OF R.O.'s AS SHOWN 

HEADER PER 
STRUCTURAL - PROVIDE 
RGID INSUL. BETWEEN  
MEMBERS AS SHOWN

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

HEAD DETAIL AT STOREFRONT6 SCALE: 3" = 1'-0"

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ 
TAPED SEAMS (R7.2) & "ZEE" 
GIRTS AT 48" O.C. 
HORIZONTALLY.

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING
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SILL DETAIL AT STOREFRONTS3 SCALE: 3" = 1'-0"

1/2" PLYWOOD SHEATHING

PRE-FINISHED BRAKE METAL 
TRIM BY METAL SIDING 
CONTRACTOR. ATTACH TO 
END CHANNEL AT INSULATION 
& EXTEND INTO JAMB OF R.O. 
AS SHOWN 

STOREFRONT FRAMING

BACKER ROD & SEALANT

'J' CLOSURE TRIM W/ 
CONTINUOUS BEAD OF 
SEALANT 

BACKER ROD & SEALANT

W
IN

D
O

W
 S

C
H

E
D

U
LE

 &
 D

E
TA

IL
S

 Window No.

General

Material! Finish!

Frame! NotesDetails

WINDOW SCHEDULE

FF

FF

FF

FF

Type

1---

Head Jamb Sill

GENERAL NOTES
Refer to floor plans and building elevations for window type location
Provide tempered glass at any window unit less than 18" above the floor. Also provide tempered!
glass for glass installed in doors or located within 24" of a door.
See specifications for glazing types

1.1 A

1.2 G

1.3 C

1.4 D

ALUM

ALUM

ALUM

ALUM

6/A.A7 SIM 5/A.A7 S3

ABBREVIATIONS
FF Factory Finish!
ALUM. Aluminum!

FIRST FLOOR - LOW

H1 J2 / J4 S1

KEY NOTES

FF1.5 E ALUM

FF1.6 ALUM

FF1.7 ALUM

FF1.8 F ALUM

FF1.9 G ALUM

FF1.10 H ALUM

FF1.11 D ALUM

FF1.12 D ALUM

FF1.13 E ALUM

FF1.14 G ALUM

FF1.15 D ALUM

FF1.16 E ALUM

FF1.17 G ALUM

FF1.18 D ALUM

FF1.19 E ALUM

FF1.20 J ALUM

FF1.21 ALUM

FF1.22 ALUM

FF1.23 ALUM

FF1.24 ALUM

FIRST FLOOR - HIGH

FF2.1 K ALUM

FF2.2 L ALUM

FF2.3 ALUM

FF2.4 ALUM

FF2.5 ALUM

FF2.6 ALUM

FF2.7 K ALUM

WINDOW TYPES

A.A8

A

B

7'-8 34"

7'
-5

 5
/8

"

C

9'-5"

5'
-0

"

D

6'-0"

5'
-0

"

E

6'-0"

5'
-0

"

E

E

11'-11"

5'
-0

"

F G

2'-4"

5'
-0

"

H

5'-0"

5'
-0

"

J

4'-11"

5'
-0

"

J

J

J

J

2'-6"

3'
-8

"

K L

4'-11"

3'
-8

"

L

L

L

L

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

H1

NOT USED

J2 / J3 S1

J1 / J3 S1

J1 / J3 S1

J1 / J3 S1

J1 / J2 S1

J2 S1

J1 / J2 S1

J1 S1

J1 S1

J1 S1

J1 S1

J1 / J2 S1

J1 / J2 S1

J1 / J2 S1

J1 / J2 S1

J1 S1

J1 S1

J1 / J3 sim S1

J3 sim S1

J3 sim S1

J2 / J3 S1

J1 / J2 S1

J1 / J2 S2

J2 / J3 S2

J3 S2

J3 S2

J3 S2

J2 / J3 S2

J1 / J2 S2

CL OF STUDS

WINDOW PER SCHEDULE- 
TYPICAL

SEALANT. TYPICAL.

PRE-FINISHED METAL 
SIDING HR-16 BY BERRIDGE, 
RIBS INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ TAPED 
SEAMS (R7.2) & "ZEE" GIRTS 
AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION 
BARRIER

1/2" PLYWOOD SHEATHING

PRE-FINISHED END CHANNEL 
BY SIDING MANUFACTURER.  
BUTT END JOINTS FOR WEEP. 

HEADER PER  
STRUCTURAL

SEALANT.  
TYPICAL.

PTD 5/8" GWB

2X6 WOOD 
STUDS WITH 
DENSEPAK 
CELLULOSE

WINDOW PER SCHEDULE- 
TYPICAL

GRANITE CAP

BACKER ROD & 
SEALANT. TYPICAL.

2" THICK GRANITE PANEL

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ TAPED 
SEAMS (R7.2) & "ZEE" GIRTS 
AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION 
BARRIER. EXTEND INTO 
WINDOW R.O. UNDER PAN 
FLASHING.  

1/2" PLYWOOD SHEATHING

PTD 5/8" GWB

2X6 WOOD STUDS 
WITH DENSEPAK 
CELLULOSE

5
8" 5 12"

1
2" 1 12"

1
2" 2"

1/2" SPACE

1X2 PTD 
WOOD EDGE

PTD WOOD SILL

5 58"

10 12"

10
 1 2"

GRANITE CAP

1 12" 3 12" 1"

1 
1 2"

3 
1 2"

1"

WINDOW PER SCHEDULE - TYPICAL

LINE OF GRANITE PANELS BELOW

PRE-FINISH METAL.  WRAP BEHIND WINDOW

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

SEALANT. TYPICAL.

1/2" PLYWOOD SHEATHING

P.T. WOOD  
BLOCKING.

2 2

SEALANT.  
TYPICAL.

3 1/2 X  
3 1/2" PSL

PTD GWB

PT
D

 W
O

O
D

 S
IL

L

CL OF STUDS

CL OF STUDS

CL OF STUDS

WINDOW PER SCHEDULE - TYPICAL 

GRANITE CAP

LINE OF GRANITE PANELS BELOW

SEALANT. TYPICAL.

PRE-FINISHED METAL SIDING HR-16  
BY BERRIDGE, RIBS INSTALLED 
VERTICALLY

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

CONTINUOUS BEAD OF SEALANT

PRE-FINISHED JAMB FLASHING, 4" END LAPS 
W/ CONT. SEALANT AT LAPS 

ZEE-FLASHING, 4" END LAPS W/ CONT. 
SEALANT AT LAPS 

2X6 JAMB PER STRUCTURAL

SEALANT. TYPICAL.

PTD WOOD SILL

PTD 5/8" GWB

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

JAMB DETAIL AT CORNER WINDOWJ2 SCALE: 3" = 1'-0"

TYPICAL JAMB DETAILJ1 SCALE: 3" = 1'-0"

TYPICAL SILL DETAIL AT PRECASTS1 SCALE: 3" = 1'-0"

TYPICAL HEAD DETAILH1 SCALE: 3" = 1'-0"

8"

GRANITE CAP

WINDOW PER SCHEDULE - TYPICAL

LINE OF GRANITE PANELS BELOW

PRE-FINISH METAL.  WRAP BEHIND WINDOW

SEALANT. TYPICAL.

1/2" PLYWOOD SHEATHING

CL OF STUDS

TYPICAL JAMB DETAILJ3 SCALE: 3" = 1'-0"

SEALANT. TYPICAL.
PTD 5/8" GWB

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

SEALANT. TYPICAL.

JAMB DETAIL AT INSIDE CORNERJ4 SCALE: 3" = 1'-0"

PRE-FINISHED METAL SIDING HR-16 BY 
BERRIDGE, RIBS INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION 
BARRIER

1/2" PLYWOOD SHEATHING

CONTINUOUS BEAD OF SEALANT

PRE-FINISHED JAMB 
FLASHING, 4" END LAPS W/ 
CONT. SEALANT AT LAPS 

ZEE-FLASHING, 4" END LAPS 
W/ CONT. SEALANT AT LAPS 

PTD  
5/8"  
GWB

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

PTD WOOD SILL

PTD WOOD SILL

PTD WOOD SILL

SEALANT. TYPICAL.

WINDOW PER SCHEDULE 
-TYPICAL

SEALANT. TYPICAL.

PRE-FINISHED CORNER FLASHING, 4" END 
LAPS W/ CONT. SEALANT AT LAPS 

ZEE-FLASHING, 4" END LAPS 
W/ CONT. SEALANT AT LAPS 

PT
D

 W
IN

D
O

W
 S

IL
L

5 12"

WINDOW PER SCHEDULE- 
TYPICAL

BACKER ROD & SEALANT.  
TYPICAL.

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ TAPED 
SEAMS (R7.2) & "ZEE" GIRTS 
AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION 
BARRIER. EXTEND UNDER  
WINDOW SILL.

1/2" PLYWOOD 
SHEATHING

PTD 5/8" GWB

2X6 WOOD STUDS 
WITH DENSEPAK 
CELLULOSE

5
8" 5 12"

1
2" 1 12"

1X2 PTD 
WOOD EDGE

PTD WOOD SILL

5 58"

PRE-FINISHED SILL FLASHING, 4" 
END LAPS W/ CONT. SEALANT AT 
LAPS. EXTEND IN TO R.O. TO 
BACK SIDE OF WINDOW FRAME & 
PROVIDE UPTURNED LEGS ON 3 
SIDES & SEAL ALL JOINTS - 
TYPICAL. 

2X P.T. WOOD BLOCKING 
SLOPED ON TOP.

PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

TYPICAL SILL DETAIL AT UPPER WINDOWSS2 SCALE: 3" = 1'-0"

SELF-ADHERING RUBBERIZED ASPHALT SHEET 
WATERPROOFING. EXTEND INTO JAMB R.O.

SELF-ADHERING RUBBERIZED ASPHALT SHEET 
WATERPROOFING. EXTEND INTO JAMB R.O.

SELF-ADHERING RUBBERIZED ASPHALT SHEET 
WATERPROOFING. EXTEND INTO JAMB R.O.

SELF-ADHERING RUBBERIZED ASPHALT SHEET 
WATERPROOFING. EXTEND INTO JAMB R.O.

SELF-ADHERING 
RUBBERIZED ASPHALT 
SHEET WATERPROOFING. 
EXTEND INTO HEAD R.O.

OUTSIDE RUBBER CLOSER 
AND SEALANT TAPE B Y 
SIDING MANUFACTURER

GROUT.

2X6 BLOCKING

J-BEAD

P.T.WOOD 
BLOCKING.

J-BEAD

J-BEAD

P.T. WOOD BLOCKING.

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

P.T. WOOD 
BLOCKING.

2X P.T. WOOD 
BLOCKING.

STAINLESS STEEL GRANITE 
SPLIT STRAP ANCHOR

2X P.T. WOOD 
BLOCKING.

1/2" : 1'-0"

J-BEAD

3 1/2 X 3 1/2" PSL @ 
SOME LOCATIONS

CONCRETE SLAB & 
FOUNDATION PER 
STRUTURAL

2" RIGID INSULATION 
TYPICAL

5/8" GWB

FLOORING & BASE AS 
SCHEDULED

METAL PAN FLASHING AT SILL. 
SET AT BACK SIDE OF WINDOW FRAME 
& PROVIDE UPTURNED LEGS ON 3 SIDES. 
PLACE OVER AIR & WATER INFILTRATION 
BARRIER . TYPICAL.
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A.A9

Door No. Size (W x H) Thickness

General Door

Material Finish Type Material Finish Type

Frame

Head Jamb Threshold Hardware Label Remarks

DOOR & FRAME SCHEDULE
Details 

A F53'-0" X 7'-0" 1 3/4"

D AL F.F. F1 --1 3/4"

--1 3/4" A Ptd F1

HM PtdClr. F.

D --1 3/4"

--

--

--

H1 J1

H1 J1

H1 J1

Ptd

Ptd

Ptd

F1

A

F3

--1 3/4" HM Ptd

SCWD

AL

SCWD

SCWD

SCWD

SCWD

SCWD

1 3/4"

1 3/4"

1 3/4"

Clr. F.

Clr. F.

Clr. F.

Clr. F.

F.F.

Clr. F.

3'-0" X 7'-0"

3'-0" X 7'-0"

3'-0" X 7'-0"

3'-0" X 7'-0"

3'-0" X 7'-0"

3'-0" X 7'-10"

3'-0" X 7'-0"

PR 2'-0" X 7'-0"

A

A

A

HM

HM

HM

HM

F4

F5

F6 --H1 J1

T2H2 J2

H3 J3

H1 J1

T4

T3

ABBREVIATIONS
SCWD Solid Core wood door!
Clr. F. Clear Finish!
F.F. Factory Finish!
HM Hollow Metal!
GHM Galvanized Hollow Metal!
Ptd. Painted!
HW Hardware Set!
TG Tempered Glass!
FG Fire Glass!
SP Spandrel Glass

3'-0" X 7'-0" 1 3/4" F1C

DOOR TYPES
1/4" = 1'-0"

FRAME TYPES
1/4" = 1'-0"

F1

S
ee

 S
ch

ed
ul

e
2"

2" See Schedule 2"

B

7'
-0

"

See Schedule

A C

H4 J4

1 3/4" C HM Ptd F1SCWD Clr. F. H1 J1

T1

T3D AL F.F. F1 H3 J3

3'-0" X 7'-0" T51 3/4" C F1 H1 J1

A F1101.1 HW33'-0" X 7'-0" 1 3/4" H1 J1 T7

F2

HW3

HW3

HW3

HW3

HW3

HW1

HW2

HW3

HW4

HW5

HW5

102.1

103.1

104.1

105.1

106.1

107.1

107.2

108.1

110.1

111.1

112.1

113.1

3'-0" X 7'-0" 1 3/4"114.1

3'-0" X 7'-10" 1 3/4"115.1

3'-0" X 7'-10" 1 3/4"115.2

3'-0" X 7'-0" 1 3/4"117.1

3'-0" X 7'-0" 1 3/4"117.2

3'-0" X 7'-0" 1 3/4"118.1

3'-0" X 7'-0" 1 3/4"119.1

3'-0" X 7'-10" 1 3/4"120.1

3'-0" X 7'-0" 1 3/4"121.1

3'-0" X 7'-0" 1 3/4"122.1

3'-0" X 7'-10" 1 3/4"123.1

3'-0" X 7'-10" 1 3/4"123.2

3'-0" X 7'-0" 1 3/4"124.1

3'-0" X 7'-0" 1 3/4"125.1

3'-0" X 7'-10" 1 3/4"

6" 2'-0" 6"

6"
5'

-8
"

10
"

7'
-0

"

3'-0"

TG TG

TG

10
"

1'
-1

1"
6"

6"

6" 2'-0" 6"

3'-0"

S
ee

 S
ch

ed
ul

e

F1C

F1B

F1B

A

A

F1C

F1C

F1E

F1A

F1A

F1B

F1B

F1A

F1A F3 F4 F5

7'
-0

"
6"

2'
-8

"
2"

10
'-4

"

2" 3'-0" 2" 3'-0" 2"

6'-6"

TG TG

7'
-0

"
6"

2'
-8

"
2"

2" 8'-6" 2" 3'-0" 2"

12'-0"

10
'-4

"

7'
-0

"
6"

2'
-8

"
2"

2" 5'-9" 2" 3'-0" 2"

9'-3"

10
'-4

"

7'
-0

"
6"

2'
-8

"
2"

2" 3'-0" 2"

3'-4"

10
'-4

"

TG TG TG TG TG TG

TG

TG

TG

10
"

6'
-2

"
4"

2'
-8

"
2"

2'
-8

"
2"

2'
-8

"
2"

2" 4'-4" 2"

4'-8"

15
'-1

0"

F6

F1

F1

2" 3'-0" 2" 1'-2" 2"

D

TG

10
"

1'
-1

1"
6"

6"

6" 2'-0" 6"

3'-0"

E

10
"

1'
-1

1"
6"

6"

6" 2'-0" 6"

3'-0"

Clr. F.SCWD

AL F.F.

SCWD Clr. F.

SCWD Clr. F.

SCWD Clr. F.

AL F.F.

AL F.F.

AL F.F.

AL F.F.

SCWD Clr. F.

SCWD Clr. F.

SCWD Clr. F.

SCWD Clr. F.

AL F.F.

SCWD Clr. F.

SCWD Clr. F.

AL F.F.

SCWD Clr. F.

SCWD Clr. F.

HM Ptd

AL F.F.

PtdHM

HM Ptd

AL F.F.

PtdHM

AL F.F.

PtdHM

HM Ptd

AL F.F.

PtdHM

PtdHM

PtdHM

HM Ptd

AL F.F.

AL F.F.

PtdHM

HM Ptd

H1 J1

H4 J4

H2 J2

5A/A7.7 5/A7.7

H4 J4

H4 J4

H4 J4

H4 J4

H3 J3

H4 J4

H4 J4

H2 J2

H3 J3

H4 J4

H4 J4

T1

T1

T1

T1

T5

T5

T2

T3

T1

T1

--

--

T3

T1

T1

T2

T6

T1

T1

--

--

--

--

--

--

--

--

--

--

--

--

--

--

--

--

--

--

--

--

HW2

HW5

HW2

HW2

HW3

HW3

HW4

HW4

HW4

HW3

HW3

HW1

HW2

HW3

HW3

C
O

O
R

D
. W

/ 
S

IT
E

 D
E

TA
IL

S

2"

HM 
DOOR 
FRAME

DOOR, SEE SCHEDULE

PTD GWB 
EACH SIDE

2X4 WOOD STUDS 

1/
2"

1/
2"

4 
3/

4"

2

4

2

4

5/
8"

3 
1/

2"
5/

8"

5 
3/

4"

J1 JAMB DETAIL / HEAD SIMILARH1 SCALE: 3" = 1'-0"

DOOR DETAILS

ALUMINUM 
STOREFRONT FRAME

DOOR, SEE SCHEDULE

PTD GWB 
EACH SIDE

2X4 WOOD STUDS 

4 
3/

4"

2

4

2

4

5/
8"

3 
1/

2"
5/

8"

J2 JAMB DETAIL / HEAD SIMILARH2 SCALE: 3" = 1'-0"

J-BEAD

WOOD SHIM

SEALANT ALL AROUND

DOOR PER 
SCHEDULE

LINE OF GRANITE PANELS BELOW

SEALANT. TYPICAL. PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS 
(R7.2) & "ZEE" GIRTS AT 48" O.C. 
HORIZONTALLY.

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

CONTINUOUS BEAD OF SEALANT

PRE-FINISHED JAMB 
FLASHING, 4" END LAPS W/ 
CONT. SEALANT AT LAPS 

ZEE-FLASHING, 4" END LAPS 
W/ CONT. SEALANT AT LAPS 

2X6 JAMB PER STRUCTURAL

SEALANT. TYPICAL.

PTD 5/8" GWB

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

ALUMINUM 
STOREFRONT FRAME

DOOR PER 
SCHEDULE

GRANITE PANELS, RETURN TO WALL.

BACKER ROD & 
SEALANT

1 1/2" FOIL FACED POLYISO RIGID 
INSULATION W/ TAPED SEAMS (R7.2) & 
"ZEE" GIRTS AT 48" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

2X6 JAMB PER STRUCTURAL

SEALANT. TYPICAL.

PTD 5/8" GWB

2X6 WOOD STUDS WITH 
DENSEPAK CELLULOSE

ALUMINUM 
STOREFRONT FRAME

LINE OF GRANTE CAP ABOVE

DOOR PER SCHEDULE

BACKER ROD & SEALANT.

PRE-FINISHED METAL SIDING 
HR-16 BY BERRIDGE, RIBS 
INSTALLED VERTICALLY

1 1/2" FOIL FACED POLYISO 
RIGID INSULATION W/ TAPED 
SEAMS (R7.2) & "ZEE" GIRTS 
AT 248" O.C. HORIZONTALLY.

AIR & WATER INFILTRATION BARRIER

1/2" PLYWOOD SHEATHING

PRE-FINISHED END CHANNEL 
BY SIDING MANUFACTURER.  
BUTT END JOINTS FOR WEEP. 

HEADER PER 
STRUCTURAL

SEALANT. 

PTD 5/8" GWB

2X6 WOOD STUDS 
WITH DENSEPAK 
CELLULOSE

ALUMINUM 
STOREFRONT FRAME

J3 JAMB DETAIL AT METAL SIDING
SCALE: 3" = 1'-0" J3 JAMB DETAIL AT GRANITE PANEL

SCALE: 3" = 1'-0" H3 HEAD DETAIL AT
SCALE: 3" = 1'-0"

2"

HM 
DOOR 
FRAME

DOOR, SEE SCHEDULE

PTD GWB 
EACH SIDE

2X6 WOOD STUDS 

1/
2"

1/
2"

6 
3/

4"

2

6

2

6

5/
8"

5 
1/

2"
5/

8"

7 
3/

4"

J4 JAMB DETAIL / HEAD SIMILARH4 SCALE: 3" = 1'-0"

SELF-ADHERING 
RUBBERIZED ASPHALT 
SHEET WATERPROOFING. 
EXTEND INTO JAMB R.O.

SELF-ADHERING RUBBERIZED 
ASPHALT SHEET WATERPROOFING. 
EXTEND INTO HEAD R.O.

CONCRETE FOUNDATION WALL. 
SEE STRUCTURAL DRAWINGS

10"

SLOPE 2%

DOOR PER SCHEDULE

REMOVABLE ENTRY 
MAT OVER 
STRUCTURAL SLAB

EDGE OF GRANITE PANEL 
BEYOND

WHEELCHAIR ACCESSIBLE 
THERMAL BARRIER THRESHOLD, 
SET ENTIRE THRESHOLD IN SEALANT.

1" RIGID INSULATION

FRAME BEYOND

4"

1" 3"

THRESHOLD DETAILT6 SCALE: 3" = 1'-0"

CONCRETE FOUNDATION WALL. 
SEE STRUCTURAL DRAWINGS

10"

SLOPE 2%

DOOR PER SCHEDULE

REMOVABLE ENTRY 
MAT OVER 
STRUCTURAL SLAB

EDGE OF GRANITE PANEL 
BEYOND

CONCRETE SLAB OVER 
CRUSHED STONES. SEE SITE & 
STRUCTURAL FOR DETAILS.

WHEELCHAIR ACCESSIBLE 
THERMAL BARRIER THRESHOLD, 
SET ENTIRE THRESHOLD IN SEALANT.

1" RIGID INSULATION

FRAME BEYOND

4"

1" 3"

THRESHOLD DETAILT3 SCALE: 3" = 1'-0"

 
CONCRETE SLAB OVER 
COMPACTED, CRUSHED 
STONE. SEE SITE & STRCUTURAL 
DETAILS.

3 
1 2"

P.T. 2 X WOOD BLOCKING J-BEAD

J-BEAD

CONCRETE SLAB

TRANSITION MOLDING # 
CTA-XX-J FROM 
JOHNSONITE OR EQUAL.CARPET

2 1/2"

TRANSITION FROM CARPET TO CONC.T1 SCALE: 6" = 1'-0"

DOOR

CONCRETE SLAB

TRANSITION MOLDING # 
CTA-XX-P FROM 
JOHNSONITE OR EQUAL.

ENTRY 
CARPET

2 1/2"

TRANSITION FROM ENTRY CARPET TO CONC.T2 SCALE: 6" = 1'-0"

DOOR WHERE 
SHOWN

CONCRETE SLAB

TRANSITION MOLDING 
#RRS-XX-C FROM 
JOHNSONITE OR EQUAL.

1 1/4"

TRANSITION FROM CONC. TO RESILIENTT4 SCALE: 6" = 1'-0"

DOOR

RESILIENT 
FLOORING

TRANSITION FROM CONC. TO CERAMIC TILET5 SCALE: 6" = 1'-0"
TRANSITION FROM ENTRY CARPET TO CARPETT7 SCALE: 6" = 1'-0"

DOOR

CERAMIC 
TILE

CONCRETE SLAB

TRANSITION MOLDING # 
CTA-XX-J FROM 
JOHNSONITE OR EQUAL.

2 1/2"

CONCRETE 
SLAB

TRANSITION MOLDING # 
CTA-XX-L FROM 
JOHNSONITE OR EQUAL.

CARPET

DOOR

ENTRY CARPET

2 12"
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R
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1'
-5

"

2 
1/

2"

1 
1/

2"

3 
1/

2"

4"

45°

2'
-9

"

Ptd GWB

Solid wood cap. 
Clear finish.

3/4" plywood with plastic 
laminate finish

90°

Solid wood bench, clear finish

2x4 ledger on 3 sides

3/4" plywood support at 
center of bench w/ plastic 
laminate finish & 3 mm PVC 
edge banding

1x4 solid wood 
trim, clear finish

clearclear

3/4" 2 1/2" 3/4" 4'-4 3/4" 3/4" 2 1/2" 3/4"

Clip-On Hinge and 
Flipper Door Slide 
Model #123 by 
Accuride. Use 40mm  
hinge kit to 
accomodate 1" thick 
door

3/4" plywood with plastic 
lam. finish on all visible 
sides & 3mm PVC edge 
banding

Door pull, see specifications  

1" plywood door with plastic lam. finish 
& 3mm PVC edge banding

2'
-6

"2'
-1

"

Stainless steel ADA bar sink per Plumbing.

Plastic laminate countertop with solid wood edge

3/4" plywood support below with plastic 
lam. finish on all visible sides & 3mm 
PVC edge banding

Undercounter fridge below

3/4" x 4" back splash on 3 
sides. Plastic lam. finish 

Finished wood  
spacer at edge.

Painted 5/8" GWB 
over wood studs

2'-8" 3
4" 1'-8"

clear

PLAN DETAIL AT CONF. ROOM SINK CABINET 3 SCALE: 1 1/2" = 1'-0"

ENTRY BENCH DETAIL4 SCALE: 1 1/2" = 1'-0"

4" wood base

See detail 1/A.A10 for 
notes and dimensions at 
counter and upper cabinet.

3/4" plywood end panel 
with plastic lam. finish on 
all visible sides & 3mm 
PVC edge banding

Door pull, see specifications  

1" plywood door with plastic 
lam. finish & 3mm PVC 
edge banding

3/4" plywood support with 
plastic lam. finish on all 
visible sides & 3mm PVC 
edge banding

7'
-0

"
1 

1/
2"

Solid wood stop

1/2" ptd GWB over 2x4's

Corner bead

Brace with 2x4's

2'-7"

2'-6"

SECTION DETAIL AT CONF. ROOM SINK CABINET 2 SCALE: 1 1/2" = 1'-0"

1'-9"  

7'
-1

0"

4"3"

20
'-0

"

1'-5"

3/4" MDF adjustable shelves 
with P-lam finish at all 
exposed edges

Drilled holes for pin-type 
shelf supports.  Supply (4) 
pins for each shelf, typical

Door pull, see specifications

3/4" MDF cabinet box with P-lam 
finish at all exposed edges

3/4" MDF flush overlay door 
front with P-lam finish at all 
exposed edges

3/4" plywood kick base 
finish base per schedule

Blocking as required

1x4 blocking as required

2x blocking as required

2'
-6

"

1 
1/

2"

1x2 solid maple  
edge, clear finish  
- typical

1" MDF counter with  
1/2x4 plywod frame,  
P-lam finsih

4"

3/4" backsplash, 
 P-lam finish

varies, see plans

Provide blocking for bracket 
installation as required

Counter support brackets: Heavy gage 
aluminum angle, MIG welded corners, 
5/16" holes for mounting, and primed finish 
for field painting.  Provide Rakks Counter 
Support, Model No. EH-1818, by Ragine 
Corporation or approved equal

COUNTERTOP DETAIL5 SCALE: 1 1/2" = 1'-0"

CABINET DETAIL AT CONFERENCE RM.6 SCALE: 1 1/2" = 1'-0"

A.A10

Room Name Floor Base Walls Ceiling Remarks

4" rubber Ptd GWB

FINISH SCHEDULE

Office 101

ABBREVIATIONS
CT Ceramic Tile!
GWB Gypsum Wall Board!
ACT Acoustical Ceiling Tile!
MR-ACT Moisture Resistant Acoustical Ceiling Tile!
SWC Suspended Wood Ceiling!
PTD Painted

Carpet ACT

4" rubber Ptd GWBOffice 102 ACT

4" rubber Ptd GWBMeeting 103 ACT

4" rubber Ptd GWBOffice 104 ACT

4" rubber Ptd GWBSecurity Office 105 ACT

4" rubber Ptd GWBSecure Hallway 106 Concrete SWC

4" rubber Ptd GWBEntry 107 Entry carpet ACT

4" rubber Ptd GWBOffice 108 Carpet ACT

4" rubber Ptd GWBWorkroom 109 Resilient ACT

4" rubber Ptd GWB!Server / Data 110 Resilient ACT

4" rubber Ptd GWBKitchenette 111 Resilient ACT

4" CT Ptd GWBToilet / Shower 112 CT MR-ACT

4" CT Ptd GWBMen's Room 113 CT ACT

4" CT Ptd GWBWomen's Room 114 CT ACT

4" rubber Ptd GWBEntry 115 Entry carpet SWC

4" rubber Ptd GWBPublic Lobby / Hallway 116 Concrete SWC

4" wood Ptd GWBConference 117 Carpet SWC

4" rubber Ptd GWBJanitor / Storage 118 Resilient ACT

4" rubber Ptd GWBElectrical 119 Resilient ACT

4" rubber Ptd GWBMechanical 120 No ceiling

4" rubber Ptd GWBOffice 121 Carpet ACT

4" rubber Ptd GWBOffices-2 122 ACT

4" rubber Ptd GWBVestibule 123 SWC

4" rubber Ptd GWBOffices-2 124 ACT

4" rubber Ptd GWBOffice 125 ACT

Carpet

Carpet

Carpet

Carpet

Resilient

Carpet

Entry carpet

Carpet

Carpet

PARTITION TYPES

Typical Interior Bearing Partition1 As Shown.  Extend from slab to underside of roof panels

5/8" ptd GWB each side. Use MR 
boards on bathroom side at 1a.

2X6's woood studs 
at 16" o.c.

Fill cavity with sound attenuation batt.

Typical Interior Bearing Partition at Bathroom1a Use 5/8" MR Board on Bathroom side in lieue of GWB.  
Extend from slab to underside of roof panels

Typical Interior Sound Partition2 As Shown.  Extend from slab to underside of roof panels

5/8" ptd GWB each side. Use MR 
boards on bathroom side at 2a.

2X4's woood studs 
at 16" o.c.

Fill cavity with sound attenuation batt.

Typical Interior Sound Partition at Bathroom2a Use 5/8" MR Board on Bathroom side in lieue of GWB.  
Extend from slab to underside of roof panels

Typical Interior Partition3 As Shown.

5/8" ptd GWB each side.

2X4's woood studs 
at 16" o.c.

Interior Sound Partition4 As Shown.  Extend from slab to underside of roof panels

5/8" ptd GWB each side. Use MR 
boards on bathroom side at 4a.

2X6's woood studs 
at 16" o.c.

Fill cavity with sound attenuation batt.

Interior Sound Partition at Bathroom4a Use 5/8" MR Board on Bathroom side in lieue of GWB.  
Extend from slab to underside of roof panels

Interior Partition4b Omit sound attenuation batt.

Interior Bearing Partition5 As Shown.  Extend from slab to underside of roof panels

5/8" ptd GWB each side. 

2X6's woood studs 
at 16" o.c.

Fill cavity with sound attenuation batt.

1/2"plywood on Office side. See 
Structural. 

2'-1"

3'
-0

"

Solid blocking 
as required.

Door pull, see specifications  

1'
-2

"

Drilled holes for pin-type shelf supports.  
Supply (4) pins for  each shelf, typical

SECTION DETAIL AT SINK 1 SCALE: 1 1/2" = 1'-0"

Solid blocking 
as required.

1" MDF counter w/ 1/2" x 4" 
plywood frame. Plastic lam. finish. 

1 
1/

2"

1x2 solid maple edge, clear 
finish,typical

5 
1/

4"

9" m
in

.

4" Rubber base

8"

11"

Self rimming ADA compliant 
stainless steel sink and faucet per 
Specifications

3/4" x 4" back splash. Plastic 
lam. finish 

(min.)

(min.)

2'
-3

"

2'
-1

0"

3/4" MDF pipe protection panel. 
Plastic lam. finish & 3mm PVC 
edge banding.  Install w/ cont. 
angles at each end.

3/4" pre-finished MDF 
cabinet end panel w/ plastic 
lam. at all exposed edges

3/4" MDF apron with plastic lam. 
finish & 3mm PVC edge banding

3/4" pre-finished MDF cabinet box w/ 
plastic. lam. banding at all exposed edges.

3/4" MDF flush overlay door with plastic 
lam. finish & 3mm PVC edge banding

3/4" pre-finished MDF adjustable 
shelves with plastic lam. edge banding

Light fixture per electrical drawings.
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KITCHENETTE 111 - ELEVATIONS4 SCALE: 3/8" = 1'-0"
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Suspended acoustical ceiling tiles.  Use 
moisture resistant tiles in 112. 

Ptd GWB soffit. Use MR boards in 112.C4

Exposed sloping S.I.P.S painted.C5

Suspended wood ceiling, Woodworks 
Linear by Armstrong with Bioacoustic infill 
panels. 

Suspended wood ceiling, horizontal. 

MECH. 
120

C2 
slopes

C3 
8-4

C2 
slopes

C2 
slopes

C2 
slopes

C2 
slopes

C2 
slopes

C4 
8-0

C4 
10-4

C4 
8-0

C4 
7-0

C5 
slopes

C4 
8-0

C1 
10-4

C1 
8-6

C1 
8-0

C1 
8-0

Beam above ceiling 

3'
-1

1"

AIR RETURN GRILLE OR EXHAUST 
REGISTER. SEE MECH. 

C1 
8-6 C4 

7'-10"

C4 
8-6

AIR SUPPLY GRILLE OR EXHAUST 
REGISTER. SEE MECH. 
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FIXTURES ARE SHOWN FOR COORDINATION PURPOSES ONLY.  LAYOUT IS 
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