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This Addendum forms a part of the contract documents. It modifies them as follows: 
  
DISCIPLINES: Structural, Architecture, Mechanical, Electrical 
 
CLARIFICATIONS:   
 
PRE-BID MTG The Mandatory Pre-Bid Walk-Through was held as scheduled on 28JAN2020. 

Fourteen (14) General Contractors attended (required), and Eighteen (18) Sub-
Contractors attended (optional). See the 2 page list attached to this ADDENDUM. 

 
ADDENDUM #2 REVISE text reading “ABI # 2 & ABI #3 CLARIFICATION: The design intent for these 

alternates is to obtain pricing for three colors, field applied, spray-applied 
paintworks on existing- and new-installations located on the ceilings and walls of 
the New Welding-Lab area. Color #1: Walls from FFL to +8’0”, Color #2: Walls +8’0” 
to Underside of Metal Deck and entire Ceiling area, including structural steel and all 
MEP installations”, to read “ABI # 2 & ABI #3 CLARIFICATION: The design intent for 
these alternates is to obtain pricing for two colors, field & spray-applied paintworks 
on all existing- and new-installations located on the ceilings and walls of the New 
Welding-Lab area. Color #1: SW 6991 Black Magic, Sheen: Flat, for Walls from FFL to 
+8’0”, including electrical conduit, junction boxes, fittings, etc. (except for 
galvanized metal cover plates, which shall remain natural and Welding Booth 
Exhaust flexible ducting & armatures, which shall have manufacturer’s standard 
specified finishes)”. Color #2: SW 7050 Useful Gray, Sheen: Satin, for Walls from 
+8’0” to underside of Metal Deck and entire Ceiling area, including structural steel 
and all MEP installations. Color #3: SW 7045 Intellectual Gray, Sheen: Satin, for new 
wood trim on top of existing and new plywood walls. 

 
RATED PLYWOOD CLARIFICATION: There is no fire rated plywood required in this project. Room 109 is 

1-Hour rated, however the details indicated cover this concern. 
 
EXISTING POLES CLARIFICATION: The General Contractor shall remove two existing Electrical 

Lineman’s Mock-up poles & rigging located in the New Welding-Lab area that are no 
longer required, roughly 16’0’ Tall w/ an ~10’0” wide crossbar. 

 

FENCE CLARIFICATION: Detail 4/A6 indicates a typical condition of a HAUG Frame 
Connector which shall be used for all post & rail connections. Manufacturer’s 
hardware of equal quality will be acceptable. Refer to Section 32 31 13, PARA 
2.4 Fittings for requirements. 
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CONSTRUCTION CLARIFICATION: The current last day of school (pending no additional snow days), is 
scheduled for 08MAY2020. After this date the General Contractor will have access 
to the PMT-Lab Mezzanine, the Existing Welding-Lab and the Frye Lobby areas and 
other incidental areas of the Whitney/Frye complex as needed. As noted in 
Addendum #2 dated 24JAN2020, the New Welding-Lab area will be available 
immediately for GC use.  

 
WELDING BOOTHS CLARIFICATION: The 2”x2” tube steel framing of the eighteen (18) Welding Booths 

specified shall have a minimum tube wall thickness of 13 gauge. The common walls 
between the welding booths shall be fabricated as one wall unit (two adjacent 
parallel frames & walls are not required). Where the 5’x5’ Welding Booth meets the 
6’x6’ ADA Welding Booth (West wall of New Welding-Lab), provide suitable 
attachment steel hardware for the Welding Curtain Assembly of the adjacent 5’x5’ 
Welding Booth fastened to the upper bar of the 6’x6’ Welding Booth common wall. 

 
PMT-LAB CLARIFICATION: The Owner will remove all small tools and other items related to 

this program in this area prior to the end of the academic year (08MAY2020). The 
General Contractor shall provide 6 mil polyethylene dust protection over all large 
stationary equipment in the PMT-Lab, covering the top and all sides of each unit and 
duct taped secure. During construction where old mechanical or electrical 
equipment is being removed and when new equipment and/or installations are 
being implemented, the General Contractor shall also provide Luan Plywood on top 
of any existing and poly-protected equipment, weighted down and covering the 
entire top area as an additional protection from falling objects. On the PMT-Lab 
Mezzanine, the General Contractor shall also be responsible to temporarily remove 
railing elements, metal screen frames & metal screen doors that might hinder the 
installation of any new equipment.  

 
REMOVALS In the PMT-Lab, the existing mechanical equipment indicated for removals shall be 

disassembled in a manner that permits safe removal from the building and disposal 
off site. 

 
ALTERNATE #1 In the PMT-Lab, regarding any adjustments required to existing electrical conduit on 

the existing railings in the area of the existing air compressor in order to install the 
cementitious wood fiber panels specified in Alternate # 1, such efforts shall be 
included in the alternate pricing.  
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ALTERNATE #1 In the New Welding-Lab, the design intent is to place the cementitious wood fiber 
panels where it is easy to do in terms of existing ceiling installations with minimal to 
no cutting of the 2’x4’ panels. All new ceiling installations shall be accomplished in a 
manner that does not conflict with the new cementitious wood fiber panels. 

 
PAINT WORKS The base bid includes paintworks as indicted on A2 for the existing steel/concrete 

bollards. 
 
DRAWINGS:   
 
A2  Existing Bollards: REVISE text reading “(TYP, 4 TOTAL)”, to read “(TYP, 2 TOTAL)”. 
 
3/A6  CLARIFICATION: The new 8’0” high plywood wall & cap trim indicated extends the 

entire length of the existing 2-hour rated wall (including behind the new Welding 
Booths), and clads the exterior of Room 109. This plywood shall be fastened to the 
existing metal studs and new wood studs in a neat & uniform pattern w/ corrosion 
resistant coarse thread, self-tapping, counter-sunken screws, #8, minimum 2” long, 
suitable for wood & metal substrates. This plywood wall cladding shall be A/B grade, 
installed with the A side exposed. 

 
A9  DELETE in its entirety. 
 
A9 ADD the drawing attached to this Addendum in its entirety (Detail 5/A9 has been 

revised), The 6’x6’ ADA Welding Booths require two horizontal  rows of 2x2 steel 
tube framing on three (3) sides in order to accommodate adjustable height 
requirements of the 14” deep welding shelves. 

 
A10  DELETE in its entirety. 
 
A10 ADD the drawing attached to this Addendum in its entirety (Detail 4/10 has been 

revised). 
 
MD-1  DELETE in its entirety. 
 
MD-1 ADD the drawing attached to this Addendum in its entirety (shows existing HWS/R 

piping be rerouted around electrical equipment on the mezzanine). 
 
H1  DELETE in its entirety. 
H1 ADD the drawing attached to this Addendum in its entirety (shows existing HWS/R 
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piping be rerouted around electrical equipment on the mezzanine). 
 
H3  DELETE in its entirety. 
 
H3 ADD the drawing attached to this Addendum in its entirety (shows the strainer 

being removed from the compressed air piping detail and being replaced with a ½” 
pressure regulator). 

 
E1 DELETE in its entirety. 
 
E1 ADD the drawing attached to this Addendum in its entirety. 
 
E3 DELETE in its entirety. 
 
E3 ADD the drawing attached to this Addendum in its entirety. 
 
E6 DELETE in its entirety. 
 
E6 ADD the drawing attached to this Addendum in its entirety. 
 
ELECTRICAL QUESTIONS & RESPONSES: 
 
QUESTION 1) Please clarify the general note (at lower left corner of Drawing E3) regarding replacement 
of all existing FA signaling devices to addressable type, in the Frye Building. Only a handful of FA devices 
are depicted on the drawing within the Frye Building area, whereas this note potentially implies that 
many more FA devices than shown on the drawing within the Frye Building may require removal and 
replacement.  
 
RESPONSE TO Q1: More devices are now shown (see drawing E3).  Additionally, a note was added to 
include 2 manual pull stations, 2 horn/strobe units and 4 smoke detectors in the basement of Frye. 
 
QUESTION 2) Please provide a product specification intent, for the welding outlet receptacles depicted 
on the' proposed power plan' for the new welding lab. Please see electrical drawing E1, and also 
depicted on the electrical symbols legend, drawing E0, as "208 to 480V welder outlet". The symbol on 
the legend has a similar appearance to the Mercedes Benz logo (circle and peace sign).   
 
RESPONSE TO Q2: On drawing E1 Power Notes: DELETE #1 text reading “Paint all Surface Conduit 
Powder Coat Black…” and ADD #2 text reading “The welding receptacles shall be pin and sleeve, provide 
Appleton Powertite Series or equal (See Drawing E1)”. 
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QUESTION 3) There is an 'electrical demolition plan' for the new welding lab (see electrical drawing E1. 
However, there is no electrical demolition plan for the existing welding shop. Is the intent, within the 
scope of this project, to completely demolish all electrical branch circuits, welding circuits, lighting, 
lighting circuits, etc. within the existing welding shop space, after the new welding shop is completed? 
 
RESPONSE to Q3: No. The design intent is to keep the Old Welding lab in operation UNTIL after the new 
one is installed.  The Owner has not determined what they will do with the space in the future. The 
design intent is that when the New Welding-Lab construction is completed and goes online, the Existing 
Welding-Lab will no longer function as a Welding-Lab.  
 
QUESTION 4) Please clarify that it is the intent to remove existing and replace with new, all existing red 
emergency stop push buttons stations within the several existing labs, in accordance with 'mushroom 
head emergency equipment shutdown switch" symbol (please see symbol legend for same on drawing 
E0), as depicted by all of the symbols (with, and without, suffix 'ER') shown throughout the Frye Building 
on electrical drawing E2. 
 
RESPONSE to Q4: That is the intent. 
 
QUESTION 5) Presumably, all of these new emergency shutdown switches described in question 4 
above, are proposed in conjunction with new shunt trip equipped main circuit breakers within the new 
panelboards, as well as the demolition of all of the existing contactors with suffix 'R' shown  throughout 
the Frye Building. Please see electrical drawing E2. Please confirm the new shutdown switch devices 
shown with suffix 'ER', already have existing estop control wiring which can remain in place for reuse, 
whereas an emergency shutdown switch symbol with no suffix, depicts a proposed new shutdown 
switch at a new location where new estop control wiring will be required activate the new shunt trip 
main circuit breaker within the new panelboard at an existing or new lab. 
 
RESPONSE to Q5: It is unknown the condition of the wiring for the existing Estops.  Provide new wiring 
to the main shunt trip breakers. 
 
QUESTION 6) Please clarify responsibility for furnishing and installing the welding booth unistrut frames 
depicted on the "welding booth electrical layout - 5' x 5' detail", and the "unistrut wall layout detail", 
both details shown on electrical drawing E01. Is the intent for the EC to furnish, install and secure to wall 
and floor, the unistrut frame for the welding booth? 
 
RESPONSE to Q6: It is the responsibility of the Electrical Contractor to provide the unistrut to mount 
electrical equipment such as Panels WL and WH2 and the disconnects and welding receptacles.  The 
General Contractor shall provide the welding booth metal framing, walls and accessories, as specified 
and indicated. 
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QUESTION 7) Please clarify responsibility (GC or EC?) for cutting and patching openings where existing 
recessed flushed mounted panelboards are shown to be removed, and new panelboards are shown to 
be installed at the same location of the removed panelboard. 
 
RESPONSE to Q7: On Drawing E6.0 in the Panelboard & Feeder Schedule:  for LPA and P2, Note #5 
indicates “For the recessed panelboards, keep the existing tub and replace the interior panelboard 
components.”  (See Drawing E6.0). No cutting patching is required. 
 
SPECIFICATIONS: 
 
05 50 00 PARA 2.4.F.12 CLARIFICATION: The 2’ LED Lighting Strips (in the new Welding 

Booths), described herein are provided as specified by Electrical.  
 
09 91 23 ADD PAR 2.13 TRAFFIC PAINT: Provide, prepare for and apply Sherwinn Williams 

PRO-PARK™ Waterborne Traffic Marking Paint, premium waterborne acrylic alkyd 

striping paint for replacing/repairing paint lines removed/damaged on asphalt 

surfaces as part of the Base Bid, Sheen: Flat, Color: White, Lining Pattern: Straight 

lines matching original layout. 

 
26 05 00  PARA 2.3.B.1. DELETE text reading “Black powder coat in Lab”. 
 
ATTACHMENTS: As mentioned above. 
                                                              

 
END OF ADDENDUM NO. 3 
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PRE-BID WALK-THROUGH                     1904/ KVCC WHITNEY WING RENOVATIONS 

GENERAL CONTRACTORS WHO ATTENDED (PERMITTED TO BID) 28JAN2020 
 

The following General Contractors attended the Mandatory Pre-Bid Walk-Through held on 
28JAN2020 at Kennebec Valley Community College and are therefore permitted to BID the 
project: 
 
NAME LOCATION                                                                                                       

 The Penobscot Company, Inc.  Rockport, ME 

 E.W. Littlefield, Inc. Hartland, ME 

 J.F. Scott Construction Co. Winthrop, ME 

 Ralph McNaughton Construction, Inc. Newport, ME 

 Optimum Construction, Inc. Portland, ME 

 Blane Casey Building Contractor, Inc. Augusta, ME 

 S.J. Wood Construction Co. Winthrop, ME 

 H.E. Callahan Construction Co. Auburn, ME 

 Doten’s Construction, Inc. Freeport, ME  

 King Construction Services, Inc. Jonesport, ME 

 Sheridan Construction Corp. Fairfield, ME 

 Nichols Construction, Inc. Bangor, ME 

 Great Falls Construction, Inc. Gorham, ME 

 Ganneston Construction Corp. Augusta, ME 
  



 

2 
 

 

PRE-BID WALK-THROUGH                     1904/ KVCC WHITNEY WING RENOVATIONS 

SUB-CONTRACTORS WHO ATTENDED (OPTIONAL) 28JAN2020 

The following Sub-Contractors attended the Pre-Bid Walk-Through held on 28JAN2020 at 
Kennebec Valley Community College: 
 
NAME DISCIPLINE                                                                                                       

 IEC Electrical & Data Services  Electrical 

 Matrix Power Services  Mechanical 

 AK&S Drywall, Inc.  Drywall 

 Manter Construction, Inc.  Earthworks 

 Johnson & Jordan  Mechanical, Electrical & Controls 

 ABM Mechanical, Inc.  Mechanical 

 Damon Mechanical Services  Mechanical 

 S-H Electric  Electrical 

 Perry Electric  Electrical 

 HBC Hahnel Brothers Co.  Sheet Metal Work 

 Norris A. Preble Co., Inc.  Mechanical 

 Basix Automation Integrators  Controls 

 Travers Electric, Inc.  Electrical 

 Mechanical Services, Inc.  Mechanical 

 MAC Electric  Electrical 

 ELCO Electric, Inc.  Electrical 

 Carmel Electric, Inc.  Electrical 

 Lakeside Concrete Cutting, Inc.  Concrete 
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